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Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFIRE ALARM SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Tel : 02-366 -9000 , FAX : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

PKL ,W/S,W/H, BLDG   SFIP-01  SIMPLEX 4100 ES [NODE 1]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    227.1  VAC

Charger control panel    27.15  VDC

Battery back up   27.13  VDC ( start  25/6/20 ) 12V 18Ah

* Battery  2   2 

Y

Y

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet (Monthly/Quarterly)

REF.Contract NO :

Y

Y

Y

Fire Detection and Alarm System

Subject : 

TAKACHIHO

Witness :

Y

Y

Y

Y

SC1000142
Inspection Date :

Remark : 

Y

Y

Y

Location of fire alarm control panel : 

Inspector :

Y

Y

1. Fire Alarm Control Panel 

ResultDescription

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

CONTROL PANEL FIRE ALARM1



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

PKL,W/S,W/H, BLDG  SFIP-01  SIMPLEX 4100 ES [NODE 1]

1 M1-32 MANUAL Y Y
2 M1-34 MANUAL Y Y
3 M1-59 SMOKE Y Y
4 M1-29 MANUAL Y Y
5 M1-21 MANUAL Y Y
6 M1-17 MANUAL Y Y
7 M1-37 MANUAL Y Y
8 M1-39 MANUAL Y Y
9 M1-43 MANUAL Y Y
10 M1-47 MANUAL Y Y
11 M1-54  MANUAL Y Y
12 M1-61 SMOKE Y Y
13 M1-60 SMOKE Y Y
14 M1-63 SMOKE Y Y
15 M1-64 SMOKE Y Y
16 M1-24 MANUAL Y Y
17 M1-6 MANUAL Y Y
18 M1-1 MANUAL Y Y
19 M1-15 MANUAL Y Y
20 M1-15 MANUAL Y Y
21 M1-11 IAM-signal alarm Y Y
22 M1-12 IAM-signal alarm Y Y
23 M1-26 MANUAL Y Y
24 M1-57 SMOKE Y Y
25 M1-57 SMOKE Y Y
26 M1-57 SMOKE Y Y
27 M1-58 MANUAL Y Y
28 M1-58 MANUAL Y Y
29 M1-58 MANUAL Y Y
30 M1-62 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

PKL Tunnel south( )
PKL Tunnel south( )
PKL Tunnel south( )

W/H Room B

PKL eer room (signal fm 200)

PKL-op/15

PKL-op/4
PKL acid tank sm-1

PKL Tunnel south( )

PKL Tunnel south( )

Work shop trainning room
Worke shop office room

PKL-eer room

Ware house room-a

PKL eer room (signal inergen)

PKL Tunnel south( )

PKL-exit pulpit
PKL-op/3

PKL-eer room

Worke shop op/12
PKL op/16  Silen grid

item LOOP/ 
Zone.Number

Location of fire alarm control panel : 

Ware house

Witness :

Inspection Date :

Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Fire Detection and Alarm System

SC1000142

Inspector : Subin, Wachira, Somkid, Anucha, Anuchit

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark:

Khun Songpon, Khun Sonthaya

PKL-mac-console o-s1

RemarkLocation Inspection 
ResultType Test Result

PKL  mac 03 op/17
Ware house op/08

PKL-mac-3
PKL-op/5

Ware house room-b

Ware house op/09
Worke shop tool room

Function test1

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

 COLD ROLL MILL,OPERATION  BLDG  SFIP-02  SIMPLEX 4100 ES [ NODE 2 ]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   227.2  VAC 

Charger control panel 27.21 VDC

Battery back up 27.20 VDC( start 25/6/20 )  12V 18Ah   

Local Power Supply Support Building

AC POWER  :  227.3  VAC * Battery  2   2 

Charger control panel  :  27.18  VDC

Battery Back Up  :  27.15  VDC

Battery Start  :  28/09/20

Preventive Maintenance Check Sheet (Monthly/Quarterly)

Witness : Khun Songpon, Khun Sonthaya

Inspection Date :

Fire Detection and Alarm System

Subject : 
Client :

Inspector :

REF.Contract NO : SC1000142
NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

Y

Y

Y

Location of fire alarm control panel : 

Description

Y

Y

Result

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

Y

TAKACHIHO

Y

Remark : 

CONTROL PANEL FIRE ALARM2

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

1 M1-1 MANUAL Y
2 M1-12 SMOKE Y
3 M1-12 SMOKE Y
4 M1-14 MANUAL Y
5 M1-20 MANUAL Y
6 M1-21 MANUAL Y
7 M1-17 MANUAL Y
8 M1-26 MANUAL Y
9 M1-22 MANUAL Y

10 M2-33 MANUAL Y
11 M2-30 MANUAL Y
12 M2-11 MANUAL Y
13 M2-14 MANUAL Y
14 M2-25 MANUAL Y
15 M2-22 MANUAL Y
16 M2-28 MANUAL Y
17 M2-8 MANUAL Y
18 M1-5 SMOKE Y
19 M1-5 SMOKE Y
20 M1-5 SMOKE Y
21 M1-5 SMOKE Y
22 M1-5 SMOKE Y
23 M1-5 SMOKE Y
24 M1-5 SMOKE Y
25 M1-5 SMOKE Y
26 M1-5 SMOKE Y
27 M1-5 SMOKE Y
28 M1-6 SMOKE Y
29 M1-6 SMOKE Y
30 M1-6 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System

Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO : SC1000142
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Inspector : Subin, Wachira, Somkid, Anucha, Anuchit

Remark

Exit door OP 64 Y
Grid Y-49 Y

Inspection 
Result

Grid Y-49 Y

Type

CRM pulpit Y

Test Result

CRM hydr cella( ) Y
CRM hydr cella( ) Y

CRM Y
CRM rool shop op/66 Y

CRM Y
CRM op/20 Y
CRM op/21 Y

CRM eer.room op/27 Y
CRM eer.room Y
CRM eer.room Y
CRM eer.room Y
CRM eer.room Y

CRM op/29 Y
Operation bldg Y

Y

Operation bldg Y

Operation bldg Y
Operation bldg Y

Y

Operation bldg

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Operation bldg
Operation bldg Y
Operation bldg

Function test 2-1

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

31 M1-6 SMOKE Y
32 M1-6 SMOKE Y
33 M1-6 SMOKE Y
34 M1-6 SMOKE Y
35 M1-6 SMOKE Y
36 M1-5 SMOKE Y
37 M1-5 SMOKE Y
38 M1-5 SMOKE Y
39 M1-5 SMOKE Y
40 M1-7 MANUAL Y
41 M1-9 MANUAL Y
42 M2-23 MANUAL Y
43 M2-24 MANUAL Y
44 M2-17 IAM-signal alarm Y
45 M2-18 IAM-signal alarm Y
46 M1-6 HEAT Y
47 M2-12 SMOKE Y
48 M2-29 SMOKE Y
49 M2-29 SMOKE Y
50 M2-29 SMOKE Y
51 M2-29 SMOKE Y
52 M2-29 SMOKE Y
53 M2-12 SMOKE Y
54 M2-12 SMOKE Y
55 M2-12 SMOKE Y
56 M1-31 SMOKE Y
57 M1-32 SMOKE Y

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO :
Inspection Date :

SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

Operation bldg Y

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y

EER room CRM Y
EER room CRM Y

CRM EER (Signal Inergen1) Y
CRM EER (Signal Inergen2) Y

Operation bldg Y
EER Room Ground Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y

CRM EER Room Ground Y
CRM EER Room Ground Y
CRM EER Room Ground Y

Roll Shop EER RM. Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Roll Shop EER RM. Y

Function test 2-2



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

1 M3-60 MANUAL Y
2 M3-39 MANUAL Y
3 M3-38 MANUAL Y
4 M3-52 MANUAL Y
5 M3-19 MANUAL Y
6 M3-22 MANUAL Y
7 M3-73 SMOKE Y
8 M3-74 SMOKE Y
9 M3-26 MANUAL Y

10 M3-35 MANUAL Y
11 M3-48 MANUAL Y
12 M3-30 SMOKE Y
13 M3-31 MANUAL Y
14 M3-27 MANUAL Y
15 M3-58 MANUAL Y
16 M3-76 SMOKE Y
17 M3-76 SMOKE Y
18 M3-76 SMOKE Y
19 M3-76 SMOKE Y
20 M3-76 SMOKE Y
21 M3-76 SMOKE Y
22 M3-76 SMOKE Y
23 M3-76 SMOKE Y
24 M3-76 SMOKE Y
25 M3-77 MANUAL Y Y
26 M3-78 MANUAL Y
27 M3-55 MANUAL Y Y
28 M3-96 MANUAL Y Y
29 M3-96 MANUAL Y Y
30 M3-97 HEAT Y

Remark: * M2-12  test   4 Ea ( )
*  loop  M1   60 

Document store Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Document store Y

Canteen
Canteen
Canteen

Document store
Document store Y

ZAL op/34

Y

MCL1 op/32 Y
Document store Y

Document store Y

Document store Y
Document store Y
Document store Y
Document store Y
Document store Y

MCL1 pulpit room Y
MCL1 pulpit room Y

MCL1 op/54 Y

MCL1 op/56 Y
MCL1 op/52 Y
MCL1 op/49 Y

ZAL op/57 Y
Maintenance office Y
Maintenance office Y

MCC.op/51 Y
ZAL op/35 Y
MCl. op/60 Y

Remark

ZAL op/60 Y
MCC.op/exit Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-3

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

31 M3-97 HEAT Y
32 M3-97 HEAT Y
33 M3-97 HEAT Y
34 M3-97 HEAT Y
35 M3-97 HEAT Y
36 M3-97 HEAT Y
37 M3-97 HEAT Y
38 M3-68 IAM-signal alarm Y
39 M3-43 IAM-signal alarm Y
40 M3-44 IAM-signal alarm Y
41 M3-72 IAM-signal alarm Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

eer-mcl-1 inergen signal Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Canteen Y
Canteen Y
Canteen Y

Remark

Canteen Y
Sub 115 kv Y

Canteen Y
Canteen Y
Canteen Y

eer-mcl-1 inergen signal Y
Support bldg inergen signal Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Function test 2-4

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

1 M3-70 (ZONE 2) MANUAL Y
2 M3-69 (ZONE 1) SMOKE Y
3 M3-69 (ZONE 1) SMOKE Y
4 M3-69 (ZONE 1) SMOKE Y
5 M3-70 (ZONE 2) MANUAL Y
6 M3-69 (ZONE 1) SMOKE Y
7 M3-69 (ZONE 1) SMOKE Y
8 M3-69 (ZONE 1) SMOKE Y
9 M3-69 (ZONE 1) SMOKE Y

10 M3-70 (ZONE 2) MANUAL Y
11 M3-70 (ZONE 2) SMOKE Y
12 M3-71 (ZONE 3) SMOKE Y
13 M3-71 (ZONE 3) SMOKE Y
14 M3-71 (ZONE 3) MANUAL Y
15 M3-71 (ZONE 3) SMOKE        Y
16 M3-71 (ZONE 3) SMOKE Y
17 M3-71 (ZONE 3) MANUAL Y
18 M3-71 (ZONE 3) MANUAL Y
19 M3-71 (ZONE 3) SMOKE Y
20 M3-71 (ZONE 3) SMOKE Y
21 M3-71 (ZONE 3) SMOKE Y
22 M3-71 (ZONE 3) SMOKE Y
23 M3-71 (ZONE 3) MANUAL Y
24 M3-69 (ZONE 1) SMOKE Y
25 M3-69 (ZONE 1) SMOKE Y
26 M3-69 (ZONE 1) SMOKE Y
27 M3-69 (ZONE 1) SMOKE Y
28 M3-69 (ZONE 1) SMOKE Y
29 M3-69 (ZONE 1) SMOKE Y
30 M3-70 (ZONE 2) SMOKE Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector : Subin, Wachira, Somkid, Anucha, Anuchit
Witness : Khun Songpon, Khun Sonthaya

Support bldg Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

Support bldg Y
Support bldg Y

Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y

Support bldg first aid Y
Support bldg first aid Y

Safety bldg. Y
Safety bldg. Y
Safety bldg. Y

Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y

Trainning room Y
Trainning room Y

Project Engineering Y
Safety bldg. Y

Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y

Support bldg. First aid Y

Function test 2-5

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

31 M3-71 (ZONE 3) MANUAL Y
32 M3-71 (ZONE 3) MANUAL Y
33 M3-70 (ZONE 2) SMOKE Y
34 M3-70 (ZONE 2) SMOKE Y
35 M3-80 Alarm Bell Y
36 M3-81 Alarm Bell Y
37 M3-69 SMOKE Y
38 M3-69 SMOKE Y
39 M3-69 SMOKE Y
40 M3-69 SMOKE Y
41 M3-69 SMOKE Y
42 M3-69 SMOKE Y
43 M3-69 SMOKE Y
44 M3-69 SMOKE Y
45 M3-71 MANUAL Y
46 M3-71 SMOKE Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector : Subin, Wachira, Somkid, Anucha, Anuchit
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Toilet Y
Toilet Y

Remark

Project Engineering Y
Support bldg. Y

Support bldg. Y
Trainning room Y

Commercial Rm. Y
WH & Logistics Rm. Y

Production Planning Rm. Y
Customer Service Rm. Y
Infrastructure Support Y

Procurement Rm. Y
VP Supply Chain Rm. Y

Support Bldg. Y
Project Engineering Y
Project Engineering Y

Function test 2-6



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

 CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    229.1  VAC

Charger control panel  27.40  VDC

Battery back up 27.38  VDC

* Battery  start 25/6/20  12V 18Ah

* Battery  2   2 

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 

Result

Client :
REF.Contract NO :

Inspection Date :
Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anucha, Anuchit

Description

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Remark : 

Y

Y

Y

Y

Y

CONTROL PANEL FIRE ALARM 3

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

1 M1-38 MANUAL Y
2 M1-46 SMOKE Y
3 M1-45 SMOKE Y
4 M1-27 MANUAL Y
5 M1-14 MANUAL Y
6 M1-42 MANUAL Y
7 M1-8 MANUAL Y
8 M1-5 MANUAL Y
9 M1-11 MANUAL Y

10 M1-47 SMOKE Y
11 M2-3 MANUAL Y
12 M2-2 SMOKE Y
13 M2-1 SMOKE Y
14 M2-8 MANUAL Y
15 M2-8 MANUAL Y
16 M2-7 SMOKE Y
17 M2-14 SMOKE Y
18 M2-14 SMOKE Y
19 M2-13 MANUAL Y
20 M2-13 MANUAL Y
21 M2-11 MANUAL Y
22 M2-3 MANUAL Y
23 M2-3 MANUAL Y
24 M2-3 MANUAL Y
25 M2-2 SMOKE Y
26 M2-2 SMOKE Y
27 M2-2 SMOKE Y
28 M1-86 SMOKE Y
29 M1-87 SMOKE Y
30 M1-88 SMOKE Y

Remark:

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO : SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anucha, Anuchit

CPL-lab room 2 Y

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

CPL op/46 Y
CPL-lab room 1 Y

CPL - paint line mac-4 Y
CPL - paint line mac-2 Y

CPL new lab op/37 Y
CPL packing mac-1 Y
CPL packing mac-2 Y

CPL-recon area Y
MCL-inspactor room Y

Service tunnel north mac Y
Service tunnel north smoke Y
Service tunnel north smoke

Air compreeser- mac Y

Air compreeser- smoke Y

Y

Air compreeser- mac Y

Water treat ment smoke Y

Water treat ment mac Y

Solid waste Y

Water treat ment smoke Y

Water treat ment mac Y

Service tunnel north mac Y
Service tunnel north mac Y
Service tunnel north mac Y

Service tunnel north smoke Y
Service tunnel north smoke Y
Service tunnel north smoke Y

MCL_2 exit room Y
MCL_2 exit room Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable
MCL_2 exit room Y

Function test 3-1

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 TCIF Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

31 M2-43 MANUAL Y
32 M2-44 SMOKE Y
33 M2-45 SMOKE Y
34 M2-35 S/S V.  N/A Main Valve off
35 M2-39 S/S V.  N/A Main Valve off
36 M2-46 MANUAL Y
37 M2-48 SMOKE Y
38 M2-49 SMOKE Y
39 M2-93 SMOKE Y
40 M2-94 SMOKE Y
41 M2-91 MANUAL Y
42 M2-55 S/S V.  N/A Main Valve off
43 M2-59 S/S V.  N/A Main Valve off
44 M2-63 S/S V.  N/A Main Valve off
45 M2-77 S/S V.  N/A Main Valve off
46 M2-71 S/S V.  N/A Main Valve off
47 M2-63 S/S V.  N/A Main Valve off
48 M2-83 S/S V.  N/A Main Valve off
49 M1-81 S/S V.  N/A Main Valve off
50 M1-6 SMOKE S
51 M1-75 S/S V.  N/A Main Valve off
52 M1-90 S/S V.  N/A Main Valve off
53 M1-61 S/S V.  N/A Main Valve off
54 M1-55 S/S V.  N/A Main Valve off
55 M1-49 S/S V.  N/A Main Valve off
56 M1-68 MANUAL Y
57 M1-70 SMOKE Y
58 M1-71 SMOKE Y
59 M1-68 MANUAL Y
60 M1-33 MANUAL Y

Remark:

Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anucha, Anuchit

Preventive Maintenance Check Sheet 

MCL-2  entry meting room Y

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

MCL_2  coating pot room Y
MCL_2  coating pot room Y
MCL_2  coating pot room

Remark

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y

MCL-2  entry meting room Y
MCL-2  entry meting room Y

MCL-2  entry room Y
MCL-2  entry room Y
MCL-2  entry room Y

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

HC. Yard Office Rm. S
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y

CPL  c2/25 Y

Function test 3-2

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

61 M1-43 SMOKE Y Y
62 M1-43 SMOKE Y Y
63 M1-43 SMOKE Y Y
64 M1-84 MANUAL Y Y
65 M1-22 S/SV Y Y
66 M1-30 MANUAL Y Y
67 M1-1 MANUAL Y Y
68 M1-24 MANUAL Y Y
69 M2-1 SMOKE Y Y
70 M2-1 SMOKE Y Y
71 M2-12 HEAT Y Y
72 M2-12 HEAT Y Y
73 M2-12 HEAT Y Y
74 M2-12 HEAT Y Y
75 M1-93 MANUAL Y Y
76 M1-93 SMOKE Y Y
77 M1-93 SMOKE Y Y
78 M1-93 SMOKE Y Y
79 M1-93 SMOKE Y Y
80 M1-93 SMOKE Y Y
81 M1-93 SMOKE Y Y
82 M1-93 SMOKE Y Y
83 M1-93 SMOKE Y Y
84 M1-93 SMOKE Y Y
85 M1-93 SMOKE Y Y

Remark:

Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anucha, Anuchit

Preventive Maintenance Check Sheet 

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

CPL Paint line
CPL Recon Area
CPL Paint Store

New lab room
Exit mcl 2 pulpit

MCL 2 Suppervisory

New lab room
New lab room

SOLID WASTE
EQUIPMENT

EQUIPMENT STORGE W/H

SOLID WASTE

SERVICE TUNNEL
SERVICE TUNNEL

SOLID WASTE

SOLID WASTE

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Function test 3-3



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

MCL-2 BLDG  Node 3 Loop M3

1 M3-34 MANUAL S S
2 M3-35 MANUAL S S
3 M3-36 MANUAL S S
4 M3-37 MANUAL S S
5 M3-33 MANUAL S S
6 M3-29 MANUAL S S
7 M3-23 MANUAL S S
8 M3-24 MANUAL S S
9 M3-25 MANUAL S S

10 M3-9 MANUAL S S
11 M3-27 MANUAL S S
12 M3-28 MANUAL S S
13 M3-16 MANUAL S S
14 M3-17 MANUAL S S
15 M3-18 MANUAL S S
16 M3-30 MANUAL S S
17 M3-1 MANUAL S S
18 M3-26 MANUAL S S
19 M3-2 MANUAL S S
20 M3-31 MANUAL S S
21 M3-32 MANUAL S S
22 M3-48 MANUAL S S
23 M3-48 HEAT S S
24 M3-48 HEAT S S
25 M3-48 HEAT S S
26 M3-48 HEAT S S
27 M3-48 HEAT S S
28 M3-38 MANUAL S S Under ground EER
29 M3-3 IAM S S commons trouble
30 M3-4 IAM S S commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System

Client :
REF.Contract NO : SC1000142

Inspection Date :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 

Inspection 
Result RemarkTest ResultLOOP/ 

Zone.Number

Remark :

 Mcl-2 coil and storange wast zone 6

Mcl-2 coil and storange east  zone 4
Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 Ingot storange Zone 3

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange central zone 5

Mcl-2 New Chemical Storage Zone 8

item Location

Mcl-2 NCP1 PLC & Com Rm. 

 Mcl-2 coil and storange wast zone 6
Mcl-2 coil and storange central zone 5
Mcl-2 coil and storange central zone 5

MCL-2 main eer room Zone1
Mcl-2 coil and storange central zone 5

MCL-2 entry eer room Zone 2

Mcl-2 Ingot storange Zone 3

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 New Chemical Storage Zone 8

Mcl-2 coil and storange central zone 5
MCL-2 main eer room Zone1

Mcl-2 NCP1 PLC & Com Rm. 

Subin, Wachira, Somkid, Anucha, Anuchit

 Mcl-2 coil and storange wast zone 6
 Mcl-2 coil and storange wast zone 6

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 Ingot storange Zone 3

Type

Inspector :
Witness :

Location of fire alarm control panel : 

Khun Songpon, Khun Sonthaya

Mcl-2 coating Pot EER RM Zone 7

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Function test 3-4

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

MCL-2 BLDG  Node 3 Loop M3

31 M3-5 IAM SUPERVISORY S S commons trouble
32 M3-6 IAM SUPERVISORY S S commons alarm
33 M3-39 IAM SUPERVISORY S S commons trouble
34 M3-40 IAM SUPERVISORY S S commons alarm
35 M3-19 IAM SUPERVISORY S S commons trouble
36 M3-20 IAM SUPERVISORY S S commons alarm
37 M3-10 IAM SUPERVISORY S S commons trouble
38 M3-11 IAM SUPERVISORY S S commons alarm
39 M3-12 IAM SUPERVISORY S S commons trouble
40 M3-13 IAM SUPERVISORY S S commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Test Result Remark

Mcl-2 NCP2 Main Exit EER Rm. 
Mcl-2 NCP2 Main Exit EER Rm. 

Mcl-2 NCP3 Coating Pot EER Rm. 
Mcl-2 NCP3 Coating Pot EER Rm. 

Inspection 
Result

Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Remark :

Function test 3-5

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      227.2  VAC  

Charger control panel 27.45  V.dc 

Battery back up 27.420  V.dc  start using 26/6/20

* Cable loop Idnet  out , short CKT

* Battery  2   2 

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Y

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Y

Y

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Description Result

1. Fire Alarm Control Panel 

Subin, Wachira, Somkid, Anucha, Anuchit

Remark : 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

CONTROL PANEL FIRE ALARM 4

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

1 M1-1 SDA Y
2 M1-2 SMOKE Y
3 M1-2 SMOKE Y
4 M1-2 SMOKE Y
5 M1-3 SMOKE Y
6 M1-3 SMOKE Y
7 M1-3 SMOKE Y
8 M1-3 SMOKE Y
9 M1-3 SMOKE Y

10 M1-3 SMOKE Y
11 M1-3 SMOKE Y
12 M1-3 SMOKE Y
13 M1-4 SMOKE Y
14 M1-4 SMOKE Y
15 M1-4 SMOKE Y
16 M1-4 SMOKE Y
17 M1-4 SMOKE Y
18 M1-4 SMOKE Y
19 M1-4 SMOKE Y
20 M1-4 HEAT Y
21 M1-4 HEAT Y
22 M1-5 MANUAL Y
23 M1-6 MANUAL Y
24 M1-7 MANUAL Y
25 M1-8 IAM Signal Alarm Y

Fire Detection and Alarm System

Witness :

Preventive Maintenance Check Sheet 

SC1000142

Khun Songpon, Khun Sonthaya

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO :

Remark

Admin bldg. Y

Ranbuil store Y
Ranbuil store Y

Type Inspection 
Result Test Result

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Ranbuil store Y
Admin bldg.canteen Y

Admin bldg. Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Admin bldg. Y
Admin bldg. Y
Admin bldg. Y
Admin bldg. Y
Admin bldg. Y
Admin bldg. Y
Admin bldg. Y

Admin bldg. Y
Admin bldg. Y

Y
Admin bldg. exit Y
Admin bldg. exit Y

Subin, Wachira, Somkid, Anucha, Anuchit

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

FCP Training School Bld. Y

Admin bldg.

Function test panel 4



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

 Training School Building Notifier (SFP-2402)

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

  Fire Detection and Alarm System
Preventive Maintenance Check Sheet (Monthly/Quarterly)

Witness : Khun Songpon, Khun Sonthaya

Description Normal Status

Location of fire alarm control panel : 

Result

1. Fire Alarm Control Panel 

S S

S S

S S

S S

S S

S S

S S

S S

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Remark : AC POWER     228.1  VAC

Charger control panel 27.31  Vdc. 

Battery back up 27.29 Vdc. (Start 29/7/22) 12V 7.5 Ah.

TAKACHIHO

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

27 July 2022 - 7 August 2022

1 Zone 1 Smoke S S
2 Zone 1 Smoke S S
3 Zone 1 Smoke S S
4 Zone 1 Smoke S S
5 Zone 1 Manual S S
6 Zone 2 Smoke S S
7 Zone 2 Smoke S S
8 Zone 2 Smoke S S
9 Zone 2 Smoke S S

10 Zone 2 Smoke S S
11 Zone 2 Smoke S S
12 Zone 2 Smoke S S
13 Zone 2 Smoke S S
14 Zone 2 Smoke S S
15 Zone 2 Manual S S
16 Zone 2 Manual S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Location of fire alarm control panel : Training School Building Notifier (SFP-2402)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Smoke No.6 Training

Remark

Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training

Manual Training
Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training
Smoke No.5 Training

Smoke No.7 Training
Smoke No.8 Training
Smoke No.9 Training
Manual No.1 Training
Manual No.2  Training

training school building1

FUNCTION TEST FIRE ALARM SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

IINERGEN SYSTEM



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Y Y

Y Y

Charger control panel 26.99 Vdc. 

Battery back up 26.99  Vdc.  (start using 22/12/21)

TAKACHIHO

Remark : AC POWER     229.3  VAC

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Releasing Control Panel Y Y

Y Y

Description  Status Function test 
Result

Electrical system

SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.
REF.Contract NO :

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

1 ZONE. 1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE. 2 SMOKE.2 Y Y
3 ZONE. 1 SMOKE.1 Y Y
4 ZONE. 2 SMOKE.2 Y Y
5 ZONE. 1 SMOKE.1 Y Y
6 ZONE. 2 SMOKE.2 Y Y
7 ZONE. 3 MANAUL1 Y Y to discharge 30 sec
8 ZONE. 3 MANAUL2 Y Y to discharge 30 sec
9 STOBE light Y Y active pre discharge
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW 1 Y Y  remain 10 sec
12 ABORT.SW 2 Y Y

clean and test detector  function test o.k
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 stobe horn , Alarm 2 stobe light 
* Manual release stobe horn active

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

PKL-maln eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Inspection Date :

Subject : 
Client :

item Zone.Number

Khun Songpon, Khun Sonthaya

PKL-maln eer.room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Inspector :
Witness :

SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anucha, Anuchit

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

RemarkTest ResultLocation Test trouble 
signal FCPType

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : AC POWER      230.6  VAC

TAKACHIHO

Charger control panel 27.35 VDC

Battery back up 27.33  VDC  ( start using 25/6/20)

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 STOBE light Y Y active pre discharge
12 Solenoid Y Y to discharge

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :
Inspector :

Witness :

item Location Zone.Number

Subin, Wachira, Somkid, Anucha, Anuchit

Test Result

CRM  main eer.room

Remark

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Test trouble 
signal FCP

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Type

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

Charger control panel 27.02  VDC

Battery back up  27.00  VDC  (start using 25/6/20)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

Y Y

Y Y

AC POWER      224.1  VAC

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR  ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 MANUAL Y Y to discharge 30 sec
12 STOBE light Y Y active pre discharge
13 Solenoid Valve Y Y to discharge 

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

CRM- main eer.server room

REF.Contract NO :

CRM- main eer.server room
CRM- main eer.server room
CRM- main eer.server room

item Location Zone.Number Type RemarkTest Result Test trouble 
signal FCP

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CRM- main eer.server room
CRM- main eer.server room

Client :

Khun Songpon, Khun Sonthaya

CRM- main eer.server room
CRM- main eer.server room

CRM- main eer.server room

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

CRM- main eer.server room

Subin, Wachira, Somkid, Anucha, Anuchit

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER      228.5  VAC

Charger control panel 27.35  V.dc 

Battery back up  27.32  V.dc Start using (25/6/20)

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 ZONE.1 SMOKE.1 Y Y
10 ZONE.2 SMOKE.2 Y Y
11 ZONE.1 SMOKE.1 Y Y
12 ZONE.2 SMOKE.2 Y Y
13 MANUAL 1 Y Y to discharge 30 sec
14 MANUAL 1 Y Y to discharge 30 sec
15 Strobe Light Y Y active pre discharge
16 Solenoid Valve Y Y to discharge 
17            MCL-main eer.room ABORT.SW Y Y remain 10 sec.
18            MCL-main eer.room ZONE.1 SMOKE.1 Y Y
19            MCL-main eer.room ZONE.2 SMOKE.2 Y Y

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

Test Result

MCL-main eer.room

Test trouble 
signal FCP Remark

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room

Client :

item Location Zone.Number Type

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anucha, Anuchit

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    MCL1-PROGRAM SARVER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER     229.5  VAC

Charger control panel 27.15  V.dc 

Battery back up  27.14 VDC  (start using 25/6/20)

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    MCL1-PREGRAM SAVER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 MANUAL Y Y to discharge 30 sec
6 STROBE light Y Y active discharge
7 Solenoid Valve Y Y to discharge 
8 ABORT.SW Y Y remain 10 sec.

* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

Test Result Test trouble 
signal FCP Remark

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Type

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    MAIN SUB-115 KV   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Description  Status Function test Result

Khun Songpon, Khun Sonthaya
Inspector :

Witness :
Subin, Wachira, Somkid, Anucha, Anuchit

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

AC POWER      228.7  VAC

TAKACHIHO

Y Y

Remark : 

Charger control panel 27.16 V.dc 

Battery back up  27.12  Vdc  (start using 25/6/20)

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    MAIN SUB 115 KV   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.3 MANUAL Y Y to discharge 30 sec
4 Strobe Light Y Y active pre discharge
5 Solenoid Valve Y Y to discharge 
6 ZONE.4 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

Test Result Test trouble 
signal FCP Remark

115 KV .room
115 KV .room
115 KV .room

Type

115 KV .room
115 KV .room
115 KV .room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  Support Bldg. (server room) Auto

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : AC POWER  230.1 VAC

Charger control panel 26.95  V.dc 

Battery back up  26.93 V.dc  (Start using 25/6/20)

TAKACHIHO

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   Support Bldg. (server room) Auto

1 ZONE.1 Smoke Detector Y Y cross zone detector discharge 30sec
2 ZONE.2 Smoke Detector Y Y
3 ZONE.1 Smoke Detector Y Y
4 ZONE.2 Smoke Detector Y Y
5 ZONE.3 Manual Release Y Y to discharge 30 sec
6 ZONE.4 Abort Switch Y Y remain 10 sec
7 ZONE.5 Pressure Switch Y Y active alarm bell
8 NAC 2 Stobe / horn Y Y active first alarm
9 NAC 3 Alarm Bell Y Y active pre discharge
10 NAC 1 Solenoid Valve Y Y to discharge 
11 NAC 1 Key Switch Y Y

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Test Result Test trouble 
signal FCP Remark

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Server Room

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Zone.Number

Server Room
Server Room

Subin, Wachira, Somkid, Anucha, Anuchit

Type

Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room

TAKACHIHO

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Telephone no. : 02-366 -9000

Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : INERGEN PKL, CRM

1 661066 S
2 661141 S
3 661362 S
4 661130 S
5 661240 S
6 661300 S
7 661330 S
8 661270 S
9 661157 S

10 661073 S
11 661136 S
12 661100 S
13 661342 S
14 661218 S
15 661202 S
16 661197 S
17 661131 S
18 661111 S
19 661091 S
20 661160 S
21 661294 S
22 661080 S
23 661096 S
24 661404 S
25 661067 S
26 661123 S
27 661298 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

CRM EER Room (Computer CRM RM) 160 bar 
EER Room (Computer CRM RM) 170 bar 

EER Room (Computer CRM RM) 170 bar 
EER Room (Computer CRM RM) 170 bar 

PKL EER Room 170 bar 

EER Room (Computer CRM RM) 170 bar 
PKL EER Room 160 bar 

PKL EER Room 169 bar 
PKL EER Room 170 bar 

PKL EER Room 175 bar 
PKL EER Room 165 bar 

PKL EER Room 150 bar 
PKL EER Room 171 bar 

PKL EER Room 150 bar
PKL EER Room 162 bar 

CRM EER Room 150 bar

PKL EER Room 155 bar 

CRM EER Room 160 bar 
CRM EER Room 170 bar 

CRM EER Room 170 bar 

CRM EER Room 160 bar 
CRM EER Room 160 bar 

CRM EER Room 175 bar 
CRM EER Room 150 bar
CRM EER Room 170 bar

REF.Contract NO : SC1000142

CRM EER Room 150 bar
CRM EER Room 160 bar 

item Location Tank no. Inspect result Pressure tank

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : INERGEN MCL 1

1 MCL1 EER ROOM 661116
2 MCL1 EER ROOM 661125
3 MCL1 EER ROOM 661392
4 MCL1 EER ROOM 661183
5 MCL1 EER ROOM 661414
6 MCL1 EER ROOM 661379
7 MCL1 EER ROOM 661211
8 MCL1 EER ROOM 661260
9 MCL1 EER ROOM 661372

10 MCL1 EER ROOM 661195
11 MCL1 EER ROOM 661095
12 MCL1 EER ROOM 661262
13 MCL1 EER ROOM 661087
14 MCL1 EER ROOM 661303
15 MCL1 EER ROOM 661051
16 MCL1 EER ROOM 661264
17 MCL1 EER ROOM 661291
18 MCL1 EER ROOM 661377
19 MCL1 EER ROOM 661265
20 MCL1 EER ROOM 661207
21 MCL1 EER ROOM 661315
22 MCL1 EER ROOM 661226
23 MCL1 EER ROOM 661225
24 MCL1 EER ROOM 661147
25 MCL1 EER ROOM 661299
26 MCL1 EER ROOM 661337
27 MCL1 EER ROOM 661150
28 MCL1 EER ROOM 661166
29 MCL1 EER ROOM 661172
30 MCL1 EER ROOM 661367

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

S 155 bar
S 155 bar
S 155 bar

S 155 bar
S 150 bar

S 155 bar

S 155 bar
S 155 bar
S 155 bar

S 160 bar 
S 153 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

S 155 bar
S 150 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

S 130 bar
S 150 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

Remark

S 160 bar 

S 155 bar
S 155 bar

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : INERGEN MCL 1

31 MCL1 EER ROOM 661273
32 MCL1 EER RM(Computer MCL1) 661261
33 661304
34 661143
35 661275
36 661252
37 661044
38 661114
39 661056
40 661305
41 661205
42 661118
43 661272
44 695829
45 661185
46 661080
47 661074
48 661306

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: Item 34-48 

S 152 bar
S 160 bar
S 165 bar

S 155 bar
S 155 bar
S 160 bar
S 155 bar
S 160 bar

S 158 bar
S 160 bar
S 155 bar
S 160 bar
S 160 bar

Subin, Wachira, Somkid, Anucha, Anuchit

S 160 bar

Inspect result Pressure tank Remark

S 155 bar 
S 160 bar

MCL1 EER RM(EER MCL1) S 160 bar
S 160 barMCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Preventive Maintenance Check Sheet 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : INERGEN SUB 115KV 

1 661074 S
2 695829 S
3 661185 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

SUB 115KV 140 bar

SUB 115KV 160 bar
SUB 115KV 160 bar

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : INERGEN Server | Support Building

1 14T049198
2 14T050156

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Server Room S 2175 psi 

Inspect result Pressure tank Remark

Server Room S 2175 psi 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

FUNCTION TEST INERGEN SYSTEM



Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFM-200 SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   PKL- NEW MAIN EER ROOM. FM 200   FIKE PROTECTION

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery  2   2  (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

FM-200 set  mode manual
 test

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER  229.6  VAC

Charger control panel 27.49  V.dc 

Battery back up  27.47 V.dc  (start using 25/6/20) 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location of fire alarm control panel :    PKL- NEW MAIN EER. ROOM   FM 200  FIKE PROTECTION

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y Alarm 1 Bell
4 ZONE.2 SMOKE.2 Y Y Alarm 2 Stobe horn
5 ZONE.3 MANUAL Y Y to discharge 
6 ZONE.8 HORN&STOBE Y Y active pre alarm
7 ZONE.9 Solenoid Valve Y Y to discharge 
8 ZONE.4 ABORT.SW Y Y original time

ZONE. 6 Alarm Bell Y Y active first alarm

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to Original time delay 
* Manual release push to discharge gas
* Alarm 1 bell , Alarm 2 stobe horn , Release stobe horn, Stobe light 
* Manual stobe horn, stobe light 

TAKACHIHO

Fire suppression system

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Test trouble 
signal FCP Remark

Preventive Maintenance Check Sheet 

Zone.Number

Subin, Wachira, Somkid, Anucha, Anuchit
Khun Songpon, Khun Sonthaya

Test Result

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

TypeLocation

FUNCTION TEST FM-200 SYSTEM



Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

CCO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

27 July 2022 - 7 August 2022

MCL2 Entry EER. Room / Autopulse 542 R

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark : AC Power 225.3 VAC

Charger control panel 26.99 VDC

Battery back up 26.94 VDC  (Start Using  28/9/20)

S

S S

S S

S S

S S

S S

S S

S S

S S

S

S S

S S

S S

S S

S S

S S

S S

S S

1. Releasing Control Panel

S S

Location of fire alarm control panel :    

Description  Status Function test 
Result

Electrical system

Subject : 

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Inspection Date :

Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tKfs.co.th

PM. Fire Suppression CO2 System 

27 July 2022 - 7 August 2022

MCL2 Entry EER. Room / Autopulse 542 R

1 1 Heat S
2 2 Heat S
3 3 Manual S
4 5 Pressure Switch S
5 6 Lock Out Valve S
6 NAC 1 Solenoid Valve S
7 NAC 2 Strobe / Horn S First alarm active
8 NAC 3 Alarm Bell S Second alarm active
9 NAC 1 Key SW. S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: * Heat detector cross zone delay time 30 sec to discharge
* Manual release delay times 30 sec to discharge
* Alarm 1 stobe horn , Alarm 2 bell 
* Discharge stobe horn, bell 

Witness : Khun Songpon, Khun Sonthaya

Remark

Transformer XFHV-12

Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12

S
S
S

Transformer XFHV-12

Test Result

S
S

S
S

S
S

Test trouble 
signal FCPType

REF.Contract NO :
Inspection Date :

Inspector :

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

item Location Zone.Number

Location of fire alarm control panel :    

Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CARBON  DIOXIDE  FIRE EXTINGUISHING  SYSTEMS
Semi-Annual Tests and Maintenance
AREA : Transformer XFHV-12 DATE : 27 July 2022 - 7 August 2022

Num. AREA Cylinder Number % Lost Total 
Year Result

1  Transformer XFHV-12 15K520140 178 lbs 278 lbs 125.78 kg. - kg. 0.4% 10 / 2015 6 Pass

2  Transformer XFHV-12 15K520165 180 lbs 280 lbs 126.76 kg. - kg. 0.13% 10 / 2015 6 Pass

3  Transformer XFHV-12 15K520201 176 lbs 276 lbs 125.10 kg. - kg. 0.1% 10 / 2015 6 Pass

4  Transformer XFHV-12 15K520024 178 lbs 278 lbs 125.80 kg. - kg. 0.9% 10 / 2015 6 Pass

5  Transformer XFHV-12 15K520106 173 lbs 273 lbs 123.60 kg. - kg. 0.2% 10 / 2015 6 Pass

6  Transformer XFHV-12 15K520154 180 lbs 280 lbs 126.26 kg. - kg. 0% 10 / 2015 6 Pass

Takachiho fire, Security & Services (Thailand) Ltd.

Completed  By  : Witnessed By  :

Signature  : Signature  :

Date  : Date  :

x  100 

( - )  =  Lost,  Weight the cylinder lost of more than 10 % need to refill

Remark : Lost of more than 10% requires refilling.       The hydrostatic test for CO2 cylinder is required every 12 years.

Actual Weight  -  Full Weight
Empty Weight  

Empty Weight Full Weight Actual Weight Date of 
Manufacture



FUNCTION TEST CO2 SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

NNITROGEN FIRE 
SUPPRESSION SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Remark : 

TAKACHIHO

AC POWER  228.1  VAC 

Charger control panel 26.63  VDC  

Battery back up  26.62 VDC ( Replace Battery 23/11/21)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to discharge 
9 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1 Bell 
* Alarm 2 Bell , stobe/horn 
* Discharge Bell, stobe/horn  (OP85)

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 SERVER&COMPUTTER ROOM

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Preventive Maintenance Check Sheet 

Remark

Subin, Wachira, Somkid, Anucha, Anuchit

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Zone.Number TypeLocation

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Selector  smoke cross zone

**By pass pressure gauge by tank no5,18,27,28,39,75,78,101

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

Battery back up  26.21  VDC (Replace Battery 23/11/21)

AC POWER  224.8  VAC

Charger control panel 26.24  VDC 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE1 SMOKE Y Y
8 ZONE2 SMOKE Y Y
9 ZONE1 SMOKE Y Y
10 ZONE2 SMOKE Y Y
11 ZONE1 SMOKE Y Y
12 ZONE2 SMOKE Y Y
13 ZONE3 MANUAL Y Y  to discharge 30sec
14 BELL Y Y first alarm
15 HORN&STOBE Y Y second alarm
16 Solenoid Valve Y Y to dischage 
17 ABORT.SW Y Y to reset panel
18 ZONE1 SMOKE Y Y
19 ZONE2 SMOKE Y Y

test function and clean detector  
system is normal
No.5,18,27,28,39,41 pressure gauge was broken
* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell 
* Discharge Bell 
* Stobe/horn alarm 2 
* Stobe/horn discharge  (OP84)

Preventive Maintenance Check Sheet 

TAKACHIHO

Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

MCL-2 MAIN EER ROOM

Type

Inspection Date :
Inspector :

Witness :

item Zone.Number

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Remark :

Remark

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Location

MCL-2 MAIN EER ROOM

Subin, Wachira, Somkid, Anucha, Anuchit

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM  EER ROOM   NCP NO. 3 SIEMENS CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no. 1,2,3,10,11,15

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anucha, Anuchit

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

Battery back up  26.93  VDC ( Replace Battery 23/11/2021)

AC POWER  225.4  VAC

Charger control panel 26.95  VDC 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM   NCP NO. 3 SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell 
* Discharge Bell 
* Stobe/horn alarm 2 
* Stobe/horn discharge 

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Khun Songpon, Khun Sonthaya
Inspector :

Witness :

Preventive Maintenance Check Sheet 

 MAIN EER COATING POT ROOM

item

 MAIN EER COATING POT ROOM

Remark

 MAIN EER COATING POT ROOM
 MAIN EER COATING POT ROOM

TypeLocation Zone.Number Test Result Test trouble 
signal FCP

Subin, Wachira, Somkid, Anucha, Anuchit

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2 MAIN EER PREMELT ROOM  NCP NO. 4  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y

Y Y

YY

Y

Y Y

Remark : 

TAKACHIHO

Charger control panel 27.62  VDC 

* Stobe horn  1 

AC POWER  228.3  VAC

Battery back up  27.59 VDC (Replace Battery 23/11/21)

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  MCL-2  PREMALT ROOM   NCP NO. 4  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 discharge bell 
* Alarm 2 stobe/horn 
* Discharge stobe/horn 

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 MAIN EER PREMELT ROOM

Inspection Date :
Inspector :

Witness :

item Location

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

Test Result Test trouble 
signal FCP Remark

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

TypeZone.Number

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel : MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anucha, Anuchit

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Y

Remark : 

Battery back up  27.16 VDC (Start using 28/9/20)

Y

Y

Charger control panel 27.19  VDC 

AC POWER  225.4  VAC

Y

Y

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to dischage 
9 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 bell 
* Alarm 2 stobe/horn 
* Discharge bell, stobe/horn 

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

 ENTRY  PLC&COMPUTTER ROOM

TAKACHIHO

Preventive Maintenance Check Sheet 

 ENTRY  PLC&COMPUTTER ROOM

Test Result

 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM

 ENTRY  PLC&COMPUTTER ROOM

Fire suppression system

Subin, Wachira, Somkid, Anucha, Anuchit

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 ENTRY  PLC&COMPUTTER ROOM

TypeZone.NumberLocation



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2 ENTRY MAIN EER  ROOM  NCP NO. 6  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no18,27,28,39,49,75,78,101

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :
Inspector :

Description  Status

Subin, Wachira, Somkid, Anucha, Anuchit

Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Battery back up  27.01  VDC (Replace Battery 28/9/20)

AC POWER  223.6  VAC

Charger control panel 27.05  VDC

Remark : 

Y Y

Y Y

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

27 July 2022 - 7 August 2022

Location of fire alarm control panel :   MCL-2ENTRY MAIN EER.ROOM  NCP NO. 6  SIEMENS  CP-2ER  

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE3 MANUAL Y Y  to discharge 30sec
8 BELL Y Y first alarm
9 HORN&STOBE Y Y second alarm
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW Y Y to reset panel

Selector Y Y

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

ENTRY MAIN EER. ROOM

TAKACHIHO

Preventive Maintenance Check Sheet 

ENTRY MAIN EER. ROOM

Test Result

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

ENTRY MAIN EER. ROOM

Fire suppression system

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

Subin, Wachira, Somkid, Anucha, Anuchit

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ENTRY MAIN EER. ROOM

TypeZone.NumberLocation

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

1 COATING PORT EER ROOM 1573338 S
2 COATING PORT EER ROOM 1573483 S
3 COATING PORT EER ROOM 1573557 S
4 COATING PORT EER ROOM 1573170 S
5 COATING PORT EER ROOM 1573091 S
6 COATING PORT EER ROOM 1573185 S
7 COATING PORT EER ROOM 1573634 S
8 COATING PORT EER ROOM 1573496 S
9 COATING PORT EER ROOM 1573503 S

10 COATING PORT EER ROOM 1573379 S
11 COATING PORT EER ROOM 1573637 S
12 COATING PORT EER ROOM 1571537 S
13 COATING PORT EER ROOM 1573166 S
14 COATING PORT EER ROOM 1573347 S
15 COATING PORT EER ROOM 1573540 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

220 Bar 
220 Bar 

220 Bar 

220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 

220 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2(PLC&COM Room) 

1 PLC &COM ROOM 1573508 S
2 PLC &COM ROOM 1573673 S
3 PLC &COM ROOM 1573669 S
4 PLC &COM ROOM 1573518 S
5 PLC &COM ROOM 1573604 S
6 PLC &COM ROOM 1573425 S
7 PLC &COM ROOM 1573564 S
8 PLC &COM ROOM 1573568 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

200 Bar 
200 Bar 

200 Bar 
200 Bar 
200 Bar 
200 Bar 
200 Bar 

200 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

1 Main EER ROOM 1559684 S
2 Main EER ROOM 1559786 S
3 Main EER ROOM 1559688 S
4 Main EER ROOM 1559744 S
5 Main EER ROOM 1560120 S
6 Main EER ROOM 1559736 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

228 Bar 
220 Bar 

220 Bar 
220 Bar 
220 Bar 

225 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no.
Inspect result

Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

1 PREMALT  ROOM 1573547 S
2 PREMALT  ROOM 1573604 S
3 PREMALT  ROOM 1573433 S
4 PREMALT  ROOM 1573406 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

220 Bar 
225 Bar 

220 Bar 
225 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no.
Inspect result

Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

1 1573268 S
2 1573249 S
3 1573088 S
4 1559588 S
5 1573348 S
6 1559993 S
7 1560025 S
8 1559959 S
9 1573333 S

10 1573259 S
11 1573145 S
12 1573188 S
13 1573205 S
14 1573087 S
15 1573204 S
16 1573199 S
17 1560141 S
18 1559946 S
19 1560058 S
20 1559915 S
21 1559651 S
22 1573374 S
23 1573355 S
24 1573271 S
25 1573220 S
26 1559934 S
27 1560119 S
28 1573247 S
29 1573331 S
30 1560070 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 215 bar 

 MCL 2 EER ROOM 240 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

Remark

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

31 1559711 S
32 1558695 S
33 1559757 S
34 1559701 S
35 1559701 S
36 1559917 S
37 1559699 S
38 1573274 S
39 1573354 S
40 1573312 S
41 1573104 S
42 1573281 S
43 1573657 S
44 1573488 S
45 1573392 S
46 1573379 S
47 1573377 S
48 1573613 S
49 1573441 S
50 1573324 S
51 1559613 S
52 1559941 S
53 1559970 S
54 1573671 S
55 1559830 S
56 1560099 S
57 1559820 S
58 1559977 S
59 1559745 S
60 1560115 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 250 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 210 bar 

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

61 1573376 S
62 1573597 S
63 1560006 S
64 1559998 S
65 1559856 S
66 1559939 S
67 1573560 S
68 1573350 S
69 1559717 S
70 1559954 S
71 1573269 S
72 1573210 S
73 1573579 S
74 1560056 S
75 1559686 S
76 1573616 S
77 1573377 S
78 1573402 S
79 1573534 S
80 1573617 S
81 1573666 S
82 1560114 S
83 1560146 S
84 1559843 S
85 1560040 S
86 1559857 S
87 1560003 S
88 1559935 S
89 1560029 S
90 1559690 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 

 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 212 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

Remark

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 195 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

27 July 2022 - 7 August 2022

Location  : NITROGEN MCL 2

91 1559687 S
92 1559597 S
93 1559713 S
94 1559697 S
95 1560034 S
96 1573039 S
97 1573306 S
98 1560083 S
99 1559800 S

100 1573363 S
101 1573102 S
102 1573332 S
103 1573360 S
104 1560106 S
105 1559983 S
106 1573529 S
107 1573377 S
108 1573495 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

FUNCTION TEST NITROGEN SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

DDELUGE SYSTEM
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Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Spray Nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no mark " S "
  in block of yes. If not, assure corrections are made and briefly describe under " Remark "

2  Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. Pipes
 and there are no external loads, mark " S " in block of yes. If not, assure corrections are made and
 briefly describe under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes.
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test.  Assure system operates properly and record operation time.

6 Deluge Valve : Internal inspect deluge or preaction valve. Verify that all components operate, properly, 
move freely and in good condition. If so, mark " S " in block of yes. If not, assure valve is repaired  and 
briefly describe un der " Remark "

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is
 repaired and briefly describe under " Remark "

8 Deluge Supervisory Panel and equipments appear operation. Mark " S " in block of yes. If not, assure 
valve is repaired and briefly describe under " Remark "

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes.
 If not, assure valve is repaired and briefly describe under " Remark "

DESCRIPTION OF INSPECTION AND TEST FOR DELUGE SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

AAUTOMATIC SPRINKLER 
SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Sprinkler nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no obstructions,
mark " S " in block of yes. If not, assure corrections are made and briefly describe under " Remark " S

2 Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. pipes and
there are no external loads, mark " S " in block of yes. If not, assure corrections are made and  briefly describe S
under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes. S
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test at test valve for ensure alarm gong or pressure switch work properly in 
alarm function

6 Alarm Valve: Internal inspect  alarm valve. Verify that all components to proper operate ,move freely and in good S
condition If so, mark " S " in block of yes. If not, assure valve is repaired and briefly describe under "remark"

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is S
repaired and briefly describe under " Remark "

8 Main drain valve: check main drain valve are in close position and no leak

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes. S
 If not, assure valve is repaired and briefly describe under " Remark "

Inspector By: Subin, Wachira, Somkid, Anucha, Anuchit

DESCRIPTION OF INSPECTION AND TEST FOR AUTOMATIC SPRINKLER SYSTEM(WET PIPE)



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

1 CRM .BLDG N/A S N/A 125 250 N/A N/A N/A S S S S N/A N/A
2 CRM .BLDG N/A S N/A 135 280 N/A N/A N/A S S S S N/A N/A
3 CRM .BLDG N/A S N/A 145 275 N/A N/A N/A S S S S N/A N/A
4 CRM .EXIT DUCT S N/A S 120 125 N/A N/A S S S S S N/A N/A
5 CRM-CELLA S N/A S 120 125 N/A N/A S S S S S N/A N/A

Control 
Panel

DV-LISTED 457.A 2.5

DV-LISTED 457.A 2.5

Operation 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

DV-LISTED 457.A 2.6

Remark :

Previous 
Test 

Comment :

AV-LISTED 461A 2.5

Location

AV-LISTED 461A 2.5

Remark

Lock Temper 
Switch

Water Pressure Air Pressure

Control Valve
Spray 
NozzlePiping Detector 

Condition
Lubrication

Alarm 
Valve

Pressure Reading (Psi)
supervisory 

system of Main 
Valve

Witness :
Inspector :

SC1000142

Description

REF.Contract NO :

Item

Inspection Date :

Khun Songpon, Khun 

Client :
Automatic sprinkler system

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

6 CRM .BLDG N/A N/A S 125 220 N/A N/A N/A S S S S S S
7 CRM .BLDG N/A N/A S 120 210 N/A N/A N/A S S S S S S
8 CRM .BLDG N/A N/A S 120 260 N/A N/A N/A S S S S S S
9 CRM .EXIT DUCT N/A N/A S 120 150 N/A N/A N/A S S S S S S
10 MCL1 cable cella N/A N/A N/A 140 145 N/A N/A N/A S S S S S S

Client :
Automatic sprinkler system

Description

Inspection Date :

supervisory 
system of Main 

Valve
Location Detector 

Condition

Khun Songpon, Khun Sonthaya

Remark

Lock Temper 
Switch

Water Pressure Air Pressure
Operation 

Control 
Panel

Lubrication

Alarm 
Valve

Control Valve

Piping Spray 
Nozzle

Pressure Reading (Psi)

SC1000142

Remark : Comment :

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

DV-LISTED 457.A 2.5

DV-LISTED 457.A 2.5

DV-LISTED 457.A 2.6

AV-LISTED 461A 2.5

REF.Contract NO :

AV-LISTED 461A 2.5

Previous 
Test 

Inspector :
Witness :

Item

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

11 CPL-PAINT ROOM N/A S N/A 135 135 N/A N/A N/A S S S S S S
12 CPL-PAINT ROOM N/A S N/A 140 200 N/A N/A N/A S S S S S S
13 MCL-2 ware house N/A N/A N/A N/A 140 N/A N/A N/A S S S S N/A N/A zone1
14 MCL-2 ware house N/A N/A N/A N/A 160 N/A N/A N/A S S S S N/A N/A zone8
15 MCL-2 ware house N/A N/A N/A N/A 140 N/A N/A N/A S S S S N/A N/A zone9

NO.13,14,15 Deluge valve close to mcl-2  process bldg.
Zone 1, 8 ,9
NO.13 handle  drain valve 

Client :
Automatic sprinkler system

Description

Inspection Date :

supervisory 
system of Main 

Valve
Location Detector 

Condition

Khun Songpon, Khun Sonthaya

Remark

Lock Temper 
Switch

Water 
Pressure

Air Pressure
Operation 

Control 
Panel

Lubrication

Alarm 
Valve

Control Valve

Piping Spray 
Nozzle

Pressure Reading (Psi)

SC1000142

Remark : Comment :

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

DV-LISTED457A 2.5

DV-LISTED457A 2.5

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

REF.Contract NO :

INBAL 799DG-04A01 4.0

Previous 
Test 

Inspector :
Witness :

Item

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

16 MCL-2 ware house N/A N/A N/A N/A 130 N/A N/A N/A S S S S N/A N/A zone2
17 MCL-2 ware house N/A N/A N/A N/A 175 N/A N/A N/A S S S S N/A N/A zone3
18 MCL-2 process N/A N/A N/A N/A 175 N/A N/A N/A S S S S N/A N/A zone4
19 MCL-2 process N/A N/A N/A N/A 175 N/A N/A N/A S S S S N/A N/A zone5
20 MCL-2premelt N/A N/A N/A N/A 150 N/A N/A N/A S S S S N/A N/A zone6

 **NO.16,17,18,19,20 Deluge valve close to mcl-2  process bldg.
    Zone 2, 3, 4, 5, 6

Client :
Automatic sprinkler system

Description

Inspection Date :

supervisory 
system of Main 

Valve
Location Detector 

Condition

Khun Songpon, Khun Sonthaya

Remark

Locke Temper 
Switch

Water Pressure Air Pressure
Operation 

Control 
Panel

Lubrication

Alarm 
Valve

Control Valve

Piping Spray 
Nozzie

Pressure Reading (Psi)

SC1000142

Remark : Comment :

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

REF.Contract NO :

INBAL 799DG-04A01 4.0

Previous 
Test 

Inspector :
Witness :

Item



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

21 MCL-2entry N/A N/A N/A N/A 140 N/A N/A N/A S S S S N/A N/A zone7
22 MCL-2entry N/A N/A N/A N/A 170 N/A N/A N/A S S S S N/A N/A zone14
23 MCL-2entry N/A N/A N/A N/A 170 N/A N/A N/A S S S S N/A N/A zone13
24 MCL-2ingot N/A N/A N/A N/A 165 N/A N/A N/A S S S S N/A N/A zone16
25 MCL-2 worke shop N/A N/A N/A N/A 170 N/A N/A N/A S S S S N/A N/A zone15

 **NO.21,22,23,24,25 Deluge valve close to mcl-2  process bldg.
    Zone 7, 14, 13, 16, 15

Client :
Automatic sprinkler system

Description

Inspection Date :

supervisory 
system of Main 

Valve
Location Detector 

Condition

Khun Songpon, Khun Sonthaya

Remark

Locke Temper 
Switch

Water Pressure Air Pressure
Operation 

Control 
Panel

Lubrication

Alarm 
Valve

Control Valve
Piping Spray 

Nozzie

Pressure Reading (Psi)

SC1000142

Remark : Comment :

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

REF.Contract NO :

INBAL 799DG-04A01 4.0

Previous 
Test 

Inspector :
Witness :

Item

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

26 MCL-2 worke shop N/A N/A N/A N/A 165 N/A N/A N/A S S S S N/A N/A zone12
27 MCL-2 process N/A N/A N/A N/A 160 N/A N/A N/A S S S S N/A N/A zone11
28 MCL-2 process N/A N/A N/A N/A 165 N/A N/A N/A S S S S N/A N/A zone10
29 MCL-2genarator S N/A S 125 150 N/A N/A S S S S S N/A N/A
30 MCL-1genarator S N/A N/A 135 145 N/A N/A S S S S S N/A N/A

NO.26,27,28 Deluge valve close to mcl-2  process bldg.
     Zone 12, 11, 10

Client :
Automatic sprinkler system

Description

Inspection Date :

supervisory 
system of Main 

Valve
Location Detector 

Condition

Khun Songpon, Khun Sonthaya

Remark

Locke Temper 
Switch

Water Pressure Air Pressure
Operation 

Control 
Panel

Lubrication

Alarm 
Valve

Control Valve

Piping Spray 
Nozzie

Pressure Reading (Psi)

SC1000142

Remark : Comment :

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

INBAL 799DG-04A01 4.0

AV-LISTED 467A 4.0

REF.Contract NO :

AV-LISTED 467A 2.5

Previous 
Test 

Inspector :
Witness :

Item

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL (THAILAND) LTD.

27 July 2022 - 7 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit

Location : Reserve Unit

below above

31 MCL-1 fire pump room S N/A S 135 175 N/A N/A S S S S S N/A N/A
32 CRM-Mill housing S N/A S 120 150 N/A N/A S S S S S S S

Remark : Comment :

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

AV-LISTED

DV-LISTED

Remark

Locke Temper 
Switch

Water Pressure Air Pressure
Operation Lubrication

Alarm 
Valve

Control Valve

Piping Spray 
Nozzie

Control 
Panel

Detector 
Condition

Pressure Reading (Psi)

Item Description Location Previous 
Test 

supervisory 
system of Main 

Valve

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Client :
Automatic sprinkler system

Takachiho Fire, Security &
 Services (Thailand) Ltd.

1858/110-111 Interlink Tow
er 25 Fl.,

D
ebaratna R

oad, B
angna Tai, B

angna,
B

angkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsim

ile no. : 02-366-9090
w

w
w

.tkfs.co.th

PM
. FIR

E PR
O

TEC
TIO

N
 SYSTEM

 ( D
eluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm
 control panel :  

C
R

M
.C

ELLA  R
O

O
M

     PO
TER

 TFC
 SER

IES 

R
em

ark

1.1
C

heck condition of fuse control 

1.2
C

heck condition of Lam
p & LED

s

1.3
C

heck pow
er supply for FC

P and battery

1.4
C

heck cable connection / term
inal 

1.5
C

heck Alarm
 C

ondition / Function Test

1.6
Visual check condition of battery and housing of battery 

1.7
C

leaning of FC
P 

2. Equipm
ent

2.1
C

heck condition of all detector and function test zone by zone

2.2
cross zone function test  of detector

2.3
C

heck condition of all m
anual pull station

2.4
C

heck condition of solinoid and function test

2.5
C

heck condition of all abort sw
itch and function test

2.6
C

heck cable connection / term
inal 

2.7
Visual check selector valve and function test

2.8
C

heck condition of all alarm
 devise and testing

3.M
echanical

3.1
check pipe system

 and nozzle for physical dam
age.

3.2
checkthe container pressure gauges for operation pressure.

3.3
check agent quantity by w

eighing the container

3.4
check condition of flexible hose

3.5
check condition of cylinder

Y = Satisfactory  N
 = U

nsatisfactory  N
/A = N

ot  Applicable

Battery control panel 26.54 vdc.  ( U
se since 7/6/22) C

lean & check system
 control

control panel system
 norm

al

    Fire suppression system
Preventive M

aintenance C
heck Sheet 

SC
1000142

Subject : 
C

lient :
R

EF.C
ontract N

O
 :

Inspection D
ate :

N
S B

LU
E SC

O
PE STEEL (TH

AILAN
D

) LTD
.

R
em

ark : 

TAK
AC

H
IH

O

W
itness :

Electrical system

Y
Y

Y
N

/A

YN
/A

N
/A

Y
Y

 Status
Function test 

R
esult

Y
Y

Y
Y

Y
Y Y

N
/A

N
/A

N
/A

N
/A

N
/A

N
/A

Y
N

/A

N
/A

Y
N

/A

Y
N

/A

N
/A

N
/A

Y

Subin, W
achira, Som

kid, Anucha, Anuchit

Y
N

/A

K
hun Songpon, K

hun Sonthaya

Y
Y

Y
N

/A Y

D
escription

1. Fire C
ontrol Panel 

Y

Inspector :



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CRM,PIT#1  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.58  vdc. ( Use since 7/6/22) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

Y N/A

Y N/A

Y N/A

Y Y

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CRM,PIT#2  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.18 vdc. ( Use since 7/6/22)Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A Y

Y Y

Y N/A

Y N/A

Y Y

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CRM,PIT#3  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.36 vdc ( Use since 7/6/22 ) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.68 vdc ( Use since 7/6/22)  Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

Y N/A

N/A

Y N/A

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

1 ZONE1 SMOKE DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 SMOKE DETECTOR N/A N/A
3 ZONE1 SMOKE DETECTOR N/A N/A
4 ZONE2 SMOKE DETECTOR N/A N/A
5 ZONE1 SMOKE DETECTOR N/A N/A
6 ZONE2 SMOKE DETECTOR N/A N/A
7 ZONE1 SMOKE DETECTOR N/A N/A
8 ZONE2 SMOKE DETECTOR N/A N/A
9 ZONE1 SMOKE DETECTOR N/A N/A
10 ZONE2 SMOKE DETECTOR N/A N/A
11 ZONE1 SMOKE DETECTOR N/A N/A
12 ZONE2 SMOKE DETECTOR N/A N/A
13 ZONE1 SMOKE DETECTOR N/A N/A
14 ZONE2 SMOKE DETECTOR N/A N/A
15 MANUAL N/A N/A to discharge 
16 BELL N/A N/A first alarm
17 HORN&STOBE N/A N/A second alarm
18 Solenoid Valve N/A N/A to discharge 

didn't perform function test on detector as it was production area

Subject : 
Client :

REF.Contract NO :

Remark

Inspection Date :
SC1000142

Inspector :
Witness :

Zone.Numberitem Location Test Result

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Fire suppression system
Preventive Maintenance Check Sheet 

TAKACHIHO

MCL-1   main cabel cella

Test trouble 
signal FCP

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

Type

MCL-1   main cabel cella

Remark :

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-1   main cabel cella
MCL-1   main cabel cella

Subin, Wachira, Somkid, Anucha, Anuchit

MCL-1   main cabel cella

MCL-1   main cabel cella

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.37 vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

*  reset  control 

* Battery  2  

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

N/A

Y Y

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM   POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 MANUAL 2 N/A N/A 30 sec to discharge 
7 BELL N/A N/A first alarm
8 HORN&STOBE N/A N/A second alarm
9 Solenoid Valve N/A N/A to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

*  reset  fire release  (reset )

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Inspector :

CPL-LOWER ROOM

Witness :

item Location Zone.Number

CPL-LOWER ROOM

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit

Test Result Test trouble 
signal FCP Remark

CPL-LOWER ROOM

Type

CPL-LOWER ROOM

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.84  vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

*  reset  control 

* Battery  2  

SC1000142
Client :

REF.Contract NO :
Inspection Date :

Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

TAKACHIHO

Electrical system

Y Y

Y Y

Y Y

Y Y

Witness :

Description  Status Function test 
Result

Khun Songpon, Khun Sonthaya

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

N/A N/A

N/A N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

N/A N/A

N/A N/A



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

27 July 2022 - 7 August 2022

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 BELL N/A N/A first alarm
7 HORN&STOBE N/A N/A second alarm
8 Solenoid Valve N/A N/A to discharge 
9 MANUAL 2 N/A N/A 30 sec to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

NS BLUE SCOPE STEEL (THAILAND) LTD.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

CPL.PAINT STORE UPPER RM.

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Test Result Test trouble 
signal FCP Remarkitem Location Zone.Number Type

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

Remark :

Subin, Wachira, Somkid, Anucha, Anuchit
Khun Songpon, Khun Sonthaya

SC1000142

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th
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Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFIRE PUMP

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 21246806
RATING SPEED RPM.
PUMP BRAND MODEL MEGA-2000 SERIAL N      
FLOW RATE SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE 120 SPEED RPM.

POWER CONTROL MODEL SERIAL No. 325-102007
ELECTRICAL SYSTEM 220 VOLTS. GROUND

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 62 0C 1 VISUAL CHECKED Normal

2 Normal 2 54/48 0C

3 Normal 3 DISCHARGE PRESSURE 125

4 OIL PRESSURE 65 psi 4 SUCTION PRESSURE 0 Psi

5 27.3,27.3 5 NOISE Normal

6 1.5,0.5 6 COUPLING Normal

7 SPEED RUNNING 2720 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING  test 1693 1693.8 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 4 / 4 OR 100% 90% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal

14 CLEANED Normal

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 28.0,28.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 1.5/0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 90 Psi

RECOMMENDATION Check condition of pump and cleaning
Function test pump manual / auto running time in 30 mins.

The function system working properly
*  spare part (5/6/65)

* Battery  2   4  (12V / 50 Ah) 

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

CHECKED FOR CORROSION

Subin, Wachira, Somkid, Anucha, Anuchit

Takachiho Fire, Security & Services (Thailand) Limited

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM  NO.1

ENGINE BRAND CUMMINS 4BT39
- 2900

KSB AJAX PUMP
750 GPM

CONTROL PANEL BRAND PC 1000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 8061SR1400D
RATING SPEED RPM.
PUMP BRAND MODEL CPR 150-300 TAN SERIAL No. 264183-05
FLOW RATE SUCTION DIA. 8" DISCHARGE DIA. 8"
DESIGN PRESSURE 120 SPEED RPM.

Diesel Engine MODEL SERIAL No. SIN519112021
ELECTRICAL SYSTEM 230 VOLTS. GROUND

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 81 0C 1 VISUAL CHECKED Normal

2 Normal 2 62/48 0C

3 Normal 3 DISCHARGE PRESSURE 125 Psi

4 OIL PRESSURE 4.8 bar 4 SUCTION PRESSURE N/A

5 14.0 , 14.0 5 NOISE Normal

6 0,0.1 6 COUPLING Normal

7 SPEED RUNNING 2880 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING  test 89.8 90.4 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 90% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal 13

14 CLEANED Normal 14

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 14.0,14.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 0,0.1
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 75 Psi

RECOMMENDATION * Fire pump in 30 minutes
*  spare part (3/6/64)
* Battery  start pump  2 

CONTROL PANEL BRAND PC-1000
NEG

CHECKED FOR CORROSION

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

- -
IDEAL

1500 GPM
-

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM NO.2

ENGINE BRAND IVECO 966819

Subin, Wachira, Somkid, Anucha, Anuchit

Takachiho Fire, Security & Services (Thailand) Limited

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. C50132-1T
RATING SPEED RPM.
ELECTRICAL SYSTEM  380 VAC VOLTS. 50 Hz. 150 AMP.
PUMP BRAND MODEL B42670012P19820 SERIAL No. 9603128
FLOW RATE HAED SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE SPEED RPM.

POWER CONTROL  MODEL SERIAL No. 085-102007
ELECTRICAL SYSTEM 380 VAC VOLTS. GROUND

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 34/33 0C 2 32/34 0C

3 VOLTS  389,390,387 3 DISCHARGE PRESSURE 120 Psi

4 AMP. 176,178,182 4 SUCTION PRESSURE 0 Psi

5 SPEED RUNNING (RPM.) 2980 RPM 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 100 Psi

RECOMMENDATION Test auto run electric pump  10 Min
Cleaned to motor pump and check magnatic terminal

VISUAL CHECK CONTROL SIGNAL TESTED
CLEANED MAGNATIC CONTACTOR
CHECKED POWER SUPPLY CHECKED FOR CORROSION

Takachiho Fire, Security & Services (Thailand) Limited

NEG

MONTHLY PREVENTATIVE MAINTENANCE

BEARING TEMPERATURE    BEARING TEMPERATURE

Subin, Wachira, Somkid, Anucha, Anuchit

2955

KSB PUMP

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR FIRE PUMP SYSTEM

MOTOR BRAND TECO ELECT & MACH EEB-UC002



PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 85815313
RATING SPEED RPM.
ELECTRICAL SYSTEM 380-415 VOLTS. 50 Hz. 8 AMP.
PUMP BRAND MODEL B42670012 P19820 SERIAL No. 9603217
FLOW RATE 9.5 M3/H SUCTION DIA. 1 1/2" DISCHARGE DIA. 1 1/2"
DESIGN PRESSURE 99.9 M SPEED RPM.

POWER CONTROL   MMODEL SERIAL No. 058-102008
ELECTRICAL SYSTEM 380-415 VOLTS. GROUND

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 30/28 0C 2 30 0C

3 VOLTS 395,395,394 3 DISCHARGE PRESSURE 130

4 AMP 7.7,7.5,7.4 4 SUCTION PRESSURE N/A

5 SPEED RUNNING (RPM.) 2650 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 115 Psi

CUT OFF 170 Psi

RECOMMENDATION Cleaned to motor pump and check magnatic terminal
Function tes pump Auto/Manual normal
* Flexible ( Suction) 2" deteriorated
* Cover  Jockey pump 

BEARING TEMPERATURE

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR JOCKEY PUMP SYSTEM

MOTOR BRAND GRUNFOS TMG.112MB2-MB2-28FT130 C'

Subin, Wachira, Somkid, Anucha, Anuchit

Takachiho Fire, Security & Services (Thailand) Limited

5.5 HP 2900

CHECKED POWER SUPPLY

VISUAL CHECK CONTROL SIGNAL TESTED

NEG

CLEANED
CHECKED FOR CORROSION
MAGNATIC CONTACTOR

GRUNFOS

2900

BEARING TEMPERATURE

FUNCTION TEST FIRE PUMP SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th
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Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

1 Co2 IMPACT WARE HOUSE OP.11            S S S 12.40 12.80 0% Jun-09

2 Co2 IMPACT Worke shop OP.12                 S S S 12.40 13.20 0% Jun-11

3 Co2 IMPACT Worke shop OP.08                 S S S 12.40 13.10 0% 31/8/2014

4 Co2 IMPACT New Store S S S 13.20 13.10 0% Nov-06

5 Co2 IMPACT Chemical Store S S S 12.60 13.00 0% Nov-06

6 Co2 IMPACT Wwtp.offic S S S 13.00 13.30 0% Nov-06

7 Co2 IMPACT ACM ( Inside) S S S 12.57 13.10 0% Nov-06

8 Co2 IMPACT PKL .OP.09 S S S 13.90 14.70 0% 31/8/2014

9 Co2 IMPACT PKL.ENTRY PULPIT S S S 12.00 13.00 0% 8/2011

10 Co2 IMPACT PKL .OP.05 S S S 13.40 14.20 0% 22/6/2019
Replace 
cylinder

11 Co2 IMPACT PKL .A12 (TNAK FARM) S S S 12.75 12.80 0% 2/4/2010

12 Co2 IMPACT PKL  06/.OP.04 S S S 12.57 12.96 0% 24/4/2020

13 Co2 IMPACT PKL  04/.EER ROOM S S S 12.70 12.80 0% 14/3/2018

14 Co2 IMPACT PKL .EER ROOM S S S 12.50 13.10 0% 31/5/2011

15 Co2 IMPACT PKL .EER ROOM S S S 12.60 13.10 0% 31/5/2011

16 Co2 IMPACT PKL 03/EER ROOM S S S 12.80 13.20 0% 04/10/2009

17 Co2 IMPACT PKL  EXIT DOOR S S S 12.50 13.20 0% Nov-11

18 Co2 IMPACT PKL  05/.OP.03 S S S 12.25 13.00 0% 5/5/2016

19 Co2 IMPACT CRM OP.01 S S S 16.8 16.90 0% 22/6/2019
Replace 
cylinder

20 Co2 IMPACT CRM RS01 S S S 12.52 13.60 0% 7/2008

21 Co2 IMPACT CRM RS02 S S S 12.57 12.80 0% 31/8/2554

22 Co2 IMPACT CRM EXIT DOOR OP 65 S S S 12.50 13.50 0% 11-Aug

23 Co2 IMPACT CRM 25 (mill pul pit room) S S S 14.05 15.00 0% 21/2012

24 Co2 IMPACT CRM 15 S S S 13.25 13.00 0% 21/2012

25 Co2 IMPACT CELA (under ground) S S S 21.50 22.20 0% -

26 Co2 IMPACT CELA (under ground) S S S 12.80 13.10 7.9% -

27 Co2 IMPACT CELA (under ground) S S S 12.80 13.10 7.9% -

28 Co2 IMPACT CELA (under ground) S S S 12.80 13.10 6.9% -

29 Co2 IMPACT CRM.14 S S S 12.70 12.90 0% Dec-06

30 Co2 IMPACT CRM OP/20 S S S 12.50 13.50 0% 21/2012
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal Wire 
is intact Physical

STD 
Cylinder 
Weight 

Actual 
Gross 

Weight (Kg)
Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstruct

Subin, Wachira, Somkid, Anucha, Anuchit

NS BLUE SCOPE STEEL THAILAND

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

31 Co2 IMPACT CRM milling los S S S N/A 13.50 0% N/A

32 Co2 IMPACT CRM OP/21 S S S 12.50 13.20 0% 08/03/2554

33 Co2 IMPACT CRM OP/22 S S S 12.50 13.00 0% 05/03/2553

34 Co2 IMPACT EER.ROOM (LOWER) S S S 12.50 13.00 0% 06-Dec

35 Co2 IMPACT EER.ROOM OP/27 S S S 20.50 20.50 0% 11-Aug

36 Co2 IMPACT CRM OP/29 S S S 12.70 14.90 0% Nov-06

37 Co2 IMPACT CRM 13 (DELIVERY) S S S 12.70 13.00 0% Nov-11

38 Co2 IMPACT CRM OFFIC (COMPUTTER ROOM) S S S 12.60 12.90 0% 31/5/2553

39 Co2 IMPACT CRM OFFIC (COMPUTTER ROOM) S S S 12.60 12.40 0% 11-Aug

40 Co2 IMPACT CRM EER.ROOM S S S 22.60 23.90 0% Mar-97

41 Co2 IMPACT CRM EER.ROOM S S S 16.10 16.77 0% Mar-97

42 Co2 IMPACT CRM EER.ROOM op/24 S S S 22.60 23.50 0% -

43 Co2 CENTURY CRM OP/25  EER Room S S S 13.02 13.00 0% 5/5/53

44 Co2 IMPACT CRM UPPER EER Room S S S 12.40 13.40 0% May-54

45 Co2 IMPACT CRM 04 V.48 S S S 12.50 13.00 0% May-54

46 Co2 IMPACT CRM OP/64 S S S 12.70 13.20 0% Dec-12

47 Co2 IMPACT CRM OP/63 S S S 12.50 13.44 0% Aug-11

48 Co2 IMPACT CRM OPERATION BLDG. S S S 16.50 19.70 0% -

49 Co2 IMPACT OPERATION BLDG S S S 16.50 19.70 0% -

50 Co2 IMPACT SUPPORT .BLDG(SERVER) S S S 12.50 13.10 0% Nov-06

51 Co2 SANTO ADMIN S S S 12.70 13.70 0% May-54

52 Co2 IMPACT ADMIN (Entry door) S S S 12.50 16.40 0% Jan-11

53 Co2 IMPACT ADMIN (Entry door) S S S 12.30 13.10 0% Jan-11

54 Co2 SANTO ADMIN S S S 12.50 13.70 0% Jan-11

55 Co2 IMPACT ADMIN S S S 12.50 12.50 0% Jan-11

56 Co2 IMPACT ADMIN EXIT DOOR S S S 12.10 13.70 0% Jan-11

57 Co2 IMPACT ADMIN EXIT DOOR S S S 12.50 13.30 0% Jan-11

58 Co2 IMPACT MCL-1 PPE  REQUIRCD S S S 13.32 15.10 0% Aug-11

59 Co2 IMPACT MCL-1 PPE  OP56 S S S 12.30 13.40 0% Jun-11

60 Co2 IMPACT MCL-1 FORM 1R S S S 14.71 14.70 0% Sep-15
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Item Type 
CO2 (Kg) Brand

Hose and 
Nozzle is 

Unobstructed

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

% Lost 
Weight

Date of 
Manufacture

Subin, Wachira, Somkid, Anucha, Anuchit

NS BLUE SCOPE STEEL THAILAND

remarkActual Gross 
Weight (Kg)

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

61 Co2 IMPACT MCL-1 OP/61 S S S 12.5 13.10 0% Dec-06

62 Co2 IMPACT MCL-1 OP/60 S S S 12.67 12.80 0% Dec-06

63 Co2 IMPACT MCL-1 OP/57 S S S 12.57 13.00 0% Dec-06

64 Co2 IMPACT MCL-1  CRM 13 S S S 14.25 14.30 0% 05/02/2552

65 Co2 IMPACT MCL-1 K 46 S S S 12.60 13.32 0% Aug-11

66 Co2 IMPACT MCL-1 OP/56 S S S 12.82 13.10 0% Aug-11

67 Dry IMPACT MCL-1 WORKE SHOP S S S N/A 195 PSI N/A -

68 Co2 IMPACT MCL-1 CONTROL ROOM S S S 13.25 13.40 0% 2/5/2552

69 Co2 IMPACT MCL-1  K-33 S S S 12.60 13.50 0% Aug-11

70 Co2 IMPACT MCL-1 OP/49 S S S 12.60 12.90 0% Nov-11

71 Co2 IMPACT MCL-1 EER. ROOM S S S 14.47 14.30 1.0% Mar-17

72 Co2 CENTURY MCL-1 ERR.ROOM S S S 12.10 14.30 0% Aug-11

73 Co2 IMPACT MCL-1 ZAL ERR.ROOM S S S 13.80 14.40 0% 04/10/2552

74 Co2 IMPACT MCL-1 ZAL OP/52  EER S S S 12.50 13.20 0% Aug-11

75 Co2 IMPACT MCL-1  ZAL ERR. ROOM S S S 12.50 13.50 0% Nov-11

76 Co2 IMPACT MCL-1 ZAL COMPUTER ROOM S S S 12.50 13.50 0% Nov-11

77 Co2 IMPACT MCL-1 K2-25 S S S 14.40 14.50 0% 5/5/2559

78 Co2 IMPACT CPL-1 OP46 S S S 12.60 13.00 0% 03/10/2552

79 Co2 IMPACT CPL -1 LINE PACKING K2 S S S 12.50 13.40 0% 5/5/2559

80 Co2 IMPACT CPL -1 LINE PACKING S S S 14.50 14.50 0% 20/03/2552

81 Co2 IMPACT CPL -1 LINE PACKING S S S 12.60 12.70 0% 25/02/52

82 Co2 IMPACT CPL -1 OP/44 S S S 12.30 13.70 0% 8/9/2556

83 Co2 IMPACT CPL -1 CPL OVCN UPPER ROOM S S S 12.50 13.40 0% 31/8/2554

84 Co2 IMPACT CPL -1 OP/43 S S S 12.70 13.80 0% -

85 Co2 IMPACT CPL -1 CPL/04 S S S 16.50 18.10 0% -

86 Co2 CENTURY CPL -1  LINE PACKING N1-02 S S S 13.00 13.40 0% May-16

87 Co2 IMPACT CPL -1  LINE PACKING N2 S S S 12.30 12.90 0% 31/05/2554

88 Co2 IMPACT CLP -1  LINE PACKING S S S 12.60 13.30 0% 31/5/2552

89 Co2 IMPACT MCL-1 ZAL   N-45 S S S 12.80 13.20 0% 04/10/2557

90 Co2 IMPACT MCL-1 ZAL S S S 12.90 13.40 0% 31/05/2554

Subin, Wachira, Somkid, Anucha, Anuchit

Type 
CO2 (Kg)

NS BLUE SCOPE STEEL THAILAND

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual 
Gross 

Weight (Kg)
Item Brand

Hose and 
Nozzle is 

Unobstructed

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

91 Co2 IMPACT MCL-1 ZAL S S S 12.40 14.20 0% 17/6/2019
Replace 
cylinder

92 Co2 IMPACT MCL-1 ZAL S S S 16.50 17.00 0% 31/05/2554

93 Co2 IMPACT MCL-1 ZAL S S S 12.50 13.30 0% 31/05/2554

94 Co2 IMPACT MCL-1 PORT F#1R S S S 12.60 13.47 0% -

95 Co2 IMPACT MCL-1 PORT F#2R S S S 12.17 13.40 0% Dec-06

96 Co2 IMPACT MCL-1 PORT F#3R S S S 12.50 13.00 0% Dec-06

97 Co2 IMPACT MCL-1 ACCEMMUTATOR F#3 S S S 12.72 13.00 0% Dec-06

98 Co2 IMPACT MCL-1 PORT F#4 S S S 12.50 14.00 0% Dec-06

99 Co2 IMPACT MCL-1 PORT F#5 S S S 12.50 13.10 0% Dec-06

100 Co2 IMPACT MCL-1 PORT F#6 S S S 12.50 13.40 0% Dec-06

101 Co2 IMPACT MCL-1 COATER F#1M.1 S S S 12.80 13.50 0% 31/05/2554

102 Co2 IMPACT MCL-1 COATER F#2M1 S S S 13.40 13.40 0% 07/2019

103 Co2 IMPACT MCL-1 COATER F#2 S S S 13.10 13.10 4.9% 07/2019

104 Co2 IMPACT MCL-1 COATER F#3 S S S 13.20 13.20 0% 07/2019

105 Co2 IMPACT MCL-1 COATER F#3M1 S S S 13.50 13.10 0% 07/2019

106 Co2 IMPACT MCL-1 COATER F#4M1 S S S 14.80 14.80 0% 07/2019

107 Co2 IMPACT MCL-1 COATER F#4 S S S 13.90 13.40 0% -

108 Co2 IMPACT MCL-1 COATER F#5 S S S 14.80 14.80 0% 07/2019

109 Co2 IMPACT MCL-1 COATER F#6M1 S S S 13.50 13.50 0% -

110 Co2 IMPACT CPL-1 OVEN (UPPER) S S S 12.70 13.20 0% Dec-06

111 Co2 IMPACT CPL-1 COATTER 2 S S S 12.70 13.20 0% Dec-06

112 Co2 IMPACT CPL-1 OVEN (CPL) S S S 12.70 13.10 0% 31/08/2554

113 Co2 IMPACT CPL-1 CORTTER 1(CPL) S S S 14.40 15.00 0% 31/08/2554

114 Co2 IMPACT CPL-PAINT STORE S S S 12.50 12.82 0% Dec-06

115 Co2 IMPACT MCL-2 MEETING ROOM S S S 12.60 13.00 0% Nov-06

116 Co2 IMPACT MCL-2 LAB S S S 13.10 13.00 0% 4/6/61

117 Co2 IMPACT MCL-2 P 37 S S S 12.20 13.50 0% Jun-11

118 Co2 Sonjuty MCL-2 EXIT PULPIT S S S 14.00 14.50 0% 5/5/59

119 Co2 IMPACT MCL-2 LINE PACKING S S S 12.80 13.30 0% 31/08/2554

120 Co2 IMPACT MCL-2 LINE PACKING S S S 15.20 15.20 0% Nov-04
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstructed

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anucha, Anuchit



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

121 Co2 IMPACT MCL-2 LINE PACKING S S S 12.90 13.10 0% 31/08/2554

122 Co2 IMPACT MCL-2 LINE PACKING OP89 S S S 13.80 14.40 0% Nov-04

123 Co2 IMPACT MCL-2 LINE PACKING S S S 13.80 14.30 0% Nov-04

124 Co2 IMPACT MCL-2 OP/86 LINE PACKING S S S 12.37 12.70 0% 31/5/54

125 Co2 - MCL-2 T1/23 S S S 12.80 13.30 0% 17/6/2019

126 Co2 IMPACT MCL-2 MAIN EER ROOM 1 S S S 13.80 14.30 0% 21/1/2551

127 Co2 IMPACT MCL-2 MAIN EER ROOM 5 S S S 14.10 14.50 0% Nov-04

128 Co2 IMPACT MCL-2 MAIN EER ROOM 4 S S S 14.10 14.50 0% Nov-04

129 Co2 IMPACT MCL-2 MAIN EER ROOM 3 S S S 14.10 14.10 0% Nov-04

130 Co2 IMPACT MCL-2 MAIN EER ROOM 2 S S S 14.10 14.40 0% Nov-04

131 Co2 IMPACT MCL-2 OP/79 S S S 12.00 12.20 0% -

132 Co2 CENTURY MCL-2 OP/81 S S S 12.50 13.10 0% 05/02/2552

133 Co2 IMPACT MCL-2 OP/80 S S S 12.50 13.40 0% 31/05/2554

134 Co2 IMPACT MCL-2 OP/75 S S S S 15.20 0% 20/03/2552  4/11/21

135 Co2 IMPACT MCL-2 PREMET ROOM S S S 16.00 12.90 0% 5/5/53

136 Co2 IMPACT MCL-2 T1/37 S S S 13.90 14.40 0% Jul-08

137 Co2 IMPACT MCL-2 ENTRY EER ROOM 1 S S S 14.20 14.70 0% Nov-04

138 Co2 IMPACT MCL-2 ENTRY EER ROOM 2 S S S 13.80 14.30 0% Nov-04

139 Co2 IMPACT MCL-2 ENTRY EER ROOM 3 S S S 14.10 14.60 0% Nov-04

140 Co2 IMPACT MCL-2 T1A/43A S S S 13.05 13.10 0% 5/5/59

141 Co2 centrury MCL-2 XFHV-5 (OUT SIZE) S S S 13.20 13.50 0% Jun-11

142 Co2 IMPACT MCL-2 XFHV-4 (OUT SIZE) S S S 12.72 13.20 0% Jun-11

143 Co2 IMPACT MCL-2 XFHV-1 (OUT SIZE) S S S 12.67 13.20 0% Jun-11

144 Co2 IMPACT MCL-2 GENERATOR S S S 14.22 14.60 0% Nov-06
Replace 
cylinder

145 Co2 IMPACT MCL-2 FORNACER  FLOOR 1 S S S 12.70 13.30 0% -

146 Co2 IMPACT MCL-2 FORNACER  FLOOR 2 S S S 12.70 14.70 0% -

147 Co2 IMPACT MCL-2 FORNACER  FLOOR 3 S S S 12.70 14.70 0% Jan-05

148 Co2 IMPACT MCL-2 FORNACER  FLOOR 4 S S S 14.10 14.60 0% -

149 Co2 IMPACT MCL-2 FORNACER  FLOOR 5 S S S 13.00 13.30 0% -

150 Co2 IMPACT MCL-2 FORNACER  FLOOR 6 S S S 14.70 16.70 0% -
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstructed

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anucha, Anuchit

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

151 Co2 IMPACT MCL-2 FORNACER  FLOOR 7 S S S 14.10 14.70 0% Jan-05

152 Co2 IMPACT MCL-2 COATTER  FLOOR 3 S S S 12.25 13.10 0% 31/8/57

153 Co2 IMPACT MCL-2 COATTER  FLOOR 3/2 S S S 12.80 13.30 0% Dec-08

154 Co2 IMPACT MCL-2 COATTER  FLOOR 4 S S S 14.10 14.60 0% Mar-05

155 Co2 IMPACT MCL-2 WET ROLLING S S S 14.10 14.70 0% Jan-05

156 Co2 IMPACT MCL-2 COATTING POT EER ROOM S S S 14.10 14.60 0% -

157 Co2 IMPACT MCL-2 COATTING POT EER ROOM S S S 14.10 14.40 0% -

158 Co2 IMPACT MCL-2 UNDER GROUND FLOOR S S S 14.10 13.60 3.5% 2011

159 Co2 IMPACT MCL-2 GASS STATION S S S 12.50 13.20 0% Aug-11
 

4/8/22

160 Co2 IMPACT MCL-2 GASS STATION S S S 12.50 13.20 0% Aug-11

161 Co2 IMPACT Maintenance Room MCL1 S S S 12.80 13.30 0% Aug-06

162 Co2 IMPACT MCL-1 PUMP COLING TOWER S S S 12.70 13.50 0% Jul-08

163 Co2 IMPACT MCL-1 PUMP COLING TOWER S S S 14.23 15.10 0% Mar-05

164 Co2 IMPACT WATER TANK S S S 12.72 13.30 0% Jul-08

165 Co2 IMPACT MCL-2 DISP OFFIC S S S 12.77 13.50 0% Jul-08

166 Co2 IMPACT CRM MINILOS S S S 13.50 14.50 0% Aug-11

167 Co2 IMPACT MCL-2 GENERATOR ROOM S S S 14.00 14.50 0% Mar-05

168 Co2 IMPACT CPL-HAZARDOUS WASTE STORE S S S 14.10 14.60 0% Jan-05

169 Co2 IMPACT MCL-1 PORT F#7 S S S 12.57 13.00 0% Dec-06

170 Co2 IMPACT MCL1 ACCEMMUTTOR F#2 S S S 12.57 12.80 0% Dec-06

171 Co2 IMPACT MCL1 ACCEMMUTTOR F#1 S S S 12.57 12.80 0% Dec-08

172 Co2 IMPACT MCL-2 COOLING TOWER S S S 14.30 12.80 0% Mar-05

173 Co2 IMPACT CPL  tranformer xfhv-05 S S S 12.04 12.60 0% May-11

174 Co2 IMPACT Passge Way of ACM FHV 24 S S S 12.60 13.00 0% May-11

175 Co2 IMPACT Gamling Bldg N/A N/A N/A N/A N/A - - Cancel

176 Co2 IMPACT MCL 1 OP56 N/A N/A N/A N/A N/A - - Cancel

177 Co2 IMPACT MCL 1 OP59 N/A N/A N/A N/A N/A - -

178 Co2 IMPACT MCL 1-PORT F#1R S S S - 15.40 - -

179 Co2 IMPACT Blue Scope Training Center N/A N/A N/A N/A N/A - -

180 Co2 IMPACT Training Center S S S 12.10 14.70 0% Jan-05
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstructed

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anucha, Anuchit

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 27 July 2022 - 7 August 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

181 Co2 IMPACT Training Center S S S 12.10 13.40 0% Jun-11

182 Co2 IMPACT MCL-2  FI 3' S S S 13.50 14.70 0% Mar-05

183 Co2 IMPACT MCL-2  FI 4' S S S 13.50 13.10 0% Mar-05

184 Co2 IMPACT MCL-2  FI 5' S S S 13.50 14.70 0% Mar-05

185 Co2 IMPACT MCL-1 OP49 S S S 12.70 13.10 0% 31/8/2554

186 Co2 IMPACT MCL-1 N38 S S S 12.10 17.10 0% 31/8/2554

187 Co2 IMPACT MCL-1 ZAL S S S 12.70 13.20 0% 31/8/2554

188 Co2 IMPACT PKL OP/15 S S S 13.70 13.90 0% 5/5/2553

189 Co2 IMPACT PKL OP/07 Workshop S S S 12.70 14.00 0% 3/2005

190 Co2 IMPACT Equipment Storage warehouse S S S 12.60 13.34 0% -

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anucha, Anuchit

Remark
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)

% Lost 
Weight

Date of 
ManufactureItem Type 

CO2 (Kg)

Hose and 
Nozzle is 

Unobstructed
PhysicalBrand

Seal 
Wire is 
intact

FUNCTION TEST PORTABLE FIRE EXTINGUISHERS SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

EEmergency light

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

1 EML 001 S S S S S
2 EML 002 S S S S S
3 EML 003 S S S S S
4 EML 004 S S S S S
5 EML 005 S S S S S
6 EML 006 S S S S S
7 EML 007 S S S S S
8 EML 008 S S S S S
9 EML 009 S S S S S

10 EML 010 S S S S S
11 EML 011 S S S S S
12 EML 012 S S S S S
13 EML 013 S S S S S
14 EML 014 S S S S S
15 EML 015 S S S S S
16 EML 016 S S S S S
17 EML 017 S S S S S
18 EML 018 S S S S S
19 EML 019 S S S S S
20 EML 020 S S S S S
21 EML 021 S S S S S
22 EML 022 S S S S S  Batt 5/8/22

23 EML 023 S S S S S
24 EML 024 S S S S S
25 EML 025 S S S S S
26 EML 026 S S S S S
27 EML 027 S S S S S
28 EML 028 S S S S S
29 EML 029 S S S S S
30 EML 030 S S S S S  Batt 5/8/22

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark:   test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting

Item Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anucha, Anuchit

Remark

Emergency Lighting wast water treatment

Emergency Lighting ware house op/11

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Lighting ware house 

Emergency Lighting ware house  

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting pkl-op/15

Emergency Lighting pkl 

Emergency Lighting pkl  corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl-eer room

Emergency Lighting pkl-eer room

Emergency Lighting pkl-eer room op-19

Emergency Lighting pkl  eer-room

Emergency Lighting pkl  eer-room

Emergency Lighting pkl-exit pulpit

Emergency Lighting pkl  corri door

Emergency Lighting pkl  corri door

Emergency Lighting pkl  corri door

Emergency Lighting pkl-op/04

pkl  corri door

pkl-op
crm-op/02

Emergency Lighting pkl  corri door

Emergency Lighting
Emergency Lighting

Emergency Lighting

Page 1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

31 EML 0031 S S S S S
32 EML 0032 S S S S S
33 EML 0033 S S S S S
34 EML 0034 S S S S S
35 EML 0035 N/A N/A N/A N/A N/A
36 EML 0036 S S S S S
37 EML 0037 S S S S S
38 EML 0038 S S S S S
39 EML 0039 S S S S S
40 EML 0040 S S S S S
41 EML 0041 S S S S S
42 EML 0042 S S S S S
43 EML 0043 S S S S S
44 EML 0044 US US US US US damaged
45 EML 0045 S S S S S
46 EML 0046 S S S S S
47 EML 0047 S S S S S
48 EML 0048 US US US US US damaged
49 EML 0049 S S S S S  5/8/22
50 EML 0050 S S S S S
51 EML 0051 S S S S S
52 EML 0052 S S S S S
53 EML 0053 S S S S S
54 EML 0054 S S S S S
55 EML 0055 S S S S S
56 EML 0056 S S S S S
57 EML 0057 S S S S S
58 EML 0058 S S S S S
59 EML 0059 S S S S S  5/8/22
60 EML 0060 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 44, 48  damaged

Emergency Lighting

Item Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anucha, Anuchit

model

Emergency Lighting crm-entry AG49

Emergency Lighting crm-corri door

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Lighting crm-roll shop

Emergency Lighting crm-corri door

Emergency Lighting crm-corri door

Emergency Lighting crm-rs01

Emergency Lighting crm- ppe

Emergency Lighting crm-op/66

Emergency Lighting crm-op/65

Emergency Lighting crm

Emergency Lighting crm-pullpit room

Emergency Lighting crm-shift leder

Emergency Lighting Roll Shop Pulpit

Emergency Lighting crm mill room

Emergency Lighting crm mill room

Emergency Lighting crm-exit op/21

Emergency Lighting crm-op/29

Emergency Lighting crm mill room

Emergency Lighting crm-exit op/70

Emergency Lighting crm- op/70

Emergency Lighting crm- op/64

Emergency Lighting crm- corri door  op/64

Emergency Lighting crm- corri door  to oper

Emergency Lighting zal-corri door

Emergency Lighting crm- corri door  to oper

Emergency Lighting zal- corri door  to sfip.3

Emergency Lighting zal-op/61

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Page 2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

61 EML 0061 S S S S S
62 EML 0062 S S S S S
63 EML 0063 S S S S S
64 EML 0064 N/A N/A N/A N/A N/A Cancel
65 EML 0065 S S S S S
66 EML 0066 S S S S S
67 EML 0067 S S S S S
68 EML 0068 S S S S S
69 EML 0069 S S S S S
70 EML 0070 S S S S S
71 EML 0071 S S S S S  Batt 5/8/22
72 EML 0072 S S S S S
73 EML 0073 S S S S S  Batt 5/8/22
74 EML 0074 S S S S S
75 EML 0075 S S S S S
76 EML 0076 S S S S S  Batt 5/8/22
77 EML 0077 S S S S S
78 EML 0078 S S S S S
79 EML 0079 S S S S S
80 EML 0080 S S S S S
81 EML 0081 S S S S S
82 EML 0082 S S S S S
83 EML 0083 S S S S S
84 EML 0084 S S S S S
85 EML 0085 S S S S S
86 EML 0086 S S S S S
87 EML 0087 S S S S S
88 EML 0088 S S S S S
89 EML 0089 S S S S S
90 EML 0090 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting

Item Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anucha, Anuchit

model

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Lighting mcl-1

Emergency Lighting mcl-1 op/56

Emergency Lighting mcl-1 K41

Emergency Lighting mcl-1  k39

Emergency Lighting mcl-1  k37

Emergency Lighting mcl-1  k35

Emergency Lighting mcl-1 eer computter room

Emergency Lighting mcl-1 eer op/51

Emergency Lighting mcl-1 eer room

Emergency Lighting mcl-1 eer room

Emergency Lighting mcl-1 k32

Emergency Lighting mcl-1 op/49

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting cpl-op/46

Emergency Lighting cpl- k26

Emergency Lighting cpl- k2-24

Emergency Lighting cpl- k08

Emergency Lighting cpl- k22

Emergency Lighting cpl- k2-19

Emergency Lighting cpl- k17

Emergency Lighting cpl- k2-14

Emergency Lighting cpl- k12

Emergency Lighting cpl- k2-09

Page 3



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

91 EML 0091 S S S S S
92 EML 0092 S S S S S  Batt 5/8/22
93 EML 0093 S S S S S
94 EML 0094 S S S S S
95 EML 0095 S S S S S
96 EML 0096 S S S S S
97 EML 0097 S S S S S
98 EML 0098 S S S S S
99 EML 0099 S S S S S
100 EML 0100 S S S S S
101 EML 0101 S S S S S
102 EML 0102 S S S S S
103 EML 0103 S S S S S  Batt 5/8/22
104 EML 0104 S S S S S
105 EML 0105 S S S S S
106 EML 0106 S S S S S
107 EML 0107 S S S S S
108 EML 0108 S S S S S
109 EML 0109 S S S S S
110 EML 0110 S S S S S
111 EML 0111 S S S S S  Batt 5/8/22
112 EML 0112 S S S S S
113 EML 0113 S S S S S
114 EML 0114 S S S S S  Batt 5/8/22
115 EML 0115 S S S S S
116 EML 0116 S S S S S
117 EML 0117 S S S S S
118 EML 0118 S S S S S
119 EML 0119 S S S S S
120 EML 0120 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting mcl-2  p 17

Emergency Lighting mcl-2  p 13

Emergency Lighting mcl-2  p 9

Emergency Lighting mcl-2  p 27

Emergency Lighting mcl-2 Generator

Emergency Lighting mcl-2  p 21

Emergency Lighting mcl-2  p 39.1

Emergency Lighting mcl-2  p 36.1

Emergency Lighting mcl-2  p 32

Emergency Lighting mcl-1  n1-41,42

Emergency Lighting mcl-2  p1b-44

Emergency Lighting mcl-2  p1b-42

Emergency Lighting mcl-1  n1-33,34

Emergency Lighting mcl-1  n1-36,37

Emergency Lighting mcl-1  n1-38,39

Emergency Lighting mcl-1  n1-26,27

Emergency Lighting mcl-1  n1-29,30

Emergency Lighting mcl-1  n1-31,32

Emergency Lighting cpl-  n1-15-16

Emergency Lighting cpl-  n1-18,19

Emergency Lighting new lab room

Emergency Lighting cpl-  n1-3,4

Emergency Lighting cpl-  n1-6,7

Emergency Lighting cpl-  n1-10-11

Emergency Lighting col- line

Emergency Lighting  cpl-line packing k3

Emergency Lighting  cpl-line packing k5

Emergency Lighting cpl-g2-25

Emergency Lighting cpl-g2-22

Emergency Lighting cpl-g2-08

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anucha, Anuchit

Client :

Emergency Lighting
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

121 EML 0121 S S S S S
122 EML 0122 S S S S S
123 EML 0123 N/A N/A US N/A N/A , 

124 EML 0124 S S S S S
125 EML 0125 S S S S S
126 EML 0126 S S S S S
127 EML 0127 S S S S S
128 EML 0128 S S S S S
129 EML 0129 S S S S S
130 EML 0130 S S S S S
131 EML 0131 S S S S S  Batt 5/8/22
132 EML 0132 S S S S S  Batt 5/8/22
133 EML 0133 S S S S S
134 EML 0134 S S S S S
135 EML 0135 S S S S S
136 EML 0136 S S S S S
137 EML 0137 S S S S S
138 EML 0138 S S S S S
139 EML 0139 S S S S S
140 EML 0140 S S S S S
141 EML 0141 S S S S S
142 EML 0142 S S S S S
143 EML 0143 S S S S S
144 EML 0144 S S S S S
145 EML 0145 S S S S S
146 EML 0146 S S S S S
147 EML 0147 S S S S S
148 EML 0148 S S S S S
149 EML 0149 S S S S S
150 EML 0150 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 123  12 V./7.5 Ah 

Emergency Lighting support  office

Emergency Lighting support  

Emergency Lighting server  room

Emergency Lighting operation 

Emergency Lighting operation  k.

Emergency Lighting operation no.7

Emergency Lighting mcl-2  entry eer

Emergency Lighting mcl-2  op/72

Emergency Lighting operation 

Emergency Lighting mcl-2  premelt

Emergency Lighting mcl-2  t1-36.1

Emergency Lighting mcl-2  op/74

Emergency Lighting mcl-2  op/75,76

Emergency Lighting mcl-2  op/75

Emergency Lighting mcl-2  36.2

Emergency Lighting mcl-2  op/81

Emergency Lighting mcl-2   pot eer

Emergency Lighting mcl-2  op/77-78

Emergency Lighting mcl-2  t1a 24

Emergency Lighting mcl-2  t1-31

Emergency Lighting mcl-2  store

Emergency Lighting mcl-2  t1a 13,14

Emergency Lighting mcl-2  t1a 18,19

Emergency Lighting mcl-2  main eer

Emergency Lighting mcl-2  t1a4,5

Emergency Lighting mcl-2  t1a 7,8

Emergency Lighting mcl-2  t1a 11,12

Emergency Lighting mcl-2  p 5

Emergency Lighting mcl-2  p 3

Emergency Lighting mcl-2  r-1

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anucha, Anuchit

Client :

Emergency Lighting

Page 5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

151 EML 0151 S S S S S
152 EML 0152 S S S S S
153 EML 0153 S S S S S
154 EML 0154 S S S S S
155 EML 0155 S S S S S
156 EML 0156 S S S S S
157 EML 0157 S S S S S
158 EML 0158 S S S S S
159 EML 0159 S S S S S
160 EML 0160 S S S S S
161 EML 0161 S S S S S
162 EML 0162 S S S S S
163 EML 0163 S S S S S
164 EML 0164 S S S S S
165 EML 0165 S S S S S  Batt 5/8/22
166 EML 0166 S S S S S  Batt 5/8/22
167 EML 0167 S S S S S
168 EML 0168 S S S S S
169 EML 0169 S S S S S
170 EML 0170 S S S S S
171 EML 0171 S S S S S
172 EML 0172 S S S S S
173 EML 0173 S S S S S
174 EML 0174 S S S S S  Batt 5/8/22
175 EML 0175 S S S S S
176 EML 0176 S S S S S
177 EML 0177 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting Training Center Bld.

Emergency Lighting Admin

Emergency Lighting Admin

Emergency Lighting CPL Upper / Lower

Emergency Lighting CPL G2  15

Emergency Lighting CPL G2  13

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting CPL Upper / Lower

Emergency Lighting MCL1 In Pulpitroom

Emergency Lighting CPL Loading

Emergency Lighting Training Center Bld.

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Ware house

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting MCL1 Pulpit

Emergency Lighting MCL1 Pulpit

Emergency Lighting Gam ling

Emergency Lighting Sub.115 kv

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting Admin door exit

Emergency Lighting Admin door exit

Emergency Lighting First aid room

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anucha, Anuchit

Client :

Emergency Lighting

Page 6

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

EExit Light system



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

1 EXL001 S S S S S
2 EXL002 S S S S S
3 EXL003 S S S S S
4 EXL004 S S S S S
5 EXL005 S S S S S
6 EXL006 S S S S S
7 EXL007 S S S S S
8 EXL008 S S S S S
9 EXL009 S S S S S

10 EXL010 S S US S S  3.6 V/1,800 Ah

11 EXL011 S S S S S
12 EXL012 N/A N/A N/A N/A N/A Cancel
13 EXL013 S S S S S
14 EXL014 S S S S S
15 EXL015 S S S S S
16 EXL016 S S S S S
17 EXL017 S S S S S
18 EXL018 S S S S S
19 EXL019 S S S S S
20 EXL020 S S S S S
21 EXL021 S S S S S
22 EXL022 S S S S S
23 EXL023 S S S S S
24 EXL024 S S S S S
25 EXL025 S S US S S  3.6 V/1,800 Ah

26 EXL026 S S S S S
27 EXL027 S S S S S
28 EXL028 S S S S S
29 EXL029 S S S S S
30 EXL030 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 10, 25  3.6 V / 1,800 Ah.

Emergency Exit Inditcator

Ite
m Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anucha, Anuchit

Remart

Emergency Exit Lighting ware house op/11

Emergency Exit Lighting ware house op/09

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Exit Lighting work shop op/12

Emergency Exit Lighting worke shop op/08

Emergency Exit Lighting pkl-op/15

Emergency Exit Lighting pkl-op/exit

Emergency Exit Lighting pkl-eer room op/17a

Emergency Exit Lighting pkl-eer room op/17

Emergency Exit Lighting pkl-eer room exit door

Emergency Exit Lighting pkl-eer room exit door

Emergency Exit Lighting pkl-eer room op/18,19

Emergency Exit Lighting pkl-op/03

Emergency Exit Lighting pkl-op/04

Emergency Exit Lighting pkl-op/05

Emergency Exit Lighting crm-exit op/01

Emergency Exit Lighting crm-op/66

Emergency Exit Lighting crm-op/65

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-cella

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm- op/64

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-op/20

Emergency Exit Lighting crm-op/21

Emergency Exit Lighting crm-eer op/22

Emergency Exit Lighting crm-eer exit

Emergency Exit Lighting crm- op/29

ex-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

31 EXL031 S S S S S
32 EXL032 S S S S S
33 EXL033 S S S S S
34 EXL034 S S S S S
35 EXL035 S S S S S
36 EXL036 S S S S S
37 EXL037 S S S S S
38 EXL038 S S S S S
39 EXL039 S S S S S
40 EXL040 S S S S S
41 EXL041 S S US S S  3.6 V/1,800 Ah

42 EXL042 S S US S S  3.6 V/1,800 Ah

43 EXL043 S S S S S
44 EXL044 S S S S S
45 EXL045 S S S S S
46 EXL046 S S S S S
47 EXL047 S S S S S
48 EXL048 S S S S S
49 EXL049 S S S S S
50 EXL050 S S S S S
51 EXL051 N/A N/A N/A N/A N/A Cancel
52 EXL052 N/A N/A N/A N/A N/A Cancel
53 EXL053 N/A N/A N/A N/A N/A Cancel
54 EXL054 N/A N/A N/A N/A N/A Cancel
55 EXL055 N/A N/A N/A N/A N/A Cancel
56 EXL056 S S S S S
57 EXL057 S S S S S
58 EXL058 S S S S S
59 EXL059 S S S S S
60 EXL060 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 41, 42  3.6 V / 1,800 Ah.

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 wet roolling pot

Emergency Exit Lighting mcl-2 op/89

Emergency Exit Lighting mcl-1-  n-42,43

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting cpl-  n1-11,12

Emergency Exit Lighting mcl-1-  n-32

Emergency Exit Lighting mcl-1-  n-32,35

Emergency Exit Lighting cpl-op/43

Emergency Exit Lighting cpl-op/42

Emergency Exit Lighting cpl-  n1-02

Emergency Exit Lighting cpl lab room exit door

Emergency Exit Lighting cpl-op/46

Emergency Exit Lighting cpl-piant stor op/44

Emergency Exit Lighting mcl-1 op/49

Emergency Exit Lighting mcl-1 op/48 Lab room

Emergency Exit Lighting cpl lab room

Emergency Exit Lighting mcl-1 eer room op/51

Emergency Exit Lighting mcl-1 eer room op/52

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1 eer exit door computter room

Emergency Exit Lighting mcl-1 eer exit door computter room

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1  op/56

Emergency Exit Lighting mcl-1  op/54

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting zal-op/61

Emergency Exit Lighting zal-op/60

Emergency Exit Lighting zal-op/57

remake

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anucha, Anuchit

Client :

Emergency Exit Inditcator

ex-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

61 EXL061 S S S S S
62 EXL062 S S S S S
63 EXL063 S S S S S
64 EXL064 S S S S S
65 EXL065 S S US S S  3.6 V/1,800 Ah

66 EXL066 S S S S S
67 EXL067 S S S S S
68 EXL068 S S S S S
69 EXL069 N/A N/A N/A N/A N/A Cancel
70 EXL070 S S S S S
71 EXL071 S S S S S
72 EXL072 S S S S S
73 EXL073 S S S S S
74 EXL074 S S S S S
75 EXL075 S S US S S  3.6 V/1,800 Ah

76 EXL076 S S S S S
77 EXL077 S S S S S
78 EXL078 S S S S S
79 EXL079 S S S S S
80 EXL080 N/A N/A N/A N/A N/A Cancel
81 EXL081 S S S S S
82 EXL082 S S S S S
83 EXL083 S S S S S
84 EXL084 S S S S S
85 EXL085 S S S S S
86 EXL086 S S S S S
87 EXL087 S S S S S
88 EXL088 S S S S S
89 EXL089 S S S S S
90 EXL090 S S S S S
91 EXL091 S S S S S
92 EXL092 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 65, 75  3.6 V / 1,800 Ah.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting MCL 2 

Emergency Exit Lighting support exit door

Emergency Exit Lighting office safety room

Emergency Exit Lighting sub.115kv

Emergency Exit Lighting office operation exit door

Emergency Exit Lighting support 

Emergency Exit Lighting support exit door

Emergency Exit Lighting mcl-2 op/72

Emergency Exit Lighting mcl-2  t1a 45

Emergency Exit Lighting office operation exit door

Emergency Exit Lighting mcl-2 entry eer exit door

Emergency Exit Lighting mcl-2 entry eer exit door

Emergency Exit Lighting mcl-2  entry eer 

Emergency Exit Lighting mcl-2  t1- 35.1

Emergency Exit Lighting mcl-2  t1- 37.1

Emergency Exit Lighting mcl-2 op/74

Emergency Exit Lighting mcl-2 op/80

Emergency Exit Lighting mcl-2 op/78

Emergency Exit Lighting mcl-2 op/76

Emergency Exit Lighting mcl-2  exit door main eer

Emergency Exit Lighting mcl-2  exit door T1 23

Emergency Exit Lighting mcl-2  OP 83

Emergency Exit Lighting mcl-2 op/87

Emergency Exit Lighting mcl-2 op/86

Emergency Exit Lighting mcl-2  exit door main eer

Emergency Exit Lighting mcl-2  t1a 6,7

Emergency Exit Lighting mcl-2  t1a 9,10

Emergency Exit Lighting mcl-2  t1a 12,13

remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anucha, Anuchit

Client :

Emergency Exit Inditcator

ex-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 July 2022 - 7 August 2022

Khun Songpon, Khun Sonthaya

93 EXL093 S S S S S
94 EXL094 S S S S S
95 EXL095 S S S S S
96 EXL096 S S S S S
97 EXL097 S S S S S
98 EXL098 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 65, 75  3.6 V / 1,800 Ah.

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical remark

Emergency Exit Lighting CPL

REF.Contract NO :
Inspection Date :

Inspector : Subin, Wachira, Somkid, Anucha, Anuchit
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Emergency Exit Inditcator

Client :

ex-4



FUNCTION TEST EMERGENCY LIGHT

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Telephone no. : 02-366 -9000

Facsimile no. : 02-366-9090

www.tkfs.co.th

For this project, our company will follow inspection and maintenance procedures of fire 

alarm system and fire fighting system by referring to these standards as detail below. 

                       Fire Protection System

Standard Reference

 

 
 

 

 

 

 

 

NS BLUE SCOPE STEEL (THAILAND) LTD. 

Preventive Maintenance for Fire Protection System 

 

On August 2022 

 

 

 

 

 

 

 

 

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

Customer : NS Blue Scope Steel Thailand Report Date : 2 September 2022

 

Inspector By : 1. Subin Karnna Service Leader

2. Wachira Chaiyapan Technician Service

3. Somkhid Khamlai Technician Service

4. Anucha Chaisirin Technician Service

5. Anuchit Phoomee Technician Service

6. Chalermchai Sameerai Technician Service

Takachiho Fire, Security & Services (Thailand) Ltd.

Mr. Chalermchai Soontornpanaves

Fire Service Manager

INSPECTION, TEST AND PREVENTIVE MAINTENANCE
FOR

Fire Protection and fire Detection System

Reported By
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Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFIRE ALARM SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Tel : 02-366 -9000 , FAX : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022

PKL ,W/S,W/H, BLDG   SFIP-01  SIMPLEX 4100 ES [NODE 1]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    227.7  VAC

Charger control panel    27.20  VDC

Battery back up   27.19  VDC ( start  25/6/20 ) 12V 18Ah

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู

Inspector :

Y

Y

1. Fire Alarm Control Panel 

ResultDescription

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

TAKACHIHO

Witness :

Y

Y

Y

Y

SC1000142
Inspection Date :

Remark : 

Y

Y

Y

Location of fire alarm control panel : 

 

Y

Y

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet (Monthly/Quarterly)

REF.Contract NO :

Y

Y

Y

Fire Detection and Alarm System

Subject : 

CONTROL PANEL FIRE ALARM1



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022

PKL,W/S,W/H, BLDG  SFIP-01  SIMPLEX 4100 ES [NODE 1]

1 M1-32 MANUAL Y Y
2 M1-34 MANUAL Y Y
3 M1-59 SMOKE Y Y
4 M1-29 MANUAL Y Y
5 M1-21 MANUAL Y Y
6 M1-17 MANUAL Y Y
7 M1-37 MANUAL Y Y
8 M1-39 MANUAL Y Y
9 M1-43 MANUAL Y Y
10 M1-47 MANUAL Y Y
11 M1-54  MANUAL Y Y
12 M1-61 SMOKE Y Y
13 M1-60 SMOKE Y Y
14 M1-63 SMOKE Y Y
15 M1-64 SMOKE Y Y
16 M1-24 MANUAL Y Y
17 M1-6 MANUAL Y Y
18 M1-1 MANUAL Y Y
19 M1-15 MANUAL Y Y
20 M1-15 MANUAL Y Y
21 M1-11 IAM-signal alarm Y Y
22 M1-12 IAM-signal alarm Y Y
23 M1-26 MANUAL Y Y
24 M1-57 SMOKE Y Y
25 M1-57 SMOKE Y Y
26 M1-57 SMOKE Y Y
27 M1-58 MANUAL Y Y
28 M1-58 MANUAL Y Y
29 M1-58 MANUAL Y Y
30 M1-62 SMOKE Y Y

Remark:

Khun Songpon, Khun Sonthaya

PKL-mac-console o-s1

RemarkLocation Inspection 
ResultType Test Result

PKL  mac 03 op/17
Ware house op/08

PKL-mac-3
PKL-op/5

Ware house room-b

Ware house op/09
Worke shop tool room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Witness :

Inspection Date :

Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Fire Detection and Alarm System

SC1000142

Inspector : Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Worke shop op/12
PKL op/16  Silen grid

item LOOP/ 
Zone.Number

Location of fire alarm control panel : 

Ware house

PKL eer room (signal fm 200)

PKL-op/15

PKL-op/4
PKL acid tank sm-1

PKL Tunnel south(ใตด้นิ)

PKL Tunnel south(ใตด้นิ)

Work shop trainning room
Worke shop office room

PKL-eer room

Ware house room-a

PKL eer room (signal inergen)

PKL Tunnel south(ใตด้นิ)

PKL-exit pulpit
PKL-op/3

PKL-eer room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)

W/H Room B

Function test1

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022

 COLD ROLL MILL,OPERATION  BLDG  SFIP-02  SIMPLEX 4100 ES [ NODE 2 ]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   229.5  VAC 

Charger control panel 27.15 VDC

Battery back up 27.15 VDC( start 25/6/20 )  12V 18Ah   

Local Power Supply Support Building

AC POWER  :  227.1  VAC * Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู

Charger control panel  :  27.25  VDC

Battery Back Up  :  27.21  VDC

Battery Start  :  28/09/20

TAKACHIHO

Y

Remark : 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Location of fire alarm control panel : 

Description

Y

Y

Result

1. Fire Alarm Control Panel 

Y

Y

Witness : Khun Songpon, Khun Sonthaya

Inspection Date :

Fire Detection and Alarm System

Subject : 
Client :

Inspector :

REF.Contract NO : SC1000142
NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Preventive Maintenance Check Sheet (Monthly/Quarterly)

CONTROL PANEL FIRE ALARM2

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

1 M1-1 MANUAL Y
2 M1-12 SMOKE Y
3 M1-12 SMOKE Y
4 M1-14 MANUAL Y
5 M1-20 MANUAL Y
6 M1-21 MANUAL Y
7 M1-17 MANUAL Y
8 M1-26 MANUAL Y
9 M1-22 MANUAL Y

10 M2-33 MANUAL Y
11 M2-30 MANUAL Y
12 M2-11 MANUAL Y
13 M2-14 MANUAL Y
14 M2-25 MANUAL Y
15 M2-22 MANUAL Y
16 M2-28 MANUAL Y
17 M2-8 MANUAL Y
18 M1-5 SMOKE Y
19 M1-5 SMOKE Y
20 M1-5 SMOKE Y
21 M1-5 SMOKE Y
22 M1-5 SMOKE Y
23 M1-5 SMOKE Y
24 M1-5 SMOKE Y
25 M1-5 SMOKE Y
26 M1-5 SMOKE Y
27 M1-5 SMOKE Y
28 M1-6 SMOKE Y
29 M1-6 SMOKE Y
30 M1-6 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y
Operation bldg Y

Operation bldg
Operation bldg Y
Operation bldg

Operation bldg Y

Operation bldg Y
Operation bldg Y

Y

Operation bldg

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg

CRM op/29 Y
Operation bldg Y

Y

CRM eer.room Y
CRM eer.room Y
CRM eer.room Y

CRM op/21 Y
CRM eer.room op/27 Y

CRM eer.room Y

CRM rool shop op/66 Y
CRM Y

CRM op/20 Y

CRM hydr cella(ใตด้นิ) Y
CRM hydr cella(ใตด้นิ) Y

CRM Y

Grid Y-49 Y

Type

CRM pulpit Y

Test Result Remark

Exit door OP 64 Y
Grid Y-49 Y

Inspection 
Result

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Inspector :

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO : SC1000142
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test 2-1

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

31 M1-6 SMOKE Y
32 M1-6 SMOKE Y
33 M1-6 SMOKE Y
34 M1-6 SMOKE Y
35 M1-6 SMOKE Y
36 M1-5 SMOKE Y
37 M1-5 SMOKE Y
38 M1-5 SMOKE Y
39 M1-5 SMOKE Y
40 M1-7 MANUAL Y
41 M1-9 MANUAL Y
42 M2-23 MANUAL Y
43 M2-24 MANUAL Y
44 M2-17 IAM-signal alarm Y
45 M2-18 IAM-signal alarm Y
46 M1-6 HEAT Y
47 M2-12 SMOKE Y
48 M2-29 SMOKE Y
49 M2-29 SMOKE Y
50 M2-29 SMOKE Y
51 M2-29 SMOKE Y
52 M2-29 SMOKE Y
53 M2-12 SMOKE Y
54 M2-12 SMOKE Y
55 M2-12 SMOKE Y
56 M1-31 SMOKE Y
57 M1-32 SMOKE Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Roll Shop EER RM. Y

CRM EER Room Ground Y
Roll Shop EER RM. Y

CRM EER Room Y
CRM EER Room Ground Y
CRM EER Room Ground Y

CRM EER Room Y
CRM EER Room Y
CRM EER Room Y

Operation bldg Y
EER Room Ground Y
CRM EER Room Y

EER room CRM Y
CRM EER (Signal Inergen1) Y
CRM EER (Signal Inergen2) Y

Operation bldg Y
Operation bldg Y

EER room CRM Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Remark

Operation bldg Y
Operation bldg Y
Operation bldg Y

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO :
Inspection Date :

SC1000142

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-2



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

1 M3-60 MANUAL Y
2 M3-39 MANUAL Y
3 M3-38 MANUAL Y
4 M3-52 MANUAL Y
5 M3-19 MANUAL Y
6 M3-22 MANUAL Y
7 M3-73 SMOKE Y
8 M3-74 SMOKE Y
9 M3-26 MANUAL Y

10 M3-35 MANUAL Y
11 M3-48 MANUAL Y
12 M3-30 SMOKE Y
13 M3-31 MANUAL Y
14 M3-27 MANUAL Y
15 M3-58 MANUAL Y
16 M3-76 SMOKE Y
17 M3-76 SMOKE Y
18 M3-76 SMOKE Y
19 M3-76 SMOKE Y
20 M3-76 SMOKE Y
21 M3-76 SMOKE Y
22 M3-76 SMOKE Y
23 M3-76 SMOKE Y
24 M3-76 SMOKE Y
25 M3-77 MANUAL Y Y
26 M3-78 MANUAL Y
27 M3-55 MANUAL Y Y
28 M3-96 MANUAL Y Y
29 M3-96 MANUAL Y Y
30 M3-97 HEAT Y

Remark: * M2-12 เขา้พืѸนทีѷ test ไมไ่ด ้จํานวน 4 Ea (พืѸนทีѷหมอ้แปลงไฟฟ้า)

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

ZAL op/60 Y
MCC.op/exit Y
MCC.op/51 Y
ZAL op/35 Y
MCl. op/60 Y
ZAL op/57 Y

Maintenance office Y
Maintenance office Y

MCL1 op/56 Y
MCL1 op/52 Y
MCL1 op/49 Y

MCL1 pulpit room Y
MCL1 pulpit room Y

MCL1 op/54 Y
MCL1 op/32 Y

Document store Y

Document store Y

Document store Y
Document store Y
Document store Y
Document store Y
Document store Y
Document store Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Document store Y

Canteen
Canteen
Canteen

Document store
Document store Y

ZAL op/34

Y

Function test 2-3

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

31 M3-97 HEAT Y
32 M3-97 HEAT Y
33 M3-97 HEAT Y
34 M3-97 HEAT Y
35 M3-97 HEAT Y
36 M3-97 HEAT Y
37 M3-97 HEAT Y
38 M3-68 IAM-signal alarm Y
39 M3-43 IAM-signal alarm Y
40 M3-44 IAM-signal alarm Y
41 M3-72 IAM-signal alarm Y

Remark:

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

eer-mcl-1 inergen signal Y
Support bldg inergen signal Y

Remark

Canteen Y
Sub 115 kv Y

Canteen Y
Canteen Y
Canteen Y

eer-mcl-1 inergen signal Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Canteen Y
Canteen Y
Canteen Y

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-4

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

1 M3-70 (ZONE 2) MANUAL Y
2 M3-69 (ZONE 1) SMOKE Y
3 M3-69 (ZONE 1) SMOKE Y
4 M3-69 (ZONE 1) SMOKE Y
5 M3-70 (ZONE 2) MANUAL Y
6 M3-69 (ZONE 1) SMOKE Y
7 M3-69 (ZONE 1) SMOKE Y
8 M3-69 (ZONE 1) SMOKE Y
9 M3-69 (ZONE 1) SMOKE Y

10 M3-70 (ZONE 2) MANUAL Y
11 M3-70 (ZONE 2) SMOKE Y
12 M3-71 (ZONE 3) SMOKE Y
13 M3-71 (ZONE 3) SMOKE Y
14 M3-71 (ZONE 3) MANUAL Y
15 M3-71 (ZONE 3) SMOKE        Y
16 M3-71 (ZONE 3) SMOKE Y
17 M3-71 (ZONE 3) MANUAL Y
18 M3-71 (ZONE 3) MANUAL Y
19 M3-71 (ZONE 3) SMOKE Y
20 M3-71 (ZONE 3) SMOKE Y
21 M3-71 (ZONE 3) SMOKE Y
22 M3-71 (ZONE 3) SMOKE Y
23 M3-71 (ZONE 3) MANUAL Y
24 M3-69 (ZONE 1) SMOKE Y
25 M3-69 (ZONE 1) SMOKE Y
26 M3-69 (ZONE 1) SMOKE Y
27 M3-69 (ZONE 1) SMOKE Y
28 M3-69 (ZONE 1) SMOKE Y
29 M3-69 (ZONE 1) SMOKE Y
30 M3-70 (ZONE 2) SMOKE Y

Remark:

Support bldg. Y
Support bldg. Y

Support bldg. First aid Y

Support bldg. Y
Support bldg. Y
Support bldg. Y

Project Engineering Y
Safety bldg. Y

Support bldg. Y

Safety bldg. locker room Y
Trainning room Y
Trainning room Y

Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y

Safety bldg. Y
Safety bldg. Y

Safety bldg. locker room Y

Support bldg first aid Y
Support bldg first aid Y

Safety bldg. Y

Support bldg Y
Support bldg Y
Support bldg Y

Support bldg Y
Support bldg Y
Support bldg Y

Remark

Support bldg Y
Support bldg Y
Support bldg Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-5

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

31 M3-71 (ZONE 3) MANUAL Y
32 M3-71 (ZONE 3) MANUAL Y
33 M3-70 (ZONE 2) SMOKE Y
34 M3-70 (ZONE 2) SMOKE Y
35 M3-80 Alarm Bell Y
36 M3-81 Alarm Bell Y
37 M3-69 SMOKE Y
38 M3-69 SMOKE Y
39 M3-69 SMOKE Y
40 M3-69 SMOKE Y
41 M3-69 SMOKE Y
42 M3-69 SMOKE Y
43 M3-69 SMOKE Y
44 M3-69 SMOKE Y
45 M3-71 MANUAL Y
46 M3-71 SMOKE Y

Remark:

Support Bldg. Y
Project Engineering Y
Project Engineering Y

Infrastructure Support Y
Procurement Rm. Y

VP Supply Chain Rm. Y

WH & Logistics Rm. Y
Production Planning Rm. Y
Customer Service Rm. Y

Support bldg. Y
Trainning room Y

Commercial Rm. Y

Toilet ชาย Y
Toilet หญงิ Y

Remark

Project Engineering Y
Support bldg. Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-6



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

 CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    228.3  VAC

Charger control panel  27.36  VDC

Battery back up 27.34  VDC

* Battery  start 25/6/20  12V 18Ah

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู

Y

Y

Remark : 

Y

Y

Y

Y

Y

Description

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

SC1000142

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 

Result

Client :
REF.Contract NO :

Inspection Date :
Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

CONTROL PANEL FIRE ALARM 3

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

1 M1-38 MANUAL Y
2 M1-46 SMOKE Y
3 M1-45 SMOKE Y
4 M1-27 MANUAL Y
5 M1-14 MANUAL Y
6 M1-42 MANUAL Y
7 M1-8 MANUAL Y
8 M1-5 MANUAL Y
9 M1-11 MANUAL Y

10 M1-47 SMOKE Y
11 M2-3 MANUAL Y
12 M2-2 SMOKE Y
13 M2-1 SMOKE Y
14 M2-8 MANUAL Y
15 M2-8 MANUAL Y
16 M2-7 SMOKE Y
17 M2-14 SMOKE Y
18 M2-14 SMOKE Y
19 M2-13 MANUAL Y
20 M2-13 MANUAL Y
21 M2-11 MANUAL Y
22 M2-3 MANUAL Y
23 M2-3 MANUAL Y
24 M2-3 MANUAL Y
25 M2-2 SMOKE Y
26 M2-2 SMOKE Y
27 M2-2 SMOKE Y
28 M1-86 SMOKE Y
29 M1-87 SMOKE Y
30 M1-88 SMOKE Y

Remark:

MCL_2 exit room Y
MCL_2 exit room Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable
MCL_2 exit room Y

Service tunnel north smoke Y
Service tunnel north smoke Y
Service tunnel north smoke Y

Service tunnel north mac Y
Service tunnel north mac Y
Service tunnel north mac Y

Water treat ment smoke Y

Water treat ment mac Y

Solid waste Y

Water treat ment smoke Y

Water treat ment mac Y

Service tunnel north smoke
Air compreeser- mac Y

Air compreeser- smoke Y

Y

Air compreeser- mac Y

MCL-inspactor room Y
Service tunnel north mac Y

Service tunnel north smoke Y

CPL packing mac-1 Y
CPL packing mac-2 Y

CPL-recon area Y

CPL - paint line mac-4 Y
CPL - paint line mac-2 Y

CPL new lab op/37 Y

Remark

CPL op/46 Y
CPL-lab room 1 Y
CPL-lab room 2 Y

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO : SC1000142

Function test 3-1

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 TCIF Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

31 M2-43 MANUAL Y
32 M2-44 SMOKE Y
33 M2-45 SMOKE Y
34 M2-35 S/S V.  N/A Main Valve off
35 M2-39 S/S V.  N/A Main Valve off
36 M2-46 MANUAL Y
37 M2-48 SMOKE Y
38 M2-49 SMOKE Y
39 M2-93 SMOKE Y
40 M2-94 SMOKE Y
41 M2-91 MANUAL Y
42 M2-55 S/S V.  N/A Main Valve off
43 M2-59 S/S V.  N/A Main Valve off
44 M2-63 S/S V.  N/A Main Valve off
45 M2-77 S/S V.  N/A Main Valve off
46 M2-71 S/S V.  N/A Main Valve off
47 M2-63 S/S V.  N/A Main Valve off
48 M2-83 S/S V.  N/A Main Valve off
49 M1-81 S/S V.  N/A Main Valve off
50 M1-6 SMOKE S
51 M1-75 S/S V.  N/A Main Valve off
52 M1-90 S/S V.  N/A Main Valve off
53 M1-61 S/S V.  N/A Main Valve off
54 M1-55 S/S V.  N/A Main Valve off
55 M1-49 S/S V.  N/A Main Valve off
56 M1-68 MANUAL Y
57 M1-70 SMOKE Y
58 M1-71 SMOKE Y
59 M1-68 MANUAL Y
60 M1-33 MANUAL Y

Remark:

MCL-2 fire suppression N/A

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y

CPL เสา c2/25 Y

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
HC. Yard Office Rm. S

MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2  entry room Y
MCL-2  entry room Y

MCL-2 fire suppression N/A

MCL-2  entry meting room Y
MCL-2  entry meting room Y

MCL-2  entry room Y

Remark

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y

MCL-2  entry meting room Y

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

MCL_2  coating pot room Y
MCL_2  coating pot room Y
MCL_2  coating pot room

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector :

Function test 3-2

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

61 M1-43 SMOKE Y Y
62 M1-43 SMOKE Y Y
63 M1-43 SMOKE Y Y
64 M1-84 MANUAL Y Y
65 M1-22 S/SV Y Y
66 M1-30 MANUAL Y Y
67 M1-1 MANUAL Y Y
68 M1-24 MANUAL Y Y
69 M2-1 SMOKE Y Y
70 M2-1 SMOKE Y Y
71 M2-12 HEAT Y Y
72 M2-12 HEAT Y Y
73 M2-12 HEAT Y Y
74 M2-12 HEAT Y Y
75 M1-93 MANUAL Y Y
76 M1-93 SMOKE Y Y
77 M1-93 SMOKE Y Y
78 M1-93 SMOKE Y Y
79 M1-93 SMOKE Y Y
80 M1-93 SMOKE Y Y
81 M1-93 SMOKE Y Y
82 M1-93 SMOKE Y Y
83 M1-93 SMOKE Y Y
84 M1-93 SMOKE Y Y
85 M1-93 SMOKE Y Y

Remark:

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

SOLID WASTE
EQUIPMENT

EQUIPMENT STORGE W/H

SOLID WASTE

SERVICE TUNNEL
SERVICE TUNNEL

SOLID WASTE

SOLID WASTE

Remark

CPL Paint line
CPL Recon Area
CPL Paint Store

New lab room
Exit mcl 2 pulpit

MCL 2 Suppervisory

New lab room
New lab room

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector :

Function test 3-3



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

MCL-2 BLDG  Node 3 Loop M3

1 M3-34 MANUAL Y Y
2 M3-35 MANUAL Y Y
3 M3-36 MANUAL Y Y
4 M3-37 MANUAL Y Y
5 M3-33 MANUAL Y Y
6 M3-29 MANUAL Y Y
7 M3-23 MANUAL Y Y
8 M3-24 MANUAL Y Y
9 M3-25 MANUAL Y Y

10 M3-9 MANUAL Y Y
11 M3-27 MANUAL Y Y
12 M3-28 MANUAL Y Y
13 M3-16 MANUAL Y Y
14 M3-17 MANUAL Y Y
15 M3-18 MANUAL Y Y
16 M3-30 MANUAL Y Y
17 M3-1 MANUAL Y Y
18 M3-26 MANUAL Y Y
19 M3-2 MANUAL Y Y
20 M3-31 MANUAL Y Y
21 M3-32 MANUAL Y Y
22 M3-48 MANUAL Y Y
23 M3-48 HEAT Y Y
24 M3-48 HEAT Y Y
25 M3-48 HEAT Y Y
26 M3-48 HEAT Y Y
27 M3-48 HEAT Y Y
28 M3-38 MANUAL Y Y Under ground EER
29 M3-3 IAM Y Y commons trouble
30 M3-4 IAM Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Type

Inspector :
Witness :

Location of fire alarm control panel : 

Khun Songpon, Khun Sonthaya

Mcl-2 NCP1 PLC & Com Rm. 

 Mcl-2 coil and storange wast zone 6
 Mcl-2 coil and storange wast zone 6

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 Ingot storange Zone 3

Mcl-2 coating Pot EER RM Zone 7

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 New Chemical Storage Zone 8

Mcl-2 coil and storange central zone 5
MCL-2 main eer room Zone1

 Mcl-2 coil and storange wast zone 6
Mcl-2 coil and storange central zone 5
Mcl-2 coil and storange central zone 5

MCL-2 main eer room Zone1
Mcl-2 coil and storange central zone 5

MCL-2 entry eer room Zone 2

Mcl-2 Ingot storange Zone 3

Inspection 
Result RemarkTest ResultLOOP/ 

Zone.Number

Remark :

 Mcl-2 coil and storange wast zone 6

Mcl-2 coil and storange east  zone 4
Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 Ingot storange Zone 3

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange central zone 5

Mcl-2 New Chemical Storage Zone 8

item Location

Mcl-2 NCP1 PLC & Com Rm. 

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Client :
REF.Contract NO : SC1000142

Inspection Date :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test 3-4

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

MCL-2 BLDG  Node 3 Loop M3

31 M3-5 IAM SUPERVISORY Y Y commons trouble
32 M3-6 IAM SUPERVISORY Y Y commons alarm
33 M3-39 IAM SUPERVISORY Y Y commons trouble
34 M3-40 IAM SUPERVISORY Y Y commons alarm
35 M3-19 IAM SUPERVISORY Y Y commons trouble
36 M3-20 IAM SUPERVISORY Y Y commons alarm
37 M3-10 IAM SUPERVISORY Y Y commons trouble
38 M3-11 IAM SUPERVISORY Y Y commons alarm
39 M3-12 IAM SUPERVISORY Y Y commons trouble
40 M3-13 IAM SUPERVISORY Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Test Result Remark

Mcl-2 NCP2 Main Exit EER Rm. 
Mcl-2 NCP2 Main Exit EER Rm. 

Mcl-2 NCP3 Coating Pot EER Rm. 
Mcl-2 NCP3 Coating Pot EER Rm. 

Inspection 
Result

Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 3-5

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   229.01  VAC  

Charger control panel  27.48  V.dc 

Battery back up 27.46  V.dc  start using 26/6/20

* Cable loop Idnet  out , short CKT

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V / 18 Ah)

* Smoke detector point M1-4 ทีѷอาคาร Admin ไมส่ามารถ Test สง่ Alarm ได ้(อปุกรณ์เสยี 2 ตัว)

Y

Y

Y

Y

Y

Remark : 

Y

Y

Y

Y

Y

SC1000142

Y

Y

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Description Result

1. Fire Alarm Control Panel 

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Y

NS BLUE SCOPE STEEL (THAILAND) LTD.

CONTROL PANEL FIRE ALARM 4

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

1 M1-1 SDA Y
2 M1-2 SMOKE Y
3 M1-2 SMOKE Y
4 M1-2 SMOKE Y
5 M1-3 SMOKE Y
6 M1-3 SMOKE Y
7 M1-3 SMOKE Y
8 M1-3 SMOKE Y
9 M1-3 SMOKE Y

10 M1-3 SMOKE Y
11 M1-3 SMOKE Y
12 M1-3 SMOKE Y
13 M1-4 SMOKE N
14 M1-4 SMOKE N
15 M1-4 SMOKE Y
16 M1-4 SMOKE Y
17 M1-4 SMOKE Y
18 M1-4 SMOKE Y
19 M1-4 SMOKE Y
20 M1-4 HEAT Y
21 M1-4 HEAT Y
22 M1-5 MANUAL Y
23 M1-6 MANUAL Y
24 M1-7 MANUAL Y
25 M1-8 IAM Signal Alarm YFCP Training School Bld. Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y
Admin bldg.ประตeูxit Y
Admin bldg.ประตeูxit Y

Admin bldg.ประตทูางเขา้

Admin bldg.ใตห้ลังคา Y
Admin bldg.หอ้งนํѸาชาย Y
Admin bldg.หอ้งนํѸาหญงิ Y

Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y

Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา Y

Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Ranbuil store Y
Admin bldg.canteen Y

Admin bldg.หอ้งประชมุ Y

REF.Contract NO :

Remark

Admin bldg. Y

Ranbuil store Y
Ranbuil store Y

Type Inspection 
Result Test Result

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Test ไมส่ง่ alarm

Fire Detection and Alarm System

Witness :

Preventive Maintenance Check Sheet 

SC1000142

Khun Songpon, Khun Sonthaya

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test panel 4



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

 Training School Building Notifier (SFP-2402)

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : AC POWER     227.98  VAC

Charger control panel 27.35  Vdc. 

Battery back up 27.34 Vdc. (Start 29/7/22) 12V 7.5 Ah.

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

S S

N/A N/A

S S

S S

S S

S S

S S

S S

Result

1. Fire Alarm Control Panel 

S S

Witness : Khun Songpon, Khun Sonthaya

Description Normal Status

Location of fire alarm control panel : 

  Fire Detection and Alarm System
Preventive Maintenance Check Sheet (Monthly/Quarterly)

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

1 Zone 1 Smoke S S
2 Zone 1 Smoke S S
3 Zone 1 Smoke S S
4 Zone 1 Smoke S S
5 Zone 1 Manual S S
6 Zone 2 Smoke S S
7 Zone 2 Smoke S S
8 Zone 2 Smoke S S
9 Zone 2 Smoke S S

10 Zone 2 Smoke S S
11 Zone 2 Smoke S S
12 Zone 2 Smoke S S
13 Zone 2 Smoke S S
14 Zone 2 Smoke S S
15 Zone 2 Manual S S
16 Zone 2 Manual S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Smoke No.7 Training
Smoke No.8 Training
Smoke No.9 Training
Manual No.1 Training
Manual No.2  Training

Smoke No.6 Training

Remark

Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training

Manual Training
Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training
Smoke No.5 Training

Location of fire alarm control panel : Training School Building Notifier (SFP-2402)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

training school building1

FUNCTION TEST FIRE ALARM SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

IINERGEN SYSTEM



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO :

Preventive Maintenance Check Sheet 
    Fire suppression system

SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Charger control panel 26.98 Vdc. 

Battery back up 26.95  Vdc.  (start using 22/12/21)

TAKACHIHO

Remark : AC POWER     228.6  VAC

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

1 ZONE. 1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE. 2 SMOKE.2 Y Y
3 ZONE. 1 SMOKE.1 Y Y
4 ZONE. 2 SMOKE.2 Y Y
5 ZONE. 1 SMOKE.1 Y Y
6 ZONE. 2 SMOKE.2 Y Y
7 ZONE. 3 MANAUL1 Y Y to discharge 30 sec
8 ZONE. 3 MANAUL2 Y Y to discharge 30 sec
9 STOBE light Y Y active pre discharge
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW 1 Y Y นับตอ่เนืѷอง remain 10 sec
12 ABORT.SW 2 Y Y

clean and test detector  function test o.k
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 stobe horn ทํางาน, Alarm 2 stobe light ทํางาน
* Manual release stobe horn active

RemarkTest ResultLocation Test trouble 
signal FCPType

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

Inspector :
Witness :

SC1000142REF.Contract NO :

PKL-maln eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Inspection Date :

Subject : 
Client :

item Zone.Number

Khun Songpon, Khun Sonthaya

PKL-maln eer.room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : AC POWER      229.7  VAC

TAKACHIHO

Charger control panel  27.32  VDC

Battery back up  27.30  VDC  ( start using 25/6/20)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Releasing Control Panel

Y Y

Description  Status Function test Result

Electrical system

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 STOBE light Y Y active pre discharge
12 Solenoid Y Y to discharge

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result

CRM  main eer.room

Remark

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Test trouble 
signal FCP

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Type

Inspector :
Witness :

item Location Zone.Number

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    CRM SAVER COMPUTOR ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      225.6  VAC

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Charger control panel 27.05  VDC

Battery back up  27.02  VDC  (start using 25/6/20)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    CRM SAVER COMPUTOR  ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 MANUAL Y Y to discharge 30 sec
12 STOBE light Y Y active pre discharge
13 Solenoid Valve Y Y to discharge 

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Client :

Khun Songpon, Khun Sonthaya

CRM- main eer.server room
CRM- main eer.server room

CRM- main eer.server room

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

CRM- main eer.server room

CRM- main eer.server room
CRM- main eer.server room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

item Location Zone.Number Type RemarkTest Result Test trouble 
signal FCP

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

CRM- main eer.server room

REF.Contract NO :

CRM- main eer.server room
CRM- main eer.server room
CRM- main eer.server room

Preventive Maintenance Check Sheet 
Fire suppression system

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : 

TAKACHIHO

AC POWER      227.9  VAC

Charger control panel 27.36  V.dc 

Battery back up  27.34  V.dc Start using (25/6/20)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 ZONE.1 SMOKE.1 Y Y
10 ZONE.2 SMOKE.2 Y Y
11 ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
12 ZONE.2 SMOKE.2 Y Y
13 MANUAL 1 Y Y to discharge 30 sec
14 MANUAL 1 Y Y to discharge 30 sec
15 Strobe Light Y Y active pre discharge
16 Solenoid Valve Y Y to discharge 
17            MCL-main eer.room ABORT.SW Y Y remain 10 sec.
18            MCL-main eer.room ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
19            MCL-main eer.room ZONE.2 SMOKE.2 Y Y

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

Client :

item Location Zone.Number Type

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142REF.Contract NO :

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

Test Result

MCL-main eer.room

Test trouble 
signal FCP Remark

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    MCL1-PROGRAM SARVER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : 

TAKACHIHO

AC POWER     230.1  VAC

Charger control panel 27.10  V.dc 

Battery back up  27.08 VDC  (start using 25/6/20)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    MCL1-PREGRAM SAVER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 MANUAL Y Y to discharge 30 sec
6 STROBE light Y Y active discharge
7 Solenoid Valve Y Y to discharge 
8 ABORT.SW Y Y remain 10 sec.

* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result Test trouble 
signal FCP Remark

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Type

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    MAIN SUB-115 KV   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Y Y

Y Y

AC POWER      229.01  VAC

TAKACHIHO

Y Y

Remark : 

Charger control panel 27.15 V.dc 

Battery back up  27.14  Vdc  (start using 25/6/20)

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel Y Y

Description  Status Function test Result

Khun Songpon, Khun Sonthaya
Inspector :

Witness :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    MAIN SUB 115 KV   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.3 MANUAL Y Y to discharge 30 sec
4 Strobe Light Y Y active pre discharge
5 Solenoid Valve Y Y to discharge 
6 ZONE.4 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result Test trouble 
signal FCP Remark

115 KV .room
115 KV .room
115 KV .room

Type

115 KV .room
115 KV .room
115 KV .room

SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  Support Bldg. (server room) Auto

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Charger control panel 26.96  V.dc 

Battery back up  26.94 V.dc  (Start using 25/6/20)

TAKACHIHO

Y Y

Remark : AC POWER  229.6 VAC

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test 
Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   Support Bldg. (server room) Auto

1 ZONE.1 Smoke Detector Y Y cross zone detector discharge 30sec
2 ZONE.2 Smoke Detector Y Y
3 ZONE.1 Smoke Detector Y Y
4 ZONE.2 Smoke Detector Y Y
5 ZONE.3 Manual Release Y Y to discharge 30 sec
6 ZONE.4 Abort Switch Y Y remain 10 sec
7 ZONE.5 Pressure Switch Y Y active alarm bell
8 NAC 2 Stobe / horn Y Y active first alarm
9 NAC 3 Alarm Bell Y Y active pre discharge
10 NAC 1 Solenoid Valve Y Y to discharge 
11 NAC 1 Key Switch Y Y

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

TAKACHIHO

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room

Server Room

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Zone.Number

Server Room
Server Room

Test Result Test trouble 
signal FCP Remark

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Type

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Telephone no. : 02-366 -9000

Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : INERGEN PKL, CRM

1 661066 S
2 661141 S
3 661362 S
4 661130 S
5 661240 S
6 661300 S
7 661330 S
8 661270 S
9 661157 S

10 661073 S
11 661136 S
12 661100 S
13 661342 S
14 661218 S
15 661202 S
16 661197 S
17 661131 S
18 661111 S
19 661091 S
20 661160 S
21 661294 S
22 661080 S
23 661096 S
24 661404 S
25 661067 S
26 661123 S
27 661298 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Preventive Maintenance Check Sheet 

Remark

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

CRM EER Room 150 bar
CRM EER Room 160 bar 

item Location Tank no. Inspect result Pressure tank

CRM EER Room 160 bar 
CRM EER Room 160 bar 

CRM EER Room 175 bar 
CRM EER Room 150 bar
CRM EER Room 170 bar

CRM EER Room 150 bar

PKL EER Room 155 bar 

CRM EER Room 160 bar 
CRM EER Room 170 bar 

CRM EER Room 170 bar 

PKL EER Room 150 bar 
PKL EER Room 171 bar 

PKL EER Room 150 bar
PKL EER Room 162 bar 

PKL EER Room 169 bar 
PKL EER Room 170 bar 

PKL EER Room 175 bar 
PKL EER Room 165 bar 

PKL EER Room 170 bar 

EER Room (Computer CRM RM) 170 bar 
PKL EER Room 160 bar 

CRM EER Room (Computer CRM RM) 160 bar 
EER Room (Computer CRM RM) 170 bar 

EER Room (Computer CRM RM) 170 bar 
EER Room (Computer CRM RM) 170 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : INERGEN MCL 1

1 MCL1 EER ROOM 661116
2 MCL1 EER ROOM 661125
3 MCL1 EER ROOM 661392
4 MCL1 EER ROOM 661183
5 MCL1 EER ROOM 661414
6 MCL1 EER ROOM 661379
7 MCL1 EER ROOM 661211
8 MCL1 EER ROOM 661260
9 MCL1 EER ROOM 661372

10 MCL1 EER ROOM 661195
11 MCL1 EER ROOM 661095
12 MCL1 EER ROOM 661262
13 MCL1 EER ROOM 661087
14 MCL1 EER ROOM 661303
15 MCL1 EER ROOM 661051
16 MCL1 EER ROOM 661264
17 MCL1 EER ROOM 661291 สายแตกรา้ว
18 MCL1 EER ROOM 661377
19 MCL1 EER ROOM 661265
20 MCL1 EER ROOM 661207
21 MCL1 EER ROOM 661315
22 MCL1 EER ROOM 661226
23 MCL1 EER ROOM 661225
24 MCL1 EER ROOM 661147
25 MCL1 EER ROOM 661299
26 MCL1 EER ROOM 661337
27 MCL1 EER ROOM 661150
28 MCL1 EER ROOM 661166
29 MCL1 EER ROOM 661172
30 MCL1 EER ROOM 661367

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

S 160 bar 

S 155 bar
S 155 bar

S 150 bar
S 150 bar
S 150 bar
S 130 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 155 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 160 bar 
S 153 bar
S 150 bar
S 155 bar
S 155 bar
S 155 bar
S 155 bar
S 150 bar

S 155 bar

S 155 bar
S 155 bar
S 155 bar



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : INERGEN MCL 1

31 MCL1 EER ROOM 661273
32 MCL1 EER RM(Computer MCL1) 661261
33 661304
34 661143
35 661275
36 661252
37 661044
38 661114
39 661056
40 661305
41 661205
42 661118
43 661272
44 695829
45 661185
46 661080
47 661074
48 661306

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: Item 34-48 เขา้ในระบบแลว้

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Preventive Maintenance Check Sheet 

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1) S 160 bar
S 160 barMCL1 EER RM(EER MCL1)
S 160 bar

Inspect result Pressure tank Remark

S 155 bar 
S 160 bar

S 155 bar
S 160 bar

S 158 bar
S 160 bar
S 155 bar
S 160 bar
S 160 bar
S 155 bar
S 155 bar
S 160 bar

S 152 bar
S 160 bar
S 165 bar

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : INERGEN SUB 115KV 

1 661074 S
2 695829 S
3 661185 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

SUB 115KV 140 bar

SUB 115KV 160 bar
SUB 115KV 160 bar

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : INERGEN Server | Support Building

1 14T049198
2 14T050156

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Server Room S 2175 psi 

Inspect result Pressure tank Remark

Server Room S 2175 psi 

FUNCTION TEST INERGEN SYSTEM



Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFM-200 SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   PKL- NEW MAIN EER ROOM. FM 200   FIKE PROTECTION

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : 

TAKACHIHO

AC POWER  229.8  VAC

Charger control panel 27.50  V.dc 

Battery back up  27.46 V.dc  (start using 25/6/20) 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

FM-200 set ไวท้ีѷ mode manual
 test

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :    PKL- NEW MAIN EER. ROOM   FM 200  FIKE PROTECTION

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y Alarm 1 Bell
4 ZONE.2 SMOKE.2 Y Y Alarm 2 Stobe horn
5 ZONE.3 MANUAL Y Y to discharge 
6 ZONE.8 HORN&STOBE Y Y active pre alarm
7 ZONE.9 Solenoid Valve Y Y to discharge 
8 ZONE.4 ABORT.SW Y Y original time

ZONE. 6 Alarm Bell Y Y active first alarm

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to Original time delay 
* Manual release push to discharge gas
* Alarm 1 bell ทํางาน, Alarm 2 stobe horn ทํางาน, Release stobe horn, Stobe light ทํางาน
* Manual stobe horn, stobe light ทํางาน

Khun Songpon, Khun Sonthaya

Test Result

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

TypeLocation Test trouble 
signal FCP Remark

Preventive Maintenance Check Sheet 

Zone.Number

TAKACHIHO

Fire suppression system

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

FUNCTION TEST FM-200 SYSTEM



Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

CCO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

24 - 31 August 2022

Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

MCL2 Entry EER. Room / Autopulse 542 R

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark : AC Power 226.1 VAC

Charger control panel 26.98 VDC

Battery back up 26.97 VDC  (Start Using  28/9/20)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Inspection Date :

Inspector :

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel :    

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tKfs.co.th

PM. Fire Suppression CO2 System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

MCL2 Entry EER. Room / Autopulse 542 R

1 1 Heat S
2 2 Heat S
3 3 Manual S
4 5 Pressure Switch S
5 6 Lock Out Valve S
6 NAC 1 Solenoid Valve S
7 NAC 2 Strobe / Horn S First alarm active
8 NAC 3 Alarm Bell S Second alarm active
9 NAC 1 Key SW. S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: * Heat detector cross zone delay time 30 sec to discharge
* Manual release delay times 30 sec to discharge
* Alarm 1 stobe horn ทํางาน, Alarm 2 bell ทํางาน
* Discharge stobe horn, bell ทํางาน

Preventive Maintenance Check Sheet 

item Location Zone.Number

Location of fire alarm control panel :    

REF.Contract NO :
Inspection Date :

Inspector :

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

SC1000142

Transformer XFHV-12

Test Result

S
S

S
S

S
S

Test trouble 
signal FCPType

S
S
S

Witness : Khun Songpon, Khun Sonthaya

Remark

Transformer XFHV-12

Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CARBON  DIOXIDE  FIRE EXTINGUISHING  SYSTEMS
Semi-Annual Tests and Maintenance
AREA : Transformer XFHV-12 DATE : 24 - 31 August 2022

Num. AREA Cylinder Number % Lost Total 
Year Result

1  Transformer XFHV-12 15K520140 178 lbs 278 lbs 125.78 kg. - kg. 0.4% 10 / 2015 6 Pass

2  Transformer XFHV-12 15K520165 180 lbs 280 lbs 126.76 kg. - kg. 0.13% 10 / 2015 6 Pass

3  Transformer XFHV-12 15K520201 176 lbs 276 lbs 125.10 kg. - kg. 0.1% 10 / 2015 6 Pass

4  Transformer XFHV-12 15K520024 178 lbs 278 lbs 125.80 kg. - kg. 0.9% 10 / 2015 6 Pass

5  Transformer XFHV-12 15K520106 173 lbs 273 lbs 123.60 kg. - kg. 0.2% 10 / 2015 6 Pass

6  Transformer XFHV-12 15K520154 180 lbs 280 lbs 126.26 kg. - kg. 0% 10 / 2015 6 Pass

Takachiho fire, Security & Services (Thailand) Ltd.

Completed  By  : Witnessed By  :

Signature  : Signature  :

Date  : Date  :

x  100 

( - )  =  Lost,  Weight the cylinder lost of more than 10 % need to refill

Remark : Lost of more than 10% requires refilling.       The hydrostatic test for CO2 cylinder is required every 12 years.

Actual Weight  -  Full Weight
Empty Weight  

Empty Weight Full Weight Actual Weight Date of 
Manufacture



FUNCTION TEST CO2 SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

NNITROGEN FIRE 
SUPPRESSION SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER  227.3  VAC 

Charger control panel 26.65  VDC  

Battery back up  26.62 VDC ( Replace Battery 23/11/21)

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to discharge 
9 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1 Bell ดังยาว    
* Alarm 2 Bell ดังยาว, stobe/horn ดังเป็นจังหวะ
* Discharge Bell, stobe/horn ดังยาว (OP85)

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Zone.Number TypeLocation

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Preventive Maintenance Check Sheet 

Remark

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 SERVER&COMPUTTER ROOM

Inspector :
Witness :

item



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Selector ทํางานตอน smoke cross zone

**By pass pressure gauge by tank no5,18,27,28,39,75,78,101

Remark : 

TAKACHIHO

Battery back up  26.25  VDC (Replace Battery 23/11/21)

AC POWER  225.3  VAC

Charger control panel 26.28  VDC 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE1 SMOKE Y Y
8 ZONE2 SMOKE Y Y
9 ZONE1 SMOKE Y Y
10 ZONE2 SMOKE Y Y
11 ZONE1 SMOKE Y Y
12 ZONE2 SMOKE Y Y
13 ZONE3 MANUAL Y Y  to discharge 30sec
14 BELL Y Y first alarm
15 HORN&STOBE Y Y second alarm
16 Solenoid Valve Y Y to dischage 
17 ABORT.SW Y Y to reset panel
18 ZONE1 SMOKE Y Y
19 ZONE2 SMOKE Y Y

test function and clean detector  
system is normal
No.5,18,27,28,39,41 pressure gauge was broken
* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน (OP84)

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Location

MCL-2 MAIN EER ROOM

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Remark :

Remark

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

TAKACHIHO

Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

MCL-2 MAIN EER ROOM

Type

Inspection Date :
Inspector :

Witness :

item Zone.Number

Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM  EER ROOM ใตด้นิ  NCP NO. 3 SIEMENS CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no. 1,2,3,10,11,15

Remark : 

TAKACHIHO

Battery back up  26.91  VDC ( Replace Battery 23/11/2021)

AC POWER  226.4  VAC

Charger control panel 26.93  VDC 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM   NCP NO. 3 SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark

 MAIN EER COATING POT ROOM
 MAIN EER COATING POT ROOM

TypeLocation Zone.Number Test Result Test trouble 
signal FCP

 MAIN EER COATING POT ROOM

item

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

Preventive Maintenance Check Sheet 

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Khun Songpon, Khun Sonthaya
Inspector :

Witness :



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM
 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2 MAIN EER PREMELT ROOM  NCP NO. 4  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Remark : 

TAKACHIHO

Charger control panel 27.63  VDC 

* Stobe horn อปุกรณ์เสยี 1 ตัว

AC POWER  228.3  VAC

Battery back up  27.61 VDC (Replace Battery 23/11/21)

Y

Y Y

YY

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-2  PREMALT ROOM   NCP NO. 4  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 discharge bell ดังยาว
* Alarm 2 stobe/horn ดังเป็นเพา้ท์
* Discharge stobe/horn ดังเร็วถีѷข ึѸน

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

Test Result Test trouble 
signal FCP Remark

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

TypeZone.Number

Inspection Date :
Inspector :

Witness :

item Location

Khun Songpon, Khun Sonthaya

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 MAIN EER PREMELT ROOM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel : MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

TAKACHIHO

Y

Remark : 

Battery back up  27.20 VDC (Start using 28/9/20)

Y

Y

Charger control panel 27.20  VDC 

AC POWER  226.1  VAC

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to dischage 
9 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 bell ทํางาน
* Alarm 2 stobe/horn ทํางานยาว
* Discharge bell, stobe/horn ดังยาว

 ENTRY  PLC&COMPUTTER ROOM

TypeZone.NumberLocation

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

Preventive Maintenance Check Sheet 

 ENTRY  PLC&COMPUTTER ROOM

Test Result

 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM

 ENTRY  PLC&COMPUTTER ROOM

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

 ENTRY  PLC&COMPUTTER ROOM



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2 ENTRY MAIN EER  ROOM  NCP NO. 6  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no18,27,28,39,49,75,78,101

Battery back up  27.06  VDC (Replace Battery 28/9/20)

AC POWER  224.2  VAC

Charger control panel 27.09  VDC

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Function test Result

Electrical system

1. Releasing Control Panel Y Y

Inspection Date :
Inspector :

Description  Status

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :   MCL-2ENTRY MAIN EER.ROOM  NCP NO. 6  SIEMENS  CP-2ER  

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE3 MANUAL Y Y  to discharge 30sec
8 BELL Y Y first alarm
9 HORN&STOBE Y Y second alarm
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW Y Y to reset panel

Selector Y Y

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.

ENTRY MAIN EER. ROOM

TypeZone.NumberLocation

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

TAKACHIHO

Preventive Maintenance Check Sheet 

ENTRY MAIN EER. ROOM

Test Result

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

ENTRY MAIN EER. ROOM

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

ENTRY MAIN EER. ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

1 COATING PORT EER ROOM 1573338 S
2 COATING PORT EER ROOM 1573483 S
3 COATING PORT EER ROOM 1573557 S
4 COATING PORT EER ROOM 1573170 S
5 COATING PORT EER ROOM 1573091 S
6 COATING PORT EER ROOM 1573185 S
7 COATING PORT EER ROOM 1573634 S
8 COATING PORT EER ROOM 1573496 S
9 COATING PORT EER ROOM 1573503 S

10 COATING PORT EER ROOM 1573379 S
11 COATING PORT EER ROOM 1573637 S
12 COATING PORT EER ROOM 1571537 S
13 COATING PORT EER ROOM 1573166 S
14 COATING PORT EER ROOM 1573347 S
15 COATING PORT EER ROOM 1573540 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

220 Bar 
220 Bar 

220 Bar 

220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 

220 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2(PLC&COM Room) 

1 PLC &COM ROOM 1573508 S
2 PLC &COM ROOM 1573673 S
3 PLC &COM ROOM 1573669 S
4 PLC &COM ROOM 1573518 S
5 PLC &COM ROOM 1573604 S
6 PLC &COM ROOM 1573425 S
7 PLC &COM ROOM 1573564 S
8 PLC &COM ROOM 1573568 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

200 Bar 
200 Bar 

200 Bar 
200 Bar 
200 Bar 
200 Bar 
200 Bar 

200 Bar 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

1 Main EER ROOM 1559684 S
2 Main EER ROOM 1559786 S
3 Main EER ROOM 1559688 S
4 Main EER ROOM 1559744 S
5 Main EER ROOM 1560120 S
6 Main EER ROOM 1559736 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no.
Inspect result

Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

228 Bar 
220 Bar 

220 Bar 
220 Bar 
220 Bar 

225 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

1 PREMALT  ROOM 1573547 S
2 PREMALT  ROOM 1573604 S
3 PREMALT  ROOM 1573433 S
4 PREMALT  ROOM 1573406 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no.
Inspect result

Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

220 Bar 
225 Bar 

220 Bar 
225 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

1 1573268 S
2 1573249 S
3 1573088 S
4 1559588 S
5 1573348 S
6 1559993 S
7 1560025 S
8 1559959 S
9 1573333 S

10 1573259 S
11 1573145 S
12 1573188 S
13 1573205 S
14 1573087 S
15 1573204 S
16 1573199 S
17 1560141 S
18 1559946 S
19 1560058 S
20 1559915 S
21 1559651 S
22 1573374 S
23 1573355 S
24 1573271 S
25 1573220 S
26 1559934 S
27 1560119 S
28 1573247 S
29 1573331 S
30 1560070 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 240 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 215 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

31 1559711 S
32 1558695 S
33 1559757 S
34 1559701 S
35 1559701 S
36 1559917 S
37 1559699 S
38 1573274 S
39 1573354 S
40 1573312 S
41 1573104 S
42 1573281 S
43 1573657 S
44 1573488 S
45 1573392 S
46 1573379 S
47 1573377 S
48 1573613 S
49 1573441 S
50 1573324 S
51 1559613 S
52 1559941 S
53 1559970 S
54 1573671 S
55 1559830 S
56 1560099 S
57 1559820 S
58 1559977 S
59 1559745 S
60 1560115 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 250 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

61 1573376 S
62 1573597 S
63 1560006 S
64 1559998 S
65 1559856 S
66 1559939 S
67 1573560 S
68 1573350 S
69 1559717 S
70 1559954 S
71 1573269 S
72 1573210 S
73 1573579 S
74 1560056 S
75 1559686 S
76 1573616 S
77 1573377 S
78 1573402 S
79 1573534 S
80 1573617 S
81 1573666 S
82 1560114 S
83 1560146 S
84 1559843 S
85 1560040 S
86 1559857 S
87 1560003 S
88 1559935 S
89 1560029 S
90 1559690 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 195 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location  : NITROGEN MCL 2

91 1559687 S
92 1559597 S
93 1559713 S
94 1559697 S
95 1560034 S
96 1573039 S
97 1573306 S
98 1560083 S
99 1559800 S

100 1573363 S
101 1573102 S
102 1573332 S
103 1573360 S
104 1560106 S
105 1559983 S
106 1573529 S
107 1573377 S
108 1573495 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

FUNCTION TEST NITROGEN SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

DDELUGE SYSTEM
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Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Spray Nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no mark " S "
  in block of yes. If not, assure corrections are made and briefly describe under " Remark "

2  Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. Pipes
 and there are no external loads, mark " S " in block of yes. If not, assure corrections are made and
 briefly describe under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes.
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test.  Assure system operates properly and record operation time.

6 Deluge Valve : Internal inspect deluge or preaction valve. Verify that all components operate, properly, 
move freely and in good condition. If so, mark " S " in block of yes. If not, assure valve is repaired  and 
briefly describe un der " Remark "

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is
 repaired and briefly describe under " Remark "

8 Deluge Supervisory Panel and equipments appear operation. Mark " S " in block of yes. If not, assure 
valve is repaired and briefly describe under " Remark "

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes.
 If not, assure valve is repaired and briefly describe under " Remark "

DESCRIPTION OF INSPECTION AND TEST FOR DELUGE SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

AAUTOMATIC SPRINKLER 
SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Sprinkler nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no obstructions,
mark " S " in block of yes. If not, assure corrections are made and briefly describe under " Remark " S

2 Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. pipes and
there are no external loads, mark " S " in block of yes. If not, assure corrections are made and  briefly describe S

 under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes. S
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test at test valve for ensure alarm gong or pressure switch work properly in 
alarm function

6 Alarm Valve: Internal inspect  alarm valve. Verify that all components to proper operate ,move freely and in good S
condition If so, mark " S " in block of yes. If not, assure valve is repaired and briefly describe under "remark"

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is S
repaired and briefly describe under " Remark "

8 Main drain valve: check main drain valve are in close position and no leak

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes. S
 If not, assure valve is repaired and briefly describe under " Remark "

Inspector By: Subin, Wachira, Somkid, Anucha, Anuchit

DESCRIPTION OF INSPECTION AND TEST FOR AUTOMATIC SPRINKLER SYSTEM(WET PIPE)
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Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM.CELLA  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent quantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.56 vdc.  ( Use since 7/6/22) Clean & check system control

control panel system normal

Inspector :

N/A

Khun Songpon, Khun Sonthaya

Y Y

Y N/A

Y

Description

1. Fire Control Panel 

Y

N/A N/A

Y N/A

N/A

Y N/A

Y N/A

N/A N/A

Y

Y

N/A N/A

N/A N/A

Y Y

Y Y

Y

Y Y

 Status Function test 
Result

Y Y

Remark : 

TAKACHIHO

Witness :

Electrical system

Y Y

Y N/A

Y

N/A N/A

SC1000142

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#1  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.64  vdc. ( Use since 7/6/22) Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Y N/A

Y N/A

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#2  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.28 vdc. ( Use since 7/6/22)Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A Y

Y Y

Y N/A

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#3  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.34 vdc ( Use since 7/6/22 ) Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.56 vdc ( Use since 7/6/22)  Clean & check system control

control panel system normal

N/A

Y N/A

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

1 ZONE1 SMOKE DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 SMOKE DETECTOR N/A N/A
3 ZONE1 SMOKE DETECTOR N/A N/A
4 ZONE2 SMOKE DETECTOR N/A N/A
5 ZONE1 SMOKE DETECTOR N/A N/A
6 ZONE2 SMOKE DETECTOR N/A N/A
7 ZONE1 SMOKE DETECTOR N/A N/A
8 ZONE2 SMOKE DETECTOR N/A N/A
9 ZONE1 SMOKE DETECTOR N/A N/A
10 ZONE2 SMOKE DETECTOR N/A N/A
11 ZONE1 SMOKE DETECTOR N/A N/A
12 ZONE2 SMOKE DETECTOR N/A N/A
13 ZONE1 SMOKE DETECTOR N/A N/A
14 ZONE2 SMOKE DETECTOR N/A N/A
15 MANUAL N/A N/A to discharge 
16 BELL N/A N/A first alarm
17 HORN&STOBE N/A N/A second alarm
18 Solenoid Valve N/A N/A to discharge 

didn't perform function test on detector as it was production area

MCL-1   main cabel cella

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

MCL-1   main cabel cella

Test trouble 
signal FCP

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

Type

MCL-1   main cabel cella

Remark :

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Remark

Inspection Date :
SC1000142

Inspector :
Witness :

Zone.Numberitem Location Test Result

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.45 vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

N/A

Y Y

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM   POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 MANUAL 2 N/A N/A 30 sec to discharge 
7 BELL N/A N/A first alarm
8 HORN&STOBE N/A N/A second alarm
9 Solenoid Valve N/A N/A to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

* ปุ่ ม reset ทีѷตู ้fire release เริѷมเสืѷอมสภาพ (reset ยาก)

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CPL-LOWER ROOM

Test Result Test trouble 
signal FCP Remark

CPL-LOWER ROOM

Type

Inspector :

CPL-LOWER ROOM

Witness :

item Location Zone.Number

CPL-LOWER ROOM

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.82  vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

Y Y

Remark : 

N/A N/A

N/A N/A

Y Y

Y Y

N/A N/A

N/A N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Fire Control Panel 

Y Y

Witness :

Description  Status Function test 
Result

Khun Songpon, Khun Sonthaya

TAKACHIHO

Electrical system

Y Y

Y Y

Y Y

Y Y

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

SC1000142
Client :

REF.Contract NO :
Inspection Date :

Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

24 - 31 August 2022
Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 BELL N/A N/A first alarm
7 HORN&STOBE N/A N/A second alarm
8 Solenoid Valve N/A N/A to discharge 
9 MANUAL 2 N/A N/A 30 sec to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

Khun Songpon, Khun Sonthaya

SC1000142

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

Remark :

Witness :

Test Result Test trouble 
signal FCP Remarkitem Location Zone.Number Type

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.

NS BLUE SCOPE STEEL (THAILAND) LTD.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

CPL.PAINT STORE UPPER RM.

REF.Contract NO :
Inspection Date :

Inspector :

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFIRE HYDRANT SYSTEM
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Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFIRE HOSE CABINET AND 
HOSE SYSTEM
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Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Tel : 02-366 -9000 , FAX : 02-366-9090

www.tkfs.co.th

FFIRE PUMP

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 21246806
RATING SPEED RPM.
PUMP BRAND MODEL MEGA-2000 SERIAL N      
FLOW RATE SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE 120 SPEED RPM.

POWER CONTROL MODEL SERIAL No. 325-102007
ELECTRICAL SYSTEM 220 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 66 0C 1 VISUAL CHECKED Normal

2 Normal 2 51/54 0C

3 Normal 3 DISCHARGE PRESSURE 125

4 OIL PRESSURE 65 psi 4 SUCTION PRESSURE 0 Psi

5 27.2,27.2 5 NOISE Normal

6 1.5,0.5 6 COUPLING Normal

7 SPEED RUNNING 2680 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 1693.8 1694.2 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 4 / 4 OR 100% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal

14 CLEANED Normal

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 28.0,28.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 1.5/0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 90 Psi

RECOMMENDATION Check condition of pump and cleaning
Function test pump manual / auto running time in 30 mins.

The function system working properly
* เปลีѷยน spare part (5/6/65)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12V / 50 Ah) แบตเสืѷอมสภาพ (Battery no.2)

Takachiho Fire, Security & Services (Thailand) Limited

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM  NO.1

ENGINE BRAND CUMMINS 4BT39
- 2900

KSB AJAX PUMP
750 GPM

CONTROL PANEL BRAND PC 1000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

CHECKED FOR CORROSION

Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 8061SR1400D
RATING SPEED RPM.
PUMP BRAND MODEL CPR 150-300 TAN SERIAL No. 264183-05
FLOW RATE SUCTION DIA. 8" DISCHARGE DIA. 8"
DESIGN PRESSURE 120 SPEED RPM.

Diesel Engine MODEL SERIAL No. SIN519112021
ELECTRICAL SYSTEM 230 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 83 0C 1 VISUAL CHECKED Normal

2 Normal 2 61/56 0C

3 Normal 3 DISCHARGE PRESSURE 130 Psi

4 OIL PRESSURE 4.8 bar 4 SUCTION PRESSURE N/A

5 13.7 , 13.7 5 NOISE Normal

6 2.0,0.5 6 COUPLING Normal

7 SPEED RUNNING 2860 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 90.4 90.7 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 90% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal 13

14 CLEANED Normal 14

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 14.0,14.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 2.5,1.0
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 75 Psi

RECOMMENDATION *  Fire pump in 30 minutes  
*  เปลีѷยน spare part (3/6/64)
*  Battery start using 30/8/22

Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM NO.2

ENGINE BRAND IVECO 966819
- -

IDEAL
1500 GPM

-
CONTROL PANEL BRAND PC-1000

NEG

CHECKED FOR CORROSION

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. C50132-1T
RATING SPEED RPM.
ELECTRICAL SYSTEM  380 VAC VOLTS. 50 Hz. 150 AMP.
PUMP BRAND MODEL B42670012P19820 SERIAL No. 9603128
FLOW RATE HAED SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE SPEED RPM.

POWER CONTROL  MODEL SERIAL No. 085-102007
ELECTRICAL SYSTEM 380 VAC VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 35/35 0C 2 41/40 0C

3 VOLTS  383,384,382 3 DISCHARGE PRESSURE 100 Psi

4 AMP. 177,174,172 4 SUCTION PRESSURE 0 Psi

5 SPEED RUNNING (RPM.) 2980 RPM 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 100 Psi

RECOMMENDATION Test auto run electric pump  10 Min
Cleaned to motor pump and check magnatic terminal

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR FIRE PUMP SYSTEM

MOTOR BRAND TECO ELECT & MACH EEB-UC002
2955

KSB PUMP

CONTROL PANEL BRAND FC 3000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

BEARING TEMPERATURE    BEARING TEMPERATURE

Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

VISUAL CHECK CONTROL SIGNAL TESTED
CLEANED MAGNATIC CONTACTOR
CHECKED POWER SUPPLY CHECKED FOR CORROSION

Takachiho Fire, Security & Services (Thailand) Limited



PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 85815313
RATING SPEED RPM.
ELECTRICAL SYSTEM 380-415 VOLTS. 50 Hz. 8 AMP.
PUMP BRAND MODEL B42670012 P19820 SERIAL No. 9603217
FLOW RATE 9.5 M3/H SUCTION DIA. 1 1/2" DISCHARGE DIA. 1 1/2"
DESIGN PRESSURE 99.9 M SPEED RPM.

POWER CONTROL   MMODEL SERIAL No. 058-102008
ELECTRICAL SYSTEM 380-415 VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 37/38 0C 2 32 0C

3 VOLTS 387,391,391 3 DISCHARGE PRESSURE 130

4 AMP 7.8,7.5,7.5 4 SUCTION PRESSURE N/A

5 SPEED RUNNING (RPM.) 2650 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 115 Psi

CUT OFF 170 Psi

RECOMMENDATION Cleaned to motor pump and check magnatic terminal
Function tes pump Auto/Manual normal
* Flexible ( Suction) 2" deteriorated
* Cover ป้องกนัใบพัดระบายความรอ้น Jockey pump แตกชํารุด

Subin, Wachira, Somkid, Anucha, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

5.5 HP 2900

CHECKED POWER SUPPLY

VISUAL CHECK CONTROL SIGNAL TESTED

NEG

CLEANED
CHECKED FOR CORROSION
MAGNATIC CONTACTOR

GRUNFOS

2900

BEARING TEMPERATURE BEARING TEMPERATURE

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR JOCKEY PUMP SYSTEM

MOTOR BRAND GRUNFOS TMG.112MB2-MB2-28FT130 C'

FUNCTION TEST FIRE PUMP SYSTEM

Takachiho Fire, Security & Services (Thailand) Ltd.

1858/110-111 Interlink Tower 25 Fl.,

Debaratna Road, Bangna Tai, Bangna,

Bangkok 10260, Thailand.

Telephone no. : 02-366 -9000

Facsimile no. : 02-366-9090

www.tkfs.co.th

For this project, our company will follow inspection and maintenance procedures of fire 

alarm system and fire fighting system by referring to these standards as detail below. 

• NFPA 10 – Standard For Portable Fire Extinguishers

• NFPA 11 – Standard For Foam Extinguishers, Low Expansion

• NFPA 12 – Standard On Carbon Dioxide Extinguishers systems

• NFPA 13 – Standard For The Installation of Sprinkler systems

• NFPA 14 – Standard For Installation of Stand Pipe and Hose Systems

• NFPA 15 – Standard For Water Spray Fixed Systems For Fire Protection

• NFPA 20 – Standard For Installation of Centrifugal Fire Pumps

• NFPA 25 – Standard For The Inspection, Testing, and Maintenance of Water-Based

                       Fire Protection System

• NFPA 30 – Flammable and Combustible Liquids Code

• NFPA 70 – National Electrical Code

• NFPA 72 – National Fire Alarm Code

Standard Reference

 

 

 

 

 

 

 

 

NS BLUE SCOPE STEEL (THAILAND) LTD. 

Preventive Maintenance for Fire Protection System 

 

On September 2022 

 

 

 

 

 

 

 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

Customer : NS Blue Scope Steel Thailand Report Date : September 2022

 

Inspector By : 1. Subin Karnna Service Leader

2. Wachira Chaiyapan Technician Service

3. Somkhid Khamlai Technician Service

4. Anuchit Phoomee Technician Service

5. Chalermchai Sameerai Technician Service

Takachiho Fire, Security & Services (Thailand) Ltd.

INSPECTION, TEST AND PREVENTIVE MAINTENANCE
FOR

Fire Protection and fire Detection System

Reported By

Mr. Chalermchai Soontornpanaves

Fire Service Manager
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE ALARM SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

PKL ,W/S,W/H, BLDG   SFIP-01  SIMPLEX 4100 ES [NODE 1]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    223.9  VAC

Charger control panel    26.10  VDC

Battery back up   26.00  VDC ( start  24/9/22 ) 12V 18Ah

 

Y

Y

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet (Monthly/Quarterly)

REF.Contract NO :

Y

Y

Y

Fire Detection and Alarm System

Subject : 

TAKACHIHO

Witness :

Y

Y

Y

Y

SC1000142
Inspection Date :

Remark : 

Y

Y

Y

Location of fire alarm control panel : 

Inspector :

Y

Y

1. Fire Alarm Control Panel 

ResultDescription

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

CONTROL PANEL FIRE ALARM1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

PKL,W/S,W/H, BLDG  SFIP-01  SIMPLEX 4100 ES [NODE 1]

1 M1-32 MANUAL Y Y
2 M1-34 MANUAL Y Y
3 M1-59 SMOKE Y Y
4 M1-29 MANUAL Y Y
5 M1-21 MANUAL Y Y
6 M1-17 MANUAL Y Y
7 M1-37 MANUAL Y Y
8 M1-39 MANUAL Y Y
9 M1-43 MANUAL Y Y
10 M1-47 MANUAL Y Y
11 M1-54  MANUAL Y Y
12 M1-61 SMOKE Y Y
13 M1-60 SMOKE Y Y
14 M1-63 SMOKE Y Y
15 M1-64 SMOKE Y Y
16 M1-24 MANUAL Y Y
17 M1-6 MANUAL Y Y
18 M1-1 MANUAL Y Y
19 M1-15 MANUAL Y Y
20 M1-15 MANUAL Y Y
21 M1-11 IAM-signal alarm Y Y
22 M1-12 IAM-signal alarm Y Y
23 M1-26 MANUAL Y Y
24 M1-57 SMOKE Y Y
25 M1-57 SMOKE Y Y
26 M1-57 SMOKE Y Y
27 M1-58 MANUAL Y Y
28 M1-58 MANUAL Y Y
29 M1-58 MANUAL Y Y
30 M1-62 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)

W/H Room B

PKL eer room (signal fm 200)

PKL-op/15

PKL-op/4
PKL acid tank sm-1

PKL Tunnel south(ใตด้นิ)

PKL Tunnel south(ใตด้นิ)

Work shop trainning room
Worke shop office room

PKL-eer room

Ware house room-a

PKL eer room (signal inergen)

PKL Tunnel south(ใตด้นิ)

PKL-exit pulpit
PKL-op/3

PKL-eer room

Worke shop op/12
PKL op/16  Silen grid

item LOOP/ 
Zone.Number

Location of fire alarm control panel : 

Ware house

Witness :

Inspection Date :

Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Fire Detection and Alarm System

SC1000142

Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark:

Khun Songpon, Khun Sonthaya

PKL-mac-console o-s1

RemarkLocation Inspection 
ResultType Test Result

PKL  mac 03 op/17
Ware house op/08

PKL-mac-3
PKL-op/5

Ware house room-b

Ware house op/09
Worke shop tool room

Function test1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

 COLD ROLL MILL,OPERATION  BLDG  SFIP-02  SIMPLEX 4100 ES [ NODE 2 ]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   229.1  VAC 

Charger control panel 26.65 VDC

Battery back up 26.60 VDC( start 24/09/22 )  12V 18Ah   

Local Power Supply Support Building

AC POWER  :  226.5  VAC 

Charger control panel  :  27.30  VDC

Battery Back Up  :  27.28  VDC

Battery Start  :  24/09/22

Preventive Maintenance Check Sheet (Monthly/Quarterly)

Witness : Khun Songpon, Khun Sonthaya

Inspection Date :

Fire Detection and Alarm System

Subject : 
Client :

Inspector :

REF.Contract NO : SC1000142
NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Y

Y

Y

Location of fire alarm control panel : 

Description

Y

Y

Result

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

Y

TAKACHIHO

Y

Remark : 

CONTROL PANEL FIRE ALARM2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

1 M1-1 MANUAL Y
2 M1-12 SMOKE Y
3 M1-12 SMOKE Y
4 M1-14 MANUAL Y
5 M1-20 MANUAL Y
6 M1-21 MANUAL Y
7 M1-17 MANUAL Y
8 M1-26 MANUAL Y
9 M1-22 MANUAL Y

10 M2-33 MANUAL Y
11 M2-30 MANUAL Y
12 M2-11 MANUAL Y
13 M2-14 MANUAL Y
14 M2-25 MANUAL Y
15 M2-22 MANUAL Y
16 M2-28 MANUAL Y
17 M2-8 MANUAL Y
18 M1-5 SMOKE Y
19 M1-5 SMOKE Y
20 M1-5 SMOKE Y
21 M1-5 SMOKE Y
22 M1-5 SMOKE Y
23 M1-5 SMOKE Y
24 M1-5 SMOKE Y
25 M1-5 SMOKE Y
26 M1-5 SMOKE Y
27 M1-5 SMOKE Y
28 M1-6 SMOKE Y
29 M1-6 SMOKE Y
30 M1-6 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System

Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO : SC1000142
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Inspector :

Remark

Exit door OP 64 Y
Grid Y-49 Y

Inspection 
Result

Grid Y-49 Y

Type

CRM pulpit Y

Test Result

CRM hydr cella(ใตด้นิ) Y
CRM hydr cella(ใตด้นิ) Y

CRM Y
CRM rool shop op/66 Y

CRM Y
CRM op/20 Y
CRM op/21 Y

CRM eer.room op/27 Y
CRM eer.room Y
CRM eer.room Y
CRM eer.room Y
CRM eer.room Y

CRM op/29 Y
Operation bldg Y

Y

Operation bldg Y

Operation bldg Y
Operation bldg Y

Y

Operation bldg

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Operation bldg
Operation bldg Y
Operation bldg

Function test 2-1



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

31 M1-6 SMOKE Y
32 M1-6 SMOKE Y
33 M1-6 SMOKE Y
34 M1-6 SMOKE Y
35 M1-6 SMOKE Y
36 M1-5 SMOKE Y
37 M1-5 SMOKE Y
38 M1-5 SMOKE Y
39 M1-5 SMOKE Y
40 M1-7 MANUAL Y
41 M1-9 MANUAL Y
42 M2-23 MANUAL Y
43 M2-24 MANUAL Y
44 M2-17 IAM-signal alarm Y
45 M2-18 IAM-signal alarm Y
46 M1-6 HEAT Y
47 M2-12 SMOKE Y
48 M2-29 SMOKE Y
49 M2-29 SMOKE Y
50 M2-29 SMOKE Y
51 M2-29 SMOKE Y
52 M2-29 SMOKE Y
53 M2-12 SMOKE Y
54 M2-12 SMOKE Y
55 M2-12 SMOKE Y
56 M1-31 SMOKE Y
57 M1-32 SMOKE Y

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO :
Inspection Date :

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Operation bldg Y

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y

EER room CRM Y
EER room CRM Y

CRM EER (Signal Inergen1) Y
CRM EER (Signal Inergen2) Y

Operation bldg Y
EER Room Ground Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y

CRM EER Room Ground Y
CRM EER Room Ground Y
CRM EER Room Ground Y

Roll Shop EER RM. Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Roll Shop EER RM. Y

Function test 2-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

1 M3-60 MANUAL Y
2 M3-39 MANUAL Y
3 M3-38 MANUAL Y
4 M3-52 MANUAL Y
5 M3-19 MANUAL Y
6 M3-22 MANUAL Y
7 M3-73 SMOKE Y
8 M3-74 SMOKE Y
9 M3-26 MANUAL Y

10 M3-35 MANUAL Y
11 M3-48 MANUAL Y
12 M3-30 SMOKE Y
13 M3-31 MANUAL Y
14 M3-27 MANUAL Y
15 M3-58 MANUAL Y
16 M3-76 SMOKE N Test ไมส่ง่ alarm
17 M3-76 SMOKE Y
18 M3-76 SMOKE Y
19 M3-76 SMOKE Y
20 M3-76 SMOKE Y
21 M3-76 SMOKE Y
22 M3-77 MANUAL Y Y
23 M3-78 MANUAL Y
24 M3-55 MANUAL Y Y
25 M3-96 MANUAL Y Y
26 M3-96 MANUAL Y Y
27 M3-97 HEAT Y
28 M3-97 HEAT Y
29 M3-97 HEAT Y
30 M3-97 HEAT Y

Remark: * M2-12 เขา้พืѸนทีѷ test ไมไ่ด ้จํานวน 4 Ea (พืѸนทีѷหมอ้แปลงไฟฟ้า)
* N3-76 Smoke Test ไมส่ง่ alarm 1 Ea

Y

Document store

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ZAL op/34

Canteen
Canteen
Canteen

Canteen
Canteen
Canteen

Y

Y
Y

MCL1 op/32 Y
Document store N

Document store Y

Document store Y
Document store Y
Document store Y
Document store Y
Document store Y

MCL1 pulpit room Y
MCL1 pulpit room Y

MCL1 op/54 Y

MCL1 op/56 Y
MCL1 op/52 Y
MCL1 op/49 Y

ZAL op/57 Y
Maintenance office Y
Maintenance office Y

MCC.op/51 Y
ZAL op/35 Y
MCl. op/60 Y

Remark

ZAL op/60 Y
MCC.op/exit Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

31 M3-97 HEAT Y
32 M3-97 HEAT Y
33 M3-97 HEAT Y
34 M3-97 HEAT Y
35 M3-68 IAM-signal alarm Y
36 M3-43 IAM-signal alarm Y
37 M3-44 IAM-signal alarm Y
38 M3-72 IAM-signal alarm Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Canteen Y
Canteen Y
Canteen Y

Remark

eer-mcl-1 inergen signal Y
Support bldg inergen signal Y

Canteen Y
Sub 115 kv Y

eer-mcl-1 inergen signal Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Function test 2-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

1 M3-70 (ZONE 2) MANUAL Y
2 M3-69 (ZONE 1) SMOKE Y
3 M3-69 (ZONE 1) SMOKE Y
4 M3-69 (ZONE 1) SMOKE Y
5 M3-70 (ZONE 2) MANUAL Y
6 M3-69 (ZONE 1) SMOKE Y
7 M3-69 (ZONE 1) SMOKE Y
8 M3-69 (ZONE 1) SMOKE Y
9 M3-69 (ZONE 1) SMOKE Y

10 M3-70 (ZONE 2) MANUAL Y
11 M3-70 (ZONE 2) SMOKE Y
12 M3-71 (ZONE 3) SMOKE Y
13 M3-71 (ZONE 3) SMOKE Y
14 M3-71 (ZONE 3) MANUAL Y
15 M3-71 (ZONE 3) SMOKE        Y
16 M3-71 (ZONE 3) SMOKE Y
17 M3-71 (ZONE 3) MANUAL Y
18 M3-71 (ZONE 3) MANUAL Y
19 M3-71 (ZONE 3) SMOKE Y
20 M3-71 (ZONE 3) SMOKE Y
21 M3-71 (ZONE 3) SMOKE Y
22 M3-71 (ZONE 3) SMOKE Y
23 M3-71 (ZONE 3) MANUAL Y
24 M3-69 (ZONE 1) SMOKE Y
25 M3-69 (ZONE 1) SMOKE Y
26 M3-69 (ZONE 1) SMOKE Y
27 M3-69 (ZONE 1) SMOKE Y
28 M3-69 (ZONE 1) SMOKE Y
29 M3-69 (ZONE 1) SMOKE Y
30 M3-70 (ZONE 2) SMOKE Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Support bldg Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

Support bldg Y
Support bldg Y

Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y

Support bldg first aid Y
Support bldg first aid Y

Safety bldg. Y
Safety bldg. Y
Safety bldg. Y

Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y

Trainning room Y
Trainning room Y

Project Engineering Y
Safety bldg. Y

Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y

Support bldg. First aid Y

Function test 2-5



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

31 M3-71 (ZONE 3) MANUAL Y
32 M3-71 (ZONE 3) MANUAL Y
33 M3-70 (ZONE 2) SMOKE Y
34 M3-70 (ZONE 2) SMOKE Y
35 M3-80 Alarm Bell Y
36 M3-81 Alarm Bell Y
37 M3-69 SMOKE Y
38 M3-69 SMOKE Y
39 M3-69 SMOKE Y
40 M3-69 SMOKE Y
41 M3-69 SMOKE Y
42 M3-69 SMOKE Y
43 M3-69 SMOKE Y
44 M3-69 SMOKE Y
45 M3-71 MANUAL Y
46 M3-71 SMOKE Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Toilet ชาย Y
Toilet หญงิ Y

Remark

Project Engineering Y
Support bldg. Y

Support bldg. Y
Trainning room Y

Commercial Rm. Y
WH & Logistics Rm. Y

Production Planning Rm. Y
Customer Service Rm. Y
Infrastructure Support Y

Procurement Rm. Y
VP Supply Chain Rm. Y

Support Bldg. Y
Project Engineering Y
Project Engineering Y

Function test 2-6

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

 CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    224.9  VAC

Charger control panel  26.89  VDC

Battery back up 26.88  VDC

* Battery  start 24/09/22  12V 18Ah

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 

Result

Client :
REF.Contract NO :

Inspection Date :
Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Remark : 

Y

Y

Y

Y

Y

CONTROL PANEL FIRE ALARM 3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

1 M1-38 MANUAL Y
2 M1-46 SMOKE Y
3 M1-45 SMOKE Y
4 M1-27 MANUAL Y
5 M1-14 MANUAL Y
6 M1-42 MANUAL Y
7 M1-8 MANUAL Y
8 M1-5 MANUAL Y
9 M1-11 MANUAL Y

10 M1-47 SMOKE Y
11 M2-3 MANUAL Y
12 M2-2 SMOKE Y
13 M2-1 SMOKE Y
14 M2-8 MANUAL Y
15 M2-8 MANUAL Y
16 M2-7 SMOKE Y
17 M2-14 SMOKE Y
18 M2-14 SMOKE Y
19 M2-13 MANUAL Y
20 M2-13 MANUAL Y
21 M2-11 MANUAL Y
22 M2-3 MANUAL Y
23 M2-3 MANUAL Y
24 M2-3 MANUAL Y
25 M2-2 SMOKE Y
26 M2-2 SMOKE Y
27 M2-2 SMOKE Y
28 M1-86 SMOKE Y
29 M1-87 SMOKE Y
30 M1-88 SMOKE Y

Remark:

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO : SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai

CPL-lab room 2 Y

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

CPL op/46 Y
CPL-lab room 1 Y

CPL - paint line mac-4 Y
CPL - paint line mac-2 Y

CPL new lab op/37 Y
CPL packing mac-1 Y
CPL packing mac-2 Y

CPL-recon area Y
MCL-inspactor room Y

Service tunnel north mac Y
Service tunnel north smoke Y
Service tunnel north smoke

Air compreeser- mac Y

Air compreeser- smoke Y

Y

Air compreeser- mac Y

Water treat ment smoke Y

Water treat ment mac Y

Solid waste Y

Water treat ment smoke Y

Water treat ment mac Y

Service tunnel north mac Y
Service tunnel north mac Y
Service tunnel north mac Y

Service tunnel north smoke Y
Service tunnel north smoke Y
Service tunnel north smoke Y

MCL_2 exit room Y
MCL_2 exit room Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable
MCL_2 exit room Y

Function test 3-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

31 M2-43 MANUAL Y
32 M2-44 SMOKE Y
33 M2-45 SMOKE Y
34 M2-35 S/S V.  N/A Main Valve off
35 M2-39 S/S V.  N/A Main Valve off
36 M2-46 MANUAL Y
37 M2-48 SMOKE Y
38 M2-49 SMOKE Y
39 M2-93 SMOKE Y
40 M2-94 SMOKE Y
41 M2-91 MANUAL Y
42 M2-55 S/S V.  N/A Main Valve off
43 M2-59 S/S V.  N/A Main Valve off
44 M2-63 S/S V.  N/A Main Valve off
45 M2-77 S/S V.  N/A Main Valve off
46 M2-71 S/S V.  N/A Main Valve off
47 M2-63 S/S V.  N/A Main Valve off
48 M2-83 S/S V.  N/A Main Valve off
49 M1-81 S/S V.  N/A Main Valve off
50 M1-6 SMOKE S
51 M1-75 S/S V.  N/A Main Valve off
52 M1-90 S/S V.  N/A Main Valve off
53 M1-61 S/S V.  N/A Main Valve off
54 M1-55 S/S V.  N/A Main Valve off
55 M1-49 S/S V.  N/A Main Valve off
56 M1-68 MANUAL Y
57 M1-70 SMOKE Y
58 M1-71 SMOKE Y
59 M1-68 MANUAL Y
60 M1-33 MANUAL Y

Remark:

Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

MCL-2  entry meting room Y

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

MCL_2  coating pot room Y
MCL_2  coating pot room Y
MCL_2  coating pot room

Remark

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y

MCL-2  entry meting room Y
MCL-2  entry meting room Y

MCL-2  entry room Y
MCL-2  entry room Y
MCL-2  entry room Y

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

HC. Yard Office Rm. S
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y

CPL เสา c2/25 Y

Function test 3-2



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

61 M1-43 SMOKE Y Y
62 M1-43 SMOKE Y Y
63 M1-43 SMOKE Y Y
64 M1-84 MANUAL Y Y
65 M1-22 S/SV Y Y
66 M1-30 MANUAL Y Y
67 M1-1 MANUAL Y Y
68 M1-24 MANUAL Y Y
69 M2-1 SMOKE Y Y
70 M2-1 SMOKE Y Y
71 M2-12 HEAT Y Y
72 M2-12 HEAT Y Y
73 M2-12 HEAT Y Y
74 M2-12 HEAT Y Y
75 M1-93 MANUAL Y Y
76 M1-93 SMOKE Y Y
77 M1-93 SMOKE Y Y
78 M1-93 SMOKE Y Y
79 M1-93 SMOKE Y Y
80 M1-93 SMOKE Y Y
81 M1-93 SMOKE Y Y
82 M1-93 SMOKE Y Y
83 M1-93 SMOKE Y Y
84 M1-93 SMOKE Y Y
85 M1-93 SMOKE Y Y

Remark:

Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

CPL Paint line
CPL Recon Area
CPL Paint Store

New lab room
Exit mcl 2 pulpit

MCL 2 Suppervisory

New lab room
New lab room

SOLID WASTE
EQUIPMENT

EQUIPMENT STORGE W/H

SOLID WASTE

SERVICE TUNNEL
SERVICE TUNNEL

SOLID WASTE

SOLID WASTE

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Function test 3-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

MCL-2 BLDG  Node 3 Loop M3

1 M3-34 MANUAL Y Y
2 M3-35 MANUAL Y Y
3 M3-36 MANUAL Y Y
4 M3-37 MANUAL Y Y
5 M3-33 MANUAL Y Y
6 M3-29 MANUAL Y Y
7 M3-23 MANUAL Y Y
8 M3-24 MANUAL Y Y
9 M3-25 MANUAL Y Y

10 M3-9 MANUAL Y Y
11 M3-27 MANUAL Y Y
12 M3-28 MANUAL Y Y
13 M3-16 MANUAL Y Y
14 M3-17 MANUAL Y Y
15 M3-18 MANUAL Y Y
16 M3-30 MANUAL Y Y
17 M3-1 MANUAL Y Y
18 M3-26 MANUAL Y Y
19 M3-2 MANUAL Y Y
20 M3-31 MANUAL Y Y
21 M3-32 MANUAL Y Y
22 M3-48 MANUAL Y Y
23 M3-48 HEAT Y Y
24 M3-48 HEAT Y Y
25 M3-48 HEAT Y Y
26 M3-48 HEAT Y Y
27 M3-48 HEAT Y Y
28 M3-38 MANUAL Y Y Under ground EER
29 M3-3 IAM Y Y commons trouble
30 M3-4 IAM Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System

Client :
REF.Contract NO : SC1000142

Inspection Date :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 

Inspection 
Result RemarkTest ResultLOOP/ 

Zone.Number

Remark :

 Mcl-2 coil and storange wast zone 6

Mcl-2 coil and storange east  zone 4
Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 Ingot storange Zone 3

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange central zone 5

Mcl-2 New Chemical Storage Zone 8

item Location

Mcl-2 NCP1 PLC & Com Rm. 

Mcl-2 coil and storange central zone 5

MCL-2 main eer room Zone1
Mcl-2 coil and storange central zone 5

MCL-2 entry eer room Zone 2

Mcl-2 Ingot storange Zone 3

Mcl-2 NCP1 PLC & Com Rm. 

 Mcl-2 coil and storange wast zone 6
 Mcl-2 coil and storange wast zone 6

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 Ingot storange Zone 3

Mcl-2 coating Pot EER RM Zone 7

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 New Chemical Storage Zone 8

Mcl-2 coil and storange central zone 5
MCL-2 main eer room Zone1

 Mcl-2 coil and storange wast zone 6
Mcl-2 coil and storange central zone 5

Type

Inspector :
Witness :

Location of fire alarm control panel : 

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 3-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

MCL-2 BLDG  Node 3 Loop M3

31 M3-5 IAM SUPERVISORY Y Y commons trouble
32 M3-6 IAM SUPERVISORY Y Y commons alarm
33 M3-39 IAM SUPERVISORY Y Y commons trouble
34 M3-40 IAM SUPERVISORY Y Y commons alarm
35 M3-19 IAM SUPERVISORY Y Y commons trouble
36 M3-20 IAM SUPERVISORY Y Y commons alarm
37 M3-10 IAM SUPERVISORY Y Y commons trouble
38 M3-11 IAM SUPERVISORY Y Y commons alarm
39 M3-12 IAM SUPERVISORY Y Y commons trouble
40 M3-13 IAM SUPERVISORY Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Test Result Remark

Mcl-2 NCP2 Main Exit EER Rm. 
Mcl-2 NCP2 Main Exit EER Rm. 

Mcl-2 NCP3 Coating Pot EER Rm. 
Mcl-2 NCP3 Coating Pot EER Rm. 

Inspection 
Result

Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Remark :

Function test 3-5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   228.6  VAC  

Charger control panel  27.12  V.dc 

Battery back up 27.10  V.dc  start using 24/09/22

* Cable loop Idnet  out , short CKT

* Smoke detector point M1-4 ทีѷอาคาร Admin ไมส่ามารถ Test สง่ Alarm ได ้(อปุกรณ์เสยี 2 ตัว)

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Y

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Y

Y

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Description Result

1. Fire Alarm Control Panel 

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark : 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

CONTROL PANEL FIRE ALARM 4



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

1 M1-1 SDA Y
2 M1-2 SMOKE Y
3 M1-2 SMOKE Y
4 M1-2 SMOKE Y
5 M1-3 SMOKE Y
6 M1-3 SMOKE Y
7 M1-3 SMOKE Y
8 M1-3 SMOKE Y
9 M1-3 SMOKE Y

10 M1-3 SMOKE Y
11 M1-3 SMOKE Y
12 M1-3 SMOKE Y
13 M1-4 SMOKE N
14 M1-4 SMOKE N
15 M1-4 SMOKE Y
16 M1-4 SMOKE Y
17 M1-4 SMOKE Y
18 M1-4 SMOKE Y
19 M1-4 SMOKE Y
20 M1-4 HEAT Y
21 M1-4 HEAT Y
22 M1-5 MANUAL Y
23 M1-6 MANUAL Y
24 M1-7 MANUAL Y
25 M1-8 IAM Signal Alarm Y

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test ไมส่ง่ alarm

Fire Detection and Alarm System

Witness :

Preventive Maintenance Check Sheet 

SC1000142

Khun Songpon, Khun Sonthaya

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO :

Remark

Admin bldg. Y

Ranbuil store Y
Ranbuil store Y

Type Inspection 
Result Test Result

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Ranbuil store Y
Admin bldg.canteen Y

Admin bldg.หอ้งประชมุ Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y

Admin bldg.หอ้งนํѸาชาย Y
Admin bldg.หอ้งนํѸาหญงิ Y

Y
Admin bldg.ประตeูxit Y
Admin bldg.ประตeูxit Y

Admin bldg.ประตทูางเขา้

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

FCP Training School Bld. Y

Function test panel 4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

 Training School Building Notifier (SFP-2402)

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

                                                              

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

  Fire Detection and Alarm System
Preventive Maintenance Check Sheet (Monthly/Quarterly)

Witness : Khun Songpon, Khun Sonthaya

Description Normal Status

Location of fire alarm control panel : 

Result

1. Fire Alarm Control Panel 

S S

S S

S S

S S

S S

S S

S S

S S

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Remark : AC POWER     227.98  VAC

Charger control panel 27.35  Vdc. 

Battery back up 27.34 Vdc. (Start 29/7/22) 12V 7.5 Ah.

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 - 30 September 2022

1 Zone 1 Smoke S S
2 Zone 1 Smoke S S
3 Zone 1 Smoke S S
4 Zone 1 Smoke S S
5 Zone 1 Manual S S
6 Zone 2 Smoke S S
7 Zone 2 Smoke S S
8 Zone 2 Smoke S S
9 Zone 2 Smoke S S

10 Zone 2 Smoke S S
11 Zone 2 Smoke S S
12 Zone 2 Smoke S S
13 Zone 2 Smoke S S
14 Zone 2 Smoke S S
15 Zone 2 Manual S S
16 Zone 2 Manual S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel : Training School Building Notifier (SFP-2402)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Smoke No.6 Training

Remark

Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training

Manual Training
Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training
Smoke No.5 Training

Smoke No.7 Training
Smoke No.8 Training
Smoke No.9 Training
Manual No.1 Training
Manual No.2  Training

training school building1

FUNCTION TEST FIRE ALARM SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

IINERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

Y Y

Y Y

Y Y

Charger control panel 26.99 Vdc. 

Battery back up 26.99  Vdc.  (start using 22/12/21)

TAKACHIHO

Remark : AC POWER     224.8  VAC

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Releasing Control Panel Y Y

Y Y

Description  Status Function test 
Result

Electrical system

SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.
REF.Contract NO :

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

1 ZONE. 1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE. 2 SMOKE.2 Y Y
3 ZONE. 1 SMOKE.1 Y Y
4 ZONE. 2 SMOKE.2 Y Y
5 ZONE. 1 SMOKE.1 Y Y
6 ZONE. 2 SMOKE.2 Y Y
7 ZONE. 3 MANAUL1 Y Y to discharge 30 sec
8 ZONE. 3 MANAUL2 Y Y to discharge 30 sec
9 STOBE light Y Y active pre discharge
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW 1 Y Y นับตอ่เนืѷอง remain 10 sec
12 ABORT.SW 2 Y Y

clean and test detector  function test o.k
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 stobe horn ทํางาน, Alarm 2 stobe light ทํางาน
* Manual release stobe horn active

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

PKL-maln eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Inspection Date :

Subject : 
Client :

item Zone.Number

Khun Songpon, Khun Sonthaya

PKL-maln eer.room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Inspector :
Witness :

SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

RemarkTest ResultLocation Test trouble 
signal FCPType

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : AC POWER      228.6  VAC

TAKACHIHO

Charger control panel  27.30  VDC

Battery back up  27.30  VDC  ( start using 25/6/20)



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 STOBE light Y Y active pre discharge
12 Solenoid Y Y to discharge

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :
Inspector :

Witness :

item Location Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result

CRM  main eer.room

Remark

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Test trouble 
signal FCP

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Type

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      226.7  VAC

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Charger control panel 27.03  VDC

Battery back up  27.02  VDC  (start using 25/6/20)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

Y Y

Y Y

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR  ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 MANUAL Y Y to discharge 30 sec
12 STOBE light Y Y active pre discharge
13 Solenoid Valve Y Y to discharge 

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

CRM- main eer.server room

REF.Contract NO :

CRM- main eer.server room
CRM- main eer.server room
CRM- main eer.server room

item Location Zone.Number Type RemarkTest Result Test trouble 
signal FCP

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CRM- main eer.server room
CRM- main eer.server room

Client :

Khun Songpon, Khun Sonthaya

CRM- main eer.server room
CRM- main eer.server room

CRM- main eer.server room

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

CRM- main eer.server room

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER      227.4  VAC

Charger control panel 27.35  V.dc 

Battery back up  27.32  V.dc Start using (25/6/20)



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 ZONE.1 SMOKE.1 Y Y
10 ZONE.2 SMOKE.2 Y Y
11 ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
12 ZONE.2 SMOKE.2 Y Y
13 MANUAL 1 Y Y to discharge 30 sec
14 MANUAL 1 Y Y to discharge 30 sec
15 Strobe Light Y Y active pre discharge
16 Solenoid Valve Y Y to discharge 
17            MCL-main eer.room ABORT.SW Y Y remain 10 sec.
18            MCL-main eer.room ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
19            MCL-main eer.room ZONE.2 SMOKE.2 Y Y

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

Test Result

MCL-main eer.room

Test trouble 
signal FCP Remark

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room

Client :

item Location Zone.Number Type

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    MCL1-PROGRAM SARVER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER     229.6  VAC

Charger control panel 27.08  V.dc 

Battery back up  27.07  VDC  (start using 25/6/20)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    MCL1-PREGRAM SAVER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 MANUAL Y Y to discharge 30 sec
6 STROBE light Y Y active discharge
7 Solenoid Valve Y Y to discharge 
8 ABORT.SW Y Y remain 10 sec.

* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Type

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    MAIN SUB-115 KV   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      229.05  VAC

Charger control panel 27.13 V.dc 

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Description  Status Function test Result

Khun Songpon, Khun Sonthaya
Inspector :

Witness :
Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Y Y

Remark : 

Battery back up  27.12  Vdc  (start using 25/6/20)



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    MAIN SUB 115 KV   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.3 MANUAL Y Y to discharge 30 sec
4 Strobe Light Y Y active pre discharge
5 Solenoid Valve Y Y to discharge 
6 ZONE.4 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

115 KV .room
115 KV .room
115 KV .room

Type

115 KV .room
115 KV .room
115 KV .room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :  Support Bldg. (server room) Auto

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : AC POWER  229.6 VAC

Charger control panel 26.96  V.dc 

Battery back up  26.94 V.dc  (Start using 25/6/20)

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :   Support Bldg. (server room) Auto

1 ZONE.1 Smoke Detector Y Y cross zone detector discharge 30sec
2 ZONE.2 Smoke Detector Y Y
3 ZONE.1 Smoke Detector Y Y
4 ZONE.2 Smoke Detector Y Y
5 ZONE.3 Manual Release Y Y to discharge 30 sec
6 ZONE.4 Abort Switch Y Y remain 10 sec
7 ZONE.5 Pressure Switch Y Y active alarm bell
8 NAC 2 Stobe / horn Y Y active first alarm
9 NAC 3 Alarm Bell Y Y active pre discharge
10 NAC 1 Solenoid Valve Y Y to discharge 
11 NAC 1 Key Switch Y Y

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Test Result Test trouble 
signal FCP Remark

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Type

Server Room

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Zone.Number

Server Room
Server Room

Subin, Wachira, Somkid, Anuchit, Chalermchai

Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room

TAKACHIHO

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : INERGEN PKL, CRM

1 661066 S
2 661141 S
3 661362 S
4 661130 S
5 661240 S
6 661300 S
7 661330 S
8 661270 S
9 661157 S

10 661073 S
11 661136 S
12 661100 S
13 661342 S
14 661218 S
15 661202 S
16 661197 S
17 661131 S
18 661111 S
19 661091 S
20 661160 S
21 661294 S
22 661080 S
23 661096 S
24 661404 S
25 661067 S
26 661123 S
27 661298 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

CRM EER Room (Computer CRM RM) 160 bar 
EER Room (Computer CRM RM) 170 bar 

EER Room (Computer CRM RM) 170 bar 
EER Room (Computer CRM RM) 170 bar 

PKL EER Room 170 bar 

EER Room (Computer CRM RM) 170 bar 
PKL EER Room 160 bar 

PKL EER Room 169 bar 
PKL EER Room 170 bar 

PKL EER Room 175 bar 
PKL EER Room 165 bar 

PKL EER Room 150 bar 
PKL EER Room 171 bar 

PKL EER Room 150 bar
PKL EER Room 162 bar 

CRM EER Room 150 bar

PKL EER Room 155 bar 

CRM EER Room 160 bar 
CRM EER Room 170 bar 

CRM EER Room 170 bar 

CRM EER Room 160 bar 
CRM EER Room 160 bar 

CRM EER Room 175 bar 
CRM EER Room 150 bar
CRM EER Room 170 bar

REF.Contract NO : SC1000142

CRM EER Room 150 bar
CRM EER Room 160 bar 

item Location Tank no. Inspect result Pressure tank

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : INERGEN MCL 1

1 MCL1 EER ROOM 661116
2 MCL1 EER ROOM 661125
3 MCL1 EER ROOM 661392
4 MCL1 EER ROOM 661183
5 MCL1 EER ROOM 661414
6 MCL1 EER ROOM 661379
7 MCL1 EER ROOM 661211
8 MCL1 EER ROOM 661260
9 MCL1 EER ROOM 661372

10 MCL1 EER ROOM 661195
11 MCL1 EER ROOM 661095
12 MCL1 EER ROOM 661262
13 MCL1 EER ROOM 661087
14 MCL1 EER ROOM 661303
15 MCL1 EER ROOM 661051
16 MCL1 EER ROOM 661264
17 MCL1 EER ROOM 661291 สายแตกรา้ว
18 MCL1 EER ROOM 661377
19 MCL1 EER ROOM 661265
20 MCL1 EER ROOM 661207
21 MCL1 EER ROOM 661315
22 MCL1 EER ROOM 661226
23 MCL1 EER ROOM 661225
24 MCL1 EER ROOM 661147
25 MCL1 EER ROOM 661299
26 MCL1 EER ROOM 661337
27 MCL1 EER ROOM 661150
28 MCL1 EER ROOM 661166
29 MCL1 EER ROOM 661172
30 MCL1 EER ROOM 661367

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

S 155 bar
S 155 bar
S 155 bar

S 155 bar
S 150 bar

S 155 bar

S 155 bar
S 155 bar
S 155 bar

S 160 bar 
S 153 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

S 155 bar
S 150 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

S 130 bar
S 150 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

Remark

S 160 bar 

S 155 bar
S 155 bar

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : INERGEN MCL 1

31 MCL1 EER ROOM 661273
32 MCL1 EER RM(Computer MCL1) 661261
33 661304
34 661143
35 661275
36 661252
37 661044
38 661114
39 661056
40 661305
41 661205
42 661118
43 661272
44 695829
45 661185
46 661080
47 661074
48 661306

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: Item 34-48 เขา้ในระบบแลว้

S 152 bar
S 160 bar
S 165 bar

S 155 bar
S 160 bar
S 155 bar
S 160 bar

S 158 bar
S 160 bar
S 155 bar
S 160 bar
S 160 bar
S 155 bar

S 160 bar

Inspect result Pressure tank Remark

S 155 bar 
S 160 bar

MCL1 EER RM(EER MCL1) S 160 bar
S 160 barMCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Preventive Maintenance Check Sheet 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : INERGEN SUB 115KV 

1 661074 S
2 695829 S
3 661185 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

SUB 115KV 140 bar

SUB 115KV 160 bar
SUB 115KV 160 bar

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : INERGEN Server | Support Building

1 14T049198
2 14T050156

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Server Room S 2175 psi 

Inspect result Pressure tank Remark

Server Room S 2175 psi 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya



FUNCTION TEST INERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFM-200 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :   PKL- NEW MAIN EER ROOM. FM 200   FIKE PROTECTION

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

FM-200 set ไวท้ีѷ mode manual
 test

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER  228.6  VAC

Charger control panel 27.49  V.dc 

Battery back up  27.48 V.dc  (start using 25/6/20) 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location of fire alarm control panel :    PKL- NEW MAIN EER. ROOM   FM 200  FIKE PROTECTION

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y Alarm 1 Bell
4 ZONE.2 SMOKE.2 Y Y Alarm 2 Stobe horn
5 ZONE.3 MANUAL Y Y to discharge 
6 ZONE.8 HORN&STOBE Y Y active pre alarm
7 ZONE.9 Solenoid Valve Y Y to discharge 
8 ZONE.4 ABORT.SW Y Y original time

ZONE. 6 Alarm Bell Y Y active first alarm

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to Original time delay 
* Manual release push to discharge gas
* Alarm 1 bell ทํางาน, Alarm 2 stobe horn ทํางาน, Release stobe horn, Stobe light ทํางาน
* Manual stobe horn, stobe light ทํางาน

TAKACHIHO

Fire suppression system

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Test trouble 
signal FCP Remark

Preventive Maintenance Check Sheet 

Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai
Khun Songpon, Khun Sonthaya

Test Result

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

TypeLocation



FUNCTION TEST FM-200 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CCO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

23 - 30 September 2022

MCL2 Entry EER. Room / Autopulse 542 R

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark : AC Power 227.9 VAC

Charger control panel 27.00 VDC

Battery back up 26.98 VDC  (Start Using  28/9/20)

S

S S

S S

S S

S S

S S

S S

S S

S S

S

S S

S S

S S

S S

S S

S S

S S

S S

1. Releasing Control Panel

S S

Location of fire alarm control panel :    

Description  Status Function test 
Result

Electrical system

Subject : 

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Inspection Date :

Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

23 - 30 September 2022

MCL2 Entry EER. Room / Autopulse 542 R

1 1 Heat S
2 2 Heat S
3 3 Manual S
4 5 Pressure Switch S
5 6 Lock Out Valve S
6 NAC 1 Solenoid Valve S
7 NAC 2 Strobe / Horn S First alarm active
8 NAC 3 Alarm Bell S Second alarm active
9 NAC 1 Key SW. S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: * Heat detector cross zone delay time 30 sec to discharge
* Manual release delay times 30 sec to discharge
* Alarm 1 stobe horn ทํางาน, Alarm 2 bell ทํางาน
* Discharge stobe horn, bell ทํางาน

Witness : Khun Songpon, Khun Sonthaya

Remark

Transformer XFHV-12

Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12

S
S
S

Transformer XFHV-12

Test Result

S
S

S
S

S
S

Test trouble 
signal FCPType

REF.Contract NO :
Inspection Date :

Inspector :

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Zone.Number

Location of fire alarm control panel :    

Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CARBON  DIOXIDE  FIRE EXTINGUISHING  SYSTEMS
Semi-Annual Tests and Maintenance
AREA : Transformer XFHV-12 DATE : 23 - 30 September 2022

Num. AREA Cylinder Number % Lost Total 
Year Result

1  Transformer XFHV-12 15K520140 178 lbs 278 lbs 125.78 kg. - kg. 0.4% 10 / 2015 6 Pass

2  Transformer XFHV-12 15K520165 180 lbs 280 lbs 126.76 kg. - kg. 0.13% 10 / 2015 6 Pass

3  Transformer XFHV-12 15K520201 176 lbs 276 lbs 125.10 kg. - kg. 0.1% 10 / 2015 6 Pass

4  Transformer XFHV-12 15K520024 178 lbs 278 lbs 125.80 kg. - kg. 0.9% 10 / 2015 6 Pass

5  Transformer XFHV-12 15K520106 173 lbs 273 lbs 123.60 kg. - kg. 0.2% 10 / 2015 6 Pass

6  Transformer XFHV-12 15K520154 180 lbs 280 lbs 126.26 kg. - kg. 0% 10 / 2015 6 Pass

Takachiho fire, Security & Services (Thailand) Ltd.

Completed  By  : Witnessed By  :

Signature  : Signature  :

Date  : Date  :

x  100 

( - )  =  Lost,  Weight the cylinder lost of more than 10 % need to refill

Remark : Lost of more than 10% requires refilling.       The hydrostatic test for CO2 cylinder is required every 12 years.

Actual Weight  -  Full Weight
Empty Weight  

Empty Weight Full Weight Actual Weight Date of 
Manufacture

FUNCTION TEST CO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NNITROGEN FIRE SUPPRESSION 
SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Remark : 

TAKACHIHO

AC POWER  227.4  VAC 

Charger control panel 26.65  VDC  

Battery back up  26.63  VDC ( Replace Battery 23/11/21)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to discharge 
9 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1 Bell ดังยาว    
* Alarm 2 Bell ดังยาว, stobe/horn ดังเป็นจังหวะ
* Discharge Bell, stobe/horn ดังยาว (OP85)

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 SERVER&COMPUTTER ROOM

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Preventive Maintenance Check Sheet 

Remark

Subin, Wachira, Somkid, Anuchit, Chalermchai

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Zone.Number TypeLocation

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Selector ทํางานตอน smoke cross zone

**By pass pressure gauge by tank no5,18,27,28,39,75,78,101

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

Battery back up  26.28  VDC (Replace Battery 23/11/21)

AC POWER  226.4  VAC

Charger control panel 26.30  VDC 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE1 SMOKE Y Y
8 ZONE2 SMOKE Y Y
9 ZONE1 SMOKE Y Y
10 ZONE2 SMOKE Y Y
11 ZONE1 SMOKE Y Y
12 ZONE2 SMOKE Y Y
13 ZONE3 MANUAL Y Y  to discharge 30sec
14 BELL Y Y first alarm
15 HORN&STOBE Y Y second alarm
16 Solenoid Valve Y Y to dischage 
17 ABORT.SW Y Y to reset panel
18 ZONE1 SMOKE Y Y
19 ZONE2 SMOKE Y Y

test function and clean detector  
system is normal
No.5,18,27,28,39,41 pressure gauge was broken
* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน (OP84)

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

TAKACHIHO

Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

MCL-2 MAIN EER ROOM

Type

Inspection Date :
Inspector :

Witness :

item Zone.Number

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Remark :

Remark

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Location

MCL-2 MAIN EER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM  EER ROOM ใตด้นิ  NCP NO. 3 SIEMENS CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no. 1,2,3,10,11,15

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

Battery back up  26.92  VDC ( Replace Battery 23/11/2021)

AC POWER  226.5  VAC

Charger control panel 26.94  VDC 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM   NCP NO. 3 SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Khun Songpon, Khun Sonthaya
Inspector :

Witness :

Preventive Maintenance Check Sheet 

 MAIN EER COATING POT ROOM

item

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

Remark

 MAIN EER COATING POT ROOM
 MAIN EER COATING POT ROOM

TypeLocation Zone.Number Test Result Test trouble 
signal FCP

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM
 

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2 MAIN EER PREMELT ROOM  NCP NO. 4  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y

Y Y

YY

Y

Y Y

Remark : 

TAKACHIHO

Charger control panel 27.65  VDC 

* Stobe horn อปุกรณ์เสยี 1 ตัว

AC POWER  229.4  VAC

Battery back up  27.63  VDC (Replace Battery 23/11/21)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :  MCL-2  PREMALT ROOM   NCP NO. 4  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 discharge bell ดังยาว
* Alarm 2 stobe/horn ดังเป็นเพา้ท์
* Discharge stobe/horn ดังเร็วถีѷข ึѸน

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 MAIN EER PREMELT ROOM

Inspection Date :
Inspector :

Witness :

item Location

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

TypeZone.Number

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel : MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Y

Remark : 

Battery back up  27.29 VDC (Start using 28/9/20)

Y

Y

Charger control panel 27.30  VDC 

AC POWER  228.8  VAC

Y

Y



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :  MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to dischage 
9 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 bell ทํางาน
* Alarm 2 stobe/horn ทํางานยาว
* Discharge bell, stobe/horn ดังยาว

 ENTRY  PLC&COMPUTTER ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

TAKACHIHO

Preventive Maintenance Check Sheet 

 ENTRY  PLC&COMPUTTER ROOM

Test Result

 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM

 ENTRY  PLC&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 ENTRY  PLC&COMPUTTER ROOM

TypeZone.NumberLocation

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2 ENTRY MAIN EER  ROOM  NCP NO. 6  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no18,27,28,39,49,75,78,101

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :
Inspector :

Description  Status

Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Battery back up  27.07  VDC (Replace Battery 28/9/20)

AC POWER  225.3  VAC

Charger control panel 27.08  VDC

Remark : 

Y Y

Y Y

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 - 30 September 2022

Location of fire alarm control panel :   MCL-2ENTRY MAIN EER.ROOM  NCP NO. 6  SIEMENS  CP-2ER  

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE3 MANUAL Y Y  to discharge 30sec
8 BELL Y Y first alarm
9 HORN&STOBE Y Y second alarm
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW Y Y to reset panel

Selector Y Y

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.

ENTRY MAIN EER. ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

TAKACHIHO

Preventive Maintenance Check Sheet 

ENTRY MAIN EER. ROOM

Test Result

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

ENTRY MAIN EER. ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ENTRY MAIN EER. ROOM

TypeZone.NumberLocation

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

1 COATING PORT EER ROOM 1573338 S
2 COATING PORT EER ROOM 1573483 S
3 COATING PORT EER ROOM 1573557 S
4 COATING PORT EER ROOM 1573170 S
5 COATING PORT EER ROOM 1573091 S
6 COATING PORT EER ROOM 1573185 S
7 COATING PORT EER ROOM 1573634 S
8 COATING PORT EER ROOM 1573496 S
9 COATING PORT EER ROOM 1573503 S

10 COATING PORT EER ROOM 1573379 S
11 COATING PORT EER ROOM 1573637 S
12 COATING PORT EER ROOM 1571537 S
13 COATING PORT EER ROOM 1573166 S
14 COATING PORT EER ROOM 1573347 S
15 COATING PORT EER ROOM 1573540 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

220 Bar 
220 Bar 

220 Bar 

220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 

220 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2(PLC&COM Room) 

1 PLC &COM ROOM 1573508 S
2 PLC &COM ROOM 1573673 S
3 PLC &COM ROOM 1573669 S
4 PLC &COM ROOM 1573518 S
5 PLC &COM ROOM 1573604 S
6 PLC &COM ROOM 1573425 S
7 PLC &COM ROOM 1573564 S
8 PLC &COM ROOM 1573568 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

200 Bar 
200 Bar 

200 Bar 
200 Bar 
200 Bar 
200 Bar 
200 Bar 

200 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

1 Main EER ROOM 1559684 S
2 Main EER ROOM 1559786 S
3 Main EER ROOM 1559688 S
4 Main EER ROOM 1559744 S
5 Main EER ROOM 1560120 S
6 Main EER ROOM 1559736 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

228 Bar 
220 Bar 

220 Bar 
220 Bar 
220 Bar 

225 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no.
Inspect result

Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

1 PREMALT  ROOM 1573547 S
2 PREMALT  ROOM 1573604 S
3 PREMALT  ROOM 1573433 S
4 PREMALT  ROOM 1573406 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

220 Bar 
225 Bar 

220 Bar 
225 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no.
Inspect result

Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

1 1573268 S
2 1573249 S
3 1573088 S
4 1559588 S
5 1573348 S
6 1559993 S
7 1560025 S
8 1559959 S
9 1573333 S

10 1573259 S
11 1573145 S
12 1573188 S
13 1573205 S
14 1573087 S
15 1573204 S
16 1573199 S
17 1560141 S
18 1559946 S
19 1560058 S
20 1559915 S
21 1559651 S
22 1573374 S
23 1573355 S
24 1573271 S
25 1573220 S
26 1559934 S
27 1560119 S
28 1573247 S
29 1573331 S
30 1560070 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 215 bar 

 MCL 2 EER ROOM 240 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

Remark

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

31 1559711 S
32 1558695 S
33 1559757 S
34 1559701 S
35 1559701 S
36 1559917 S
37 1559699 S
38 1573274 S
39 1573354 S
40 1573312 S
41 1573104 S
42 1573281 S
43 1573657 S
44 1573488 S
45 1573392 S
46 1573379 S
47 1573377 S
48 1573613 S
49 1573441 S
50 1573324 S
51 1559613 S
52 1559941 S
53 1559970 S
54 1573671 S
55 1559830 S
56 1560099 S
57 1559820 S
58 1559977 S
59 1559745 S
60 1560115 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 250 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 210 bar 

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

61 1573376 S
62 1573597 S
63 1560006 S
64 1559998 S
65 1559856 S
66 1559939 S
67 1573560 S
68 1573350 S
69 1559717 S
70 1559954 S
71 1573269 S
72 1573210 S
73 1573579 S
74 1560056 S
75 1559686 S
76 1573616 S
77 1573377 S
78 1573402 S
79 1573534 S
80 1573617 S
81 1573666 S
82 1560114 S
83 1560146 S
84 1559843 S
85 1560040 S
86 1559857 S
87 1560003 S
88 1559935 S
89 1560029 S
90 1559690 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 

 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 212 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

Remark

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 195 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 - 30 September 2022

Location  : NITROGEN MCL 2

91 1559687 S
92 1559597 S
93 1559713 S
94 1559697 S
95 1560034 S
96 1573039 S
97 1573306 S
98 1560083 S
99 1559800 S

100 1573363 S
101 1573102 S
102 1573332 S
103 1573360 S
104 1560106 S
105 1559983 S
106 1573529 S
107 1573377 S
108 1573495 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

FUNCTION TEST NITROGEN SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

DDELUGE SYSTEM
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Spray Nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no mark " S "
  in block of yes. If not, assure corrections are made and briefly describe under " Remark "

2  Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. Pipes
 and there are no external loads, mark " S " in block of yes. If not, assure corrections are made and
 briefly describe under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes.
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test.  Assure system operates properly and record operation time.

6 Deluge Valve : Internal inspect deluge or preaction valve. Verify that all components operate, properly, 
move freely and in good condition. If so, mark " S " in block of yes. If not, assure valve is repaired  and 
briefly describe un der " Remark "

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is
 repaired and briefly describe under " Remark "

8 Deluge Supervisory Panel and equipments appear operation. Mark " S " in block of yes. If not, assure 
valve is repaired and briefly describe under " Remark "

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes.
 If not, assure valve is repaired and briefly describe under " Remark "

DESCRIPTION OF INSPECTION AND TEST FOR DELUGE SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

AAUTOMATIC SPRINKLER 
SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Sprinkler nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no obstructions,
mark " S " in block of yes. If not, assure corrections are made and briefly describe under " Remark " S

2 Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. pipes and
there are no external loads, mark " S " in block of yes. If not, assure corrections are made and  briefly describe S

 under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes. S
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test at test valve for ensure alarm gong or pressure switch work properly in 
alarm function

6 Alarm Valve: Internal inspect  alarm valve. Verify that all components to proper operate ,move freely and in good S
condition If so, mark " S " in block of yes. If not, assure valve is repaired and briefly describe under "remark"

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is S
repaired and briefly describe under " Remark "

8 Main drain valve: check main drain valve are in close position and no leak

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes. S
 If not, assure valve is repaired and briefly describe under " Remark "

Inspector By: Subin, Wachira, Somkid, Anucha, Anuchit

DESCRIPTION OF INSPECTION AND TEST FOR AUTOMATIC SPRINKLER SYSTEM(WET PIPE)
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM.CELLA  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent quantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.41 vdc.  ( Use since 7/6/22) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

SC1000142

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark : 

TAKACHIHO

Witness :

Electrical system

Y Y

Y N/A

Y

N/A N/A

Y Y

 Status Function test 
Result

Y Y

Y Y

Y Y

Y

N/A N/A

N/A N/A

N/A N/A

Y N/A

N/A

Y N/A

Y N/A

N/A N/A

Y

Y

Inspector :

N/A

Khun Songpon, Khun Sonthaya

Y Y

Y N/A

Y

Description

1. Fire Control Panel 

Y

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#1  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.33  vdc. ( Use since 7/6/22) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

Y N/A

Y N/A

Y N/A

Y Y

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#2  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.20 vdc. ( Use since 7/6/22)Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A Y

Y Y

Y N/A

Y N/A

Y Y

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#3  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.14 vdc ( Use since 7/6/22 ) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.11 vdc ( Use since 7/6/22)  Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

Y N/A

N/A

Y N/A

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

1 ZONE1 SMOKE DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 SMOKE DETECTOR N/A N/A
3 ZONE1 SMOKE DETECTOR N/A N/A
4 ZONE2 SMOKE DETECTOR N/A N/A
5 ZONE1 SMOKE DETECTOR N/A N/A
6 ZONE2 SMOKE DETECTOR N/A N/A
7 ZONE1 SMOKE DETECTOR N/A N/A
8 ZONE2 SMOKE DETECTOR N/A N/A
9 ZONE1 SMOKE DETECTOR N/A N/A
10 ZONE2 SMOKE DETECTOR N/A N/A
11 ZONE1 SMOKE DETECTOR N/A N/A
12 ZONE2 SMOKE DETECTOR N/A N/A
13 ZONE1 SMOKE DETECTOR N/A N/A
14 ZONE2 SMOKE DETECTOR N/A N/A
15 MANUAL N/A N/A to discharge 
16 BELL N/A N/A first alarm
17 HORN&STOBE N/A N/A second alarm
18 Solenoid Valve N/A N/A to discharge 

didn't perform function test on detector as it was production area

Subject : 
Client :

REF.Contract NO :

Remark

Inspection Date :
SC1000142

Inspector :
Witness :

Zone.Numberitem Location Test Result

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Fire suppression system
Preventive Maintenance Check Sheet 

TAKACHIHO

MCL-1   main cabel cella

Test trouble 
signal FCP

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

Type

MCL-1   main cabel cella

Remark :

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

MCL-1   main cabel cella

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 25.98 vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

N/A

Y Y

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM   POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 MANUAL 2 N/A N/A 30 sec to discharge 
7 BELL N/A N/A first alarm
8 HORN&STOBE N/A N/A second alarm
9 Solenoid Valve N/A N/A to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

* ปุ่ ม reset ทีѷตู ้fire release เริѷมเสืѷอมสภาพ (reset ยาก)

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Inspector :

CPL-LOWER ROOM

Witness :

item Location Zone.Number

CPL-LOWER ROOM

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP Remark

CPL-LOWER ROOM

Type

CPL-LOWER ROOM

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.78  vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

SC1000142
Client :

REF.Contract NO :
Inspection Date :

Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

TAKACHIHO

Electrical system

Y Y

Y Y

Y Y

Y Y

Witness :

Description  Status Function test 
Result

Khun Songpon, Khun Sonthaya

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

N/A N/A

N/A N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

N/A N/A

N/A N/A

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 - 30 September 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 BELL N/A N/A first alarm
7 HORN&STOBE N/A N/A second alarm
8 Solenoid Valve N/A N/A to discharge 
9 MANUAL 2 N/A N/A 30 sec to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

NS BLUE SCOPE STEEL (THAILAND) LTD.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

CPL.PAINT STORE UPPER RM.

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Test Result Test trouble 
signal FCP Remarkitem Location Zone.Number Type

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

Remark :

Khun Songpon, Khun Sonthaya

SC1000142

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE HYDRANT SYSTEM
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FUNCTION TEST FIRE HYDRANT SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
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FUNCTION TEST FIRE HOSE REEL

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE PUMP

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 21246806
RATING SPEED RPM.
PUMP BRAND MODEL MEGA-2000 SERIAL N      
FLOW RATE SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE 120 SPEED RPM.

POWER CONTROL MODEL SERIAL No. 325-102007
ELECTRICAL SYSTEM 220 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 64 0C 1 VISUAL CHECKED Normal

2 Normal 2 55/59 0C

3 Normal 3 DISCHARGE PRESSURE 125

4 OIL PRESSURE 65 psi 4 SUCTION PRESSURE 0 Psi

5 27.1,27.0 5 NOISE Normal

6 1.5,0.5 6 COUPLING Normal

7 SPEED RUNNING 2720 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 1694.2 1694.7 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 4 / 4 OR 100% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal

14 CLEANED Normal

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 28.0,28.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 1.5/0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 90 Psi

RECOMMENDATION Check condition of pump and cleaning
Function test pump manual / auto running time in 30 mins.

The function system working properly
* เปลีѷยน spare part (5/6/65)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12V / 50 Ah) แบตเสืѷอมสภาพ (Battery no.2)

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

CHECKED FOR CORROSION

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM  NO.1

ENGINE BRAND CUMMINS 4BT39
- 2900

KSB AJAX PUMP
750 GPM

CONTROL PANEL BRAND PC 1000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 8061SR1400D
RATING SPEED RPM.
PUMP BRAND MODEL CPR 150-300 TAN SERIAL No. 264183-05
FLOW RATE SUCTION DIA. 8" DISCHARGE DIA. 8"
DESIGN PRESSURE 120 SPEED RPM.

Diesel Engine MODEL SERIAL No. SIN519112021
ELECTRICAL SYSTEM 230 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 89 0C 1 VISUAL CHECKED Normal

2 Normal 2 58/64 0C

3 Normal 3 DISCHARGE PRESSURE 125 Psi

4 OIL PRESSURE 4.2 bar 4 SUCTION PRESSURE N/A

5 13.7 , 13.7 5 NOISE Normal

6 2.0,0.5 6 COUPLING Normal

7 SPEED RUNNING 2850 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 90.7 91.0 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 90% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal 13

14 CLEANED Normal 14

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 14.0,14.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 2.0,0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 75 Psi

RECOMMENDATION *  Fire pump in 30 minutes  
*  เปลีѷยน spare part (3/6/64)
*  Battery start using 30/8/22
*  ขณะเครืѷองยนตทํ์างานอณุหภมูคิวามรอ้นสงูผดิปกต ิ(จากระยะเวลา 25 นาท)ี ควรตรวจเช็คระบบระบายความรอ้น
ของเครืѷองยนต์

CONTROL PANEL BRAND PC-1000
NEG

CHECKED FOR CORROSION

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

- -
IDEAL

1500 GPM
-

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM NO.2

ENGINE BRAND IVECO 966819

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY



PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. C50132-1T
RATING SPEED RPM.
ELECTRICAL SYSTEM  380 VAC VOLTS. 50 Hz. 150 AMP.
PUMP BRAND MODEL B42670012P19820 SERIAL No. 9603128
FLOW RATE HAED SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE SPEED RPM.

POWER CONTROL  MODEL SERIAL No. 085-102007
ELECTRICAL SYSTEM 380 VAC VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 30/30 oC 2 34/37 oC

3 VOLTS  381,383,389 3 DISCHARGE PRESSURE 115 Psi

4 AMP. 165,167,163 4 SUCTION PRESSURE 0 Psi

5 SPEED RUNNING (RPM.) 2980 RPM 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 100 Psi

RECOMMENDATION Test auto run electric pump  10 Min
Cleaned to motor pump and check magnatic terminal

VISUAL CHECK CONTROL SIGNAL TESTED
CLEANED MAGNATIC CONTACTOR
CHECKED POWER SUPPLY CHECKED FOR CORROSION

Takachiho Fire, Security & Services (Thailand) Limited

NEG

MONTHLY PREVENTATIVE MAINTENANCE

BEARING TEMPERATURE    BEARING TEMPERATURE

Subin, Wachira, Somkid, Anuchit, Chalermchai

2955

KSB PUMP

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR FIRE PUMP SYSTEM

MOTOR BRAND TECO ELECT & MACH EEB-UC002

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 85815313
RATING SPEED RPM.
ELECTRICAL SYSTEM 380-415 VOLTS. 50 Hz. 8 AMP.
PUMP BRAND MODEL B42670012 P19820 SERIAL No. 9603217
FLOW RATE 9.5 M3/H SUCTION DIA. 1 1/2" DISCHARGE DIA. 1 1/2"
DESIGN PRESSURE 99.9 M SPEED RPM.

POWER CONTROL   MMODEL SERIAL No. 058-102008
ELECTRICAL SYSTEM 380-415 VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 32/32 0C 2 30 0C

3 VOLTS 390,392,392 3 DISCHARGE PRESSURE 130

4 AMP 8.0,7.8,7.8 4 SUCTION PRESSURE N/A

5 SPEED RUNNING (RPM.) 2640 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 115 Psi

CUT OFF 170 Psi

RECOMMENDATION Cleaned to motor pump and check magnatic terminal
Function tes pump Auto/Manual normal
* Flexible ( Suction) 2" deteriorated
* Cover ป้องกนัใบพัดระบายความรอ้น Jockey pump แตกชํารุด

BEARING TEMPERATURE

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR JOCKEY PUMP SYSTEM

MOTOR BRAND GRUNFOS TMG.112MB2-MB2-28FT130 C'

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

5.5 HP 2900

CHECKED POWER SUPPLY

VISUAL CHECK CONTROL SIGNAL TESTED

NEG

CLEANED
CHECKED FOR CORROSION
MAGNATIC CONTACTOR

GRUNFOS

2900

BEARING TEMPERATURE

FUNCTION TEST FIRE PUMP SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

EEmergency light



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

1 EML 001 S S S S S
2 EML 002 S S S S S
3 EML 003 S S S S S
4 EML 004 S S S S S
5 EML 005 S S S S S
6 EML 006 S S S S S
7 EML 007 S S S S S
8 EML 008 S S S S S
9 EML 009 S S S S S เปลีѷยน Batt 30/9/22

10 EML 010 S S S S S
11 EML 011 S S S S S
12 EML 012 S S S S S
13 EML 013 S S S S S
14 EML 014 S S S S S
15 EML 015 S S S S S
16 EML 016 S S S S S
17 EML 017 S S S S S
18 EML 018 S S S S S
19 EML 019 S S S S S
20 EML 020 S S S S S
21 EML 021 S S S S S
22 EML 022 S S S S S
23 EML 023 S S S S S
24 EML 024 S S S S S
25 EML 025 S S S S S
26 EML 026 S S S S S
27 EML 027 S S S S S
28 EML 028 S S S S S
29 EML 029 S S US S S แบตเสืѷอม 12V./7.5 Ah
30 EML 030 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark:   test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 29   แบตเสืѷอม 12V./7.5 Ah

pkl  corri door

pkl-op
crm-op/02

Emergency Lighting pkl  corri door

Emergency Lighting
Emergency Lighting

Emergency Lighting

Emergency Lighting pkl  corri door

Emergency Lighting pkl  corri door

Emergency Lighting pkl-op/04

Emergency Lighting pkl หนา้หอ้ง eer-room

Emergency Lighting pkl-exit pulpit

Emergency Lighting pkl  corri door

Emergency Lighting pkl-eer room

Emergency Lighting pkl-eer room op-19

Emergency Lighting pkl หนา้หอ้ง eer-room

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl-eer room

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl-op/15

Emergency Lighting pkl 

Emergency Lighting pkl  corri door

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting ware house 

Emergency Lighting ware house  

Emergency Lighting   work shop

Remark

Emergency Lighting wast water treatment

Emergency Lighting ware house op/11

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board PhysicalItem Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Lighting

Page 1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

31 EML 0031 S S S S S
32 EML 0032 S S S S S
33 EML 0033 S S S S S
34 EML 0034 S S S S S
35 EML 0035 N/A N/A N/A N/A N/A อปุกรณ์ถกูยกเลกิ

36 EML 0036 S S S S S
37 EML 0037 S S S S S
38 EML 0038 S S S S S
39 EML 0039 S S S S S
40 EML 0040 S S S S S
41 EML 0041 S S S S S
42 EML 0042 S S S S S
43 EML 0043 S S S S S
44 EML 0044 US US US US US damaged
45 EML 0045 S S US S S แบตเสืѷอม 12V./7.5 Ah

46 EML 0046 S S S S S
47 EML 0047 S S S S S
48 EML 0048 US US US US US damaged
49 EML 0049 S S S S S
50 EML 0050 S S S S S
51 EML 0051 S S S S S
52 EML 0052 S S S S S
53 EML 0053 S S S S S
54 EML 0054 S S S S S
55 EML 0055 S S S S S
56 EML 0056 S S S S S
57 EML 0057 S S S S S
58 EML 0058 S S S S S
59 EML 0059 S S S S S
60 EML 0060 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 44, 48  damaged
* Emergency Light No. 45   แบตเสืѷอม 12V./7.5 Ah

Emergency Lighting zal-corri door

Emergency Lighting crm- corri door  to oper

Emergency Lighting zal- corri door  to sfip.3

Emergency Lighting zal-op/61

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Emergency Lighting crm- op/64

Emergency Lighting crm- corri door  op/64

Emergency Lighting crm- corri door  to oper

Emergency Lighting crm mill room

Emergency Lighting crm-exit op/70

Emergency Lighting crm- op/70

Emergency Lighting crm mill room

Emergency Lighting crm-exit op/21

Emergency Lighting crm-op/29

Emergency Lighting crm-shift leder

Emergency Lighting Roll Shop Pulpit

Emergency Lighting crm mill room

Emergency Lighting crm-op/65

Emergency Lighting crm

Emergency Lighting crm-pullpit room

Emergency Lighting crm-rs01

Emergency Lighting crm-ตูp้pe

Emergency Lighting crm-op/66

Emergency Lighting crm-roll shop

Emergency Lighting crm-corri door

Emergency Lighting crm-corri door

model

Emergency Lighting crm-entry AG49

Emergency Lighting crm-corri door

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board PhysicalItem Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Lighting

Page 2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

61 EML 0061 S S S S S
62 EML 0062 S S US S S แบตเสืѷอม 12V./7.5 Ah

63 EML 0063 S S S S S
64 EML 0064 N/A N/A N/A N/A N/A Cancel
65 EML 0065 S S S S S
66 EML 0066 S S S S S
67 EML 0067 S S S S S
68 EML 0068 S S S S S
69 EML 0069 S S S S S
70 EML 0070 S S S S S
71 EML 0071 S S S S S
72 EML 0072 S S S S S
73 EML 0073 S S S S S
74 EML 0074 S S S S S
75 EML 0075 S S S S S
76 EML 0076 S S S S S
77 EML 0077 S S S S S
78 EML 0078 S S S S S
79 EML 0079 S S S S S
80 EML 0080 S S S S S
81 EML 0081 S S S S S
82 EML 0082 S S S S S
83 EML 0083 S S S S S
84 EML 0084 S S S S S
85 EML 0085 S S S S S
86 EML 0086 S S S S S
87 EML 0087 S S S S S
88 EML 0088 S S S S S
89 EML 0089 S S S S S
90 EML 0090 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 62   แบตเสืѷอม 12V./7.5 Ah

Emergency Lighting cpl- k08

Emergency Lighting cpl- k22

Emergency Lighting cpl- k2-19

Emergency Lighting cpl- k17

Emergency Lighting cpl- k2-14

Emergency Lighting cpl- k12

Emergency Lighting cpl- k2-09

Emergency Lighting cpl-op/46

Emergency Lighting cpl- k26

Emergency Lighting cpl- k2-24

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 eer room

Emergency Lighting mcl-1 k32

Emergency Lighting mcl-1 op/49

Emergency Lighting mcl-1 eer computter room

Emergency Lighting mcl-1 eer op/51

Emergency Lighting mcl-1 eer room

Emergency Lighting mcl-1  k39

Emergency Lighting mcl-1  k37

Emergency Lighting mcl-1  k35

Emergency Lighting mcl-1

Emergency Lighting mcl-1 op/56

Emergency Lighting mcl-1 K41

model

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board PhysicalItem Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Lighting

Page 3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

91 EML 0091 S S S S S
92 EML 0092 S S S S S
93 EML 0093 S S S S S
94 EML 0094 S S S S S
95 EML 0095 S S S S S
96 EML 0096 S S S S S
97 EML 0097 S S S S S
98 EML 0098 S S S S S
99 EML 0099 S S S S S
100 EML 0100 S S S S S
101 EML 0101 S S S S S
102 EML 0102 S S S S S
103 EML 0103 S S S S S
104 EML 0104 S S S S S
105 EML 0105 S S S S S
106 EML 0106 S S S S S
107 EML 0107 S S S S S
108 EML 0108 S S S S S
109 EML 0109 S S S S S
110 EML 0110 S S S S S
111 EML 0111 S S S S S
112 EML 0112 S S S S S
113 EML 0113 S S S S S
114 EML 0114 S S S S S
115 EML 0115 S S S S S
116 EML 0116 S S S S S
117 EML 0117 S S S S S
118 EML 0118 S S S S S
119 EML 0119 S S S S S
120 EML 0120 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Client :

Emergency Lighting

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Lighting cpl-g2-25

Emergency Lighting cpl-g2-22

Emergency Lighting cpl-g2-08

Emergency Lighting col-ทา้ยlineโหลดสนิคา้

Emergency Lighting  cpl-line packing k3

Emergency Lighting  cpl-line packing k5

Emergency Lighting cpl-เสา n1-3,4

Emergency Lighting cpl-เสา n1-6,7

Emergency Lighting cpl-เสา n1-10-11

Emergency Lighting cpl-เสา n1-15-16

Emergency Lighting cpl-เสา n1-18,19

Emergency Lighting new lab room

Emergency Lighting mcl-1เสา n1-26,27

Emergency Lighting mcl-1เสา n1-29,30

Emergency Lighting mcl-1เสา n1-31,32

Emergency Lighting mcl-1เสา n1-33,34

Emergency Lighting mcl-1เสา n1-36,37

Emergency Lighting mcl-1เสา n1-38,39

Emergency Lighting mcl-1เสา n1-41,42

Emergency Lighting mcl-2เสา p1b-44

Emergency Lighting mcl-2เสา p1b-42

Emergency Lighting mcl-2เสา p 39.1

Emergency Lighting mcl-2เสา p 36.1

Emergency Lighting mcl-2เสา p 32

Emergency Lighting mcl-2เสา p 27

Emergency Lighting mcl-2 Generator

Emergency Lighting mcl-2เสา p 21

Emergency Lighting mcl-2เสา p 17

Emergency Lighting mcl-2เสา p 13

Emergency Lighting mcl-2 Generator

Page 4



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

121 EML 0121 S S S S S
122 EML 0122 S S S S S
123 EML 0123 N/A N/A US N/A N/A เขา้พืѸนทีѷไมไ่ด,้ แบตเสืѷอม

124 EML 0124 S S S S S
125 EML 0125 S S S S S
126 EML 0126 S S S S S
127 EML 0127 S S S S S
128 EML 0128 S S S S S
129 EML 0129 S S S S S
130 EML 0130 S S S S S
131 EML 0131 S S S S S
132 EML 0132 S S S S S
133 EML 0133 S S S S S
134 EML 0134 S S S S S
135 EML 0135 S S S S S
136 EML 0136 S S S S S
137 EML 0137 S S S S S
138 EML 0138 S S S S S
139 EML 0139 S S S S S
140 EML 0140 S S S S S
141 EML 0141 S S S S S
142 EML 0142 S S S S S
143 EML 0143 S S S S S
144 EML 0144 S S S S S
145 EML 0145 S S S S S
146 EML 0146 S S S S S
147 EML 0147 S S S S S
148 EML 0148 S S S S S
149 EML 0149 S S S S S
150 EML 0150 US US US US US อปุกรณ์เสยี

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 123 แบตเตอรีѷเสืѷอม 12 V./7.5 Ah 
* Emergency Light No. 150  damaged

Client :

Emergency Lighting

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Lighting mcl-2เสา p 5

Emergency Lighting mcl-2เสา p 3

Emergency Lighting mcl-2เสา r-1

Emergency Lighting mcl-2เสา t1a4,5

Emergency Lighting mcl-2เสา t1a 7,8

Emergency Lighting mcl-2เสา t1a 11,12

Emergency Lighting mcl-2เสา t1a 13,14

Emergency Lighting mcl-2เสา t1a 18,19

Emergency Lighting mcl-2 หนา้หอ้ง main eer

Emergency Lighting mcl-2เสา t1a 24

Emergency Lighting mcl-2เสา t1-31

Emergency Lighting mcl-2เสา store

Emergency Lighting mcl-2เสา op/81

Emergency Lighting mcl-2เสา ทางลง pot eer

Emergency Lighting mcl-2เสา op/77-78

Emergency Lighting mcl-2เสา op/75,76

Emergency Lighting mcl-2เสา op/75

Emergency Lighting mcl-2เสา 36.2

Emergency Lighting mcl-2 หนา้หอ้ง premelt

Emergency Lighting mcl-2เสา t1-36.1

Emergency Lighting mcl-2เสา op/74

Emergency Lighting mcl-2 หนา้หอ้ง entry eer

Emergency Lighting mcl-2เสา op/72

Emergency Lighting operation หอ้งนํѸาหญงิ

Emergency Lighting operation หอ้งนํѸาชาย

Emergency Lighting operation หอ้ง k.ปีเตอร์

Emergency Lighting operation หอ้งno.7

Emergency Lighting support  office

Emergency Lighting support  ประตทูางเขา้
Emergency Lighting server  room

Page 5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

151 EML 0151 S S S S S
152 EML 0152 S S S S S
153 EML 0153 S S S S S
154 EML 0154 S S S S S
155 EML 0155 S S S S S
156 EML 0156 S S S S S
157 EML 0157 S S S S S
158 EML 0158 S S S S S
159 EML 0159 S S S S S
160 EML 0160 S S S S S
161 EML 0161 S S S S S
162 EML 0162 S S S S S
163 EML 0163 S S S S S
164 EML 0164 S S S S S
165 EML 0165 S S S S S
166 EML 0166 S S S S S
167 EML 0167 S S S S S
168 EML 0168 S S S S S
169 EML 0169 S S S S S
170 EML 0170 S S S S S
171 EML 0171 S S S S S
172 EML 0172 S S S S S
173 EML 0173 S S S S S
174 EML 0174 S S S S S
175 EML 0175 S S S S S
176 EML 0176 S S S S S
177 EML 0177 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Client :

Emergency Lighting

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Lighting Admin door exit

Emergency Lighting Admin door exit

Emergency Lighting First aid room

Emergency Lighting Sub.115 kv

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting MCL1 Pulpit

Emergency Lighting MCL1 Pulpit

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Ware house

Emergency Lighting MCL1 In Pulpitroom

Emergency Lighting CPL Loading

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting CPL Upper / Lower

Emergency Lighting CPL Upper / Lower

Emergency Lighting CPL G2 เสา 15

Emergency Lighting CPL G2 เสา 13

Emergency Lighting Training Center Bld.

Emergency Lighting Admin

Emergency Lighting Admin

Page 6

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

EExit Light system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

1 EXL001 S S S S S
2 EXL002 S S S S S
3 EXL003 S S S S S
4 EXL004 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

5 EXL005 S S S S S
6 EXL006 S S S S S
7 EXL007 S S S S S
8 EXL008 S S S S S
9 EXL009 S S S S S

10 EXL010 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

11 EXL011 S S S S S
12 EXL012 N/A N/A N/A N/A N/A Cancel
13 EXL013 S S S S S
14 EXL014 S S S S S
15 EXL015 S S S S S
16 EXL016 S S S S S
17 EXL017 S S S S S
18 EXL018 S S S S S
19 EXL019 S S S S S
20 EXL020 S S S S S
21 EXL021 S S S S S
22 EXL022 S S S S S
23 EXL023 S S S S S
24 EXL024 S S S S S
25 EXL025 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

26 EXL026 S S S S S
27 EXL027 S S S S S
28 EXL028 S S S S S
29 EXL029 S S S S S
30 EXL030 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 4, 10, 25 แบตเสืѷอม 3.6 V / 1,800 Ah.

Emergency Exit Lighting crm- op/64

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-op/20

Emergency Exit Lighting crm-op/21

Emergency Exit Lighting crm-eer op/22

Emergency Exit Lighting crm-eer exit

Emergency Exit Lighting crm- op/29

Emergency Exit Lighting crm-cella

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-exit op/01

Emergency Exit Lighting crm-op/66

Emergency Exit Lighting crm-op/65

Emergency Exit Lighting pkl-op/03

Emergency Exit Lighting pkl-op/04

Emergency Exit Lighting pkl-op/05

Emergency Exit Lighting pkl-eer room exit door

Emergency Exit Lighting pkl-eer room exit door

Emergency Exit Lighting pkl-eer room op/18,19

Emergency Exit Lighting pkl-op/exit

Emergency Exit Lighting pkl-eer room op/17a

Emergency Exit Lighting pkl-eer room op/17

Emergency Exit Lighting work shop op/12

Emergency Exit Lighting worke shop op/08

Emergency Exit Lighting pkl-op/15

Remart

Emergency Exit Lighting ware house op/11

Emergency Exit Lighting ware house op/09

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board PhysicalIte

m Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Exit Inditcator

ex-1



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

31 EXL031 S S S S S
32 EXL032 S S S S S
33 EXL033 S S S S S
34 EXL034 S S S S S
35 EXL035 S S S S S
36 EXL036 S S S S S
37 EXL037 S S S S S
38 EXL038 S S S S S
39 EXL039 S S S S S
40 EXL040 S S S S S
41 EXL041 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

42 EXL042 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

43 EXL043 S S S S S
44 EXL044 S S S S S
45 EXL045 S S S S S
46 EXL046 S S S S S
47 EXL047 S S S S S
48 EXL048 S S S S S
49 EXL049 S S S S S
50 EXL050 S S S S S
51 EXL051 N/A N/A N/A N/A N/A Cancel
52 EXL052 N/A N/A N/A N/A N/A Cancel
53 EXL053 N/A N/A N/A N/A N/A Cancel
54 EXL054 N/A N/A N/A N/A N/A Cancel
55 EXL055 N/A N/A N/A N/A N/A Cancel
56 EXL056 S S S S S
57 EXL057 S S S S S
58 EXL058 S S S S S
59 EXL059 S S S S S
60 EXL060 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 41, 42 แบตเสืѷอม 3.6 V / 1,800 Ah.

Client :

Emergency Exit Inditcator

remake

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Exit Lighting zal-op/61

Emergency Exit Lighting zal-op/60

Emergency Exit Lighting zal-op/57

Emergency Exit Lighting mcl-1  op/56

Emergency Exit Lighting mcl-1  op/54

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1 eer exit door computter room

Emergency Exit Lighting mcl-1 eer exit door computter room

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1 eer room op/51

Emergency Exit Lighting mcl-1 eer room op/52

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1 op/49

Emergency Exit Lighting mcl-1 op/48 Lab room

Emergency Exit Lighting cpl lab room

Emergency Exit Lighting cpl lab room exit door

Emergency Exit Lighting cpl-op/46

Emergency Exit Lighting cpl-piant stor op/44

Emergency Exit Lighting cpl-op/43

Emergency Exit Lighting cpl-op/42

Emergency Exit Lighting cpl-เสา n1-02

Emergency Exit Lighting cpl-เสา n1-11,12

Emergency Exit Lighting mcl-1-เสา n-32

Emergency Exit Lighting mcl-1-เสา n-32,35

Emergency Exit Lighting mcl-1-เสา n-42,43

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 wet roolling pot

Emergency Exit Lighting mcl-2 op/89

ex-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

61 EXL061 S S S S S
62 EXL062 S S S S S
63 EXL063 S S S S S
64 EXL064 S S S S S
65 EXL065 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

66 EXL066 S S S S S
67 EXL067 S S S S S
68 EXL068 S S S S S
69 EXL069 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

70 EXL070 S S S S S
71 EXL071 S S S S S
72 EXL072 S S S S S
73 EXL073 S S S S S
74 EXL074 S S S S S
75 EXL075 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

76 EXL076 S S S S S
77 EXL077 S S S S S
78 EXL078 S S S S S
79 EXL079 S S S S S
80 EXL080 N/A N/A N/A N/A N/A Cancel
81 EXL081 S S S S S
82 EXL082 S S S S S
83 EXL083 S S S S S
84 EXL084 S S S S S
85 EXL085 S S S S S
86 EXL086 S S S S S
87 EXL087 S S S S S
88 EXL088 S S S S S
89 EXL089 S S S S S
90 EXL090 S S S S S
91 EXL091 S S S S S
92 EXL092 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 65, 69, 75 แบตเสืѷอม 3.6 V / 1,800 Ah.

Client :

Emergency Exit Inditcator

remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Emergency Exit Lighting mcl-2 เสา t1a 6,7

Emergency Exit Lighting mcl-2 เสา t1a 9,10

Emergency Exit Lighting mcl-2 เสา t1a 12,13

Emergency Exit Lighting mcl-2 op/87

Emergency Exit Lighting mcl-2 op/86

Emergency Exit Lighting mcl-2  exit door main eer

Emergency Exit Lighting mcl-2  exit door main eer

Emergency Exit Lighting mcl-2  exit door T1 23

Emergency Exit Lighting mcl-2 เสา OP 83

Emergency Exit Lighting mcl-2 op/80

Emergency Exit Lighting mcl-2 op/78

Emergency Exit Lighting mcl-2 op/76

Emergency Exit Lighting mcl-2 เสา t1- 35.1

Emergency Exit Lighting mcl-2 เสา t1- 37.1

Emergency Exit Lighting mcl-2 op/74

Emergency Exit Lighting mcl-2 entry eer exit door

Emergency Exit Lighting mcl-2 entry eer exit door

Emergency Exit Lighting mcl-2หนา้หอ้ง entry eer 

Emergency Exit Lighting mcl-2 op/72

Emergency Exit Lighting mcl-2 เสา t1a 45

Emergency Exit Lighting office operation exit door

Emergency Exit Lighting office operation exit door

Emergency Exit Lighting support หอ้งพยาบาล

Emergency Exit Lighting support exit door

Emergency Exit Lighting support exit door

Emergency Exit Lighting office safety room

Emergency Exit Lighting sub.115kv

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting MCL 2 ทางขึѸนใตด้นิ

ex-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
27 - 30 September 2022

Khun Songpon, Khun Sonthaya

93 EXL093 S S S S S
94 EXL094 S S S S S
95 EXL095 S S S S S
96 EXL096 S S S S S
97 EXL097 S S S S S
98 EXL098 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min

Client :

Emergency Exit Inditcator

Emergency Exit Lighting CPL

REF.Contract NO :
Inspection Date :

Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical remark

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

ex-4

FUNCTION TEST EMERGENCY LIGHT



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

For this project, our company will follow inspection and maintenance procedures of fire 

alarm system and fire fighting system by referring to these standards as detail below. 

• NFPA 10 – Standard For Portable Fire Extinguishers

• NFPA 11 – Standard For Foam Extinguishers, Low Expansion

• NFPA 12 – Standard On Carbon Dioxide Extinguishers systems

• NFPA 13 – Standard For The Installation of Sprinkler systems

• NFPA 14 – Standard For Installation of Stand Pipe and Hose Systems

• NFPA 15 – Standard For Water Spray Fixed Systems For Fire Protection

• NFPA 20 – Standard For Installation of Centrifugal Fire Pumps

• NFPA 25 – Standard For The Inspection, Testing, and Maintenance of Water-Based

                       Fire Protection System

• NFPA 30 – Flammable and Combustible Liquids Code

• NFPA 70 – National Electrical Code

• NFPA 72 – National Fire Alarm Code

Standard Reference

 

 

 

 

 

 

 

 

NS BLUE SCOPE STEEL (THAILAND) LTD. 

Preventive Maintenance for Fire Protection System 

 

On October 2022 

 

 

 

 

 

 

 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

Customer : NS Blue Scope Steel Thailand Report Date : October 2022

 

Inspector By : 1. Subin Karnna Service Leader

2. Wachira Chaiyapan Technician Service

3. Somkhid Khamlai Technician Service

4. Anuchit Phoomee Technician Service

5. Chalermchai Sameerai Technician Service

Takachiho Fire, Security & Services (Thailand) Ltd.

Mr. Chalermchai Soontornpanaves

Fire Service Manager

INSPECTION, TEST AND PREVENTIVE MAINTENANCE
FOR

Fire Protection and fire Detection System

Reported By
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE ALARM SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

PKL ,W/S,W/H, BLDG   SFIP-01  SIMPLEX 4100 ES [NODE 1]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    226.8  VAC

Charger control panel    26.95  VDC

Battery back up   26.90  VDC ( start  24/9/22 ) 12V 18Ah

Inspector :

Y

Y

1. Fire Alarm Control Panel 

ResultDescription

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Witness :

Y

Y

Y

Y

SC1000142
Inspection Date :

Remark : 

Y

Y

Y

Location of fire alarm control panel : 

 

Y

Y

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet (Monthly/Quarterly)

REF.Contract NO :

Y

Y

Y

Fire Detection and Alarm System

Subject : 

CONTROL PANEL FIRE ALARM1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

PKL,W/S,W/H, BLDG  SFIP-01  SIMPLEX 4100 ES [NODE 1]

1 M1-32 MANUAL Y Y
2 M1-34 MANUAL Y Y
3 M1-59 SMOKE Y Y
4 M1-29 MANUAL Y Y
5 M1-21 MANUAL Y Y
6 M1-17 MANUAL Y Y
7 M1-37 MANUAL Y Y
8 M1-39 MANUAL Y Y
9 M1-43 MANUAL Y Y
10 M1-47 MANUAL Y Y
11 M1-54  MANUAL Y Y
12 M1-61 SMOKE Y Y
13 M1-60 SMOKE Y Y
14 M1-63 SMOKE Y Y
15 M1-64 SMOKE Y Y
16 M1-24 MANUAL Y Y
17 M1-6 MANUAL Y Y
18 M1-1 MANUAL Y Y
19 M1-15 MANUAL Y Y
20 M1-15 MANUAL Y Y
21 M1-11 IAM-signal alarm Y Y
22 M1-12 IAM-signal alarm Y Y
23 M1-26 MANUAL Y Y
24 M1-57 SMOKE Y Y
25 M1-57 SMOKE Y Y
26 M1-57 SMOKE Y Y
27 M1-58 MANUAL Y Y
28 M1-58 MANUAL Y Y
29 M1-58 MANUAL Y Y
30 M1-62 SMOKE Y Y

Remark:

Khun Songpon, Khun Sonthaya

PKL-mac-console o-s1

RemarkLocation Inspection 
ResultType Test Result

PKL  mac 03 op/17
Ware house op/08

PKL-mac-3
PKL-op/5

Ware house room-b

Ware house op/09
Worke shop tool room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Witness :

Inspection Date :

Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Fire Detection and Alarm System

SC1000142

Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Worke shop op/12
PKL op/16  Silen grid

item LOOP/ 
Zone.Number

Location of fire alarm control panel : 

Ware house

PKL eer room (signal fm 200)

PKL-op/15

PKL-op/4
PKL acid tank sm-1

PKL Tunnel south(ใตด้นิ)

PKL Tunnel south(ใตด้นิ)

Work shop trainning room
Worke shop office room

PKL-eer room

Ware house room-a

PKL eer room (signal inergen)

PKL Tunnel south(ใตด้นิ)

PKL-exit pulpit
PKL-op/3

PKL-eer room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)

W/H Room B

Function test1



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

 COLD ROLL MILL,OPERATION  BLDG  SFIP-02  SIMPLEX 4100 ES [ NODE 2 ]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   226.7  VAC 

Charger control panel 26.80 VDC

Battery back up 26.81 VDC( start 24/09/22 )  12V 18Ah   

Local Power Supply Support Building

AC POWER  :  226.8  VAC 

Charger control panel  :  27.31  VDC

Battery Back Up  :  27.30  VDC

Battery Start  :  24/09/22

TAKACHIHO

Y

Remark : 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Location of fire alarm control panel : 

Description

Y

Y

Result

1. Fire Alarm Control Panel 

Y

Y

Witness : Khun Songpon, Khun Sonthaya

Inspection Date :

Fire Detection and Alarm System

Subject : 
Client :

Inspector :

REF.Contract NO : SC1000142
NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet (Monthly/Quarterly)

CONTROL PANEL FIRE ALARM2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

1 M1-1 MANUAL Y
2 M1-12 SMOKE Y
3 M1-12 SMOKE Y
4 M1-14 MANUAL Y
5 M1-20 MANUAL Y
6 M1-21 MANUAL Y
7 M1-17 MANUAL Y
8 M1-26 MANUAL Y
9 M1-22 MANUAL Y

10 M2-33 MANUAL Y
11 M2-30 MANUAL Y
12 M2-11 MANUAL Y
13 M2-14 MANUAL Y
14 M2-25 MANUAL Y
15 M2-22 MANUAL Y
16 M2-28 MANUAL Y
17 M2-8 MANUAL Y
18 M1-5 SMOKE Y
19 M1-5 SMOKE Y
20 M1-5 SMOKE Y
21 M1-5 SMOKE Y
22 M1-5 SMOKE Y
23 M1-5 SMOKE Y
24 M1-5 SMOKE Y
25 M1-5 SMOKE Y
26 M1-5 SMOKE Y
27 M1-5 SMOKE Y
28 M1-6 SMOKE Y
29 M1-6 SMOKE Y
30 M1-6 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y
Operation bldg Y

Operation bldg
Operation bldg Y
Operation bldg

Operation bldg Y

Operation bldg Y
Operation bldg Y

Y

Operation bldg

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg

CRM op/29 Y
Operation bldg Y

Y

CRM eer.room Y
CRM eer.room Y
CRM eer.room Y

CRM op/21 Y
CRM eer.room op/27 Y

CRM eer.room Y

CRM rool shop op/66 Y
CRM Y

CRM op/20 Y

CRM hydr cella(ใตด้นิ) Y
CRM hydr cella(ใตด้นิ) Y

CRM Y

Grid Y-49 Y

Type

CRM pulpit Y

Test Result Remark

Exit door OP 64 Y
Grid Y-49 Y

Inspection 
Result

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Inspector :

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO : SC1000142
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 2-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

31 M1-6 SMOKE Y
32 M1-6 SMOKE Y
33 M1-6 SMOKE Y
34 M1-6 SMOKE Y
35 M1-6 SMOKE Y
36 M1-5 SMOKE Y
37 M1-5 SMOKE Y
38 M1-5 SMOKE Y
39 M1-5 SMOKE Y
40 M1-7 MANUAL Y
41 M1-9 MANUAL Y
42 M2-23 MANUAL Y
43 M2-24 MANUAL Y
44 M2-17 IAM-signal alarm Y
45 M2-18 IAM-signal alarm Y
46 M1-6 HEAT Y
47 M2-12 SMOKE Y
48 M2-29 SMOKE Y
49 M2-29 SMOKE Y
50 M2-29 SMOKE Y
51 M2-29 SMOKE Y
52 M2-29 SMOKE Y
53 M2-12 SMOKE Y
54 M2-12 SMOKE Y
55 M2-12 SMOKE Y
56 M1-31 SMOKE Y
57 M1-32 SMOKE Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Roll Shop EER RM. Y

CRM EER Room Ground Y
Roll Shop EER RM. Y

CRM EER Room Y
CRM EER Room Ground Y
CRM EER Room Ground Y

CRM EER Room Y
CRM EER Room Y
CRM EER Room Y

Operation bldg Y
EER Room Ground Y
CRM EER Room Y

EER room CRM Y
CRM EER (Signal Inergen1) Y
CRM EER (Signal Inergen2) Y

Operation bldg Y
Operation bldg Y

EER room CRM Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Remark

Operation bldg Y
Operation bldg Y
Operation bldg Y

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO :
Inspection Date :

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

1 M3-60 MANUAL Y
2 M3-39 MANUAL Y
3 M3-38 MANUAL Y
4 M3-52 MANUAL Y
5 M3-19 MANUAL Y
6 M3-22 MANUAL Y
7 M3-73 SMOKE Y
8 M3-74 SMOKE Y
9 M3-26 MANUAL Y

10 M3-35 MANUAL Y
11 M3-48 MANUAL Y
12 M3-30 SMOKE Y
13 M3-31 MANUAL Y
14 M3-27 MANUAL Y
15 M3-58 MANUAL Y
16 M3-76 SMOKE N Test ไมส่ง่ alarm
17 M3-76 SMOKE Y
18 M3-76 SMOKE Y
19 M3-76 SMOKE Y
20 M3-76 SMOKE Y
21 M3-76 SMOKE Y
22 M3-77 MANUAL Y Y
23 M3-78 MANUAL Y
24 M3-55 MANUAL Y Y
25 M3-96 MANUAL Y Y
26 M3-96 MANUAL Y Y
27 M3-97 HEAT Y
28 M3-97 HEAT Y
29 M3-97 HEAT Y
30 M3-97 HEAT Y

Remark: * M2-12 เขา้พืѸนทีѷ test ไมไ่ด ้จํานวน 4 Ea (พืѸนทีѷหมอ้แปลงไฟฟ้า)
* N3-76 Smoke Test ไมส่ง่ alarm 1 Ea

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

ZAL op/60 Y
MCC.op/exit Y
MCC.op/51 Y
ZAL op/35 Y
MCl. op/60 Y
ZAL op/57 Y

Maintenance office Y
Maintenance office Y

MCL1 op/56 Y
MCL1 op/52 Y
MCL1 op/49 Y

MCL1 pulpit room Y
MCL1 pulpit room Y

MCL1 op/54 Y
MCL1 op/32 Y

Document store N

Document store Y

Document store Y
Document store Y
Document store Y
Document store Y
Document store Y

Y

Document store

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ZAL op/34

Canteen
Canteen
Canteen

Canteen
Canteen
Canteen

Y

Y
Y

Function test 2-3



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

31 M3-97 HEAT Y
32 M3-97 HEAT Y
33 M3-97 HEAT Y
34 M3-97 HEAT Y
35 M3-68 IAM-signal alarm Y
36 M3-43 IAM-signal alarm Y
37 M3-44 IAM-signal alarm Y
38 M3-72 IAM-signal alarm Y

Remark:

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark

eer-mcl-1 inergen signal Y
Support bldg inergen signal Y

Canteen Y
Sub 115 kv Y

eer-mcl-1 inergen signal Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Canteen Y
Canteen Y
Canteen Y

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

1 M3-70 (ZONE 2) MANUAL Y
2 M3-69 (ZONE 1) SMOKE Y
3 M3-69 (ZONE 1) SMOKE Y
4 M3-69 (ZONE 1) SMOKE Y
5 M3-70 (ZONE 2) MANUAL Y
6 M3-69 (ZONE 1) SMOKE Y
7 M3-69 (ZONE 1) SMOKE Y
8 M3-69 (ZONE 1) SMOKE Y
9 M3-69 (ZONE 1) SMOKE Y

10 M3-70 (ZONE 2) MANUAL Y
11 M3-70 (ZONE 2) SMOKE Y
12 M3-71 (ZONE 3) SMOKE Y
13 M3-71 (ZONE 3) SMOKE Y
14 M3-71 (ZONE 3) MANUAL Y
15 M3-71 (ZONE 3) SMOKE        Y
16 M3-71 (ZONE 3) SMOKE Y
17 M3-71 (ZONE 3) MANUAL Y
18 M3-71 (ZONE 3) MANUAL Y
19 M3-71 (ZONE 3) SMOKE Y
20 M3-71 (ZONE 3) SMOKE Y
21 M3-71 (ZONE 3) SMOKE Y
22 M3-71 (ZONE 3) SMOKE Y
23 M3-71 (ZONE 3) MANUAL Y
24 M3-69 (ZONE 1) SMOKE Y
25 M3-69 (ZONE 1) SMOKE Y
26 M3-69 (ZONE 1) SMOKE Y
27 M3-69 (ZONE 1) SMOKE Y
28 M3-69 (ZONE 1) SMOKE Y
29 M3-69 (ZONE 1) SMOKE Y
30 M3-70 (ZONE 2) SMOKE Y

Remark:

Support bldg. Y
Support bldg. Y

Support bldg. First aid Y

Support bldg. Y
Support bldg. Y
Support bldg. Y

Project Engineering Y
Safety bldg. Y

Support bldg. Y

Safety bldg. locker room Y
Trainning room Y
Trainning room Y

Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y

Safety bldg. Y
Safety bldg. Y

Safety bldg. locker room Y

Support bldg first aid Y
Support bldg first aid Y

Safety bldg. Y

Support bldg Y
Support bldg Y
Support bldg Y

Support bldg Y
Support bldg Y
Support bldg Y

Remark

Support bldg Y
Support bldg Y
Support bldg Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

31 M3-71 (ZONE 3) MANUAL Y
32 M3-71 (ZONE 3) MANUAL Y
33 M3-70 (ZONE 2) SMOKE Y
34 M3-70 (ZONE 2) SMOKE Y
35 M3-80 Alarm Bell Y
36 M3-81 Alarm Bell Y
37 M3-69 SMOKE Y
38 M3-69 SMOKE Y
39 M3-69 SMOKE Y
40 M3-69 SMOKE Y
41 M3-69 SMOKE Y
42 M3-69 SMOKE Y
43 M3-69 SMOKE Y
44 M3-69 SMOKE Y
45 M3-71 MANUAL Y
46 M3-71 SMOKE Y

Remark:

Support Bldg. Y
Project Engineering Y
Project Engineering Y

Infrastructure Support Y
Procurement Rm. Y

VP Supply Chain Rm. Y

WH & Logistics Rm. Y
Production Planning Rm. Y
Customer Service Rm. Y

Support bldg. Y
Trainning room Y

Commercial Rm. Y

Toilet ชาย Y
Toilet หญงิ Y

Remark

Project Engineering Y
Support bldg. Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-6

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

 CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    226.1  VAC

Charger control panel  27.00  VDC

Battery back up 27.01  VDC

* Battery  start 24/09/22  12V 18Ah

Y

Y

Remark : 

Y

Y

Y

Y

Y

Description

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

SC1000142

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 

Result

Client :
REF.Contract NO :

Inspection Date :
Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

CONTROL PANEL FIRE ALARM 3



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

1 M1-38 MANUAL Y
2 M1-46 SMOKE Y
3 M1-45 SMOKE Y
4 M1-27 MANUAL Y
5 M1-14 MANUAL Y
6 M1-42 MANUAL Y
7 M1-8 MANUAL Y
8 M1-5 MANUAL Y
9 M1-11 MANUAL Y

10 M1-47 SMOKE Y
11 M2-3 MANUAL Y
12 M2-2 SMOKE Y
13 M2-1 SMOKE Y
14 M2-8 MANUAL Y
15 M2-8 MANUAL Y
16 M2-7 SMOKE Y
17 M2-14 SMOKE Y
18 M2-14 SMOKE Y
19 M2-13 MANUAL Y
20 M2-13 MANUAL Y
21 M2-11 MANUAL Y
22 M2-3 MANUAL Y
23 M2-3 MANUAL Y
24 M2-3 MANUAL Y
25 M2-2 SMOKE Y
26 M2-2 SMOKE Y
27 M2-2 SMOKE Y
28 M1-86 SMOKE Y
29 M1-87 SMOKE Y
30 M1-88 SMOKE Y

Remark:

MCL_2 exit room Y
MCL_2 exit room Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable
MCL_2 exit room Y

Service tunnel north smoke Y
Service tunnel north smoke Y
Service tunnel north smoke Y

Service tunnel north mac Y
Service tunnel north mac Y
Service tunnel north mac Y

Water treat ment smoke Y

Water treat ment mac Y

Solid waste Y

Water treat ment smoke Y

Water treat ment mac Y

Service tunnel north smoke
Air compreeser- mac Y

Air compreeser- smoke Y

Y

Air compreeser- mac Y

MCL-inspactor room Y
Service tunnel north mac Y

Service tunnel north smoke Y

CPL packing mac-1 Y
CPL packing mac-2 Y

CPL-recon area Y

CPL - paint line mac-4 Y
CPL - paint line mac-2 Y

CPL new lab op/37 Y

Remark

CPL op/46 Y
CPL-lab room 1 Y
CPL-lab room 2 Y

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO : SC1000142

Function test 3-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

31 M2-43 MANUAL Y
32 M2-44 SMOKE Y
33 M2-45 SMOKE Y
34 M2-35 S/S V.  N/A Main Valve off
35 M2-39 S/S V.  N/A Main Valve off
36 M2-46 MANUAL Y
37 M2-48 SMOKE Y
38 M2-49 SMOKE Y
39 M2-93 SMOKE Y
40 M2-94 SMOKE Y
41 M2-91 MANUAL Y
42 M2-55 S/S V.  N/A Main Valve off
43 M2-59 S/S V.  N/A Main Valve off
44 M2-63 S/S V.  N/A Main Valve off
45 M2-77 S/S V.  N/A Main Valve off
46 M2-71 S/S V.  N/A Main Valve off
47 M2-63 S/S V.  N/A Main Valve off
48 M2-83 S/S V.  N/A Main Valve off
49 M1-81 S/S V.  N/A Main Valve off
50 M1-6 SMOKE S
51 M1-75 S/S V.  N/A Main Valve off
52 M1-90 S/S V.  N/A Main Valve off
53 M1-61 S/S V.  N/A Main Valve off
54 M1-55 S/S V.  N/A Main Valve off
55 M1-49 S/S V.  N/A Main Valve off
56 M1-68 MANUAL Y
57 M1-70 SMOKE Y
58 M1-71 SMOKE Y
59 M1-68 MANUAL Y
60 M1-33 MANUAL Y

Remark:

MCL-2 fire suppression N/A

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y

CPL เสา c2/25 Y

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
HC. Yard Office Rm. S

MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2  entry room Y
MCL-2  entry room Y

MCL-2 fire suppression N/A

MCL-2  entry meting room Y
MCL-2  entry meting room Y

MCL-2  entry room Y

Remark

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y

MCL-2  entry meting room Y

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

MCL_2  coating pot room Y
MCL_2  coating pot room Y
MCL_2  coating pot room

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 3-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

61 M1-43 SMOKE Y Y
62 M1-43 SMOKE Y Y
63 M1-43 SMOKE Y Y
64 M1-84 MANUAL Y Y
65 M1-22 S/SV Y Y
66 M1-30 MANUAL Y Y
67 M1-1 MANUAL Y Y
68 M1-24 MANUAL Y Y
69 M2-1 SMOKE Y Y
70 M2-1 SMOKE Y Y
71 M2-12 HEAT Y Y
72 M2-12 HEAT Y Y
73 M2-12 HEAT Y Y
74 M2-12 HEAT Y Y
75 M1-93 MANUAL Y Y
76 M1-93 SMOKE Y Y
77 M1-93 SMOKE Y Y
78 M1-93 SMOKE Y Y
79 M1-93 SMOKE Y Y
80 M1-93 SMOKE Y Y
81 M1-93 SMOKE Y Y
82 M1-93 SMOKE Y Y
83 M1-93 SMOKE Y Y
84 M1-93 SMOKE Y Y
85 M1-93 SMOKE Y Y

Remark:

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

SOLID WASTE
EQUIPMENT

EQUIPMENT STORGE W/H

SOLID WASTE

SERVICE TUNNEL
SERVICE TUNNEL

SOLID WASTE

SOLID WASTE

Remark

CPL Paint line
CPL Recon Area
CPL Paint Store

New lab room
Exit mcl 2 pulpit

MCL 2 Suppervisory

New lab room
New lab room

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 3-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

MCL-2 BLDG  Node 3 Loop M3

1 M3-34 MANUAL Y Y
2 M3-35 MANUAL Y Y
3 M3-36 MANUAL Y Y
4 M3-37 MANUAL Y Y
5 M3-33 MANUAL Y Y
6 M3-29 MANUAL Y Y
7 M3-23 MANUAL Y Y
8 M3-24 MANUAL Y Y
9 M3-25 MANUAL Y Y

10 M3-9 MANUAL Y Y
11 M3-27 MANUAL Y Y
12 M3-28 MANUAL Y Y
13 M3-16 MANUAL Y Y
14 M3-17 MANUAL Y Y
15 M3-18 MANUAL Y Y
16 M3-30 MANUAL Y Y
17 M3-1 MANUAL Y Y
18 M3-26 MANUAL Y Y
19 M3-2 MANUAL Y Y
20 M3-31 MANUAL Y Y
21 M3-32 MANUAL Y Y
22 M3-48 MANUAL Y Y
23 M3-48 HEAT Y Y
24 M3-48 HEAT Y Y
25 M3-48 HEAT Y Y
26 M3-48 HEAT Y Y
27 M3-48 HEAT Y Y
28 M3-38 MANUAL Y Y Under ground EER
29 M3-3 IAM Y Y commons trouble
30 M3-4 IAM Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Type

Inspector :
Witness :

Location of fire alarm control panel : 

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Mcl-2 NCP1 PLC & Com Rm. 

 Mcl-2 coil and storange wast zone 6
 Mcl-2 coil and storange wast zone 6

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 Ingot storange Zone 3

Mcl-2 coating Pot EER RM Zone 7

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 New Chemical Storage Zone 8

Mcl-2 coil and storange central zone 5
MCL-2 main eer room Zone1

 Mcl-2 coil and storange wast zone 6
Mcl-2 coil and storange central zone 5
Mcl-2 coil and storange central zone 5

MCL-2 main eer room Zone1
Mcl-2 coil and storange central zone 5

MCL-2 entry eer room Zone 2

Mcl-2 Ingot storange Zone 3

Inspection 
Result RemarkTest ResultLOOP/ 

Zone.Number

Remark :

 Mcl-2 coil and storange wast zone 6

Mcl-2 coil and storange east  zone 4
Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 Ingot storange Zone 3

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange central zone 5

Mcl-2 New Chemical Storage Zone 8

item Location

Mcl-2 NCP1 PLC & Com Rm. 

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Client :
REF.Contract NO : SC1000142

Inspection Date :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test 3-4



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

MCL-2 BLDG  Node 3 Loop M3

31 M3-5 IAM SUPERVISORY Y Y commons trouble
32 M3-6 IAM SUPERVISORY Y Y commons alarm
33 M3-39 IAM SUPERVISORY Y Y commons trouble
34 M3-40 IAM SUPERVISORY Y Y commons alarm
35 M3-19 IAM SUPERVISORY Y Y commons trouble
36 M3-20 IAM SUPERVISORY Y Y commons alarm
37 M3-10 IAM SUPERVISORY Y Y commons trouble
38 M3-11 IAM SUPERVISORY Y Y commons alarm
39 M3-12 IAM SUPERVISORY Y Y commons trouble
40 M3-13 IAM SUPERVISORY Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Test Result Remark

Mcl-2 NCP2 Main Exit EER Rm. 
Mcl-2 NCP2 Main Exit EER Rm. 

Mcl-2 NCP3 Coating Pot EER Rm. 
Mcl-2 NCP3 Coating Pot EER Rm. 

Inspection 
Result

Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 3-5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   228.4  VAC  

Charger control panel  27.15  V.dc 

Battery back up 27.15  V.dc  start using 24/09/22

* Smoke detector point M1-4 ทีѷอาคาร Admin ไมส่ามารถ Test สง่ Alarm ได ้(อปุกรณ์เสยี 2 ตัว)

Y

Y

Y

Y

Y

Remark : 

Y

Y

Y

Y

Y

SC1000142

Y

Y

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Description Result

1. Fire Alarm Control Panel 

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Y

NS BLUE SCOPE STEEL (THAILAND) LTD.

CONTROL PANEL FIRE ALARM 4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

1 M1-1 SDA Y
2 M1-2 SMOKE Y
3 M1-2 SMOKE Y
4 M1-2 SMOKE Y
5 M1-3 SMOKE Y
6 M1-3 SMOKE Y
7 M1-3 SMOKE Y
8 M1-3 SMOKE Y
9 M1-3 SMOKE Y

10 M1-3 SMOKE Y
11 M1-3 SMOKE Y
12 M1-3 SMOKE Y
13 M1-4 SMOKE N
14 M1-4 SMOKE N
15 M1-4 SMOKE Y
16 M1-4 SMOKE Y
17 M1-4 SMOKE Y
18 M1-4 SMOKE Y
19 M1-4 SMOKE Y
20 M1-4 HEAT Y
21 M1-4 HEAT Y
22 M1-5 MANUAL Y
23 M1-6 MANUAL Y
24 M1-7 MANUAL Y
25 M1-8 IAM Signal Alarm YFCP Training School Bld. Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y
Admin bldg.ประตeูxit Y
Admin bldg.ประตeูxit Y

Admin bldg.ประตทูางเขา้

Admin bldg.ใตห้ลังคา Y
Admin bldg.หอ้งนํѸาชาย Y
Admin bldg.หอ้งนํѸาหญงิ Y

Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y

Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา Y

Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Ranbuil store Y
Admin bldg.canteen Y

Admin bldg.หอ้งประชมุ Y

Ranbuil store Y
Ranbuil store Y

Type Inspection 
Result Test ResultLocation LOOP/ 

Zone.Number

REF.Contract NO :

Remark

Admin bldg. Y

Location of fire alarm control panel : 

item

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test ไมส่ง่ alarm

Fire Detection and Alarm System

Witness :

Preventive Maintenance Check Sheet 

SC1000142

Khun Songpon, Khun Sonthaya

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test panel 4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

 Training School Building Notifier (SFP-2402)

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : AC POWER     228.32  VAC

Charger control panel 27.25  Vdc. 

Battery back up 27.25 Vdc. (Start 29/7/22) 12V 7.5 Ah.

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

S S

N/A N/A

S S

S S

S S

S S

S S

S S

Result

1. Fire Alarm Control Panel 

S S

Witness : Khun Songpon, Khun Sonthaya

Description Normal Status

Location of fire alarm control panel : 

  Fire Detection and Alarm System
Preventive Maintenance Check Sheet (Monthly/Quarterly)

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

25 October 2022 - 4 November 2022

1 Zone 1 Smoke S S
2 Zone 1 Smoke S S
3 Zone 1 Smoke S S
4 Zone 1 Smoke S S
5 Zone 1 Manual S S
6 Zone 2 Smoke S S
7 Zone 2 Smoke S S
8 Zone 2 Smoke S S
9 Zone 2 Smoke S S

10 Zone 2 Smoke S S
11 Zone 2 Smoke S S
12 Zone 2 Smoke S S
13 Zone 2 Smoke S S
14 Zone 2 Smoke S S
15 Zone 2 Manual S S
16 Zone 2 Manual S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Smoke No.7 Training
Smoke No.8 Training
Smoke No.9 Training
Manual No.1 Training
Manual No.2  Training

Smoke No.6 Training

Remark

Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training

Manual Training
Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training
Smoke No.5 Training

Location of fire alarm control panel : Training School Building Notifier (SFP-2402)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

training school building1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

IINERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER     225.1  VAC

Charger control panel 27.01 Vdc. 

Battery back up 26.99  Vdc.  (start using 22/12/21)

                                                              

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO :

Preventive Maintenance Check Sheet 
    Fire suppression system

SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Remark : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

1 ZONE. 1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE. 2 SMOKE.2 Y Y
3 ZONE. 1 SMOKE.1 Y Y
4 ZONE. 2 SMOKE.2 Y Y
5 ZONE. 1 SMOKE.1 Y Y
6 ZONE. 2 SMOKE.2 Y Y
7 ZONE. 3 MANAUL1 Y Y to discharge 30 sec
8 ZONE. 3 MANAUL2 Y Y to discharge 30 sec
9 STOBE light Y Y active pre discharge
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW 1 Y Y นับตอ่เนืѷอง remain 10 sec
12 ABORT.SW 2 Y Y

clean and test detector  function test o.k
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 stobe horn ทํางาน, Alarm 2 stobe light ทํางาน
* Manual release stobe horn active

RemarkTest ResultLocation Test trouble 
signal FCPType

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

Inspector :
Witness :

SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

PKL-maln eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Inspection Date :

Subject : 
Client :

item Zone.Number

Khun Songpon, Khun Sonthaya

PKL-maln eer.room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      227.5  VAC

Charger control panel  26.69  VDC

Battery back up  26.69  VDC  ( start using 26/10/22)

                                                              

Remark : 

TAKACHIHO

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Releasing Control Panel

Y Y

Description  Status Function test Result

Electrical system

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 STOBE light Y Y active pre discharge
12 Solenoid Y Y to discharge

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result

CRM  main eer.room

Remark

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Test trouble 
signal FCP

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Type

Inspector :
Witness :

item Location Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      225.9  VAC

                                                              

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Charger control panel 27.23  VDC

Battery back up  27.23  VDC  (start using 26/10/22)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR  ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 MANUAL Y Y to discharge 30 sec
12 STOBE light Y Y active pre discharge
13 Solenoid Valve Y Y to discharge 

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Client :

Khun Songpon, Khun Sonthaya

CRM- main eer.server room
CRM- main eer.server room

CRM- main eer.server room

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

CRM- main eer.server room

Subin, Wachira, Somkid, Anuchit, Chalermchai

CRM- main eer.server room
CRM- main eer.server room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

item Location Zone.Number Type RemarkTest Result Test trouble 
signal FCP

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

CRM- main eer.server room

REF.Contract NO :

CRM- main eer.server room
CRM- main eer.server room
CRM- main eer.server room

Preventive Maintenance Check Sheet 
Fire suppression system



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : 

TAKACHIHO

AC POWER      227.3  VAC

Charger control panel 27.03  V.dc 

Battery back up  27.01  V.dc Start using (26/10/22)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 ZONE.1 SMOKE.1 Y Y
10 ZONE.2 SMOKE.2 Y Y
11 ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
12 ZONE.2 SMOKE.2 Y Y
13 MANUAL 1 Y Y to discharge 30 sec
14 MANUAL 1 Y Y to discharge 30 sec
15 Strobe Light Y Y active pre discharge
16 Solenoid Valve Y Y to discharge 
17            MCL-main eer.room ABORT.SW Y Y remain 10 sec.
18            MCL-main eer.room ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
19            MCL-main eer.room ZONE.2 SMOKE.2 Y Y

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

Client :

item Location Zone.Number Type

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

Test Result

MCL-main eer.room

Test trouble 
signal FCP Remark

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    MCL1-PROGRAM SARVER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : 

TAKACHIHO

AC POWER     228.6  VAC

Charger control panel 27.10  V.dc 

Battery back up  27.10  VDC  (start using 26/10/22)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    MCL1-PREGRAM SAVER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 MANUAL Y Y to discharge 30 sec
6 STROBE light Y Y active discharge
7 Solenoid Valve Y Y to discharge 
8 ABORT.SW Y Y remain 10 sec.

* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result Test trouble 
signal FCP Remark

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Type

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    MAIN SUB-115 KV   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      228.9  VAC

Charger control panel 27.10 V.dc 

                                                              

Y Y

Y Y

TAKACHIHO

Y Y

Remark : 

Battery back up  27.10  Vdc  (start using 26/10/22)

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel Y Y

Description  Status Function test Result

Khun Songpon, Khun Sonthaya
Inspector :

Witness :
Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    MAIN SUB 115 KV   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.3 MANUAL Y Y to discharge 30 sec
4 Strobe Light Y Y active pre discharge
5 Solenoid Valve Y Y to discharge 
6 ZONE.4 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result Test trouble 
signal FCP Remark

115 KV .room
115 KV .room
115 KV .room

Type

115 KV .room
115 KV .room
115 KV .room

SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :  Support Bldg. (server room) Auto

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER  228.6 VAC

                                                              

Charger control panel 26.42  V.dc 

Battery back up  26.40 V.dc  (Start using 26/10/22)

TAKACHIHO

Y Y

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test 
Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   Support Bldg. (server room) Auto

1 ZONE.1 Smoke Detector Y Y cross zone detector discharge 30sec
2 ZONE.2 Smoke Detector Y Y
3 ZONE.1 Smoke Detector Y Y
4 ZONE.2 Smoke Detector Y Y
5 ZONE.3 Manual Release Y Y to discharge 30 sec
6 ZONE.4 Abort Switch Y Y remain 10 sec
7 ZONE.5 Pressure Switch Y Y active alarm bell
8 NAC 2 Stobe / horn Y Y active first alarm
9 NAC 3 Alarm Bell Y Y active pre discharge
10 NAC 1 Solenoid Valve Y Y to discharge 
11 NAC 1 Key Switch Y Y

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

TAKACHIHO

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room

Server Room

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Zone.Number

Server Room
Server Room

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Type



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : INERGEN PKL, CRM

1 661066 S
2 661141 S
3 661362 S
4 661130 S
5 661240 S
6 661300 S
7 661330 S
8 661270 S
9 661157 S

10 661073 S
11 661136 S
12 661100 S
13 661342 S
14 661218 S
15 661202 S
16 661197 S
17 661131 S
18 661111 S
19 661091 S
20 661160 S
21 661294 S
22 661080 S
23 661096 S
24 661404 S
25 661067 S
26 661123 S
27 661298 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Preventive Maintenance Check Sheet 

Remark

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

CRM EER Room 150 bar
CRM EER Room 160 bar 

item Location Tank no. Inspect result Pressure tank

Subin, Wachira, Somkid, Anuchit, Chalermchai

CRM EER Room 160 bar 
CRM EER Room 160 bar 

CRM EER Room 175 bar 
CRM EER Room 150 bar
CRM EER Room 170 bar

CRM EER Room 150 bar

PKL EER Room 155 bar 

CRM EER Room 160 bar 
CRM EER Room 170 bar 

CRM EER Room 170 bar 

PKL EER Room 150 bar 
PKL EER Room 171 bar 

PKL EER Room 150 bar
PKL EER Room 162 bar 

PKL EER Room 169 bar 
PKL EER Room 170 bar 

PKL EER Room 175 bar 
PKL EER Room 165 bar 

PKL EER Room 170 bar 

EER Room (Computer CRM RM) 170 bar 
PKL EER Room 160 bar 

CRM EER Room (Computer CRM RM) 160 bar 
EER Room (Computer CRM RM) 170 bar 

EER Room (Computer CRM RM) 170 bar 
EER Room (Computer CRM RM) 170 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : INERGEN MCL 1

1 MCL1 EER ROOM 661116
2 MCL1 EER ROOM 661125
3 MCL1 EER ROOM 661392
4 MCL1 EER ROOM 661183
5 MCL1 EER ROOM 661414
6 MCL1 EER ROOM 661379
7 MCL1 EER ROOM 661211
8 MCL1 EER ROOM 661260
9 MCL1 EER ROOM 661372

10 MCL1 EER ROOM 661195
11 MCL1 EER ROOM 661095
12 MCL1 EER ROOM 661262
13 MCL1 EER ROOM 661087
14 MCL1 EER ROOM 661303
15 MCL1 EER ROOM 661051
16 MCL1 EER ROOM 661264
17 MCL1 EER ROOM 661291 สายแตกรา้ว
18 MCL1 EER ROOM 661377
19 MCL1 EER ROOM 661265
20 MCL1 EER ROOM 661207
21 MCL1 EER ROOM 661315
22 MCL1 EER ROOM 661226
23 MCL1 EER ROOM 661225
24 MCL1 EER ROOM 661147
25 MCL1 EER ROOM 661299
26 MCL1 EER ROOM 661337
27 MCL1 EER ROOM 661150
28 MCL1 EER ROOM 661166
29 MCL1 EER ROOM 661172
30 MCL1 EER ROOM 661367

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

Remark

S 160 bar 

S 155 bar
S 155 bar

S 150 bar
S 150 bar
S 150 bar
S 130 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 155 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 160 bar 
S 153 bar
S 150 bar
S 155 bar
S 155 bar
S 155 bar
S 155 bar
S 150 bar

S 155 bar

S 155 bar
S 155 bar
S 155 bar

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : INERGEN MCL 1

31 MCL1 EER ROOM 661273
32 MCL1 EER RM(Computer MCL1) 661261
33 661304
34 661143
35 661275
36 661252
37 661044
38 661114
39 661056
40 661305
41 661205
42 661118
43 661272
44 695829
45 661185
46 661080
47 661074
48 661306

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: Item 34-48 เขา้ในระบบแลว้

MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Preventive Maintenance Check Sheet 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

S 155 bar

S 160 bar

S 160 bar
S 155 bar
S 160 bar
S 160 bar

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Inspect result Pressure tank Remark

S 155 bar 
S 160 bar

S 158 bar

S 160 bar
S 160 bar

S 155 bar
S 160 bar
S 155 bar
S 160 bar
S 152 bar
S 160 bar
S 165 bar

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : INERGEN SUB 115KV 

1 661074 S
2 695829 S
3 661185 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

SUB 115KV 140 bar

SUB 115KV 160 bar
SUB 115KV 160 bar



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : INERGEN Server | Support Building

1 14T049198
2 14T050156

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Server Room S 2175 psi 

Inspect result Pressure tank Remark

Server Room S 2175 psi 

FUNCTION TEST INERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFM-200 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   PKL- NEW MAIN EER ROOM. FM 200   FIKE PROTECTION

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : 

TAKACHIHO

AC POWER  227.6  VAC

Charger control panel 27.50  V.dc 

Battery back up  27.49 V.dc  (start using 25/6/20) 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

FM-200 set ไวท้ีѷ mode manual
 test

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :    PKL- NEW MAIN EER. ROOM   FM 200  FIKE PROTECTION

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y Alarm 1 Bell
4 ZONE.2 SMOKE.2 Y Y Alarm 2 Stobe horn
5 ZONE.3 MANUAL Y Y to discharge 
6 ZONE.8 HORN&STOBE Y Y active pre alarm
7 ZONE.9 Solenoid Valve Y Y to discharge 
8 ZONE.4 ABORT.SW Y Y original time

ZONE. 6 Alarm Bell Y Y active first alarm

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to Original time delay 
* Manual release push to discharge gas
* Alarm 1 bell ทํางาน, Alarm 2 stobe horn ทํางาน, Release stobe horn, Stobe light ทํางาน
* Manual stobe horn, stobe light ทํางาน

Khun Songpon, Khun Sonthaya

Test Result

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

TypeLocation Test trouble 
signal FCP Remark

Preventive Maintenance Check Sheet 

Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Fire suppression system

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CCO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

25 October 2022 - 4 November 2022

MCL2 Entry EER. Room / Autopulse 542 R

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark : AC Power 227.8 VAC

Charger control panel 26.99 VDC

Battery back up 26.96 VDC  (Start Using  28/9/20)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Inspection Date :

Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :    

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

25 October 2022 - 4 November 2022

MCL2 Entry EER. Room / Autopulse 542 R

1 1 Heat S
2 2 Heat S
3 3 Manual S
4 5 Pressure Switch S
5 6 Lock Out Valve S
6 NAC 1 Solenoid Valve S
7 NAC 2 Strobe / Horn S First alarm active
8 NAC 3 Alarm Bell S Second alarm active
9 NAC 1 Key SW. S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: * Heat detector cross zone delay time 30 sec to discharge
* Manual release delay times 30 sec to discharge
* Alarm 1 stobe horn ทํางาน, Alarm 2 bell ทํางาน
* Discharge stobe horn, bell ทํางาน

Preventive Maintenance Check Sheet 

item Location Zone.Number

Location of fire alarm control panel :    

REF.Contract NO :
Inspection Date :

Inspector :

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Transformer XFHV-12

Test Result

S
S

S
S

S
S

Test trouble 
signal FCPType

S
S
S

Witness : Khun Songpon, Khun Sonthaya

Remark

Transformer XFHV-12

Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CARBON  DIOXIDE  FIRE EXTINGUISHING  SYSTEMS
Semi-Annual Tests and Maintenance
AREA : Transformer XFHV-12 DATE : 25 October 2022 - 4 November 2022

Num. AREA Cylinder Number % Lost Total 
Year Result

1  Transformer XFHV-12 15K520140 178 lbs 278 lbs 125.78 kg. - kg. 0.4% 10 / 2015 7 Pass

2  Transformer XFHV-12 15K520165 180 lbs 280 lbs 126.76 kg. - kg. 0.13% 10 / 2015 7 Pass

3  Transformer XFHV-12 15K520201 176 lbs 276 lbs 125.10 kg. - kg. 0.1% 10 / 2015 7 Pass

4  Transformer XFHV-12 15K520024 178 lbs 278 lbs 125.80 kg. - kg. 0.9% 10 / 2015 7 Pass

5  Transformer XFHV-12 15K520106 173 lbs 273 lbs 123.60 kg. - kg. 0.2% 10 / 2015 7 Pass

6  Transformer XFHV-12 15K520154 180 lbs 280 lbs 126.26 kg. - kg. 0% 10 / 2015 7 Pass

Takachiho fire, Security & Services (Thailand) Ltd.

Completed  By  : Witnessed By  :

Signature  : Signature  :

Date  : Date  :

x  100 

( - )  =  Lost,  Weight the cylinder lost of more than 10 % need to refill

Remark : Lost of more than 10% requires refilling.       The hydrostatic test for CO2 cylinder is required every 12 years.

Actual Weight  -  Full Weight
Empty Weight  

Empty Weight Full Weight Actual Weight Date of 
Manufacture

FUNCTION TEST CO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NNITROGEN FIRE SUPPRESSION 
SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER  228.3  VAC 

Charger control panel 26.67  VDC  

Battery back up  26.65  VDC ( Replace Battery 23/11/21)

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to discharge 
9 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1 Bell ดังยาว    
* Alarm 2 Bell ดังยาว, stobe/horn ดังเป็นจังหวะ
* Discharge Bell, stobe/horn ดังยาว (OP85)

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Zone.Number TypeLocation

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Preventive Maintenance Check Sheet 

Remark

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 SERVER&COMPUTTER ROOM

Inspector :
Witness :

item

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Selector ทํางานตอน smoke cross zone

**By pass pressure gauge by tank no5,18,27,28,39,75,78,101

Remark : 

TAKACHIHO

Battery back up  26.31 VDC (Replace Battery 23/11/21)

AC POWER  227.5  VAC

Charger control panel 26.32  VDC 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE1 SMOKE Y Y
8 ZONE2 SMOKE Y Y
9 ZONE1 SMOKE Y Y
10 ZONE2 SMOKE Y Y
11 ZONE1 SMOKE Y Y
12 ZONE2 SMOKE Y Y
13 ZONE3 MANUAL Y Y  to discharge 30sec
14 BELL Y Y first alarm
15 HORN&STOBE Y Y second alarm
16 Solenoid Valve Y Y to dischage 
17 ABORT.SW Y Y to reset panel
18 ZONE1 SMOKE Y Y
19 ZONE2 SMOKE Y Y

test function and clean detector  
system is normal
No.5,18,27,28,39,41 pressure gauge was broken
* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน (OP84)

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Location

MCL-2 MAIN EER ROOM

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Remark :

Remark

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

TAKACHIHO

Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

MCL-2 MAIN EER ROOM

Type

Inspection Date :
Inspector :

Witness :

item Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM  EER ROOM ใตด้นิ  NCP NO. 3 SIEMENS CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no. 1,2,3,10,11,15

Remark : 

TAKACHIHO

Battery back up  26.93  VDC ( Replace Battery 23/11/2021)

AC POWER  227.4  VAC

Charger control panel 26.96  VDC 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM   NCP NO. 3 SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subin, Wachira, Somkid, Anuchit, Chalermchai

item

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

RemarkTypeLocation Zone.Number Test Result Test trouble 
signal FCP

 MAIN EER COATING POT ROOM

Preventive Maintenance Check Sheet 

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Khun Songpon, Khun Sonthaya
Inspector :

Witness :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM
 

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2 MAIN EER PREMELT ROOM  NCP NO. 4  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Remark : 

TAKACHIHO

Charger control panel 27.63  VDC 

* Stobe horn อปุกรณ์เสยี 1 ตัว

AC POWER  228.1  VAC

Battery back up  27.60  VDC (Replace Battery 23/11/21)

Y

Y Y

YY

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :  MCL-2  PREMALT ROOM   NCP NO. 4  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 discharge bell ดังยาว
* Alarm 2 stobe/horn ดังเป็นเพา้ท์
* Discharge stobe/horn ดังเร็วถีѷข ึѸน

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

Test Result Test trouble 
signal FCP Remark

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

TypeZone.Number

Inspection Date :
Inspector :

Witness :

item Location

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 MAIN EER PREMELT ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel : MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery back up อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

Y Y

TAKACHIHO

Y

Remark : 

Battery back up  27.28 VDC (Start using 28/9/20)

Y

Y

Charger control panel 27.31  VDC 

AC POWER  228.6  VAC

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :  MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to dischage 
9 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 bell ทํางาน
* Alarm 2 stobe/horn ทํางานยาว
* Discharge bell, stobe/horn ดังยาว

 ENTRY  PLC&COMPUTTER ROOM

TypeZone.NumberLocation

Preventive Maintenance Check Sheet 

Test trouble 
signal FCP Remark

TAKACHIHO

 ENTRY  PLC&COMPUTTER ROOM

Test Result

 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM

 ENTRY  PLC&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 ENTRY  PLC&COMPUTTER ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2 ENTRY MAIN EER  ROOM  NCP NO. 6  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no18,27,28,39,49,75,78,101

* Battery back up อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

Battery back up  27.07  VDC (Replace Battery 28/9/20)

AC POWER  225.3  VAC

Charger control panel 27.08  VDC

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Function test Result

Electrical system

1. Releasing Control Panel Y Y

Inspection Date :
Inspector :

Description  Status

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

25 October 2022 - 4 November 2022

Location of fire alarm control panel :   MCL-2ENTRY MAIN EER.ROOM  NCP NO. 6  SIEMENS  CP-2ER  

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE3 MANUAL Y Y  to discharge 30sec
8 BELL Y Y first alarm
9 HORN&STOBE Y Y second alarm
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW Y Y to reset panel

Selector Y Y

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.

ENTRY MAIN EER. ROOM

TypeZone.NumberLocation

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

Preventive Maintenance Check Sheet 

Test trouble 
signal FCP Remark

TAKACHIHO

ENTRY MAIN EER. ROOM

Test Result

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

ENTRY MAIN EER. ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ENTRY MAIN EER. ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

1 COATING PORT EER ROOM 1573338 S
2 COATING PORT EER ROOM 1573483 S
3 COATING PORT EER ROOM 1573557 S
4 COATING PORT EER ROOM 1573170 S
5 COATING PORT EER ROOM 1573091 S
6 COATING PORT EER ROOM 1573185 S
7 COATING PORT EER ROOM 1573634 S
8 COATING PORT EER ROOM 1573496 S
9 COATING PORT EER ROOM 1573503 S

10 COATING PORT EER ROOM 1573379 S
11 COATING PORT EER ROOM 1573637 S
12 COATING PORT EER ROOM 1571537 S
13 COATING PORT EER ROOM 1573166 S
14 COATING PORT EER ROOM 1573347 S
15 COATING PORT EER ROOM 1573540 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

220 Bar 
220 Bar 

220 Bar 

220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 

220 Bar 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2(PLC&COM Room) 

1 PLC &COM ROOM 1573508 S
2 PLC &COM ROOM 1573673 S
3 PLC &COM ROOM 1573669 S
4 PLC &COM ROOM 1573518 S
5 PLC &COM ROOM 1573604 S
6 PLC &COM ROOM 1573425 S
7 PLC &COM ROOM 1573564 S
8 PLC &COM ROOM 1573568 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

200 Bar 
200 Bar 

200 Bar 
200 Bar 
200 Bar 
200 Bar 
200 Bar 

200 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

1 Main EER ROOM 1559684 S
2 Main EER ROOM 1559786 S
3 Main EER ROOM 1559688 S
4 Main EER ROOM 1559744 S
5 Main EER ROOM 1560120 S
6 Main EER ROOM 1559736 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no.
Inspect result

Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

228 Bar 
220 Bar 

220 Bar 
220 Bar 
220 Bar 

225 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

1 PREMALT  ROOM 1573547 S
2 PREMALT  ROOM 1573604 S
3 PREMALT  ROOM 1573433 S
4 PREMALT  ROOM 1573406 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no.
Inspect result

Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

220 Bar 
225 Bar 

220 Bar 
225 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

1 1573268 S
2 1573249 S
3 1573088 S
4 1559588 S
5 1573348 S
6 1559993 S
7 1560025 S
8 1559959 S
9 1573333 S

10 1573259 S
11 1573145 S
12 1573188 S
13 1573205 S
14 1573087 S
15 1573204 S
16 1573199 S
17 1560141 S
18 1559946 S
19 1560058 S
20 1559915 S
21 1559651 S
22 1573374 S
23 1573355 S
24 1573271 S
25 1573220 S
26 1559934 S
27 1560119 S
28 1573247 S
29 1573331 S
30 1560070 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 240 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 215 bar 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

31 1559711 S
32 1558695 S
33 1559757 S
34 1559701 S
35 1559701 S
36 1559917 S
37 1559699 S
38 1573274 S
39 1573354 S
40 1573312 S
41 1573104 S
42 1573281 S
43 1573657 S
44 1573488 S
45 1573392 S
46 1573379 S
47 1573377 S
48 1573613 S
49 1573441 S
50 1573324 S
51 1559613 S
52 1559941 S
53 1559970 S
54 1573671 S
55 1559830 S
56 1560099 S
57 1559820 S
58 1559977 S
59 1559745 S
60 1560115 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 250 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

61 1573376 S
62 1573597 S
63 1560006 S
64 1559998 S
65 1559856 S
66 1559939 S
67 1573560 S
68 1573350 S
69 1559717 S
70 1559954 S
71 1573269 S
72 1573210 S
73 1573579 S
74 1560056 S
75 1559686 S
76 1573616 S
77 1573377 S
78 1573402 S
79 1573534 S
80 1573617 S
81 1573666 S
82 1560114 S
83 1560146 S
84 1559843 S
85 1560040 S
86 1559857 S
87 1560003 S
88 1559935 S
89 1560029 S
90 1559690 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 195 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

91 1559687 S
92 1559597 S
93 1559713 S
94 1559697 S
95 1560034 S
96 1573039 S
97 1573306 S
98 1560083 S
99 1559800 S

100 1573363 S
101 1573102 S
102 1573332 S
103 1573360 S
104 1560106 S
105 1559983 S
106 1573529 S
107 1573377 S
108 1573495 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

DDELUGE SYSTEM
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Spray Nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no mark " S "
  in block of yes. If not, assure corrections are made and briefly describe under " Remark "

2  Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. Pipes
 and there are no external loads, mark " S " in block of yes. If not, assure corrections are made and
 briefly describe under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes.
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test.  Assure system operates properly and record operation time.

6 Deluge Valve : Internal inspect deluge or preaction valve. Verify that all components operate, properly, 
move freely and in good condition. If so, mark " S " in block of yes. If not, assure valve is repaired  and 
briefly describe un der " Remark "

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is
 repaired and briefly describe under " Remark "

8 Deluge Supervisory Panel and equipments appear operation. Mark " S " in block of yes. If not, assure 
valve is repaired and briefly describe under " Remark "

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes.
 If not, assure valve is repaired and briefly describe under " Remark "

DESCRIPTION OF INSPECTION AND TEST FOR DELUGE SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

AAUTOMATIC SPRINKLER 
SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Sprinkler nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no obstructions,
mark " S " in block of yes. If not, assure corrections are made and briefly describe under " Remark " S

2 Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. pipes and
there are no external loads, mark " S " in block of yes. If not, assure corrections are made and  briefly describe S

 under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes. S
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test at test valve for ensure alarm gong or pressure switch work properly in 
alarm function

6 Alarm Valve: Internal inspect  alarm valve. Verify that all components to proper operate ,move freely and in good S
condition If so, mark " S " in block of yes. If not, assure valve is repaired and briefly describe under "remark"

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is S
repaired and briefly describe under " Remark "

8 Main drain valve: check main drain valve are in close position and no leak

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes. S
 If not, assure valve is repaired and briefly describe under " Remark "

Inspector By: Subin, Wachira, Somkid, Anucha, Anuchit

DESCRIPTION OF INSPECTION AND TEST FOR AUTOMATIC SPRINKLER SYSTEM(WET PIPE)
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM.CELLA  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent quantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.50 vdc.  ( Use since 7/6/22) Clean & check system control

control panel system normal

Inspector :

N/A

Khun Songpon, Khun Sonthaya

Y Y

Y N/A

Y

Description

1. Fire Control Panel 

Y

N/A N/A

Y N/A

N/A

Y N/A

Y N/A

N/A N/A

Y

Y

N/A N/A

N/A N/A

Y Y

Y Y

Y

Y Y

 Status Function test 
Result

Y Y

Remark : 

TAKACHIHO

Witness :

Electrical system

Y Y

Y N/A

Y

N/A N/A

SC1000142

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#1  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.34  vdc. ( Use since 7/6/22) Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Y N/A

Y N/A

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#2  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.25 vdc. ( Use since 7/6/22)Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A Y

Y Y

Y N/A

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#3  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.18  vdc ( Use since 7/6/22 ) Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.18 vdc ( Use since 7/6/22)  Clean & check system control

control panel system normal

N/A

Y N/A

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

1 ZONE1 SMOKE DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 SMOKE DETECTOR N/A N/A
3 ZONE1 SMOKE DETECTOR N/A N/A
4 ZONE2 SMOKE DETECTOR N/A N/A
5 ZONE1 SMOKE DETECTOR N/A N/A
6 ZONE2 SMOKE DETECTOR N/A N/A
7 ZONE1 SMOKE DETECTOR N/A N/A
8 ZONE2 SMOKE DETECTOR N/A N/A
9 ZONE1 SMOKE DETECTOR N/A N/A
10 ZONE2 SMOKE DETECTOR N/A N/A
11 ZONE1 SMOKE DETECTOR N/A N/A
12 ZONE2 SMOKE DETECTOR N/A N/A
13 ZONE1 SMOKE DETECTOR N/A N/A
14 ZONE2 SMOKE DETECTOR N/A N/A
15 MANUAL N/A N/A to discharge 
16 BELL N/A N/A first alarm
17 HORN&STOBE N/A N/A second alarm
18 Solenoid Valve N/A N/A to discharge 

didn't perform function test on detector as it was production area

MCL-1   main cabel cella

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

MCL-1   main cabel cella

Test trouble 
signal FCP

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

Type

MCL-1   main cabel cella

Remark :

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Remark

Inspection Date :
SC1000142

Inspector :
Witness :

Zone.Numberitem Location Test Result

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 25.87 vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

N/A

Y Y

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM   POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 MANUAL 2 N/A N/A 30 sec to discharge 
7 BELL N/A N/A first alarm
8 HORN&STOBE N/A N/A second alarm
9 Solenoid Valve N/A N/A to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

* ปุ่ ม reset ทีѷตู ้fire release เริѷมเสืѷอมสภาพ (reset ยาก)

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CPL-LOWER ROOM

Test Result Test trouble 
signal FCP Remark

CPL-LOWER ROOM

Type

Inspector :

CPL-LOWER ROOM

Witness :

item Location Zone.Number

CPL-LOWER ROOM

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.73  vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

Y Y

Remark : 

N/A N/A

N/A N/A

Y Y

Y Y

N/A N/A

N/A N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Fire Control Panel 

Y Y

Witness :

Description  Status Function test 
Result

Khun Songpon, Khun Sonthaya

TAKACHIHO

Electrical system

Y Y

Y Y

Y Y

Y Y

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

SC1000142
Client :

REF.Contract NO :
Inspection Date :

Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

25 October 2022 - 4 November 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 BELL N/A N/A first alarm
7 HORN&STOBE N/A N/A second alarm
8 Solenoid Valve N/A N/A to discharge 
9 MANUAL 2 N/A N/A 30 sec to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

Khun Songpon, Khun Sonthaya

SC1000142

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

Remark :

Witness :

Test Result Test trouble 
signal FCP Remarkitem Location Zone.Number Type

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.

NS BLUE SCOPE STEEL (THAILAND) LTD.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

CPL.PAINT STORE UPPER RM.

REF.Contract NO :
Inspection Date :

Inspector :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE PUMP

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 21246806
RATING SPEED RPM.
PUMP BRAND MODEL MEGA-2000 SERIAL N      
FLOW RATE SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE 120 SPEED RPM.

POWER CONTROL MODEL SERIAL No. 325-102007
ELECTRICAL SYSTEM 220 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 54 0C 1 VISUAL CHECKED Normal

2 Normal 2 45/45 0C

3 Normal 3 DISCHARGE PRESSURE 125

4 OIL PRESSURE 65 psi 4 SUCTION PRESSURE 0 Psi

5 27.1,27.0 5 NOISE Normal

6 1.5,0.5 6 COUPLING Normal

7 SPEED RUNNING 2710 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 1694.7 1695.0 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 4 / 4 OR 100% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal

14 CLEANED Normal

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 28.0,28.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 1.5/0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 90 Psi

RECOMMENDATION Check condition of pump and cleaning
Function test pump manual / auto running time in 30 mins.

The function system working properly
* เปลีѷยน spare part (5/6/65)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12V / 50 Ah) แบตเสืѷอมสภาพ (Battery no.2)

Takachiho Fire, Security & Services (Thailand) Limited

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM  NO.1

ENGINE BRAND CUMMINS 4BT39
- 2900

KSB AJAX PUMP
750 GPM

CONTROL PANEL BRAND PC 1000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

CHECKED FOR CORROSION

Subin, Wachira, Somkid, Anuchit, Chalermchai

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY



PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 8061SR1400D
RATING SPEED RPM.
PUMP BRAND MODEL CPR 150-300 TAN SERIAL No. 264183-05
FLOW RATE SUCTION DIA. 8" DISCHARGE DIA. 8"
DESIGN PRESSURE 120 SPEED RPM.

Diesel Engine MODEL SERIAL No. SIN519112021
ELECTRICAL SYSTEM 230 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 89 0C 1 VISUAL CHECKED Normal

2 Normal 2 54/58 0C

3 Normal 3 DISCHARGE PRESSURE 125 Psi

4 OIL PRESSURE 4.2 bar 4 SUCTION PRESSURE N/A

5 13.8 , 13.8 5 NOISE Normal

6 2.0,0.5 6 COUPLING Normal

7 SPEED RUNNING 2850 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 91.3 91.3 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 90% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal 13

14 CLEANED Normal 14

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 14.0,14.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 2.0,0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 75 Psi

RECOMMENDATION *  Fire pump in 30 minutes  
*  เปลีѷยน spare part (3/6/64)
*  Battery start using 30/8/22
*  ขณะเครืѷองยนตทํ์างานอณุหภมูคิวามรอ้นสงูผดิปกต ิ(จากระยะเวลา 25 นาท)ี ควรตรวจเช็คระบบระบายความรอ้น
ของเครืѷองยนต์

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM NO.2

ENGINE BRAND IVECO 966819
- -

IDEAL
1500 GPM

-
CONTROL PANEL BRAND PC-1000

NEG

CHECKED FOR CORROSION

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. C50132-1T
RATING SPEED RPM.
ELECTRICAL SYSTEM  380 VAC VOLTS. 50 Hz. 150 AMP.
PUMP BRAND MODEL B42670012P19820 SERIAL No. 9603128
FLOW RATE HAED SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE SPEED RPM.

POWER CONTROL  MODEL SERIAL No. 085-102007
ELECTRICAL SYSTEM 380 VAC VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 31/30 oC 2 31/32 oC

3 VOLTS  383,383,385 3 DISCHARGE PRESSURE 115 Psi

4 AMP. 178,179,177 4 SUCTION PRESSURE 0 Psi

5 SPEED RUNNING (RPM.) 2980 RPM 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 100 Psi

RECOMMENDATION Test auto run electric pump  10 Min
Cleaned to motor pump and check magnatic terminal

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR FIRE PUMP SYSTEM

MOTOR BRAND TECO ELECT & MACH EEB-UC002
2955

KSB PUMP

CONTROL PANEL BRAND FC 3000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

BEARING TEMPERATURE    BEARING TEMPERATURE

Subin, Wachira, Somkid, Anuchit, Chalermchai

VISUAL CHECK CONTROL SIGNAL TESTED
CLEANED MAGNATIC CONTACTOR
CHECKED POWER SUPPLY CHECKED FOR CORROSION

Takachiho Fire, Security & Services (Thailand) Limited

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 85815313
RATING SPEED RPM.
ELECTRICAL SYSTEM 380-415 VOLTS. 50 Hz. 8 AMP.
PUMP BRAND MODEL B42670012 P19820 SERIAL No. 9603217
FLOW RATE 9.5 M3/H SUCTION DIA. 1 1/2" DISCHARGE DIA. 1 1/2"
DESIGN PRESSURE 99.9 M SPEED RPM.

POWER CONTROL   MMODEL SERIAL No. 058-102008
ELECTRICAL SYSTEM 380-415 VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 31/30 0C 2 27 0C

3 VOLTS 394,394,396 3 DISCHARGE PRESSURE 130

4 AMP 7.6,7.7,7.8 4 SUCTION PRESSURE N/A

5 SPEED RUNNING (RPM.) 2640 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 115 Psi

CUT OFF 170 Psi

RECOMMENDATION Cleaned to motor pump and check magnatic terminal
Function tes pump Auto/Manual normal
* Flexible ( Suction) 2" deteriorated
* Cover ป้องกนัใบพัดระบายความรอ้น Jockey pump แตกชํารุด

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

5.5 HP 2900

CHECKED POWER SUPPLY

VISUAL CHECK CONTROL SIGNAL TESTED

NEG

CLEANED
CHECKED FOR CORROSION
MAGNATIC CONTACTOR

GRUNFOS

2900

BEARING TEMPERATURE BEARING TEMPERATURE

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR JOCKEY PUMP SYSTEM

MOTOR BRAND GRUNFOS TMG.112MB2-MB2-28FT130 C'

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th
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Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

1 Co2 IMPACT WARE HOUSE OP.11            S S S 12.40 12.70 0% Jun-09 13

2 Co2 IMPACT Worke shop OP.12                  S S S 12.40 13.20 0% 01/2018 1

3 Co2 IMPACT Worke shop OP.08                  S S S 12.40 13.00 0% 31/08/2554 11

4 Co2 IMPACT New Store S S S 13.20 13.10 0% Nov-06 16

5 Co2 IMPACT Chemical Store S S S 12.60 13.00 0% Nov-06 16

6 Co2 IMPACT Wwtp.offic S S S 13.00 13.30 0% Nov-06 16

7 Co2 IMPACT ACM ( Inside) S S S 12.57 13.10 0% 11/2006 16

8 Co2 IMPACT PKL .OP.09 S S S 13.90 14.70 0% 31/08/2554 11

9 Co2 IMPACT PKL.ENTRY PULPIT S S S 12.00 13.00 0% 08/2011 11

10 Co2 IMPACT PKL .OP.05 S S S 13.40 14.20 0% 22-Jun 3
Replace 
cylinder

11 Co2 IMPACT PKL .A12 (TNAK FARM) S S S 12.75 12.80 0% 02/04/2010 12

12 Co2 IMPACT PKL  06/.OP.04 S S S 12.57 12.96 0% 24/04/2020 2

13 Co2 IMPACT PKL  04/.EER ROOM S S S 12.70 12.80 0% 14/03/2018 4

14 Co2 IMPACT PKL .EER ROOM S S S 12.50 13.10 0% 31/05/2554 11

15 Co2 IMPACT PKL .EER ROOM S S S 12.60 13.00 0% 31/05/2554 11

16 Co2 IMPACT PKL 03/EER ROOM S S S 12.80 13.20 0% 04/10/2552 13

17 Co2 IMPACT PKL  EXIT DOOR S S S 12.50 13.30 0% 02/2017 5

18 Co2 IMPACT PKL  05/.OP.03 S S S 12.25 13.00 0% 05/05/2016 6

19 Co2 IMPACT CRM OP.01 S S S 16.8 16.90 0% 22/06/2019 3
Replace 
cylinder

20 Co2 IMPACT CRM RS01 S S S 12.52 13.60 0% 07/2008 14

21 Co2 IMPACT CRM RS02 S S S 12.57 12.80 0% 31/08/2554 11

22 Co2 IMPACT CRM EXIT DOOR OP 65 S S S 12.50 13.50 0% 11-Aug 11 ป้ายชํารุด

23 Co2 IMPACT CRM 25 (mill pul pit room) S S S 14.05 15.00 0% 21/2012 10

24 Co2 IMPACT CRM 15 S S S 13.25 13.00 0% 21/2012 10

25 Co2 IMPACT CELA (under ground) S S S 21.50 22.20 0% - -

26 Co2 IMPACT CELA (under ground) S S S 12.80 13.10 7.9% 04/2020 2

27 Co2 IMPACT CELA (under ground) S S S 12.80 13.10 7.9% 04/2020 2

28 Co2 IMPACT CELA (under ground) S S S 12.80 13.10 6.9% 04/2020 2

29 Co2 IMPACT CRM.14 S S S 12.70 12.90 0% Dec-06 16

30 Co2 IMPACT CRM OP/20 S S S 12.50 13.50 0% 21/2012 10
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal Wire 
is intact Physical

STD 
Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstruct

Subin, Wachira, Somkid, Anuchit, Chalermchai

NS BLUE SCOPE STEEL THAILAND

Total 
Year

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

31 Co2 IMPACT CRM milling los S S S N/A 13.20 0% 08/2011 11

32 Co2 IMPACT CRM OP/21 S S S 12.50 13.20 0% 08/2011 11

33 Co2 IMPACT CRM OP/22 S S S 12.50 13.00 0% 31/05/2554 11

34 Co2 IMPACT EER.ROOM (LOWER) S S S 12.50 13.00 0% 31/05/2554 11

35 Co2 IMPACT EER.ROOM OP/27 S S S 20.50 20.50 0% 31/05/2554 11

36 Co2 IMPACT CRM OP/29 S S S 12.70 14.90 0% 05/05/2553 12

37 Co2 IMPACT CRM 13 (DELIVERY) S S S 12.70 13.00 0% Nov-11 11

38 Co2 IMPACT CRM OFFIC (COMPUTTER ROOM) S S S 12.60 12.90 0% 31/05/2554 11

39 Co2 IMPACT CRM OFFIC (COMPUTTER ROOM) S S S 12.60 12.40 0% 08/2011 11

40 Co2 IMPACT CRM EER.ROOM S S S 22.60 23.90 0% Mar-97 25

41 Co2 IMPACT CRM EER.ROOM S S S 16.10 16.77 0% Mar-97 25

42 Co2 IMPACT CRM EER.ROOM op/24 S S S 22.60 23.90 0% - -

43 Co2 CENTURY CRM OP/25  EER Room S S S 13.02 13.00 0% 05/05/2559 6

44 Co2 IMPACT CRM UPPER EER Room S S S 12.40 13.40 0% 08/2011 11

45 Co2 IMPACT CRM 04 V.48 S S S 12.50 13.00 0% 05/05/2553 12

46 Co2 IMPACT CRM OP/64 S S S 12.70 13.20 0% Dec-12 10

47 Co2 IMPACT CRM OP/63 S S S 12.50 13.44 0% Aug-11 11

48 Co2 IMPACT CRM OPERATION BLDG. S S S 16.50 19.70 0% - -

49 Co2 IMPACT OPERATION BLDG S S S 16.50 19.70 0% - -

50 Co2 IMPACT SUPPORT .BLDG(SERVER) S S S 12.50 13.10 0% Nov-06 16

51 Co2 SANTO ADMIN S S S 12.70 13.70 0% May-54 11

52 Co2 IMPACT ADMIN (Entry door) S S S 12.50 16.40 0% Jan-11 11

53 Co2 IMPACT ADMIN (Entry door) S S S 12.30 13.10 0% Jan-11 11

54 Co2 SANTO ADMIN S S S 12.50 13.70 0% Jan-11 11

55 Co2 IMPACT ADMIN S S S 12.50 12.50 0% Jan-11 11

56 Co2 IMPACT ADMIN EXIT DOOR S S S 12.10 13.70 0% Jan-11 11

57 Co2 IMPACT ADMIN EXIT DOOR S S S 12.50 13.30 0% Jan-11 11

58 Co2 IMPACT MCL-1 PPE  REQUIRCD S S S 13.32 15.10 0% Aug-11 11

59 Co2 IMPACT MCL-1 PPE  OP56 S S S 12.30 13.40 0% Jun-11 11

60 Co2 IMPACT MCL-1 FORM 1R S S S 14.71 14.70 0% Sep-15 7

% Lost 
Weight

Date of 
Manufacture

Subin, Wachira, Somkid, Anuchit, Chalermchai

NS BLUE SCOPE STEEL THAILAND

remarkActual Gross 
Weight (Kg)

Total 
Year

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Item Type 
CO2 (Kg) Brand

Hose and 
Nozzle is 

Unobstructed

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

61 Co2 IMPACT MCL-1 OP/61 S S S 12.5 13.10 0% Dec-06 16

62 Co2 IMPACT MCL-1 OP/60 S S S 12.67 12.80 0% Dec-06 16

63 Co2 IMPACT MCL-1 OP/57 S S S 12.57 13.00 0% Dec-06 16

64 Co2 IMPACT MCL-1  CRM 13 S S S 14.25 14.30 0% 05/02/2552 13

65 Co2 IMPACT MCL-1 K 46 S S S 12.60 13.32 0% Aug-11 11

66 Co2 IMPACT MCL-1 OP/56 S S S 12.82 13.10 0% Aug-11 11

67 Dry IMPACT MCL-1 WORKE SHOP S S S N/A 195 PSI N/A - -

68 Co2 IMPACT MCL-1 CONTROL ROOM S S S 13.25 13.40 0% 02/05/2552 13

69 Co2 IMPACT MCL-1  K-33 S S S 12.60 13.50 0% Aug-11 11

70 Co2 IMPACT MCL-1 OP/49 S S S 12.60 12.90 0% Nov-11 11

71 Co2 IMPACT MCL-1 EER. ROOM S S S 14.47 14.30 1.0% Mar-17 5

72 Co2 CENTURY MCL-1 ERR.ROOM S S S 12.10 14.30 0% Aug-11 11

73 Co2 IMPACT MCL-1 ZAL ERR.ROOM S S S 13.80 14.40 0% 04/10/2552 13

74 Co2 IMPACT MCL-1 ZAL OP/52  EER S S S 12.50 13.20 0% Aug-11 11

75 Co2 IMPACT MCL-1  ZAL ERR. ROOM S S S 12.50 13.50 0% Nov-11 11

76 Co2 IMPACT MCL-1 ZAL COMPUTER ROOM S S S 12.50 13.50 0% Nov-11 11

77 Co2 IMPACT MCL-1 K2-25 S S S 14.40 14.50 0% 05/05/2559 6

78 Co2 IMPACT CPL-1 OP46 S S S 12.60 13.00 0% 03/10/2552 13

79 Co2 IMPACT CPL -1 LINE PACKING K2 S S S 12.50 13.40 0% 05/05/2559 6

80 Co2 IMPACT CPL -1 LINE PACKING S S S 14.50 14.50 0% 20/03/2552 13

81 Co2 IMPACT CPL -1 LINE PACKING S S S 12.60 12.70 0% 25/02/2552 13

82 Co2 IMPACT CPL -1 OP/44 S S S 12.30 13.70 0% 08/09/2556 9

83 Co2 IMPACT CPL -1 CPL OVCN UPPER ROOM S S S 12.50 13.40 0% Aug-54 11

84 Co2 IMPACT CPL -1 OP/43 S S S 12.70 13.80 0% - -

85 Co2 IMPACT CPL -1 CPL/04 S S S 16.50 18.10 0% - -

86 Co2 CENTURY CPL -1  LINE PACKING N1-02 S S S 13.00 13.40 0% May-16 6

87 Co2 IMPACT CPL -1  LINE PACKING N2 S S S 12.30 12.90 0% 31/05/2554 11

88 Co2 IMPACT CLP -1  LINE PACKING S S S 12.60 13.30 0% 31/5/2552 13

89 Co2 IMPACT MCL-1 ZAL   N-45 S S S 12.80 13.20 0% 04/10/2557 8

90 Co2 IMPACT MCL-1 ZAL S S S 12.90 13.40 0% 31/05/2562 3
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Brand

Hose and 
Nozzle is 

Unobstructed

Subin, Wachira, Somkid, Anuchit, Chalermchai

Type 
CO2 (Kg)

NS BLUE SCOPE STEEL THAILAND

Total 
Year



Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

91 Co2 IMPACT MCL-1 ZAL S S S 12.40 14.20 0% 17/06/2019 3
Replace 
cylinder

92 Co2 IMPACT MCL-1 ZAL S S S 16.50 17.00 0% 31/05/2554 11

93 Co2 IMPACT MCL-1 ZAL S S S 12.50 13.30 0% 31/05/2554 11

94 Co2 IMPACT MCL-1 PORT F#1R S S S 12.60 13.47 0% - -

95 Co2 IMPACT MCL-1 PORT F#2R S S S 12.17 13.40 0% Dec-06 16

96 Co2 IMPACT MCL-1 PORT F#3R S S S 12.50 13.00 0% Dec-06 16 ไมม่ป้ีาย

97 Co2 IMPACT MCL-1 ACCEMMUTATOR F#3 S S S 12.72 13.00 0% Dec-06 16

98 Co2 IMPACT MCL-1 PORT F#4 S S S 12.50 14.00 0% Dec-06 16

99 Co2 IMPACT MCL-1 PORT F#5 S S S 12.50 13.10 0% Dec-06 16

100 Co2 IMPACT MCL-1 PORT F#6 S S S 12.50 13.40 0% Dec-06 16

101 Co2 IMPACT MCL-1 COATER F#1M.1 S S S 12.80 13.50 0% 31/05/2554 11

102 Co2 IMPACT MCL-1 COATER F#2M1 S S S 13.40 13.40 0% 07/2019 3

103 Co2 IMPACT MCL-1 COATER F#2 S S S 13.10 13.10 4.9% 07/2019 3

104 Co2 IMPACT MCL-1 COATER F#3 S S S 13.20 13.20 0% 07/2019 3

105 Co2 IMPACT MCL-1 COATER F#3M1 S S S 13.50 13.10 0% 07/2019 3

106 Co2 IMPACT MCL-1 COATER F#4M1 S S S 14.80 14.80 0% 07/2019 3

107 Co2 IMPACT MCL-1 COATER F#4 S S S 13.90 13.40 0% - -

108 Co2 IMPACT MCL-1 COATER F#5 S S S 14.80 14.80 0% 07/2019 3

109 Co2 IMPACT MCL-1 COATER F#6M1 S S S 13.50 13.50 0% - -

110 Co2 IMPACT CPL-1 OVEN (UPPER) S S S 12.70 13.20 0% Dec-06 16

111 Co2 IMPACT CPL-1 COATTER 2 S S S 12.70 13.20 0% Dec-06 16

112 Co2 IMPACT CPL-1 OVEN (CPL) S S S 12.70 13.10 0% 31/08/2554 11

113 Co2 IMPACT CPL-1 CORTTER 1(CPL) S S S 14.40 15.00 0% 31/08/2554 11

114 Co2 IMPACT CPL-PAINT STORE S S S 12.50 12.82 0% Dec-06 16

115 Co2 IMPACT MCL-2 MEETING ROOM S S S 12.60 13.00 0% Nov-06 16

116 Co2 IMPACT MCL-2 LAB S S S 13.10 13.00 0% 04/06/2561 4

117 Co2 IMPACT MCL-2 P 37 S S S 12.20 13.50 0% Jun-11 11

118 Co2 Sonjuty MCL-2 EXIT PULPIT S S S 14.00 14.50 0% 10/2021 1

119 Co2 IMPACT MCL-2 LINE PACKING S S S 12.80 13.30 0% 31/08/2554 11

120 Co2 IMPACT MCL-2 LINE PACKING S S S 15.20 15.20 0% Nov-04 18
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstructed

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anuchit, Chalermchai

Total 
Year

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

121 Co2 IMPACT MCL-2 LINE PACKING S S S 12.90 13.10 0% 31/08/2554 11

122 Co2 IMPACT MCL-2 LINE PACKING OP89 S S S 13.80 14.40 0% Nov-04 18

123 Co2 IMPACT MCL-2 LINE PACKING S S S 13.80 14.30 0% Nov-04 18

124 Co2 IMPACT MCL-2 OP/86 LINE PACKING S S S 12.37 12.70 0% 31/05/2554 11

125 Co2 - MCL-2 T1/23 S S S 12.80 13.30 0% 17/06/2019 22

126 Co2 IMPACT MCL-2 MAIN EER ROOM 1 S S S 13.80 14.30 0% 21/01/2551 14

127 Co2 IMPACT MCL-2 MAIN EER ROOM 5 S S S 14.10 14.50 0% Nov-04 18

128 Co2 IMPACT MCL-2 MAIN EER ROOM 4 S S S 14.10 14.50 0% Nov-04 18

129 Co2 IMPACT MCL-2 MAIN EER ROOM 3 S S S 14.10 14.10 0% Nov-04 18

130 Co2 IMPACT MCL-2 MAIN EER ROOM 2 S S S 14.10 14.40 0% Nov-04 18

131 Co2 IMPACT MCL-2 OP/79 S S S 12.00 12.20 0% 12/2006 6

132 Co2 CENTURY MCL-2 OP/81 S S S 12.50 13.10 0% 08/2011 11

133 Co2 IMPACT MCL-2 OP/80 S S S 12.50 13.40 0% 31/05/2554 11

134 Co2 IMPACT MCL-2 OP/75 S S S S 15.20 0% 09/2021 1
อยูไ่มต่รงจดุเปลีѷยน

ถัง 4/11/21

135 Co2 IMPACT MCL-2 PREMET ROOM S S S 16.00 12.90 0% 05/05/2553 12

136 Co2 IMPACT MCL-2 T1/37 S S S 13.90 14.40 0% 20/08/2554 11

137 Co2 IMPACT MCL-2 ENTRY EER ROOM 1 S S S 14.20 14.70 0% Nov-04 18

138 Co2 IMPACT MCL-2 ENTRY EER ROOM 2 S S S 13.80 14.30 0% Nov-04 18

139 Co2 IMPACT MCL-2 ENTRY EER ROOM 3 S S S 14.10 14.60 0% Nov-04 18

140 Co2 IMPACT MCL-2 T1A/43A S S S 13.05 13.10 0% 05/05/2559 6

141 Co2 centrury MCL-2 XFHV-5 (OUT SIZE) S S S 13.20 13.50 0% 10/04/2552 13

142 Co2 IMPACT MCL-2 XFHV-4 (OUT SIZE) S S S 12.72 13.20 0% Jun-11 11

143 Co2 IMPACT MCL-2 XFHV-1 (OUT SIZE) S S S 12.67 13.20 0% Jun-11 11

144 Co2 IMPACT MCL-2 GENERATOR S S S 14.22 14.60 0% 08/03/2564 1
Replace 
cylinder

145 Co2 IMPACT MCL-2 FORNACER  FLOOR 1 S S S 12.70 13.30 0% - -

146 Co2 IMPACT MCL-2 FORNACER  FLOOR 2 S S S 12.70 14.70 0% - -

147 Co2 IMPACT MCL-2 FORNACER  FLOOR 3 S S S 12.70 14.70 0% Jan-05 17

148 Co2 IMPACT MCL-2 FORNACER  FLOOR 4 S S S 14.10 14.60 0% 10/2021 1

149 Co2 IMPACT MCL-2 FORNACER  FLOOR 5 S S S 13.00 13.30 0% - -

150 Co2 IMPACT MCL-2 FORNACER  FLOOR 6 S S S 14.70 16.70 0% - -
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstructed

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anuchit, Chalermchai

Total 
Year

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

151 Co2 IMPACT MCL-2 FORNACER  FLOOR 7 S S S 14.10 14.70 0% Jan-05 17

152 Co2 IMPACT MCL-2 COATTER  FLOOR 3 S S S 12.25 13.10 0% 31/08/2554 11

153 Co2 IMPACT MCL-2 COATTER  FLOOR 3/2 S S S 12.80 13.30 0% Dec-08 14

154 Co2 IMPACT MCL-2 COATTER  FLOOR 4 S S S 14.10 14.60 0% Mar-05 17

155 Co2 IMPACT MCL-2 WET ROLLING S S S 14.10 14.70 0% Jan-05 17

156 Co2 IMPACT MCL-2 COATTING POT EER ROOM S S S 14.10 14.60 0% - -

157 Co2 IMPACT MCL-2 COATTING POT EER ROOM S S S 14.10 14.40 0% - -

158 Co2 IMPACT MCL-2 UNDER GROUND FLOOR S S S 14.10 13.60 3.5% 2011 11

159 Co2 IMPACT MCL-2 GASS STATION S S S 12.50 13.20 0% Aug-11 11
เปลีѷยนสาย 

4/8/22

160 Co2 IMPACT MCL-2 GASS STATION S S S 12.50 13.20 0% Aug-11 11

161 Co2 IMPACT Maintenance Room MCL1 S S S 12.80 13.30 0% Aug-06 16

162 Co2 IMPACT MCL-1 PUMP COLING TOWER S S S 12.70 13.50 0% Jul-08 14

163 Co2 IMPACT MCL-1 PUMP COLING TOWER S S S 14.23 15.10 0% Mar-05 17

164 Co2 IMPACT WATER TANK S S S 12.72 13.30 0% Jul-08 14

165 Co2 IMPACT MCL-2 DISP OFFIC S S S 12.77 13.50 0% Jul-08 14

166 Co2 IMPACT CRM MINILOS S S S 13.50 14.50 0% Aug-11 11

167 Co2 IMPACT MCL-2 GENERATOR ROOM S S S 14.00 14.50 0% 18/03/2564 1

168 Co2 IMPACT CPL-HAZARDOUS WASTE STORE S S S 14.10 14.60 0% Jan-05 17

169 Co2 IMPACT MCL-1 PORT F#7 S S S 12.57 13.00 0% Dec-06 16

170 Co2 IMPACT MCL1 ACCEMMUTTOR F#2 S S S 12.57 12.80 0% Dec-06 16

171 Co2 IMPACT MCL1 ACCEMMUTTOR F#1 S S S 12.57 12.80 0% Dec-08 14

172 Co2 IMPACT MCL-2 COOLING TOWER S S S 14.30 13.20 0% 04/2020 2

173 Co2 IMPACT CPL  tranformer xfhv-05 S S S 12.04 12.60 0% May-11 11

174 Co2 IMPACT Passge Way of ACM FHV 24 S S S 12.60 13.00 0% May-11 11

175 Co2 IMPACT Gamling Bldg N/A N/A N/A N/A N/A - - - Cancel

176 Co2 IMPACT MCL 1 OP56 N/A N/A N/A N/A N/A - - - Cancel

177 Co2 IMPACT MCL 1 OP59 N/A N/A N/A N/A N/A - - - ไมม่อีปุกรณ์

178 Co2 IMPACT MCL 1-PORT F#1R S S S - 15.40 - - -

179 Co2 IMPACT Blue Scope Training Center N/A N/A N/A N/A N/A - - - ไมม่อีปุกรณ์

180 Co2 IMPACT Training Center S S S 12.10 14.70 0% Jan-05 17
S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark% Lost 
Weight

Date of 
Manufacture

Seal 
Wire is 
intact

Physical
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)Item Type 

CO2 (Kg) Brand
Hose and 
Nozzle is 

Unobstructed

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anuchit, Chalermchai

Total 
Year

Takachiho Fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CO2 Portable Fire Extinguisher
Client :

REF. Contract NO : SC1000142
Inspection Date : 25 October 2022 - 4 November 2022

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location

Building Area

181 Co2 IMPACT Training Center S S S 12.10 13.40 0% Jun-11 11

182 Co2 IMPACT MCL-2  FI 3' S S S 13.50 14.70 0% Mar-05 17

183 Co2 IMPACT MCL-2  FI 4' S S S 13.50 13.10 0% Mar-05 17

184 Co2 IMPACT MCL-2  FI 5' S S S 13.50 14.70 0% Mar-05 17

185 Co2 IMPACT MCL-1 OP49 S S S 12.70 13.10 0% 31/08/2554 11

186 Co2 IMPACT MCL-1 N38 S S S 12.10 17.10 0% Aug-54 11

187 Co2 IMPACT MCL-1 ZAL S S S 12.70 13.20 0% 31/8/2554 11

188 Co2 IMPACT PKL OP/15 S S S 13.70 13.90 0% 05/05/2553 12

189 Co2 IMPACT PKL OP/07 Workshop S S S 12.70 14.00 0% 3/2005 17

190 Co2 IMPACT Equipment Storage warehouse S S S 12.60 13.34 0% - -

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Item Type 
CO2 (Kg)

Hose and 
Nozzle is 

Unobstructed
PhysicalBrand

Seal 
Wire is 
intact

NS BLUE SCOPE STEEL THAILAND

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark
STD 

Cylinder 
Weight 

Actual Gross 
Weight (Kg)

% Lost 
Weight

Date of 
Manufacture

Total 
Year



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

For this project, our company will follow inspection and maintenance procedures of fire 

alarm system and fire fighting system by referring to these standards as detail below. 

• NFPA 10 – Standard For Portable Fire Extinguishers

• NFPA 11 – Standard For Foam Extinguishers, Low Expansion

• NFPA 12 – Standard On Carbon Dioxide Extinguishers systems

• NFPA 13 – Standard For The Installation of Sprinkler systems

• NFPA 14 – Standard For Installation of Stand Pipe and Hose Systems

• NFPA 15 – Standard For Water Spray Fixed Systems For Fire Protection

• NFPA 20 – Standard For Installation of Centrifugal Fire Pumps

• NFPA 25 – Standard For The Inspection, Testing, and Maintenance of Water-Based

                       Fire Protection System

• NFPA 30 – Flammable and Combustible Liquids Code

• NFPA 70 – National Electrical Code

• NFPA 72 – National Fire Alarm Code

Standard Reference

 

 

 

 

 

 

 

 

NS BLUE SCOPE STEEL (THAILAND) LTD. 

Preventive Maintenance for Fire Protection System 

 

On November 2022 

 

 

 

 

 

 

 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

Customer : NS Blue Scope Steel Thailand Report Date : November 2022

 

Inspector By : 1. Subin Karnna Service Leader

2. Wachira Chaiyapan Technician Service

3. Somkhid Khamlai Technician Service

4. Anuchit Phoomee Technician Service

5. Chalermchai Sameerai Technician Service

Takachiho Fire, Security & Services (Thailand) Ltd.

Mr. Chalermchai Soontornpanaves

Fire Service Manager

INSPECTION, TEST AND PREVENTIVE MAINTENANCE
FOR

Fire Protection and fire Detection System

Reported By
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE ALARM SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

PKL ,W/S,W/H, BLDG   SFIP-01  SIMPLEX 4100 ES [NODE 1]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    228.0  VAC

Charger control panel    27.01  VDC

Battery back up   27.00  VDC ( start  24/9/22 ) 12V 18Ah

Inspector :

Y

Y

1. Fire Alarm Control Panel 

ResultDescription

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Witness :

Y

Y

Y

Y

SC1000142
Inspection Date :

Remark : 

Y

Y

Y

Location of fire alarm control panel : 

 

Y

Y

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet (Monthly/Quarterly)

REF.Contract NO :

Y

Y

Y

Fire Detection and Alarm System

Subject : 

CONTROL PANEL FIRE ALARM1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

PKL,W/S,W/H, BLDG  SFIP-01  SIMPLEX 4100 ES [NODE 1]

1 M1-32 MANUAL Y Y
2 M1-34 MANUAL Y Y
3 M1-59 SMOKE Y Y
4 M1-29 MANUAL Y Y
5 M1-21 MANUAL Y Y
6 M1-17 MANUAL Y Y
7 M1-37 MANUAL Y Y
8 M1-39 MANUAL Y Y
9 M1-43 MANUAL Y Y
10 M1-47 MANUAL Y Y
11 M1-54  MANUAL Y Y
12 M1-61 SMOKE Y Y
13 M1-60 SMOKE Y Y
14 M1-63 SMOKE Y Y
15 M1-64 SMOKE Y Y
16 M1-24 MANUAL Y Y
17 M1-6 MANUAL Y Y
18 M1-1 MANUAL Y Y
19 M1-15 MANUAL Y Y
20 M1-15 MANUAL Y Y
21 M1-11 IAM-signal alarm Y Y
22 M1-12 IAM-signal alarm Y Y
23 M1-26 MANUAL Y Y
24 M1-57 SMOKE Y Y
25 M1-57 SMOKE Y Y
26 M1-57 SMOKE Y Y
27 M1-58 MANUAL Y Y
28 M1-58 MANUAL Y Y
29 M1-58 MANUAL Y Y
30 M1-62 SMOKE Y Y

Remark:

Khun Songpon, Khun Sonthaya

PKL-mac-console o-s1

RemarkLocation Inspection 
ResultType Test Result

PKL  mac 03 op/17
Ware house op/08

PKL-mac-3
PKL-op/5

Ware house room-b

Ware house op/09
Worke shop tool room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Witness :

Inspection Date :

Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Fire Detection and Alarm System

SC1000142

Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Worke shop op/12
PKL op/16  Silen grid

item LOOP/ 
Zone.Number

Location of fire alarm control panel : 

Ware house

PKL eer room (signal fm 200)

PKL-op/15

PKL-op/4
PKL acid tank sm-1

PKL Tunnel south(ใตด้นิ)

PKL Tunnel south(ใตด้นิ)

Work shop trainning room
Worke shop office room

PKL-eer room

Ware house room-a

PKL eer room (signal inergen)

PKL Tunnel south(ใตด้นิ)

PKL-exit pulpit
PKL-op/3

PKL-eer room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)

W/H Room B

Function test1



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

 COLD ROLL MILL,OPERATION  BLDG  SFIP-02  SIMPLEX 4100 ES [ NODE 2 ]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   229.1  VAC 

Charger control panel 27.32 VDC

Battery back up 27.19 VDC( start 24/09/22 )  12V 18Ah   

Local Power Supply Support Building

AC POWER  :  228.5  VAC 

Charger control panel  :  27.21  VDC

Battery Back Up  :  27.19  VDC

Battery Start  :  24/09/22

TAKACHIHO

Y

Remark : 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Location of fire alarm control panel : 

Description

Y

Y

Result

1. Fire Alarm Control Panel 

Y

Y

Witness : Khun Songpon, Khun Sonthaya

Inspection Date :

Fire Detection and Alarm System

Subject : 
Client :

Inspector :

REF.Contract NO : SC1000142
NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet (Monthly/Quarterly)

CONTROL PANEL FIRE ALARM2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

1 M1-1 MANUAL Y
2 M1-12 SMOKE Y
3 M1-12 SMOKE Y
4 M1-14 MANUAL Y
5 M1-20 MANUAL Y
6 M1-21 MANUAL Y
7 M1-17 MANUAL Y
8 M1-26 MANUAL Y
9 M1-22 MANUAL Y

10 M2-33 MANUAL Y
11 M2-30 MANUAL Y
12 M2-11 MANUAL Y
13 M2-14 MANUAL Y
14 M2-25 MANUAL Y
15 M2-22 MANUAL Y
16 M2-28 MANUAL Y
17 M2-8 MANUAL Y
18 M1-5 SMOKE Y
19 M1-5 SMOKE Y
20 M1-5 SMOKE Y
21 M1-5 SMOKE Y
22 M1-5 SMOKE Y
23 M1-5 SMOKE Y
24 M1-5 SMOKE Y
25 M1-5 SMOKE Y
26 M1-5 SMOKE Y
27 M1-5 SMOKE Y
28 M1-6 SMOKE Y
29 M1-6 SMOKE Y
30 M1-6 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y
Operation bldg Y

Operation bldg
Operation bldg Y
Operation bldg

Operation bldg Y

Operation bldg Y
Operation bldg Y

Y

Operation bldg

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg

CRM op/29 Y
Operation bldg Y

Y

CRM eer.room Y
CRM eer.room Y
CRM eer.room Y

CRM op/21 Y
CRM eer.room op/27 Y

CRM eer.room Y

CRM rool shop op/66 Y
CRM Y

CRM op/20 Y

CRM hydr cella(ใตด้นิ) Y
CRM hydr cella(ใตด้นิ) Y

CRM Y

Grid Y-49 Y

Type

CRM pulpit Y

Test Result Remark

Exit door OP 64 Y
Grid Y-49 Y

Inspection 
Result

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Inspector :

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO : SC1000142
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 2-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

31 M1-6 SMOKE Y
32 M1-6 SMOKE Y
33 M1-6 SMOKE Y
34 M1-6 SMOKE Y
35 M1-6 SMOKE Y
36 M1-5 SMOKE Y
37 M1-5 SMOKE Y
38 M1-5 SMOKE Y
39 M1-5 SMOKE Y
40 M1-7 MANUAL Y
41 M1-9 MANUAL Y
42 M2-23 MANUAL Y
43 M2-24 MANUAL Y
44 M2-17 IAM-signal alarm Y
45 M2-18 IAM-signal alarm Y
46 M1-6 HEAT Y
47 M2-12 SMOKE Y
48 M2-29 SMOKE Y
49 M2-29 SMOKE Y
50 M2-29 SMOKE Y
51 M2-29 SMOKE Y
52 M2-29 SMOKE Y
53 M2-12 SMOKE Y
54 M2-12 SMOKE Y
55 M2-12 SMOKE Y
56 M1-31 SMOKE Y
57 M1-32 SMOKE Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Roll Shop EER RM. Y

CRM EER Room Ground Y
Roll Shop EER RM. Y

CRM EER Room Y
CRM EER Room Ground Y
CRM EER Room Ground Y

CRM EER Room Y
CRM EER Room Y
CRM EER Room Y

Operation bldg Y
EER Room Ground Y
CRM EER Room Y

EER room CRM Y
CRM EER (Signal Inergen1) Y
CRM EER (Signal Inergen2) Y

Operation bldg Y
Operation bldg Y

EER room CRM Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Remark

Operation bldg Y
Operation bldg Y
Operation bldg Y

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO :
Inspection Date :

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

1 M3-60 MANUAL Y
2 M3-39 MANUAL Y
3 M3-38 MANUAL Y
4 M3-52 MANUAL Y
5 M3-19 MANUAL Y
6 M3-22 MANUAL Y
7 M3-73 SMOKE Y
8 M3-74 SMOKE Y
9 M3-26 MANUAL Y

10 M3-35 MANUAL Y
11 M3-48 MANUAL Y
12 M3-30 SMOKE Y
13 M3-31 MANUAL Y
14 M3-27 MANUAL Y
15 M3-58 MANUAL Y
16 M3-76 SMOKE N Test ไมส่ง่ alarm
17 M3-76 SMOKE Y
18 M3-76 SMOKE Y
19 M3-76 SMOKE Y
20 M3-76 SMOKE Y
21 M3-76 SMOKE Y
22 M3-77 MANUAL Y Y
23 M3-78 MANUAL Y
24 M3-55 MANUAL Y Y
25 M3-96 MANUAL Y Y
26 M3-96 MANUAL Y Y
27 M3-97 HEAT Y
28 M3-97 HEAT Y
29 M3-97 HEAT Y
30 M3-97 HEAT Y

Remark: * M2-12 เขา้พืѸนทีѷ test ไมไ่ด ้จํานวน 4 Ea (พืѸนทีѷหมอ้แปลงไฟฟ้า)
* N3-76 Smoke Test ไมส่ง่ alarm 1 Ea

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

ZAL op/60 Y
MCC.op/exit Y
MCC.op/51 Y
ZAL op/35 Y
MCl. op/60 Y
ZAL op/57 Y

Maintenance office Y
Maintenance office Y

MCL1 op/56 Y
MCL1 op/52 Y
MCL1 op/49 Y

MCL1 pulpit room Y
MCL1 pulpit room Y

MCL1 op/54 Y
MCL1 op/32 Y

Document store N

Document store Y

Document store Y
Document store Y
Document store Y
Document store Y
Document store Y

Y

Document store

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ZAL op/34

Canteen
Canteen
Canteen

Canteen
Canteen
Canteen

Y

Y
Y

Function test 2-3



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

31 M3-97 HEAT Y
32 M3-97 HEAT Y
33 M3-97 HEAT Y
34 M3-97 HEAT Y
35 M3-68 IAM-signal alarm Y
36 M3-43 IAM-signal alarm Y
37 M3-44 IAM-signal alarm Y
38 M3-72 IAM-signal alarm Y

Remark:

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark

eer-mcl-1 inergen signal Y
Support bldg inergen signal Y

Canteen Y
Sub 115 kv Y

eer-mcl-1 inergen signal Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Canteen Y
Canteen Y
Canteen Y

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

1 M3-70 (ZONE 2) MANUAL Y
2 M3-69 (ZONE 1) SMOKE Y
3 M3-69 (ZONE 1) SMOKE Y
4 M3-69 (ZONE 1) SMOKE Y
5 M3-70 (ZONE 2) MANUAL Y
6 M3-69 (ZONE 1) SMOKE Y
7 M3-69 (ZONE 1) SMOKE Y
8 M3-69 (ZONE 1) SMOKE Y
9 M3-69 (ZONE 1) SMOKE Y

10 M3-70 (ZONE 2) MANUAL Y
11 M3-70 (ZONE 2) SMOKE Y
12 M3-71 (ZONE 3) SMOKE Y
13 M3-71 (ZONE 3) SMOKE Y
14 M3-71 (ZONE 3) MANUAL Y
15 M3-71 (ZONE 3) SMOKE        Y
16 M3-71 (ZONE 3) SMOKE Y
17 M3-71 (ZONE 3) MANUAL Y
18 M3-71 (ZONE 3) MANUAL Y
19 M3-71 (ZONE 3) SMOKE Y
20 M3-71 (ZONE 3) SMOKE Y
21 M3-71 (ZONE 3) SMOKE Y
22 M3-71 (ZONE 3) SMOKE Y
23 M3-71 (ZONE 3) MANUAL Y
24 M3-69 (ZONE 1) SMOKE Y
25 M3-69 (ZONE 1) SMOKE Y
26 M3-69 (ZONE 1) SMOKE Y
27 M3-69 (ZONE 1) SMOKE Y
28 M3-69 (ZONE 1) SMOKE Y
29 M3-69 (ZONE 1) SMOKE Y
30 M3-70 (ZONE 2) SMOKE Y

Remark:

Support bldg. Y
Support bldg. Y

Support bldg. First aid Y

Support bldg. Y
Support bldg. Y
Support bldg. Y

Project Engineering Y
Safety bldg. Y

Support bldg. Y

Safety bldg. locker room Y
Trainning room Y
Trainning room Y

Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y

Safety bldg. Y
Safety bldg. Y

Safety bldg. locker room Y

Support bldg first aid Y
Support bldg first aid Y

Safety bldg. Y

Support bldg Y
Support bldg Y
Support bldg Y

Support bldg Y
Support bldg Y
Support bldg Y

Remark

Support bldg Y
Support bldg Y
Support bldg Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

31 M3-71 (ZONE 3) MANUAL Y
32 M3-71 (ZONE 3) MANUAL Y
33 M3-70 (ZONE 2) SMOKE Y
34 M3-70 (ZONE 2) SMOKE Y
35 M3-80 Alarm Bell Y
36 M3-81 Alarm Bell Y
37 M3-69 SMOKE Y
38 M3-69 SMOKE Y
39 M3-69 SMOKE Y
40 M3-69 SMOKE Y
41 M3-69 SMOKE Y
42 M3-69 SMOKE Y
43 M3-69 SMOKE Y
44 M3-69 SMOKE Y
45 M3-71 MANUAL Y
46 M3-71 SMOKE Y

Remark:

Support Bldg. Y
Project Engineering Y
Project Engineering Y

Infrastructure Support Y
Procurement Rm. Y

VP Supply Chain Rm. Y

WH & Logistics Rm. Y
Production Planning Rm. Y
Customer Service Rm. Y

Support bldg. Y
Trainning room Y

Commercial Rm. Y

Toilet ชาย Y
Toilet หญงิ Y

Remark

Project Engineering Y
Support bldg. Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-6

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

 CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    227.2  VAC

Charger control panel  27.10  VDC

Battery back up 27.09  VDC

* Battery  start 24/09/22  12V 18Ah

Y

Y

Remark : 

Y

Y

Y

Y

Y

Description

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

SC1000142

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 

Result

Client :
REF.Contract NO :

Inspection Date :
Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

CONTROL PANEL FIRE ALARM 3



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

1 M1-38 MANUAL Y
2 M1-46 SMOKE Y
3 M1-45 SMOKE Y
4 M1-27 MANUAL Y
5 M1-14 MANUAL Y
6 M1-42 MANUAL Y
7 M1-8 MANUAL Y
8 M1-5 MANUAL Y
9 M1-11 MANUAL Y

10 M1-47 SMOKE Y
11 M2-3 MANUAL Y
12 M2-2 SMOKE Y
13 M2-1 SMOKE Y
14 M2-8 MANUAL Y
15 M2-8 MANUAL Y
16 M2-7 SMOKE Y
17 M2-14 SMOKE Y
18 M2-14 SMOKE Y
19 M2-13 MANUAL Y
20 M2-13 MANUAL Y
21 M2-11 MANUAL Y
22 M2-3 MANUAL Y
23 M2-3 MANUAL Y
24 M2-3 MANUAL Y
25 M2-2 SMOKE Y
26 M2-2 SMOKE Y
27 M2-2 SMOKE Y
28 M1-86 SMOKE Y
29 M1-87 SMOKE Y
30 M1-88 SMOKE Y

Remark:

MCL_2 exit room Y
MCL_2 exit room Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable
MCL_2 exit room Y

Service tunnel north smoke Y
Service tunnel north smoke Y
Service tunnel north smoke Y

Service tunnel north mac Y
Service tunnel north mac Y
Service tunnel north mac Y

Water treat ment smoke Y

Water treat ment mac Y

Solid waste Y

Water treat ment smoke Y

Water treat ment mac Y

Service tunnel north smoke
Air compreeser- mac Y

Air compreeser- smoke Y

Y

Air compreeser- mac Y

MCL-inspactor room Y
Service tunnel north mac Y

Service tunnel north smoke Y

CPL packing mac-1 Y
CPL packing mac-2 Y

CPL-recon area Y

CPL - paint line mac-4 Y
CPL - paint line mac-2 Y

CPL new lab op/37 Y

Remark

CPL op/46 Y
CPL-lab room 1 Y
CPL-lab room 2 Y

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO : SC1000142

Function test 3-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

31 M2-43 MANUAL Y
32 M2-44 SMOKE Y
33 M2-45 SMOKE Y
34 M2-35 S/S V.  N/A Main Valve off
35 M2-39 S/S V.  N/A Main Valve off
36 M2-46 MANUAL Y
37 M2-48 SMOKE Y
38 M2-49 SMOKE Y
39 M2-93 SMOKE Y
40 M2-94 SMOKE Y
41 M2-91 MANUAL Y
42 M2-55 S/S V.  N/A Main Valve off
43 M2-59 S/S V.  N/A Main Valve off
44 M2-63 S/S V.  N/A Main Valve off
45 M2-77 S/S V.  N/A Main Valve off
46 M2-71 S/S V.  N/A Main Valve off
47 M2-63 S/S V.  N/A Main Valve off
48 M2-83 S/S V.  N/A Main Valve off
49 M1-81 S/S V.  N/A Main Valve off
50 M1-6 SMOKE S
51 M1-75 S/S V.  N/A Main Valve off
52 M1-90 S/S V.  N/A Main Valve off
53 M1-61 S/S V.  N/A Main Valve off
54 M1-55 S/S V.  N/A Main Valve off
55 M1-49 S/S V.  N/A Main Valve off
56 M1-68 MANUAL Y
57 M1-70 SMOKE Y
58 M1-71 SMOKE Y
59 M1-68 MANUAL Y
60 M1-33 MANUAL Y

Remark:

MCL-2 fire suppression N/A

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y

CPL เสา c2/25 Y

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
HC. Yard Office Rm. S

MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

MCL-2  entry room Y
MCL-2  entry room Y

MCL-2 fire suppression N/A

MCL-2  entry meting room Y
MCL-2  entry meting room Y

MCL-2  entry room Y

Remark

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y

MCL-2  entry meting room Y

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

MCL_2  coating pot room Y
MCL_2  coating pot room Y
MCL_2  coating pot room

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 3-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

61 M1-43 SMOKE Y Y
62 M1-43 SMOKE Y Y
63 M1-43 SMOKE Y Y
64 M1-84 MANUAL Y Y
65 M1-22 S/SV Y Y
66 M1-30 MANUAL Y Y
67 M1-1 MANUAL Y Y
68 M1-24 MANUAL Y Y
69 M2-1 SMOKE Y Y
70 M2-1 SMOKE Y Y
71 M2-12 HEAT Y Y
72 M2-12 HEAT Y Y
73 M2-12 HEAT Y Y
74 M2-12 HEAT Y Y
75 M1-93 MANUAL Y Y
76 M1-93 SMOKE Y Y
77 M1-93 SMOKE Y Y
78 M1-93 SMOKE Y Y
79 M1-93 SMOKE Y Y
80 M1-93 SMOKE Y Y
81 M1-93 SMOKE Y Y
82 M1-93 SMOKE Y Y
83 M1-93 SMOKE Y Y
84 M1-93 SMOKE Y Y
85 M1-93 SMOKE Y Y

Remark:

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

SOLID WASTE
EQUIPMENT

EQUIPMENT STORGE W/H

SOLID WASTE

SERVICE TUNNEL
SERVICE TUNNEL

SOLID WASTE

SOLID WASTE

Remark

CPL Paint line
CPL Recon Area
CPL Paint Store

New lab room
Exit mcl 2 pulpit

MCL 2 Suppervisory

New lab room
New lab room

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 3-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

MCL-2 BLDG  Node 3 Loop M3

1 M3-34 MANUAL Y Y
2 M3-35 MANUAL Y Y
3 M3-36 MANUAL Y Y
4 M3-37 MANUAL Y Y
5 M3-33 MANUAL Y Y
6 M3-29 MANUAL Y Y
7 M3-23 MANUAL Y Y
8 M3-24 MANUAL Y Y
9 M3-25 MANUAL Y Y

10 M3-9 MANUAL Y Y
11 M3-27 MANUAL Y Y
12 M3-28 MANUAL Y Y
13 M3-16 MANUAL Y Y
14 M3-17 MANUAL Y Y
15 M3-18 MANUAL Y Y
16 M3-30 MANUAL Y Y
17 M3-1 MANUAL Y Y
18 M3-26 MANUAL Y Y
19 M3-2 MANUAL Y Y
20 M3-31 MANUAL Y Y
21 M3-32 MANUAL Y Y
22 M3-48 MANUAL Y Y
23 M3-48 HEAT Y Y
24 M3-48 HEAT Y Y
25 M3-48 HEAT Y Y
26 M3-48 HEAT Y Y
27 M3-48 HEAT Y Y
28 M3-38 MANUAL Y Y Under ground EER
29 M3-3 IAM Y Y commons trouble
30 M3-4 IAM Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Type

Inspector :
Witness :

Location of fire alarm control panel : 

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Mcl-2 NCP1 PLC & Com Rm. 

 Mcl-2 coil and storange wast zone 6
 Mcl-2 coil and storange wast zone 6

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 Ingot storange Zone 3

Mcl-2 coating Pot EER RM Zone 7

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 New Chemical Storage Zone 8

Mcl-2 coil and storange central zone 5
MCL-2 main eer room Zone1

 Mcl-2 coil and storange wast zone 6
Mcl-2 coil and storange central zone 5
Mcl-2 coil and storange central zone 5

MCL-2 main eer room Zone1
Mcl-2 coil and storange central zone 5

MCL-2 entry eer room Zone 2

Mcl-2 Ingot storange Zone 3

Inspection 
Result RemarkTest ResultLOOP/ 

Zone.Number

Remark :

 Mcl-2 coil and storange wast zone 6

Mcl-2 coil and storange east  zone 4
Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 Ingot storange Zone 3

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange central zone 5

Mcl-2 New Chemical Storage Zone 8

item Location

Mcl-2 NCP1 PLC & Com Rm. 

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Client :
REF.Contract NO : SC1000142

Inspection Date :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test 3-4



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

MCL-2 BLDG  Node 3 Loop M3

31 M3-5 IAM SUPERVISORY Y Y commons trouble
32 M3-6 IAM SUPERVISORY Y Y commons alarm
33 M3-39 IAM SUPERVISORY Y Y commons trouble
34 M3-40 IAM SUPERVISORY Y Y commons alarm
35 M3-19 IAM SUPERVISORY Y Y commons trouble
36 M3-20 IAM SUPERVISORY Y Y commons alarm
37 M3-10 IAM SUPERVISORY Y Y commons trouble
38 M3-11 IAM SUPERVISORY Y Y commons alarm
39 M3-12 IAM SUPERVISORY Y Y commons trouble
40 M3-13 IAM SUPERVISORY Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Test Result Remark

Mcl-2 NCP2 Main Exit EER Rm. 
Mcl-2 NCP2 Main Exit EER Rm. 

Mcl-2 NCP3 Coating Pot EER Rm. 
Mcl-2 NCP3 Coating Pot EER Rm. 

Inspection 
Result

Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 3-5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   228.4  VAC  

Charger control panel  27.15  V.dc 

Battery back up 27.15  V.dc  start using 24/09/22

* Smoke detector point M1-4 ทีѷอาคาร Admin ไมส่ามารถ Test สง่ Alarm ได ้(อปุกรณ์เสยี 2 ตัว)

Y

Y

Y

Y

Y

Remark : 

Y

Y

Y

Y

Y

SC1000142

Y

Y

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Description Result

1. Fire Alarm Control Panel 

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Y

NS BLUE SCOPE STEEL (THAILAND) LTD.

CONTROL PANEL FIRE ALARM 4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

1 M1-1 SDA Y
2 M1-2 SMOKE Y
3 M1-2 SMOKE Y
4 M1-2 SMOKE Y
5 M1-3 SMOKE Y
6 M1-3 SMOKE Y
7 M1-3 SMOKE Y
8 M1-3 SMOKE Y
9 M1-3 SMOKE Y

10 M1-3 SMOKE Y
11 M1-3 SMOKE Y
12 M1-3 SMOKE Y
13 M1-4 SMOKE N
14 M1-4 SMOKE N
15 M1-4 SMOKE Y
16 M1-4 SMOKE Y
17 M1-4 SMOKE Y
18 M1-4 SMOKE Y
19 M1-4 SMOKE Y
20 M1-4 HEAT Y
21 M1-4 HEAT Y
22 M1-5 MANUAL Y
23 M1-6 MANUAL Y
24 M1-7 MANUAL Y
25 M1-8 IAM Signal Alarm YFCP Training School Bld. Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y
Admin bldg.ประตeูxit Y
Admin bldg.ประตeูxit Y

Admin bldg.ประตทูางเขา้

Admin bldg.ใตห้ลังคา Y
Admin bldg.หอ้งนํѸาชาย Y
Admin bldg.หอ้งนํѸาหญงิ Y

Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y

Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา Y

Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Ranbuil store Y
Admin bldg.canteen Y

Admin bldg.หอ้งประชมุ Y

Ranbuil store Y
Ranbuil store Y

Type Inspection 
Result Test ResultLocation LOOP/ 

Zone.Number

REF.Contract NO :

Remark

Admin bldg. Y

Location of fire alarm control panel : 

item

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test ไมส่ง่ alarm

Fire Detection and Alarm System

Witness :

Preventive Maintenance Check Sheet 

SC1000142

Khun Songpon, Khun Sonthaya

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Function test panel 4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

 Training School Building Notifier (SFP-2402)

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : AC POWER     228.32  VAC

Charger control panel 27.25  Vdc. 

Battery back up 27.25 Vdc. (Start 29/7/22) 12V 7.5 Ah.

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

S S

N/A N/A

S S

S S

S S

S S

S S

S S

Result

1. Fire Alarm Control Panel 

S S

Witness : Khun Songpon, Khun Sonthaya

Description Normal Status

Location of fire alarm control panel : 

  Fire Detection and Alarm System
Preventive Maintenance Check Sheet (Monthly/Quarterly)

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

23 November 2022 - 2 December 2022

1 Zone 1 Smoke S S
2 Zone 1 Smoke S S
3 Zone 1 Smoke S S
4 Zone 1 Smoke S S
5 Zone 1 Manual S S
6 Zone 2 Smoke S S
7 Zone 2 Smoke S S
8 Zone 2 Smoke S S
9 Zone 2 Smoke S S

10 Zone 2 Smoke S S
11 Zone 2 Smoke S S
12 Zone 2 Smoke S S
13 Zone 2 Smoke S S
14 Zone 2 Smoke S S
15 Zone 2 Manual S S
16 Zone 2 Manual S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Smoke No.7 Training
Smoke No.8 Training
Smoke No.9 Training
Manual No.1 Training
Manual No.2  Training

Smoke No.6 Training

Remark

Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training

Manual Training
Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training
Smoke No.5 Training

Location of fire alarm control panel : Training School Building Notifier (SFP-2402)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

training school building1

FUNCTION TEST FIRE ALARM SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

IINERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER     225.4  VAC

Charger control panel 27.03 Vdc. 

Battery back up 27.02  Vdc.  (start using 22/12/21)

                                                              

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO :

Preventive Maintenance Check Sheet 
    Fire suppression system

SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Remark : 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

1 ZONE. 1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE. 2 SMOKE.2 Y Y
3 ZONE. 1 SMOKE.1 Y Y
4 ZONE. 2 SMOKE.2 Y Y
5 ZONE. 1 SMOKE.1 Y Y
6 ZONE. 2 SMOKE.2 Y Y
7 ZONE. 3 MANAUL1 Y Y to discharge 30 sec
8 ZONE. 3 MANAUL2 Y Y to discharge 30 sec
9 STOBE light Y Y active pre discharge
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW 1 Y Y นับตอ่เนืѷอง remain 10 sec
12 ABORT.SW 2 Y Y

clean and test detector  function test o.k
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 stobe horn ทํางาน, Alarm 2 stobe light ทํางาน
* Manual release stobe horn active

RemarkTest ResultLocation Test trouble 
signal FCPType

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

Inspector :
Witness :

SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

PKL-maln eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Inspection Date :

Subject : 
Client :

item Zone.Number

Khun Songpon, Khun Sonthaya

PKL-maln eer.room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      227.1  VAC

Charger control panel  26.67  VDC

Battery back up  26.65  VDC  ( start using 26/10/22)

                                                              

Remark : 

TAKACHIHO

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Releasing Control Panel

Y Y

Description  Status Function test Result

Electrical system

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 STOBE light Y Y active pre discharge
12 Solenoid Y Y to discharge

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result

CRM  main eer.room

Remark

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Test trouble 
signal FCP

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Type

Inspector :
Witness :

item Location Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      226.4  VAC

                                                              

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Inspector :
Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Charger control panel 27.28  VDC

Battery back up  27.25  VDC  (start using 26/10/22)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR  ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 MANUAL Y Y to discharge 30 sec
12 STOBE light Y Y active pre discharge
13 Solenoid Valve Y Y to discharge 

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Client :

Khun Songpon, Khun Sonthaya

CRM- main eer.server room
CRM- main eer.server room

CRM- main eer.server room

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

CRM- main eer.server room

Subin, Wachira, Somkid, Anuchit, Chalermchai

CRM- main eer.server room
CRM- main eer.server room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

item Location Zone.Number Type RemarkTest Result Test trouble 
signal FCP

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

CRM- main eer.server room

REF.Contract NO :

CRM- main eer.server room
CRM- main eer.server room
CRM- main eer.server room

Preventive Maintenance Check Sheet 
Fire suppression system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : 

TAKACHIHO

AC POWER      228.9  VAC

Charger control panel 27.05  V.dc 

Battery back up  27.01  V.dc Start using (26/10/22)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 ZONE.1 SMOKE.1 Y Y
10 ZONE.2 SMOKE.2 Y Y
11 ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
12 ZONE.2 SMOKE.2 Y Y
13 MANUAL 1 Y Y to discharge 30 sec
14 MANUAL 1 Y Y to discharge 30 sec
15 Strobe Light Y Y active pre discharge
16 Solenoid Valve Y Y to discharge 
17            MCL-main eer.room ABORT.SW Y Y remain 10 sec.
18            MCL-main eer.room ZONE.1 SMOKE.1 Y Y เปลีѷยนอปุกรณ์
19            MCL-main eer.room ZONE.2 SMOKE.2 Y Y

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

Client :

item Location Zone.Number Type

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

Test Result

MCL-main eer.room

Test trouble 
signal FCP Remark

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    MCL1-PROGRAM SARVER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

Remark : 

TAKACHIHO

AC POWER     225.8  VAC

Charger control panel 27.09  V.dc 

Battery back up  27.07  VDC  (start using 26/10/22)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    MCL1-PREGRAM SAVER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 MANUAL Y Y to discharge 30 sec
6 STROBE light Y Y active discharge
7 Solenoid Valve Y Y to discharge 
8 ABORT.SW Y Y remain 10 sec.

* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result Test trouble 
signal FCP Remark

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Type

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    MAIN SUB-115 KV   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      228.9  VAC

Charger control panel 27.10 V.dc 

                                                              

Y Y

Y Y

TAKACHIHO

Y Y

Remark : 

Battery back up  27.10  Vdc  (start using 26/10/22)

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel Y Y

Description  Status Function test Result

Khun Songpon, Khun Sonthaya
Inspector :

Witness :
Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    MAIN SUB 115 KV   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.3 MANUAL Y Y to discharge 30 sec
4 Strobe Light Y Y active pre discharge
5 Solenoid Valve Y Y to discharge 
6 ZONE.4 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Test Result Test trouble 
signal FCP Remark

115 KV .room
115 KV .room
115 KV .room

Type

115 KV .room
115 KV .room
115 KV .room

SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :  Support Bldg. (server room) Auto

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER  228.6 VAC

                                                              

Charger control panel 26.42  V.dc 

Battery back up  26.40 V.dc  (Start using 26/10/22)

TAKACHIHO

Y Y

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test 
Result

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   Support Bldg. (server room) Auto

1 ZONE.1 Smoke Detector Y Y cross zone detector discharge 30sec
2 ZONE.2 Smoke Detector Y Y
3 ZONE.1 Smoke Detector Y Y
4 ZONE.2 Smoke Detector Y Y
5 ZONE.3 Manual Release Y Y to discharge 30 sec
6 ZONE.4 Abort Switch Y Y remain 10 sec
7 ZONE.5 Pressure Switch Y Y active alarm bell
8 NAC 2 Stobe / horn Y Y active first alarm
9 NAC 3 Alarm Bell Y Y active pre discharge
10 NAC 1 Solenoid Valve Y Y to discharge 
11 NAC 1 Key Switch Y Y

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

TAKACHIHO

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room

Server Room

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Zone.Number

Server Room
Server Room

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Type

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : INERGEN PKL, CRM

1 661066 S
2 661141 S
3 661362 S
4 661130 S
5 661240 S
6 661300 S
7 661330 S
8 661270 S
9 661157 S

10 661073 S
11 661136 S
12 661100 S
13 661342 S
14 661218 S
15 661202 S
16 661197 S
17 661131 S
18 661111 S
19 661091 S
20 661160 S
21 661294 S
22 661080 S
23 661096 S
24 661404 S
25 661067 S
26 661123 S
27 661298 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Preventive Maintenance Check Sheet 

Remark

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

CRM EER Room 150 bar
CRM EER Room 160 bar 

item Location Tank no. Inspect result Pressure tank

Subin, Wachira, Somkid, Anuchit, Chalermchai

CRM EER Room 160 bar 
CRM EER Room 160 bar 

CRM EER Room 175 bar 
CRM EER Room 150 bar
CRM EER Room 170 bar

CRM EER Room 150 bar

PKL EER Room 155 bar 

CRM EER Room 160 bar 
CRM EER Room 170 bar 

CRM EER Room 170 bar 

PKL EER Room 150 bar 
PKL EER Room 171 bar 

PKL EER Room 150 bar
PKL EER Room 162 bar 

PKL EER Room 169 bar 
PKL EER Room 170 bar 

PKL EER Room 175 bar 
PKL EER Room 165 bar 

PKL EER Room 170 bar 

EER Room (Computer CRM RM) 170 bar 
PKL EER Room 160 bar 

CRM EER Room (Computer CRM RM) 160 bar 
EER Room (Computer CRM RM) 170 bar 

EER Room (Computer CRM RM) 170 bar 
EER Room (Computer CRM RM) 170 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : INERGEN MCL 1

1 MCL1 EER ROOM 661116
2 MCL1 EER ROOM 661125
3 MCL1 EER ROOM 661392
4 MCL1 EER ROOM 661183
5 MCL1 EER ROOM 661414
6 MCL1 EER ROOM 661379
7 MCL1 EER ROOM 661211
8 MCL1 EER ROOM 661260
9 MCL1 EER ROOM 661372

10 MCL1 EER ROOM 661195
11 MCL1 EER ROOM 661095
12 MCL1 EER ROOM 661262
13 MCL1 EER ROOM 661087
14 MCL1 EER ROOM 661303
15 MCL1 EER ROOM 661051
16 MCL1 EER ROOM 661264
17 MCL1 EER ROOM 661291 สายแตกรา้ว
18 MCL1 EER ROOM 661377
19 MCL1 EER ROOM 661265
20 MCL1 EER ROOM 661207
21 MCL1 EER ROOM 661315
22 MCL1 EER ROOM 661226
23 MCL1 EER ROOM 661225
24 MCL1 EER ROOM 661147
25 MCL1 EER ROOM 661299
26 MCL1 EER ROOM 661337
27 MCL1 EER ROOM 661150
28 MCL1 EER ROOM 661166
29 MCL1 EER ROOM 661172
30 MCL1 EER ROOM 661367

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

Remark

S 160 bar 

S 155 bar
S 155 bar

S 150 bar
S 150 bar
S 150 bar
S 130 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 155 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 150 bar
S 160 bar 
S 153 bar
S 150 bar
S 155 bar
S 155 bar
S 155 bar
S 155 bar
S 150 bar

S 155 bar

S 155 bar
S 155 bar
S 155 bar

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : INERGEN MCL 1

31 MCL1 EER ROOM 661273
32 MCL1 EER RM(Computer MCL1) 661261
33 661304
34 661143
35 661275
36 661252
37 661044
38 661114
39 661056
40 661305
41 661205
42 661118
43 661272
44 695829
45 661185
46 661080
47 661074
48 661306

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: Item 34-48 เขา้ในระบบแลว้

MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Preventive Maintenance Check Sheet 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

Inspect result Pressure tank Remark

S 155 bar

S 160 bar

S 160 bar
S 155 bar
S 160 bar
S 160 bar

S 155 bar 
S 160 bar

S 158 bar

S 160 bar
S 160 bar

S 155 bar
S 160 bar
S 155 bar
S 160 bar
S 152 bar
S 160 bar
S 165 bar



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : INERGEN SUB 115KV 

1 661074 S
2 695829 S
3 661185 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

SUB 115KV 140 bar

SUB 115KV 160 bar
SUB 115KV 160 bar

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : INERGEN Server | Support Building

1 14T049198
2 14T050156

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Server Room S 2175 psi 

Inspect result Pressure tank Remark

Server Room S 2175 psi 

FUNCTION TEST INERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFM-200 SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   PKL- NEW MAIN EER ROOM. FM 200   FIKE PROTECTION

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

Remark : 

TAKACHIHO

AC POWER  227.6  VAC

Charger control panel 27.50  V.dc 

Battery back up  27.49 V.dc  (start using 25/6/20) 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

FM-200 set ไวท้ีѷ mode manual
 test

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :    PKL- NEW MAIN EER. ROOM   FM 200  FIKE PROTECTION

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y Alarm 1 Bell
4 ZONE.2 SMOKE.2 Y Y Alarm 2 Stobe horn
5 ZONE.3 MANUAL Y Y to discharge 
6 ZONE.8 HORN&STOBE Y Y active pre alarm
7 ZONE.9 Solenoid Valve Y Y to discharge 
8 ZONE.4 ABORT.SW Y Y original time

ZONE. 6 Alarm Bell Y Y active first alarm

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to Original time delay 
* Manual release push to discharge gas
* Alarm 1 bell ทํางาน, Alarm 2 stobe horn ทํางาน, Release stobe horn, Stobe light ทํางาน
* Manual stobe horn, stobe light ทํางาน

Khun Songpon, Khun Sonthaya

Test Result

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

TypeLocation Test trouble 
signal FCP Remark

Preventive Maintenance Check Sheet 

Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Fire suppression system

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

FUNCTION TEST FM-200 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CCO2 SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

23 November 2022 - 2 December 2022

MCL2 Entry EER. Room / Autopulse 542 R

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark : AC Power 227.8 VAC

Charger control panel 26.99 VDC

Battery back up 26.96 VDC  (Start Using  28/9/20)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Inspection Date :

Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :    

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

S S

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

23 November 2022 - 2 December 2022

MCL2 Entry EER. Room / Autopulse 542 R

1 1 Heat S
2 2 Heat S
3 3 Manual S
4 5 Pressure Switch S
5 6 Lock Out Valve S
6 NAC 1 Solenoid Valve S
7 NAC 2 Strobe / Horn S First alarm active
8 NAC 3 Alarm Bell S Second alarm active
9 NAC 1 Key SW. S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: * Heat detector cross zone delay time 30 sec to discharge
* Manual release delay times 30 sec to discharge
* Alarm 1 stobe horn ทํางาน, Alarm 2 bell ทํางาน
* Discharge stobe horn, bell ทํางาน

Preventive Maintenance Check Sheet 

item Location Zone.Number

Location of fire alarm control panel :    

REF.Contract NO :
Inspection Date :

Inspector :

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Transformer XFHV-12

Test Result

S
S

S
S

S
S

Test trouble 
signal FCPType

S
S
S

Witness : Khun Songpon, Khun Sonthaya

Remark

Transformer XFHV-12

Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CARBON  DIOXIDE  FIRE EXTINGUISHING  SYSTEMS
Semi-Annual Tests and Maintenance
AREA : Transformer XFHV-12 DATE : 23 November 2022 - 2 December 2022

Num. AREA Cylinder Number % Lost Total 
Year Result

1  Transformer XFHV-12 15K520140 178 lbs 278 lbs 125.78 kg. - kg. 0.4% 10 / 2015 7 Pass

2  Transformer XFHV-12 15K520165 180 lbs 280 lbs 126.76 kg. - kg. 0.13% 10 / 2015 7 Pass

3  Transformer XFHV-12 15K520201 176 lbs 276 lbs 125.10 kg. - kg. 0.1% 10 / 2015 7 Pass

4  Transformer XFHV-12 15K520024 178 lbs 278 lbs 125.80 kg. - kg. 0.9% 10 / 2015 7 Pass

5  Transformer XFHV-12 15K520106 173 lbs 273 lbs 123.60 kg. - kg. 0.2% 10 / 2015 7 Pass

6  Transformer XFHV-12 15K520154 180 lbs 280 lbs 126.26 kg. - kg. 0% 10 / 2015 7 Pass

Takachiho fire, Security & Services (Thailand) Ltd.

Completed  By  : Witnessed By  :

Signature  : Signature  :

Date  : Date  :

x  100 

( - )  =  Lost,  Weight the cylinder lost of more than 10 % need to refill

Remark : Lost of more than 10% requires refilling.       The hydrostatic test for CO2 cylinder is required every 12 years.

Actual Weight  -  Full Weight
Empty Weight  

Empty Weight Full Weight Actual Weight Date of 
Manufacture

FUNCTION TEST CO2 SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NNITROGEN FIRE SUPPRESSION 
SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER  227.4  VAC 

Charger control panel 26.75  VDC  

Battery back up  26.72  VDC ( Replace Battery 23/11/21)

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to discharge 
9 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1 Bell ดังยาว    
* Alarm 2 Bell ดังยาว, stobe/horn ดังเป็นจังหวะ
* Discharge Bell, stobe/horn ดังยาว (OP85)

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Zone.Number TypeLocation

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Preventive Maintenance Check Sheet 

Remark

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 SERVER&COMPUTTER ROOM

Inspector :
Witness :

item

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Selector ทํางานตอน smoke cross zone

**By pass pressure gauge by tank no5,18,27,28,39,75,78,101

Remark : 

TAKACHIHO

Battery back up  26.31 VDC (Replace Battery 23/11/21)

AC POWER  227.5  VAC

Charger control panel 26.32  VDC 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE1 SMOKE Y Y
8 ZONE2 SMOKE Y Y
9 ZONE1 SMOKE Y Y
10 ZONE2 SMOKE Y Y
11 ZONE1 SMOKE Y Y
12 ZONE2 SMOKE Y Y
13 ZONE3 MANUAL Y Y  to discharge 30sec
14 BELL Y Y first alarm
15 HORN&STOBE Y Y second alarm
16 Solenoid Valve Y Y to dischage 
17 ABORT.SW Y Y to reset panel
18 ZONE1 SMOKE Y Y
19 ZONE2 SMOKE Y Y

test function and clean detector  
system is normal
No.5,18,27,28,39,41 pressure gauge was broken
* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน (OP84)

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Location

MCL-2 MAIN EER ROOM

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Remark :

Remark

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

TAKACHIHO

Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

MCL-2 MAIN EER ROOM

Type

Inspection Date :
Inspector :

Witness :

item Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM  EER ROOM ใตด้นิ  NCP NO. 3 SIEMENS CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no. 1,2,3,10,11,15

Remark : 

TAKACHIHO

Battery back up  26.92  VDC ( Replace Battery 23/11/2021)

AC POWER  228.1  VAC

Charger control panel 26.95  VDC 

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM   NCP NO. 3 SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subin, Wachira, Somkid, Anuchit, Chalermchai

item

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

RemarkTypeLocation Zone.Number Test Result Test trouble 
signal FCP

 MAIN EER COATING POT ROOM

Preventive Maintenance Check Sheet 

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Khun Songpon, Khun Sonthaya
Inspector :

Witness :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM
 

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2 MAIN EER PREMELT ROOM  NCP NO. 4  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Y Y

Remark : 

TAKACHIHO

Charger control panel 27.60  VDC 

* Stobe horn อปุกรณ์เสยี 1 ตัว

AC POWER  226.8  VAC

Battery back up  27.58  VDC (Replace Battery 23/11/21)

Y

Y Y

YY

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :  MCL-2  PREMALT ROOM   NCP NO. 4  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 discharge bell ดังยาว
* Alarm 2 stobe/horn ดังเป็นเพา้ท์
* Discharge stobe/horn ดังเร็วถีѷข ึѸน

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

Test Result Test trouble 
signal FCP Remark

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

TypeZone.Number

Inspection Date :
Inspector :

Witness :

item Location

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 MAIN EER PREMELT ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel : MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery back up อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

Y Y

TAKACHIHO

Y

Remark : 

Battery back up  27.28 VDC (Start using 28/9/20)

Y

Y

Charger control panel 27.31  VDC 

AC POWER  228.6  VAC

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Releasing Control Panel

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :  MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to dischage 
9 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 bell ทํางาน
* Alarm 2 stobe/horn ทํางานยาว
* Discharge bell, stobe/horn ดังยาว

 ENTRY  PLC&COMPUTTER ROOM

TypeZone.NumberLocation

Preventive Maintenance Check Sheet 

Test trouble 
signal FCP Remark

TAKACHIHO

 ENTRY  PLC&COMPUTTER ROOM

Test Result

 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM

 ENTRY  PLC&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

 ENTRY  PLC&COMPUTTER ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2 ENTRY MAIN EER  ROOM  NCP NO. 6  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no18,27,28,39,49,75,78,101

* Battery back up อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

Battery back up  27.07  VDC (Replace Battery 28/9/20)

AC POWER  225.3  VAC

Charger control panel 27.08  VDC

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Function test Result

Electrical system

1. Releasing Control Panel Y Y

Inspection Date :
Inspector :

Description  Status

Subin, Wachira, Somkid, Anuchit, Chalermchai

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

23 November 2022 - 2 December 2022

Location of fire alarm control panel :   MCL-2ENTRY MAIN EER.ROOM  NCP NO. 6  SIEMENS  CP-2ER  

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE3 MANUAL Y Y  to discharge 30sec
8 BELL Y Y first alarm
9 HORN&STOBE Y Y second alarm
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW Y Y to reset panel

Selector Y Y

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.

ENTRY MAIN EER. ROOM

TypeZone.NumberLocation

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

Preventive Maintenance Check Sheet 

Test trouble 
signal FCP Remark

TAKACHIHO

ENTRY MAIN EER. ROOM

Test Result

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

ENTRY MAIN EER. ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ENTRY MAIN EER. ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2

1 COATING PORT EER ROOM 1573338 S
2 COATING PORT EER ROOM 1573483 S
3 COATING PORT EER ROOM 1573557 S
4 COATING PORT EER ROOM 1573170 S
5 COATING PORT EER ROOM 1573091 S
6 COATING PORT EER ROOM 1573185 S
7 COATING PORT EER ROOM 1573634 S
8 COATING PORT EER ROOM 1573496 S
9 COATING PORT EER ROOM 1573503 S

10 COATING PORT EER ROOM 1573379 S
11 COATING PORT EER ROOM 1573637 S
12 COATING PORT EER ROOM 1571537 S
13 COATING PORT EER ROOM 1573166 S
14 COATING PORT EER ROOM 1573347 S
15 COATING PORT EER ROOM 1573540 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

220 Bar 
220 Bar 

220 Bar 

220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 

220 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2(PLC&COM Room) 

1 PLC &COM ROOM 1573508 S
2 PLC &COM ROOM 1573673 S
3 PLC &COM ROOM 1573669 S
4 PLC &COM ROOM 1573518 S
5 PLC &COM ROOM 1573604 S
6 PLC &COM ROOM 1573425 S
7 PLC &COM ROOM 1573564 S
8 PLC &COM ROOM 1573568 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

200 Bar 
200 Bar 

200 Bar 
200 Bar 
200 Bar 
200 Bar 
200 Bar 

200 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2

1 Main EER ROOM 1559684 S
2 Main EER ROOM 1559786 S
3 Main EER ROOM 1559688 S
4 Main EER ROOM 1559744 S
5 Main EER ROOM 1560120 S
6 Main EER ROOM 1559736 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no.
Inspect result

Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

228 Bar 
220 Bar 

220 Bar 
220 Bar 
220 Bar 

225 Bar 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2

1 PREMALT  ROOM 1573547 S
2 PREMALT  ROOM 1573604 S
3 PREMALT  ROOM 1573433 S
4 PREMALT  ROOM 1573406 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no.
Inspect result

Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

220 Bar 
225 Bar 

220 Bar 
225 Bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2

1 1573268 S
2 1573249 S
3 1573088 S
4 1559588 S
5 1573348 S
6 1559993 S
7 1560025 S
8 1559959 S
9 1573333 S

10 1573259 S
11 1573145 S
12 1573188 S
13 1573205 S
14 1573087 S
15 1573204 S
16 1573199 S
17 1560141 S
18 1559946 S
19 1560058 S
20 1559915 S
21 1559651 S
22 1573374 S
23 1573355 S
24 1573271 S
25 1573220 S
26 1559934 S
27 1560119 S
28 1573247 S
29 1573331 S
30 1560070 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 240 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 215 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2

31 1559711 S
32 1558695 S
33 1559757 S
34 1559701 S
35 1559701 S
36 1559917 S
37 1559699 S
38 1573274 S
39 1573354 S
40 1573312 S
41 1573104 S
42 1573281 S
43 1573657 S
44 1573488 S
45 1573392 S
46 1573379 S
47 1573377 S
48 1573613 S
49 1573441 S
50 1573324 S
51 1559613 S
52 1559941 S
53 1559970 S
54 1573671 S
55 1559830 S
56 1560099 S
57 1559820 S
58 1559977 S
59 1559745 S
60 1560115 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 250 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

23 November 2022 - 2 December 2022

Location  : NITROGEN MCL 2

61 1573376 S
62 1573597 S
63 1560006 S
64 1559998 S
65 1559856 S
66 1559939 S
67 1573560 S
68 1573350 S
69 1559717 S
70 1559954 S
71 1573269 S
72 1573210 S
73 1573579 S
74 1560056 S
75 1559686 S
76 1573616 S
77 1573377 S
78 1573402 S
79 1573534 S
80 1573617 S
81 1573666 S
82 1560114 S
83 1560146 S
84 1559843 S
85 1560040 S
86 1559857 S
87 1560003 S
88 1559935 S
89 1560029 S
90 1559690 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 195 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

25 October 2022 - 4 November 2022

Location  : NITROGEN MCL 2

91 1559687 S
92 1559597 S
93 1559713 S
94 1559697 S
95 1560034 S
96 1573039 S
97 1573306 S
98 1560083 S
99 1559800 S

100 1573363 S
101 1573102 S
102 1573332 S
103 1573360 S
104 1560106 S
105 1559983 S
106 1573529 S
107 1573377 S
108 1573495 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

item Location Tank no. Inspect result Pressure tank

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

FUNCTION TEST NITROGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

DDELUGE SYSTEM
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Spray Nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no mark " S "
  in block of yes. If not, assure corrections are made and briefly describe under " Remark "

2  Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. Pipes
 and there are no external loads, mark " S " in block of yes. If not, assure corrections are made and
 briefly describe under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes.
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test.  Assure system operates properly and record operation time.

6 Deluge Valve : Internal inspect deluge or preaction valve. Verify that all components operate, properly, 
move freely and in good condition. If so, mark " S " in block of yes. If not, assure valve is repaired  and 
briefly describe un der " Remark "

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is
 repaired and briefly describe under " Remark "

8 Deluge Supervisory Panel and equipments appear operation. Mark " S " in block of yes. If not, assure 
valve is repaired and briefly describe under " Remark "

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes.
 If not, assure valve is repaired and briefly describe under " Remark "

DESCRIPTION OF INSPECTION AND TEST FOR DELUGE SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

AAUTOMATIC SPRINKLER 
SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Sprinkler nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no obstructions,
mark " S " in block of yes. If not, assure corrections are made and briefly describe under " Remark " S

2 Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. pipes and
there are no external loads, mark " S " in block of yes. If not, assure corrections are made and  briefly describe S

 under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes. S
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test at test valve for ensure alarm gong or pressure switch work properly in 
alarm function

6 Alarm Valve: Internal inspect  alarm valve. Verify that all components to proper operate ,move freely and in good S
condition If so, mark " S " in block of yes. If not, assure valve is repaired and briefly describe under "remark"

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is S
repaired and briefly describe under " Remark "

8 Main drain valve: check main drain valve are in close position and no leak

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes. S
 If not, assure valve is repaired and briefly describe under " Remark "

Inspector By: Subin, Wachira, Somkid, Anucha, Anuchit

DESCRIPTION OF INSPECTION AND TEST FOR AUTOMATIC SPRINKLER SYSTEM(WET PIPE)
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM.CELLA  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent quantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.52 vdc.  ( Use since 7/6/22) Clean & check system control

control panel system normal

Inspector :

N/A

Khun Songpon, Khun Sonthaya

Y Y

Y N/A

Y

Description

1. Fire Control Panel 

Y

N/A N/A

Y N/A

N/A

Y N/A

Y N/A

N/A N/A

Y

Y

N/A N/A

N/A N/A

Y Y

Y Y

Y

Y Y

 Status Function test 
Result

Y Y

Remark : 

TAKACHIHO

Witness :

Electrical system

Y Y

Y N/A

Y

N/A N/A

SC1000142

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#1  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.35  vdc. ( Use since 7/6/22) Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Y N/A

Y N/A

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#2  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.27 vdc. ( Use since 7/6/22)Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A Y

Y Y

Y N/A

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#3  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.20  vdc ( Use since 7/6/22 ) Clean & check system control

control panel system normal

Remark : 

TAKACHIHO

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Y Y

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.19 vdc ( Use since 7/6/22)  Clean & check system control

control panel system normal

N/A

Y N/A

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

Y N/A

Y N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

1 ZONE1 SMOKE DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 SMOKE DETECTOR N/A N/A
3 ZONE1 SMOKE DETECTOR N/A N/A
4 ZONE2 SMOKE DETECTOR N/A N/A
5 ZONE1 SMOKE DETECTOR N/A N/A
6 ZONE2 SMOKE DETECTOR N/A N/A
7 ZONE1 SMOKE DETECTOR N/A N/A
8 ZONE2 SMOKE DETECTOR N/A N/A
9 ZONE1 SMOKE DETECTOR N/A N/A
10 ZONE2 SMOKE DETECTOR N/A N/A
11 ZONE1 SMOKE DETECTOR N/A N/A
12 ZONE2 SMOKE DETECTOR N/A N/A
13 ZONE1 SMOKE DETECTOR N/A N/A
14 ZONE2 SMOKE DETECTOR N/A N/A
15 MANUAL N/A N/A to discharge 
16 BELL N/A N/A first alarm
17 HORN&STOBE N/A N/A second alarm
18 Solenoid Valve N/A N/A to discharge 

didn't perform function test on detector as it was production area

MCL-1   main cabel cella

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

MCL-1   main cabel cella

Test trouble 
signal FCP

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

Type

MCL-1   main cabel cella

Remark :

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Remark

Inspection Date :
SC1000142

Inspector :
Witness :

Zone.Numberitem Location Test Result

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 25.88 vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

N/A

Y Y

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Electrical system

1. Fire Control Panel 

Description  Status Function test 
Result

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM   POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 MANUAL 2 N/A N/A 30 sec to discharge 
7 BELL N/A N/A first alarm
8 HORN&STOBE N/A N/A second alarm
9 Solenoid Valve N/A N/A to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

* ปุ่ ม reset ทีѷตู ้fire release เริѷมเสืѷอมสภาพ (reset ยาก)

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CPL-LOWER ROOM

Test Result Test trouble 
signal FCP Remark

CPL-LOWER ROOM

Type

Inspector :

CPL-LOWER ROOM

Witness :

item Location Zone.Number

CPL-LOWER ROOM

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.73  vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

Y Y

Remark : 

N/A N/A

N/A N/A

Y Y

Y Y

N/A N/A

N/A N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Fire Control Panel 

Y Y

Witness :

Description  Status Function test 
Result

Khun Songpon, Khun Sonthaya

TAKACHIHO

Electrical system

Y Y

Y Y

Y Y

Y Y

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

SC1000142
Client :

REF.Contract NO :
Inspection Date :

Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

23 November 2022 - 2 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 BELL N/A N/A first alarm
7 HORN&STOBE N/A N/A second alarm
8 Solenoid Valve N/A N/A to discharge 
9 MANUAL 2 N/A N/A 30 sec to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

Khun Songpon, Khun Sonthaya

SC1000142

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

Remark :

Witness :

Test Result Test trouble 
signal FCP Remarkitem Location Zone.Number Type

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.

NS BLUE SCOPE STEEL (THAILAND) LTD.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

CPL.PAINT STORE UPPER RM.

REF.Contract NO :
Inspection Date :

Inspector :



FUNCTION TEST AUTOMATIC SPRINKLER SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th
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FUNCTION TEST FIRE HOSE REEL



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE PUMP

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 21246806
RATING SPEED RPM.
PUMP BRAND MODEL MEGA-2000 SERIAL N      
FLOW RATE SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE 120 SPEED RPM.

POWER CONTROL MODEL SERIAL No. 325-102007
ELECTRICAL SYSTEM 220 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 56 0C 1 VISUAL CHECKED Normal

2 Normal 2 48/49 0C

3 Normal 3 DISCHARGE PRESSURE 125

4 OIL PRESSURE 65 psi 4 SUCTION PRESSURE 0 Psi

5 26.87,26.88 5 NOISE Normal

6 1.5,0.5 6 COUPLING Normal

7 SPEED RUNNING 2701 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 1695 1695.4 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 4 / 4 OR 100% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal

14 CLEANED Normal

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 28.0,28.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 1.5/0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 90 Psi

RECOMMENDATION Check condition of pump and cleaning
Function test pump manual / auto running time in 30 mins.

The function system working properly
* เปลีѷยน spare part (5/6/65)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12V / 50 Ah) แบตเสืѷอมสภาพ (Battery no.2)

Takachiho Fire, Security & Services (Thailand) Limited

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM  NO.1

ENGINE BRAND CUMMINS 4BT39
- 2900

KSB AJAX PUMP
750 GPM

CONTROL PANEL BRAND PC 1000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

CHECKED FOR CORROSION

Subin, Wachira, Somkid, Anuchit, Chalermchai

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 8061SR1400D
RATING SPEED RPM.
PUMP BRAND MODEL CPR 150-300 TAN SERIAL No. 264183-05
FLOW RATE SUCTION DIA. 8" DISCHARGE DIA. 8"
DESIGN PRESSURE 120 SPEED RPM.

Diesel Engine MODEL SERIAL No. SIN519112021
ELECTRICAL SYSTEM 230 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 92 0C 1 VISUAL CHECKED Normal

2 Normal 2 56/58 0C

3 Normal 3 DISCHARGE PRESSURE 125 Psi

4 OIL PRESSURE 4.2 bar 4 SUCTION PRESSURE N/A

5 13.9 , 13.8 5 NOISE Normal

6 2.0,0.5 6 COUPLING Normal

7 SPEED RUNNING 2815 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 91.3 91.5 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 90% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal 13

14 CLEANED Normal 14

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 14.0,14.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 2.0,0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 75 Psi

RECOMMENDATION * Fire pump in 30 minutes
* เปลีѷยน spare part (3/6/64)
* Battery start using 30/8/22
* ขณะเครืѷองยนตทํ์างานอณุหภมูคิวามรอ้นสงูผดิปกต ิ(จากระยะเวลา 25 นาท)ี ควรตรวจเช็คระบบระบายความรอ้น
ของเครืѷองยนต์

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM NO.2

ENGINE BRAND IVECO 966819
- -

IDEAL
1500 GPM

-
CONTROL PANEL BRAND PC-1000

NEG

CHECKED FOR CORROSION

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. C50132-1T
RATING SPEED RPM.
ELECTRICAL SYSTEM  380 VAC VOLTS. 50 Hz. 150 AMP.
PUMP BRAND MODEL B42670012P19820 SERIAL No. 9603128
FLOW RATE HAED SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE SPEED RPM.

POWER CONTROL  MODEL SERIAL No. 085-102007
ELECTRICAL SYSTEM 380 VAC VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 32/32 oC 2 31/31 oC

3 VOLTS  384,383,385 3 DISCHARGE PRESSURE 120 Psi

4 AMP. 181,176,173 4 SUCTION PRESSURE 0 Psi

5 SPEED RUNNING (RPM.) 2980 RPM 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 100 Psi

RECOMMENDATION Test auto run electric pump  10 Min
Cleaned to motor pump and check magnatic terminal

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR FIRE PUMP SYSTEM

MOTOR BRAND TECO ELECT & MACH EEB-UC002
2955

KSB PUMP

CONTROL PANEL BRAND FC 3000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

BEARING TEMPERATURE    BEARING TEMPERATURE

Subin, Wachira, Somkid, Anuchit, Chalermchai

VISUAL CHECK CONTROL SIGNAL TESTED
CLEANED MAGNATIC CONTACTOR
CHECKED POWER SUPPLY CHECKED FOR CORROSION

Takachiho Fire, Security & Services (Thailand) Limited



PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 85815313
RATING SPEED RPM.
ELECTRICAL SYSTEM 380-415 VOLTS. 50 Hz. 8 AMP.
PUMP BRAND MODEL B42670012 P19820 SERIAL No. 9603217
FLOW RATE 9.5 M3/H SUCTION DIA. 1 1/2" DISCHARGE DIA. 1 1/2"
DESIGN PRESSURE 99.9 M SPEED RPM.

POWER CONTROL   MMODEL SERIAL No. 058-102008
ELECTRICAL SYSTEM 380-415 VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 31/32 0C 2 30 0C

3 VOLTS 393,392,393 3 DISCHARGE PRESSURE 130

4 AMP 7.5,7.3,7.3 4 SUCTION PRESSURE N/A

5 SPEED RUNNING (RPM.) 2631 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 115 Psi

CUT OFF 170 Psi

RECOMMENDATION Cleaned to motor pump and check magnatic terminal
Function tes pump Auto/Manual normal
* Flexible ( Suction) 2" deteriorated
* Cover ป้องกนัใบพัดระบายความรอ้น Jockey pump แตกชํารุด

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

5.5 HP 2900

CHECKED POWER SUPPLY

VISUAL CHECK CONTROL SIGNAL TESTED

NEG

CLEANED
CHECKED FOR CORROSION
MAGNATIC CONTACTOR

GRUNFOS

2900

BEARING TEMPERATURE BEARING TEMPERATURE

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR JOCKEY PUMP SYSTEM

MOTOR BRAND GRUNFOS TMG.112MB2-MB2-28FT130 C'

FUNCTION TEST FIRE PUMP SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

EEmergency light

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

1 EML 001 S S S S S
2 EML 002 S S S S S
3 EML 003 S S S S S
4 EML 004 S S S S S
5 EML 005 S S S S S
6 EML 006 S S S S S
7 EML 007 S S S S S
8 EML 008 S S S S S
9 EML 009 S S S S S เปลีѷยน Batt 30/9/22

10 EML 010 S S S S S
11 EML 011 S S S S S
12 EML 012 S S S S S
13 EML 013 S S S S S
14 EML 014 S S S S S
15 EML 015 S S S S S
16 EML 016 S S S S S
17 EML 017 S S S S S
18 EML 018 S S S S S
19 EML 019 S S S S S
20 EML 020 S S S S S
21 EML 021 S S S S S
22 EML 022 S S S S S
23 EML 023 S S S S S
24 EML 024 S S S S S
25 EML 025 S S S S S
26 EML 026 S S S S S
27 EML 027 S S S S S
28 EML 028 S S S S S
29 EML 029 S S S S S เปลีѷยน Batt 28/11/22

30 EML 030 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark:   test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting

Item Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark

Emergency Lighting wast water treatment

Emergency Lighting ware house op/11

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Lighting ware house 

Emergency Lighting ware house  

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting   work shop

Emergency Lighting pkl-op/15

Emergency Lighting pkl 

Emergency Lighting pkl  corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl entry corri door

Emergency Lighting pkl-eer room

Emergency Lighting pkl-eer room

Emergency Lighting pkl-eer room op-19

Emergency Lighting pkl หนา้หอ้ง eer-room

Emergency Lighting pkl หนา้หอ้ง eer-room

Emergency Lighting pkl-exit pulpit

Emergency Lighting pkl  corri door

Emergency Lighting pkl  corri door

Emergency Lighting pkl  corri door

Emergency Lighting pkl-op/04

pkl  corri door

pkl-op
crm-op/02

Emergency Lighting pkl  corri door

Emergency Lighting
Emergency Lighting

Emergency Lighting

Page 1



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

31 EML 0031 S S S S S
32 EML 0032 S S S S S
33 EML 0033 S S S S S
34 EML 0034 S S S S S
35 EML 0035 N/A N/A N/A N/A N/A อปุกรณ์ถกูยกเลกิ

36 EML 0036 S S S S S
37 EML 0037 S S S S S
38 EML 0038 S S S S S
39 EML 0039 S S S S S
40 EML 0040 S S S S S
41 EML 0041 S S S S S
42 EML 0042 S S S S S
43 EML 0043 S S S S S
44 EML 0044 US US US US US damaged
45 EML 0045 S S S S S เปลีѷยน Batt 28/11/22

46 EML 0046 S S S S S
47 EML 0047 S S S S S
48 EML 0048 US US US US US damaged
49 EML 0049 S S S S S
50 EML 0050 S S S S S
51 EML 0051 S S S S S
52 EML 0052 S S S S S
53 EML 0053 S S S S S
54 EML 0054 S S S S S เปลีѷยน Batt 28/11/22

55 EML 0055 S S S S S
56 EML 0056 S S S S S
57 EML 0057 S S S S S เปลีѷยน Batt 28/11/22

58 EML 0058 S S S S S เปลีѷยน Batt 28/11/22

59 EML 0059 S S S S S เปลีѷยน Batt 28/11/22

60 EML 0060 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 44, 48  damaged

Emergency Lighting

Item Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

model

Emergency Lighting crm-entry AG49

Emergency Lighting crm-corri door

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Lighting crm-roll shop

Emergency Lighting crm-corri door

Emergency Lighting crm-corri door

Emergency Lighting crm-rs01

Emergency Lighting crm-ตูp้pe

Emergency Lighting crm-op/66

Emergency Lighting crm-op/65

Emergency Lighting crm

Emergency Lighting crm-pullpit room

Emergency Lighting crm-shift leder

Emergency Lighting Roll Shop Pulpit

Emergency Lighting crm mill room

Emergency Lighting crm mill room

Emergency Lighting crm-exit op/21

Emergency Lighting crm-op/29

Emergency Lighting crm mill room

Emergency Lighting crm-exit op/70

Emergency Lighting crm- op/70

Emergency Lighting crm- op/64

Emergency Lighting crm- corri door  op/64

Emergency Lighting crm- corri door  to oper

Emergency Lighting zal-corri door

Emergency Lighting crm- corri door  to oper

Emergency Lighting zal- corri door  to sfip.3

Emergency Lighting zal-op/61

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Page 2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

61 EML 0061 S S S S S
62 EML 0062 S S S S S เปลีѷยน Batt 28/11/22

63 EML 0063 S S S S S
64 EML 0064 N/A N/A N/A N/A N/A Cancel
65 EML 0065 S S S S S
66 EML 0066 S S S S S
67 EML 0067 S S S S S
68 EML 0068 S S S S S
69 EML 0069 S S S S S
70 EML 0070 S S S S S
71 EML 0071 S S S S S
72 EML 0072 S S S S S
73 EML 0073 S S S S S
74 EML 0074 S S S S S
75 EML 0075 S S S S S
76 EML 0076 S S S S S
77 EML 0077 S S S S S
78 EML 0078 S S S S S
79 EML 0079 S S S S S
80 EML 0080 S S S S S
81 EML 0081 S S S S S
82 EML 0082 S S S S S
83 EML 0083 S S S S S
84 EML 0084 S S S S S
85 EML 0085 S S S S S
86 EML 0086 S S S S S
87 EML 0087 S S S S S
88 EML 0088 S S S S S
89 EML 0089 S S S S S
90 EML 0090 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting

Item Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

model

Emergency Lighting zal-corri door

Emergency Lighting zal-corri door

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Lighting mcl-1

Emergency Lighting mcl-1 op/56

Emergency Lighting mcl-1 K41

Emergency Lighting mcl-1  k39

Emergency Lighting mcl-1  k37

Emergency Lighting mcl-1  k35

Emergency Lighting mcl-1 eer computter room

Emergency Lighting mcl-1 eer op/51

Emergency Lighting mcl-1 eer room

Emergency Lighting mcl-1 eer room

Emergency Lighting mcl-1 k32

Emergency Lighting mcl-1 op/49

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting mcl-1 lab room

Emergency Lighting cpl-op/46

Emergency Lighting cpl- k26

Emergency Lighting cpl- k2-24

Emergency Lighting cpl- k08

Emergency Lighting cpl- k22

Emergency Lighting cpl- k2-19

Emergency Lighting cpl- k17

Emergency Lighting cpl- k2-14

Emergency Lighting cpl- k12

Emergency Lighting cpl- k2-09
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

91 EML 0091 S S S S S
92 EML 0092 S S S S S
93 EML 0093 S S S S S
94 EML 0094 S S S S S
95 EML 0095 S S S S S
96 EML 0096 S S S S S
97 EML 0097 S S S S S
98 EML 0098 S S S S S
99 EML 0099 S S S S S
100 EML 0100 S S S S S
101 EML 0101 S S S S S
102 EML 0102 S S S S S
103 EML 0103 S S S S S
104 EML 0104 S S S S S
105 EML 0105 S S S S S
106 EML 0106 S S S S S
107 EML 0107 S S S S S
108 EML 0108 S S S S S
109 EML 0109 S S S S S
110 EML 0110 S S S S S
111 EML 0111 S S S S S
112 EML 0112 S S S S S
113 EML 0113 S S S S S
114 EML 0114 S S S S S
115 EML 0115 S S S S S
116 EML 0116 S S S S S
117 EML 0117 S S S S S
118 EML 0118 S S S S S
119 EML 0119 S S S S S
120 EML 0120 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting mcl-2เสา p 17

Emergency Lighting mcl-2เสา p 13

Emergency Lighting mcl-2 Generator

Emergency Lighting mcl-2เสา p 27

Emergency Lighting mcl-2 Generator

Emergency Lighting mcl-2เสา p 21

Emergency Lighting mcl-2เสา p 39.1

Emergency Lighting mcl-2เสา p 36.1

Emergency Lighting mcl-2เสา p 32

Emergency Lighting mcl-1เสา n1-41,42

Emergency Lighting mcl-2เสา p1b-44

Emergency Lighting mcl-2เสา p1b-42

Emergency Lighting mcl-1เสา n1-33,34

Emergency Lighting mcl-1เสา n1-36,37

Emergency Lighting mcl-1เสา n1-38,39

Emergency Lighting mcl-1เสา n1-26,27

Emergency Lighting mcl-1เสา n1-29,30

Emergency Lighting mcl-1เสา n1-31,32

Emergency Lighting cpl-เสา n1-15-16

Emergency Lighting cpl-เสา n1-18,19

Emergency Lighting new lab room

Emergency Lighting cpl-เสา n1-3,4

Emergency Lighting cpl-เสา n1-6,7

Emergency Lighting cpl-เสา n1-10-11

Emergency Lighting col-ทา้ยlineโหลดสนิคา้

Emergency Lighting  cpl-line packing k3

Emergency Lighting  cpl-line packing k5

Emergency Lighting cpl-g2-25

Emergency Lighting cpl-g2-22

Emergency Lighting cpl-g2-08

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client :

Emergency Lighting
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

121 EML 0121 S S S S S
122 EML 0122 S S S S S
123 EML 0123 S S S S S เปลีѷยน Batt 28/11/22

124 EML 0124 S S S S S
125 EML 0125 S S S S S
126 EML 0126 S S S S S
127 EML 0127 S S S S S
128 EML 0128 S S S S S
129 EML 0129 S S S S S
130 EML 0130 S S S S S
131 EML 0131 S S S S S
132 EML 0132 S S S S S
133 EML 0133 S S S S S
134 EML 0134 S S S S S
135 EML 0135 S S S S S
136 EML 0136 S S S S S
137 EML 0137 S S S S S
138 EML 0138 S S S S S
139 EML 0139 S S S S S
140 EML 0140 S S S S S
141 EML 0141 S S S S S
142 EML 0142 S S S S S
143 EML 0143 S S S S S
144 EML 0144 S S S S S
145 EML 0145 S S S S S
146 EML 0146 S S S S S
147 EML 0147 S S S S S
148 EML 0148 S S S S S
149 EML 0149 S S S S S
150 EML 0150 US US US US US อปุกรณ์เสยี

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Light No. 150  damaged

Emergency Lighting support  office

Emergency Lighting support  ประตทูางเขา้
Emergency Lighting server  room

Emergency Lighting operation หอ้งนํѸาชาย

Emergency Lighting operation หอ้ง k.ปีเตอร์

Emergency Lighting operation หอ้งno.7

Emergency Lighting mcl-2 หนา้หอ้ง entry eer

Emergency Lighting mcl-2เสา op/72

Emergency Lighting operation หอ้งนํѸาหญงิ

Emergency Lighting mcl-2 หนา้หอ้ง premelt

Emergency Lighting mcl-2เสา t1-36.1

Emergency Lighting mcl-2เสา op/74

Emergency Lighting mcl-2เสา op/75,76

Emergency Lighting mcl-2เสา op/75

Emergency Lighting mcl-2เสา 36.2

Emergency Lighting mcl-2เสา op/81

Emergency Lighting mcl-2เสา ทางลง pot eer

Emergency Lighting mcl-2เสา op/77-78

Emergency Lighting mcl-2เสา t1a 24

Emergency Lighting mcl-2เสา t1-31

Emergency Lighting mcl-2เสา store

Emergency Lighting mcl-2เสา t1a 13,14

Emergency Lighting mcl-2เสา t1a 18,19

Emergency Lighting mcl-2 หนา้หอ้ง main eer

Emergency Lighting mcl-2เสา t1a4,5

Emergency Lighting mcl-2เสา t1a 7,8

Emergency Lighting mcl-2เสา t1a 11,12

Emergency Lighting mcl-2เสา p 5

Emergency Lighting mcl-2เสา p 3

Emergency Lighting mcl-2เสา r-1

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client :

Emergency Lighting
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

151 EML 0151 S S S S S
152 EML 0152 S S S S S
153 EML 0153 S S S S S
154 EML 0154 S S S S S
155 EML 0155 S S S S S
156 EML 0156 S S S S S
157 EML 0157 S S S S S
158 EML 0158 S S S S S
159 EML 0159 S S S S S
160 EML 0160 S S S S S
161 EML 0161 S S S S S
162 EML 0162 S S S S S
163 EML 0163 S S S S S
164 EML 0164 S S S S S
165 EML 0165 S S S S S
166 EML 0166 S S S S S
167 EML 0167 S S S S S
168 EML 0168 S S S S S
169 EML 0169 S S S S S
170 EML 0170 S S S S S
171 EML 0171 S S S S S
172 EML 0172 S S S S S
173 EML 0173 S S S S S
174 EML 0174 S S S S S
175 EML 0175 S S S S S
176 EML 0176 S S S S S
177 EML 0177 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable
                

Remark: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Lighting Training Center Bld.

Emergency Lighting Admin

Emergency Lighting Admin

Emergency Lighting CPL Upper / Lower

Emergency Lighting CPL G2 เสา 15

Emergency Lighting CPL G2 เสา 13

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting CPL Upper / Lower

Emergency Lighting MCL1 In Pulpitroom

Emergency Lighting CPL Loading

Emergency Lighting Training Center Bld.

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Ware house

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting Gam ling

Emergency Lighting MCL1 Pulpit

Emergency Lighting MCL1 Pulpit

Emergency Lighting Gam ling

Emergency Lighting Sub.115 kv

Emergency Lighting Training Center Bld.

Emergency Lighting Training Center Bld.

Emergency Lighting Admin door exit

Emergency Lighting Admin door exit

Emergency Lighting First aid room

Remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Item Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client :

Emergency Lighting
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

EExit Light system

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

1 EXL001 S S S S S
2 EXL002 S S S S S
3 EXL003 S S S S S
4 EXL004 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

5 EXL005 S S S S S
6 EXL006 S S S S S
7 EXL007 S S S S S
8 EXL008 S S S S S
9 EXL009 S S S S S

10 EXL010 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

11 EXL011 S S S S S
12 EXL012 N/A N/A N/A N/A N/A Cancel
13 EXL013 S S S S S
14 EXL014 S S S S S
15 EXL015 S S S S S
16 EXL016 S S S S S
17 EXL017 S S S S S
18 EXL018 S S S S S
19 EXL019 S S S S S
20 EXL020 S S S S S
21 EXL021 S S S S S
22 EXL022 S S S S S
23 EXL023 S S S S S
24 EXL024 S S S S S
25 EXL025 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

26 EXL026 S S S S S
27 EXL027 S S S S S
28 EXL028 S S S S S
29 EXL029 S S S S S
30 EXL030 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 4, 10, 25 แบตเสืѷอม 3.6 V / 1,800 Ah.

Emergency Exit Inditcator

Ite
m Ext.No. Type Location Building Area

Client :
REF.Contract NO :

Inspection Date :
Inspector :
Witness :

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remart

Emergency Exit Lighting ware house op/11

Emergency Exit Lighting ware house op/09

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Emergency Exit Lighting work shop op/12

Emergency Exit Lighting worke shop op/08

Emergency Exit Lighting pkl-op/15

Emergency Exit Lighting pkl-op/exit

Emergency Exit Lighting pkl-eer room op/17a

Emergency Exit Lighting pkl-eer room op/17

Emergency Exit Lighting pkl-eer room exit door

Emergency Exit Lighting pkl-eer room exit door

Emergency Exit Lighting pkl-eer room op/18,19

Emergency Exit Lighting pkl-op/03

Emergency Exit Lighting pkl-op/04

Emergency Exit Lighting pkl-op/05

Emergency Exit Lighting crm-exit op/01

Emergency Exit Lighting crm-op/66

Emergency Exit Lighting crm-op/65

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-mill pulpit room

Emergency Exit Lighting crm-cella

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm- op/64

Emergency Exit Lighting crm-exit/cella

Emergency Exit Lighting crm-op/20

Emergency Exit Lighting crm-op/21

Emergency Exit Lighting crm-eer op/22

Emergency Exit Lighting crm-eer exit

Emergency Exit Lighting crm- op/29

ex-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

31 EXL031 S S S S S
32 EXL032 S S S S S
33 EXL033 S S S S S
34 EXL034 S S S S S
35 EXL035 S S S S S
36 EXL036 S S S S S
37 EXL037 S S S S S
38 EXL038 S S S S S
39 EXL039 S S S S S
40 EXL040 S S S S S
41 EXL041 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

42 EXL042 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

43 EXL043 S S S S S
44 EXL044 S S S S S
45 EXL045 S S S S S
46 EXL046 S S S S S
47 EXL047 S S S S S
48 EXL048 S S S S S
49 EXL049 S S S S S
50 EXL050 S S S S S
51 EXL051 N/A N/A N/A N/A N/A Cancel
52 EXL052 N/A N/A N/A N/A N/A Cancel
53 EXL053 N/A N/A N/A N/A N/A Cancel
54 EXL054 N/A N/A N/A N/A N/A Cancel
55 EXL055 N/A N/A N/A N/A N/A Cancel
56 EXL056 S S S S S
57 EXL057 S S S S S
58 EXL058 S S S S S
59 EXL059 S S S S S
60 EXL060 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 41, 42 แบตเสืѷอม 3.6 V / 1,800 Ah.

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 wet roolling pot

Emergency Exit Lighting mcl-2 op/89

Emergency Exit Lighting mcl-1-เสา n-42,43

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting mcl-2 coating pot eer

Emergency Exit Lighting cpl-เสา n1-11,12

Emergency Exit Lighting mcl-1-เสา n-32

Emergency Exit Lighting mcl-1-เสา n-32,35

Emergency Exit Lighting cpl-op/43

Emergency Exit Lighting cpl-op/42

Emergency Exit Lighting cpl-เสา n1-02

Emergency Exit Lighting cpl lab room exit door

Emergency Exit Lighting cpl-op/46

Emergency Exit Lighting cpl-piant stor op/44

Emergency Exit Lighting mcl-1 op/49

Emergency Exit Lighting mcl-1 op/48 Lab room

Emergency Exit Lighting cpl lab room

Emergency Exit Lighting mcl-1 eer room op/51

Emergency Exit Lighting mcl-1 eer room op/52

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1 eer exit door computter room

Emergency Exit Lighting mcl-1 eer exit door computter room

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting mcl-1  op/56

Emergency Exit Lighting mcl-1  op/54

Emergency Exit Lighting mcl-1 eer exit door 

Emergency Exit Lighting zal-op/61

Emergency Exit Lighting zal-op/60

Emergency Exit Lighting zal-op/57

remake

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client :

Emergency Exit Inditcator

ex-2



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

61 EXL061 S S S S S
62 EXL062 S S S S S
63 EXL063 S S S S S
64 EXL064 S S S S S
65 EXL065 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

66 EXL066 S S S S S
67 EXL067 S S S S S
68 EXL068 S S S S S
69 EXL069 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

70 EXL070 S S S S S
71 EXL071 S S S S S
72 EXL072 S S S S S
73 EXL073 S S S S S
74 EXL074 S S S S S
75 EXL075 S S US S S แบตเสืѷอม 3.6 V/1,800 Ah

76 EXL076 S S S S S
77 EXL077 S S S S S
78 EXL078 S S S S S
79 EXL079 S S S S S
80 EXL080 N/A N/A N/A N/A N/A Cancel
81 EXL081 S S S S S
82 EXL082 S S S S S
83 EXL083 S S S S S
84 EXL084 S S S S S
85 EXL085 S S S S S
86 EXL086 S S S S S
87 EXL087 S S S S S
88 EXL088 S S S S S
89 EXL089 S S S S S
90 EXL090 S S S S S
91 EXL091 S S S S S
92 EXL092 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min
* Emergency Exit Light No. 65, 69, 75 แบตเสืѷอม 3.6 V / 1,800 Ah.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting Training Center Bld.

Emergency Exit Lighting MCL 2 ทางขึѸนใตด้นิ

Emergency Exit Lighting support exit door

Emergency Exit Lighting office safety room

Emergency Exit Lighting sub.115kv

Emergency Exit Lighting office operation exit door

Emergency Exit Lighting support หอ้งพยาบาล

Emergency Exit Lighting support exit door

Emergency Exit Lighting mcl-2 op/72

Emergency Exit Lighting mcl-2 เสา t1a 45

Emergency Exit Lighting office operation exit door

Emergency Exit Lighting mcl-2 entry eer exit door

Emergency Exit Lighting mcl-2 entry eer exit door

Emergency Exit Lighting mcl-2หนา้หอ้ง entry eer 

Emergency Exit Lighting mcl-2 เสา t1- 35.1

Emergency Exit Lighting mcl-2 เสา t1- 37.1

Emergency Exit Lighting mcl-2 op/74

Emergency Exit Lighting mcl-2 op/80

Emergency Exit Lighting mcl-2 op/78

Emergency Exit Lighting mcl-2 op/76

Emergency Exit Lighting mcl-2  exit door main eer

Emergency Exit Lighting mcl-2  exit door T1 23

Emergency Exit Lighting mcl-2 เสา OP 83

Emergency Exit Lighting mcl-2 op/87

Emergency Exit Lighting mcl-2 op/86

Emergency Exit Lighting mcl-2  exit door main eer

Emergency Exit Lighting mcl-2 เสา t1a 6,7

Emergency Exit Lighting mcl-2 เสา t1a 9,10

Emergency Exit Lighting mcl-2 เสา t1a 12,13

remark

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client :

Emergency Exit Inditcator

ex-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NS BLUE SCOPE STEEL THAI LAND
6 times/year
23 November 2022 - 2 December 2022

Khun Songpon, Khun Sonthaya

93 EXL093 S S S S S
94 EXL094 S S S S S
95 EXL095 S S S S S
96 EXL096 S S S S S
97 EXL097 S S S S S
98 EXL098 S S S S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remerk: test off main power breaker 220 v.ac  for battery back up 30 min

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Emergency Exit Lighting Admin

Power 
Supply

Battery Full 
ready for 
operation

Circuit 
Board Physical remark

Emergency Exit Lighting CPL

REF.Contract NO :
Inspection Date :

Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai
Witness :

Ite
m Ext.No. Type Location Building Area

Electric 
Bulb is 
good 

Condition

Client :

Emergency Exit Inditcator

ex-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

For this project, our company will follow inspection and maintenance procedures of fire 

alarm system and fire fighting system by referring to these standards as detail below. 

• NFPA 10 – Standard For Portable Fire Extinguishers

• NFPA 11 – Standard For Foam Extinguishers, Low Expansion

• NFPA 12 – Standard On Carbon Dioxide Extinguishers systems

• NFPA 13 – Standard For The Installation of Sprinkler systems

• NFPA 14 – Standard For Installation of Stand Pipe and Hose Systems

• NFPA 15 – Standard For Water Spray Fixed Systems For Fire Protection

• NFPA 20 – Standard For Installation of Centrifugal Fire Pumps

• NFPA 25 – Standard For The Inspection, Testing, and Maintenance of Water-Based

                       Fire Protection System

• NFPA 30 – Flammable and Combustible Liquids Code

• NFPA 70 – National Electrical Code

• NFPA 72 – National Fire Alarm Code

Standard Reference

 

 

 

 

 

 

 

 

NS BLUE SCOPE STEEL (THAILAND) LTD. 

Preventive Maintenance for Fire Protection System 

 

On December 2022 

 

 

 

 

 

 

 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

Customer : NS Blue Scope Steel Thailand Report Date : November 2022

 

Inspector By : 1. Subin Karnna Service Leader

2. Wachira Chaiyapan Technician Service

3. Somkhid Khamlai Technician Service

4. Anuchit Phoomee Technician Service

5. Chalermchai Sameerai Technician Service

Takachiho Fire, Security & Services (Thailand) Ltd.

INSPECTION, TEST AND PREVENTIVE MAINTENANCE
FOR

Fire Protection and fire Detection System

Reported By

Mr. Chalermchai Soontornpanaves

Fire Service Manager
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE ALARM SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

PKL ,W/S,W/H, BLDG   SFIP-01  SIMPLEX 4100 ES [NODE 1]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    228.1  VAC

Charger control panel    28.10  VDC

Battery back up   28.05  VDC ( start  24/9/22 ) 12V 18Ah

 

Y

Y

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet (Monthly/Quarterly)

REF.Contract NO :

Y

Y

Y

Fire Detection and Alarm System

Subject : 

TAKACHIHO

Witness :

Y

Y

Y

Y

SC1000142
Inspection Date :

Remark : 

Y

Y

Y

Location of fire alarm control panel : 

Inspector :

Y

Y

1. Fire Alarm Control Panel 

ResultDescription

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

CONTROL PANEL FIRE ALARM1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

PKL,W/S,W/H, BLDG  SFIP-01  SIMPLEX 4100 ES [NODE 1]

1 M1-32 MANUAL Y Y
2 M1-34 MANUAL Y Y
3 M1-59 SMOKE Y Y
4 M1-29 MANUAL Y Y
5 M1-21 MANUAL Y Y
6 M1-17 MANUAL Y Y
7 M1-37 MANUAL Y Y
8 M1-39 MANUAL Y Y
9 M1-43 MANUAL Y Y
10 M1-47 MANUAL Y Y
11 M1-54  MANUAL Y Y
12 M1-61 SMOKE Y Y
13 M1-60 SMOKE Y Y
14 M1-63 SMOKE Y Y
15 M1-64 SMOKE Y Y
16 M1-24 MANUAL Y Y
17 M1-6 MANUAL Y Y
18 M1-1 MANUAL Y Y
19 M1-15 MANUAL Y Y
20 M1-15 MANUAL Y Y
21 M1-11 IAM-signal alarm Y Y
22 M1-12 IAM-signal alarm Y Y
23 M1-26 MANUAL Y Y
24 M1-57 SMOKE Y Y
25 M1-57 SMOKE Y Y
26 M1-57 SMOKE Y Y
27 M1-58 MANUAL Y Y
28 M1-58 MANUAL Y Y
29 M1-58 MANUAL Y Y
30 M1-62 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)
PKL Tunnel south(ใตด้นิ)

W/H Room B

PKL eer room (signal fm 200)

PKL-op/15

PKL-op/4
PKL acid tank sm-1

PKL Tunnel south(ใตด้นิ)

PKL Tunnel south(ใตด้นิ)

Work shop trainning room
Worke shop office room

PKL-eer room

Ware house room-a

PKL eer room (signal inergen)

PKL Tunnel south(ใตด้นิ)

PKL-exit pulpit
PKL-op/3

PKL-eer room

Worke shop op/12
PKL op/16  Silen grid

item LOOP/ 
Zone.Number

Location of fire alarm control panel : 

Ware house

Witness :

Inspection Date :

Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :

Fire Detection and Alarm System

SC1000142

Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark:

Khun Songpon, Khun Sonthaya

PKL-mac-console o-s1

RemarkLocation Inspection 
ResultType Test Result

PKL  mac 03 op/17
Ware house op/08

PKL-mac-3
PKL-op/5

Ware house room-b

Ware house op/09
Worke shop tool room

Function test1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

 COLD ROLL MILL,OPERATION  BLDG  SFIP-02  SIMPLEX 4100 ES [ NODE 2 ]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   228.6  VAC 

Charger control panel 27.38 VDC

Battery back up 27.35 VDC ( start 24/09/22 )  12V 18Ah   

Local Power Supply Support Building

AC POWER  :  228.1  VAC 

Charger control panel  :  27.19  VDC

Battery Back Up  :  27.17  VDC

Battery Start  :  24/09/22

Preventive Maintenance Check Sheet (Monthly/Quarterly)

Witness : Khun Songpon, Khun Sonthaya

Inspection Date :

Fire Detection and Alarm System

Subject : 
Client :

Inspector :

REF.Contract NO : SC1000142
NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Y

Y

Y

Location of fire alarm control panel : 

Description

Y

Y

Result

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

Y

TAKACHIHO

Y

Remark : 

CONTROL PANEL FIRE ALARM2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

1 M1-1 MANUAL Y
2 M1-12 SMOKE Y
3 M1-12 SMOKE Y
4 M1-14 MANUAL Y
5 M1-20 MANUAL Y
6 M1-21 MANUAL Y
7 M1-17 MANUAL Y
8 M1-26 MANUAL Y
9 M1-22 MANUAL Y

10 M2-33 MANUAL Y
11 M2-30 MANUAL Y
12 M2-11 MANUAL Y
13 M2-14 MANUAL Y
14 M2-25 MANUAL Y
15 M2-22 MANUAL Y
16 M2-28 MANUAL Y
17 M2-8 MANUAL Y
18 M1-5 SMOKE Y
19 M1-5 SMOKE Y
20 M1-5 SMOKE Y
21 M1-5 SMOKE Y
22 M1-5 SMOKE Y
23 M1-5 SMOKE Y
24 M1-5 SMOKE Y
25 M1-5 SMOKE Y
26 M1-5 SMOKE Y
27 M1-5 SMOKE Y
28 M1-6 SMOKE Y
29 M1-6 SMOKE Y
30 M1-6 SMOKE Y Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System

Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO : SC1000142
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number

Inspector :

Remark

Exit door OP 64 Y
Grid Y-49 Y

Inspection 
Result

Grid Y-49 Y

Type

CRM pulpit Y

Test Result

CRM hydr cella(ใตด้นิ) Y
CRM hydr cella(ใตด้นิ) Y

CRM Y
CRM rool shop op/66 Y

CRM Y
CRM op/20 Y
CRM op/21 Y

CRM eer.room op/27 Y
CRM eer.room Y
CRM eer.room Y
CRM eer.room Y
CRM eer.room Y

CRM op/29 Y
Operation bldg Y

Y

Operation bldg Y

Operation bldg Y
Operation bldg Y

Y

Operation bldg

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y

Operation bldg
Operation bldg Y
Operation bldg

Function test 2-1



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

 CRO ROLL MILL,OPERATION BLDG  SFIP-02  SIMPLEX 4100 ES [NODE 2]

31 M1-6 SMOKE Y
32 M1-6 SMOKE Y
33 M1-6 SMOKE Y
34 M1-6 SMOKE Y
35 M1-6 SMOKE Y
36 M1-5 SMOKE Y
37 M1-5 SMOKE Y
38 M1-5 SMOKE Y
39 M1-5 SMOKE Y
40 M1-7 MANUAL Y
41 M1-9 MANUAL Y
42 M2-23 MANUAL Y
43 M2-24 MANUAL Y
44 M2-17 IAM-signal alarm Y
45 M2-18 IAM-signal alarm Y
46 M1-6 HEAT Y
47 M2-12 SMOKE Y
48 M2-29 SMOKE Y
49 M2-29 SMOKE Y
50 M2-29 SMOKE Y
51 M2-29 SMOKE Y
52 M2-29 SMOKE Y
53 M2-12 SMOKE Y
54 M2-12 SMOKE Y
55 M2-12 SMOKE Y
56 M1-31 SMOKE Y
57 M1-32 SMOKE Y

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO :
Inspection Date :

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Operation bldg Y

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

Operation bldg Y
Operation bldg Y

Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y
Operation bldg Y

EER room CRM Y
EER room CRM Y

CRM EER (Signal Inergen1) Y
CRM EER (Signal Inergen2) Y

Operation bldg Y
EER Room Ground Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y
CRM EER Room Y

CRM EER Room Ground Y
CRM EER Room Ground Y
CRM EER Room Ground Y

Roll Shop EER RM. Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Roll Shop EER RM. Y

Function test 2-2

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

1 M3-60 MANUAL Y
2 M3-39 MANUAL Y
3 M3-38 MANUAL Y
4 M3-52 MANUAL Y
5 M3-19 MANUAL Y
6 M3-22 MANUAL Y
7 M3-73 SMOKE Y
8 M3-74 SMOKE Y
9 M3-26 MANUAL Y

10 M3-35 MANUAL Y
11 M3-48 MANUAL Y
12 M3-30 SMOKE Y
13 M3-31 MANUAL Y
14 M3-27 MANUAL Y
15 M3-58 MANUAL Y
16 M3-76 SMOKE N Test ไมส่ง่ alarm
17 M3-76 SMOKE Y
18 M3-76 SMOKE Y
19 M3-76 SMOKE Y
20 M3-76 SMOKE Y
21 M3-76 SMOKE Y
22 M3-77 MANUAL Y Y
23 M3-78 MANUAL Y
24 M3-55 MANUAL Y Y
25 M3-96 MANUAL Y Y
26 M3-96 MANUAL Y Y
27 M3-97 HEAT Y
28 M3-97 HEAT Y
29 M3-97 HEAT Y
30 M3-97 HEAT Y

Remark: * M2-12 เขา้พืѸนทีѷ test ไมไ่ด ้จํานวน 4 Ea (พืѸนทีѷหมอ้แปลงไฟฟ้า)
* N3-76 Smoke Test ไมส่ง่ alarm 1 Ea

Y

Document store

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

ZAL op/34

Canteen
Canteen
Canteen

Canteen
Canteen
Canteen

Y

Y
Y

MCL1 op/32 Y
Document store N

Document store Y

Document store Y
Document store Y
Document store Y
Document store Y
Document store Y

MCL1 pulpit room Y
MCL1 pulpit room Y

MCL1 op/54 Y

MCL1 op/56 Y
MCL1 op/52 Y
MCL1 op/49 Y

ZAL op/57 Y
Maintenance office Y
Maintenance office Y

MCC.op/51 Y
ZAL op/35 Y
MCl. op/60 Y

Remark

ZAL op/60 Y
MCC.op/exit Y

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Function test 2-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

31 M3-97 HEAT Y
32 M3-97 HEAT Y
33 M3-97 HEAT Y
34 M3-97 HEAT Y
35 M3-68 IAM-signal alarm Y
36 M3-43 IAM-signal alarm Y
37 M3-44 IAM-signal alarm Y
38 M3-72 IAM-signal alarm Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM BLDG  SFIP-02 SIMPLEX 4100 ES [NODE 2]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Canteen Y
Canteen Y
Canteen Y

Remark

eer-mcl-1 inergen signal Y
Support bldg inergen signal Y

Canteen Y
Sub 115 kv Y

eer-mcl-1 inergen signal Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Function test 2-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

1 M3-70 (ZONE 2) MANUAL Y
2 M3-69 (ZONE 1) SMOKE Y
3 M3-69 (ZONE 1) SMOKE Y
4 M3-69 (ZONE 1) SMOKE Y
5 M3-70 (ZONE 2) MANUAL Y
6 M3-69 (ZONE 1) SMOKE Y
7 M3-69 (ZONE 1) SMOKE Y
8 M3-69 (ZONE 1) SMOKE Y
9 M3-69 (ZONE 1) SMOKE Y

10 M3-70 (ZONE 2) MANUAL Y
11 M3-70 (ZONE 2) SMOKE Y
12 M3-71 (ZONE 3) SMOKE Y
13 M3-71 (ZONE 3) SMOKE Y
14 M3-71 (ZONE 3) MANUAL Y
15 M3-71 (ZONE 3) SMOKE        Y
16 M3-71 (ZONE 3) SMOKE Y
17 M3-71 (ZONE 3) MANUAL Y
18 M3-71 (ZONE 3) MANUAL Y
19 M3-71 (ZONE 3) SMOKE Y
20 M3-71 (ZONE 3) SMOKE Y
21 M3-71 (ZONE 3) SMOKE Y
22 M3-71 (ZONE 3) SMOKE Y
23 M3-71 (ZONE 3) MANUAL Y
24 M3-69 (ZONE 1) SMOKE Y
25 M3-69 (ZONE 1) SMOKE Y
26 M3-69 (ZONE 1) SMOKE Y
27 M3-69 (ZONE 1) SMOKE Y
28 M3-69 (ZONE 1) SMOKE Y
29 M3-69 (ZONE 1) SMOKE Y
30 M3-70 (ZONE 2) SMOKE Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Support bldg Y

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

Support bldg Y
Support bldg Y

Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y
Support bldg Y

Support bldg first aid Y
Support bldg first aid Y

Safety bldg. Y
Safety bldg. Y
Safety bldg. Y

Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y
Safety bldg. locker room Y

Trainning room Y
Trainning room Y

Project Engineering Y
Safety bldg. Y

Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y
Support bldg. Y

Support bldg. First aid Y

Function test 2-5



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

31 M3-71 (ZONE 3) MANUAL Y
32 M3-71 (ZONE 3) MANUAL Y
33 M3-70 (ZONE 2) SMOKE Y
34 M3-70 (ZONE 2) SMOKE Y
35 M3-80 Alarm Bell Y
36 M3-81 Alarm Bell Y
37 M3-69 SMOKE Y
38 M3-69 SMOKE Y
39 M3-69 SMOKE Y
40 M3-69 SMOKE Y
41 M3-69 SMOKE Y
42 M3-69 SMOKE Y
43 M3-69 SMOKE Y
44 M3-69 SMOKE Y
45 M3-71 MANUAL Y
46 M3-71 SMOKE Y

Remark:

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel : SUPPORT,SAFETY  BLDG (Node 2)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Toilet ชาย Y
Toilet หญงิ Y

Remark

Project Engineering Y
Support bldg. Y

Support bldg. Y
Trainning room Y

Commercial Rm. Y
WH & Logistics Rm. Y

Production Planning Rm. Y
Customer Service Rm. Y
Infrastructure Support Y

Procurement Rm. Y
VP Supply Chain Rm. Y

Support Bldg. Y
Project Engineering Y
Project Engineering Y

Function test 2-6

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

 CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER    228.8  VAC

Charger control panel  27.21  VDC

Battery back up 27.20  VDC

* Battery  start 24/09/22  12V 18Ah

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 

Result

Client :
REF.Contract NO :

Inspection Date :
Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description

1. Fire Alarm Control Panel 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Remark : 

Y

Y

Y

Y

Y

CONTROL PANEL FIRE ALARM 3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

CPL,MCL-2 BLDG  SFIP-03  SIMPLEX 4100 ES [NODE 3]

1 M1-38 MANUAL Y
2 M1-46 SMOKE Y
3 M1-45 SMOKE Y
4 M1-27 MANUAL Y
5 M1-14 MANUAL Y
6 M1-42 MANUAL Y
7 M1-8 MANUAL Y
8 M1-5 MANUAL Y
9 M1-11 MANUAL Y

10 M1-47 SMOKE Y
11 M2-3 MANUAL Y
12 M2-2 SMOKE Y
13 M2-1 SMOKE Y
14 M2-8 MANUAL Y
15 M2-8 MANUAL Y
16 M2-7 SMOKE Y
17 M2-14 SMOKE Y
18 M2-14 SMOKE Y
19 M2-13 MANUAL Y
20 M2-13 MANUAL Y
21 M2-11 MANUAL Y
22 M2-3 MANUAL Y
23 M2-3 MANUAL Y
24 M2-3 MANUAL Y
25 M2-2 SMOKE Y
26 M2-2 SMOKE Y
27 M2-2 SMOKE Y
28 M1-86 SMOKE Y
29 M1-87 SMOKE Y
30 M1-88 SMOKE Y

Remark:

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO : SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Subin, Wachira, Somkid, Anuchit, Chalermchai

CPL-lab room 2 Y

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

CPL op/46 Y
CPL-lab room 1 Y

CPL - paint line mac-4 Y
CPL - paint line mac-2 Y

CPL new lab op/37 Y
CPL packing mac-1 Y
CPL packing mac-2 Y

CPL-recon area Y
MCL-inspactor room Y

Service tunnel north mac Y
Service tunnel north smoke Y
Service tunnel north smoke

Air compreeser- mac Y

Air compreeser- smoke Y

Y

Air compreeser- mac Y

Water treat ment smoke Y

Water treat ment mac Y

Solid waste Y

Water treat ment smoke Y

Water treat ment mac Y

Service tunnel north mac Y
Service tunnel north mac Y
Service tunnel north mac Y

Service tunnel north smoke Y
Service tunnel north smoke Y
Service tunnel north smoke Y

MCL_2 exit room Y
MCL_2 exit room Y

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable
MCL_2 exit room Y

Function test 3-1

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

31 M2-43 MANUAL Y
32 M2-44 SMOKE Y
33 M2-45 SMOKE Y
34 M2-35 S/S V.  N/A Main Valve off
35 M2-39 S/S V.  N/A Main Valve off
36 M2-46 MANUAL Y
37 M2-48 SMOKE Y
38 M2-49 SMOKE Y
39 M2-93 SMOKE Y
40 M2-94 SMOKE Y
41 M2-91 MANUAL Y
42 M2-55 S/S V.  N/A Main Valve off
43 M2-59 S/S V.  N/A Main Valve off
44 M2-63 S/S V.  N/A Main Valve off
45 M2-77 S/S V.  N/A Main Valve off
46 M2-71 S/S V.  N/A Main Valve off
47 M2-63 S/S V.  N/A Main Valve off
48 M2-83 S/S V.  N/A Main Valve off
49 M1-81 S/S V.  N/A Main Valve off
50 M1-6 SMOKE S
51 M1-75 S/S V.  N/A Main Valve off
52 M1-90 S/S V.  N/A Main Valve off
53 M1-61 S/S V.  N/A Main Valve off
54 M1-55 S/S V.  N/A Main Valve off
55 M1-49 S/S V.  N/A Main Valve off
56 M1-68 MANUAL Y
57 M1-70 SMOKE Y
58 M1-71 SMOKE Y
59 M1-68 MANUAL Y
60 M1-33 MANUAL Y

Remark:

Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

MCL-2  entry meting room Y

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

MCL_2  coating pot room Y
MCL_2  coating pot room Y
MCL_2  coating pot room

Remark

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y

MCL-2  entry meting room Y
MCL-2  entry meting room Y

MCL-2  entry room Y
MCL-2  entry room Y
MCL-2  entry room Y

MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

HC. Yard Office Rm. S
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A
MCL-2 fire suppression N/A

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y
MCL-2 disch office Y

CPL เสา c2/25 Y

Function test 3-2



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

61 M1-43 SMOKE Y Y
62 M1-43 SMOKE Y Y
63 M1-43 SMOKE Y Y
64 M1-84 MANUAL Y Y
65 M1-22 S/SV Y Y
66 M1-30 MANUAL Y Y
67 M1-1 MANUAL Y Y
68 M1-24 MANUAL Y Y
69 M2-1 SMOKE Y Y
70 M2-1 SMOKE Y Y
71 M2-12 HEAT Y Y
72 M2-12 HEAT Y Y
73 M2-12 HEAT Y Y
74 M2-12 HEAT Y Y
75 M1-93 MANUAL Y Y
76 M1-93 SMOKE Y Y
77 M1-93 SMOKE Y Y
78 M1-93 SMOKE Y Y
79 M1-93 SMOKE Y Y
80 M1-93 SMOKE Y Y
81 M1-93 SMOKE Y Y
82 M1-93 SMOKE Y Y
83 M1-93 SMOKE Y Y
84 M1-93 SMOKE Y Y
85 M1-93 SMOKE Y Y

Remark:

Fire Detection and Alarm System

Witness :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.Client :

REF.Contract NO : SC1000142
Inspection Date :

Khun Songpon, Khun Sonthaya
Inspector : Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Location of fire alarm control panel : MCL-1, CPL,MCL-2 BLDG  SFIP-03 SIMPLEX  4100 ES [NODE 3]

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result Remark

CPL Paint line
CPL Recon Area
CPL Paint Store

New lab room
Exit mcl 2 pulpit

MCL 2 Suppervisory

New lab room
New lab room

SOLID WASTE
EQUIPMENT

EQUIPMENT STORGE W/H

SOLID WASTE

SERVICE TUNNEL
SERVICE TUNNEL

SOLID WASTE

SOLID WASTE

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H

EQUIPMENT STORGE W/H
EQUIPMENT STORGE W/H

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Function test 3-3

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

MCL-2 BLDG  Node 3 Loop M3

1 M3-34 MANUAL Y Y
2 M3-35 MANUAL Y Y
3 M3-36 MANUAL Y Y
4 M3-37 MANUAL Y Y
5 M3-33 MANUAL Y Y
6 M3-29 MANUAL Y Y
7 M3-23 MANUAL Y Y
8 M3-24 MANUAL Y Y
9 M3-25 MANUAL Y Y

10 M3-9 MANUAL Y Y
11 M3-27 MANUAL Y Y
12 M3-28 MANUAL Y Y
13 M3-16 MANUAL Y Y
14 M3-17 MANUAL Y Y
15 M3-18 MANUAL Y Y
16 M3-30 MANUAL Y Y
17 M3-1 MANUAL Y Y
18 M3-26 MANUAL Y Y
19 M3-2 MANUAL Y Y
20 M3-31 MANUAL Y Y
21 M3-32 MANUAL Y Y
22 M3-48 MANUAL Y Y
23 M3-48 HEAT Y Y
24 M3-48 HEAT Y Y
25 M3-48 HEAT Y Y
26 M3-48 HEAT Y Y
27 M3-48 HEAT Y Y
28 M3-38 MANUAL Y Y Under ground EER
29 M3-3 IAM Y Y commons trouble
30 M3-4 IAM Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System

Client :
REF.Contract NO : SC1000142

Inspection Date :

Subject : 
NS BLUE SCOPE STEEL (THAILAND) LTD.

Preventive Maintenance Check Sheet 

Inspection 
Result RemarkTest ResultLOOP/ 

Zone.Number

Remark :

 Mcl-2 coil and storange wast zone 6

Mcl-2 coil and storange east  zone 4
Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 Ingot storange Zone 3

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange central zone 5

Mcl-2 New Chemical Storage Zone 8

item Location

Mcl-2 NCP1 PLC & Com Rm. 

Mcl-2 coil and storange central zone 5

MCL-2 main eer room Zone1
Mcl-2 coil and storange central zone 5

MCL-2 entry eer room Zone 2

Mcl-2 Ingot storange Zone 3

Mcl-2 NCP1 PLC & Com Rm. 

 Mcl-2 coil and storange wast zone 6
 Mcl-2 coil and storange wast zone 6

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 Ingot storange Zone 3

Mcl-2 coating Pot EER RM Zone 7

Mcl-2 coil and storange east  zone 4

Mcl-2 coil and storange east  zone 4

Mcl-2 New Chemical Storage Zone 8
Mcl-2 New Chemical Storage Zone 8

Mcl-2 New Chemical Storage Zone 8

Mcl-2 coil and storange central zone 5
MCL-2 main eer room Zone1

 Mcl-2 coil and storange wast zone 6
Mcl-2 coil and storange central zone 5

Type

Inspector :
Witness :

Location of fire alarm control panel : 

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test 3-4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

MCL-2 BLDG  Node 3 Loop M3

31 M3-5 IAM SUPERVISORY Y Y commons trouble
32 M3-6 IAM SUPERVISORY Y Y commons alarm
33 M3-39 IAM SUPERVISORY Y Y commons trouble
34 M3-40 IAM SUPERVISORY Y Y commons alarm
35 M3-19 IAM SUPERVISORY Y Y commons trouble
36 M3-20 IAM SUPERVISORY Y Y commons alarm
37 M3-10 IAM SUPERVISORY Y Y commons trouble
38 M3-11 IAM SUPERVISORY Y Y commons alarm
39 M3-12 IAM SUPERVISORY Y Y commons trouble
40 M3-13 IAM SUPERVISORY Y Y commons alarm

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel : 

item Location LOOP/ 
Zone.Number Type

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Test Result Remark

Mcl-2 NCP2 Main Exit EER Rm. 
Mcl-2 NCP2 Main Exit EER Rm. 

Mcl-2 NCP3 Coating Pot EER Rm. 
Mcl-2 NCP3 Coating Pot EER Rm. 

Inspection 
Result

Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP4 Premalt EER Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 
Mcl-2 NCP5 PLC & Comp Rm. 

Mcl-2 NCP2 NO. 6 ENTRY EER Rm. 

Remark :

Function test 3-5

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER   228.35  VAC  

Charger control panel  27.20  V.dc 

Battery back up 27.15  V.dc  start using 24/09/22

* Smoke detector point M1-4 ทีѷอาคาร Admin ไมส่ามารถ Test สง่ Alarm ได ้(อปุกรณ์เสยี 2 ตัว)

TAKACHIHO

Preventive Maintenance Check Sheet (Monthly/Quarterly)
Fire Detection and Alarm System

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Y

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Y

Y

Y

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Location of fire alarm control panel : 

Description Result

1. Fire Alarm Control Panel 

Subin, Wachira, Somkid, Anuchit, Chalermchai

Remark : 

Y

Y

Y

Y

Y

Y

Y

Y

Y

Y

CONTROL PANEL FIRE ALARM 4



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

 ADMIN STATION  BLDG  SFIP-04  SIMPLEX 4100 ES [NODE 4]

1 M1-1 SDA Y
2 M1-2 SMOKE Y
3 M1-2 SMOKE Y
4 M1-2 SMOKE Y
5 M1-3 SMOKE Y
6 M1-3 SMOKE Y
7 M1-3 SMOKE Y
8 M1-3 SMOKE Y
9 M1-3 SMOKE Y

10 M1-3 SMOKE Y
11 M1-3 SMOKE Y
12 M1-3 SMOKE Y
13 M1-4 SMOKE N
14 M1-4 SMOKE N
15 M1-4 SMOKE Y
16 M1-4 SMOKE Y
17 M1-4 SMOKE Y
18 M1-4 SMOKE Y
19 M1-4 SMOKE Y
20 M1-4 HEAT Y
21 M1-4 HEAT Y
22 M1-5 MANUAL Y
23 M1-6 MANUAL Y
24 M1-7 MANUAL Y
25 M1-8 IAM Signal Alarm Y

Test ไมส่ง่ alarm

Fire Detection and Alarm System

Witness :

Preventive Maintenance Check Sheet 

SC1000142

Khun Songpon, Khun Sonthaya

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO :

Remark

Admin bldg. Y

Location of fire alarm control panel : 

item

Subin, Wachira, Somkid, Anuchit, Chalermchai

Ranbuil store Y
Ranbuil store Y

Type Inspection 
Result Test ResultLocation LOOP/ 

Zone.Number

Ranbuil store Y
Admin bldg.canteen Y

Admin bldg.หอ้งประชมุ Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y
Admin bldg.office Y

Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา N
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y
Admin bldg.ใตห้ลังคา Y

Admin bldg.หอ้งนํѸาชาย Y
Admin bldg.หอ้งนํѸาหญงิ Y

Y
Admin bldg.ประตeูxit Y
Admin bldg.ประตeูxit Y

Admin bldg.ประตทูางเขา้

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

FCP Training School Bld. Y

Function test panel 4

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

 Training School Building Notifier (SFP-2402)

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP 

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Annunciator Panel 

2.1 Check condition of fuse control 

2.2 Check condition of Lamp & LEDs

2.3 Check power supply for FCP 

2.4 Check cable connection / terminal 

2.5 Check Alarm Condition / Function Test

2.6 Visual check condition of battery and housing of battery 

2.7 Cleaning of Annunciator Panel 

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

                                                              

Inspection Date :
Inspector :

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

  Fire Detection and Alarm System
Preventive Maintenance Check Sheet (Monthly/Quarterly)

Witness : Khun Songpon, Khun Sonthaya

Description Normal Status

Location of fire alarm control panel : 

Result

1. Fire Alarm Control Panel 

S S

S S

S S

S S

S S

S S

S S

S S

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

N/A N/A

Remark : AC POWER     228.40  VAC

Charger control panel 27.23  Vdc. 

Battery back up 27.21 Vdc. (Start 29/7/22) 12V 7.5 Ah.

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE ALARM SYSTEM

21 -  30 December 2022

1 Zone 1 Smoke S S
2 Zone 1 Smoke S S
3 Zone 1 Smoke S S
4 Zone 1 Smoke S S
5 Zone 1 Manual S S
6 Zone 2 Smoke S S
7 Zone 2 Smoke S S
8 Zone 2 Smoke S S
9 Zone 2 Smoke S S

10 Zone 2 Smoke S S
11 Zone 2 Smoke S S
12 Zone 2 Smoke S S
13 Zone 2 Smoke S S
14 Zone 2 Smoke S S
15 Zone 2 Manual S S
16 Zone 2 Manual S S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Fire Detection and Alarm System
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel : Training School Building Notifier (SFP-2402)

item Location LOOP/ 
Zone.Number Type Inspection 

Result Test Result

Smoke No.6 Training

Remark

Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training

Manual Training
Smoke No.1 Training
Smoke No.2 Training
Smoke No.3 Training
Smoke No.4 Training
Smoke No.5 Training

Smoke No.7 Training
Smoke No.8 Training
Smoke No.9 Training
Manual No.1 Training
Manual No.2  Training

training school building1

FUNCTION TEST FIRE ALARM SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

IINERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER     230.4  VAC

Charger control panel 27.03 Vdc. 

Battery back up 27.02  Vdc.  (start using 22/12/21)

                                                              

Y Y

Y Y

Y Y

TAKACHIHO

Remark : 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

1. Releasing Control Panel Y Y

Y Y

Description  Status Function test 
Result

Electrical system

SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.
REF.Contract NO :

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    PKL- MAIN EER. ROOM   POTTER  PFC- 4410RC

1 ZONE. 1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE. 2 SMOKE.2 Y Y
3 ZONE. 1 SMOKE.1 Y Y
4 ZONE. 2 SMOKE.2 Y Y
5 ZONE. 1 SMOKE.1 Y Y
6 ZONE. 2 SMOKE.2 Y Y
7 ZONE. 3 MANAUL1 Y Y to discharge 30 sec
8 ZONE. 3 MANAUL2 Y Y to discharge 30 sec
9 STOBE light Y Y active pre discharge
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW 1 Y Y นับตอ่เนืѷอง remain 10 sec
12 ABORT.SW 2 Y Y

clean and test detector  function test o.k
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 stobe horn ทํางาน, Alarm 2 stobe light ทํางาน
* Manual release stobe horn active

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

TAKACHIHO

PKL-maln eer.room

Preventive Maintenance Check Sheet 
Fire suppression system

Inspection Date :

Subject : 
Client :

item Zone.Number

Khun Songpon, Khun Sonthaya

PKL-maln eer.room

NS BLUE SCOPE STEEL (THAILAND) LTD.

Inspector :
Witness :

SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room

PKL-maln eer.room
PKL-maln eer.room

PKL-maln eer.room

RemarkTest ResultLocation Test trouble 
signal FCPType

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      227.1  VAC

Charger control panel  26.67  VDC

Battery back up  26.65  VDC  ( start using 26/10/22)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    CRM- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 STOBE light Y Y active pre discharge
12 Solenoid Y Y to discharge

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :
Inspector :

Witness :

item Location Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result

CRM  main eer.room

Remark

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Test trouble 
signal FCP

CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room
CRM  main eer.room

Type

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      226.4  VAC

*  ปุ่ ม resert  ระบบ ไมส่ามารถใชง้านได ้(ควรแกไ้ข)

                                                              

Charger control panel 27.28  VDC

Battery back up  27.25  VDC  (start using 26/10/22)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

Y Y

Y Y

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    CRM SAVER COMPUTOR  ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 MANUAL Y Y to discharge 30 sec
10 ABORT.SW Y Y remain 10 sec.
11 MANUAL Y Y to discharge 30 sec
12 STOBE light Y Y active pre discharge
13 Solenoid Valve Y Y to discharge 

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

CRM- main eer.server room

REF.Contract NO :

CRM- main eer.server room
CRM- main eer.server room
CRM- main eer.server room

item Location Zone.Number Type RemarkTest Result Test trouble 
signal FCP

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

CRM- main eer.server room
CRM- main eer.server room

Client :

Khun Songpon, Khun Sonthaya

CRM- main eer.server room
CRM- main eer.server room

CRM- main eer.server room

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

CRM- main eer.server room

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER      228.9  VAC

Charger control panel 27.05  V.dc 

Battery back up  27.01  V.dc Start using (26/10/22)



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    MCL1- MAIN EER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 ZONE.1 SMOKE.1 Y Y
6 ZONE.2 SMOKE.2 Y Y
7 ZONE.1 SMOKE.1 Y Y
8 ZONE.2 SMOKE.2 Y Y
9 ZONE.1 SMOKE.1 Y Y
10 ZONE.2 SMOKE.2 Y Y
11 ZONE.1 SMOKE.1 Y Y
12 ZONE.2 SMOKE.2 Y Y
13 MANUAL 1 Y Y to discharge 30 sec
14 MANUAL 1 Y Y to discharge 30 sec
15 Strobe Light Y Y active pre discharge
16 Solenoid Valve Y Y to discharge 
17            MCL-main eer.room ABORT.SW Y Y remain 10 sec.
18            MCL-main eer.room ZONE.1 SMOKE.1 Y Y
19            MCL-main eer.room ZONE.2 SMOKE.2 Y Y

clean and test detector  function test normal
* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 

Remark :

TAKACHIHO

Inspection Date :
Inspector :

Witness :

Test Result

MCL-main eer.room

Test trouble 
signal FCP Remark

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room

Client :

item Location Zone.Number Type

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142REF.Contract NO :

Subin, Wachira, Somkid, Anuchit, Chalermchai

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room
MCL-main eer.room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    MCL1-PROGRAM SARVER. ROOM   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER     225.8  VAC

Charger control panel 27.09  V.dc 

Battery back up  27.07  VDC  (start using 26/10/22)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    MCL1-PREGRAM SAVER. ROOM   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y
4 ZONE.2 SMOKE.2 Y Y
5 MANUAL Y Y to discharge 30 sec
6 STROBE light Y Y active discharge
7 Solenoid Valve Y Y to discharge 
8 ABORT.SW Y Y remain 10 sec.

* Somke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Type

MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room
MCL-pregram server .room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    MAIN SUB-115 KV   POTTER  PFC- 2000RC

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER      228.9  VAC

Charger control panel 27.10 V.dc 

                                                              

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Description  Status Function test Result

Khun Songpon, Khun Sonthaya
Inspector :

Witness :
Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Y Y

Remark : 

Battery back up  27.10  Vdc  (start using 26/10/22)



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    MAIN SUB 115 KV   POTTER  PFC- 2000RC

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.3 MANUAL Y Y to discharge 30 sec
4 Strobe Light Y Y active pre discharge
5 Solenoid Valve Y Y to discharge 
6 ZONE.4 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Remark :

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Location Zone.Number

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

115 KV .room
115 KV .room
115 KV .room

Type

115 KV .room
115 KV .room
115 KV .room

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :  Support Bldg. (server room) Auto

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

AC POWER  228.6 VAC

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

Charger control panel 26.42  V.dc 

Battery back up  26.40 V.dc  (Start using 26/10/22)

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :   Support Bldg. (server room) Auto

1 ZONE.1 Smoke Detector Y Y cross zone detector discharge 30sec
2 ZONE.2 Smoke Detector Y Y
3 ZONE.1 Smoke Detector Y Y
4 ZONE.2 Smoke Detector Y Y
5 ZONE.3 Manual Release Y Y to discharge 30 sec
6 ZONE.4 Abort Switch Y Y remain 10 sec
7 ZONE.5 Pressure Switch Y Y active alarm bell
8 NAC 2 Stobe / horn Y Y active first alarm
9 NAC 3 Alarm Bell Y Y active pre discharge
10 NAC 1 Solenoid Valve Y Y to discharge 
11 NAC 1 Key Switch Y Y

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.

Test Result Test trouble 
signal FCP Remark

Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Type

Server Room

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

item Location Zone.Number

Server Room
Server Room

Subin, Wachira, Somkid, Anuchit, Chalermchai

Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room
Server Room

TAKACHIHO

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : INERGEN PKL, CRM

1 661066 S
2 661141 S
3 661362 S
4 661130 S
5 661240 S
6 661300 S
7 661330 S
8 661270 S
9 661157 S

10 661073 S
11 661136 S
12 661100 S
13 661342 S
14 661218 S
15 661202 S
16 661197 S
17 661131 S
18 661111 S
19 661091 S
20 661160 S
21 661294 S
22 661080 S
23 661096 S
24 661404 S
25 661067 S
26 661123 S
27 661298 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

CRM EER Room (Computer CRM RM) 160 bar 
EER Room (Computer CRM RM) 170 bar 

EER Room (Computer CRM RM) 170 bar 
EER Room (Computer CRM RM) 170 bar 

PKL EER Room 170 bar 

EER Room (Computer CRM RM) 170 bar 
PKL EER Room 160 bar 

PKL EER Room 169 bar 
PKL EER Room 170 bar 

PKL EER Room 175 bar 
PKL EER Room 165 bar 

PKL EER Room 150 bar 
PKL EER Room 171 bar 

PKL EER Room 150 bar
PKL EER Room 162 bar 

CRM EER Room 150 bar

PKL EER Room 155 bar 

CRM EER Room 160 bar 
CRM EER Room 170 bar 

CRM EER Room 170 bar 

CRM EER Room 160 bar 
CRM EER Room 160 bar 

CRM EER Room 175 bar 
CRM EER Room 150 bar
CRM EER Room 170 bar

REF.Contract NO : SC1000142

CRM EER Room 150 bar
CRM EER Room 160 bar 

item Location Tank no. Inspect result Pressure tank

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : INERGEN MCL 1

1 MCL1 EER ROOM 661116 สายแตกรา้ว
2 MCL1 EER ROOM 661125 "
3 MCL1 EER ROOM 661392 "
4 MCL1 EER ROOM 661183 "
5 MCL1 EER ROOM 661414 "
6 MCL1 EER ROOM 661379 "
7 MCL1 EER ROOM 661211 "
8 MCL1 EER ROOM 661260 "
9 MCL1 EER ROOM 661372 "

10 MCL1 EER ROOM 661195 "
11 MCL1 EER ROOM 661095 "
12 MCL1 EER ROOM 661262 "
13 MCL1 EER ROOM 661087 "
14 MCL1 EER ROOM 661303 "
15 MCL1 EER ROOM 661051 "
16 MCL1 EER ROOM 661264 "
17 MCL1 EER ROOM 661291 "
18 MCL1 EER ROOM 661377 "
19 MCL1 EER ROOM 661265 "
20 MCL1 EER ROOM 661207 "
21 MCL1 EER ROOM 661315 "
22 MCL1 EER ROOM 661226 "
23 MCL1 EER ROOM 661225 "
24 MCL1 EER ROOM 661147 "
25 MCL1 EER ROOM 661299 "
26 MCL1 EER ROOM 661337 "
27 MCL1 EER ROOM 661150 "
28 MCL1 EER ROOM 661166 "
29 MCL1 EER ROOM 661172 "
30 MCL1 EER ROOM 661367 "

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: *  สายแตกรา้วท ัҟงหมด

S 155 bar
S 155 bar
S 155 bar

S 155 bar
S 150 bar

S 155 bar

S 155 bar
S 155 bar
S 155 bar

S 160 bar 
S 153 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

S 155 bar
S 150 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

S 130 bar
S 150 bar
S 150 bar

S 150 bar
S 150 bar
S 150 bar

Remark

S 160 bar 

S 155 bar
S 155 bar

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : INERGEN MCL 1

31 MCL1 EER ROOM 661273 สายแตกรา้ว
32 MCL1 EER RM(Computer MCL1) 661261 "
33 661304 "
34 661143 "
35 661275 "
36 661252 "
37 661044 "
38 661114 "
39 661056 "
40 661305 "
41 661205 "
42 661118 "
43 661272 "
44 695829 "
45 661185 "
46 661080 "
47 661074 "
48 661306 "

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: Item 34-48 เขา้ในระบบแลว้
*  สายแตกรา้วท ัҟงหมด

S 152 bar
S 160 bar
S 165 bar

S 155 bar
S 160 bar
S 155 bar
S 160 bar

S 155 bar 
S 160 bar

S 158 bar

S 160 bar
S 160 bar

S 155 bar

S 160 bar

S 160 bar
S 155 bar
S 160 bar
S 160 bar

Preventive Maintenance Check Sheet 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142
Inspection Date :

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, 
Chalermchai

Inspect result Pressure tank Remark

MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)
MCL1 EER RM(EER MCL1)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : INERGEN SUB 115KV 

1 661074 S
2 695829 S
3 661185 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

SUB 115KV 140 bar

SUB 115KV 160 bar
SUB 115KV 160 bar

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : INERGEN Server | Support Building

1 14T049198
2 14T050156

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Server Room S 2175 psi 

Inspect result Pressure tank Remark

Server Room S 2175 psi 

item Location Tank no.

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya



FUNCTION TEST INERGEN SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFM-200 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :   PKL- NEW MAIN EER ROOM. FM 200   FIKE PROTECTION

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

                                                              

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test 
Result

Electrical system

1. Releasing Control Panel

Y Y

FM-200 set ไวท้ีѷ mode manual
 test

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

AC POWER  228.8  VAC

Charger control panel 27.51  V.dc 

Battery back up  27.51 V.dc  (start using 25/6/20) 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location of fire alarm control panel :    PKL- NEW MAIN EER. ROOM   FM 200  FIKE PROTECTION

1 ZONE.1 SMOKE.1 Y Y cross zone detector discharge 30sec
2 ZONE.2 SMOKE.2 Y Y
3 ZONE.1 SMOKE.1 Y Y Alarm 1 Bell
4 ZONE.2 SMOKE.2 Y Y Alarm 2 Stobe horn
5 ZONE.3 MANUAL Y Y to discharge 
6 ZONE.8 HORN&STOBE Y Y active pre alarm
7 ZONE.9 Solenoid Valve Y Y to discharge 
8 ZONE.4 ABORT.SW Y Y original time

ZONE. 6 Alarm Bell Y Y active first alarm

* Smoke detector cross zone delay times 30 sec.
* Abort switch push to Original time delay 
* Manual release push to discharge gas
* Alarm 1 bell ทํางาน, Alarm 2 stobe horn ทํางาน, Release stobe horn, Stobe light ทํางาน
* Manual stobe horn, stobe light ทํางาน

TAKACHIHO

Fire suppression system

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item Test trouble 
signal FCP Remark

Preventive Maintenance Check Sheet 

Zone.Number

Subin, Wachira, Somkid, Anuchit, Chalermchai
Khun Songpon, Khun Sonthaya

Test Result

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

FM-200 NEW-PKL-main eer .room
FM-200 NEW-PKL-main eer .room

TypeLocation



FUNCTION TEST FM-200 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CCO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

21 -  30 December 2022

MCL2 Entry EER. Room / Autopulse 542 R

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

Remark : AC Power 227.7 VAC

Charger control panel 26.85 VDC

Battery back up 26.80 VDC  (Start Using  28/9/20)

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

S

S S

S S

S S

S S

S S

S S

S S

S S

S

S S

S S

S S

S S

S S

S S

S S

S S

1. Releasing Control Panel

S S

Location of fire alarm control panel :    

Description  Status Function test 
Result

Electrical system

Subject : 

Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

REF.Contract NO : SC1000142

Inspection Date :

Inspector :

Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

    Fire suppression system
Preventive Maintenance Check Sheet 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression CO2 System 

21 -  30 December 2022

MCL2 Entry EER. Room / Autopulse 542 R

1 1 Heat S
2 2 Heat S
3 3 Manual S
4 5 Pressure Switch S
5 6 Lock Out Valve S
6 NAC 1 Solenoid Valve S
7 NAC 2 Strobe / Horn S First alarm active
8 NAC 3 Alarm Bell S Second alarm active
9 NAC 1 Key SW. S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK: * Heat detector cross zone delay time 30 sec to discharge
* Manual release delay times 30 sec to discharge
* Alarm 1 stobe horn ทํางาน, Alarm 2 bell ทํางาน
* Discharge stobe horn, bell ทํางาน

Witness : Khun Songpon, Khun Sonthaya

Remark

Transformer XFHV-12

Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12
Transformer XFHV-12

S
S
S

Transformer XFHV-12

Test Result

S
S

S
S

S
S

Test trouble 
signal FCPType

REF.Contract NO :
Inspection Date :

Inspector :

Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Zone.Number

Location of fire alarm control panel :    

Preventive Maintenance Check Sheet 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

CARBON  DIOXIDE  FIRE EXTINGUISHING  SYSTEMS
Semi-Annual Tests and Maintenance
AREA : Transformer XFHV-12 DATE : 21 -  30 December 2022

Num. AREA Cylinder Number % Lost Total 
Year Result

1  Transformer XFHV-12 15K520140 178 lbs 278 lbs 125.78 kg. - kg. 0.4% 10 / 2015 7 Pass

2  Transformer XFHV-12 15K520165 180 lbs 280 lbs 126.76 kg. - kg. 0.13% 10 / 2015 7 Pass

3  Transformer XFHV-12 15K520201 176 lbs 276 lbs 125.10 kg. - kg. 0.1% 10 / 2015 7 Pass

4  Transformer XFHV-12 15K520024 178 lbs 278 lbs 125.80 kg. - kg. 0.9% 10 / 2015 7 Pass

5  Transformer XFHV-12 15K520106 173 lbs 273 lbs 123.60 kg. - kg. 0.2% 10 / 2015 7 Pass

6  Transformer XFHV-12 15K520154 180 lbs 280 lbs 126.26 kg. - kg. 0% 10 / 2015 7 Pass

Takachiho fire, Security & Services (Thailand) Ltd.

Completed  By  : Witnessed By  :

Signature  : Signature  :

Date  : Date  :

x  100 

( - )  =  Lost,  Weight the cylinder lost of more than 10 % need to refill

Remark : Lost of more than 10% requires refilling.       The hydrostatic test for CO2 cylinder is required every 12 years.

Actual Weight  -  Full Weight
Empty Weight  

Empty Weight Full Weight Actual Weight Date of 
Manufacture

FUNCTION TEST CO2 SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

NNITROGEN FIRE SUPPRESSION 
SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Remark : 

TAKACHIHO

AC POWER  227.5  VAC 

Charger control panel 26.75  VDC  

Battery back up  26.75  VDC ( Replace Battery 23/11/21)

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 1  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to discharge 
9 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1 Bell ดังยาว    
* Alarm 2 Bell ดังยาว, stobe/horn ดังเป็นจังหวะ
* Discharge Bell, stobe/horn ดังยาว (OP85)

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 SERVER&COMPUTTER ROOM

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Preventive Maintenance Check Sheet 

Remark

Subin, Wachira, Somkid, Anuchit, Chalermchai

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Zone.Number TypeLocation

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM
 SERVER&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :  MCL-2-MAIN EER SERVER&COMPUTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Selector ทํางานตอน smoke cross zone

**By pass pressure gauge by tank no5,18,27,28,39,75,78,101

    Fire suppression system
Preventive Maintenance Check Sheet 

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Description  Status Function test Result

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

Battery back up  26.31 VDC (Replace Battery 23/11/21)

AC POWER  227.5  VAC

Charger control panel 26.32  VDC 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER SERVER&COMPUTTER ROOM  NCP NO. 2  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE1 SMOKE Y Y
8 ZONE2 SMOKE Y Y
9 ZONE1 SMOKE Y Y
10 ZONE2 SMOKE Y Y
11 ZONE1 SMOKE Y Y
12 ZONE2 SMOKE Y Y
13 ZONE3 MANUAL Y Y  to discharge 30sec
14 BELL Y Y first alarm
15 HORN&STOBE Y Y second alarm
16 Solenoid Valve Y Y to dischage 
17 ABORT.SW Y Y to reset panel
18 ZONE1 SMOKE Y Y
19 ZONE2 SMOKE Y Y

test function and clean detector  
system is normal
No.5,18,27,28,39,41 pressure gauge was broken
* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน (OP84)

Subin, Wachira, Somkid, Anuchit, Chalermchai

Preventive Maintenance Check Sheet 

TAKACHIHO

Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

MCL-2 MAIN EER ROOM

Type

Inspection Date :
Inspector :

Witness :

item Zone.Number

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP

Remark :

Remark

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Location

MCL-2 MAIN EER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM
MCL-2 MAIN EER ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM  EER ROOM ใตด้นิ  NCP NO. 3 SIEMENS CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no. 1,2,3,10,11,15

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Subin, Wachira, Somkid, Anuchit, Chalermchai

Y Y

Y Y

Description  Status Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y

Y Y

Y

Y Y

Y Y

Remark : 

TAKACHIHO

Battery back up  26.90  VDC ( Replace Battery 23/11/2021)

AC POWER  228.3  VAC

Charger control panel 26.93  VDC 



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2-MAIN EER COATING POT ROOM   NCP NO. 3 SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 Bell ดังยาว
* Discharge Bell ดังยาว
* Stobe/horn alarm 2 ดังเป็นเพา้ท์
* Stobe/horn discharge ดังเร็วถีѷข ึѸน

TAKACHIHO

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Khun Songpon, Khun Sonthaya
Inspector :

Witness :

Preventive Maintenance Check Sheet 

 MAIN EER COATING POT ROOM

RemarkTypeLocation Zone.Number Test Result Test trouble 
signal FCP

 MAIN EER COATING POT ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

item

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

 MAIN EER COATING POT ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM
 

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2 MAIN EER PREMELT ROOM  NCP NO. 4  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Subject : 

Preventive Maintenance Check Sheet 
    Fire suppression system

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y

Y Y

Y

Y Y

Y

Y

Y Y

YY

Y

Y Y

Remark : 

TAKACHIHO

Charger control panel 27.60  VDC 

* Stobe horn อปุกรณ์เสยี 1 ตัว

AC POWER  226.5  VAC

Battery back up  27.60  VDC (Replace Battery 23/11/21)

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :  MCL-2  PREMALT ROOM   NCP NO. 4  SIEMENS  CP-2ER

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE3 MANUAL Y Y  to discharge 30sec
4 BELL Y Y first alarm
5 HORN&STOBE Y Y second alarm
6 Solenoid Valve Y Y to discharge 
7 ABORT.SW Y Y to reset panel

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.
* Alarm 1, Alarm 2 discharge bell ดังยาว
* Alarm 2 stobe/horn ดังเป็นเพา้ท์
* Discharge stobe/horn ดังเร็วถีѷข ึѸน

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

 MAIN EER PREMELT ROOM

Inspection Date :
Inspector :

Witness :

item Location

Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

Test Result Test trouble 
signal FCP Remark

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

TypeZone.Number

 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM
 MAIN EER PREMELT ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Remark :

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel : MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

* Battery back up อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

Description  Status Function test Result

Client :
REF.Contract NO :

Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness : Khun Songpon, Khun Sonthaya

Subin, Wachira, Somkid, Anuchit, Chalermchai

Electrical system

1. Releasing Control Panel

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

TAKACHIHO

Y

Remark : 

Battery back up  27.30 VDC (Start using 28/9/20)

Y

Y

Charger control panel 27.30  VDC 

AC POWER  228.6  VAC

Y

Y



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :  MCL-2 ENTRY MAIN EER ROOM PLC&COMPUTTER ROOM  NCP NO. 5  Potter

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE3 MANUAL Y Y  to discharge 30sec
6 BELL Y Y first alarm
7 HORN&STOBE Y Y second alarm
8 Solenoid Valve Y Y to dischage 
9 ABORT.SW Y Y remain 10 sec

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to remain 10 sec.
* Manual release push to delay times 30 sec.
* Alarm 1 bell ทํางาน
* Alarm 2 stobe/horn ทํางานยาว
* Discharge bell, stobe/horn ดังยาว

 ENTRY  PLC&COMPUTTER ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

TAKACHIHO

 ENTRY  PLC&COMPUTTER ROOM

Test Result

 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM
 ENTRY  PLC&COMPUTTER ROOM

 ENTRY  PLC&COMPUTTER ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Preventive Maintenance Check Sheet 

 ENTRY  PLC&COMPUTTER ROOM

TypeZone.NumberLocation

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2 ENTRY MAIN EER  ROOM  NCP NO. 6  SIEMENS  CP-2ER

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for RCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of RCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual release

2.4 Check condition of solenoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm device and tested

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 check condition of flexible hose

3.3 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

**By pass pressure gauge by tank no18,27,28,39,49,75,78,101

* Battery back up อายกุารใชง้านเกนิมาตรฐาน 2 ปี จํานวน 2 ลกู (12 V./7.5 Ah)

TAKACHIHO

Preventive Maintenance Check Sheet 
    Fire suppression system

Subject : 

Witness : Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Client :
REF.Contract NO :

Inspection Date :
Inspector :

Description  Status

Subin, Wachira, Somkid, Anuchit, Chalermchai

Function test Result

Electrical system

1. Releasing Control Panel Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Battery back up  27.10  VDC (Replace Battery 28/9/20)

AC POWER  225.4  VAC

Charger control panel 27.10  VDC

Remark : 

Y Y

Y Y

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM.NITROGEN FIRE SUPPRESSION SYSTEM

21 -  30 December 2022

Location of fire alarm control panel :   MCL-2ENTRY MAIN EER.ROOM  NCP NO. 6  SIEMENS  CP-2ER  

1 ZONE1 SMOKE Y Y cross zone detector discharge 45sec
2 ZONE2 SMOKE Y Y
3 ZONE1 SMOKE Y Y
4 ZONE2 SMOKE Y Y
5 ZONE1 SMOKE Y Y
6 ZONE2 SMOKE Y Y
7 ZONE3 MANUAL Y Y  to discharge 30sec
8 BELL Y Y first alarm
9 HORN&STOBE Y Y second alarm
10 Solenoid Valve Y Y to discharge 
11 ABORT.SW Y Y to reset panel

Selector Y Y

* Smoke detector cross zone delay times 45 sec.
* Abort switch push to reset system to normal
* Manual release push to delay times 30 sec.

ENTRY MAIN EER. ROOM

Subin, Wachira, Somkid, Anuchit, Chalermchai

Fire suppression system

Remark :

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

Inspector :
Witness :

item

Khun Songpon, Khun Sonthaya

Test trouble 
signal FCP Remark

TAKACHIHO

ENTRY MAIN EER. ROOM

Test Result

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

ENTRY MAIN EER. ROOM

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Preventive Maintenance Check Sheet 

ENTRY MAIN EER. ROOM

TypeZone.NumberLocation

ENTRY MAIN EER. ROOM
ENTRY MAIN EER. ROOM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

1 COATING PORT EER ROOM 1573338 S
2 COATING PORT EER ROOM 1573483 S
3 COATING PORT EER ROOM 1573557 S
4 COATING PORT EER ROOM 1573170 S
5 COATING PORT EER ROOM 1573091 S
6 COATING PORT EER ROOM 1573185 S
7 COATING PORT EER ROOM 1573634 S
8 COATING PORT EER ROOM 1573496 S
9 COATING PORT EER ROOM 1573503 S

10 COATING PORT EER ROOM 1573379 S
11 COATING PORT EER ROOM 1573637 S
12 COATING PORT EER ROOM 1571537 S
13 COATING PORT EER ROOM 1573166 S
14 COATING PORT EER ROOM 1573347 S
15 COATING PORT EER ROOM 1573540 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

220 Bar 
220 Bar 

220 Bar 

220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 
220 Bar 

220 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2(PLC&COM Room) 

1 PLC &COM ROOM 1573508 S
2 PLC &COM ROOM 1573673 S
3 PLC &COM ROOM 1573669 S
4 PLC &COM ROOM 1573518 S
5 PLC &COM ROOM 1573604 S
6 PLC &COM ROOM 1573425 S
7 PLC &COM ROOM 1573564 S
8 PLC &COM ROOM 1573568 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

200 Bar 
200 Bar 

200 Bar 
200 Bar 
200 Bar 
200 Bar 
200 Bar 

200 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

1 Main EER ROOM 1559684 S
2 Main EER ROOM 1559786 S
3 Main EER ROOM 1559688 S
4 Main EER ROOM 1559744 S
5 Main EER ROOM 1560120 S
6 Main EER ROOM 1559736 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

228 Bar 
220 Bar 

220 Bar 
220 Bar 
220 Bar 

225 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no.
Inspect result

Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

1 PREMALT  ROOM 1573547 S
2 PREMALT  ROOM 1573604 S
3 PREMALT  ROOM 1573433 S
4 PREMALT  ROOM 1573406 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

Remark

220 Bar 
225 Bar 

220 Bar 
225 Bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no.
Inspect result

Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

1 1573268 S
2 1573249 S
3 1573088 S
4 1559588 S
5 1573348 S
6 1559993 S
7 1560025 S
8 1559959 S
9 1573333 S

10 1573259 S
11 1573145 S
12 1573188 S
13 1573205 S
14 1573087 S
15 1573204 S
16 1573199 S
17 1560141 S
18 1559946 S
19 1560058 S
20 1559915 S
21 1559651 S
22 1573374 S
23 1573355 S
24 1573271 S
25 1573220 S
26 1559934 S
27 1560119 S
28 1573247 S
29 1573331 S
30 1560070 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 215 bar 

 MCL 2 EER ROOM 240 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 230 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

Remark

 MCL 2 EER ROOM 230 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

31 1559711 S
32 1558695 S
33 1559757 S
34 1559701 S
35 1559701 S
36 1559917 S
37 1559699 S
38 1573274 S
39 1573354 S
40 1573312 S
41 1573104 S
42 1573281 S
43 1573657 S
44 1573488 S
45 1573392 S
46 1573379 S
47 1573377 S
48 1573613 S
49 1573441 S
50 1573324 S
51 1559613 S
52 1559941 S
53 1559970 S
54 1573671 S
55 1559830 S
56 1560099 S
57 1559820 S
58 1559977 S
59 1559745 S
60 1560115 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 195 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 250 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 210 bar 

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 
 MCL 2 EER ROOM 220 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

61 1573376 S
62 1573597 S
63 1560006 S
64 1559998 S
65 1559856 S
66 1559939 S
67 1573560 S
68 1573350 S
69 1559717 S
70 1559954 S
71 1573269 S
72 1573210 S
73 1573579 S
74 1560056 S
75 1559686 S
76 1573616 S
77 1573377 S
78 1573402 S
79 1573534 S
80 1573617 S
81 1573666 S
82 1560114 S
83 1560146 S
84 1559843 S
85 1560040 S
86 1559857 S
87 1560003 S
88 1559935 S
89 1560029 S
90 1559690 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 212 bar 

 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 212 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 
 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 190 bar 

 MCL 2 EER ROOM 200 bar 
 MCL 2 EER ROOM 190 bar 
 MCL 2 EER ROOM 190 bar 

Remark

 MCL 2 EER ROOM 200 bar 

 MCL 2 EER ROOM 195 bar 
 MCL 2 EER ROOM 195 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. Fire Suppression System 

21 -  30 December 2022

Location  : NITROGEN MCL 2

91 1559687 S
92 1559597 S
93 1559713 S
94 1559697 S
95 1560034 S
96 1573039 S
97 1573306 S
98 1560083 S
99 1559800 S

100 1573363 S
101 1573102 S
102 1573332 S
103 1573360 S
104 1560106 S
105 1559983 S
106 1573529 S
107 1573377 S
108 1573495 S

S = Satisfactory  US = Unsatisfactory  N/A = Not  Applicable

REMARK:

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 210 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 225 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 

Remark

 MCL 2 EER ROOM 220 bar 

 MCL 2 EER ROOM 220 bar 
 MCL 2 EER ROOM 230 bar 

Inspection Date :
Inspector :

Witness : Khun Songpon, Khun Sonthaya
Subin, Wachira, Somkid, Anuchit, Chalermchai

item Location Tank no. Inspect result Pressure tank

REF.Contract NO : SC1000142

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client : NS BLUE SCOPE STEEL (THAILAND) LTD.

FUNCTION TEST NITROGEN SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

DDELUGE SYSTEM
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Spray Nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no mark " S "
  in block of yes. If not, assure corrections are made and briefly describe under " Remark "

2  Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. Pipes
 and there are no external loads, mark " S " in block of yes. If not, assure corrections are made and
 briefly describe under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes.
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test.  Assure system operates properly and record operation time.

6 Deluge Valve : Internal inspect deluge or preaction valve. Verify that all components operate, properly, 
move freely and in good condition. If so, mark " S " in block of yes. If not, assure valve is repaired  and 
briefly describe un der " Remark "

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is
 repaired and briefly describe under " Remark "

8 Deluge Supervisory Panel and equipments appear operation. Mark " S " in block of yes. If not, assure 
valve is repaired and briefly describe under " Remark "

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes.
 If not, assure valve is repaired and briefly describe under " Remark "

DESCRIPTION OF INSPECTION AND TEST FOR DELUGE SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

AAUTOMATIC SPRINKLER 
SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

1 Sprinkler nozzle : Note condition of all nozzles. If there is no physical damage, no corrosion, and no obstructions,
mark " S " in block of yes. If not, assure corrections are made and briefly describe under " Remark " S

2 Piping : Note condition of all piping. If there is no physical damage, no corrosion, no misaligned. pipes and
there are no external loads, mark " S " in block of yes. If not, assure corrections are made and  briefly describe S

 under " Remark "

3 Piping Hangers : Note all pipe hangers. If there is no damage and corrosion, Mark " S " in block of yes. S
 If not, assure corrections are made and briefly describe under " Remark "

4 Gauges : Note condition of gauges. Record water pressure ( PSI )

5 Flow Test : Conduct full flow test at test valve for ensure alarm gong or pressure switch work properly in 
alarm function

6 Alarm Valve: Internal inspect  alarm valve. Verify that all components to proper operate ,move freely and in good S
condition If so, mark " S " in block of yes. If not, assure valve is repaired and briefly describe under "remark"

7 Control Valve : Operate cach control valve through its full range and return to its normal position.
( Seal or relock if appropricate ) If valve operates properly, mark " S " in block of yes. If not, assure valve is S
repaired and briefly describe under " Remark "

8 Main drain valve: check main drain valve are in close position and no leak

9 Control Valve Lubrication : Lubricate all valve systems with graphite in oil. Mark " S " in block of yes. S
 If not, assure valve is repaired and briefly describe under " Remark "

Inspector By: Subin, Wachira, Somkid, Anucha, Anuchit

DESCRIPTION OF INSPECTION AND TEST FOR AUTOMATIC SPRINKLER SYSTEM(WET PIPE)
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Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM.CELLA  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check selector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent quantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.96 vdc.  ( Use since 7/6/22) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

SC1000142

Subject : 
Client :

REF.Contract NO :
Inspection Date :

NS BLUE SCOPE STEEL (THAILAND) LTD.

Remark : 

TAKACHIHO

Witness :

Electrical system

Y Y

Y N/A

Y

N/A N/A

Y Y

 Status Function test 
Result

Y Y

Y Y

Y Y

Y

N/A N/A

N/A N/A

N/A N/A

Y N/A

N/A

Y N/A

Y N/A

N/A N/A

Y

Y

Inspector :

N/A

Khun Songpon, Khun Sonthaya

Y Y

Y N/A

Y

Description

1. Fire Control Panel 

Y

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#1  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.09  vdc. ( Use since 7/6/22) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

Y N/A

Y N/A

Y N/A

Y Y

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#2  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.38 vdc. ( Use since 7/6/22)Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A Y

Y Y

Y N/A

Y N/A

Y Y

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CRM,PIT#3  ROOM      POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.11  vdc ( Use since 7/6/22 ) Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

N/A N/A

N/A N/A

Remark : 

TAKACHIHO



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.30 vdc ( Use since 7/6/22)  Clean & check system control

control panel system normal

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y N/A

Y Y

Y Y

Y Y

Y N/A

Y Y

Y N/A

Y N/A

Y N/A

N/A N/A

Y N/A

N/A

Y N/A

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  MCL-1 MAIN EER.CABEL CELLA  ROOM   POTER TFC SERIES 

1 ZONE1 SMOKE DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 SMOKE DETECTOR N/A N/A
3 ZONE1 SMOKE DETECTOR N/A N/A
4 ZONE2 SMOKE DETECTOR N/A N/A
5 ZONE1 SMOKE DETECTOR N/A N/A
6 ZONE2 SMOKE DETECTOR N/A N/A
7 ZONE1 SMOKE DETECTOR N/A N/A
8 ZONE2 SMOKE DETECTOR N/A N/A
9 ZONE1 SMOKE DETECTOR N/A N/A
10 ZONE2 SMOKE DETECTOR N/A N/A
11 ZONE1 SMOKE DETECTOR N/A N/A
12 ZONE2 SMOKE DETECTOR N/A N/A
13 ZONE1 SMOKE DETECTOR N/A N/A
14 ZONE2 SMOKE DETECTOR N/A N/A
15 MANUAL N/A N/A to discharge 
16 BELL N/A N/A first alarm
17 HORN&STOBE N/A N/A second alarm
18 Solenoid Valve N/A N/A to discharge 

didn't perform function test on detector as it was production area

Subject : 
Client :

REF.Contract NO :

Remark

Inspection Date :
SC1000142

Inspector :
Witness :

Zone.Numberitem Location Test Result

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Fire suppression system
Preventive Maintenance Check Sheet 

TAKACHIHO

MCL-1   main cabel cella

Test trouble 
signal FCP

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

Type

MCL-1   main cabel cella

Remark :

MCL-1   main cabel cella

MCL-1   main cabel cella
MCL-1   main cabel cella

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

MCL-1   main cabel cella
MCL-1   main cabel cella

MCL-1   main cabel cella

MCL-1   main cabel cella

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 25.96 vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

    Fire suppression system
Preventive Maintenance Check Sheet 

Inspector :

Subject : 
Client :

Witness :

REF.Contract NO :
Inspection Date :

SC1000142

Khun Songpon, Khun Sonthaya

NS BLUE SCOPE STEEL (THAILAND) LTD.

Description  Status Function test 
Result

Electrical system

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

N/A

Y Y

TAKACHIHO

N/A N/A

N/A N/A

N/A

N/A N/A

Remark : 

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STOR LOWER  ROOM   POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 MANUAL 2 N/A N/A 30 sec to discharge 
7 BELL N/A N/A first alarm
8 HORN&STOBE N/A N/A second alarm
9 Solenoid Valve N/A N/A to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

* ปุ่ ม reset ทีѷตู ้fire release เริѷมเสืѷอมสภาพ (reset ยาก)

NS BLUE SCOPE STEEL (THAILAND) LTD.
SC1000142

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

REF.Contract NO :
Inspection Date :

Inspector :

CPL-LOWER ROOM

Witness :

item Location Zone.Number

CPL-LOWER ROOM

Khun Songpon, Khun Sonthaya

Test Result Test trouble 
signal FCP Remark

CPL-LOWER ROOM

Type

CPL-LOWER ROOM

Remark :

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

Remark

1.1 Check condition of fuse control 

1.2 Check condition of Lamp & LEDs

1.3 Check power supply for FCP and battery

1.4 Check cable connection / terminal 

1.5 Check Alarm Condition / Function Test

1.6 Visual check condition of battery and housing of battery 

1.7 Cleaning of FCP 

2. Equipment

2.1 Check condition of all detector and function test zone by zone

2.2 cross zone function test  of detector

2.3 Check condition of all manual pull station

2.4 Check condition of solinoid and function test

2.5 Check condition of all abort switch and function test

2.6 Check cable connection / terminal 

2.7 Visual check slector valve and function test

2.8 Check condition of all alarm devise and testing

3.Mechanical

3.1 check pipe system and nozzle for physical damage.

3.2 checkthe container pressure gauges for operation pressure.

3.3 check agent guantity by weighing the container

3.4 check condition of flexible hose

3.5 check condition of cylinder

 

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

Battery control panel 26.75  vdc. ( Use since 23/04/20)  Clean & check system control

control panel system normal

* ปุ่ ม reset ตู ้control เสืѷอมสภาพ

* Battery อายกุารใชง้านเกนิมาตรฐาน 2 ปี ควรเปลีѷยน

SC1000142
Client :

REF.Contract NO :
Inspection Date :

Inspector :

NS BLUE SCOPE STEEL (THAILAND) LTD.

    Fire suppression system

Subject : 

Preventive Maintenance Check Sheet 

TAKACHIHO

Electrical system

Y Y

Y Y

Y Y

Y Y

Witness :

Description  Status Function test 
Result

Khun Songpon, Khun Sonthaya

1. Fire Control Panel 

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

Y Y

N/A N/A

N/A N/A

Y Y

Y Y

Y Y

Y Y

Y Y

Remark : 

N/A N/A

N/A N/A

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

PM. FIRE PROTECTION SYSTEM ( Deluge Valve )

21 -  30 December 2022
Subin, Wachira, Somkid, Anuchit, Chalermchai

Location of fire alarm control panel :  CPL.PAINT STORE UPPER     POTER TFC SERIES 

1 ZONE1 FLAME  DETECTOR N/A N/A cross zone detector discharge 30sec
2 ZONE2 FLAME  DETECTOR N/A N/A
3 ZONE1 FLAME  DETECTOR N/A N/A
4 ZONE2 FLAME  DETECTOR N/A N/A
5 MANUAL 1 N/A N/A 30 sec to discharge 
6 BELL N/A N/A first alarm
7 HORN&STOBE N/A N/A second alarm
8 Solenoid Valve N/A N/A to discharge 
9 MANUAL 2 N/A N/A 30 sec to discharge 
10 MANUAL 3 N/A N/A 30 sec to discharge 

Didn't perfrom function test on detector as it was production area

NS BLUE SCOPE STEEL (THAILAND) LTD.

TAKACHIHO

Preventive Maintenance Check Sheet 
Fire suppression system

Subject : 
Client :

CPL.PAINT STORE UPPER RM.

REF.Contract NO :
Inspection Date :

Inspector :
Witness :

Test Result Test trouble 
signal FCP Remarkitem Location Zone.Number Type

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.
CPL.PAINT STORE UPPER RM.

Remark :

Khun Songpon, Khun Sonthaya

SC1000142

Y = Satisfactory  N = Unsatisfactory  N/A = Not  Applicable

FUNCTION TEST AUTOMATIC SPRINKLER SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE HYDRANT SYSTEM
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FUNCTION TEST FIRE HYDRANT SYSTEM

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE HOSE CABINET AND HOSE 
SYSTEM
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FUNCTION TEST FIRE HOSE REEL

Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

FFIRE PUMP

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 21246806
RATING SPEED RPM.
PUMP BRAND MODEL MEGA-2000 SERIAL N      
FLOW RATE SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE 120 SPEED RPM.

POWER CONTROL MODEL SERIAL No. 325-102007
ELECTRICAL SYSTEM 220 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 58 0C 1 VISUAL CHECKED Normal

2 Normal 2 52/49 0C

3 Normal 3 DISCHARGE PRESSURE 125

4 OIL PRESSURE 75 psi 4 SUCTION PRESSURE 0 Psi

5 27.08,27.11 5 NOISE Normal

6 Normal 6 COUPLING Normal

7 SPEED RUNNING 2730 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 1695.4 1696.1 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 80% 100% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal

14 CLEANED Normal

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 28.0,28.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 1.5/0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 90 Psi

RECOMMENDATION Check condition of pump and cleaning
Function test pump manual / auto running time in 30 mins.

The function system working properly
* เปลีѷยน spare part (5/6/65)

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

CHECKED FOR CORROSION

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM  NO.1

ENGINE BRAND CUMMINS 4BT39
- 2900

KSB AJAX PUMP
750 GPM

CONTROL PANEL BRAND PC 1000
NEG

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE



PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 8061SR1400D
RATING SPEED RPM.
PUMP BRAND MODEL CPR 150-300 TAN SERIAL No. 264183-05
FLOW RATE SUCTION DIA. 8" DISCHARGE DIA. 8"
DESIGN PRESSURE 120 SPEED RPM.

Diesel Engine MODEL SERIAL No. SIN519112021
ELECTRICAL SYSTEM 230 VOLTS. GROUND ……………………

ENGINE PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 91.5 0C 1 VISUAL CHECKED Normal

2 Normal 2 58/52 0C

3 Normal 3 DISCHARGE PRESSURE 120 Psi

4 OIL PRESSURE 4.2 bar 4 SUCTION PRESSURE N/A

5 13.91,13.90 5 NOISE Normal

6 Normal 6 COUPLING Normal

7 SPEED RUNNING 2850 7 CHECKED FOR WATER LEAKE # Normal

8 HOUR RUNNING กอ่น test 91.5 91.8 8 CHECKED PIPE & CONNECTOR Normal

9 FUEL LEVEL 3 / 4 OR 80% 80% 9 CHECKED PACKING SEAL # Normal

10 BATTERY ELECTROLYTE Normal 10 CHECKED FOR LUBRICATE Normal

11 CHECKED FOR WATER LEAK Normal 11 CHECKED FOR CORROSION Normal

12 CHECKED FOR FUEL LEAK Normal 12 CLEANED Normal

13 CHECKED FOR OIL LEAK Normal 13

14 CLEANED Normal 14

CONTROL PANEL CONTROL PANEL(CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 VOLTS. (CHARGER) BATT.1 / BATT.2 14.0,14.0
2 Normal 6 AMP.(CHARGER)   BATT.1 / BATT.2 2.0,0.5
3 Normal 7 Normal
4 BATTERY CHARGER Normal 8  START AT PRESSURE 75 Psi

RECOMMENDATION *  Fire pump in 30 minutes  
*  เปลีѷยน spare part (3/6/64)
*  Battery start using 30/8/22
*  ขณะเครืѷองยนตทํ์างานอณุหภมูคิวามรอ้นสงูผดิปกต ิ(จากระยะเวลา 25 นาท)ี ควรตรวจเช็คระบบระบายความรอ้น
ของเครืѷองยนต์

CONTROL PANEL BRAND PC-1000
NEG

CHECKED FOR CORROSION

MONTHLY PREVENTATIVE MAINTENANCE

WATER TEMPERATURE

WATER LEVEL BEARING TEMPERATURE   

OIL LEVEL

VOLTS. (CHARGING ALTERNATOR)

- -
IDEAL

1500 GPM
-

MAINTENANCE & INSPECTION CHECKLIST
ENGINE FIRE PUMP SYSTEM NO.2

ENGINE BRAND IVECO 966819

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

AMP.(CHARGING ALTERNATOR)

CLEANED
LAMP TESTED
CHECKED POWER SUPPLY

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. C50132-1T
RATING SPEED RPM.
ELECTRICAL SYSTEM  380 VAC VOLTS. 50 Hz. 150 AMP.
PUMP BRAND MODEL B42670012P19820 SERIAL No. 9603128
FLOW RATE HAED SUCTION DIA. 6" DISCHARGE DIA. 6"
DESIGN PRESSURE SPEED RPM.

POWER CONTROL  MODEL SERIAL No. 085-102007
ELECTRICAL SYSTEM 380 VAC VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 28/25 oC 2 38/35 oC

3 VOLTS  388,387,389 3 DISCHARGE PRESSURE 145 Psi

4 AMP. 174,173,170 4 SUCTION PRESSURE 0 Psi

5 SPEED RUNNING (RPM.) 2990 RPM 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 100 Psi

RECOMMENDATION Test auto run electric pump  10 Min
Cleaned to motor pump and check magnatic terminal

VISUAL CHECK CONTROL SIGNAL TESTED
CLEANED MAGNATIC CONTACTOR
CHECKED POWER SUPPLY CHECKED FOR CORROSION

Takachiho Fire, Security & Services (Thailand) Limited

NEG

MONTHLY PREVENTATIVE MAINTENANCE

BEARING TEMPERATURE    BEARING TEMPERATURE

Subin, Wachira, Somkid, Anuchit, Chalermchai

2955

KSB PUMP

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR FIRE PUMP SYSTEM

MOTOR BRAND TECO ELECT & MACH EEB-UC002

PROJECT NAME :     BLUE SCOPE STEEL THAILAND LOCATION : RAYONG ,THAILAND.

MODEL SERIAL No. 85815313
RATING SPEED RPM.
ELECTRICAL SYSTEM 380-415 VOLTS. 50 Hz. 8 AMP.
PUMP BRAND MODEL B42670012 P19820 SERIAL No. 9603217
FLOW RATE 9.5 M3/H SUCTION DIA. 1 1/2" DISCHARGE DIA. 1 1/2"
DESIGN PRESSURE 99.9 M SPEED RPM.

POWER CONTROL   MMODEL SERIAL No. 058-102008
ELECTRICAL SYSTEM 380-415 VOLTS. GROUND ……………………

MOTOR PUMP
ITEM DESCRIPTION ITEM DESCRIPTION

1 VISUAL CHECKED Normal 1 VISUAL CHECKED Normal

2 32/33 0C 2 34 0C

3 VOLTS 396,397,397 3 DISCHARGE PRESSURE 130

4 AMP 7.8,7.5,7.5 4 SUCTION PRESSURE N/A

5 SPEED RUNNING (RPM.) 2680 5 NOISE Normal

6 MOTOR VENTILATION Normal 6 CLOUPLING Normal

7 LUBRICATING Normal 7 CHECKED FOR WATER LEAK Normal

8 CORROSION Normal 8 CHECKED PIPE & CONNECTOR Normal

9 NOISE Normal 9 CHECKED PACKING SEAL Normal

10 ANTIVIBRATION MOUNTING Normal 10 CHECKED FOR LUBRICATE Normal

11 CLEANED Normal 11 CHECKED FOR CORROSION Normal

12 12 CLEANED Normal

CONTROL PANEL CONTROL PANEL (CONTINUE)
ITEM DESCRIPTION ITEM DESCRIPTION

1 Normal 5 Normal
2 Normal 6 Normal
3 Normal 7 Normal
4 CHECKED SIGNAL LAMP Normal 8 START AT PRESSURE 115 Psi

CUT OFF 170 Psi

RECOMMENDATION Cleaned to motor pump and check magnatic terminal
Function tes pump Auto/Manual normal
* Flexible ( Suction) 2" deteriorated
* Cover ป้องกนัใบพัดระบายความรอ้น Jockey pump แตกชํารุด

BEARING TEMPERATURE

CONTROL PANEL BRAND FC 3000

MAINTENANCE & INSPECTION CHECKLIST
ELECTRIC MOTOR JOCKEY PUMP SYSTEM

MOTOR BRAND GRUNFOS TMG.112MB2-MB2-28FT130 C'

Subin, Wachira, Somkid, Anuchit, Chalermchai

Takachiho Fire, Security & Services (Thailand) Limited

5.5 HP 2900

CHECKED POWER SUPPLY

VISUAL CHECK CONTROL SIGNAL TESTED

NEG

CLEANED
CHECKED FOR CORROSION
MAGNATIC CONTACTOR

GRUNFOS

2900

BEARING TEMPERATURE

FUNCTION TEST FIRE PUMP SYSTEM



Takachiho fire, Security & Services (Thailand) Ltd.
1858/110-111 Interlink Tower Bangna 25 Fl.,
Debaratna Road, Bangna Tai, Bangna,
Bangkok 10260, Thailand.
Telephone no. : 02-366 -9000
Facsimile no. : 02-366-9090
www.tkfs.co.th

For this project, our company will follow inspection and maintenance procedures of fire 

alarm system and fire fighting system by referring to these standards as detail below. 

• NFPA 10 – Standard For Portable Fire Extinguishers

• NFPA 11 – Standard For Foam Extinguishers, Low Expansion

• NFPA 12 – Standard On Carbon Dioxide Extinguishers systems

• NFPA 13 – Standard For The Installation of Sprinkler systems

• NFPA 14 – Standard For Installation of Stand Pipe and Hose Systems

• NFPA 15 – Standard For Water Spray Fixed Systems For Fire Protection

• NFPA 20 – Standard For Installation of Centrifugal Fire Pumps

• NFPA 25 – Standard For The Inspection, Testing, and Maintenance of Water-Based

Fire Protection System

• NFPA 30 – Flammable and Combustible Liquids Code

• NFPA 70 – National Electrical Code

• NFPA 72 – National Fire Alarm Code

Standard Reference




