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TIS 17025-2561
TESTING No. 1679

ANALYSIS REPORT

Customer Name : BRyARaetA1sYe weasulli uoulagn dms-andu Customer Code @ W66006

Project Name : Iﬂi\‘m'ﬁ Urbano Absolute 81N5-A1NEYH Sample No . 6601-WW0039

Address : 345 988 WIYWAT 1472 W AABIAUINg LIRARBIETYH sample Type : dfeenens
NIUNANATINAT Sampling Date : 11 NAFIAN 2566

Sampling Point : dhdewnsthdn (Gunsez) Recelved Date I 12 §NSIAN 2566

GPS. Coordinate . 47 P 0662386 E 1517462 N Analytical Date : 12-23 §N9IAN 2566

Sampling Method . Grab Sampling Report Date . 30 ¥N31AN 2566

Sampling By D USEm 9w Bulisewsiuy $inm Sampling Time D 12.20 W

Sampling Name D wweRIRIY And

Registered No. -

Parameter Unit Analytical Method®® Result Standard
pH® - Electrometric Method 5.6 -
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 36 =
Total Suspended Solids(" mg/L Dried at 103-105 °C 56.0 =
Sulfide mg/L lodometric method 1.92 -
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 =
Total Kjeldahl Nitrogen(z) mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 9.3 ~

SM: 4500-Norg C
Total Coliform Bacteria'® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 54,000 -
Sample Condition Juindios aznaunn findwinios
Remark O semamaseufiagluseudienisiuses

& Tirnzlae vidn gludia uowwdss uand BuiifiesS roudaunwr $1iR anziden 1-145

@ APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23" ed. Washington, DC: APHA, 2017.

d

S 20 \‘D
Miss Anusara Kaewldidm ENVIRONMENT Co.LTD Miss Wilairak Chaisa
Wi AR Bulseusiug $ite )

Analyst Laboratory Manager

DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL 1/IPage
REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY FM-RP-01-02 Rev.01 7 04/01/2565
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madil 332/173 vl 3 Muaunimiami dunaviadmos Simiakunys 11110 oo
wasfinda 02-156-8273 / 086-2968628 1A tp.envi@gmailcom —
Culud www.tnpenvironmentco.th . Line @ : @upleb318 . Facebook.com/Top.envirenment
TS 1025‘2561
TESTING No. 1679
ANALYSIS REPORT
Customer Name : AAymRaeIA1sye wwasulli wouleagn dms-andu Customer Code  : W66006
Project Name : TA%9n15 Urbano Absolute dNI-AINEU Sample No . 6601-WWO0040
Address : 345 ¢ Lﬁl%{y“ﬂi 14/2 wa naam"u\lm LARARDIETW Sample Type . &'IYgI\‘IE']ﬂ'ﬁ
AFUNANAINAT Sampling Date . 11 HN31AN 2566
Sampling Point D st (ﬁﬂ‘liﬂﬂ) Received Date : 12 NN31AN 2566
GPS. Coordinate . 47 P 0662386 E 1517462 N Analytical Date : 12-23 §N9IAN 2566
Sampling Method . Grab Sampling Report Date 30 {N3IIAN 2566
Sampling By D USHN 71 auR uliseusiug s1iR Sampling Time D 12.36 .
Sampling Name D wigeRinm And
Registered No. e
Parameter Unit Analytical Method Result Standard
pH™ - Electrometric Method 6.2 5-9
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 17 <20
Total Suspended Solids'" mg/L Dried at 103-105 °C 20.0 <30
Sulfide mg/L lodometric method 1.76* <1.0
i Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 <20
Total Kjeldahl Nitrogen®® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 8.4 <35
SM: 4500-Norg C
Total Coliform Bacteria® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 4,900 <10
Sample Condition Juiniias aznaunn Andwdnios
Remark ™ emmaseuiaglusaudienisiuses

@ Sirn1zlae usdn gluda wounnias uaws BuSiflesse rewdauanst 419 Laanzifon 1-145

@ APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23"ed. Washington, DC: APHA, 2017.
* 1 SAufiuinaiansgmiimus

o a 3 v d o ¥
Standard : ﬂi:ﬂ'lﬂﬂ'i:'ni’]ﬂﬂiw!l'miﬁii}lﬂ’]ﬁuﬁ:a\!LL'JFlﬁﬂN 3 ﬂ'I'H'HFIN'mTE'I'AH’J'UQNﬂ’ﬁ‘i:U’IH'WWI\W']FIﬂ'lﬁ'liU’Nl]i:Lﬂﬂuﬂzu’l\‘lU%'lﬂ, 81A15UsEAN N

Miss Wilairak Chaisa

LD,

eV

Miss Anusara KaethfENViP.Dr\m/;g:f\;T P
VSN B Blannr t e o

Analyst Laboratory Manager

DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL 2/Page
REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY FM~-RP-01-02 Rev.01 7 04/01/2565
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Gulad wwewnpenvionmentcotl , Line @ : @nplab318 . Facebook.com/Tnp.environment
TIS 17025-25861
TESTING No. 1679
ANALYSIS REPORT
Customer Name : fifiyaraanansye wwasunli woulzgn ams-mndw Customer Code  : W66006
Project Name : Ta39n13 Urbano Absolute #1NS-A1nHY Sample No I 6602-WW0450
Address 345 yae L‘ﬁfy%ﬂi 14/2 LN ﬂﬂaﬂﬁ%v[,ﬂi LAFAABNBIHETY Sample Type : ﬁnﬁamms
AFUNWHAINAT Sampling Date v 18 QNnWWué 2566
Sampling Point : dnewmstndn (Sunsas) Received Date D17 NHATAMS 2566
GPS. Coordinate . 47P 0662386 E 1517462 N Analytical Date voo17-27 qNﬂ']'ﬁ%g 2566
Sampling Method . Grab Sampling Report Date : 02 dwAN 2566
Sampling By D uSEm f EuR Bulasewaing S1im Sampling Time ~ © 13,11 %
Sampling Name k m&lﬁszq'ﬂﬁ GlERIGTE!
Registered No. .

Parameter Unit Analytical Method" % Result Standard
pH @25 ¢ - Electrometric Method o 1 .__;.5'.2_—'—“-“_. &
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method - 72.5 -
Total Suspended solids( mg/L Dried at 103-105 °C 59.0 -
Sulfide S mg/L lodometric method 0.91 -

Izat Oil and Grease ) mg/L Liquid-liquid, Partition-Gravimetric Method 5.0 -
Total Kjeldahl Nitrogen® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 6.4 =
SM: 4500-Norg C
Total Coliform Bacteria®® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 7,000 -
Sample Condition 9 tniag mznauan Andwdndae
Remark M . senmedeufiegluaautieantsiuTas 1S0/IEC 17025:2017 Accreditation No. Testing 1679
@ Saeeilee uih elufin uewunFad waus Buiiiee reudaunw §1AR wansidien 9-145
@ : APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23“ed. Washington, DC: APHA, 2017.

Miss Anusara Kaewldfi ENVIRONMENT CO.LTD.  wiss Wilairak Chaisa
vitn Aoun 1dulvewsiun ia
Analyst Laboratory Manager

DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL 11Page
REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY FM-RP-01-02 Rev.01 / 04/01/2565



Customer Name
Project Name

Address

Sampling Point

GPS. Coordinate

<o

’) Ui MBu Buliseuning d1in (Fninewlng) womlouiasufifnsimseriiandu 1-318

adouil 332/173 sk 3 Mvauninnma §tnounatines miauuny3 11110
wosfinRD 02-156-8273 / 088-2068628 Blaid wp.envidgmailcom
l‘i’u‘lﬂn' www.inpenvironmenteoth |, Line @ { @mplab318 , Facebook.com/Tnp.environment

ANALYSIS REPORT

AfyanraAnTym asuli waulagn ams-mndu
1A58n13 Urbano Absolute sn5-Andw

345 9ae WIRWAT 14/2 U229 ARBsAulNs L2mRABEIL
NFANWNATWAT

inendemstndn (sednle)

47 P 0662386 E 1517462 N

Customer Code
Sample No
Sample Type
Sampling Date
Received Date

Analytical Date

TIS 17025-2561
TESTING No. 1679

W66006
6602-WWO0451
‘li’]“?luﬂa"lﬂ”li

16 ANAWUE 2566
17 NuAHUS 2566

17-27 QuANHUE 2566

Sampling Method Grab Sampling Report Date 02 {w1AN 2566
Sampling By Usun 7 Lﬁ%ﬁ LSHVL'ﬁEluLN"%“/‘T 1A/ Sampling Time 13.10 .
Sampling Name wigfiszgns AnLaa
Registered No. iE
- Parameter SO T Unit Analytical I\Eod‘” ZECALE R;E_ 7 S-I—am;m_l ]
pH @25 ¢V o - Electrometric Method R 44 | 58 |
Biochemical Oxygen Déﬁland mg/L 5-Day BOD Test, Membrane Electrode Method 36.6 <20
Total Suspended Solids(" mg/L Dried at 103-105 °C 2,202 <30
_Igdllfide mg/L lodometric method 0.67 <1.0
FatO|I and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 220
Total Kjeldahl Nitrogen®® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 8.6 =35
SM: 4500-Norg C
Total Coliform Bacteria® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 3,300 =
Sample Condition A tvfios mznawnn Anduiniios
Remark M ¢ srgmmedauisgluasudienisdusas 1ISO/IEC 17025:2017 Accreditation No. Testing 1679
@ Siasedlag usEh glulin uewmiBar uand Bwiiiesse rendauan $1R taaneideu 1-145
@ I APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23“ed. Washington, DC: APHA, 2017.
Standard UszmAnsErsamdnennssTsatfuasionanden 15e0 r'i-mummmsjwmuq34mﬁzmﬂﬁﬂ'ﬁ‘amnmmimoﬂizmmmxmwmm. 21A13UseAn n

>4l - < R e 0
A

Miss Anusara Kaewhmb ENVIHONMENT co.LTD.
Analyst 138 WduR Bulseuuiug e

Miss Wilairak Chaisa

Laboratory Manager

DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL
REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY

2/Page
FM-RP-01-02 Rev.01 / 04/01/2565
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Gulsd www.tnpenvironment.co.th , Line @ . @nplab318 , Facebook.com/Tnp.environment
TIS 17025-2561
TESTING No. 1679
ANALYSIS REPORT
Customer Name 1 dRyARse1ATsYe 1oosu1li woulagn ams-andu Customer Code  : W66006
Project Name . Iﬂiﬁm‘i Urbano Absolute 81915-610&% Sample No . B6603-WW0774
Address I 345 988 WWIYWAST 14/2 LY ARBIAKING LIRARDIEI Sample Type ¢ hfeanans
NIIUNNHATUAS Sampling Date D10 HwIAN 2566
Sampling Point : hidewnstne (dsinsaz) Received Date T 13 fwiAN 2566
GPS. Coordinate ¢ 47 P 0662386 E 1517462 N Analytical Date . 13-21 dw1AN 2566
Sampling Method ¢ Grab Sampling Report Date : 28 {uAN 2566
Sampling By D USEn i Bulhsewdud e Sampling Time I 12.04 .
Sampling Name . Wlﬂﬁi:qﬂﬁ BlRIGE
Registered No. . -

Parameter Unit Analytical Method® Result Standard
pH @25 ¢ - Electrometric Method 5.8 -
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 85.2 -
Total Suspended Solids" mg/L Dried at 103-105 °C 68.0 -
Sulfide mg/L lodometric Method 1.41 -
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 -
Total Kjeldahl Nitrogen® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 17.7 -

SM: 4500-Norg C
Total Coliform Bacteria® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 28,000 -
Sample Condition % ndss mznawsn dndwlnos

d | o
Remark ™ s1enanaeufieglugaudientssuses 1S0/IEC 17025:2017 Accreditation No. Testing 1679
(2 - o = & % ¢ & oo ol - - o az a
'ILHT’]:Y\THH UIEN QI%LEH UWOUUIATR LBUA LEUILKETTI ABUTRLAUN I1NA LRINSIUBU 1-145

@) APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23 ed. Washington, DC: APHA, 2017.

Miss Wilairak Chaisa

HONMENT co.LTD.
Analyst U3En duR mu'hmmuun Nna Laboratory Manager

DO NOT coPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL 1/1Page
REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY FM-RP-01-02 Rev.01 / 04/01/2565




Customer Name
Project Name

Address

Sampling Point
GPS. Coordinate

Sampling Method

<o o

g v fidud Buliseunivi drin (dninewlng) wenndoudssliRnsinswiany 2-318

Atogil 332/173 Wil 3 Avaursimiam dunauitines dmIAuuNY3 11110
woifinda 02-156-8273 / 088-2068628 S1d thp.envi@gmailcom
Gulod www.tnpenvironmentco.th . Line @ . @nplab318 , Facebook.com/Tnp.environment

ANALYSIS REPORT
ARyAran1ANsYe Wasunli uaulagn dms-mndu
TA59n13 Urbano Absolute 81N5-mN&w
345 708 L9TQYUAT 14/2 LI ARBIAUINT L2ARRDIETY

NYINNNNILAT

Customer Code
Sample No
Sample Type

Sampling Date

TIS 17025-2561
TESTING No. 1679

W66006
6603-WWO0775
W11981A1S

10 {wIAN 2566

Wifignasn1se (devile) Received Date 13 fiwiAn 2566

47 P 0662386 E 1517462 N

Analytical Date 13-21 AW1AN 2566

Grab Sampling

Report Date 28 {wIAN 2566

o

Sampling By US¥EN FLauR tBulisonsng s Sampling Time 12.12 %.

Sampling Name wigfiszgng Saide

Registered No. =

Parameter Unit Analytical Method® Result Standard
pH @25 °c - Electrometric Method 4.9 5-9
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 18.1 520
Total Suspended Solids(" mg/L Dried at 103-105 °C 12.0 <30
Sulfide mg/L lodometric Method 0.71 <1.0
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 <20
Total Kjeldahl Nitrogen® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 11.9 <35
SM: 4500-Norg C
Total Coliform Bacteria®® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 4,900 -
Sample Condition 41 1nias menawsin Snduwdnstae

Remark
(2)

(3)

Standard

d | o
ensnadeufiagluzeuinenisiuses 1SO/IEC 17025:2017 Accreditation No. Testing 1679
Ansedlae uSun gludin uanundad woud Budiile e Aeudaunuy $1Am taamadien 1-145
APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23" ed. Washington, DC: APHA, 2017.

& a 3 v d o LS
'di:mﬂniws'zmiwmnsﬁisummua:ﬁaumanu 1389 n’munmmg'w.muaumsi:mﬁmmmnmmsmwi:mnua:m\mmn, 21ATUsEIAn n

Miss Anusara Kaewkajorn

TNP ENVIHONMENT CO.,LTD, Laboratory Manager
Ui BuR Buliseuiuy s

Analyst

DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL
REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY

FM-RP-01-02 Rev.01 /7 04/01/2565




Customer Name

v a& o & W o e e o o ' A w e e <
’ UTHN NLBUN LBNIISB“LNH“ Ralilc) (dwnnu‘lmy) Ltum:umuﬂeadguan-mmﬂzman'uu 1-318

13 1 ' . o~ . o v o
magn 332/173 Yy 3 AMUAUNINWAINT 8UNaUNUINE ‘NV\’IE“%YIL‘I'-E 11110
waifiAra 02-156-8273 / 088-2968628 N4 tp.envi@gmail.com

ﬁu'lva'www.tngenvironmentco,th , Line @ : @tnplab318 , Facebook.com/Tnp.environment

ANALYSIS REPORT

#ayArseIAIYR wadunli wouldgn dms-nindw

1A5n15 Urbano Absolute #1115-A1NE%

bsi

Customer Code

TIS 17025-2561
TESTING No. 1679

W66006

Project Name Sample No 6604-WW1096

Address 345 788 LWWIUWAT 14/2 LA ARBIAWING LIRARDIA T Sample Type dhfieanans
ﬂ?dLﬂWN‘ﬂ’]%ﬂi Sampling Date 04 LNW8W 2566

Sampling Point daumsunda (dunses) Received Date 05 LHY18% 2566

GPS. Coordinate 47 P 0662386 E 1517462 N Analytical Date 04-26 LHW18W% 2566

Sampling Method Grab Sampling Report Date 27 lNW18W 2566

Sampling By U Maud Bulisaweind s1nm Sampling Time 14.24 w,

Sampling Name WILATAY Fl%ﬂ’rﬂfﬁ

Registered No. -

Parameter Unit Analytical Method®®) Result Standard
pH @25 °c " - Electrometric Method 4.8 -
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 52.5 -
Total Suspended Solids(" mg/L Dried at 103-105 °C 22.0 -
Sulfide mg/L lodometric Method 0.81 -
Fat, Oil and Grease mg/L Liquid~-liquid, Partition-Gravimetric Method <5.0 -
Total Kjeldahl Nitrogen(z) mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 12.8 -

SM: 4500-Norg C
Total Coliform Bacteria® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 3,300 -
Sample Condition A% LA AENanyIN findwidnstan
Remark 1 sen1snadauiiaglusaudienisiuses 1ISO/IEC 17025:2017 Accreditation No. Testing 1679
@ Airseiilan i glwfia wawwidas waud 1Euiifiede reudounwd $1i aanzidon 1-145
@ APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23" ed. Washington, DC: APHA, 2017.
S (/4
Miss Anusara@;;%pug?;ﬁfﬁ?&?gjg‘: gg"LTD" Miss Wilairak Chaisa
Analyst Laboratory Manager
DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL i 1 /WP age

REPORTED RESULTS

REFERS TO SUBMITTED SAMPLE(S) ONLY

FM-RP-01-02 Rev.02 / 05/01/2566




9 Ui fdui Eulasauaind drim (dnfnoulng) emsdswisclfjiBnisiiensiiantu 1-318 bSi

#iagfi 332,173 w3 FuauteimiA nsutames daniauunyi 11110 m
waiRars 02-156-8273 / 088-2968628 AN tnp.envi@gmail.com @ m
(iules wwawtnpenvironment.coth , Line @ : @tnplab318 , Facebook.com/Tnp.environment S :
TIS 17025-2561
TESTING No. 1679
ANALYSIS REPORT
Customer Name : BeiyrAaaA1sge twasunli waulagn dms-sndn Customer Code @ W66006
Project Name o Tasenis Urbano Absolute 81M3-A1N&® Sample No . B6604-WW1097
Address . 345 %ae Lﬂ%{y%ﬂﬁ 1472 wan ﬂﬂﬂ\‘]ﬁ%‘lﬂﬁ LARARBIE Y Sample Type : %ij’m;ﬂﬂﬂﬂ'li
ﬂj\‘ll'ﬂ‘WNVt’l%ﬂi Sampling Date . 04 LNWegw 2566
Sampling Point  Ynfandinsdnde (Foinla) Received Date © 05 lN¥NEw 2566
GPS. Coordinate . 47 P 0662386 E 1517462 N Analytical Date ¢ 04-26 lHW18U 2566
Sampling Method . Grab Sampling Report Date L27 WHugw 2566
Sampling By D uSun Aewi Bulisaweiug 41w Sampling Time : 14.30 w.
Sampling Name WA H%ﬂi’aé
Registered No. D=
Parameter Unit Analytical Method” Result Standard
pH @25 °c (" - Electrometric Method 4.4 5-9
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 31.9 <20
Total Suspended Solids'" mg/L Dried at 103-105 °C 27.0 <30
Sulfide mg/L lodometric Method 0.81 <1.0
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 <20
Total Kjeldah! Nitrogen®® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 11.7 <35
SM: 4500-Norg C
Total Coliform Bacteria®® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) >160,000 =
Sample Condition 4% ndas nznawnIn findwdniae

Remark @ gemanedeuiiaglussudnenisiusas 1SO/IEC 17025:2017 Accreditation No. Testing 1679

@ Aanilan uidn ghwfin uawwndas waud Budifiesi Aaudauaw 18 taanaion 1-145

) APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23" ed. Washington, DC: APHA, 2017.

9 P )y . 4 . -
Standard : UsENIANIENINNINEINTsTIHIALAsRIIAFEN 1589 ﬂﬂﬂ%ﬂ}ﬂEﬁj’luﬂiul-:lNﬂ’]iiSU"IHWWYIﬁnﬂB’]F]']5U’10U'§3LHY|LLESU’]\13‘H»'!H, a1A1sdssian n

TNP ENVIRONMENT CO.,LTD.

Miss Anusara Kaewkaiom 13w fudu dulseuisiuy $ii Miss Wilairak Chaisa
Analyst Laboratory Manager
DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL 2IlPage

REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY FM-RP-01-02 Rev.02 / 05/01/2566



Customer Name
Project Name

Address

Sampling Point

GPS. Coordinate

7] uidn il dulasauaiud S1im (dninalug) wamsdouiasl fuinsiianevianau 1-318 bsi

saagi 332/173 i 3 Aumneiiaw sunaunaimas dondauuny3 11110
\washinka 02-156-8273 / 088-2968628 Hwd tnp.envi@gmail.com

Gulasd www.tnpenvironment.co.th , Line @ : @tnplab318 , Facebook.com/Tnp.environment

ANALYSIS REPORT

HiymaaaIA1sge wasuill ueulagn dms-andu
TA53n15 Urbano Absolute #1M3-a1N&w

345 dag WIYWAT 14/2 U1 ARBIALING LAAARBIAT
NINHENIAS

idaumstda (dunses)

47 P 0662386 E 1517462 N

Customer Code
Sample No
Sample Type
Sampling Date
Received Date

Analytical Date

TIS 17025-2561
TESTING No. 1679

W66006
6605-WW1464
ihfieanans

04 WO¥NIAN 2566
05 WOWAIAN 2566

05-18 WOWAIAN 2566

Sampling Method Grab Sampling Report Date 31 WO¥N1AN 2566
Sampling By uSin Maun Bulisandud s Sampling Time 10.27 .

Sampling Name wWIBAAW ASFIFR

Registered No. -

Parameter Unit Analytical Method® Result Standard
pH @25 °c (" - Electrometric Method 6.1 -
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 15.7 -
Total Suspended Solids‘" mg/L Dried at 103-105 °C 19.2 -
Sulfide mg/L lodometric Method 0.60 .
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 -
Total Kjeldahl Nitrogen(z) mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 10.6 =

SM: 4500-Norg C
Total Coliform Bacteria® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 7,900 N
Sample Condition I wdes aznavwan dndwdniae
Remark @) sen1snadaufiaglugaudnenisiusas 1IS0/IEC 17025:2017 Accreditation No. Testing 1679
@ Airs1zilan uidn gludia wowwidad wand 1Buiifledie randauaw 41170 waanxilen 1-145
© APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23" ed. Washington, DC: APHA, 2017.
Miss Anusara Kaewkajorn I I ' Miss Wilairak Chaisa
Analvst TNP ENVIRONMENT CO.,LTD. e
nalys Uit bR @uhseuniuy S adoratory Manager
DO NOT COPY PARTIAL OF THIS ANALYSIS REPORT WITHOUT OFFICIAL APPROVAL 11Page

REPORTED RESULTS REFERS TO SUBMITTED SAMPLE(S) ONLY FM-RP-01-02 Rev.02 7 05/01/2566
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wiagil 332/173 wy 3 dwauiniRMT Snauneianas Jomiauuny 11110 ﬁ
waifina 02-156-8273 / 088-2968628 N tnp.envi@gmail.com :‘“':m
iulei www.thpenvironment.coth , Line @ : @tnplab318 , Facebook.com./Tnp.environment
TIS 17025-2561
TESTING No. 1679
ANALYSIS REPORT
Customer Name : ffyarasA1Tde teasuili wauldgn dms-andu Customer Code @ W66006
Project Name : Iﬂidmi Urbano Absolute &1715-81N&Y Sample No . B6605-WW1465
Address © 345 908 lW3UWAT 14/2 W20 AABIAWING LIRAREIETH Sample Type : dbifeanas
ﬂ?\'iL‘YI‘WN“ﬁ'TH:F]i Sampling Date : 04 WO¥N1AN 2566
Sampling Point C nfendenisthde (ﬁ'\‘]'liﬂﬂ) Received Date © 05 NewAAN 2566
GPS. Coordinate . 47 P 0662386 E 1517462 N Analytical Date ¢ 05-18 WWNIAN 2566
Sampling Method . Grab Sampling Report Date D31 WuNIAN 2566
Sampling By D USdn Naud Bulisanidud {00 Sampling Time T 1014w
Sampling Name © o wienAw ASaTHR
Registered No. .-
Parameter Unit Analytical Method Result Standard
pH @25 °c ") - Electrometric Method 5.0 5-9
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method <2.0 <20
Total Suspended Solids(" mg/L Dried at 103-105 °C 13.7 <30
Sulfide mg/L lodometric Method <0.60 <1.0
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method £5.0 <20
Total Kjeldah! Nitrogen® mg/L In-House Method: UAE.TP.WAS.001 (Kjeldahl Method); 11.5 <35
SM: 4500-Norg C
Total Coliform Bacteria® mg/L Multiple-Tube Fermentation Technique (SM: 9221 B) 240 -
Sample Condition 4% MEBY BENEUNIN
Remark M ¢ senanedeuiieglusaudienis3uses 1SO/IEC 17025:2017 Accreditation No. Testing 1679

2 . ol 30 olud a_ s c & oa el e P LA -
UATISVRLIAL UIEN glulaa LAUUIRER LaWA LOWBILUEITI ABUAAUAUN 3106 LAANSLUEW 1-145

@ APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23" ed. Washington, DC: APHA, 2017.

o = y v 4 3 -4
Standard : Usen1ANSENTININEINISITHIALAzRILIRGDN 1589 ﬂ"I'H%I?]N’]G\ﬁj’]\{ﬂ’JUF‘lNﬂ’l‘i‘SSU’lEl‘rn'ﬂﬂi]'mU"IF\’!‘SU"IMJ‘}':L!WILLﬂxU’Nﬂ'H"IGI, g1AsUsslan n

N

Miss Anusara K:eml?' ENVIRONMENT CO.,LTD
8 susun wubisouniuy $1vn '

Analyst Laboratory Manager

Miss Wilairak Chaisa
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0 u3n fduil Bulseunin Siin (dninewlng) wansdswisnfiansinseiensy 1-318 bSi
Mol 332/175 W 3 Avavniniinm dunavindings Smiawnyd 11110 @ Qualty

washnfa 02-156-8273 / 088-2968628 S1iA tp.envi@gmailcom
l’%ulﬁﬂ' vaw.tnpenvironment.co.th . Line @ : @nplab318 . Facebook.com/Tnp.environment

TIS 17025-2561
TESTING No. 1679

ANALYSIS REPORT

Customer Name 1 fRyaraa1AIge wasunli waulegn dms-mndn Customer Code  : W66006

Project Name : Iﬂ'i\‘lmi Urbano Absolute 81115-A1N8% Sample No . 6606-WW1898

Address : 345 daE LWIQUAT 14/2 Wr20 ARBIEKINg LIARABIEL sample Type  sinfieenans
NFIUNNHNIUAT Sampling Date : 06 Hguiawn 2566

Sampling Point © sdeunnstne (fansaz) Received Date 107 figuiemu 2566

GPS. Coordinate . 47 P 0662386 E 1517462 N Analytical Date . 07-16 ﬂq%’]ﬂu 2566

Sampling Method :  Grab Sampling Report Date : 28 Hgugwu 2566

Sampling By D USHn Aeuit LBulasauug $1am Sampling Time T 10.29 w.

Sampling Name DowWgMA% ﬂ%ﬁi’ﬂﬁ'

Registered No. : -

Parameter Unit Analytical Method® Result Standard
pH @25 °c(” - Electrometric Method 5.3 -
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 60.9 -
Total Suspended Solids'" mg/L Dried at 103-105 °C 36.6 -
Sulfide mg/L lodometric Method <0.60 -
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 -
Total Kjeldahl Nitrogen® mg/L APHA : 4500-Norg (B) 4.5 -
Total Coliform Bacteria®® mg/L APHA : 9221 B 33 -

Sample Condition 1% tnAag fznausin
Remark ) men1madeuieglurauiienisiuses 1IS0/IEC 17025:2017 Accreditation No. Testing 1679
@ Wnszlag uSun Bulasanaiuy wous uauasimed s10m Laznzon 1-029

@) APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23“ed. Washington, DC: APHA, 2017.
M ' 4 M
Miss Anusara KaewkeJolNP ENVIRONMENT CO.,LTD.  Miss Wilairak Chaisa

vidn Aidud Sulsusiud S
Analyst Laboratory Manager
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7] u5un Msud Bulasewsiug drin (dvinawlng)) wwanfoursstfiansiaseionsu 1-318 bSi

Avogi 332/173 wal 3 fvavsinian dunouisdimas dmiauuny3 11110 @ E%:i
wosfinfa 02-156-8273 / 088-2068628 313iA tnp.envi@gmail.com m
Gl www.tnpenvironment.co.th . Line @ : @nplab318 . Facehook.com/Tnp.environment
IS 025-51
TESTING No. 1679
ANALYSIS REPORT
Customer Name : Wiyraseaisye wwesunli uaulagn ams-mndu Customer Code @ W66006
Project Name : [Fﬁ\m'ﬁ Urbano Absolute §1M3-A1N§4 Sample No . 6606-WW1899
Address 345 998 LA3UAT 14/2 U119 ARBIRUINT LIARADIEY Sample Type D hfeenAns
NIUNWHNIUAT Sampling Date © 06 figwieu 2566
Sampling Point : ﬁﬂ%ﬂ%ﬁlﬂmiﬁﬁﬁm (:Ta«i']‘la) Recelved Date 07 ﬁqmau 2566
GPS. Coordinate . 47 P 0662386 E 1517462 N Analytical Date . 07-16 a‘iqmﬂu 2566
Sampling Method - Grab Sampling Report Date « 28 a‘iqmﬂu 2566
Sampling By D USunN Aui ulisaueing $a0m Sampling Time ©10.35 W
Sampling Name D WIEAAY ﬂ%ﬂfﬁé
Registered No. . -
Parameter Unit Analytical Method® Result Standard
pH @25 °c" - Electrometric Method 5.0 5-9
Biochemical Oxygen Demand mg/L 5-Day BOD Test, Membrane Electrode Method 25.4 <20
Total Suspended Solids‘" mg/L Dried at 103-105 °C 27.1 <30
Sulfide mg/L lodometric Method <0.60 <1.0
Fat, Oil and Grease mg/L Liquid-liquid, Partition-Gravimetric Method <5.0 <20
Total Kjeldahl Nitrogen® mg/L APHA : 4500-Norg (B) 0.56 <35
Total Coliform Bacteria® mg/L APHA : 9221 B 11 -
Sample Condition 1% tndas nznauliunane

Remark W Menanadeuiogluzaud1en135Uses ISO/IEC 17025:2017 Accreditation No. Testing 1679

() - o v ¢ 7 dv w -
Arneilan Uen Bulsowsiny wous Uaua31Imas 91ne Laanziien 1-029

@) APHA, AWWA, WEF. Standard Methods for the Examination of Water and Wastewater. 23“ed. Washington, DC: APHA, 2017.

Standard D UnANSENTINSHeINIssIHIAuazivindan 13a0 n'mv.ﬂmmsjwmuaumsi:mmhﬁamnmmsmws:mmmzmmma, 87A13UsELAN N

-

(4

. - _
-NVIRONMENT co"LTD_M'SS ilairak Chaisa
Analyst v AR Bulisusiud s Laboratory Manager

Miss Anusara Kaewkajorn TNP ENV
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