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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 14/9/2566

Address : Location : viaalvh a1ais 4 1 1

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuviaeusedunwdy. ... .3988/3950/3945 .. Volts/Than N

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdauTdenu

Checked by (asialan) :
Technician (2vawmaiia) ... [ Start at 1500 Finish at 1600 Date 14[09‘(66
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 25/9/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : aAuminatais 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaidasassasuazndulwl N
2. fuvinewsssunan .24 KV /dlaTav = PM tlszdnil 1dla 27 n.a. 66
3 {fuvineusssumaan ... 380415 ... ... V./T3a¥ = PM tlszdnil 1dla 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

sruuwsaulden

Checked by (ai53a1an)

Technician (fwwmadia) ... ] T TRIESPTL. 1 - Gl RS

....Finishat: . 1400 ez Date T 25;09{66 s

13.00
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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a13 3) Date : 25/9/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 3 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuviaeusedunwdy. .. .3966/3981/3994 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwIauldanu

Checked by (asialan) :

Technician (vawmaiia) ... [ Start at 1300 Finish at 1400 Date 25[09[66
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Preventive Maintenance & Testing Report

Building : Yiuad aauladad (ae1s 4 ) Date : 25/9/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : duminatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / siaazidan Remarks / winuwva
AB BK
1. anadesacsaowaznanlwl N
2. fufinewsesuma 24 KV [ ATaTaw = PM 1lszdnil iila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (tivawedia) - ...

it Start at 1500 Finish at 1600 Date 25‘(09"66
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Preventive Maintenance & Testing Report

Building : Hyad paulaiad (aa1s 4 ) Date : 14/9/2566
Address : Location : aumiatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Description / siaazidan

Status / @auz

AB BK

Remarks / vanevia

oy = v
1. anadasassasuaznau i

2. fufinewsesuma 24 KV [ ATaTaw

PM 1lszdnil iila 27 n.a. 66

3. dufineusesumaan .........380415. ... V./Taav

PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl

5. amdauwindudd uas Siaduasalnsaimuauanuni

6. amRamwAsvinTuTaniAaNTzUNEaNNA

7. anadathdaaniaidih

. o o
8 ssndauanwmsvinauuag Qﬂﬂ‘iﬂl wWasnulaasdia

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (tivawedia) - ... . Statat-..15.00 _ Finishat- 16.00

.....Date: . 14/09/66
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 14/9/2566
Address : Location : aumiatans 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amainsassasuazndulwl N
2. fwinewsesuang .24 KV. /[ AiTaTav = PM tszdnil 1la 27 n.a. 66
3. fwineusedumaan .........380-415 .. V./Taavi = PM tszdnil 1la 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

sruuwsaulden

Checked by (ai53a1an)

Technician (wweadia) ... . e atatat

13.00 14.00 14/09/66
e BRI T U T B

.o Finishat ..
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Preventive Maintenance & Testing Report

Building : viuagd aaulaiada (a1A17 3)

Address :

Date : 14/9/2566

Location : viaa'lvvh a1ms 3 du 1

Main Distribution Board (MDB)

LV switch Model.: SQUARE D (NS1000 N )

LV switch function/Type: COMPACT MCCB

LV switch Serial No.: 1404051139

Description / Tinasana

Equipment Code:

Operation voltage 415 VAC
Rated Current 1000 Amp
Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @anug
Remarks / vinguia

Remark / wanaue - N

= MNormal , AB = Abnormal , BK = Breakdown

AB BK
1. amatiniatranuaznawlmal N
2. sudiaewseeunwd..........397.8/3996/4012 ... Volts/Thaw N
3. emadaaamainaluvasainiduaia -
4. amadaudaaivuad bus bar uazawuvuaalvl N
5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N
6. esnadaumihdudaalasaaduasdidonan N
7. anadatiaanialvii N
8. amavdavaanlvlwmitinai N
9. amadiralnsalmiuanasmai N
10. asradaunslsudsarnasalasaiilasfiuusadu N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
12. @s3ad@aunsng g N
13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Comments / fialduauug

szuuwIauldanu

Checked by (asialan) :

Technician (2vawmaiia) ... |NSAE Startat:. .. .. ..

1300 Finish at 1 Dat

4.00 . 14/09/66
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Preventive Maintenance & Testing Report

Building :

viuagd aaulaiada (aa174)

Date :

Address :

22/8/2566

Location :

viaa'lvvh a1ms 4 du 1

Main Distribution Board (MDB)

LV switch Model

SQUARE D (NS1000 N )

Equipment Code:

Operation voltage

LV switch function/Type:

LV switch Serial No.:

COMPACT MCCB

Rated Current

1404051140

Breaking Capacity

Description / Tinasana

Interrupting Current

Status / @anug

415 VAC
1000 Amp

Amps.
50 KA.

Remarks / vinguia

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

AB
1. amatiniatranuaznawlmal N
2. dudiaeAwseeunwn. . .........397.8/398.4/4002 ... Volts/ Tiaw N
3. emadaaamainaluvasainiduaia -
4. amadaudaaivuad bus bar uazawuvuaalvl N
5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N
6. esnadaumihdudaalasaaduasdidonan N
7. anadatiaanialvii N
8. amavdavaanlvlwmitinai N
9. amadiralnsalmiuanasmai N
10. asradaunslsudsarnasalasaiilasfiuusadu N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
12. @s3ad@aunsng g N
13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Comments / fialduauug

szuuwdauTdenu

Checked by (si533lan)

Technician (zawedie) ... .

e Start at o

15.00

weweo.... Finish at ...

1600 Date :

22/08/66

Uu.3/25
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Preventive Maintenance & Testing Report

Building : Hyad paulaiad (aa1s 4 ) Date : 22/8/2566
Address : Location : aumiatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / siaazidan Remarks / winuwva
AB BK
1. anadesacsaowaznanlwl N
2. fufinewsesuma 24 KV [ ATaTaw = PM 1lszdnil iila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (fwwmadia) ... .. s Startat .

15.00 16.00

wewe.. Finishat ...

b A20H08.
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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a13 3) Date : 22/8/2566

Address : Location : viaalvh a1ats 3 1 1

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaiina N

2. fuviaeusedunwdn. . ....3995/401.7/4030 ... Volts/ Taaw N

3. emdaaamainaluvasainrduaia -

4. amadaudaniviuad bus bar uazawuvuaelvl N

5. amaaauiwateine (Taav, wani Alateed, Alainedsataiug N

6. amadaumihdudaalasaaduasdidonan N

7. anadedasaniellily N

8. enaiavaanlvimiiinig N

9. amadralnsalmuanasmai N

10. asnadaunsliudsarnasalasaiilasfiuusadu N

11. asnaanumavitnurasalasaiiiiamnulaaasis N

12. aTad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudsusenasusaniuauaastas N

Remark / wunae - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwday g

Checked by (as3alan) :

Technician (awmaiia) ... S — Start at 1300 Finish at 1400 Date 22{08{66
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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 9/8/2566

Address : Location : viaalvh a1ais 4 1 1

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuviaeusedunwdn. . ....3935/3939/3962 .. .. Volts/ Taaw N

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

sruuwsauldau

Checked by (ai53a1an) :
Technician (wwedia) ... e Start at 1500 Finish at 1600 Date 09"08',66

.3/28
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 22/8/2566
Address : Location : aumiatans 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amainsassasuazndulwl N
2. fwinewsesuang .24 KV. /[ AiTaTav = PM tszdnil 1la 27 n.a. 66
3. fwineusedumaan .........380-415 .. V./Taavi = PM tszdnil 1la 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

sruuwsaulden

Checked by (ai53a1an)

Technician (tivawedia) - ... S PTRIITPSPIRL.o (- 1| i Gl S

S0, e 00 cpees FHOBEE.
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Preventive Maintenance & Testing Report

Building : Hyad paulaiad (aa1s 4 ) Date : 9/8/2566
Address : Location : aumiatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Description / siaazidan

Status / @auz

Remarks / vanevia

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

AB BK
1. Inspection for any signs of burn marks, abnormal hissing sound & smell lasafinsassanuazndulul M
2. Check / record incoming voltage / fufindusasuawan .24 KV./Alaliav = PM 1lszdnil iila 27 n.a. 66
3. Check / record outgoing voltage / fiufinausesumaan ............380-415.._.......... V./ Taaw = PM alszdndl iila 27 n.a. 67
4. Record temperature in transformer room / ffuvindraauaniin aliniasmiawlaslvivh =
5. Check contactors & relays of temp. Controller / asaagauninduda was Siaduasadlnsalmiuayaanqi -
6. Check working condition of ventilation fan. / asyaaa wmavheuuasfinaussugannd -
7. Check electrical connections / asaaiiindsianie v M
8. Check working condition of safety device / asaadauamwmsituuasalnsaitianulaaada N
9. Check earthling / asaadaunisnsiad M

Comments / faiguauuz:

Checked by (as331an) :

Technician (dwwaiia) ...

ieeoo.... Start at 1500 Finish at 1600

U.3/30
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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a13 3) Date : 9/8/2566

Address : Location : viaalvh a1ats 3 1 1

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuvineiussdunwdn. . ....3943/3947/3959 ... Volts/ Taav N

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

sruuwsauldau

Checked by (a53a1an) :

Technician (vawedia) ... ...

i Start at 1300 Finish at 1400 Date 09;08{66

u.3/31
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 9/8/2566
Address : Location : aumiatans 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. Inspection for any signs of burn marks, abnormal hissing sound & smell lasafinsassanuazndulul M
2. Check / record incoming voltage / fufindusasuawan .24 KV./Alaliav = PM 1lszdnil iila 27 n.a. 66
3. Check / record outgoing voltage / fiufinausesumaan ............380-415.._.......... V./ Taaw = PM alszdndl iila 27 n.a. 67

4. Record temperature in transformer room / ffuvindraauaniin aliniasmiawlaslvivh =

5. Check contactors & relays of temp. Controller / anadgauwinauda uaz Siaduasadnsaim uauaauni -

6. Check working condition of ventilation fan. / asyaaa wmavheuuasfinaussugannd -

7. Check electrical connections / asaaifintasanta vl

M
8. Check working condition of safety device / asaadauamwmsituuasalnsaitianulaaada N
M

9. Check earthling / asaadaunisnsiad

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

Checked by (ai53a1an)

Technician (fwwadia) ... .. . oo atartat oo

S, erema. 000 b SONRER

U.3/32
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 23/11/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : aAuminatais 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaidasassasuazndulwl N
2. fuvinewsssunan .24 KV /dlaTav = PM tlszdnil 1dla 27 n.a. 66
3 {fuvineusssumaan ... 380415 ... ... V./T3a¥ = PM tlszdnil 1dla 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

szuulaonildilng

S 13.00 14.00  23/11/66

Technician (fwmadia) - s tat At o e e FISH AL s

U.3/33
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Preventive Maintenance & Testing Report

Building : Yiuad aauladad (ae1s 4 ) Date : 1/11/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : duminatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / siaazidan Remarks / winuwva
AB BK
1. anadesacsaowaznanlwl N
2. fufinewsesuma 24 KV [ ATaTaw = PM 1lszdnil iila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (vwedia) ... oo Start at 1500 1600 Date 1”‘”2566

ioeine.- Finish at -

Uu.3/34
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Preventive Maintenance & Testing Report

Building : Yiuagd maulaiad (a1A174) Date : 1/11/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 4 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fuviaeusedunwdy. ... .3969/3957/3969 .. Volts/Tran N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdauTdenu

Checked by (asialan) :
00 16.00 1/11/2566
Date - ...

Technician (zhowaiia) ... SN =~ Startat:.............._. Finishat:_.__ ...

Uu.3/35
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Preventive Maintenance & Testing Report

Building : Yiuagd maulaiad (21a173) Date : 1/11/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 3 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fuviaeussdunwdy. ... .3957/3958/3979 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwIauldanu

Checked by (asialan) :

Technician (awmaiia) ...

Start at 1300 Finish at 1400 Date 1””2566

Uu.3/36
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 1/11/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : aAuminatais 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaidasassasuazndulwl N
2. fuvinewsssunan .24 KV /dlaTav = PM tlszdnil 1dla 27 n.a. 66
3 {fuvineusssumaan ... 380415 ... ... V./T3a¥ = PM tlszdnil 1dla 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

sruuwsaulden

Checked by (ai53a1an)
13.00 14.00 . paw/11/2566

Technician (tivwedia) ... s Btartat 22 voveeeeo... Finishat:

Uu.3/37
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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 24/10/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 4 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fuviaeusedunwdy. ... .397.2/3961/3977 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdauTdenu

Checked by (asialan) :
Technician (2vawmaiia) ... | Start at 1500 Finish at 1600 Date 24”0"{66

U.3/38


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a13 3) Date : 24/10/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 3 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fuviaeusedunwdy. ... .3969/3966/3986 .. Volts/Tran N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwIauldanu

Checked by (asialan) :

Technician (awmaiia) ...

startat:.13.00 __ Finishat: 14.00 pate:. 24/10/2566.

U.3/39


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Yiuad aauladad (ae1s 4 ) Date : 24/10/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : duminatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / siaazidan Remarks / winuwva
AB BK
1. anadesacsaowaznanlwl N
2. fufinewsesuma 24 KV [ ATaTaw = PM 1lszdnil iila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (wweadia) ...

et Start at 1500 1600 Date 24”0"{66

e Finish at -

U.3/40


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 24/10/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : aAuminatais 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaidasassasuazndulwl N
2. fuvinewsssunan .24 KV /dlaTav = PM tlszdnil 1dla 27 n.a. 66
3 {fuvineusssumaan ... 380415 ... ... V./T3a¥ = PM tlszdnil 1dla 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

sruuwsaulden

Checked by (ai53a1an)
13.00

Technician (fwwmadia) ... .. IRSSHSIIRTIEL. | o o~ CNEE

14.00 24/10/2566
s AR T T S T

s Finshat oo

u.3/41
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Rectangle


Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a13 3) Date : 17/10/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 3 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuviaeusedunwdy. ... .397.3/3975/3997 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTAdaUNITNTNIG N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwiay g

Checked by (asialan) :
Technician (vawmatia) ... S Start at 1300 Finish at 1500 Date 17”0"66

u.3/42
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Rectangle


Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 17/10/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 4 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuviaeusedunwdy. .. 3968/3954/3947 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTAdaUNITNTNIG N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwiay g

Checked by (asialan) :
13.00 15.00 17/10/66
(- RN

Technician (2vawmaiia) ... |KESEE Startat:. .. .. .. wo......Finishat:. ... . Dat

u.3/43
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Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 17/10/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : aAuminatais 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaidasassasuazndulwl N
2. fuvinewsssunan .24 KV /dlaTav = PM tlszdnil 1dla 27 n.a. 66
3 {fuvineusssumaan ... 380415 ... ... V./T3a¥ = PM tlszdnil 1dla 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

ssuuwsanldau

Checked by (ai53a1an)
13.00 1500 .

Technician (tivawedia) - ... e At At s Finishat . 7o

coaed W00

Uu.3/44
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Preventive Maintenance & Testing Report

Building : Yiuad aauladad (ae1s 4 ) Date : 17/10/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : duminatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / siaazidan Remarks / winuwva
AB BK
1. anadesacsaowaznanlwl N
2. fufinewsesuma 24 KV [ ATaTaw = PM 1lszdnil iila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

szuulafulad ni

Checked by (ai53a1an)

Technician (wweadia) ... . T RSSISIIANIL. | | -~ CNRIE

20 e 000 cpees JHORE.

Uu.3/45
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Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 25/9/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 4 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK

1. analdasassanuaznaina N

2. fuviaeusedunwdy. . ....397.0/3965/3952 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan N

7. anadedasanielliy N

8. enadavaaslvimiiini N

9. amadiralnsalmiuanasmai N

10. asradaunslsudsarnasalasaiilasfiuusadu N

11. asnaanmmsvinnurasalasaiitiiamnulaaasis N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudisusenasusanluauaastas N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdauTdenu

Checked by (asialan) :
Technician (awmaiia) ... U Startat:......13.00  Finishat: 16.00  pate:. 25/09/66

Uu.3/46
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Preventive Maintenance & Testing Report

Building : Wiuad aauleiad (a1m13 3 ) Date - 9/8/2566
Address - Location - duaih
Pakaged Booster Pump Equipment Code: PBS-3-01
Pump Type/Function : EBARA Motor Type/Func 380415/ 3PH
Pump Model : MD 32 - 160/2.2 Motor Model : 3D 32-160/2.2
Pump Mo. : PBP-4 Motor Serial Mo. 1220370004
Pump Flow rate : Q6-177m3h (H345285m) Motor HP. : I HP /22KW /5A
Pressure Tank volume : 200 Liters Pressure : 3 Bar Motor Speed : 2850 RPM

Status / aauy

Description / Tgiagiasa Remarks / wanewwa
N AB BK

ATIRANWATHATAU 78857 Arvianni lildraaiann

AAdRFAUTIAIAATULATLARIATN

anadaan Twianazdacig 9

anadeaninasidouanthinmena

oA I IO

Al duaniiau

aTAdaLTIduN9euasen Tudne ...........0................_PSL

aTadanTIduNAIURIaan Thuvine .40 ... PSL

andausaeulwihlefou dudiner . .........3943/3952/3958............. Vol

© |® N @

andanssualdou Tudinen.. .. 462/471/468._._ ... _Amp.

10. e lavasvaesas. .5 ... Amp.

11. amadauanwamaintouaasalasalmuaunisaiunszua llvh

s o ol o
12, amadaudnInnisineuy aaaﬂnimmammﬂa afAane

= ' L G
13 ﬂi’lﬂtﬂﬂﬂﬂ"lwa']"mﬂﬂ“tmﬂadﬂﬂtﬂa“ﬂaﬂﬂaﬂ"l\]

14. amadaaaiugasinaurashinuasdthlaa

15. anadadnnuaddousaiuuaraslaazuvly

16. amiasusasuaunia luda Tuiine. .. 30 ... PSIL

Z|l 2|22l =|=2l2|2|=212|l=2|21=212|2

17. amadinnsinounasaindussdu Range.. 3. Bar/ Diff...0.7. Bar

Comments / fiatduaiug:

Checked by (ai5331a8) :

Technician (dwwadia) ... ceeee...... Start at 1300 Finish at 1400 Date 09’;08;66

u.3/47
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Preventive Maintenance & Testing Report

Building : Wuad aaulaiad (a1e1s 3) Date : 9/8/2566
Address : Location : viasihihatans 3 4 1
Pump Type/Function : EBARA MD/A 40-200/7.5 Motor Type/Function : MD/A 40-200/7.5
Pump Model : BF7 Motor Model : 400V 15 A
Pump MNo. : 1230890006A Motor No. : 1230890006A
Pump Flow rate : MAX FLOW : 36M3 / HOUR MAX HEAD : 57M Motor HP. : 10 HP, 7.5 kKW
Motor Speed : 2900 RPM
. Status / aau
Description [ s1giagtasin Remarks / vanenua
AB BK
1. emRaamNIHATaU sa8% Aenadui lildaaaem N
2. amadadaiuytasdlaTUIasLAZiaI N
3. enadegniwiauaydass N
4. gmadeaninasldouanilumena N
5. amadansduasiiau N
6. amaudausIduneauaettn i - ... PSI| -
7. esaudaussdunadudsaan Tudiaen 50PSI ... Ps| N
8. amadaussdulvlihldou fuvindr 3936/39403963 ... Vol N
9. eniansvudldou thudne. ... 1014/1030/1039. .. Amp. N
10. amadaudniwasvingunadalnsalmuaumadiunszua lvh N
11. amadavdnwaisitunasalnsaiamunlaasde N
12. sm:lLﬂﬂamwmmﬁauduﬂmqaL‘ﬁaudaﬁﬂama N
13. amauiadaiugaisvineuaas nsiuazdlilae N

Remark / vianenwm - N = Normal | AB = Abnommal ;, BK = Breakdown

Comments / fiaiduauug:

Checked by (as331an) :

Technician (fwwadia) ... s Startat s

2209 S0

.... Finish at -

.3/48


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wuad aaulaiad (a1e1s 3)

Date : 9/8/2566

Address :

Location : viasihuthatens 3 g 1

Cold Water Pump Equipment Code: CWP-3-01

Pump Type/Function : EBARA MD/A 40-200/7.5 Motor Type/Function : MD/A 40-200/7.5

Pump Model : BF7 Motor Model : 400V 15 A

Pump MNo. : 1230890006A Motor No. : 1230890006A

Pump Flow rate : MAX FLOW : 36M3 / HOUR MAX HEAD : 57TM Motor HP. : 10 HP , 7.5 kW
Motor Speed : 2900 RPM

Description / Tieagiasa

Status / aaug
Remarks / vanenua

Remark / vianewus - N

= Normal , AB = Abnomal ;, BK = Breakdown

AB BK
1. anad@mumMIKAsau sas aauah lldraaaen N
2. amadadarusnaddiasuiuaiLaziain N
3. amadeanwviauazdasa q N
4. gmadeaninasldouanilumena N
5. anadansdudgiiiau N
6. amaudausIduneauaettn i - ... PSI| -
7. amadeusdunasmudiaan Tudne ... 50PSI ......................PSl N
8. enataussaulwihldow fuvine 394.2/39463955 ... Nolt N
9. enianszudldow thudne .. ...997/1033/1021. ... Amp. N
10. amadaudniwasvingunadalnsalmuaumadiunszua lvh N
11. amadavdnwaisitunasalnsaiamunlaasde N
12. sm:lLﬂﬂamwmmﬁauduﬂmqaL‘ﬁaudaﬁﬂama N
13. anaudaaausamvinaunasthiuazdllas N

Comments / fiaiduauug:

Checked by (ai5321a8)

Technician (vwadia) ... ...

NG| - ; o | £

1300 Finish at 1400 Date 09[08[66

U.3/49


USER
Rectangle


Preventive Maintenance & Testing Report

Building - Viuad maulaiaa (a1a174) Date : 7i7/2566

Address : Location : viaalvh a1ans 4 1 1

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / inasana Remarks / vinguia
AB BK

1. anatdasassanuaznaiina N

2. fuvineusedunwdn. . ....397.8/3984/4002 ... Volts/ Taaw N

3. emdaaamainaluvasainrduaia -

4. pmRdaudaniviuay bus bar uazawuvuaelvl N

5. amadauiwateine (Taav, wani Alateed, Alainedsataiug N

6. edaumihdudaalasaaduasddonan N

7. anadedasanielliy N

8. anaiavaanlvimiiinig N

9. amadralnsalamiuanasmai N

10. asradaunsliudsarnasalasaiilasfiuusadu N

11. asraanumavitnurasalasaiitiiamnulaaasds N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu suasudisusenasusaaluaulaastas N

Remark / wunaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

s=uuwdauTdenu

Checked by (as1alan) :
Finishat:. 16.00  pate- 07/07/66

U.3/50


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Fiyat aaulaiad (a5 4 ) Date : 7i7/2566
Address : Location : aumiatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial No. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / swaazidaa Remarks / winuwva
AB BK
1. anadesacsaswaznanlwl N
2. fufineuwsesunat 24 KV [ ATlaTaw = PM 1lszdnl 1ila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnl 1ila 27 n.a. 66

4. {fvinaraauai nna luvaswiauilaslvivh =

5. amdanihdAudd uas Siaduasalnsaimuauanuai -

6. amRamWATVi O TuTaN AANTZUNHANNA =

7. anadathdaaniailih

N

P! w
8. ssndauamwmsviteuuasalnsaitiamnulaasdia M
N

9. esyadaunIsNTIN

Remark / wunawe - M = Normal | AB = Abnormal , BK = Breakdown

Comments / fiatguauuz;

sz laanulal nd

Checked by (aTaalan):

Technician (dawadia) .| -...13.00  Finishat: 16.00  pate: 07/07/66

u.3/51
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Rectangle


Preventive Maintenance & Testing Report

Building : viuagd aaulaiada (a1a17 3) Date : 7I7i2566

Address : Location : viaalvh a1ats 3 1 1

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / inasana Remarks / vingauia
AB BK

1. anatdasassanuazaainag N

2. fuviaeusedunwdn. . ....3995/401.7/4030 ... Volts/ Taav N

3. emdaaamainaluvasainrduaia -

4. pmadaudaniviuad bus bar uazawuvuaelvl N

5. amaaauiwateine (Taav, wani Alatee, Alainedsataiug N

6. edaumihdudaalasaaduasdidonan N

7. anadeiasanielily N

8. enatiavaanlvimiiinig N

9. amadralnsalamiuanaamai N

10. asnadaunslsudsrnasalasaiilasfuusadu N

11. asraanumavitnurasalasaiiiiamnulaaasds N

12. aTnad@aunisnaIni N

13. asnagauanuilaaasouazainu Suasudsusenasusanluauaastas N

Remark / wunawe - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdayldu

Checked by (a53a1aa) :

Technician (fwwadia) ... ... Startat 1300 Finish at 1400 Date 07{0?',66

Uu.3/52
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Rectangle


Preventive Maintenance & Testing Report

Building : Hyad paulaiad (@a1a1s 3 ) Date : 7I7i2566
Address : Location : aumiatans 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaiiasassasuaznduli N
2. fwinewsesuang .24 KV. /[ AiTaTav = PM tszdndl 1la 27 n.a. 66
3. fwineusedumaan .........380415 .. V./Taavi = PM tszdndl 1la 27 n.a. 66

4. {fwinaraauai nna luvaswiauilaslvivy =

5. amdannihdAudd was Siaduasalnsaimuauanuai -

6. amRamWATVin O TuTaNAANTZUNHANNA =

7. anadathdaniatlih

N

P! w
8. ssndauamwmavituuasalnsaitiamnulaasdia M
N

9. esyadaunIsNTINd

Remark / wunawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / fatguauus;

sruuwsauldem

Checked by (ai53a1an)

Technician (fwwmadia) .. .. .| e At

D TR e N e SR OVOTIEE

Uu.3/53


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 7/12/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 4 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fuviaeusedunwdy. ... .3975/3962/3972 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdauTdenu

Checked by (asialan) :

Technician (zhawafia) ... Startat-.15.00. . Finishat:.. 16.00_ __ Date:. 07/12/66

Uu.3/54


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Yiuagd maulaiad (21a173) Date : 7/12/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 3 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fluviaeusedunwdy. ... .3962/3960/397.7 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwIauldanu

Checked by (asialan) :
13.00 14.00

Technician (vawmaiia) ... | Startat: .7 " . ... Finishat: .. 0?”2;66

. Date :

Uu.3/55


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyatd eauleiad (aans 4 )

. - o 4
Address : 53 efasdaarhid auunTaI-UEY 44 WA91NYYa LIAL Y a ATIVIWEKIUAT

Date :

7/12/2566

Location :

Auminanens 4

Power Transformer

Trans. No.: TR-401 Power Output: 380 - 415 VAC
Trans Type: Oil Type Prim. Voltage: 24000

Trans. Model: B30 kVA Sec. Voltage: 380 -415

Trans. Serial MNo. Rate Current: Amps.

Description / siaazidan

Equipment Code: TR-401

Temp. Controller Type:
Ventilation working tem;
Alarm working temp.:
Reactive working temp.
Status / @auz

AB BK

Remarks / vanevia

oy = v
1. anadasassasuaznau i

2. fufinewsesuma 24 KV [ ATaTaw

PM 1lszdnil iila 27 n.a. 66

3. dufineusesumaan .........380415. ... V./Taav

PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl

5. amdauwindudd uas Siaduasalnsaimuauanuni

6. amRamwAsvinTuTaniAaNTzUNEaNNA

7. anadathdaaniaidih

. o o
8 ssndauanwmsvinauuag Qﬂﬂ‘iﬂl wWasnulaasdia

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (tiawedia) -

et Start at 1500

s Finishat oo

A7.00  pate:. 07/12/66

Uu.3/56


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Yiuad aauladag (ae1s 3 ) Date : 712/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : aAuminatais 3
Trans. No.: TR-301 Power Output: 380 - 415 VAC Temp. Controller Type: -
Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -
Trans. Model: 630 kVA Sec. Voltage: 380 -415 Alarm working temp.: -
Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -
Status / @auz
Description / siaazidan Remarks / winuwva
AB BK
1. amaidasassasuazndulwl N
2. fuvinewsssunan .24 KV /dlaTav = PM tlszdnil 1dla 27 n.a. 66
3 {fuvineusssumaan ... 380415 ... ... V./T3a¥ = PM tlszdnil 1dla 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

szuulaonildilng

Checked by (ai53a1an)

Technician (wweadia) ... .

et Start at 1300 Finish at 1400 Date 07’:12[66

Uu.3/57


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wivad aaulaiad (a1a1s 4) Date : 23/11/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 4 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051140 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fuviaeusedunwdy. ... .3975/3962/3972 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwdauTdenu

Checked by (si5331an) :

Technician (dwwmaiia) ... eeiio....... Start at 15‘00 Finish at 1600 Date 23"11166

U.3/58


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Yiuad aauladad (ae1s 4 ) Date : 23/11/2566
Address : 53 fiasda s auuAFIIN-uuN 44 uIIINeEa Lauia ATINWUWITUAT Location : duminatans 4
Trans. No.: TR-401 Power Output: 380 - 415 VAC Temp. Controller Type: -

Trans Type: Oil Type Prim. Voltage: 24000 Ventilation working tem; -

Trans. Model: B30 kVA Sec. Voltage: 380 -415 Alarm working temp.: -

Trans. Serial MNo. Rate Current: Amps. Reactive working temp. -

Status / @auz

Description / siaazidan Remarks / winuwva
AB BK
1. anadesacsaowaznanlwl N
2. fufinewsesuma 24 KV [ ATaTaw = PM 1lszdnil iila 27 n.a. 66
3. dufineusesumaan .........380415. ... V./Taav = PM 1lszdnil iila 27 n.a. 66

4. fwineraauai nna luvaswiaulas vl =

5. amdauwindudd uas Siaduasalnsaimuauanuni -

6. amRamwAsvinTuTaniAaNTzUNEaNNA =

7. anadathdaaniaidih

N

P! w
8. esnadauamwmsvituuasalnsaitiamnulaasdia M
N

9. esyadAaunIsNTINd

Remark / unawe - M = Mormal | AB = Abnormal , BK = Breakdown

Comments / faiguauuz:

seuylaanulal nd

Checked by (ai53a1an)

Technician (tiawedia) - . o atartat

1200 e 89D, pee:. 231V00

U.3/59


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Yiuagd maulaiad (21a173) Date : 23/11/2566
Address : 53 miaganiiiu auuaTomv-uuy 44 wneuadla weineda assuimaniuas Location : vaaliih a1ans 3 1u 1
Main Distribution Board (MDB) Equipment Code:

LV switch Model SQUARED (NS1000 N ) Operation voltage 415 VAC

LV switch function/Type: COMPACT MCCB Rated Current 1000 Amp

LV switch Serial No.: 1404051139 Breaking Capacity Amps.
Interrupting Current 50 KA.

Status / @nug
Description / Tinasana Remarks / vinguia
AB BK
1. analdasassanuaznaina N
2. fluviaeusedunwdy. ... .3962/3960/397.7 .. Volts/Than N PM 1lsgeindl ula 27 n.a. 66

3. emadaaamainaluvasainiduaia -

4. amadaudaaivuad bus bar uazawuvuaalvl N

5. amaaauiwateine (Taav, wani Alateed, Aladinsdsataiug N

6. esnadaumihdudaalasaaduasdidonan =

7. anadatidaniollii N

8. amadavaaalvimiivi N

9. amadiralnsalmiuanasmai 2

10. asradaunslsudsarnasalasaiilasfiuusadu

N
11. asnaanmmsvinnurasalasaiitiiamnulaaasis N
N

12. @578 UAINTNIE

13. anadauanulaaaiauaraiy TuasudiousinadunnluANgaTHan N

Remark / wanaue - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fialduauug

szuuwIauldanu

Checked by (asialan) :
Technician (#awmaiia) ... e Start at 1300 Finish at 1400 Date 23””66

U.3/60


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyad aaulaiad (a1 4 ) Date : 22/8/2566
Address : Location : nduEIUARIY a1as 4
Fire Hose cabinet Equipment Code : FHC
Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-ST1 15 daud N - = = 5 =
9 |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 daud N N AB N N -
7 |wadunans ST1 15 laud N N AB N N -
6 |wisdunais ST1 15 aud N N AB N N -
5 |wmiadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9 |wisdunais ST2 15 aud N N AB N N -
8 |wisdunans ST2 15 laud N N AB N N -
7 |madunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 laud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 — = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬂa !.Lﬁ%a’u’lil'l\‘rlﬁ!ﬁ\]‘ﬂﬂtL’I;"I'I.l‘I.iEIGLG!!IVIT.f"I‘iG! ivhaaulaaaduluanans

Checked by (ai5331a8)

Technician (wwadia) .. [ Start at 1500 Finish at 1600 Date 22{08;66

Uu.3/61


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyagd aaulaiad (2113 3) Date : 22/8/2566
Address : Location : ndudIUAa1Y a1as 3
Fire Hose cabinet Equipment Code : FHC

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key
s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 3-5ST1 15 aud N - - - - -
9 |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 daud N N AB N N -
7 |wadunans ST1 15 laud N N AB N N -
6 |wisdunais ST1 15 aud N N AB N N -
5 |wmiadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9 |wisdunais ST2 15 aud N N AB N N -
8 |wisdunans ST2 15 laud N N AB N N -
7 |madunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 laud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 — = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬂa !.Lﬁ%a’u’lil'l\‘rlﬁ!ﬁ\]‘ﬂﬂtL’I;"I'I.l‘I.iEIGLG!!IVIT.f"I‘iG! ivhaaulaaaduluanans

Checked by (amialan) :
; 1300 Finish at 1400 Date 22"08"66

Uu.3/62


USER
Rectangle


Preventive Maintenance Report

Building : viuad aaulalaa (a1m1T 4 ) Date : 22/8/2566
Address : Location : atauanats | laniil
Emergency
anuReads CODE aTALTR WHIAI A aanuy vhauazane  VABUMIVINNL 30 W 1 A

annta3as  uasuaaelyl wuaLaaT il waan lvaa ‘Liaa

9 | musunan | EML-4-901 N N N - vanalia

9 | wuleudldl | EmL-4sT-901 N N N - waaalviEa

8 | madunan EML-4-801 N N N 2 uanalWAa

8 ulauidll | EML-45T-201 N N N = vanalia

7 | masunan EML-4-701 N N N - uana Wi

7 ulauidll | EML-45T-701 N N N . uanalWAa

6 | maudunan EML-4-601 N N N = vanalia

6 | wuleudldl | EmL-45T-801 AB AB AB - i

5 | maudunan EML-4-501 N N N . uanalWin

5 | wulaudlvl | EmML-45T-501 AB AB AB = Wifim

4 | madunan EML-4-401 N N N = uanalvfn

4 | vulewilll | EML-28T-401 AB AB AB . Wi

3 | mudunan EML-4-301 N N N = vanalia

3 wlautdll | EML-45T-301 N N N = uana i

2 | maudunan EML-4-201 N N N . vanalWiEn

2 tulauidll | EML-45T-201 N N N - vanalEa

1 tlautdll | EML-45T-101 N N N = uanalvfn

1 auasam | EML-4CP-101 N N N . vanalWiEn

1 AUABATN | EML4CP-102 N N N = vanalEa

mal

Comments /[ fiai@uauug:

, AB = Abnormal ,

Breakdown

uutonaa 20 ¢ 2he 3 da

Checked by (ai53a1an) :

Technician (zivawedia) -

s Slart @t e

15.00

woo.... Finish at -

16.00

CRTERUMERRRARS b |- . |- Il

2/08/66

u.3/63


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (am13 3) Date : 22/8/2566

Address : Location : matdunata ST1,8T2

Fire Exit Sign Equipment Code -

aaldia  uEelgasAuAN waaalED  vieouavens  dendedesuulyl 30 ndi

ool e
r;l‘lJ nIaINIR WHNHLWRA

dnuiiGage CODE

amweias  uazdedinlyl | uazaind vl uaaalWia
o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden
8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen
7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN
6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN
4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN
2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY
9 | nranilll 2 |FE-35T2-00 AB AB AB - Lifia LURAET ReN
8 | mawill 2 |FE-35T2-08 AB AB AB 2 lLife LLAASTIARY
7 | mawiilyl 2 |FE-35T2-07 AB AB AB - lalAa LURAAE IR
6 | nranillyl 2 |FE-35T2-06 AB AB AB 2 Lidia LUALAET RN
5 | mawiill 2 |FE-35T2-05 AB AB AB - R LURAAETIREN
4 | mawiilyl 2 |FE-35T2-04 AB AB AB 2 Lidia LuALAET RN
3 | maniile 2 |FE-3sT2:03|  AB AB AB . Wi | wwsimediden
2 | nranillyl 2 |FE-35T2-02 AB AB AB 2 Lidia LUALAET e N

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (am1alan) :

Technician (Fawadia) ... Start at 1300 Finish at 1400 Date 22[08’:66

Uu.3/64


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 22/8/2566
Address : Location : atauanats | laniil
Emergency
anuReads CODE aTALTR WHIAI A aanuy vhauazane  VABUMIVINNL 30 W 1 A
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | madunan | EML-3-901 N N N - vanalia
9 | wulewdldl | EmL-3sT-901 N N N - waaalviEa
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 YNAEUNAT EML-3-601 AB AB AB - ifim WuRASABLARTH
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 AB AB AB . Taifim wURRERERN AN
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 AB AB AB = lifim wumAS A NN
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N . vanalWiEn
2 tulauidll | EML-35T-201 N N N - vanalEa
1 NIUAUNAN EML-3-101 N N N = uanalvfn
1 tulewdlll | EML-35T-101 N N N . vanalWiEn
1 auasam | EML-3CP-101 N N N = vanalEa
1 a7UsaAIM | EML-3CP-102 N N N 2 uana i

ITEAR - N A Abnormal , BK = Breakdo:

|

Comments [ liaiduawuy;

duuvionas 20 ¢ 1hie 3 6

Checked by (as3alan) :

Technician (drawatia) ... ] Stanat1500 1600 . 22/08/66

w.wwo. Finish at - ..

Uu.3/65


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyad aaulaiad (a1 4 ) Date : 9/8/2566
Address : Location : nduEIUARIY a1as 4
Fire Hose cabinet Equipment Code : FHC
Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-ST1 15 daud N - = = 5 =
9 |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 daud N N AB N N -
7 |wadunans ST1 15 laud N N AB N N -
6 |wisdunais ST1 15 aud N N AB N N -
5 |wmiadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9 |wisdunais ST2 15 aud N N AB N N -
8 |wisdunans ST2 15 laud N N AB N N -
7 |madunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 laud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 — = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬂa !.Lﬁ%a’u’lil'l\‘rlﬁ!ﬁ\]‘ﬂﬂtL’I;"I'I.l‘I.iEIGLG!!IVIT.f"I‘iG! ivhaaulaaaduluanans

Checked by (as3a1an) :
Technician (rawadia) o s arsrs Slarbat 1500 Finish at 1600 Batese R e

U.3/66


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 9/8/2566
Address : Location : atauanats | laniil
Emergency
anuReads CODE aTALTR WHIAI A aanuy vhauazane  VABUMIVINNL 30 W 1 A
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | madunan | EML-3-901 N N N - vanalia
9 | wulewdldl | EmL-3sT-901 N N N - waaalviEa
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 YNAEUNAT EML-3-601 AB AB AB - ifim WuRASABLARTH
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 AB AB AB . Taifim wURRERERN AN
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 AB AB AB = lifim wumAS A NN
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N . vanalWiEn
2 tulauidll | EML-35T-201 N N N - vanalEa
1 NIUAUNAN EML-3-101 N N N = uanalvfn
1 tulewdlll | EML-35T-101 N N N . vanalWiEn
1 auasam | EML-3CP-101 N N N = vanalEa
1 a7UsaAIM | EML-3CP-102 N N N 2 uana i

IR - N mal , AB = Abnormal , BK = Breakdo:

|

Comments [ liaiduawuy;

Checked by (s5331a8) :

Technician (zvawedia) -

EPRPEINS.. < - |1 i | Co I -.---... Finish at 1400 Date 09[08[66

u.3/67


USER
Rectangle


Preventive Maintenance Report

Building : viuad aaulalaa (a1m1T 4 ) Date : 9/8/2566

Address : Location : ymataudunats  ulaniilv

Emergency Light

nadaaunIving i 30 uni

@A LA

anuReads CODE WHIAI A aanuy vihauagane A

annta3as  uasuaaelyl wuaLaaT il waan lvaa ‘Liaa

9 | musunan | EML-4-901 N N N - vanalia

9 ulauidll | EML-4ST-901 N N N - uana Wi

8 | madunan EML-4-801 N N N 2 uanalWAa

8 ulauidll | EML-45T-201 N N N = vanalia

7 | masunan EML-4-701 N N N - uana Wi

7 ulauidll | EML-45T-701 N N N . uanalWAa

6 | maudunan EML-4-601 N N N = vanalia

6 slauidll | EML-45T-601 AB AB AB - Wfim

5 | maudunan EML-4-501 N N N . uanalWin

5 ulauidll | EML-45T-501 AB AB AB = Wifim

4 | madunan EML-4-401 N N N = uanalvfn

4 tulewdlll | EML-25T-201 AB AB AB ] Wifin

3 | mudunan EML-4-301 N N N = vanalia

3 wlautdll | EML-45T-301 N N N = uana i

2 | maudunan EML-4-201 N N N . vanalWiEn

2 tulauidll | EML-45T-201 N N N - vanalEa

1 tlautdll | EML-45T-101 N N N = uanalvfn

1 auasam | EML-4CP-101 N N N . vanalWiEn

1 AUABATN | EML4CP-102 N N N = vanalEa

mal

Comments /[ fiai@uauug:

, AB = Abnormal ,

Breakdown

Checked by (ai53a1an) :

Technician (wwwadia) ...

ciieiteni..o Start at 1500

__Finishat- 16.00

oo Dateil:,

SRR

U.3/68


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (am13 3) Date : 9/8/2566

Address : Location : matdunata ST1,8T2

Fire Exit Sign Equipment Code -

aaldia  uEelgasAuAN waaalED  vieouavens  dendedesuulyl 30 ndi

ool e
r;l‘lJ nIaINIR WHNHLWRA

dnuiiGage CODE

amweias  uazdedinlyl | uazaind vl uaaalWia
o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden
8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen
7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN
6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN
4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN
2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY
9 | nranilll 2 |FE-35T2-00 AB AB AB - Lifia LURAET ReN
8 | mawill 2 |FE-35T2-08 AB AB AB 2 lLife LLAASTIARY
7 | mawiilyl 2 |FE-35T2-07 AB AB AB - lalAa LURAAE IR
6 | nranillyl 2 |FE-35T2-06 AB AB AB 2 Lidia LUALAET RN
5 | mawiill 2 |FE-35T2-05 AB AB AB - R LURAAETIREN
4 | mawiilyl 2 |FE-35T2-04 AB AB AB 2 Lidia LuALAET RN
3 | maniile 2 |FE-3sT2:03|  AB AB AB . Wi | wwsimediden
2 | nranillyl 2 |FE-35T2-02 AB AB AB 2 Lidia LUALAET e N

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a5331a8) :

Technician (dwwadia) .. ... Start at 1300 Finish at 1400 Date 09;08’:66

U.3/69


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 9/8/2566

Address : Location - naLaunata ST1,8T2

Fire Exit Sign Equipment Code -

asauda  wwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i

e - cl .. _
aanuidesy  CODE alasaindwe  winewwe

o o e e W.v Wots
anweias uastaaall | uazadind il wana lvléia Laidia

9 | maewilln 1 [FE4sT10d  AB AB AB : hifa | wwsmeides
8 | mawillwl 1 |FE-45T1-08 AB AB AB < Lifm LUAASASH
7 | movil 1 [FE4sTI 0] AB AB AB : Lifia | wsmehden
6 | nawilll 1 |FE-45T1-06 AB AB AB . Lifm LUSAETADHN
5 | mawillel 1 |FE-45T1-05 AB AB AB . Lifm LU AASTADN
4 | mraniilv 1 |FE-4ST1-04 AB AB AB ) Taifim LUAAETASH
3 | mawiildl 1 |FE-45T1-03 AB AB AB = Lifn LLAASADHN
2 | mawillyl 1 |FE-45T1-02 AB AB AB = laiFia LUAAETIASHN
9 | mawillW 2 |FE-45T2-09 AB AB AB = Lifn LAAE TR
8 | mawilyl 2 |FE-45T2-08 AB AB AB = LaiFim WIARa AN
7 | mawitlyl 2 |FE-45T2-07] AB AB AB - Lifn LLAAE AN
6 | mamwill 2 |FE-45T2-06 AB AB AB 2 Lifm WLAASASN
5 | mawiill 2 |FE-45T2-05 AB AB AB - Lifn ARSI
4 | nansilv 2 |FE-45T2-04 AB AB AB = LiAm WL AASHASN
3 | mawitlyl 2 |FE-45T2-03 AB AB AB - Lifn ARSI AN
2 | mawillyl 2 |FE-45T2-02 AB AB AB 2 LiAm WLAASHASN

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a5321a8n)
Technician (#wamaiia) ... e Start at 1 500 Finish at 1600 Date 09"08‘(66

u.3/70


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyagd aaulaiad (2113 3) Date : 9/8/2566
Address : Location : ndudIUAa1Y a1as 3
Fire Hose cabinet Equipment Code : FHC

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key
s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 3-5ST1 15 aud N - - - - -
9 |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 daud N N AB N N -
7 |wadunans ST1 15 laud N N AB N N -
6 |wisdunais ST1 15 aud N N AB N N -
5 |wmiadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9 |wisdunais ST2 15 aud N N AB N N -
8 |wisdunans ST2 15 laud N N AB N N -
7 |madunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 laud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 — = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬂa !.Lﬁ%a’u’lil'l\‘rlﬁ!ﬁ\]‘ﬂﬂtL’I;"I'I.l‘I.iEIGLG!!IVIT.f"I‘iG! ivhaaulaaaduluanans

Checked by (a53a1a8) -

Technician (dwwaiia) ... ... Startat 1300 Finish at 1400 Date 09’;08"66

u.3/71


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wuad aaulaiad (aes 4) Date : 9/8/2566
Address : Location : viasihuihatans 4 4 1
Pump Type/Function : EBARA MD/A 40-200/7.5 Motor Type/Function : MD/A 40-200/7.5
Pump Model : BF7 Motor Model : 400V 15 A
Pump MNo. : 1230890006A Motor No. : 1230890006A
Pump Flow rate : MAX FLOW : 36M3 / HOUR MAX HEAD : 57M Motor HP. : 10 HP, 7.5 kKW
Motor Speed : 2900 RPM
. Status / aau
Description [ s1giagtasin Remarks / vanenua
AB BK
1. emRaamNIHATaU sa8% Aenadui lildaaaem N
2. amadadaiuytasdlaTUIasLAZiaI N
3. enadegniwiauaydass N
4. gmadeaninasldouanilumena N
5. amadansduasiiau AB Fouasdunaisanin
6. amaudausIduneauaettn i - ... PSI| -
7. esaudaussdunadudsaan Tudiaen 50PSI ... Ps| N
8. amadaussdulvlihldou fuvindr 3936/39403963 ... Volt. N
9. emiansvualdow thudina_. . ...1039/1035/1047 .. Amp. N
10. amadaudniwasvingunadalnsalmuaumadiunszua lvh N
11. amadavdnwaisitunasalnsaiamunlaasde N
12. sm:lLﬂﬂamwmmﬁﬂuduﬂaﬂﬂL‘ﬁaudaﬁﬂama N
13. amauiadaiugaisvineuaas nsiuazdlilae N

Remark / vianenwm - N = Normal | AB = Abnommal ;, BK = Breakdown

Comments / fiaiduauug:

. v = v oo = =
uwuganlaa Overhual G!‘i‘]zll.ﬁﬂI.Lﬂ?;':l‘ﬂaﬂuaﬁ.“aﬂLﬂﬂllﬁﬂ"lwthﬂmﬂ@ﬂ'l'iﬂﬂ'ﬁ‘ia

Checked by (si53a1aa) -

Technician (tivaweadia) -

IR -1y - | 1500 Finish at 1600 Date 09;08[66

u.3/72


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wuad aaulaiad (aes 4) Date : 9/8/2566
Address : Location : viasihuihatans 4 4 1
Pump Type/Function : EBARA MD/A 40-200/7.5 Motor Type/Function : MD/A 40-200/7.5
Pump Model : BF7 Motor Model : 400V 15 A
Pump MNo. : 1230890006A Motor No. : 1230890006A
Pump Flow rate : MAX FLOW : 36M3 / HOUR MAX HEAD : 57M Motor HP. : 10 HP, 7.5 kKW
Motor Speed : 2900 RPM
. Status / aau
Description [ s1giagtasin Remarks / vanenua
AB BK
1. emRaamNIHATaU sa8% Aenadui lildaaaem N
2. amadadaiuytasdlaTUIasLAZiaI N
3. enadegniwiauaydass N
4. gmadeaninasldouanilumena N
5. amadansduasiiau AB Fouasdunaisanin
6. amaudausIduneauaettn i - ... PSI| -
7. esaudaussdunadudsaan Tudiaen 50PSI ... Ps| N
8. amadaussdulvlihldou fuvindr 3936/39403963 ... Volt. N
9. eniansvudldow thudne .. ...10.25/974/1032 . _Amp. N
10. amadaudniwasvingunadalnsalmuaumadiunszua lvh N
11. amadavdnwaisitunasalnsaiamunlaasde N
12. sm:lLﬂﬂamwmmﬁﬂuduﬂaﬂﬂL‘ﬁaudaﬁﬂama N
13. amauiadaiugaisvineuaas nsiuazdlilae N

Remark / vianenwm - N = Normal | AB = Abnommal ;, BK = Breakdown

Comments / fiaiduauug:

. v = v oo = =
uwuganlaa Overhual G!‘i‘]zll.ﬁﬂI.Lﬂ?;':l‘ﬂaﬂuaﬁ.“aﬂLﬂﬂllﬁﬂ"lwthﬂmﬂ@ﬂ'l'iﬂﬂ'ﬁ‘ia

Checked by (as3a1as) :
Technician (#winaiia) ... e Start at 1500 Finish at 1600 Date 09{08{66

Uu.3/73


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiuad aauleiad (a1m13 3 ) Date - 9/8/2566
Address - Location - duaih
Pakag ed Booster Pum p Equipment Code: PBS-3-02
Pump Type/Function : EBARA Motor Type/Func 380415/ 3PH
Pump Model : MD 32 - 160/2.2 Motor Model : 3D 32-160/2.2
Pump Mo. : PBP-4 Motor Serial Mo. 1220370004
Pump Flow rate : Q6-177m3h (H345285m) Motor HP. : I HP /22KW /5A
Pressure Tank volume : 200 Liters Pressure : 3 Bar Motor Speed : 2850 RPM

Status / aauy

Description / Tgiagiasa Remarks / wanewwa
N AB BK

ATIRANWATHATAU 78857 Arvianni lildraaiann

AAdRFAUTIAIAATULATLARIATN

anadaan Twianazdacig 9

anadeaninasidouanthinmena

oA I IO

Al duaniiau

aTAdaLTIduN9euasen Tudne ...........0................_PSL

aTadanTIduNAIURIaan Thuvine .40 ... PSL

andausaeulwihlefou dudiner . .........3943/3952/3958............. Vol

© |® N @

andanssualdou Tudinen.. . 474/471/480._._ ... _Amp.

10. e lavasvaesas. .5 ... Amp.

11. amadauanwamaintouaasalasalmuaunisaiunszua llvh

s o ol o
12, amadaudnInnisineuy aaaﬂnimmammﬂa afAane

= ' L G
13 ﬂi’lﬂtﬂﬂﬂﬂ"lwa']"mﬂﬂ“tmﬂadﬂﬂtﬂa“ﬂaﬂﬂaﬂ"l\]

14. amadaaaiugasinaurashinuasdthlaa

15. anadadnnuaddousaiuuaraslaazuvly

16. amiasusasuaunia luda Tuiine. .. 30 ... PSIL

Z|l 2|22l =|=2l2|2|=212|l=2|21=212|2

17. amadinnsinounasaindussdu Range.. 3. Bar/ Diff...0.7. Bar

Comments / fiatduaiug:

Checked by (a53a1an) :

Technician (dewatia) ... e 1 - 11 16 1300 Finish at 1400 Date 09’;08"66

u.3/74


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 17/10/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 | maudunan EML-3-601 AB AB AB = aifim U ERA By
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 AB AB AB - Taifim WURRTRE Y
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 AB AB AB = lifim U EhA B
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 AB AB AB = eifim U ERA By
3 lautdll | EML-35T-301 N N N = uana i
2 | mudunan EML-3-201 AB AB AB - Taifim WURRTRE Ry
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 a7UaBA | EML-3CP-102 AB AB AB = Lifim uumREHA DY

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug:

Fuuionaa 19 ¢ 2 6 6

Checked by (a5331a8) :
Techrician (dawmaiia) ... |KAAA Start at : 13.00 Finish at 1500 Date 1?”0"66

u.3/75


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyad aaulaiad (a1 4 )

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaUAa aals 4

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-sT1 15 lave N . . & .
9 |wadunats ST1 15 aus N N AB N N
8 [mowdiunane ST1| 15 tlaug N N AB N N
7 |wadunats ST1 15 aus N N AB N N
6 |wadunans ST 15 Alaus N N AB N N
5 [wwdunate ST1 15 laud N N AB M N
4 |wadunars ST1 15 dlaus N N AB N N
3 |madunana ST1 15 laus N N AB N N
2 |wiaéunans ST1 15 Alaus N N AB N N
1 ERIERIEE] N - - - -
9 |miadunaiy ST2 15 dlaus N N AB N N
8 |miadiunars ST2 15 laus M N AB N N
7 |madunare ST2 N N AB N N
6 [wadunans ST2 N N AB N N
5 [wadunana ST2 N N AB N N
4 |maaunar ST2 N N AB N N
3 |whadunana ST2 N N AB N N
2 |maiunars ST2 N N AB N N
1 [uADATH N - = = =

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

Technician (ghawnadia) T

HEER

watAfiua Dry Chemical

8

Startat- 19.00  FinisiFinishat- 16.00
11

....Date:.29/09/66



USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 25/9/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location - naLaunata ST1,8T2

Fire Exit Sign Equipment Code -

asauda  wwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i

e - cl .. _
aanuidesy  CODE alasaindwe  winewwe

o o e e W.v Wots
anweias uastaaall | uazadind il wana lvléia Laidia

9 | maewilln 1 [FE4sT10d  AB AB AB : hifa | wwsmeides
8 | mawillwl 1 |FE-45T1-08 AB AB AB < Lifm LUAASASH
7 | movil 1 [FE4sTI 0] AB AB AB : Lifia | wsmehden
6 | nawilll 1 |FE-45T1-06 AB AB AB . Lifm LUSAETADHN
5 | mawillel 1 |FE-45T1-05 AB AB AB . Lifm LU AASTADN
4 | mraniilv 1 |FE-4ST1-04 AB AB AB ) Taifim LUAAETASH
3 | mawiildl 1 |FE-45T1-03 AB AB AB = Lifn LLAASADHN
2 | mawillyl 1 |FE-45T1-02 AB AB AB = laiFia LUAAETIASHN
9 | mawillW 2 |FE-45T2-09 AB AB AB = Lifn LAAE TR
8 | mawilyl 2 |FE-45T2-08 AB AB AB = LaiFim WIARa AN
7 | mawitlyl 2 |FE-45T2-07] AB AB AB - Lifn LLAAE AN
6 | mamwill 2 |FE-45T2-06 AB AB AB 2 Lifm WLAASASN nam
5 | mawiill 2 |FE-45T2-05 AB AB AB - Lifn ARSI
4 | nansilv 2 |FE-45T2-04 AB AB AB = LiAm WL AASHASN
3 | mawitlyl 2 |FE-45T2-03 AB AB AB - Lifn ARSI AN
2 | mawillyl 2 |FE-45T2-02 AB AB AB 2 LiAm WLAASHASN

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a3331a8)
Date:.25/09/66 . . .

u.3/77


USER
Rectangle


Preventive Maintenance Report

Building :

viuad aaulalaa (a1m1T 4 )

. P & =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT

Date :

25/9/2566

Location :

ymataudunats  ulaniilv

Emergency Light

nadaaunIving i 30 uni

anuReads CODE aTALTR WHIAI A gonur  vheouazane A

anntaias  wasueael | wueead vl vaaalldn ‘hidia

9 | mausunan EML-4-801 N N N - vanalia

9 lauidll | EML-45T-901 N N N - uana Wi

8 | madunan EML-4-801 N N N 2 uanalWAa

8 ulauidll | EML-45T-201 N N N = vanalia

7 | masunan EML-4-701 N N N - uana Wi

7 ulauidll | EML-45T-701 N N N . uanalWAa

6 | maudunan EML-4-601 AB AB AB = Lifim

6 slauidll | EML-45T-601 N N N - uana Wi

5 | maudunan EML-4-501 AB AB AB . Lifim

5 ulauidll | EML-45T-501 N N N = vanalia

4 | madunan EML-4-401 AB AB AB = lifim

4 tulewdlll | EML-25T-201 N N N ] vanalWin

3 | mudunan EML-4-301 AB AB AB z eifim

3 wlautdll | EML-45T-301 N N N = uana i

2 | maudunan EML-4-201 AB AB AB . Lifim

2 tulauidll | EML-45T-201 N N N - vanalEa

1 tlautdll | EML-45T-101 N N N = uanalvfn

1 auasam | EML-4CP-101 N N N . vanalWiEn

1 AUABATN | EML4CP-102 N N N = vanalEa

Remarl

MNormal

, AB = Abnormal

, BK = Breakdown

Comments /[ fiai@uauug:

Fuauionaa 19 ¢ 2hse 5 6

Checked by (a5331as) :

Techrician (2hawaiia) ...

Finish at

. 1800 Baie;,, 2066

u.3/78


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyagd aaulaiad (2113 3)

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaIUAa a1as 3

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA
Roof 3ST1 15 lave N . . & . -

9 |wadunats ST1 15 aus N N AB N N -

8 [mowdiunane ST1| 15 tlaug N N AB N N -

7 |wadunats ST1 15 aus N N AB N N -

6 |wadunans ST 15 Alaus N N AB N N -

5 [wwdunate ST1 15 laud N N AB M N -

4 |wadunars ST1 15 dlaus N N AB N N -

3 |madunana ST1 15 laus N N AB N N -

2 |wiaéunans ST1 15 Alaus N N AB N N -

1 ERIERIEE] N - - - - -

9 |miadunaiy ST2 15 dlaus N N AB N N -

8 |miadiunars ST2 15 laus M N AB N N =

7 |madunats ST2 N N AB N N "Lifinsgan

6 [wadunans ST2 N N AB N N -

5 [wadunana ST2 N N AB N N -

4 |maaunar ST2 N N AB N N -

3 |whadunana ST2 N N AB N N -

2 |maiunars ST2 N N AB N N -

Remark / wanawma - N

Comments / fiaiduauug:

= MNormal , AB = Abnormal , BK = Breakdown

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

Checked by (a3331a8)

Ladgmsun Fireade 2000

e Startat:. ..
11

watAfiua Dry Chemical

7

. 13.00 FinisiFinishat-.14.00

...Date: .. 25/09/66

u.3/79


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (am13 3) Date : 25/9/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location : matdunata ST1,8T2

Fire Exit Sig n Equipment Code :

aaldia  uEelgasAuAN waaalED  vieouavens  dendedesuulyl 30 ndi

P o
fgenNuaae CODE ailaainthmn WHNELAR

amweias  uazdedinlyl | uazaind vl uaaalWia
o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden
8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen
7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN
6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN
4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN
2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY
9 | nranilll 2 |FE-35T2-00 AB AB AB - Lifia LURAET ReN
8 | mawill 2 |FE-35T2-08 AB AB AB 2 lLife LLAASTIARY
7 | mawiilyl 2 |FE-35T2-07 AB AB AB - lalAa LURAAE IR
6 | nranillyl 2 |FE-35T2-06 AB AB AB 2 Lidia LUALAET RN
5 | mawiill 2 |FE-35T2-05 AB AB AB - R LURAAETIREN
4 | mawiilyl 2 |FE-35T2-04 AB AB AB 2 Lidia LuALAET RN
3 | maniile 2 |FE-3sT2:03|  AB AB AB . Wi | wwsimediden
2 | nranillyl 2 |FE-35T2-02 AB AB AB 2 Lidia LUALAET e N

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (asialas)
Technician (thowadia) o ... |ASEEE Startat:...........T?’_'_(_]_c_]__ Finishat: .. " 7:5% Date25"09’166

1.3/80


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyad aaulaiad (a1 4 ) Date : 14/ 09 / 2566
Address : Location : nduEIUARIY a1as 4
Fire Hose cabinet Equipment Code : FHC
Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-ST1 15 daud N - = = 5 =
9 |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 daud N N AB N N -
7 |wadunans ST1 15 laud N N AB N N -
6 |wisdunais ST1 15 aud N N AB N N -
5 |wmiadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9 |wisdunais ST2 15 aud N N AB N N -
8 |wisdunans ST2 15 laud N N AB N N -
7 |madunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 laud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 — = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬂa !.Lﬁ%a’u’lil'l\‘rlﬁ!ﬁ\]‘ﬂﬂtL’I;"I'I.l‘I.iEIGLG!!IVIT.f"I‘iG! ivhaaulaaaduluanans

Checked by (a3331a8)
o startat- . 1900 niFinishat - 16-00  pate14/09/66

Technician (zhawaiia) ...

u.3/81


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 25/9/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

Emergency Light

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 YNAEUNAT EML-3-601 AB AB AB - ifim WuRASABLARTH
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 AB AB AB . Taifim wURRERERN AN
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 AB AB AB = lifim wumAS A NN
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 YNAEUNAT EML-3-301 AB AB AB - Lifim wumAS AN ARTH
3 lautdll | EML-35T-301 N N N = uana i
2 | mudunan EML-3-201 AB AB AB . Taifim wumREEERNAn T
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 ATUIBATD EML-3CP-102 AB AB AB - ifim wumASEAaNan T

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug:

Fuuionaa 19 ¢ 2 6 6

Checked by (a5331as) :
13.00 14.00 ) 25/09/66

Techrician (2awaiia) ... iiieeee.. Startat ... Finishat:................. Date

1.3/82


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 14 /09 / 2566

Address : Location - naLaunata ST1,8T2

Fire Exit Sign Equipment Code -

asauda  wwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i

e - cl .. _
aanuidesy  CODE alasaindwe  winewwe

o o e e W.v Wots
anweias uastaaall | uazadind il wana lvléia Laidia

9 | maewilln 1 [FE4sT10d  AB AB AB : hifa | wwsmeides
8 | mawillwl 1 |FE-45T1-08 AB AB AB < Lifm LUAASASH
7 | movil 1 [FE4sTI 0] AB AB AB : Lifia | wsmehden
6 | nawilll 1 |FE-45T1-06 AB AB AB . Lifm LUSAETADHN
5 | mawillel 1 |FE-45T1-05 AB AB AB . Lifm LU AASTADN
4 | mraniilv 1 |FE-4ST1-04 AB AB AB ) Taifim LUAAETASH
3 | mawiildl 1 |FE-45T1-03 AB AB AB = Lifn LLAASADHN
2 | mawillyl 1 |FE-45T1-02 AB AB AB = laiFia LUAAETIASHN
9 | mawillW 2 |FE-45T2-09 AB AB AB = Lifn LAAE TR
8 | mawilyl 2 |FE-45T2-08 AB AB AB = LaiFim WIARa AN
7 | mawitlyl 2 |FE-45T2-07] AB AB AB - Lifn LLAAE AN
6 | mamwill 2 |FE-45T2-06 AB AB AB 2 Lifm WLAASASN
5 | mawiill 2 |FE-45T2-05 AB AB AB - Lifn ARSI
4 | nansilv 2 |FE-45T2-04 AB AB AB = LiAm WL AASHASN
3 | mawitlyl 2 |FE-45T2-03 AB AB AB - Lifn ARSI AN
2 | mawillyl 2 |FE-45T2-02 AB AB AB 2 LiAm WLAASHASN

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a3331a8)

Technician (thowaiia) o ... e Start at 1500 Finishat - == > ... Dzate.T"i"log'IS('3

1.3/83


USER
Rectangle


Preventive Maintenance Report

Building : viuad aaulalaa (a1m1T 4 ) Date : 14/9/2566
Address : Location : atauanats | laniil
Emergency
anuReads CODE aTALTR WHIAI A aanuy vhauazane  VABUMIVINNL 30 W 1 A

annta3as  uasuaaelyl wuaLaaT il waan lvaa ‘Liaa

9 | mausunan EML-4-801 N N N - vanalia

9 lauidll | EML-45T-901 N N N - uana Wi

8 | madunan EML-4-801 N N N 2 uanalWAa

8 ulauidll | EML-45T-201 N N N = vanalia

7 | masunan EML-4-701 N N N - uana Wi

7 ulauidll | EML-45T-701 N N N . uanalWAa

6 | maudunan EML-4-601 AB AB AB z aifim

6 slauidll | EML-45T-601 N N N - uana Wi

5 | maudunan EML-4-501 AB AB AB . Lifim

5 ulauidll | EML-45T-501 N N N = vanalia

4 | madunan EML-4-401 AB AB AB = Lifim

4 tulewdlll | EML-25T-201 N N N ] vanalWin

3 | mudunan EML-4-301 AB AB AB z eifim

3 wlautdll | EML-45T-301 N N N = uana i

2 | maudunan EML-4-201 AB AB AB . Lifim

2 tulauidll | EML-45T-201 N N N - vanalEa

1 tlautdll | EML-45T-101 N N N = uanalvfn

1 auasam | EML-4CP-101 N N N . vanalWiEn

1 AUABATN | EML4CP-102 N N N = vanalEa

mal

Comments /[ fiai@uauug:

, AB = Abnormal ,

Breakdown

Fuauionaa 19 ¢ 2hse 5 6

Checked by (a5331as) :

Techrician (2hawaiia) ...

_____________________ Startat:...15.00  Finishat:16.00  pate:. . 14/09/66

.3/84


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyagd aaulaiad (2113 3) Date : 14/ 09 / 2566
Address : Location : ndudIUAa1Y a1as 3
Fire Hose cabinet Equipment Code : FHC

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key
s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 3-5ST1 15 aud N - - - - -
9 |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 daud N N AB N N -
7 |wadunans ST1 15 laud N N AB N N -
6 |wisdunais ST1 15 aud N N AB N N -
5 |wmiadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9 |wisdunais ST2 15 aud N N AB N N -
8 |wisdunans ST2 15 laud N N AB N N -
7 |madunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 laud N N AB N N -

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 — = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬂa !.Lﬁ%a’u’lil'l\‘rlﬁ!ﬁ\]‘ﬂﬂtL’I;"I'I.l‘I.iEIGLG!!IVIT.f"I‘iG! ivhaaulaaaduluanans

Checked by (a3331a8)
. statat-___13.00FpnisiFinishat-14.00  pate-14/09/66

Technician (dhawnaiia) o

u.3/85


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (am13 3) Date : 14 /09/ 2566

Address : Location : matdunata ST1,8T2

Fire Exit Sign Equipment Code -

aaldia  uEelgasAuAN waaalED  vieouavens  dendedesuulyl 30 ndi

ool e
r;l‘lJ nIaINIR WHNHLWRA

dnuiiGage CODE

amweias  uazdedinlyl | uazaind vl uaaalWia
o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden
8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen
7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN
6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN
4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN
2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY
9 | nranilll 2 |FE-35T2-00 AB AB AB - Lifia LURAET ReN
8 | mawill 2 |FE-35T2-08 AB AB AB 2 lLife LLAASTIARY
7 | mawiilyl 2 |FE-35T2-07 AB AB AB - lalAa LURAAE IR
6 | nranillyl 2 |FE-35T2-06 AB AB AB 2 Lidia LUALAET RN
5 | mawiill 2 |FE-35T2-05 AB AB AB - R LURAAETIREN
4 | mawiilyl 2 |FE-35T2-04 AB AB AB 2 Lidia LuALAET RN
3 | maniile 2 |FE-3sT2:03|  AB AB AB . Wi | wwsimediden
2 | nranillyl 2 |FE-35T2-02 AB AB AB 2 Lidia LUALAET e N

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a3331a8)

Technician (dhowadia) - Startat:......j_:_a_'_c_)_c_)_ 14.00

... Finishat: " = Dzateum]g‘|r66

U.3/86


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 14/9/2566
Address : Location : atauanats | laniil
Emergency
anuTEads CODE aTALTR WHIAIU AL gomr  vheowaraae  V1O8BUMINON 30 nd it
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 YNAEUNAT EML-3-601 AB AB AB - ifim WuRASABLARTH
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 AB AB AB . Taifim wURRERERN AN
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 AB AB AB = lifim wumAS A NN
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 YNAEUNAT EML-3-301 AB AB AB - Lifim wumAS AN ARTH
3 lautdll | EML-35T-301 N N N = uana i
2 | mudunan EML-3-201 AB AB AB . Taifim wumREEERNAn T
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 ATUIBATD EML-3CP-102 AB AB AB - ifim wumASEAaNan T

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug:

Fuuionaa 19 ¢ 2 6 6

Checked by (a5331a8) :
Techrician (2awmiaiia) ... [ Start at 1300 _________ Finish at 1400 Date 14[09[66

Uu.3/87


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

Wiyad aauleiad (w13 4)

Date :

22/8/2566

Address :

Location -

naLaunata ST1,8T2

a2
AENUVIA AR

CODE

Fire Exit Sign

fsIauA

=l
ANTNLATED

WHaaRsALAN  vwaaalED

LLagea

el wagaing

Equipment Code -

vienuasan  Ldaudetawulyl 30 i

il wana lvléia e

|
ailnsaindnaa

WA

9 | maewilln 1 [FE4sT10d  AB AB AB : hifa | wwsmeides
8 | mawillwl 1 |FE-45T1-08 AB AB AB < Lifm LUAASASH
7 | movil 1 [FE4sTI 0] AB AB AB : Lifia | wsmehden
6 | nawilll 1 |FE-45T1-06 AB AB AB . Lifm LUSAETADHN
5 | mawillel 1 |FE-45T1-05 AB AB AB . Lifm LU AASTADN
4 | mraniilv 1 |FE-4ST1-04 AB AB AB ) Taifim LUAAETASH
3 | mawiildl 1 |FE-45T1-03 AB AB AB = Lifn LLAASADHN
2 | mawillyl 1 |FE-45T1-02 AB AB AB = laiFia LUAAETIASHN
9 | mawillW 2 |FE-45T2-09 AB AB AB = Lifn LAAE TR
8 | mawilyl 2 |FE-45T2-08 AB AB AB = LaiFim WIARa AN
7 | mawitlyl 2 |FE-45T2-07] AB AB AB - Lifn LLAAE AN
6 | mamwill 2 |FE-45T2-06 AB AB AB 2 Lifm WLAASASN
5 | mawiill 2 |FE-45T2-05 AB AB AB - Lifn ARSI
4 | nansilv 2 |FE-45T2-04 AB AB AB = LiAm WL AASHASN
3 | mawitlyl 2 |FE-45T2-03 AB AB AB - Lifn ARSI AN
2 | mawillyl 2 |FE-45T2-02 AB AB AB 2 LiAm WLAASHASN

Remark / vianewue - N

= Normal , AB = Abnommal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a53a1an) :

Technician (dmaiia) -

TRRISRAIHNL.. . |5 (- (R

15.00 16.00

—-.....Finishat: .

... Date :

22/08/66

1.3/88


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyagd aaulaiad (2113 3)

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaIUAa a1as 3

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA
Roof 3ST1 15 lave N . . & . -

9 |wadunats ST1 15 aus N N AB N N -

8 [mowdiunane ST1| 15 tlaug N N AB N N -

7 |wadunats ST1 15 aus N N AB N N -

6 |wadunans ST 15 Alaus N N AB N N -

5 [wwdunate ST1 15 laud N N AB M N -

4 |wadunars ST1 15 dlaus N N AB N N -

3 |madunana ST1 15 laus N N AB N N -

2 |wiaéunans ST1 15 Alaus N N AB N N -

1 ERIERIEE] N - - - - -

9 |miadunaiy ST2 15 dlaus N N AB N N -

8 |miadiunars ST2 15 laus M N AB N N =

7 |madunats ST2 N N AB N N "Lifinsgan

6 [wadunans ST2 N N AB N N -

5 [wadunana ST2 N N AB N N -

4 |maaunar ST2 N N AB N N -

3 |whadunana ST2 N N AB N N -

2 |maiunars ST2 N N AB N N -

Remark / wanawma - N

Comments / fiaiduauug:

= MNormal , AB = Abnormal , BK = Breakdown

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

Checked by (a3331a8)

Technician (dhownaiia) o

\AilN

watAfiua Dry Chemical

...... Startat:.._.
11

7

...... Finisl Finish at -...

1/11/2566
]| e N e el

u.3/89


USER
Rectangle


Preventive Maintenance & Testing Report

1/11/2566

Building : Wiyad aauleiad (am13 3) Date :

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location : matdunata ST1,8T2

Equipment Code -

doifiEads  CODE aTaldia  uEelgasAuAN waaalED  vieouavens  dewdedesuulyl 30 ndi edeneciiTn | e
amweias  uazdedinlyl | uazaind vl uaaalWia

o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden
8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen
7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN
6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN
4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN
2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY
9 | mawillW 2 |FE-35T2-09 N N N - waaalAn 24/10/2023
8 | mawill 2 |FE-35T2-08 N N N 2 waanliAn 24/10/2023
7 | mawiilyl 2 |FE-35T2-07 N N N - waanliAn 24/10/2023
6 | mawill 2 |FE-35T2-06 N N N - waaaliAn 24/10/2023
5 | mawiill 2 |FE-35T2-05 N N N - waanliAn 24/10/2023
4 | nransilvl 2 |FE-35T2-04 N N N - waanliAn 24/10/2023
3 | mawiill 2 |FE-35T2-03 N N N - waanliAn 24/10/2023
2 | mawiilyl 2 |FE-35T2-02 N N N - waaaliAn 24/10/2023

Remark / vianewue - N

= Normal , AB = Abnommal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Viauua 16 ¢ e 8 6

Checked by (a3331a8)
1/11/2566

_Finishat - ... ... . Date :.

1.3/90


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 1/11/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 | maudunan EML-3-601 N N N = vanalia finifudle 24/10/2023
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 N N N ’ uanalWin finifule 24/10/2023
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 N N N = uanalvfn finiudle 24/10/2023
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia finfudle 2411012023
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N g vanalWiEn findfudle 2411012023
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 a7UaBA | EML-3CP-102 N N N = vanalEa findfule 24/10/2023

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug: waauldou

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :
13.00

Techrician (2awmiaiia) ... [ Startat = = . Finish at 1400 . 1 ””2566

... Date :_..

u.3/91


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyad aaulaiad (a1 4 )

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaUAa aals 4

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-sT1 15 lave N . . & .
9 |wadunats ST1 15 aus N N AB N N
8 [mowdiunane ST1| 15 tlaug N N AB N N
7 |wadunats ST1 15 aus N N AB N N
6 |wadunans ST 15 Alaus N N AB N N
5 [wwdunate ST1 15 laud N N AB M N
4 |wadunars ST1 15 dlaus N N AB N N
3 |madunana ST1 15 laus N N AB N N
2 |wiaéunans ST1 15 Alaus N N AB N N
1 ERIERIEE] N - - - -
9 |miadunaiy ST2 15 dlaus N N AB N N
8 |miadiunars ST2 15 laus M N AB N N
7 |madunare ST2 N N AB N N
6 [wadunans ST2 N N AB N N
5 [wadunana ST2 N N AB N N
4 |maaunar ST2 N N AB N N
3 |whadunana ST2 N N AB N N
2 |maiunars ST2 N N AB N N
1 [uADATH N - = = =

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

15.00
Technician (dhownaiia) - S  Startat ... _FinislFinishat:.... ... _Date:. .. ... .
afigaTiin Fireade 2000 11
_ watAfiua Dry Chemical 8

Uu.3/92


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 24/10/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location - naLaunata ST1,8T2

Fire Exit Sign

Equipment Code -

fsIauA waaalED  vihenuagats  deaudsilaumiv 30 i

a2
AENUVIA AR

CODE

=l
ANTNLATED

HHIIFTAILA

uazaaznell

uasaingd

Vil

wana lvléia

e

|
ailnsaindnaa

WA

il 1 [FE4sT10d  AB AB AB . Wan | wwsmenden
il 1 |FE-4ST1-08 AB AB AB S Liifa LAAETReN
nrauitll 1 |FE-45T1-07 AB AB AB = Lifa LAAETIRAN
vl 1 |FE-4ST1-08 AB AB AB < Liifa LAAETReN
navilvl 1 |FE-4ST1-05 AB AB AB - Lifin LAAETAeN
nrauitlyl 1 |FE-45T1-04 AB AB AB = liifa LA TAeN
n1avilvl 1 |FE-4ST1-03 AB AB AB - Liifin AT AeN
nrauitlyl 1 |FE-45T1-02 AB AB AB = liifis LAASTReN
navitll 2 |FE-45T2-09 N N N = vaanlvAm
navnln 2 |FE-45T2-08 N N N s vaan lAm
nausln 2 |FE-45T2-07 N N N - viaaa WA
namillyl 2 |FE-45T2-06 N N N 2 vaan llAn
naussln 2 |FE-45T2-05 N N N - viaaa WA
mamillyl 2 |FE-45T2-04 N N N = vaan llAn
naussln 2 |FE-45T2-03 N N N - viaaa WA
mamillyl 2 |FE-45T2-02) N N N 2 vaan llAn

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Wanua 16 ¢h d13a 8 62

Checked by (a3331a8)
» 24/10/66

.3/93


USER
Rectangle


Preventive Maintenance Report

Building : viuad aaulalaa (a1m1T 4 ) Date : 24/10/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-4-801 N N N - vanalia
9 lauidll | EML-45T-901 N N N - uana Wi
8 | madunan EML-4-801 N N N 2 uanalWAa
8 ulauidll | EML-45T-201 N N N = vanalia
7 | masunan EML-4-701 N N N - uana Wi
7 ulauidll | EML-45T-701 N N N . uanalWAa
6 | maudunan EML-4-601 N N N = vanalia
6 slauidll | EML-45T-601 N N N - uana Wi
5 | maudunan EML-4-501 N N N . uanalWin
5 ulauidll | EML-45T-501 N N N = vanalia
4 | madunan EML-4-401 N N N = uanalvfn
4 tulewdlll | EML-25T-201 N N N ] vanalWin
3 | mudunan EML-4-301 N N N = vanalia
3 wlautdll | EML-45T-301 N N N = uana i
2 | maudunan EML-4-201 N N N . vanalWiEn
2 tulauidll | EML-45T-201 N N N - vanalEa
1 tlautdll | EML-45T-101 N N N = uanalvfn
1 auasam | EML-4CP-101 N N N . vanalWiEn
1 AUABATN | EML4CP-102 N N N = vanalEa

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug:

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :

Techrician (2awmaiia) ...

Finish at :__. 1600 Date 24'{10'{66

u.3/94


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyagd aaulaiad (2113 3)

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaIUAa a1as 3

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA
Roof 3ST1 15 lave N . . & . -

9 |wadunats ST1 15 aus N N AB N N -

8 [mowdiunane ST1| 15 tlaug N N AB N N -

7 |wadunats ST1 15 aus N N AB N N -

6 |wadunans ST 15 Alaus N N AB N N -

5 [wwdunate ST1 15 laud N N AB M N -

4 |wadunars ST1 15 dlaus N N AB N N -

3 |madunana ST1 15 laus N N AB N N -

2 |wiaéunans ST1 15 Alaus N N AB N N -

1 ERIERIEE] N - - - - -

9 |miadunaiy ST2 15 dlaus N N AB N N -

8 |miadiunars ST2 15 laus M N AB N N =

7 |madunats ST2 N N AB N N "Lifinsgan

6 [wadunans ST2 N N AB N N -

5 [wadunana ST2 N N AB N N -

4 |maaunar ST2 N N AB N N -

3 |whadunana ST2 N N AB N N -

2 |maiunars ST2 N N AB N N -

Remark / wanawma - N

Comments / fiaiduauug:

= MNormal , AB = Abnormal , BK = Breakdown

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

Checked by (a3331a8)

Technician (zhawaiia) -

o startat-. 13.00 fisiFinishat - 14:00  pate - 24/10/2566

000

watAfiua Dry Chemical

11

7

u.3/95


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (am13 3) Date : 24/10/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location : matdunata ST1,8T2

Fire Exit Sign

Equipment Code -

doifiEads  CODE aaldia  uEelgasAuAN waaalED  vieouavens  dendedesuulyl 30 ndi edeneciiTn | e

amweias  uazdedinlyl | uazaind vl uaaalWia

o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden

8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen

7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN

6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN

5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN

4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY

3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN

2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY

9 | mawillW 2 |FE-35T2-09 N N N - waaalAn

8 | mawill 2 |FE-35T2-08 N N N 2 waanliAn

7 | mawiilyl 2 |FE-35T2-07 N N N - waanliAn

6 | mawill 2 |FE-35T2-06 N N N - waaaliAn

5 | mawiill 2 |FE-35T2-05 N N N - waanliAn

4 | nransilvl 2 |FE-35T2-04 N N N - waanliAn

3 | mawiill 2 |FE-35T2-03 N N N - waanliAn

2 | mawiilyl 2 |FE-35T2-02 N N N - waaaliAn

Remark / vianewue - N

= Normal , AB = Abnommal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Viauua 16 ¢ e 8 6

Checked by (a3331a8)

....24/10/2566

U.3/96


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 24/10/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 | maudunan EML-3-601 N N N = vanalia
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 N N N . uanalWin
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 N N N = uanalvfn
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N . vanalWiEn
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 a7UaBA | EML-3CP-102 N N N = vanalEa

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug:

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331a8) :
Techrician (dawmiaiia) ... [KESEE Startat ;... .. 1 300 _______ Finish at 1400 Date 24”0"{2566

u.3/97


USER
Rectangle


Preventive Maintenance Report

Building :

viuad aaulalaa (a1m1T 4 )

. P & =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT

Date :

17/10/2566

Location :

ymataudunats  ulaniilv

nadaaunIving i 30 uni

anuTEads CODE aTALTR WHIAIU AL donuz  vhauarana it
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-4-801 N N N - vanalia
9 lauidll | EML-45T-901 N N N - uana Wi
8 | madunan EML-4-801 N N N 2 uanalWAa
8 ulauidll | EML-45T-201 N N N = vanalia
7 | masunan EML-4-701 N N N - uana Wi
7 ulauidll | EML-45T-701 N N N . uanalWAa
6 | musunan EML-2-601 AB AR AB = aifim wURRERA Y
6 slauidll | EML-45T-601 N N N - uana Wi
5 | maudunan EML-4-501 AB AB AB - Taifim WURRTRE Y
5 ulauidll | EML-45T-501 N N N = vanalia
4 | madunan EML-4-401 AB AB AB = lifim U EhA B
4 tulewdlll | EML-25T-201 N N N ] vanalWin
3 | mudunan EML-4-301 AB AB AB 2 eifim U ERA By
3 wlautdll | EML-45T-301 N N N = uana i
2 | mudunan EML-4-201 AB AB AB - Taifim WURRTRE Ry
2 tulauidll | EML-45T-201 N N N - vanalEa
1 tlautdll | EML-45T-101 N N N = uanalvfn
1 auasam | EML-4CP-101 N N N . vanalWiEn
1 AUABATN | EML4CP-102 N N N = vanalEa

Remarl

MNormal

Comments /[ fiai@uauug:

, AB = Abnormal

, BK = Breakdown

Fuauionaa 19 ¢ 2hse 5 6

Checked by (a5331as) :

Techrician (2awaiia) ...

Finish at :__. 00

........Date ;..

17/10/66

1.3/98



USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyad aaulaiad (a1 4 )

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaUAa aals 4

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-sT1 15 lave N . . & .
9 |wadunats ST1 15 aus N N AB N N
8 [mowdiunane ST1| 15 tlaug N N AB N N
7 |wadunats ST1 15 aus N N AB N N
6 |wadunans ST 15 Alaus N N AB N N
5 [wwdunate ST1 15 laud N N AB M N
4 |wadunars ST1 15 dlaus N N AB N N
3 |madunana ST1 15 laus N N AB N N
2 |wiaéunans ST1 15 Alaus N N AB N N
1 ERIERIEE] N - - - -
9 |miadunaiy ST2 15 dlaus N N AB N N
8 |miadiunars ST2 15 laus M N AB N N
7 |madunare ST2 N N AB N N
6 [wadunans ST2 N N AB N N
5 [wadunana ST2 N N AB N N
4 |maaunar ST2 N N AB N N
3 |whadunana ST2 N N AB N N
2 |maiunars ST2 N N AB N N
1 [uADATH N - = = =

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

1
e Startat:.
000

watAfiua Dry Chemical

11

8

. FinislFinishat:................__Dat



USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 17/10/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location - naLaunata ST1,8T2

Fire Exit Sign Equipment Code -

asauda  wwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i

e - cl .. _
aanuidesy  CODE alasaindwe  winewwe

o o e e W.v Wots
anweias uastaaall | uazadind il wana lvléia Laidia

9 | maewilln 1 [FE4sT10d  AB AB AB : hifa | wwsmeides
8 | mawillwl 1 |FE-45T1-08 AB AB AB < Lifm LUAASASH
7 | movil 1 [FE4sTI 0] AB AB AB : Lifia | wsmehden
6 | nawilll 1 |FE-45T1-06 AB AB AB . Lifm LUSAETADHN
5 | mawillel 1 |FE-45T1-05 AB AB AB . Lifm LU AASTADN
4 | mraniilv 1 |FE-4ST1-04 AB AB AB ) Taifim LUAAETASH
3 | mawiildl 1 |FE-45T1-03 AB AB AB = Lifn LLAASADHN
2 | mawillyl 1 |FE-45T1-02 AB AB AB = laiFia LUAAETIASHN
9 | mawillW 2 |FE-45T2-09 AB AB AB = Lifn LAAE TR
8 | mawilyl 2 |FE-45T2-08 AB AB AB = LaiFim WIARa AN
7 | mawitlyl 2 |FE-45T2-07] AB AB AB - Lifn LLAAE AN
6 | mamwill 2 |FE-45T2-06 AB AB AB 2 Lifm WLAASASN nam
5 | mawiill 2 |FE-45T2-05 AB AB AB - Lifn ARSI
4 | nansilv 2 |FE-45T2-04 AB AB AB = LiAm WL AASHASN
3 | mawitlyl 2 |FE-45T2-03 AB AB AB - Lifn ARSI AN
2 | mawillyl 2 |FE-45T2-02 AB AB AB 2 LiAm WLAASHASN

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a3331a8)

Technician (thowaiia) - ... 1500 ink . 16.00 ae'f?f‘TOiGG

1.3/100


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyagd aaulaiad (2113 3)

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaIUAa a1as 3

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA
Roof 3ST1 15 lave N . . & . -

9 |wadunats ST1 15 aus N N AB N N -

8 [mowdiunane ST1| 15 tlaug N N AB N N -

7 |wadunats ST1 15 aus N N AB N N -

6 |wadunans ST 15 Alaus N N AB N N -

5 [wwdunate ST1 15 laud N N AB M N -

4 |wadunars ST1 15 dlaus N N AB N N -

3 |madunana ST1 15 laus N N AB N N -

2 |wiaéunans ST1 15 Alaus N N AB N N -

1 ERIERIEE] N - - - - -

9 |miadunaiy ST2 15 dlaus N N AB N N -

8 |miadiunars ST2 15 laus M N AB N N =

7 |madunats ST2 N N AB N N "Lifinsgan

6 [wadunans ST2 N N AB N N -

5 [wadunana ST2 N N AB N N -

4 |maaunar ST2 N N AB N N -

3 |whadunana ST2 N N AB N N -

2 |maiunars ST2 N N AB N N -

Remark / wanawma - N

Comments / fiaiduauug:

= MNormal , AB = Abnormal , BK = Breakdown

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

Checked by (a3331a8)

Technician (zhawaiia) -

. statat- 1300 friisiFinishat- 19:00  pate- 17/1066

00

watAfiua Dry Chemical

11

7

1.3/101


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (am13 3) Date : 17/10/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location : matdunata ST1,8T2

Fire Exit Sig n Equipment Code :

aaldia  uEelgasAuAN waaalED  vieouavens  dendedesuulyl 30 ndi

P o
fgenNuaae CODE ailaainthmn WHNELAR

amweias  uazdedinlyl | uazaind vl uaaalWia
o | manitlw 1 |FE3sT100| A8 AB AB - Bifa | wummetiden
8 | manilvl 1 |FE-3sT1-08 AB AB AB : WAa | wwswmesFen
7 | mawillWl 1 |FE-38T1-07 AB AB AB - liifa LLALASTIAEN
6 | nrawmilldl 1 |FE-35T1-08 AB AB AB 8 lLifia LUAAET ReN
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LURAET ReN
4 | nansilvl 1 |FE-35T1-04 AB AB AB 2 Life LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifia LURAET RaN
2 | mawildl 1 |FE-38T1-02 AB AB AB 2 Life LLAASTIARY
9 | nranilll 2 |FE-35T2-00 AB AB AB - Lifia LURAET ReN
8 | mawill 2 |FE-35T2-08 AB AB AB 2 lLife LLAASTIARY
7 | mawiilyl 2 |FE-35T2-07 AB AB AB - lalAa LURAAE IR
6 | nranillyl 2 |FE-35T2-06 AB AB AB 2 Lidia LUALAET RN
5 | mawiill 2 |FE-35T2-05 AB AB AB - R LURAAETIREN
4 | mawiilyl 2 |FE-35T2-04 AB AB AB 2 Lidia LuALAET RN
3 | maniile 2 |FE-3sT2:03|  AB AB AB . Wi | wwsimediden
2 | nranillyl 2 |FE-35T2-02 AB AB AB 2 Lidia LUALAET e N

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Checked by (a3331a8)

Technician (thowaiia) - ... Date 17;10;66

.3/102


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 7/12/2566

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT Location - naLaunata ST1,8T2

Fire Exit Sign Equipment Code :
arufigads  CODE asauda  wwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i slneiddne | Wi
anweias  uasgesell uasaind Vil wana lvléia e
9 | manilv 1 [FE4sTI0d AR AB AB . Wan | wwsmenden
8 | nrawmilll 1 |FE-45T1-08 AB AB AB S Liifa LAAETReN
7 | maitlw 1 |FE-asT10]  AB AB AB : Lia | uwamenden
6 | nawillvl 1 |FE-45T1-08 AB AB AB < Lifm LLAASASH
5 | nranilll 1 |FE-45T1-05 AB AB AB - Lifin LAAETAeN
4 | yanly 1 |FE-45T1-04 AB AB AB s hifm UL AASTADN
3 | nranilll 1 |FE-45T1-03 AB AB AB - Liifin AT AeN
2 | mawilel 1 |FE-45T1-02) AB AB AB s lLifm UL AASADN
9 | mawillW 2 |FE-45T2-09 N N N = vaanlvAm 24/10/2023
8 | mawill 2 |FE-45T2-08 N N N s vaan lAm 24/10/2023
7 | mawitlyl 2 |FE-45T2-07] N N N - viaaa WA 24/10/2023
6 | mawilll 2 |FE-45T2-06 N N N 2 vaan llAn 24/10/2023
5 | mawiill 2 |FE-45T2-05 N N N - viaaa WA 24/10/2023
4 | wansilv 2 |FE-45T2-04 N N N = vaan llAn 24/10/2023
3 | mawiilyl 2 |FE-45T2-03 N N N - viaaa WA 24/10/2023
2 | mawiilyl 2 |FE-45T2-02) N N N 2 vaan llAn 24/10/2023

Remark / vianewue - N

= Normal , AB = Abnommal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Wanua 16 ¢h d13a 8 62

Checked by (a3331a8)

Technician (ghawadia) - v Startat:.15.00 _ Finishat:..._.. 16.00 . Date:. 07/12/66

1.3/103


USER
Rectangle


Preventive Maintenance Report

Building : viuad aaulalaa (a1m1T 4 ) Date : 7/12/2566
Address © 53 fiagan1siy auUATIVIV-ULY 44 uinou1eda Luaadia ATILNNEWIUAT Location : atauanats | laniil
Emergen
anuReads CODE aTALTR WHIAI A aanuy vhauazane  VABUMIVINNL 30 W 1 A
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-4-801 N N N - vanalia
9 lauidll | EML-45T-901 N N N - uana Wi
8 | madunan EML-4-801 N N N 2 uanalWAa
8 ulauidll | EML-45T-201 N N N = vanalia
7 | masunan EML-4-701 N N N - uana Wi
7 ulauidll | EML-45T-701 N N N . uanalWAa
6 | maudunan EML-4-601 N N N = vanalia finfudle 2411012023
6 slauidll | EML-45T-601 N N N - uana Wi
5 | maudunan EML-4-501 N N N ’ uanalWin findfadle 2411012023
5 ulauidll | EML-45T-501 N N N = vanalia
4 | madunan EML-4-401 N N N = uanalvfn finiudle 24/10/2023
4 tulewdlll | EML-25T-201 N N N ] vanalWin
3 | mudunan EML-4-301 N N N = vanalia finfudle 2411012023
3 wlautdll | EML-45T-301 N N N = uana i
2 | maudunan EML-4-201 N N N g vanalWiEn findfudle 2411012023
2 tulauidll | EML-45T-201 N N N - vanalEa
1 tlautdll | EML-45T-101 N N N = uanalvfn
1 auasam | EML-4CP-101 N N N . vanalWiEn
1 AUABATN | EML4CP-102 N N N = vanalEa

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments / fiai@uauuy: trowldlng

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :

Techrician (2awaiia) ... ceieeeiieeee... Startat ;T T Finish at 1600

0 pate . 07/12/68

u.3/104


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyagd aaulaiad (2113 3)

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaIUAa a1as 3

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA
Roof 3ST1 15 lave N . . & .

9 |wadunats ST1 15 aus N N AB N N

8 [mowdiunane ST1| 15 tlaug N N AB N N

7 |wadunats ST1 15 aus N N AB N N

6 |wadunans ST 15 Alaus N N AB N N

5 [wwdunate ST1 15 laud N N AB M N

4 |wadunars ST1 15 dlaus N N AB N N

3 |madunana ST1 15 laus N N AB N N

2 |wiaéunans ST1 15 Alaus N N AB N N

1 ERIERIEE] N - - - -

9 |miadunaiy ST2 15 dlaus N N AB N N

8 |miadiunars ST2 15 laus M N AB N N

7 |madunare ST2 N N AB N N

6 [wadunans ST2 N N AB N N

5 [wadunana ST2 N N AB N N

4 |maaunar ST2 N N AB N N

3 |whadunana ST2 N N AB N N

2 |maiunars ST2 N N AB N N

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

Technician (zhawnaiia) - ceieieen..... Start at1300 Finisl Finish atm'00 Da‘:ite(‘-]?m2"‘66
Fireade 2000 ) 11 né
_ watadiuiia 7 iné

1.3/105


USER
Rectangle


Preventive Maintenance & Testing Report

Date : 711212566

Building : Wiyad aauleiad (am13 3)

Address : 53 efagan137U AUUATILIN-UUN 44 wauvita waueda ATILNWUUIUAT Location : mataunata ST1,5T2

Fire Exit S Ig N Equipment Code : FE-3
i e e e T ] e e Ml e
deudidads  CODE amaldia  umevasmIuAl  uaaalED  vihetuavens  daudeiewiulyl 30 i i | nnbae
amwialas  wasrediell | uasaind vl vaas W@a Lida

9 | mawiill 1 |FE-35T1-00 AB AB AB - SR LuRAETIREN
8 | nrawmillyl 1 |FE-35T1-08 AB AB AB . Lifa LuABET AN
7 | nranitll 1 |FE-35T1-07 AB AB AB - Lidia LLRRET ReN
6 | nrawitll 1 |FE-35T1-08 AB AB AB . Lifm LA BeT RN
5 | mawildl 1 |FE-35T1-05 AB AB AB - laifie LLRIAE AR
4 | manitlv 1 |FE-35T1-04 AB AB AB . Lifia LuABET AN
3 | nranilll 1 |FE-35T1-03 AB AB AB - Lidia LLRRET ReN
2 | nranitll 1 |FE-35T1-02 AB AB AB . Lifm LA BET e
9 | mawilll 2 |FE-35T2-09 N N N - vaanliAn 24/10/2023
8 | mawillvl 2 |FE-35T2-08 N N N - naanlAn 24/10/2023
7 | mawilll 2 |FE-38T2-07 N N N - vaanliAn 24/10/2023
6 | mawilldl 2 |FE-35T2-06 N N N - naaalAn 24/10/2023
5 | mawitll 2 |FE-35T2-05 N N N - vaanliAn 24/10/2023
4 | nrantilvl 2 |FE-35T2-04 N N N - naanlAn 24/10/2023
3 | mawillyl 2 |FE-35T2-03 N N N - vaanliAn 24/10/2023
2 | mawilll 2 |FE-35T2-02 N N N - waaaliAn 24/10/2023

Remark / vineawua - N

= Normal , AB = Abnormal , BK = Breakdown

Comments / siaiduauug:

s = ar X o e o & P a < . e = woar a
msmumm‘i:aaﬁaummmwmmwzzaamumﬁﬁﬂmauua ma:zﬂﬁaumsmalu:amanatﬁ'Lu_lwamnaumam-mﬂaaﬂﬂﬂﬂawwnmﬁﬂlumms

Viauue 16 @1 e 8 62

Checked by (a333la) -

Technician (dhowmetia) ...

. statat- 1300 Finishat- 1400 pgae- 07/12/66

Uu.3/106


USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 7/12/2566
Address © 53 fiagan1siy auUATIVIV-ULY 44 uinou1eda Luaadia ATILNNEWIUAT Location : atauanats | laniil
Emergen
anuReads CODE aTALTR WHIAI A aanuy vhauazane  VABUMIVINNL 30 W 1 A
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 | maudunan EML-3-601 N N N = vanalia finifudle 24/10/2023
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 N N N ’ uanalWin finifule 24/10/2023
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 N N N = uanalvfn finiudle 24/10/2023
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia finfudle 2411012023
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N g vanalWiEn findfudle 2411012023
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 a7UaBA | EML-3CP-102 N N N = vanalEa findfule 24/10/2023

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments / fiai@uauuy: trowldlng

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :

Techrician (2hawmaiia) ... e Startat o T Finish at‘MOO 07;12"66

.. Date ;... ..

u.3/107


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyad aaulaiad (a1 4 )

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaUAa aals 4

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-sT1 15 lave N . . & .
9 |wadunats ST1 15 aus N N AB N N
8 [mowdiunane ST1| 15 tlaug N N AB N N
7 |wadunats ST1 15 aus N N AB N N
6 |wadunans ST 15 Alaus N N AB N N
5 [wwdunate ST1 15 laud N N AB M N
4 |wadunars ST1 15 dlaus N N AB N N
3 |madunana ST1 15 laus N N AB N N
2 |wiaéunans ST1 15 Alaus N N AB N N
1 ERIERIEE] N - - - -
9 |miadunaiy ST2 15 dlaus N N AB N N
8 |miadiunars ST2 15 laus M N AB N N
7 |madunare ST2 N N AB N N
6 [wadunans ST2 N N AB N N
5 [wadunana ST2 N N AB N N
4 |maaunar ST2 N N AB N N
3 |whadunana ST2 N N AB N N
2 |maiunars ST2 N N AB N N
1 [uADATH N - = = =

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

Technician (ghawwadia) ...

LA

[...... Startat: ..
11

.....Finisl Finishat ...

... Date : .

s

watAfiua Dry Chemical 8 ilné

1.3/108


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

Wiyad aauleiad (w13 4)

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT

Date :

23111/2566

Location -

naLaunata ST1,8T2

Fire Exit Sign Equipment Code :
arufigads  CODE asauda  wwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i slneiddne | Wi
anweias  uasgesell uasaind Vil wana lvléia e
9 | manilv 1 [FE4sTI0d AR AB AB . Wan | wwsmenden
8 | nrawmilll 1 |FE-45T1-08 AB AB AB S Liifa LAAETReN
7 | maitlw 1 |FE-asT10]  AB AB AB : Lia | uwamenden
6 | nawillvl 1 |FE-45T1-08 AB AB AB < Lifm LLAASASH
5 | nranilll 1 |FE-45T1-05 AB AB AB - Lifin LAAETAeN
4 | yanly 1 |FE-45T1-04 AB AB AB s hifm UL AASTADN
3 | nranilll 1 |FE-45T1-03 AB AB AB - Liifin AT AeN
2 | mawilel 1 |FE-45T1-02) AB AB AB s lLifm UL AASADN
9 | mawillW 2 |FE-45T2-09 N N N = vaanlvAm 24/10/2023
8 | mawill 2 |FE-45T2-08 N N N s vaan lAm 24/10/2023
7 | mawitlyl 2 |FE-45T2-07] N N N - viaaa WA 24/10/2023
6 | mawilll 2 |FE-45T2-06 N N N 2 vaan llAn 24/10/2023
5 | mawiill 2 |FE-45T2-05 N N N - viaaa WA 24/10/2023
4 | wansilv 2 |FE-45T2-04 N N N = vaan llAn 24/10/2023
3 | mawiilyl 2 |FE-45T2-03 N N N - viaaa WA 24/10/2023
2 | mawiilyl 2 |FE-45T2-02) N N N 2 vaan llAn 24/10/2023

Remark / vianewue - N

= Normal , AB = Abnommal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Wanua 16 ¢h d13a 8 62

Checked by (a5331a8) :

Technician (wmeadia) ...

e Start at

bl |

......Finishat:.... ...

ool

...Date ...

Rednb 2

1.3/109



USER
Rectangle


Preventive Maintenance Report

Building : viuad aauladaa (a1m1T 3) Date : 23/11/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

Emergency Light

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 | maudunan EML-3-601 N N N = vanalia finifudle 24/10/2023
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 N N N ’ uanalWin finifule 24/10/2023
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 N N N = uanalvfn finiudle 24/10/2023
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia finfudle 2411012023
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N g vanalWiEn findfudle 2411012023
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 a7UaBA | EML-3CP-102 N N N = vanalEa findfule 24/10/2023

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug: wsaulzaiu

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :
13.00 14.00 23/11/66

Techrician (2hawmaiia) o e Startat o Finishat:..............._ . Date: .. ... ... ...

u.3/110


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

fiyagd aaulaiad (2113 3)

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaIUAa a1as 3

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA
Roof 3ST1 15 lave N . . & .

9 |wadunats ST1 15 aus N N AB N N

8 [mowdiunane ST1| 15 tlaug N N AB N N

7 |wadunats ST1 15 aus N N AB N N

6 |wadunans ST 15 Alaus N N AB N N

5 [wwdunate ST1 15 laud N N AB M N

4 |wadunars ST1 15 dlaus N N AB N N

3 |madunana ST1 15 laus N N AB N N

2 |wiaéunans ST1 15 Alaus N N AB N N

1 ERIERIEE] N - - - -

9 |miadunaiy ST2 15 dlaus N N AB N N

8 |miadiunars ST2 15 laus M N AB N N

7 |madunare ST2 N N AB N N

6 [wadunans ST2 N N AB N N

5 [wadunana ST2 N N AB N N

4 |maaunar ST2 N N AB N N

3 |whadunana ST2 N N AB N N

2 |maiunars ST2 N N AB N N

Remark / wanewa - M = MNormal , AB = Abnormal , BK = Breakdown

w ot %l =t . a ar 3 . a2 o g = o
Comments / siaduauuy. @ HaaUdouan v dnsuanniay msmmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe ivhaaulaaaduluanans

Checked by (a3331a8)

o = 13.00 14.00 23/11/66
Technician (dhawnaiia) - ... oo Startat:.. ... _FinisiFinishat:.................... _ Date:. ... ... ...
2000 11 in@
_ watAfiua Dry Chemical 7 iné

u.3/111


USER
Rectangle


Preventive Maintenance & Testing Report

Building :

Wiyad aauleiad (am13 3)

Date :

23111/2566

Address : 53 efagan137U AUUATILIN-UUN 44 wauvita waueda ATILNWUUIUAT

Location :

mataunata ST1,5T2

Fire Exit Sign Equipment Code : FE-3
i e e e e e ] e e Ml e
deudidads  CODE amaldia  umevasmIuAl  uaaalED  vihetuavens  daudeiewiulyl 30 i i | nnbae
amwialas  wasrediell | uasaind vl vaas W@a Lida

9 | mawiill 1 |FE-35T1-00 AB AB AB - SR LuRAETIREN
8 | nrawmillyl 1 |FE-35T1-08 AB AB AB . Lifa LuABET AN
7 | nranitll 1 |FE-35T1-07 AB AB AB - Lidia LLRRET ReN
6 | nrawitll 1 |FE-35T1-08 AB AB AB . Lifm LA BeT RN
5 | mawildl 1 |FE-35T1-05 AB AB AB - laifie LLRIAE AR
4 | manitlv 1 |FE-35T1-04 AB AB AB . Lifia LuABET AN
3 | nranilll 1 |FE-35T1-03 AB AB AB - Lidia LLRRET ReN
2 | nranitll 1 |FE-35T1-02 AB AB AB . Lifm LA BET e
9 | mawilll 2 |FE-35T2-09 N N N - vaanliAn 24/10/2023
8 | mawillvl 2 |FE-35T2-08 N N N - naanlAn 24/10/2023
7 | mawilll 2 |FE-38T2-07 N N N - vaanliAn 24/10/2023
6 | mawilldl 2 |FE-35T2-06 N N N - naaalAn 24/10/2023
5 | mawitll 2 |FE-35T2-05 N N N - vaanliAn 24/10/2023
4 | nrantilvl 2 |FE-35T2-04 N N N - naanlAn 24/10/2023
3 | mawillyl 2 |FE-35T2-03 N N N - vaanliAn 24/10/2023
2 | mawilll 2 |FE-35T2-02 N N N - waaaliAn 24/10/2023

Remark / vineawua - N

= Normal , AB = Abnormal , BK = Breakdown

Comments / siaiduauug:

s = ar X o e o & P a < . e = woar a
msmumm‘i:aaﬁaummmwmmwzzaamumﬁﬁﬂmauua ma:zﬂﬁaumsmalu:amanatﬁ'Lu_lwamnaumam-mﬂaaﬂﬂﬂﬂawwnmﬁﬂlumms

Viauue 16 @1 e 8 62

Checked by (a333la) -

Technician (zhawmatia) -

e Startat-13.00 ____ Finishat: . 14.00  pate: 23/11/66

u.3/112


USER
Rectangle


Preventive Maintenance Report

Building :

viuad aauladaa (a1m1T 3) Date : 23/11/2566

. P & =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT

Location : ymataudunats  ulaniilv

Emergency Light

nadaaunIving i 30 uni

anuReads CODE aTALTR WHIAI A aanuy vihauagane A
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-3-801 N N N - vanalia
9 ulauidll | EML-35T-901 N N N - uana Wi
8 | madunan EML-3-801 N N N 2 uanalWAa
8 ulauidl | EML-35T-201 N N N = vanalia
7 | masunan EML-3-701 N N N - uana Wi
7 ulauidll | EML-35T-701 N N N . uanalWAa
6 | maudunan EML-3-601 N N N = vanalia finifudle 24/10/2023
6 ulauidll | EML-35T-601 N N N - uana Wi
5 | maudunan EML-3-501 N N N ’ uanalWin finifule 24/10/2023
5 tulauidll | EML-35T-501 N N N = vanalia
4 | madunan EML-3-401 N N N = uanalvfn finiudle 24/10/2023
4 tulewdlll | EML-35T-201 N N N ] vanalWin
3 | mudunan EML-3-301 N N N = vanalia finfudle 2411012023
3 lautdll | EML-35T-301 N N N = uana i
2 | maudunan EML-3-201 N N N g vanalWiEn findfudle 2411012023
2 tulauidll | EML-35T-201 N N N - vanalEa
1 tulautdll | EML-38T-101 N N N = uanalvfn
1 aussam | EML-3CP-101 N N N . vanalWiEn
1 a7UaBA | EML-3CP-102 N N N = vanalEa findfule 24/10/2023

Remarl

MNormal

. AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug:

wsaulzaiu

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :

Techrician (WOWIATIAY T

14.0

Finishat: .. ... .

23/11/66

.....Date: ... ...

u.3/113



Preventive Maintenance & Testing Report

Building :

fiyad aaulaiad (a1 4 )

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaUAa aals 4

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-sT1 15 lave N . . & .
9 |wadunats ST1 15 aus N N AB N N
8 [mowdiunane ST1| 15 tlaug N N AB N N
7 |wadunats ST1 15 aus N N AB N N
6 |wadunans ST 15 Alaus N N AB N N
5 [wwdunate ST1 15 laud N N AB M N
4 |wadunars ST1 15 dlaus N N AB N N
3 |madunana ST1 15 laus N N AB N N
2 |wiaéunans ST1 15 Alaus N N AB N N
1 ERIERIEE] N - - - -
9 |miadunaiy ST2 15 dlaus N N AB N N
8 |miadiunars ST2 15 laus M N AB N N
7 |madunare ST2 N N AB N N
6 [wadunans ST2 N N AB N N
5 [wadunana ST2 N N AB N N
4 |maaunar ST2 N N AB N N
3 |whadunana ST2 N N AB N N
2 |maiunars ST2 N N AB N N
1 [uADATH N - = = =

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

Technician (dhowaiia) o

Al

watAfiua Dry Chemical

8

... Start at1500 Finisl Finish at1600 Date : 1"{11"{2566
11



USER
Rectangle


Preventive Maintenance & Testing Report

Building :

Wiyad aauleiad (w13 4)

Address : 53 efasan1371 AUUATILTN-UUN 44 waaowvita lwaueda ATILNWHUIUAT

Date :

1/11/2566

Location -

naLaunata ST1,8T2

Fire Exit Sign Equipment Code :
arufigads  CODE asauda  uwEdd9aTAILAN  waaalED  vienuasae  idaudeTawu'lyl 30 i slneiddne | Wi
anweias  uasgesell uasaind Vil wana lvléia e
9 | manilv 1 |FE4sTI0d AR AB AB . Wan | wwsmenden
8 | nrawmilll 1 |FE-45T1-08 AB AB AB S Liifa LAAETReN
7 | maitlw 1 |FE-asT10]  AB AB AB : Lia | uwamenden
6 | nawillvl 1 |FE-45T1-08 AB AB AB < Lifm LLAASASH
5 | nranilll 1 |FE-45T1-05 AB AB AB - Lifin LAAETAeN
4 | yannly 1 |FE-45T1-04 AB AB AB s hifm UL AASTADN
3 | nranilll 1 |FE-45T1-03 AB AB AB - Liifin AT AeN
2 | mawiildl 1 |FE-45T1-02) AB AB AB s lLifm UL AASADN
9 | mawillW 2 |FE-45T2-09 N N N = vaanlvAm 24/10/2023
8 | mawill 2 |FE-45T2-08 N N N s vaan lAm 24/10/2023
7 | mawitlyl 2 |FE-45T2-07] N N N - viaaa WA 24/10/2023
6 | mamwilll 2 |FE-45T2-06 N N N 2 vaan llAn 24/10/2023
5 | mawiill 2 |FE-45T2-05 N N N - viaaa WA 24/10/2023
4 | nansilv 2 |FE-45T2-04 N N N = vaan llAn 24/10/2023
3 | mawiill 2 |FE-45T2-03 N N N - viaaa WA 24/10/2023
2 | mawiilyl 2 |FE-45T2-02) N N N 2 vaan llAn 24/10/2023

Remark / vianewue - N

= Normal , AB = Abnommal , BK = Breakdown

Comments / fiaiguauuy:

i ar 1 = | I - e 1 - =l ' -l ar v oas =
Fi‘]‘iﬁ"ll.iluﬂ"l‘iﬂﬂ'ﬁail]ﬁlﬁ!ﬁ!d‘-‘l@tﬂ’lu‘ﬂaﬂtﬂllﬂ?j"l'i@ﬂﬂ%uﬂ ‘Wia';l@‘ﬂail'lﬁiﬂﬁ!J'lu?!ﬁl.ﬂﬂdl,‘ﬁ1.1‘1_I'I\]3!6!nﬂul,waﬂ']'IN}Jﬂaﬁ!ﬂﬂ‘ﬂﬂ\]ﬁﬂWﬂa‘]ﬁﬂIuaﬂﬁﬂi

Wanua 16 ¢h d13a 8 62

Checked by (a3331a8)
5 1500 Finishat: . ... 1 600 ______ Date1"f1”2566

u.3/115


USER
Rectangle


Preventive Maintenance Report

Building : viuad aaulalaa (a1m1T 4 ) Date : 1/11/2566

¥ ’ & o i a ] ar =
Address : 53 afasd@n19d aUUATILVV-UUY 44 w19 uNddia LIAUIEa ATILNWIUIUAT Location : matauannats  Tulanillv

nadaaunIving i 30 uni

Fi'!‘ﬂ?lli"l'ﬂ WHIAIU AL fqOUY vhanudazaia

amuidnea CODE Winewma
anntaias  wasueael | wueead vl vaaalldn ‘hidia
9 | mausunan EML-4-801 N N N - vanalia
9 lauidll | EML-45T-901 N N N - uana Wi
8 | madunan EML-4-801 N N N 2 uanalWAa
8 ulauidll | EML-45T-201 N N N = vanalia
7 | masunan EML-4-701 N N N - uana Wi
7 ulauidll | EML-45T-701 N N N . uanalWAa
6 | maudunan EML-4-601 N N N = vanalia finfudle 2411012023
6 slauidll | EML-45T-601 N N N - uana Wi
5 | maudunan EML-4-501 N N N ’ uanalWin findfadle 2411012023
5 ulauidll | EML-45T-501 N N N = vanalia
4 | madunan EML-4-401 N N N = uanalvfn finiudle 24/10/2023
4 tulewdlll | EML-25T-201 N N N ] vanalWin
3 | mudunan EML-4-301 N N N = vanalia finfudle 2411012023
3 wlautdll | EML-45T-301 N N N = uana i
2 | maudunan EML-4-201 N N N g vanalWiEn findfudle 2411012023
2 tulauidll | EML-45T-201 N N N - vanalEa
1 tlautdll | EML-45T-101 N N N = uanalvfn
1 auasam | EML-4CP-101 N N N . vanalWiEn
1 AUABATN | EML4CP-102 N N N = vanalEa

Remarl TR Mormal , AB = Abnormal , BK = Breakdown

Comments /[ fiai@uauug: waauldou

Fusuionaa 19 ¢ 2he 0 6

Checked by (a5331as) :

Techrician (dawaiia) ... | Startat - .7 SR Finish at1600 1””2566

Date

u.3/116


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyad aaulaiad (a1 4 ) Date : TI7/2566
Address : Location : VduaEIUARIY a1as 4
Fire Hose cabinet Equipment Code : FHC
Floor / Location / Fire Extinguisher / aiafigaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tani aedein Wadmin sapFuasda AEANGHLAYALINI

Roof 4-ST1 15 aud N = = o = =
9  |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 aud N N AB N N -
7 |wiadunans ST1 15 laud N N AB N N -
6 [wisdiunais ST1 15 aud N N AB N N -
5 |wmadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9  |wisdunais ST2 15 aud N N AB N N -
8 |wisdunais ST2 15 aud N N AB N N -
7 |nadunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 aud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / waneawa - M = MNormal , AB = Abnormal , BK = Breakdown

w T | = 2 ar 3 . a2 | = o
Comments / siaduauuy. @HaaULaouan v dnsuannial msmmum‘iawﬂa I.Lﬂﬁ‘l.l"lll”l\‘rlﬁ\ﬁ!\]‘t"lﬂtLWuﬂaﬂt@ll%’lﬂjTjﬂ tvhaanulaaaduluanas

Checked by (asialan) :
Technician (awmaiia) ... [SS Startat:.....15.00  Finishat: 16.00 pate. 07/07/66

u.3/117


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 4) Date : 7/7/2566
Address : Location : maLaunata ST1,8T2
Fire Exit Sig n Equipment Code : FE-4
arufieads  CODE aTaAadia  uRgwRTALAN  waaalED  vienuavane  Ldavdstamnin 30 wi absaiing | e
anweias  uasgesell uasaind vialal wana vt idia
9 | nmawilldl 1 |FE-45T1-09 AB AB AB . Laifim wUsAETASN
8 | mawilll 1 |FE-45T1-08 AB AB AB 2 Taifim LUGAETIADH
7 | mawillil 1 |FE-45T1-07 AB AB AB s Laifim WLAASTIRSN
6 | nowilll 1 |FE-45T1-06 AB AB AB 2 Taifim LUAETIADN
5 | mauwilll 1 |FE-45T1-05 AB AB AB - Laifim LUAAETIASN
4 | maniilv 1 |FE-4ST1-04 AB AB AB = laifim LUAAETASHN
3 | mavil 1 [FE4sTi0d AR AB AB - Lifia | wenshden
2 | mawillyl 1 |FE-45T1-02 AB AB AB = laifim LUAAETIASH
9 | mawiili 2 [FEasT20d  AB AB AB : Lifin | wamdnde
8 | mawildl 2 |FE-45T2-08 AB AB AB = laifim LUAAETASN
7 | mawiilvl 2 |FE-45T2-07] AB AB AB - Lifn LLRAAE AR
6 | mawill 2 |FE-45T2-06 AB AB AB = Lifm LLARSTASN
5 | mawill 2 |FE-45T2-05 AB AB AB - Lifn LIRS AR
4 | maviili 2 |FE4sT204f  AB AB AB - hifia | wwemendes
3 | mawiill 2 |FE-45T2-03 AB AB AB - Lifn LLAAE AR
2 | mawiilvl 2 |FE-45T2-02) AB AB AB = Lifm LLARASASN

Remark / vianewue - N

=Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i a 1 = | & & e ] o o = ' | ar v oar a
Fi']‘i(i!"ll.uuﬂ"l‘iilﬁ'ﬁa‘ll'IG}G!G!G‘-‘IQI.LVIU‘HBGLG&WI?}T@@WJHM@ wsaa@ﬁﬁmnmama'luamaml,ﬁumaS;Ganaumammﬂaamﬂﬂﬁawwnmﬁﬂlummi

Checked by (asaalan) :

Technician (dawaiia) ...

oo Startat:...13.00  Finishat:.16.00  pate . 07/07/66

u.3/118


USER
Rectangle


Preventive Maintenance Report

Building : viuad Aaulalaa (a1m1T 4 ) Date : 7I7/2566
Address : Location : atauanats | laniil
Emergency Light Equipment ¢
amuReads CODE aTALTR LHIAI A aanuy vhauazana  VABUMIVINL 30 W 1 AR

anntalas  wasueael | wueead vl vaaaléa ‘hidia

9 | musunan | EML-4-901 N N N - vanalia

9 | wulewidlldl | EML-4sT-901 N N N - waaalvifia

8 | madAunan EML-4-801 N N N - LGl

8 ulauidl | EML-45T-201 N N N = vanalia

7 | mausunan EML-4-701 N N N - uana Wi

7 laudll | EML-45T-701 N N N . PLLEI T

6 | mudunan EML-4-601 N N N = vanalia

6 | uleudldl | EmL-45T-801 AB AB AB - Lifim

5 | mauAunan EML-4-501 N N N - vanalWin

5 | wulaudlvl | EML-45T-501 AB AB AB - ifim

4 | madunan EML-4-401 N N N = uanalvfn

4 | vulewilll | EML-28T-401 AB AB AB - Lifim

3 | mudunan EML-4-301 N N N = vanalia

3 ulautdll | EML-45T-301 N N N - uanalvfn

2 | maudunan EML-4-201 N N N ’ vanalWin

2 tulauidll | EML-45T-201 N N N - PELEIN T

1 tulaudlyl | EML-45T-101 N N N - uanalvfn

1 a1ussam | EML-4CP-101 N N N . vanalWin

1 AMUABAIN | EML-4CP-102 N N N 2 PELEIN T

Remarl

MNormal

. AB = Abnormal , BK = Breakdown

Comments /[ fiatguauuy:

Fuautonua 20 ¢ 2he 3 6

Checked by (aTialan) :

Technician (¥amaiia) o

Start at : 13.00 Finishat-. 16.00  pate. 07/07/66

u.3/119


USER
Rectangle


Preventive Maintenance & Testing Report

Building : fiyad aaulaiad (2113 3) Date : 7/7/2566
Address : Location : nduaEIUARIY a1als 3
Fire Hose cabinet Equipment Code : FHC

Floor / Location / Fire Extinguisher / aiafigaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key
s aauit Size / 1@ Status / @anug Tani aedein Wadmin sapFuasda AEANGHLAYALINI

Roof 3-ST1 15 aud N = - - - -
9  |wiadunans ST1 15 laud N N AB N N -
8 |wisdunany ST1 15 aud N N AB N N -
7 |wiadunans ST1 15 laud N N AB N N -
6 [wisdiunais ST1 15 aud N N AB N N -
5 |wmadunais ST1 15 aud N N AB N N -
4 |nadunats ST1 15 aud N N AB N N -
3 |wmadunais ST1 15 aud N N AB N N -
2 |nmadunats ST1 15 aud N N AB N N -
1 |ajuaaasa 15 aud N - - - - -
9  |wisdunais ST2 15 aud N N AB N N -
8 |wisdunais ST2 15 aud N N AB N N -
7 |nadunats ST2 15 daud N N AB N N -
6 |wisdunais ST2 15 laud N N AB N N -
5 |wisdunans ST2 15 daud N N AB N N -
4 |nadunaty ST2 15 laud N N AB N N -
3 |wisdunans ST2 15 daud N N AB N N -
2 |wadunaty ST2 15 aud N N AB N N -
1 |ajuaaasa 15 laud N - - - - -

Remark / wanawma - N

Comments / fiaiduauug:

= Mormal , AB = Abnormal , BK = Breakdown

T | =t TR Y ar 1 . a2 | = o
ANHARUNFDUANTW UATUANNTDL mimmum‘iawﬂa lLﬂﬁ‘Ll"lil”l\‘rlG\ﬂﬂmﬂLLWuﬂaﬁtﬁllﬂﬂjTjﬂ tiaaunlaaes fuluanais

Checked by (ai53a1an)

Technician (dawadia) - ...

ROTTININOERL. ] L1 (0| Gl oSy

200,

....Finishat:_..

Ja

TSRRRNE]  -1 <Aal®
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1.3/120


USER
Rectangle


Preventive Maintenance & Testing Report

Building : Wiyad aauleiad (w13 3) Date : 7i7/2566

Address : Location : matdunata ST1,8T2

Fire Exit Sign Equipment Code :

aTaldin  uEelgasAuAN waaalED  vieouavens  dewdedesuulyl 30 i

eoole
r;l‘lJ nTal IR WHIEHLRA

dnuiiGa@e CODE

amweias | uwazandiel uagaini vl uaaalW@ia
o | manitlw 1 |FE3sT100| A8 AB AB » Bifia | wummetiden
g8 | mawillwl 1 |FE-35T1-08 AB AB AB 2 hife LUALASTIREN
7 | mawitldl 1 |FE-38T1-07 AB AB AB - Lifs LLRAE TR
6 | manilvl 1 |FE-3sT1-08 AB AB AB 2 Wia | wwmetifeu
5 | nranilll 1 |FE-35T1-05 AB AB AB . Lifia LLRLAET RaN
4 | nrannlvl 1 |FE-35T1-04 AB AB AB 2 hife LLAASTIARY
3 | nranilll 1 |FE-35T1-03 AB AB AB B Lifa WURLAET ReN
2 | maudill 1 |FE-35T1-02 AB AB AB : LiFia LLAASTIARY
9 | nranillyl 2 |FE-35T2-09 AB AB AB . Lifia WLIRLAET RaN
8 | mawill 2 |FE-35T2-08 AB AB AB 2 hife LLAASTIARY
7 | mavitli 2 |FE-3sT207]  AB AB AB - Wi | wwsimediden
6 | nranillyl 2 |FE-35T2-06 AB AB AB 2 Lifia LUALAET RN
5 | mawill 2 |FE-35T2-05 AB AB AB - lifs LURAAETIREN
4 | mawitlyl 2 |FE-35T2-04 AB AB AB 2 Lidia LUALAET RN
3 | mawiill 2 |FE-35T2-03 AB AB AB - PR LuRAAETIRE
2 | nranillyl 2 |FE-35T2-02 AB AB AB 2 Lifia LUALAET RN

Remark / vanewua - N = Normal , AB = Abnormal , BK = Breakdown

Comments / fiaiguauuy:

i a 1 = | & & e ] o o = ' | ar v oar a
Fi']‘i(i!"ll.uuﬂ"l‘iilﬁ'ﬁa‘ll'IG}G!G!G‘-‘IQI.LVIU‘HBGLG&WI?}T@@WJHM@ wsaa@ﬁﬁmnmama'luamaml,ﬁumaS;Ganaumammﬂaamﬂﬂﬁawwnmﬁﬂlummi

Checked by (a5331a8) :

Technician (dvwmadia) ... ...

ciiieeieno Start at 1300 Finish at 1400 Date 0?’;0?}’66
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Preventive Maintenance Report

Building : viuad Aauladaa (a1m1T 3) Date : 7iTi2566
Address : Location : atauanats | laniil
Emergency Light Equipment ¢
amuReads CODE aTALTR LHIAI A aanuy vhauazana  VABUMIVINL 30 W 1 AR
anntalas  wasueael | wueead vl vaaaléa ‘hidia
9 | madunan | EML-3-901 N N N - vanalia
9 | wulewidldl | EmL-3sT-901 N N N - waaalvifia
8 | madAunan EML-3-801 N N N - LGl
8 ulauidll | EML-35T-201 N N N = vanalia
7 | mausunan EML-3-701 N N N - uana Wi
7 lauidlyl | EML-35T-701 N N N . PLLEI T
6 TNAHUNAT EML-3-601 AB AB AB - lifim URmAE AL AR
6 ulauidll | EML-35T-601 N N N - uana Wi
5 TNAAUNAT EML-3-501 AB AB AB - Lifim wURREERRNAN I
5 ulauidll | EML-35T-501 N N N = vanalia
4 A UNAT EML-3-401 AB AB AB - Lifim WU RS A auAnH
4 tulewdllel | EML-35T-201 N N N - vanalWin
3 | mudunan EML-3-301 N N N = vanalia
3 ulautdlyl | EML-35T-301 N N N - uanalvfn
2 | maudunan EML-3-201 N N N ’ vanalWin
2 tulauidll | EML-35T-201 N N N - PELEIN T
1 NIUAUNAN EML-3-101 N N N = uanalvfn
1 tulewdlll | EML-35T-101 N N N - vanalWin
1 a1uasAm | EML-3CP-101 N N N 2 PELEIN T
1 a7UsaAIM | EML-3CP-102 N N N z uanalvlfn

AEWR - N Abnormal , BK = Brea

|
|

Comments /[ liaiduauuy;

duuvionaa 20 6 hie 3 6

Checked by (as3alaa)

Technician (awmadia) ... Stanat1300 1400 Date : 07/07/66
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Preventive Maintenance & Testing Report

Building :

fiyad aaulaiad (a1 4 )

Address : 53 efaganiiU AUUATILIW-UUN 44 wanouvita waueda ATILNWHWIUAS

Location :

L uaUAa aals 4

Fire Hose cabinet

Equipment Code -

Floor / Location / Fire Extinguisher / oA figaunag Valve / Hose Rack / Nozzle / Leakage & Seal/ Cabinet Glass & Key

s aauit Size / 1@ Status / @anug Tami aedein Wadmin sapFuasda ATYANGLUASAEIUA

Roof 4-sT1 15 lave N . . & .
9 |wadunats ST1 15 aus N N AB N N
8 [mowdiunane ST1| 15 tlaug N N AB N N
7 |wadunats ST1 15 aus N N AB N N
6 |wadunans ST 15 Alaus N N AB N N
5 [wwdunate ST1 15 laud N N AB M N
4 |wadunars ST1 15 dlaus N N AB N N
3 |madunana ST1 15 laus N N AB N N
2 |wiaéunans ST1 15 Alaus N N AB N N
1 ERIERIEE] N - - - -
9 |miadunaiy ST2 15 dlaus N N AB N N
8 |miadiunars ST2 15 laus M N AB N N
7 |madunare ST2 N N AB N N
6 [wadunans ST2 N N AB N N
5 [wadunana ST2 N N AB N N
4 |maaunar ST2 N N AB N N
3 |whadunana ST2 N N AB N N
2 |maiunars ST2 N N AB N N
1 [uADATH N - = = =

Remark / wanawma - N

Comments / fiaiduauug:

O | =t LI 8 ar 1 . a2 o g = o
ANHARUNTDUANTW UATUAANTDL mimmum‘iawﬁa LaguNan fAIv ALNUL Il aNNtITe tvaaulaaefaluanais

= MNormal , AB = Abnormal , BK = Breakdown

Checked by (a3331a8)

Technician (dhawnaiia) - ... ceieieen..... Start at1500 Finisl Finish at1600 Date 07”2’:66
Fireade 2000 wafigasin 11 nd
_ watadiuiia 8 iné
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