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SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6701-114
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0_—7661-7670

Report No. W 6701-162

TEST REPORT
CUSTOMER : PATONG JEETENG CO.»,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE . Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE : 15/01/2024 SAMPLE NO. 1 6701-484
SAMPLING CONDITION . Wastewater Treatment SAMPLING TIME 1 10.32 AM
SAMPLING METHOD : GRAB ' SAMPLING BY : STC
TESTED DATE : 15-23/01/2024 (MS. KANNIKA PRATHUMPHETR 7-176-9-0007)
FILE NAME -t Novotel Phuket Patong RECEIVED DATE : 15/01/2024
REPORTED DATE 1 24/01/2024
PARAMETER UNIT METHOD ' EFFLUENT STANDARD
)
pH at 250C = Electrometric 7.58 5.0-9.0
BOD; mg/l 5-Day BOD Test, 16.0 <20
Azide modification

Total Suspended Solids mg/l Dried at 103-105 °C 28.0 <30
Total Kjeldahl Nitrogen mg/l Macro-Kjeldahl ' 15.00 <35
Grease & Oil mg/l Partition-Gravimetric 8.0 _ <20
Sulfide mg/las S Todometric 0.99 <1
PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2 Container :normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD ‘1.'525ﬂ’lﬂﬂiﬁﬂi'NVl%"WU?ﬂiﬁiﬁu‘]ﬂauﬁgﬁﬁlwﬂg@ﬂ (W.91. 2548)
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Examined by ...... P.QY‘.“.‘.‘?.‘.‘... ...‘.).‘.T‘I.‘*..‘f ...... FTTY Pl

(MRS. PENNAPA CHANPEN)
3-176-71-0003

o AN

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

(MS.PANVISA JINRAT)
1-176-9-0004
Aw.01. 90y

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
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SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6701-114
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6701-162

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS 1 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong . Patong, Kathu, Phuket 83150
SAMPLING DATE 1 15/01/2024 SAMPLE NO. 1 6701-484
SAMPLING CONDITION : Wastewater Treatment SAMPLING TIME 0 10.32 AM
SAMPLING METHOD : GRAB SAMPLING BY - STC
TESTED DATE 1 15-23/01/2024 (MS. KANNIKA PRATHUMPHETR)
FILE NAME : Novotel Phuket Patong . » RECEIVED DATE 1 15/01/2024
REPORTED DATE : 24/01/2024
PARAMETER UNIT METHQD EFFLUENT STANDARD
S
Total Dissolved Solids mg/l Dried at 103-105°C | 258 <500"
Settleable Solids ml/l Volumetric S 01 ; <0.5 |
PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD ' Usgmensznsrminenssssumanaz feuiaden (WA, 2548)
L%i@\i ﬁTWUQNTﬂ5§TUﬂ3UﬂNﬂ7553‘U'lUﬁ?ﬁﬁﬂ']ﬂ'é]1ﬂ15‘U"I\11J53Lﬂ‘1’]LLﬁ$U'I\3‘Uu1ﬂ (‘ﬂi‘&’tﬂ‘ﬂ f.)
REMARK 0¥ FeaimimuiunntSinamsazarelushldadnd lidiu 500 vnJa.
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Approved by ..o

(MRS. PENNAPA CHANPEN)

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6701-114
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6701-162

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD . ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE. : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE .1 15/01/2024 . SAMPLE NO. : 6701-485
SAMPLING CONDITION :"Water SAMPLING TIME : 10.30 AM
SAMPLING METHOD : GRAB SAMPLING BY . STC
TESTED DATE : 15-23/01/2024 (MS. KANNIKA PRATHUMPHETR 7-176-9-0007)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 15/01/2024
' REPORTED DATE : 24/01/2024
PARAMETER - UNIT METHOD ¥ ' STANDARD

~
Total Dissolved Solids mg/l Dried at 180 °C 98.0 < 1,000
PHYSICAL APPEARANCE 1. Sample : clear ' 2. Container : normal [ PE 0.5 L]
STANDARD wasgugumwinydszihvesmsidszihdaugiine amudmuuzihvesesamseuiolan (WHO) 7 2011
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Examined by ...... Pa\m“ba ..... JW” 3 l ...... APProved BY: i covus sosa ssms sunnees somms seimn we smsns

(MRS. PENNAPA CHANPEN)
3-176-7-0003

(MS.PANVISA JINRAT)
1-176-A-0004
L0200

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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- SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6702-003
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6702-042

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong | | _ Patong, Kathu, Phuket 83150
SAMPLING DATE : 01/02/2024 SAMPLE NO. 1 6702-016
SAMPLING CONDITION : Wastewater Treatment SAMPLING TIME ' : 11.06 AM
SAMPLING METHOD : GRAB SAMPLING BY : STC
TESTED DATE : 01-14/02/2024 ‘ (MS. KANNIKA PRATHUMPHETR 3-176-9-0007)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 01/02/2024
REPORTED DATE © 15/02/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
e
>H at 250C . - Electrometric . 7.52 5.0-9.0
BOD, mg/1 5-Day BOD Test, 18.0 < 20
. Azide modification .
Total Suspended Solids mg/1 Dried at 103-105 °c 24.0 <30
T'otal Kjeldahl Nitrogen _ mg/1 Macro-Kjeldahl : 20.00 <35
PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD UseMenszNs1mMineINIsITUNAUAL FuIaden (W.o. 2548) _
Lé?)\? ﬁ?ﬁu@]&ﬂﬂiﬁ?uﬂ')ﬂﬁ]UﬂT'i53‘1J18J'lf"l‘*?;l\1%’lﬂ’é)'Iﬂ'li‘lJ’l\‘l‘lJSZLﬂ‘VILLﬂz‘U’Nﬂlu'lﬂ (ﬂswm fn.)
Ve
Ay R
ixamined by ............ b Approved by «..o.ovviiiiiiiii e

(MRS. PENNAPA CHANPEN)
1-176-7-0003

(MS.SIRIRAT NITESNOPAKUL)
3-176-2-0002

S

REPORTED ANALYSIS REFER. 'fO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD. A Request No. 6702-003
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6702-042

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
S.AMPLING SQURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE 1 01/02/2024 : , _ SAMPLE NO. 1 6702-017
SAMPLING CONDITION : Water SAMPLING TIME : 11.02 AM
SAMPLING METHOD : GRAB : SAMPLING BY : STC
TESTED DATE : 01-14/02/2024 (MS. KANNIKA PRATHUMPHETR 3-176-32-0007)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 01/02/2024
REPORTED DATE 1 15/02/2024
PARAMETER - UNIT METHOD iy STANDARD

~
Total Dissolved Solids mg/l Dried at 180 °C 94.0 < 1,000
PHYSICAL APPEARANCE 1. Sample : clear 2. Container : normal [ PE 0.5 L]
STANDARD umsgmﬁ]mﬂ1w1'f1ﬂszﬂwmmsﬂsxﬂwdaugﬁmﬂ musmzihvesessmseunivlan (WHO) T 2011
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(MS.SIRIRAT NITESNOPAKUL) (MRS. PENNAPA CHANPEN)

2-176-9-0002 1-176-9-0003
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REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6703-006
Report No. W 6703-039

TEST REPORT
“USTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE : 01/03/2024 SAMPLE NO. 1 6703-028
SAMPLING CONDITION : Wastewater Treatment SAMPLING TIME 1 10.25 AM
sSAMPLING METHOD : GRAB SAMPLING BY . STC
[ESTED DATE : 01-13/03/2024 (MS. JUTAPORN JUTAMAST 73-176-2-0006)
‘ILE NAME : Novotel Phuket Patong RECEIVED DATE : 01/03/2024
REPORTED DATE : 14/03/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
N
YH at 250C - Electrometric 7.54 5.0-9.0
30D, mg/l 5-Day BOD Test, 130 <20
Azide modification

lotal Suspended Solids mg/l Dried at 103-105 °C 115 <30
lotal Kjeldahl Nitrogen mg/l Macro-Kjeldahl 30.00 <35
jrease & Oil mg/l Partition-Gravimetric 5.0 <20
sulfide mg/l as §” lodometric 0.80 <1
"HYSICAL APPEARANCE 1. Sample : turbid, brown SS : 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
'TANDARD U5EMANTENTMNSNOINTTITUNAUALTUIATOU (W7, 2548)
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ixamined by Q .................................

(MS.SIRIRAT NITESNOPAKUL)
2-176-3-0002 g
\4, 09, 9, rq v

(MRS. PENNAPA CHANPEN)
3-176-1-0003

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6703-006
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6703-039

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,.LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE : 01/03/2024 SAMPLE NO. : 6703-028
SAMPLING CONDITION : Wastewater Treatment SAMPLING TIME : 10.25 AM
SAMPLING METHOD : GRAB SAMPLING BY : STC
TESTED DATE : 01-13/03/2024 (MS. JUTAPORN JUTAMAST)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 01/03/2024
REPORTED DATE 1 14/03/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
—
Total Dissolved Solids mg/l Dried at 103-105 C 250 < 500"
Settleable Solids ml/l Volumetric 3:5 <0.5
PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD 1]53ﬂ']ﬁﬂ53"Vli'N‘V]%"WUTﬂiﬁiiN“ﬁ?aLLagéﬁlmﬂg@N (W.#. 2548)
Ldi’ﬂd ﬁ']ﬁuﬂil'lﬂiﬁ’luﬂ')ﬂﬂilﬂ'1§33'1J']U&'\’ﬁ\?‘ﬂ'lﬂf’]'lﬂ'li‘lJ'l\‘l‘lJixkﬂ‘VlLLﬁSU']\‘i"Uu']ﬂ (ﬂiztﬂ‘l’l f.)
REMARK D" FeaflmiiviunndSinamsaraehnhldannd lidu 500 un/a,
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REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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: SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6703-006
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670 '

Report No. W 6703-039

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE 1 01/03/2024 SAMPLE NO. : 6703-029
SAMPLING CONDITION : Water SAMPLING TIME 0 10.22 AM
SAMPLING METHOD : GRAB SAMPLING BY : STC
TESTED DATE : 01-13/03/2024 (MS. JUTAPORN JUTAMAST 12-176-2-0006)
FILE NAME : Novotel Phuket Patong RECEIVED DATE :-01/03/2024
REPORTED DATE : 14/03/2024
PARAMETER UNIT METHOD 1l STANDARD

,A<\
Total Dissolved Solids mg/l Dried at 180 °C 100 < 1,000
PHYSICAL APPEARANCE 1. Sample : clear 2. Container : normal [ PE 0.5 L]
STANDARD waspugummindszihvesmsdszihdaugiing awsuuzihvesesanmseuniolan (WHO) 3 2011
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Ixamined by ..o A R R Approved DY Lo,

(MS.SIRIRAT NITESNOPAKUL)
3-176-2-0002

(MRS. PENNAPA CHANPEN)
3-176-1-0003

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

CUSTOMER

SAMPLING SOURCE
SAMPLING DATE
SAMPLING CONDITION
SAMPLING METHOD
TESTED DATE

TEST REPORT

: PATONG JEETENG CO.,LTD
: Novotel Phuket Patong

: 09/04/2024

: Wastewater Treatment

: GRAB

1 09-17/04/2024

Request No. 6704-110

Report No. W 6704-139

ADDRESS : 282 Phrabaramee Road,
Patong, Kathu, Phuket 83150

SAMPLE NO. 1 6704-524

SAMPLING TIME 1 10.25 AM

SAMPLING BY : STC

(MS. JUTAPORN JUTAMAST 3-176-9-0006)

FILE NAME : Novotel Phuket Patong RECEIVED DATE : 09/04/2024
REPORTED DATE : 18/04/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
s
pH at 25°C - Electrometric 7.45 5.0-9.0
BOD, mg/l 5-Day BOD Test, 82.0 < 20
Azide modification
Total Suspended Solids mg/1 Dried at 103-105 'C 128 <30
Total Kjeldahl Nitrogen mg/l Macro-Kjeldahl 32.00 <35
Grease & 0il mg/1 Partition-Gravimetric 4.0 <20
Sulfide mg/l as Sz- Iodometric 1.20 <1
PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD UsEMANTENI NN NONITITUN AUz TUIAdEY (W9, 2548)
!3"’6\‘1 ﬁ']ﬁuﬂil'l@']'ii']'Hﬂ’nJﬂNﬂT553U18ﬁ1ﬁ\‘1%1ﬂ@1ﬂ15ﬂ1\‘1ﬂSzlﬂ‘ﬂuﬁxﬂ'l\‘ﬁlu1ﬂ (‘Llizl,fWI n.)
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EXamined by’ s sosmses v eons

(MS.SIRIRAT NITESNOPAKUL)
3-176-9-0002

(MRS. PENNAPA CHANPEN)
3-176-7-0003

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY

PAGE1/3

FM-LAB-034/Rev.0/01-02-66

Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6704-110
Report No. W 6704-139

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE . Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE 1 09/04/2024 SAMPLE NO. : 6704-524
SAMPLING CONDITION . Wastewater Treatment SAMPLING TIME 1 10.25 AM
SAMPLING METHOD : GRAB SAMPLING BY : STC
TESTED DATE : 09-17/04/2024 (MS. JUTAPORN JUTAMAST)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 09/04/2024
REPORTED DATE 1 18/04/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
~
Total Dissolved Solids mg/l Dried at 103-105 °C 208 <500
Settleable Solids ml/l Volumetric 14.0 <0.5
PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD UszmAnsTNTIMNeINI s suMALaz TuInden (W.A. 2548)
L%"i’N ﬁ'l“ﬂuﬂi.l'm3§1uﬂ'«]‘]Jﬂ11ﬂ']5Sﬁ‘lﬂﬂlfTﬁ\WWﬂﬂ1ﬂ15ﬂ’l~3ﬂ5$tﬂ‘ﬂuﬂ$°1_|'l\'1°U'Ll'lﬂ (ﬂigkﬂ‘i’l f.)
REMARK D" desdmfimuiunntFmumsazasluhlsnudnd sy 500 un/a.
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REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6704-110
Report No. W 6704-139

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE : 09/04/2024 SAMPLE NO. 1 6704-525
SAMPLING CONDITION : Water SAMPLING TIME : 1021 AM
SAMPLING METHOD : GRAB SAMPLING BY . STC
TESTED DATE : 09-17/04/2024 (MS. JUTAPORN JUTAMAST 7-176-9-0006)
FILE NAME : Novotel Phuket Patong RECEIVED DATE 1 09/04/2024
REPORTED DATE : 18/04/2024
PARAMETER UNIT METHOD il STANDARD

7~
Total Dissolved Solids mg/l Dried at 180 °C 86.0 < 1,000
PHYSICAL APPEARANCE 1. Sample : clear 2. Container : normal [ PE 0.5 L]
STANDARD mmgmﬂmmwfx"wﬂszﬂwmmsﬂs:ﬂwdmgﬁmﬂ awsuizihvesesinmseniylan (WHO) 3 2011
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3xamined by ... .,

(MS.SIRIRAT NITESNOPAKUL)
3-176-9-0002

(MRS. PENNAPA CHANPEN)

3-176-1-0003
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REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6705-043
Report No. W 6705-113

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE : 06/05/2024 SAMPLE NO. 1 6705-170
SAMPLING CONDITION : Wastewater Treatment SAMPLING TIME : 08.58 AM
SAMPLING METHOD : GRAB SAMPLING BY STC
TESTED DATE : 06-14/05/2024 (MS. JUTAPORN JUTAMAST 7-176-3-0006)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 06/05/2024
REPORTED DATE 1 15/05/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
P
oHat25'C . Electrometric 7.55 50-9.0
BOD; mg/1 5-Day BOD Test, 8.0 < 20
Azide modification

Total Suspended Solids mg/l Dried at 103-105 °C 10 <30
Total Kjeldahl Nitrogen mg/l Macro-Kjeldahl 12.00 <35
PHYSICAL APPEARANCE 1. Sample : yellowish, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD U5EMIANIENTMNNTNOINTTITUNAUALTUINGOU (WA, 2548)

LdiiEN fi’muﬂmmsgmmuqumi53mUﬁwﬁwmmmsmaﬂszmmm:mwmﬂ (ﬂixmw f.)

o~
ML

ixamined by Q : M .......................... Approved by .......... ')7, ............................

(MS.SIRIRAT NITESNOPAKUL)
1-176-

v-0002 Vv IeMIAT MR

(MRS. PENNAPA CHANPEN)
3-176-71-0003

1§ , 95, Ler & Wi vinvsuivneeeudade $1e 07 ﬂ—osz

C wanadlou 176
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6705-043

Report No. W 6705-113

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE 1 06/05/2024 SAMPLE NO. 1 6705-170
SAMPLING CONDITION : Wastewater Treatment SAMPLING TIME : 08.58 AM
SAMPLING METHOD : GRAB ' SAMPLING BY : STC
TESTED DATE . 06-14/05/2024 (MS. JUTAPORN JUTAMAST)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 06/05/2024
REPORTED DATE 1 15/05/2024
PARAMETER UNIT METHOD EFFLUENT ‘ STANDARD
Y

Jrease & Oil mg/1 Partition-Gravimetric ND <20
Sulfide mg/las S Todometric ND <1
Fotal Dissolved Solids me/l Dried at 103-105 °C 258 < 500"
settleable Solids ml/l Volumetric 0.4 <0.5
>HYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L]
STANDARD 15ZMANTENI NS NONTTITUMAUDZ TUINEY (WA, 2548)

Boq ﬁiﬂ‘uﬂllm5§"I‘Llﬂ”J‘]Jﬂijm‘iS$U18ﬁ1ﬁl\1mﬂ6‘lﬂ’lﬁ‘iﬂx‘iﬂimﬂ‘l’luﬂz‘ﬂ’l\ﬁmm @Wszian n.)
REMARK D" gesdmfmuiunntinamsazmelurhilgaudnd lidu 500 un/a.

2) ND = Not Detected (152930 linu Tao3Tnestesdfiians)

—~

~ 2k

APPIrOVEd DY ;s sumn cvus ssnnn snainss somms sammnmmomans

i v lvesaadads 33
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SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6705-043
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6705-113

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE 1 06/05/2024 SAMPLE NO. 1 6705-171
SAMPLING CONDITION : Water SAMPLING TIME 1 08.54 AM
SAMPLING METHOD : GRAB SAMPLING BY : STC
TESTED DATE 1 06-14/05/2024 (MS. JUTAPORN JUTAMAST 2-176-3-0006)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 06/05/2024
REPORTED DATE 1 15/05/2024
PARAMETER UNIT METHOD wly STANDARD

N
Total Dissolved Solids mg/l Dried at 180 °C 140 < 1,000
PHYSICAL APPEARANCE 1. Sample : clear 2. Container : normal [ PE 0.5 L]
STANDARD mmsgmﬂmmw*ﬁwﬂs:ﬂwmmsﬂszmd'sugﬁmﬂ awuuzihvesesimseuislan (WHO) T 2011

)
/‘\\

(MS.SIRIRAT NITESNOPAKUL) (MRS. PENNAPA CHANPEN)

1-176-9-0002 visduiGinsinsiskianii ’13-176—?1-0003
{T/ 05 2w a WKy wvyinaaaudiade e 5/ oy /ﬁ@z(r

................... ‘aﬂvﬂfu—.‘uui“l.’6 cevesedd venai.

o

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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CUSTOMER

SAMPLING SOURCE
SAMPLING DATE
SAMPLING CONDITION
SAMPLING METHOD
TESTED DATE

SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

TEST REPORT
: PATONG JEETENG CO.,LTD
: Novotel Phuket Patong

1 17/06/2024

. Wastewater Treatment

: GRAB

: 17-24/06/2024

Request No. 6706-200

Report No. W 6706-226

ADDRESS : 282 Phrabaramee Road,
Patong. Kathu, Phuket 83150

SAMPLE NO. 1 6706-724

SAMPLING TIME 1 00.54 PM

SAMPLING BY : STC

(MS. JUTAPORN JUTAMAST 3-176-9-0006)

FILE NAME : Novotel Phuket Patong RECEIVED DATE 1 17/06/2024

REPORTED DATE 1 25/06/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
i~
pH at 250(‘ - Electrometric 7.51 5.0-9.0
BOD; mg/l 5-Day BOD Test, 98.0 < 20
Azide modification

Total Suspended Solids mg/l Dried at 103-105 "C 122 <30

Total Kjeldahl Nitrogen mg/l Macro-Kjeldahl 30.00 <35

Grease & Oil mg/l Partition-Gravimetric 3.0 <20

Sulfide mg/las S lodometric 1.00 <1

PHYSICAL APPEARANCE

STANDARD

Examined by ......% ... ...

{MS.SIRIRAT NITESNOPAKUL)
3-176-3-0002

1. Sample : turbid, brown SS

2. Container : normal [ PE 2.0 L (2 bottles), G 0.5 L}

UszMANIZNIINTNOINTBITUMALAL FIINRDN (W7, 2548)

. v '
1399 MUUAINATTIUAIUANMS 5T I0AINeIATUNYsEmmar LIV (Ussamn o)

(MRS. PENNAPA CHANPEN)
3-176-A-0003

.....................

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6706-200

Report No. W 6706-226
TEST REPORT

CUSTOMER : PATONG JEETENG CO.,.LTD ADDRESS : 282 Phrabaramee Road,

SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150

SAMPLING DATE : 17/06/2024 SAMPLE NO. 1 6706-724

SAMPLING CONDITION . Wastewater Treatment SAMPLING TIME 1 00.54 PM

SAMPLING METHOD : GRAB SAMPLING BY : STC

TESTED DATE 1 17-24/06/2024 (MS. JUTAPORN JUTAMAST)

FILE NAME : Novotel Phuket Patong RECEIVED DATE 1 17/06/2024

REPORTED DATE 1 25/06/2024
PARAMETER UNIT METHOD EFFLUENT STANDARD
o~

Total Dissolved Solids mg/l Dried at 103-105 'C 340 <500

Settleable Solids ml/l Volumetric 7.0 <0.5

PHYSICAL APPEARANCE 1. Sample : turbid, brown SS 2. Container : normal [ PE 2.0 L (2 bottles). G 0.5 L]

STANDARD U5EMIANSENIIMINNTTIINNALAE Fuadon (WA, 2548)

» v v
Foe MmuamasgIuAIguMssrnnhiminemsnalszanuas e (Ussan a)

i e, X 2 ay 1 a
REMARK D desiimfintunndSnamsazaeluildmund lidu 500 una.

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
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SOUTHERN THAI CONSULTING CO.,LTD. SRR s—
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670 equest No. 6706

Report No. W 6706-226

TEST REPORT
CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE . 17/06/2024 SAMPLE NO. 1 6706-725
SAMPLING CONDITION : Water SAMPLING TIME : 00.48 PM
SAMPLING METHOD : GRAB SAMPLING BY : STC
TESTED DATE 1 17-24/06/2024 (MS. JUTAPORN JUTAMAST 1-176-3-0006)
FILE NAME : Novotel Phuket Patong RECEIVED DATE 2 17/06/2024
REPORTED DATE 1 25/06/2024
PARAMETER UNIT METHOD A STANDARD

A7,
Total Dissolved Solids mg/l Dried at 180 C 310 < 1,000
PHYSICAL APPEARANCE 1. Sample : clear 2. Container : normal [ PE 0.5 L]
STANDARD mmgmammmf’wﬂsxﬂwmmi1Jsmhdaugﬁmﬂ amufuuzivesessmseunislan (WHO) 7 2011

A7,

Examined by ........58.0... M LL\ .............

(MS.SIRIRAT NITESNOPAKUL)
2-176-3-0002 wae enrThenidy i3-176-?\—0003
W%, terg v plesi L s ?ogggﬁ%

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

(MRS. PENNAPA CHANPEN)

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6701-123
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6701-150

TEST REPORT
CUSTOMER : U3¥W ug 2emed TUsidu dida
ADDRESS ;12442 Wit 5 dwadug suneidles Smiagifa 83000
SAMPLING SOURCE : Novotel Phuket Resort (282 auunsz11s53 shuathaes sunenzi) saviagiin 83150)
SAMPLING DATE | 1 12/01/2024 ) SAMPLE NO. : 6701-513
SAMPLING CONDITION  : Swimming Pool SAMPLING TIME : 11.25 AM
SAMPLING METHOD . GRAB SAMPLING BY . CUSTOMER
TESTED DATE : 15-25/01/2024 RECEIVED DATE : 15/01/2024
FILE NAME : U5 ug 2eme$ TUsidu dira : REPORTED DATE : 27/01/2024
. Swimming Pool
PARAMETER UNIT METHOD STANDARD
(@1120A59)
pH at 25 °C , - Electrometric 6.80 7.2-8.4
Hardness mg/l as CaCO, EDTA Titrimetric 56.0 250 - 600
Chloride mg/1 (Cl') Argentometric Method 1,408.92 <600
Chlorine (Residual) mg/l as Cl, DPD Colorimetric 1.0 0.6-1.0
PHYSICAL APPEARANCE 1. Sample : Clear 2. Container : normal [ PE2.0 L ]
STANDARD AMUULIUBIALATIUMITNTITNGY atuf 1/2550 G‘aamsmm}umsﬂszﬂavﬁ%msasz'jwﬁw

(MRS. PENNAPA CHANPEN)

...... T S

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670 o R soetan

Report No. W 6702-239

TEST REPORT
CUSTOMER : U3 ug 2emes Tdsidu $1ia
ADDRESS 12442 Wijiit s duadug suneiles Samdagifia 83000
SAMPLING SOURCE : Novotel Phuket Resort (282 auuwsz113¥l shuathnes sunenzi saniagiia 83150)
SAMPLING DATE : 19/02/2024 SAMPLE NO. 1 6702-902
SAMPLING CONDITION : Swimming Pool SAMPLING TIME : 01.27 PM
SAMPLING METHOD : GRAB SAMPLING BY : CUSTOMER
TESTED DATE : 22-29/02/2024 RECEIVED DATE : 22/02/2024
FILE NAME : U3EN ug tewes Tusidu d1na REPORTED DATE : 01/03/2024
N Swimming Pool
PARAMETER UNIT METHOD STANDARD
(@1122A39)
pH at 25 °C . Electrometric 7.20 72-84
Hardness mg/l as CaCO, EDTA Titrimetric 58.0 250 - 600
Chloride mg/l (Cln) Argentometric Method 1,483.94 <600
Chlorine (Residual) mg/l as Cl, DPD Colorimetric 1.0 0.6-1.0
PHYSICAL APPEARANCE 1. Sample : Clear 2. Container : normal [ PE2.0 L ]
STANDARD AU HIVOIAMENTTUMITITITUTY aviui 1/2550 L’%ﬂ@msmuqumsﬂszﬂauﬁ%msasx'jwﬁw

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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‘U SOUTHERN THAI CONSULTING CO.,LTD. Request No. 6705-091
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Report No. W 6705-129

TEST REPORT
CUSTOMER © USHN ug tewed TUnidu ida
ADDRESS L 12442 Mt 5 dhwafug suneiies Tmdagiia 83000
SAMPLING SOURCE : Novotel Phuket Resort (282 0uunsz113i dvathaes sunensy Sanianiia 83150)
SAMPLING DATE : 08/05/2024 SAMPLE NO. : 6705-406
SAMPLING CONDITION  : Swimming Pool SAMPLING TIME : 01.10 PM
SAMPLING METHOD : GRAB SAMPLING BY : CUSTOMER
TESTED DATE : 10-15/05/2024 RECEIVED DATE 1 10/05/2024
FILE NAME ; UTEM ug Kewme’ Tsidu fida REPORTED DATE : 16/05/2024
-~ Swimming Pool
>ARAMETER UNIT METHOD STANDARD
(@190a30)
pH at 25 OC = Electrometric 7.20 7.2-8.4
Hardness mg/l as CaCO, EDTA Titrimetric 60.0 250 - 600
Chloride mg/1 (C1) Argentometric Method 2,269.93 < 600
Chlorine (Residual) mg/l as Cl, DPD Colorimetric 1.0 0.6-1.0
PHYSICAL APPEARANCE 1. Sample : Clear 2. Container : normal { PE2.0 L ]
STANDARD AMULIVBIAMTNITUMTATIT UGV AU 172550 z,?mmsmmgumiﬂszﬂa'uﬁi)msasm’wﬁw

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY
THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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" SOUTHERN THAI CONSULTING CO.,LTD. _
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6701-114

Report No.W 6701-162

TEST REPORT

CUSTOMER ' : PATONG JEETENG CO.,LTD ADDRESS . 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE | . 15/01/2024 SAMPLE NO. : 6701-486
SAMPLING CONDITION  : Water SAMPLING TIME : 10.30 AM
SAMPLING METHOD : GRAB _ SAMPLING BY . STC
TESTED DATE » : 15-23/01/2024 (MS. KANNIKA PRATHUMPHETR)
FILE NAME : Novotel Phuket Patong -RECEIVED DATE ‘ 1 15/01/2024

REPORTED DATE 1 24/01/2024
N PARAMETER UNIT METHOD Water Supply STANDARD
Total Coliform Bacteria /100 ml MPN Test <1.8 ND
E.Coli , /100 m] MPN Test ND - : ND
PHYSICAL APPEARANCE 1. Sample : ld ’ 2. Container : normal [G 0.5 L ]
STANDARD mm53114ﬂqmmwﬁwﬂszﬂwmmsﬂszﬂwd’mgﬁmﬂ musizihvesesdmseuiulan (WHO) 7 2011
REMARK 1) ND = Not Detected (#53930 linu Tas35mare sl fiidns)

(3 ' a Y a wua
2) Total Coliform bacteria < 1.8 mean Not Detected (153930 liny Tns3Tmartostljiinnng)

W

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY
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BET CHOICE

5 & ENGINEER!NG CO.,LTD‘

i

usEY Lwan ‘ﬂ’ﬂﬁl& muﬂaa wauﬂ mumuﬂsq INH

72/12 Moo 6, Sakdidat RD., Tambeol Vichit, Aumphur Muangphuket, Phuket 83000
\ E-mail : bestchoice@outlook.co.th www.bestchoice.co.th

A

i e b
@ @ I En Tel. (076) 391 320-2  Fax. (076) 391 222

o

WATER ANALYSIS REPORT wihi 78
a e I o v "
Customer/Code u5un Tulamagifia Saesn 319a/6N-003 Sampling Date" 22 AT 2567
Customer Address 282 0. wizinshl a.1hees . neyf 2. e 83150 Receiving Date 23 nuAUT 2567
a g " @ -
Sampling Source " 18039115 (Hering Bar) Analyzed Date 23 qUAYT - 2 T 2567
Sampling Method" BhILet Report Date 4 fiunaw 2567
Sampling By" ungwadam 51ilsau Report No. PKT6702118
Y q
Sampling Name" i ld
Sampling Time" 10.58 1.
Analysis No. 25670757
Parameter Unit Method of Analysis Result Standard”
Lo '

1. Standard Plate Count " CFU/mL SM: 9215 B 319 linuie as1 linuiie
Physical Appearance Sample 25670757 : vounad la ufid hifinznou Container Normal : PE 250 mL
REMARK [1]1: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23rd Edition 2017
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S & ENGINEERING CO.,LTD.
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72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000
E-mail : bestchoice@outlook.co.th www.bestchoice.co.th
Tet. (076) 391 320-2  Fax. (076) 391 222

WATER ANALYSIS REPORT wibii 318
- d o o & @
Customer/Code v5 TuTunagifin Saesn $1a/6N-003 Sampling Date" 22 nuanuT 2567
Customer Address 282 0. wazwnsdl o Thass e. nef 9. il 83150 Recelving Date 23 QuATWUT 2567
Sampling sourceis) 1we3aus (Hering Bar) Analyzed Date 23 qumﬁ'uﬁ' -2 fiunaw 2567
Sampling Method' i Report Date 4 Thiau 2567
Sampling By wiamgadan s1iismi Report No. PKT6702118
& 51 4 1 3
Sampling Name Hly
Sampling TimeIsI 10.58 u.
Analysis No. 25670753
Parameter Unit Method of Analysism Result Standard”
-
1. Coliform Bacterid™" MPN/100 mL SM:9221B <18 a2 linuidre
2. Ecoli™? MPN/100 mL SM: 9221 F asvhivuide a7 liwude
Physical Appearance Sample 25670753 : voumad la Tufid liflazneu Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF,, 23"! Edition 2017
¥ . - o ° LA -
[2] : nasgwguaminlszihvesmsdszihdaugiing mwusuuziiwesesimseuivlan (WHO) Tl 2011
i " .z — g
(3] : uenwenTwMIsUTBIMsTunzifourenlfiifnsIinseionyu il 1-250
[4] : UBNYBUTIBNITTUIBA NBN. 17025-2561 MANBIDUNATBL 0548
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72112 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

@‘ @\ N E E-mail : bestchoice@outlook.co.th www.bestchoice.co.th
) Yy B ...:‘\ Tel. (076) 391 320-2  Fax. (076) 391 222

WATER ANALYSIS REPORT it 8/8

Customer/Code 13 TuTunagifia Teen 917/6N-003 Sampling Date" 22 quAniUE 2567
Customer Address 282 0. w3zansdl o thase o. nzy 9. fia 83150 Receiving Date 23 quATUT 2567
Sampling Source” fuuufa (Pinnacle) Analyzed Date 23 quaius - 2 Thuay 2567
Sampling Method"" nutas Report Date 4 lunay 2567
Sampling By unanuadam sl Report No. PKT6702118

. 81 g
Sampling Name
Sampling TimeIsl 11.03 W.
Analysis No. 25670758
Parameter Unit Method of Analysism Result Stamdardul

ooy §

{. Standard Plate Cm,,,/‘wj CFU/mL SM:9215B a0 e m'my[nwm%’a
Physical Appearance Sample 25670758 : wpuma ler Lifid hifimsneu Container Normal : PE 250 mL
REMARK [11: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23“' Edition 2017
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CHEMICALS & ENGINEERING CO.,LTD.
o ar o w a e o ¢ & a = a o a»
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72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

3 E-mail : bestchoice@outlook.co.th www.bestchoice.co.th

X Gy KA
(] @
%_@ % &Z &~ Tel. (076) 391 320-2  Fax. (076) 391 222

WATER ANALYSIS REPORT mif 478
@ o o W
Customer/Code 15 TuTimagifin Saesn S1da/6N-003 Sampling Date” 22 QUL 2567
s o
Customer Address 282 0. wizwsil a. 1aed . ﬂ:ﬁ 3. QIna 83150 Receiving Date 23 qnmvi"uﬁ' 2567
Sampling Source” AUUUAD (Pinnacle) Analyzed Date 23 quaius - 2 Suraw 2567
Sampling Method" NIEeN Report Date 4 flwiaw 2567
Sampling ByIsl wnAasan sifmi Report No. PKTG6702118
e s e
Sampling Name
Sampling Time' 11.03 1,
Analysis No. 25670754
Parameter Unit Method of Analysis Result Standard™
.
1. Coliform Bacterid™ MPN/100 mL SM: 9221 B <18 a79'hinuie
. ‘
2. Ecatt? MPN/100 mL SM: 9221 F 7529 linuive arlinuide
Physical Appearance Sample 25670754 : wpamadle hifid Tulinznou Container Normal : PE 250 mL
d
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23" Edition 2017
[2] : s gguawninlszihvesmsszihduginn musuuziiwetesdniseunivTan (WHO) T 2011
, ” T S 4
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'CHEMICALS & ENGINEERING CO.,LTD.
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72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

) P E E-mail : bestchoice@outlook.co.th www.bestchoice.co.th
@ @ &‘ S Tel. (076) 391 320-2  Fax. (076) 391 222
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WATER ANALYSIS REPORT i 9/10
fo F1i TuTamagdin Saesn S1ra/6N-003 i i il
ustomer/Code U uinag 939 NNA/6GN- Sampling Date 15 3un 2567
Customer Address 282 0. wizwTi a. thees e. nzﬁ' 2. i_}lf‘m 83150 Receiving Date 16 Siuau 2567
Sampling Source”” ALY (Main Kitchen) Analyzed Date 1623 fivau 2567
Sampling Method' upuaa Report Date 25 fiun 2567
Sampling Bylsl unALadaa sl Report No. BiETETRAT
. 1s) 3 nl P
Sampling Name WY
Sampling Timelsl 11.12 M.
Analysis No. 25671003
Parameter Unit Method of Analysism Result Standard”
;& T §
1. Standard Plate Count™” CFU/mL SM:9215B a379 liwuie @519 liwuie
Physical Appearance Sample 25671003 : weaman ler Tifid hitiaznou Container Normal : PE 250 mL
REMARK [11: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF.,, 23rd Edition 2017
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72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

3 ] ws,  E-mail : bestchoice@outlook.co.th www.besichoice.co.th
@ & Tel. (076) 391 320-2 Fax. (076) 391 222

WATER ANALYSIS REPORT i1 4710
A w o a s o o
Customer/Code u5m Tulumagdn 3aesn $1a/6N-003 Sampling Date’” 15 huau 2567
Customer Address 282 0. wizwsil o 1have v.nzy 2. ifn 83150 Receiving Date 16 fiunw 2567
Sampling som—celsl A591UU (Main Kitchen) Analyzed Date 16-23 fnu 2567
Sampling Method"™ w§n Report Date 25 T 2567
Sampling By unaMvadan 5iilsed Report No. PKT6703077
Sampling Name' nld
Sampling Time" L1214,
Analysis No. 25670998
Parameter Unit Method of Analysisl” Result Standard"™
[6] . ry
1. Coliform Bacterid ™" MPN/100 mL SM:9221 B <18 a799 einuido
. '

2 Ecotl MPN/100 mL SM: 9221 F @529 liwuiie a3 5iiig
Physical Appearance Sample 25670998 : vounarly TiflF liflnznou Container Normal : PE 250 mL

]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23"‘ Edition 2017
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BEST CHOICE

CHEMICALS 8 ENGINEER] LI DS
uS ¥ way daad inlifad uaus WBuAEiaTe /1w
72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

=, E-mail : bestchoice@outlook.co.th www.bestchoice.co.th
BCa&aE
N “wy e r  Tel. (076) 391 320-2  Fax. {076) 391 222

1]

WATER ANALYSIS REPORT wihi 1010

Customer/Code 15 TuTumagifia Saein $1a/eN-003 Sampling Date" 15 fiunm 2567
i o
Customer Address 282 0. wszu1sl @, thaes o.nzyf 2. e 83150 Receiving Date 16 T 2567
a 4 -
Sampling Sourcem U1 (V-long) Analyzed Date 16-23 UUIAM 2567
Sampling Method'" uudn Report Date 25 fiunnw 2567
Sampling By wnAsadan s1isal Report No. PKT6703077
Sampling Namem it
Sampling Time' 1117w,
Analysis No. 25671004
Parameter Unit Method of Analysism Result Standard"
_ ¢ .2

1. Standard Plate Count " CFU/mL SM:9215B as2v liwuie araelinuie
Physical Appearance Sample 25671004 : voamanla Lifid hifinzneu Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23rd Edition 2017

21 wesgruguaminlshvesnlszhduginm awsuuniwesssdmsounisTan (WHO) 7 2011
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72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

E-mail :

Tel. (076) 391 320-2

bestchoice@outlook.co.th www.bestchoice.co.th
Fax. (076) 391 222

WATER ANALYSIS REPORT it 5/10

Customer/Code u31m TuTumagiia Taesn S1a/6N-003 Sampling Date’ 15 S 2567
- 3 o
Customer Address 282 . wizws 7. 1haos 0. neyf 2. in 83150 Receiving Date 16 Siuau 2567
~ d
Sampling Source’ ¥ (V-long) Analyzed Date 16-23 S 2567
Sampling Method"" e Report Date 25 fhunu 2567
Sampling By waMLadan s1ismi Report No. PKT6703077
ampling Name
Sampling TimehI A7
Analysis No. 25670999
Parameter Unit Method of Analysism Result Standard"
g
1. Coliform Bastaria MPN/100 mL SM:9221 B <18 a379 linuie
- ;

2 Ecotii™ MPN/100 mL, SM: 9221 F a529 liwuie asaelinuide

Physical Appearance

REMARK

ACCREDITED LABORATORY GLP/DIW 2550

FM-QP-13/01 Rev.01

doonignu :

Fuiidszmald 26 qaa 2564

Sample 25670999 : wounan ler Tifld hifiagnou

[z
2]
(3]
[4]:
[51:
[6]:

Foyadi 1#5uangnd

Yewtsom, o

Container Normal : PE 250 mL

d
Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23" Edition 2017
H M ~ o o o s
wasgugunmibszihvesmslszthdnging awduuzivesssdniseunioTan (wHo) U 2011

. e & o aea A o
4 umn‘\mumumismaqmﬂmwzmuuﬁmﬂgmmmﬂﬂzﬁ'mmm @aun 2-250
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U3t sy lneneudans 10
SOUTHERN THAI CONSULTING CO.,LTD.
59/45 Moo 5 Srisoontorn, Talang, Phuket 83110 Tel. 0-7661-7668-9 Fax : 0-7661-7670

Request No. 6704-110

Report No.W 6704-139

TEST REPORT

CUSTOMER : PATONG JEETENG CO.,LTD ADDRESS : 282 Phrabaramee Road,
SAMPLING SOURCE : Novotel Phuket Patong Patong, Kathu, Phuket 83150
SAMPLING DATE 1 09/04/2024 SAMPLE NO. 1 6704-526
SAMPLING CONDITION  : Water SAMPLING TIME 0 10.21 AM
SAMPLING METHOD : GRAB SAMPLING BY : 8TO
TESTED DATE : 09-17/04/2024 (MS. JUTAPORN JUTAMAST)
FILE NAME : Novotel Phuket Patong RECEIVED DATE : 09/04/2024

REPORTED DATE : 18/04/2024
"™ PARAMETER UNIT METHOD Water Supply STANDARD
Total Coliform Bacteria /100 ml MPN Test <1.8 ND
E.Coli /100 ml MPN Test ND ND
PHYSICAL APPEARANCE 1. Sample : la 2. Container : normal [G 0.5 L]
STANDARD mms;a;mﬂmmwﬁwﬂizﬂwmmsﬂs:ﬂwd’mgﬁmﬂ muuuzivesesrmsouislan (WHO) 7 2011
REMARK 1) ND = Not Detected (133930 liinu Tas35naite el aians)

2) Total Coliform bacteria < 1.8 mean Not Detected (152930 linu Iag35nestesdfiians)

REPORTED ANALYSIS REFER TO SUMITTED SAMPLES ONLY

THIS REPORT SHALL NOT REPRODUCED EXCEPT IN FULL WITHOUT THE WRITTEN APPROVAL LABORATORY

Page1/1 FM-LAB-034/Rev.0/01-02-66
Environmental Management Consuitation, Water Quality.
Air Quality Analysis and Environmental Monitoring. EIA Report Design Construction & Installation Soft Water and Waterworks.
Design Construction & Installation of Wastewater Treatment and Recycle System etc.
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72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000
s, e, E-mail : bestchoice@outlook.co.th www.bestchoice.co.th
@ e _:s Tel. (076) 391 320-2  Fax. (076) 391 222

WATER ANALYSIS REPORT it 9710
Customer/Code TERY Tuhmamﬁﬂ S $18A/6N-003 Sampling Date” 25 INYIUU 2567
Customer Address 282 0. Wiﬁ‘lﬂiﬁ a. thass ». nt'ﬁ’ 2. Qlﬁﬂ 83150 Receiving Date 26 WHIEU 2567
Sampling Source” funufa (Pinnacle) Analyzed Date 26 LYY - 6 NUNIAN 2567

¢
Sampling Method'" uugaa Report Date 7 WQHAAY 2567
Sampling By weanadan s1iisad Report No. PKT6704130
g qy
Sampling Name'” ld
Sampling Time' 124 u.
Analysis No. ) 25671561
Parameter Unit Method of Analysism Result Standard"
i .

\. Standard Plate Count " CFU/mL SM:9215B 379 hinuivo asahinudo
Physical Appearance Sample 25671561 : voamad e hifid liflaznou Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23rd Edition 2017
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72/12 Moo 8, Sakdidat RD., Tambot Vichit, Aumphur Muangphuket, Phuket 83000
E-mail : bestchoice@outiook.co.th www.bestchoice.co.th

Tel. (076) 391 320-2 Fax. (076) 391 222

WATER ANALYSIS REPORT niii 4710
Customer/Code 159 Tulamagifin eesm S1ia/6N-003 Sampling Date” 25 WU 2567
Customer Address 282 0. wszw1sdl o, Thaess . nzyf . gifie 83150 Receiving Date 26 LUHWU 2567
Sampling Source™” AUUUAR (Pinnacle) Analyzed Date 26 WML - 6 WOBNAY 2567

5]
Sampling Method"” uuudn Report Date 7 WOHAINY 2567
Sampling By" uNaAMgadan sisaed Report No. PKT6704150
¥q9
Sampling Name'" e
S|
Sampling Time' 112414
Analysis No. 25671556
Parameter Unit Method of Annlysism Result Standard"
: i —_—
1. Coliform Bacterid ™" MPN/100 mL SM: 9221 B <18"” azn Lo
.2 .

2. Ecolf™ MPN/100 mL SM: 9221 F A hinuio @529 liwuide
Physical Appearance Sample 25671556 : voumar lar Tafid Tifinznou Container Normal : PE 250 mL
REMARK {1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23“ Edition 2017

(21 - wasgruguaminlszihveanstssihduginmg awdiuzhvessssnseuniolan (WHO) Tl 2011
[31: uenﬂumnhums%'mnqmsﬁunmﬁuuﬁ’eqﬂﬁﬁﬁmi’imswﬁmn‘vu 1@uft 3-250

[4] : HONUOLWIUMITUTBL NON. 17025-2561 MANUIRUNATDY 0548
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Customer/Code UIYN Tu‘hmaqmw 30931 $10A/6N-003 Sampling Dntem .5 f}nmwuﬁ’ 2567
Customer Address 282 0. wszusl o thaes e.nxyf o ifin 83150 Receiving Date 23 QuUAUT 2567
Sampling Source”” 3274 (V-loung) Analyzed Date 23 uUANUT - 2 A 2567
Sampling Method" wdas Report Date 4 fiunnw 2567
Sampling By unameadan s1ismi Report No. PKT6702118

" 1s) Lf'lﬁﬂ
Sampling Name
Sampling Time" 1050 W,
Analysis No. 25670756
Parameter Unit Method of Analysism Result Standard”
\. Standard Plate Count™ CFU/mL SM:9215B W""J“U.W!Jlé‘f’ <500
Physical Appearance Sample 25670756 : Uonadla 1inid hifingnou Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23ni Edition 2017
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WATER ANALYSIS REPORT i1 28
Customer/Code 1590 TuTamagifin Taesn $1a/6N-003 Sampling Date™ 22 quATUS 2567
Customer Address 282 0. wizsd o, 1hase . nzy v. QiR 83150 Receiving Date 23 quaniug 2567
s < - -t
Sampling Source” At (V-loung) Analyzed Date 23 qUATHUS - 2 Turny 2567
Sampling Method'™ uyudag Report Date 4 §hnay 2567
Sampling By'" wnamwadaa 51l Report No. PKT6702118
¥4
Sampling Name'™ WAy
Sampling Timem 10.54 u.
Analysis No. 25670752
Parameter Unit Methed of Analysis“l Result Standard‘zl
1. Coliform Bacteria " MPN/100 mL SM:9221B <189 <1l
f s '
2, Ecolf™ MPN/100 mL SM:9221 F asanhinuie ar1vlinude
Physical Appearance Sample 25670752 : vounad lar 1ifid Tiflaznou Container Normal : PE 250 mL
o
REMARK {1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23 Edition 2017
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BEST CHOICE
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@ @ &4 .::- Tel. (076) 391 320-2  Fax. (076) 391 222

WATER ANALYSIS REPORT wihfi 7710
Customer/Code 15 TuTumagifia 3aein S1va/en-003 Sampling Date" 15 fuay 2567
Customer Address 282 0. wizusi @ 1hava 0. Ny v QA 83150 Receiving Date 16 fiuau 2567
Sampling Sourée” AFALINGT (Bakery) Analyzed Date 16-23 ivnw 2567
Sampling Method'" IR Report Date 25 fiwrny 2567

[ Aw &
Sampling By unamgadaa siisei Report No. PKT6703077
& " 151 ‘If']%ﬂ
Sampling Name
]
Sampling Time 11.09 u.
Analysis No, 25671001
Parameter Unit Method of Analysism Result Standardm
) &
1. Standard Plate Counl[wq CFU/mL SM:9215B a379 livuiye <500
Physical Appearance Sample 25671001 : veanadlef Tufid hiflasnou Container Normal : PE 250 mL
d

REMARK {11 : Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23‘ Edition 2017
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Customer/Code 135 TuTanagifia Saein 919a/6N-003 Saanlig Dte 15 §luna 2567
& y o "
Customer Address 282 0. wig1si 0. thaod o. nzﬂ 2. 4100 83150 Receiving Date 16 3UIAN 2567
Sampling Source™ A51N83 (Bakery) Analyzed Date 16-23 Tuinw 2567
Sampling Method" unuas Report Date 25 flurnu 2567
Sampling By wareadan s1iismi Report No. PKT6703077
18! 3a
Sampling Name I
Sampling Time" 11.09 .
Analysis No. 25670996
Parameter Unit Method of Analysism Result Standard”™
1. Coliform Bacteria ™" MPN/100 mL SM:9221 B <1.8” <L
) & P

2. Ecotf™ MPN/100 mL SM: 9221 F a2 lainuiise arvliwuide
Physical Appearance Sample 25670996 : veama el ifid Liflnznou Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23:'d Edition 2017
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[31: uam:amhumﬁ"uimmi#m\mﬁuuﬁ'mﬂfjﬁﬁmﬁmﬂz?ﬂan‘vu 1@t 2-250

[4] : HOAYBLAENMITTUTOY NBA. 17025-2561 HUNULAUNATOU 0548

5] : doyait 185 ungad

[6]: <18 =na32 linuaniitealiiniinged

I :}x-"}
\/\r o YA -
1 F aa ; Y'Y
HoenTigany ; .&E B30k ’('\D:\"’\)hg‘ Ho1iA - Npam) Iy ff:g
e hlsi¥ar! neadid UNEANIEINT MU
WnhienlfiiamsTins e drougquguarionfiiamsdinsied
1554581 G.24.2.087
ACCREDITED LABORATORY GLP/DIW 2550 BC&E
B wavt Foud aRiasd uausd Budiiieds Sl
visnUfuBashaTediandu
y s v oo JE
FM-QP-13/01 Rev.01 Fwnuiisusesramnziletied Iduminiu
Fuditlseanly 26 qanaw 2564 Hanhssa lldaasnudeyharuimmwizinsdiTaghildfueyapaiiuasdnuaisnys




BEST CHOICE

INEERING CO.,LTD.
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WATER ANALYSIS REPORT i 8/10
A w o o W o
Customer/Code U5 Tulumagifin Saoin S1ia/6N-003 Sampling Date” 15 Sy 2567
Customer Address 282 0. waznsil o, 1haea 0. neyf . gufin 83150 Receiving Date 16 Huaw 2567
Sampling Soiivce ATAVU (Main Kitchen) Analyzed Date 16-23 Tuau 2567
Sampling Method' VLN Report Date 25 flunnm 2567
Sampling By vaasadaa siiisml Report No. PKTG703077
1] 3 &
Sampling Name e
Sampling Time" .14 U,
Analysis No. 25671002
Parameter Unit Method of AnalysisnI Result Standard”
[3114] . i
1. Standurd Plate Count CFU/mL SM:9215B ATV LUNLITD <500
Physical Appearance Sample 25671002 : voumad lar lifid lifiazneu Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23" Edition 2017

121 YazmAnsens1agam AT NI 3470 (WA, 2549) (304 Formunnasgumaadusigammnsaning na
(won. 257-2549) a9Suft 6 nangIA 2549

131 uaﬂ'uamhumss"mmmﬁ'iumnﬁuuﬁ'aaﬂﬁu’”ﬁnﬁ’imswﬁmﬂw il 2-250

(4] : MENUBUN 1M FUTDA NBN. 17025-2561 MINUIAYNATOL 0548

(5] : Yoyai IaFuangni

Hoengwanu ; v\lh‘-’ﬁ%(}"ﬁ Tl ol : \%\;m’; {Z‘W”’VZ"”

W

wian sl neadid WA MU
wihiidonlfiidmsTinned vj’muaﬁtmﬁmﬂgnﬂmﬂm1:14
] <
RV 702085

ACCREDITED LABORATORY GLP/DIW 2550 o
& m
Faud wiidad waus tudiies ma

o &
YSun tuan
BT RAS BTN

Was \J-?

v ¥ 7 ) 3 g’
FM-QP-13/01 Rev.01 FuisyTewammzi 0619 Idsum iy

Fudilszmianld 26 qanau 2564 WunhmenulidaaesnderhduuuameuiasuTashildsvoyapadlumodaucisnys




e LTD,

‘U‘é“hﬁﬂ L'Llﬂ‘iﬂ 'ﬂﬁﬂﬂ Lﬂﬂﬁﬁé waun uaumuﬂsa Q'\ﬂﬁ
72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000
E-mail : bestchoice@outlook.co.th www.bestchoice.co.th
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WATER ANALYSIS REPORT Wi 3/10
Customer/Code v3n Tulunagifin Saein S1ia/6N-003 Sampling Date”" 1s i 2567
Customer Address 282 0. wiznsi a. thass e. nzny 9. Q&ﬁw 83150 Receiving Date 16 Tiunw 2567
Sampling Source” AFANYU (Main Kitchen) Analyzed Date 16-23 fiuay 2567
Sampling Method" uyudi Report Date 25 fhiaw 2567
Sampling By wnEIAAAAT TITTAY Report No. PKTG703077

X 1s1 24
Sampling Name Ay
Sampling Time" 11.14 Y.
Analysis No. 25670997
Parameter Unit Method of Am\lysis“l Result Standardul
1. Coliform Bacteria ™" MPN/100 mL SM:9221 B <1.8" <11
& )

2. Ecoli MPN/100 mL SM : 9221 F a579 linuike a3 liiwuide
Physical Appearance Sample 25670997 : vaumad lal T laifiagnou Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23rd Edition 2017
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Fax. (076) 391 222
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WATER ANALYSIS REPORT Wi 7/10
Customer/Code 1 TuTimagifin 3aein s1a/eN-003 Sampling Date" 25 WY 2567
Customer Address 282 0. wszundl o, thaes a. ﬂxﬁ 9. Qlﬁﬁ 83150 Receiving Date 26 WHYU 2567
4 ¥ <,
Sampling Source” 115840501 (31a19) Analyzed Date 26 IWHIBU - 6 HOBAIAN 2567
Sampling Method" s Report Date 7 WoHNIAL 2567
Sampling By wnaadam nitmi Report No. PKT6704130
) 51 ¥ 4
Sampling Name iy
Sampling Time" 1115 .
Analysis No. 25671559
Parameter Unit Method of Analysis' Result Standard”
i
1. Standard Plate Caunt[WJ CFU/mL SM:9215B a529 e <500

Physical Appearance

REMARK

doonsieau :

Sample 25671559 : younadla Tid lifinznou

Container Normal : PE 250 mL

[1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23"l Edition 2017
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BEST CHOICE
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Sampling Method"™ uvud Report Date 7 WOUMAY 2567
Sampling By WNATIAANT TIITAY Report No. PKT6704130
151 74
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Sampling Time' 115,
Analysis No. 25671554
Parameter Unit Method of Armlysislll Result Standard”
1. Coliform Bacteria " MPN/100 mL SM:9221 B <189 <11
.o 5

2. Bealt ™ MPN/100 mL SM: 9221 F 579 linwide a3 inude
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Sampling Method'" BT Report Date 7 WQHMIAY 2567
Sampling By uNEILadan sise Report No. PKT6704130
st fart
Sampling Name Hiny
Sampling Time" 111931,
Analysis No, 25671560
Parameter Unit Method of Analysism Result Standardm
£
i) ATNWULITD
1. Standard Plate Count CFU/mL SM:9215B <500
9000
Physical Appearance Sample 25671560 : younad la Tifid lailinznou Container Normal : PE 250 mL
REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23rd Edition 2017
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Customer Address 282 0. Wizu1sdl . vwmes o. ﬂzﬁ 3. Q109 83150 Receiving Date 26 1YY 2567
Sampling Source non¥ (Coffee House) Analyzed Date 26 INHI0U - 6 WOHNIAY 2567
Sampling Method"™ uuudae Report Date 7 WAL 2567
Sampling By’ UNENYAdAAT F1IA Report No. PRT6704130

is] % 4
Sampling Name Ay

15
Sampling Time 1119 4.
Analysis No. 25671555

. 1
Parameter Unit Method of Analysis[ ! Result © standard"
1. Coliform Bacterid " MPN/100 mL SM: 9221 B <159 L
Ly ;

2. Ecold™ MPN/100 mL SM: 9221 F a329 linuze a1 linmie
Physical Appearance Sample 25671555 : voumad e Lifid hiflnsnou Container Normal : PE 250 mL
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WATER ANALYSIS REPORT
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a v S o o, W
Customer/Code UTHN Tu’hmaqmﬂ Fa0Tn $19/6N-003 Sampling Date” 16 WauaIAu 2567

. \ 2
Customer Address 282 0. wizwnsl o, 1heed o. ﬂsﬁ’ 9. e 83150 Receiving Date 17 WOHATAN 2567

Sampling Sourccxs]

ATNNDI (Bakery)

Analyzed Date

17-25 WOHAAW 2567

Sampling Method"" TLAY Report Date 27 WOEMAN 2567
@ SR d

Sampling By WWaMadaat niial Report No. PKT6705103
151 A

Sampling Name 1y

Sampling Time 10.00 1.

Analysis No. 25671861

Parameter Unit Method of Annlysism Result Standardm

{
\. Standard Plate Count " CFU/mL SM:9215B a510 linuge <500
Physical Appearance Sample 25671861 : woumanle 1l ifingnou Container Normal : PE 250 mL

REMARK

[1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF,, 23"l Edition 2017
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WATER ANALYSIS REPORT wihfi 2710
Customer/Code 1 TuTamagifia Saedn T16a/6N-003 Sampling Date” 16 WABAINY 2567
Customer Address 282 0. wszsil a. 1hnes . n:ﬁ T Qlﬁ‘m 83150 Receiving Date 17 WO HAIAN 2567
Sampling Source’ ATUUINYT (Bakery) Analyzed Date 17-25 WeuMAY 2567
Sampling Method" LY Report Date 27 WQHMAY 2567
Sampling By wnameadam 51l Report No. PKT6705103

1s] ? A
Sampling Name Wiy
Sampling Time" 10.00 1
Analysis No. 25671856
Parameter Unit Method of AnalysislIl Result Standard”
1. Coliform Bacterid " MPN/100 mL SM:9221 B <18" 1
L ;

2. Ecoli™ MPN/100 mL SM:9221F a3123 hinuiie aslinuide
Physical Appearance Sample 25671856 : yoamadla 1ufiE hifinzneu Container Normal : PE 250 mL

REMARK

[1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23rd Edition 2017
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Customer/Code

Customer Address

Sampling Sourcc‘sl

uSen tudn 'n'ami munad waus taudifiese 9rnm
72/12 Moo 6, Sakdidat RD., Tambol Vichit, Aumphur Muangphuket, Phuket 83000

bestchoice@outlook.co.th www.bestchoice.co.th
Tel. (076) 391 320-2

Fax. (076) 391 222

WATER ANALYSIS REPORT

i 810

15 TuTunagifia Saodn $168/6N-003 Sampling Date"" 16 WOHAAY 2567

282 0. wazw1sil . 1haos o.ney 2. ufia §3150 Receiving Date 17 WOUMIAL 2567

ATUNU (Main Kitchen) Analyzed Date 17-25 WO HAAN 2567

Sampling Method'” MRIEEY] Report Date 27 WOHNNY 2567

Santpling By' wnamuadam 51i5mT Report No. PKT6705103
s 15} )

Sampling Name A

Sampling Time™ 10.02 14,

Analysis No. 25671862

Parameter Unit Method of Analysism Result Standard”

' &

1. Standard Plate Count™" CFU/mL SM: 9215 B a379 linuiie <500

Physical Appearance Sample 25671862 : veaunanla lifid hiflazneu Container Normal : PE 250 mL

REMARK [1]: Standard Methods for The Examination of Water and Wastewater, APHA, AWWA, WEF., 23"l Edition 2017
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X
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WATER ANALYSIS REPORT Wi 3410
Customer/Code w5 Tulamagifa Faoim 915/6N-003 Sampling Date™” 16 WU 2567
Customer Address 282 0. Wizu'ﬁﬁ . 1noe 0. n:vj’ Q. ngﬂ 83150 Receiving Date 17 W AN 2567
Sampling Source™" 52004 (Main Kitchen) Analyzed Date 1725 WQUAIAY 2567
Sampling Method" i Report Date 27 WO HAIA 2567
Sampling By waeadan 51iifal Report No, e

sl v 4
Sampling Name AN
Sampling Timem 10.02 1.
Analysis No. 25671857
Parameter Unit Method of Analysism Result Standard"”
1. Coliform I]arterz'nww MPN/100 mL SM:9221B < I.Sm <11
' & .

3, oot MPN/100 mL SM: 9221 F 329 linniye asaehiwunde

Physical Appearance

REMARK

Sample 25671857 : yaamanla hifid hifinznou Container Normal : PE 250 mL
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