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¥ ¥ % = United Analyst and Engineering Consuitant Co,, Ltd.

»
| 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com
o eememmareesrtre——om—— —————— - e : =———
ANALYSIS REPORT
PROJECT NAME : Aentanamnivuiadan tatasenassemRiidannasnislasduuaunlansnmvufoiagay
TA39n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ilssdh8 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
MEASURING PLACE : omatududitasonas
MEASURING TYPE : AMBIENT (AIR) RECEIVED DATE : JULY 30-31, 2024
MEASURING DATE : JULY 30-31, 2024 ANALYTICAL DATE  : JULY 30-31, 2024
MEASURING TIME :* ISSUE DATE : AUGUST 5, 2024
MEASURING METHOD  : NON-DISPERSIVE INFRARED DETECTION REPORT NO. : 2024-U071350
MEASURED BY : MR NOPPADON NIAMNIYOM WORK NO. 1 2023-006131
ANALYSIS NO. : T24AR104-0001
- RESULT (ppm) - o
[ - CARBON MONOXIDE
' TIME * [ amatuiuniiasens |
' JULY 30- 31, 2024 — —
T24AR104-0001
10:00-11:00 HOUR | - 088
11:00-12:00 HOUR B - 068 ]
12:00-13:00 HOUR | o 056 B T
"~ 13:00-14:00 HOUR o 0.57 B - |
14:00-15:00 HOUR | - 0.63 i |
15:00-16:00 HOUR | - N 057 - |
16:00-17:00 HOUR B - 077 - ) ]
17:00-18:00 HOUR | - o8 - '
| 18:0019:00 HOR | 1.07 B § _ B
19:00-20:00 HOUR | - 1.03 B l
20:00-21:00 HOUR B 093 ' ,'
21:00-22:00 HOUR | ] 16 - |
| 22:00-23:00 HOUR B - .07 - i
| 23:00-00:00 HOUR | - _ 117 -
00:00-01:00 HOUR B - 111 - - !
01:00-02:00 HOUR | 116 B ]
02000300 HOR | 1o ] o .'
03:00-04:00 HOKR | B 0.84 '
04:00-05:00 HOR | } 0.89 : |
05:00-06:00 HOLR - 0.84 _ - _ ‘
~ 06:00-07:00 HOUR _ 094
~ 07:00-08:00 HOUR B 119 -
| 08:0009:00 HOUR | B 14 B
09:00-10:00 HOUR | B 1.39

------------------ .

(MR SILA BANJONGIAIRUK)
LABORATORY SUPERVISOR

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
s THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

" 600 P O

- End of Analysis Report -

150 500125 CERTIFED
2Y 851 GROUP (THALLAND) CO.LTD.




AlA\S

United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

UNITED ANMYST D BNGRESTRS 11,0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

- —— — - - ——
ANALYSIS REPORT
PROJECT NAME + AATIRAAAMRILINADY uasmmnaaaumsﬂaﬂﬁmumaimsﬂaoﬁ'uuasumﬂuanssmué‘aumau
1A%9ns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1lsznf] 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhumn.b@gcphotels.com
MEASURING PLACE : avmetudfudinsons
MEASURING TYPE : AMBIENT (AIR) RECEIVED DATE : JULY 30-31, 2024
MEASURING DATE : JULY 30-31, 2024 ANALYTICALDATE  : JULY 30-31, 2024
MEASURING TIME P * ISSUE DATE : AUGUST 5, 2024
MEASURING METHOD  : CHEMILUMINESCENCE REPORT NO. : 2024-U071351
MEASURED BY : MR NOPPADON NIAMNIYOM WORK NO. : 2023006131
ANALYSIS NO. : T24AR104-0001
— [ T RESULT (ppm) o ]
— NITROGEN DIOXIDE o |
TIME * T aimatuiuiiasenys
o JULY 30- 31, 2024 el
| T24AR104-0001
| 10:00-11:00 HOUR 0.0124 |
| 1L00-12:00 HOWR | B 0.0115 '
12:00-13:00 HOUR T 00118 - -
13:00-14:00 HOUR | o 00128 j
~ 14:0015:00 HOUR | - - oo - B
15:00-16:00 HOLR | 00145 - - |
| 16:00-17:00 HOUR | - 0.0158 B
L 17:00-18:00 HOUR | - 0.0167 - -
| 18:00-19:00 HOUR - . oDpi78
| 19:00-20:00 HOUR | 0.0186 - |
| 20:00-21:00 HOUR N B 0.0184 B
| 21:00-22:00 HOUR 0.0175 - ]
| 22:00:23:00 HOUR o oo |
| 23:00-00:00 HOUR ) 0.0180 N
00:00-01:00 HOUR - - 0.0184 -
01:00-02:00 HOUR | _0.0176 .
02:00-03:00 HOUR B 0.0161
03:00-04:00 HOUR B ) 0.0141
04:00-05:00 HOUR - B 0.0127 )
05:00-06:00 HOUR B 0.0144 - —
06:00-07:00 HOUR ) 0.0162 _ B
| 07:00-08:00 HOUR _ - B 0.0186 - - ]
| 08:00-09:00 HOUR | } - 006y i
09:00-10:00 HOUR | B . 0.0150 |
Hid
(MR SILA BANJONGJAIRUK)
LABORATORY SUPERVISOR

150 90012015 CERTIFED

=R

150 001206 CERTIRED

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATO_R_Y.

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED. .
0 0 60 O

n

- End of Analysis Report -



R Val United Analyst and Engineering Consultant Co,, Ltd.
| L 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
g PN W
. ANALYSIS REPORT .
PROJECT NAME : aresdananRaadaY uatasasTaRauMRifiidannnesnsilasfunasualunanssnudowinday
TAsan17 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alsz31i 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail ; boonkhum.b@gcphotels.com
MEASURING PLACE : amatudfudiiasans
MEASURING TYPE : AMBIENT (AIR) RECEIVED DATE  : JULY 30-31, 2024
MEASURING DATE : JULY 30-31, 2024 ANALYTICAL DATE : JULY 30-31, 2024
MEASURING TIME ; * ISSUE DATE : AUGUST 5, 2024
MEASURING METHOD  : FLAME IONIZATION DETECTOR REPORT NO. : 2024-U071353
MEASURED BY : MR NOPPADON NIAMNIYOM WORK NO. : 2023-006131
ANALYSIS NO. : T24AR104-0001
- - RESULT (ppm)
DATE TIME * TOTAL HYDROCARBONS
- B - omatuiuiiasems
JULY 30 - 31, 2024 ~10:00-11:00 HOUR 1.66
T24AR104-0001 | 11:00-12:00 HOUR - 1.60 -
12:00-13:00 HOUR ) - 1.73 - ]
13:00-14:00 HOUR - 1.43 N
14:00-15:00 HOUR | 169 B
| 15001600 HOR | B 149
| 16:00-17:00 HOUR 201 R
17:00-18:00 HOUR | 1.70 L
_ 18:00-19:00 HOUR | . am -
| 19:00-20:00HOUR | 214 B
| 20:00-21:00 HOUR - 217
21:00-22:00 HOUR | - 1.83 o
[_ 22:0023:00 HOUR | 209 -
| 23:00-00:00 HOUR | 197 ]
00:00-01:00 HOUR - w70 -
. 01:00-02:00 HOUR B 204 -
02:00-03:00 HOUR 1% B
| 03:00-04:00 HOUR | B 10
| 04000500 HOUR | 210 ]
| 05:00-06:00 HOUR | 1.84
06:00-07:00 HOUR | ) -
07:00-08:00 HOUR - 2.09 -
08:00-09:00 HOUR | 235
| 09:00-10:00 HOUR 196 -
| AVERAGE 24 HOUR | 1.86

..................

bk om

wdbaetiamssieatsnsarTrensaunTrona s enatindis ey

(MR SILA BANJONGJAIRUK
LABORATORY SUPERVISOR

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

150 90012015 CERTIFED
150 MDOL206 CERVIRED
By

851 GROUP (THAILAND) CO«LW]

u A A

- End of Analysis Report -
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United Analyst and Engineering Consuitant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

ol Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsuitant.com E-mail; uae@uaeconsultant.com

.

PROJECT NAME

CUSTOMER NAME
ADDRESS

CONTACT INFORMATION

MEASURING PLACE
MEASURING TYPE
MEASURING DATE
MEASURING TIME

MEASURING METHOD

MEASURED BY

TIME # l[
|

10:00-11:00 HOUR |

11;00-12:00 HOUR

12:00-13:00 HOUR

13:00-14:00 HOUR

ANALYSIS REPORT

1n39n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 syt 2567

+ L&H HOTEL MANAGEMENT COMPANY LIMITED
- 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
< TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
: pmAluudiasems
: AMBIENT (AIR)

: JULY 30-31, 2024

. *

: UV FLUORESCENCE

: MR NOPPADON NIAMNIYOM

RECEIVED DATE
ANALYTICAL DATE
ISSUE DATE
REPORT NO.
WORK NO.

ANALYSIS NO.

RESULT (ppm)
SULPHUR DIOXIDE

mn-m‘_luiuﬁ‘ifsinﬁ
JULY 30 - 31, 2024

_ T24AR104-0001

0.0017

0.0017

0.0016

0.0018

| 14:00-15:00 HOUR

15 00—16 00 HOUR

16:00-17:00 HOUR

" 17:00-18:00 HOUR

18:00-19:00 HOUR

19:00-20:00 HOUR

20:00-21:00 HOUR
21:00-22:00 HOUR

0.0013
0.0017

0.0020

0.0019

Y

0.0020
0.0020
0.0020

: prImma TR waIInEaN ua"msnnaaaumsﬂﬁﬁﬁmummmiilaoﬁ'uua"uﬁ’hmnm"muﬂamnaau

1 JULY 30-31, 2024
: JULY 30-31, 2024
: AUGUST 5, 2024
: 2024-U071352

: 2023-006131

: T24AR104-0001

22:00-23:00 HOUR
23:00-00:00 HOUR
00:00-01:00 HOUR

01:00-02:00 HOUR

02:00-03:00 HOUR

03:00-04:00 HOUR

D4:00-05:00 HOUR |

05:00-06:00 HOUR

06:00-07:00 HOUR |

07:00-08:00 HOUR |
- 08:00-09:00 HOUR
09:00-10:00 HOUR

'AVERAGE 24 HOUR

150 900%:2015 CERVIFED
150 ¥00%20% CERTIAED

00018 )

© 0.0022

0.0019
0.0019

0.0021
00017
0.0021
0.0021

0.0019

0.0015
0.0022

0.0022
0.0019

...................................... aeRrsEYIertIsanIIILISIsaTONuTTS

(MR SILA BANJONGJAIRUK)
LABORATORY SUPERVISOR

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

- End of Analysis Report -
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United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

BLA-DSS
R U

NSC -TiS1-TIS 17025

. TEST!
Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING 0207 No. 02"6?,
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WASTEWATER RECEIVED DATE 2 JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE » JULY 3-12, 2024
SAMPLING TIME : 11:25 HOUR ISSUE DATE P JULY 19, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066499
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS AKSARIN BUNKONG ANALYSIS NO. : T24A0968-0001
| | RESuLT
PARAMETER UNIT METHOD OF ANALYSIS dorSusnn DETECTION
(sruniiia) LIMIT
| _ S | - | T24n0968-0001 )
‘ pH? - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 7.1(32°C) -
v ] - -E*BANDWGOB —
‘ BIOCHEMICAL OXYGEN DEMAND 2 mgiL MEVIBRANE ELECTRODE METHOD (SM: PART 5210B | 153 20
| ___|ANDPART 4500-0 G) S
' SUSPENDED SOLIDS 2 mg/L SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: PART 368 50
I - o | 2540 D) - 1 _
TOTAL DISSOLVED SOLIDS b mg/L. IN-HOUSE METHOD: UAE. TP.WAOQ.007 (TOTAL 420 2 '
DISSOLVED SOLIDS DRIED AT 103-105 °C); SM: PART [
. |2540C SR ~ R
SETTLEABLE SOLIDS © mlL IMHOFF CONE (SM: PART 2540 F) 04 04
RESIDUAL CHLORINE © | mglLcl, |MODIFIED DPD COLOURIMETRIC METHOD (AT SITE) ND 041
SULPHIDE® ma/L IODOMETRIC METHOD (SM: PART 4500-52 F) 31 o050 |
TOTAL KJELDAHL NITROGEN ® mgL | IN-HOUSE METHOD: UAE.TPWAS 001 (KJELDAHL 633 15
B - _ METHODY); SM: PART 4500-Norg C ‘
FAT, OIL AND GREASE* 2 mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD 7 ‘ 3
) |{8M: PART 5520 B) i B

ISO 90012015 (ERTIRED

=

SO 140012015 CERTRED

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

O O

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/2




SEDIMENT

= {nited Analyst and Engineering Consultant Co,, Lid.
. 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

A

TABORATORE AMKCREDIFATION

BLA-DS§

. NSC -TIS1-T 2 T
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com siESTsmslgzylo 5 LE_SOI,_:‘;(;
= M ' B ) T resmr [
PARAMETER UNIT METHOD OF ANALYSIS daldugnn DETECTION |
{(ssrunivla) LIMIT
= B R ___ | T2an09680001 |
MICROBIOCLOGY ‘
FAECAL COLIFORM BACTERIAD | MPN/A00 mL [ MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >60000 | 18
I | |PARTOo22iB,CANDE) D . N
COLIFORM BACTERIA P MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >160,000 18 ‘
| —— | |PART921BANDC) — — i -
| SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID ‘
BROWN
e == L I

a : ISQ/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
< . VERIFIED BY OWN LABCRATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE

SM

A

ND

< BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

. STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

: CUSTOMER INFORMATION

: NOT DETECTED.

!

iS50 90012015 CERTFRED
IS0 4001205 CERTIRED
B5! GROUP (THAILAND) CO,LTD.

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

* PRaIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

2/2 2024-U066499

- End of Analysis Report -



R Val United Analyst and Engineering Consultant Co,, Ltd.
Al
AV e 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

ANALYSIS REPORT

1LABORATORY AQCREDITATEO

\ BLADSS ’

NSC-TISI-TIS 17025  TESTING
TESTING 0207 No. 0063

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : ULY 3, 2024
SAMPLING DATE - JULY 3, 2024 ANALYTICAL DATE : JULY 3-11, 2024
SAMPLING TIME : 11:30 HOUR ISSUE DATE : JULY 19, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066501
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023006131
ANALYZED BY : MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24A0968-0002
" RESULT |
PARAMETER UNIT METHOD OF ANALYSIS fnhta DETECTION
(sanninia) LIMIT |
- | T2an096s-0002 | |
[y R ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 ‘ 75 (31°C) -
_ - ) | |-H* BAND 1060 B _ o
BIOCHEMICAL OXYGENDEMAND® | mglL  |MEMBRANE ELECTRODE METHOD (SM: PART 5210 B 66 20
_ _ i /AND PART4500-0G) i
SUSPENDED SOLIDS @ mglL | SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: PART 103 50
B - 2540 D) - . |
TOTAL DISSOLVED SOLIDS mgl  |IN-HOUSE METHOD: UAETP.WAO.007 (TOTAL 277 25
DISSOLVED SOLIDS DRIED AT 103-105 °C); SM: PART I.
2540 C o - '
SETTLEABLE SOLIDS © miL IMHOFF CONE {SM: PART 2540 F) <01 0.1
RESIDUAL CHLORINE © mglLCl, | MODIFIED DPD COLOURIMETRIC METHOD (AT STTE) | ND 01
SULPHIDE® "mglL | IODOMETRIC METHOD (SM: PART 4500-S% F) <050 050
TOTAL KJELDAHL NITROGEN® mgl_L IN-HOUSE METHOD: UAETP.WAS.001 (KJELDAHL. <LoQ 15
— METHOD); SM: PART 4500-Norg C ~
FAT, OIL AND GREASE © mgl | LQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD ND 3
|(SM: PART 5520 B) ] i ]

150 50012015 CERTHED
IS0 MOULX0B CERTIRED & THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1D.

BY BS| GROUP {THAILAND]} COLU

1/2

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMESSION BY THE LABORATORY.

0 0 0
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. LABORATORY ACCREDITATION
F. L {é\ J=" United Analyst and Engineering Consultant Co, Ltd. \ Q“j
. ll ™ A . B
3 S0i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, B.angkok10260 NSC-TISI-TIS 17025 TESTING
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com No. 0063
TESTING 0207
- T I - [_ RESULT | '
PARAMETER UNIT METHOD OF ANALYSIS dahta DETECTION
‘ (sanninla) LIMIT
,___________________|_T24A0968—°£2‘_
MICROBIOLOGY
FAECAL COLIFORM BACTERIAD | MPN/100 mLWMULTlPLEEE FERMENTATONTECHNIQUESM: | 1400 | 18
PAECALCOUFORMBACTERA® | "™ onsrazzrpomon | -
COLIFORM BACTERIA ® ] MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 2400 18
P R _ |PART9221BANDC) . — |
SAMPLE CONDITION ‘ | |
WATER'S COLOUR/TURBID YELLOW/TURBID
| SEDIMENT | EROVH | |

a ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; JSO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
< . VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

- BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWNWA, WEF, 24 "EDITION, 2023.

IN-HOUSE

SM . STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
ND : NOT DETECTED.

<LoQ - < LIMIT OF QUANTITATION (TOTAL KJELDAHL NITROGEN 2 15 AND < 5.0 mgl).

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

D So0iB CHITED o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY,
BY

1SO HOOL20% CERTIRED ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

BS1 GROUP (THALAND) CO,LTD. 202 2024-U066501

- End of Analysis Report -



) . ll_,‘ \\ I ‘

United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

NSC -TISI -TIS 17025

T

LABORATORY ACCREDTTATIO

\ BLA-DSS ’

. TESTIN
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING 0207 No.somg
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : JULY 3, 2024
SAMPLING DATE + JULY 3, 2024 ANALYTICAL DATE ¢ JULY 3-11, 2024
SAMPLING TIME : 11:35 HOUR ISSUE DATE : JULY 19, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066502
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24A0968-0003
| RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS raasiamawa |  STANDARD uMIT |
I - T24A0968-0003 ]
pH?® - ELECTROMETRIC METHOD (AT SITE) SM: 72 (30°C) 59 - '
B B | | PART 4500-H* B AND 1060 B
| BIOCHEMICAL OXYGEN DEMAND 2 mglL MEMBRANE ELECTRODE METHOD (SM: 72 <20 20 ‘
PART 5210 B AND PART 4500-O G) )
SUSPENDED SOLIDS @ mg/L SUSPENDED SOLIDS DRIED AT 103-105 °C 104 <30 50
_ i (SM: PART 2540 D) 1
TOTAL DISSOLVED SOLDS mg/L IN-HOUSE METHOD: UAETP.WAQ.007 263 500* 25
. (TOTAL DISSOLVED SOLIDS DRIED AT 103-
_ - . | 105°C); SM: PART 2540 C B ] | N
SETTLEABLE SOLIDS © ' miL IMHOFF CONE (SM: PART 2540 F) <0.1 <05 0.1
RESIDUAL CHLORINE © mgLCl, |MODIFIED DPD COLOURIMETRIC METHOD | ND . 01
.- B (AT SITE) B
SULPHIDE ® mglL IODOMETRIC METHOD (SM: PART 4500-* <050 <10 050
- . h . 1 _ o
TOTAL KJELDAHL NITROGEN ® mglL IN-HOUSE METHOD:; UAETP.WAS 001 <10Q <35 5 |
(KJELDAHL METHODY); SM: PART 4500-Norg
c
FAT, OIL AND GREASE ® mglL LIQUID-LIQUID, PARTITION-GRAVIMETRIC ND <20 3|
METHOD (SM: PART 5520 B) - - B

iSO 001205 CERTIRED

IS0 900T2015 CERTIRED
BY BS! GROUP (THAILAND) CO.LTD.

12

© PROHIBITED TO PARTIA_LLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

000 T



L5

LARORATORY MXREDITATION
BLA-DS5

L Pal United Analyst and Engineering Consultant Co., Ltd.

& g\ 3 Soi Udomsuk 41, Sukhumvit Road, Ban
: ] , Bangchak, Phrakhanong, Bangkok 10260
N - -
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com scTEgTSIIN é '2210.;025 LEOSTOI(;%%
| | L_RESU'_-T ‘ REGULATORY | DETECTION
PARAMETER | UNIT METHOD OF ANALYSIS vnamammwly | STANDARD LIMIT ‘

- - - - | T24A0968-0003 |

MICROBIOLOGY
FAECAL COLIFORM BACTERA® | MPN/I00mL |MULTIPLE-TUBE FERMENTATION
| TECHNIQUE (SM: PART 92218, CANDE) |

1300 ' : 18 _‘

T = =

| COLIFORM BACTERIA P | MPN/00mL | MULTIPLE-TUBE FERMENTATION 3300 | ] T B '|
I | | TECHNIQUE (SM:PART9221BANDC) | _ ] I
SAMPLE CONDITION ' '
WATER’S COLOUR/TURBID | YEWOW/TURBID | ‘
I ‘ BROWN |

SEDIMENT

s . [SO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIST)

b ; 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

¢ ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

INHOUSE : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023.

sM . STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF THE
MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE, VOL 122,
PART 125 D, DATED DECEMBER 29, 2005 AND VOL 139 SPECIAL PART 171D, DATED JULY 21,2022,

500* - PERMITTED EXCESS VALUE TO TOTAL DISSOLVED SOLIDS OF ACTUAL TAP WATER USED.
ND : NOT DETECTED.
<L0Q - < LIMIT OF QUANTITATION (TOTAL KJELDAHL NITROGEN 2 15AND < 50 mglL).

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY TH;.ABQRATORY.
.

150 500t205 CERTIRED
BY

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
2/2 2024-U066502

1SO W001206 CERTIRED
BS! GROUP {THAILAND) €O, L]

- End of Analysis Report -
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M ManAnm
3= United Analyst and Engineering Consultant Co,, Ltd. ',/\//,S\\\ \'::l
AN 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 SR
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ;ESJ'O%%
ANALYSIS REPORT
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SUPPLY RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-11, 2024
SAMPLING TIME + 11:40 HOUR ISSUE DATE - JULY 11, 2024
SAMPLING METHOD © : GRAB REPORT NO. | 2024-U063264
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24A0968-0009
' RESULT |
PARAMETER UNIT METHOD OF ANALYSIS WATER SUPPLY | DETECTION
| w T24A0968-0009 LIMIT
TOTALDISSOLVED SOLDS® | mglL | TOTAL DISSOLVED SOLIDS DRIED AT 180 °C (SM: 24 ‘ %
I | |eRTs0 _ | |
SAMPLE CONDITION '
WATER'S COLOUR/TURBID comngiEsseE, |
SEDIMENT - |

8 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

50 90012015 CERTIFED
150 UO01205 CERNBED

ﬁvum’mm)mm.

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 u'EDI'T'ION, 2023,

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.,

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED. ,
300 0 E 0

1/1

- End of Analysis Report -
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LABORATORY ACEREINTATKON

U mE United Analyst and Engineering Consultant Co,, Lid. N 4
e M e 3 5oi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 '
e e o Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com £-mail: uae@uaeconsultant.com NsiéTslTs:N-(?soz:);m Lisg%%

— = = TR

ANALYSIS REPORT
PROJECT NAME : frenafagumwianasau uarmanasaumnlifidmnnasnsilas funauiluuanssnuSinndon
Tasons GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usyénil 2567
CUSTOMER NAME 1 L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : beonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 .
SAMPLE TYPE : WASTEWATER RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE : AUGUST 14, 2024 ANALYTICAL DATE + AUGUST 14-22, 2024
SAMPLING TIME : 11:25 HOUR ISSUE DATE : AUGUST 27, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U078168
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS AKSARIN BUNKONG ANALYSIS NO. : T24AS365-0001
[ RESULT
PARAMETER UNIT METHOD OF ANALYSIS dudduanw DETECTION
{sruuimia) LIMIT
T24AS365-0001
' pH? - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 74 (31”C) -
-H* B AND 10608
BIOCHEMICAL OXYGEN DEMAND mg/L MEMBRANE ELECTRODE METHOD (SM: PART 5210 B 174 20
| AND PART 4500-O G) — . -
[ SUSPENDED SOUIDS ® mglL SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: PART 513 50
—— 2540 D)
TOTAL DISSOLVED SOUDS " mg/L IN-HOUSE METHOD: UAE.TP.WAC 007 (TOTAL 326 25
DISSOLVED SOLIDS DRIED AT 103-105 °C); SM: PART
2540C |
SETTLEABLE SOLIDS © mUL IMHOFF CONE (SM: PART 2540 F) 02 01
RESIDUAL CHLORINE © mg/L Cl, MODIFIED DPD COLOURIMETRIC METHOD (AT SITE) ND 0.1
SULPHIDE P _ mg/L IODOMETRIC METHOD (SM: PART 4500-5* F) 057 0.50
TOTAL KJELDAHL NITROGEN ® mg/L IN-HOUSE METHOD: UAE TP.WAS.001 (KJELDAHL 685 15
METHOD); SM: PART 4500-Norg C |
FAT, OlL AND GREASE* @ mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC METHCD | 4 3
(SM:PARTSS20B) - ) | ) )

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY,
1SO MO0T206 CERTIRED © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

= 72 0 R A O




Ej ﬁE United Analyst and Engineering Consultant Co,, Ltd.
“ 3 50i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Comsonmar counman ey Tel.D 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-

B

£ %

LABORATURY MCREITATIO!

\ BLA-DSS '

TESTING

h NSC-TiSI-TIS 17025
mail: uae@uaeconsultant.com e

TESTING 0207

B ) RESULT
PARAMETER UNIT METHOD OF ANALYSIS danlduanw DETECTION
(szuninia) LIMIT
= — | T24AS365-0001
MICROBIOLOGY
COLIFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >160,000 ETHEE
| S PART 92218 AND C) -
FAECAL COLIFORM BACTERIA © MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >160,000 18
B | PART 9221B, CAND E) -
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE  : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

sM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023.
N . CUSTOMER INFORMATION.
ND : NOT DETECTED.

.....................................................................

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

85! GROUP {THALAND) €O,

2/2

- End of Analysis Report -

50 5001308 CRTFED * PROHIBITED TO PARTIALLY C6PY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ IS0 UO0L20E CERTIED J ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
ay D,

2024-U078168



LSAC

United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

D

LABGRATORY MOCREDITATION

\ BLA-D8S '

I Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultant.com LS
TESTING 0207 o. 00
ANALYSIS REPORT
PROJECT NAME : Msenainaaawiowasay uazmmﬂaaaumsﬂﬁﬁ'ﬁmumasmsﬂaoﬁuuazun“tuuamzmuﬁauma‘au
1asens GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alsydngl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVTT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE : AUGUST 14, 2024 ANALYTICAL DATE : AUGUST 14-22, 2024
SAMPLING TIME : 11:20 HOUR ISSUE DATE : AUGUST 27, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U078169
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY + MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24AS365-0002
RESULT
PARAMETER UNIT METHOD OF ANALYSIS dodta DETECTION
(saumniuin) LIMIT
| - - T24AS365-0002
pH® - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 7.5 (30°C) -
-H*BAND 060B
BIOCHEMICAL OXYGEN DEMAND* © mg/L MEMBRANE ELECTRODE METHOD (SM: PART 5210 B 160 20
AND PART 4500-O G) -
SUSPENDED SOUDS 2 mg/L SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: PART 214 50
B - - 2540 D) ]
TOTAL DISSOLVED SOLIDS ® mg/L IN-HOUSE METHOD: UAE.TP.WAO.007 (TOTAL 306 25
DISSOLVED SOLIDS DRIED AT 103-105 °C); SM: PART
e . 2540 C -
SETTLEABLE SOLIDS °© mi/L IMHOFF CONE (SM: PART 2540 F) 07 0.1
RESIDUAL CHLORINE © | mg/L C|2 MODIFED DPD COLOURIMETRIC METHOD (AT SITE) ND 01
SULPHIDE® mglL | IODOMETRIC METHOD (SM: PART 4500-5* F) <050 050
;OTAL KJELDAHL NITROGEN® mg/L IN-HOUSE METHOD: UAE.TP.WAS 001 (KJELDAHL 246 15 j
n R | METHOD), SM: PART 4500-Norg C
FAT, OIL AND GREASE © mglL LIQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD ND 3
(SM: PART 5520 B) -

150 9001:2015 CERTIAED
1SO W001:201% CERTIAED

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVE

D.
12 1 0 A



3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consurant cowenny serer 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025

u AE United Analyst and Engineering Consultant Co,, Ltd.

£ 5\

LABGRATORY ACTREDITATION

\ BLA-DSS '

TESTING
TESTING 0207 No. 6063

[ [ RESULT | ,
PARAMETER UNIT METHOD OF ANALYSIS ot DETECTION |
{srunnla) LIMIT
_ - I T24AS365-0002
MICROBIOLOGY
COLIFORM BACTERIA P MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 790 [ s
] ~ |PART9221BANDC)
FAECAL COLIFORM BACTERIA b MPN/00mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 330 .|
| S |PART 62218, CAND ) B 4
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

2 ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

: BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

IN-HOUSE

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 YEDITION, 2023.
B : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(¢).

ND : NOT DETECTED.

Rl 5.

........... .o

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

[mmj

85! GROUP (THALAND) CO,LTD.

2/2

- End of Analysis Report -

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

2024-U078169



LSAC

United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

T

LABORATORY MUCREDIT ATHON

\ BLA-DSS ’

ENGRE - .
e couom cares Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsuftant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025 LESE':‘;
TESTING 0207 o. 006
ANALYSIS REPORT
PROJECT NAME : asesradananwiowiasay uazm‘ssmauaun'\-:ﬂﬁﬂﬁmumnsmsﬂaoﬁuuazunﬂunanszmuﬁomnn’an
1asan1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usdndl 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE ; EFFLUENT RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE : AUGUST 14, 2024 ANALYTICAL DATE : AUGUST 14-22, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : AUGUST 27, 2024
SAMPLING METHOD 1 GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U078170
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO, : 2023-006131
ANALYZED BY . MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24AS365-0003
RESULT | REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS sisasmqmumwl | STANDARD LImMIT
| T24AS365-0003
pH? - ELECTROMETRIC METHOD (AT SITE) SM: 786 (31C) 59 -
PART 4500-H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND** © mg/L MEMBRANE ELECTRODE METHOD (SM: %40 <20 20
| —— - . PART 5210 B AND PART 4500-O G) | S B |
SUSPENDED SOLIDS # mg/L SUSPENDED SOLIDS DRIED AT 103-105°C 184 <30 50
o B {SM: PART 2540 D) B L
TOTAL DISSOLVED SOUDS® mg/L iIN-HOUSE METHOD: UAETP.WAO.007 284 500* 25
(TOTAL DISSOLVED SOLIDS DRIED AT 103-
| 105 °C); SM: PART 2540 C
SETTLEABLE SOLIDS © mUL IMHOFF CONE (SM: PART 2540 F) | <0.1 <05 0.1
RESIDUAL CHLORINE © mglLCl, |MODIFIED DPD COLOURIMETRIC METHOD ND - 01
(AT SITE) 1l
SULPHIDE P mg/L IODOMETRIC METHOD (SM: PART 4500-5* <0.50 <10 0.50
R N R I ) L
TOTAL KJELDAHL NITROGEN ® mg/L IN-HOUSE METHOD: UAE.TP.WAS.001 242 <35 15
(KJELDAHL METHOD), SM: PART 4500-Norg
C
FAT, OIL AND GREASE ¢ mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC ND <20 3
METHOD (SM: PART 5520 B) |

150 9001:2015 CEXTIFED

(== )

12

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

L 1 A



£ 5

LABORATURY AQCREDITATION

Ej ! ag ' United Analyst and Engineering Consultant Co., Ltd. o\ B F
S 3 Sot Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuLTaNT oumany Lereo TE1O 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultant.com “s‘;‘sﬁ'u';'gz:);'""‘ _

e

| REsuLT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS vassvamanh | STANDARD LIMIT
‘ T24AS365-0003 |
MICROBIOLOGY
| COLIFORM BACTERIA b [ MPN/100mL | MULTIPLE-TUBE FERMENTATION | ag00 . 18
| TECHNIQUE (SM: PART S221BANDC) |
FAECAL COLIFORMBACTERIA® | MPN/100mL | MULTIPLE-TUBE FERMENTATION 3300 } 18
. ‘ TECHNIQUE (SM: PART 9221B, CAND E)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

a ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE  : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023,

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF THE
MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE, VOL 122,
PART 125 D, DATED DECEMBER 29, 2005 AND VOL 139 SPECIAL PART 171D, DATED JULY 21, 2022.

500" : PERMITTED EXCESS VALUE TO TOTAL DISSOLVED SOLIDS OF ACTUAL TAP WATER USED.
- : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(e).
ND : NOT DETECTED.

Rep 5.

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

15O 9001:2015 CERTIFED
HO0120T CERTIRED » THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
Y 351 GROUP (THMLANG) CO.LTD: 2/2 2024-U078170

- End of Analysis Report -
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LABORATORY ACCREDITATION

U AE United Analyst and Engineering Consultant Co, Ltd. s N\l
S A= 3 501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 it

ot reen counaary comren 21,0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uvae@uaeconsuitant.com :1?310%%

ANALYSIS REPORT
PROJECT NAME : MR ateAua M ILInEaN uazmsaﬂaﬁaun-m]ﬁﬂﬁmumnsmsﬂaar\’uua:un“luuammuiau‘ma‘au
1as9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alsesinT 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SUPPLY RECEIVED DATE 1 AUGUST 14, 2024
SAMPLING DATE : AUGUST 14, 2024 ANALYTICAL DATE : AUGUST 14-20, 2024
SAMPLING TIME : 11:30 HOUR ISSUE DATE : AUGUST 21, 2024
SAMPLING METHOD © : GRAB REPORT NO. : 2024-U076495
SAMPLING BY ¢ : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24AS365-0006

B ' o RESULT

PARAMETER UNIT METHOD OF ANALYSIS WATER SUPPLY DETECTION
T24AS365-0006 LIMIT

TOTAL DISSOLVED SOLIDS ® mgl | TOTALDISSOLVED SOLIDSDRIEDAT 180°C(SM: | 133 2%

| PART 2540 C) o I -
SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT - ‘

2 . ISQ/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (118D
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE {DSS)
© 1 VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 thEDI'I'ION, 2023.

M
e S
(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR
e « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
IS0 W00120% CERTIRED J © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
Lo n D 6 O R

- End of Analysis Report -
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United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Roead, Bangchak, Phrakhanong, Bangkok 10260

NSC -TISI-TIS 17025

£\

LABORVIORY AQCREDITATION

\ BLA-DSS '

TESTING

YET & .
consinn cowewer s Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant com TESTING 0207 Ne. 0063
ANALYSIS REPORT
PROJECT NAME ! MInnYiRguMWiwIagay warnsanadaumaliidanasnisilasfunasumenanssvudoninday
1a59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 syl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WASTEWATER RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-18, 2024
SAMPLING TIME : 10:40 HOUR ISSUE DATE : SEPTEMBER 19, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U087133
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24AU966-0001
' RESULT
PARAMETER UNIT METHOD OF ANALYSIS dalfuamn DETECTION
(ssnniula) | uMIT
- - T24AU966-0001 |
pH 2 - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 7.3(302°C) -
-H* B AND 1060 B —
BIOCHEMICAL OXYGEN DEMAND 2 mglL MEMBRANE ELECTRODE METHOD (SM: PART 5210 B 146 20
i o AND PART :1500-.0 G) o . -
TOTAL SUSPENDED SOLIDS @ mg/L TOTAL SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: 60.3 50
PART 2540 D)
TOTAL DISSOLVED SOLIDS mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 °C (SM: 316 25
o PART 2540 C) D S | N
SETTLEABLE SOLIDS ¢ mLAL IMHOFF CONE {SM: PART 2540 F) 15 0.1
RESIDUAL CHLORINE © mg/L Cl, MODIFIED DPD COLOURIMETRIC METHOD (AT SITE) - ND - 0.1 1
SULPHIDE ® mg/L IODOMETRIC METHOD {SM: PART 4500-S* F) <050 0.50
TOTAL KJELDAHL NITROGEN ® mglL IN-HOUSE METHOD: UAE.TPWAS 001 (KJELDAHL 708 15
B | METHODY), SM: PART 4500-Norg C o |
OIL AND GREASE ® mg/L UQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD 5 ' 3
(SM: PART 5520 B) B

150 90012015 CERTIFED
ISO MOOL20% CERTIRED
EY BSI GROUP (THAILAND) CO.LTD.

1/2

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

OO0 0



L‘ AE United Analyst and Engineering Consuitant Co,, Ltd.
- 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

T

LABORATORY MCREIRTATION

A\ BLA-DSS '

NSC-TISI-TIS 17025  TESTING

cowen et coum ueres TELO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: vae@uaeconsultantcom — peenue 4207 No. 0063
— T - RESULT
PARAMETER UNTT METHOD OF ANALYSIS dalduann DETECTION
(ssuminia) LIMIT
- | ) T24AU966-0001
MICROBIOLOGY
COLIFORM BACTERIA ® " MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >160,000 18
) |PART9221BANDC)
FAECAL COLIFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >160000 18
PART 9221B, CAND E) - |

SAMPLE CONDITION

WATER'S COLOUR/TURBID YELLOW/TURBID |
SEDIMENT BROWN |

. ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSI'ITUTE (TISI)
b . ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

- BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,

IN-HOUSE
M . STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023.
ND . NOT DETECTED.
" (MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR
o pre===1 ¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 150 Wo0120% CERTIFED ] « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
LY /RS1|GROUR (THARAND). CO.LTD. 22 2024-U087133

- End of Analysis Report -



3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

[r g QE United Analyst and Engineering Consultant Co,, Ltd.

T

LABORATORY ACCREDITATION

\ BLA-DSS ’

I | (SM: PART 5520 B)

conm T couensr e Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail uae@uaeconsultant.com NS(;E;‘TSIL‘; l: 2:);025 Lﬁszi,",‘g
ANALYSIS REPORT
PROJECT NAME : nMsanAtaaMnnAnnAEaY wasnIseTREauMsiiYAsmnnamsilasfuuarulunanseudowInsay
1n59n75 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ilssdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-18, 2024
SAMPLING TIME : 10:45 HOUR ISSUE DATE : SEPTEMBER 19, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U087135
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24AL966-0002
| RESULT |
PARAMETER | uNIT METHOD OF ANALYSIS Fahta DETECTION
j (sanninia) LIMIT
: | B T24AU966-0002
lpH2 ) ‘ ; ELECTROMETRIC METHOD (AT SHTE) SM: PART 4500 74(304°C) | -
) -H* B AND 1060 B - | |
BIOCHEMICAL OXYGEN DEMAND" © mglL MEMBRANE ELECTRODE METHOD (SM: PART 52108 78 I 20
1 AND PART 4500-O G) B |
TOTAL SUSPENDED SOLIDS ® mglL TOTAL SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: 120 50
PART 2540 D) B
TOTAL DISSOLVED SOLIDS ® mgl | TOTAL DISSOLVED SOLIDS DRIED AT 180 °C (SM: 262 %
PART 2540 C) B |
SETTLEABLE SOLIDS ¢ muL IMHOFF CONE (SM: PART 2540 F) <01 01
RESIDUAL CHLORINE © mglLCl, |MODIFIED DPD COLOURIMETRIC METHOD (AT SITE) | ND 01
SULPHIDE ® mgl  |IODOMETRIC METHOD (SM: PART 4500-S* F) <080 050 |
TOTAL KJELDAHL NITROGEN ® mgl | IN-HOUSE METHOD: UAETP.WAS.001(KJELDAHL 154 T
METHODY); SM: PART 4500-Norg C 1 |
|oILAND GREASE c mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD ND ' 3

=3

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

A A 0 A



£\

LABORATORY XIREIKTATION

Ei AE United Analyst and Engineering Consultant Co,, Ltd. \ M

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
UMITED APALYET AHD EHONETWG . NSC -TISI-TIS 17025  TESTING
R e o omes Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsutant.com  reerive 0207 No. 0063
o ~ meswr |
PARAMETER UNIT | METHOD OF ANALYSIS fnhta | DETECTION
(sruminia) LIMIT
| ! - ) - | T24aU966-0002
MICROBIOLOGY
| COLIFORM BAGTERIA MPNA00 ML | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 240 18
i PART 9221BANDC)
FAECAL COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 240 18
- - PART 92218, C AND E) - |
| SAMPLE CONDITION ]
WATER'S COLOUR/TURBID YELLOW/TURBID
| SEDIMENT BROWN

a ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (T1ISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE  : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
* - ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 52108 5(e).
ND : NOT DETECTED.

 Rppd S

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

..........

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

150 90012015 CERTIFED
150 MO01L20T CERTIAED « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY BSI GROUP (THAILAND) CO.LTD. 22

2024-U087135

- End of Analysis Report -
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LABORATORY M REDITATION

\ BlA-DSS '

" United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udamsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

NSC -TISL-TIS 17025

AA\S

] e i ) T
v oty ars  Tel.0 2763 2828 Fax 0 2763 2600 wwwuzeconsultant.com E-mall: uae@uaeconsultantcom '~ zzen it 1S ESO0CE
ANALYSIS REPORT
PROJECT NAME : nsanairquamdsunesan uarnsnnatsumsUiifmmnasmsilasfunssualunansenufonindan
1m5an17 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + EFFLUENT RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-18, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : SEPTEMBER 19, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U087138
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24AU966-0003
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS uoammamnmnh | STANDARD LIMIT
| i e - T24AU966-0003 - -
pH® - ELECTROMETRIC METHOD (AT SITE) SM: 70 (30.5°C) 5590 -
PART 4500-H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND* ¢ mglL MEMBRANE ELECTRODE METHOD (SM: 9.0 <20 20
PART 5210 B AND PART 4500-O G) | -
TOTAL SUSPENDED SOLIDS 2 mg/L TOTAL SUSPENDED SOLIDS DRIED AT 103- 131 <30 50
I 135 °C (SM: PART 25{!0 D) |
TOTAL DISSOLVED SOLIDS ® mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 278 < 1,000 % [
- N °C (SM: PART 2540 C) -
SETTLEABLE SOLIDS © mUL IMHOFF CONE (SM: PART 2540 F) 02 i 01
RESIDUALCHLORNE® | mgLClL |MODIFIED DPD COLOURIMETRIC METHOD | ND . 01
(AT SITE) -
SULPHIDE® | mg/L IODOMETRIC METHOD (SM: PART 4500-S* <050 <10 050
| F = = T R —
TOTAL KJELDAHL NITROGEN ® mg/l. IN-HOUSE METHOD: UAE.TP.WAS.001 142 <35 15 1
(KJELDAHL METHODY); SM: PART 4500-Norg |
Cc
Ol AND GREASE °© mg/L [ LIQUID-LIQUID, PARTITION-GRAVIMETRIC [ ND <20 3
| METHOD {SM: PART 5520 B) —

IS0 50012015 CERTIFED
150 14001205 CERTIRED
451 GROUP (THALAND) CO,LTD.

i

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LAB-ORATORY.

+ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
A0 A 0 0
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LABORNTORY MUREDFIATION

B AE United Analyst and Engineering Consultant Co,, Ltd. w

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

YNITED AALYST MDD L]

s teett cousnsr eren 11O 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

NSC-TISI-TIS 17025  TESTING

TESTING 0207 No. 0063
| | RESULT REGULATORY | DETECTION ‘
PARAMETER UNIT METHOD OF ANALYSIS vpasiaguunmi | STANDARD LIMIT
R o — T24AU966-0003 | w1
MICROBIOLOGY -
| COLIFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION | 490 | . T
TECHNIQUE (SM: PART 9221B AND C) | B B
| FAEGAL COLIFORM BACTERIA b MPN/00mL | MULTIPLE-TUBE FERMENTATION 490 - 18
. i | TECHNIQUE (SM: PART 9221B, C AND E) 1
SAMPLE CONDITION |
| WATER'S COLOUR/TURBID | YELLOW/TURBID
‘SEDIMENT ! BROWN

a ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISD)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© . VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

INHOUSE : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL. 141, PART 233 D, DATED AUGUST 27, 2024.
* - ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B.5(e).

ND : NOT DETECTED.

150 0012015 CERTIFED
1S0 H0OL205 CERVIRED
BY 851 GROUP (THAAND) CO,LTD.

.......................................................................

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

+ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

2/2 2024-U087138
- End of Analysis Report -



United Analyst and Engineering Consultant Co,, Ltd. %
3 50i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

\‘\\n‘ll’”/’

N 2
o~ \/
N Nty

7,
.

mm?xm Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ::ESJIO';%
ANALYSIS REPORT
PROJECT NAME 1 AsAnATRquMWEILIeNaN uRENeRARauMRl§TAMIBNassiasfuuatuilunanstudInaday
1asan7s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dsydnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . WATER SUPPLY RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-17, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE : SEPTEMBER 19, 2024
SAMPLING METHOD ¢ : GRAB REPORT NO. 1 2024-U087149
SAMPLING BY © ¢ MR SUKSAN BOONLEANG WORK NO. + 2023-006131
ANALYZED BY : MISS NAPAPORN KHUNNOKKHUM ANALYSIS NO. : T24AU866-0006
*___ [ - RESULT
‘ PARAMETER UNIT METHOD OF ANALYSIS " WATER SUPPLY DETECTION
T24AU966-0006 LIMIT
[ TOTAL DISSOLVED SOLIDS ® r_ngIL TOTAL DISSOLVED SOLIDS DRIED AT 180 °C (SM: 152 25
| _ |ParTaswc) R
iSAMPLE CONDITION o
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
‘SEDIMENT -

a. 1SO/IEC 17025 ACCREDITED
b . ISO/IEC 17025 ACCREDITED

BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
BY DEPARTMENT OF SCIENCE SERVICE (DSS)

¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

+STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 u‘EDl'I'ION, 2023,

SM
........... Tppt S
(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR
P~ ls; S « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 150 WOO1205 CERTHED ] * THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
o1 39 e sy o 11 A0 A O

- End of Analysis Report -
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LABORATORY MCREDITATKON

[j AE United Analyst and Engineering Consultant Co,, Ltd. ey

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 NEC-TiSH-TIS 17028 TESTING

UPNTED EEAMG
e vty e Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING 0207 No. 0063
ANALYSIS REPORT
PROJECT NAME : nsanRianmaniowInday uazmm‘naﬂaumsﬂﬁﬁﬁmumasmsﬁacﬁuua:uﬁ"lwanszwuﬁouma’au
TAT9nYs GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ulsvdil 2567
CUSTOMER NAME 1 L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE 1 WASTEWATER RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE : OCTOBER 2-9, 2024
SAMPLING TIME 1 11;20 HOUR ISSUE DATE : OCTOBER 17, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U096751
SAMPLING BY + MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARTYA THARAROM ANALYSIS NO, 1 T24AX077-0001
' | mesurr ‘ ]
DETECTION
PARAMETER UNIT METHOD OF ANALYSIS Anlusan LIMIT
{(sruininin)
I I T24AX077-0001
pH® - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 72 (31.#C) -
| _ -H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND 2 mg/L MEMBRANE B ECTRODE METHOD (SM: PART 5210 B 150 20
) AND PART 4500-O G)
TOTAL SUSPENDED SOLIDS 2 mg/L TOTAL SUSPENDED SOLIDS DRIED AT 103-105°C (SM: 482 50
PART 2540 D) o o ]
TOTAL DISSOLVED SOLIDS ® mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 °C (SM: 330 25
| L PART 2540 C)
SETTLEABLE SOLIDS © mUL ! IMHOFF CONE (SM: PART 2540 F) 02 0.1
RESIDUAL CHLORINE® mglLC, |MODIFIED DPD COLOURMETRIC METHOD (AT SITE) ND 01
SULPHIDE ® mg/L IODOMETRIC METHOD (SM: PART 4500-S% F) , 059 050
TOTAL KJELDAHL NITROGEN P mg/L | IN-HOUSE METHOD: UAE.TP.WAS 001 (KJELDAHL | 624 15
o B METHOD); SM: PART 4500-Norg C
OIL AND GREASE @ mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD 5 3
(SM: PART 5520 B) )

D Soo120E CEanED s PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ iSO WO0t20% CERTIAED « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
Y

15 e ey 172 0 00 A0 0 M




T

[ABORATORY MXREINEATUIN
E. ! m United Analyst and Engineering Consultant Co,, Ltd. A, 7" J
NS 3 801 Udomsuk 41, Sukhumvit Road, Bangehak, Phrakhanong, Bangkok 10260 '
consourr comemne cnares 1610 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com "sﬁ.ETs;slk; I32;;025 I,’f,szl,“.‘g
- - RESULT |
PARAMETER UNIT METHOD OF ANALYSIS dnfuanm | DEE%ON
(sruwinia)
T24AX077-0001 |
MICROBIOLOGY
COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM; | >160,000 18
PART 92218 AND C) - -
FAECAL COLIFORM BACTERIA P MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: >160,000 18
L _ PART 92218, C AND E)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE  : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

ND : NOT DETECTED.

Ryl S.

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

¢ PROHIBITED TO PARTIALLY COPY ANAI.YS;S REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

ISO 500L2015 CERTFED
SO WO012015 CERTIFED ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY BS! GROUP (THAILAND) COLLTD. 2/2 2024-U096751

- End of Analysis Report -
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LABORATORY MXREDITATION

L! AE United Analyst and Engineering Consultant Co,, Ltd. dn\ g

e e womaeny 3 S0l Udomsuk 41, Sukhurvit Road, Bangchak, Phrakhanong, Bangkok 10260 NSC-TISI-TIS 17025  TESTING
st anr oot uweren Tel0 2763 2828 Fax 0 2763 2800 www uaeconsultant.com E-mail: uae@uaeconsultantcom — traring 0207 No. 0063
ANALYSIS REPORT
PROJECT NAME i mssma’faammwﬁ'auma'au uasmmnaaanmwﬂﬁﬂﬁmumasmn‘]mﬂ‘uun::un"luuanszwua'euma“au
Tas3n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dsednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE 1 OCTOBER 2-9, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : OCTOBER 17, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U096752
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24AX077-0002
— S DETECTION
PARAMETER UNIT METHOD OF ANALYSIS duhla LIMIT
(ssuninia)
T24AX077-0002
pH? - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 6.7 (316°C) -
_ -H' B AND 1060 B -
BIOCHEMICAL OXYGEN DEMAND* © mg/L MEMBRANE ELECTRODE METHOD (SM: PART 5210 B 92 20
] | AND PART 4500-0 G)
TOTAL SUSPENDED SOLIDS mg/L TOTAL SUSPENDED SOLIDS DRIED AT 103-105 °C (SM: 269 5.0
PART 2540 D)
TOTAL DISSOLVED SOLIDS b mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 °C (SM: 256 25
B PART 2540 C) BRI |
SETTLEABLE SOLIDS © mis/L IMHOFF CONE (SM: PART 2540 F) <0.1 01
RESIDUAL CHLORINE © mglLCl, | MODIFIED DPD COLOURMETRIC METHOD (AT SITE) ND 1 o4
SULPHIDE ® mg/L IODOMETRIC METHOD (SM: PART 4500-S F) <050 0.50 :
TOTAL KJELDAHL NITROGEN® moL | IN-HOUSE METHOD: UAETP WAS.001 (KJELDAHL | 57 15 i
| . | METHOD); SM: PART 4500-Norg C | .
OIL AND GREASE °© mg/L | LIQUID-LIQUID, PARTITION-GRAVIMETRIC METHOD ) ND 3
, | (SM: PART 5520 B)

50 9002015 CERTIFED
S0 HO01.205 CERTIRED
a

851 GROUP (THAILAND) CO,LTD.

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY._
+ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED

12 O A



£\

LABORATORY ACCREDITATION

E E@é United Analyst and Engineering Consultant Co,, Ltd. gy

1 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 NSC-TISI-TIS 17025  TESTING
consTanT commany uawmen 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uze@uaeconsultant.com TESTING 0207 No. 0063

e — e —— e = —

[ ' RESULT
: DETE
PARAMETER UNIT METHOD OF ANALYSIS dahta LIﬁI?TON
(szuninle)

T24AX077-0002 -
MICROBIOLOGY
COLIFORM BACTERIA ® | MPN/DO ML | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 28,000 18

~ |PART9221BAND ©)
FAECAL COLIFORM BACTERIA © MPN/100 mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 2600 18
S PART 82218, C AND E) - ) |

SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

& : ISOfIEC 17025 ACCREDITED BY THAT INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE ~ : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
* : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(e).
ND : NOT DETECTED.

Bt 5

--------------------------------

LABORATORY SUPERVISOR

150 HOOL20% CERTIRED ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

[ = ] ¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
BY BSI GROUP (THAILAND) CO.,LTD. 2/2 2024-U096752

~ End of Analysis Report -
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LABORATURY MOCREDITATION

EA QE United Analyst and Engineering Consultant Co,, Ltd. N 4

3 Sol Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 NSC-TISI-TIS 17025  TESTING

WENTRG
‘;2";;",2‘.1"@‘2..« wos  Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultantcom  qeenine 0097 No. 0063
ANALYSIS REPORT
PROJECT NAME : psamatnaanmdswagay unsmsanaaaumsﬂﬁﬁﬁmummmsﬂaoﬁuuazuri‘luuanszwua'euma'an
TAs9n75 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sedngl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE ; EFFLUENT RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE + OCTOBER 2-9, 2024
SAMPLING TIME : 11:10 HOUR ISSUE DATE + OCTOBER 17, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U096753
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. ; 2023-006131
ANALYZED BY : MISS ARTYA THARAROM ANALYSIS NO. : T24AX%077-0003
gy — — — I
| RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS usasnqatmwih | STANDARD LImMIT
| T24AX077-0003
pH?® - ELECTROMETRIC METHOD (AT SITE) SM: 6.8 (314°C) 55-90 -
i ~ |PART 4500-H B AND 10608 )i ]
| BIOCHEMICAL OXYGEN DEMAND" J mg/L MEMBRANE EL ECTRODE METHOD (SM: 80 <20 20
| PART 5210 B AND PART 4500-O G} | -
| TOTAL SUSPENDED SOLIDS ® mg/lL TOTAL SUSPENDED SOLIDS DRIED AT 103- 244 <30 50
105 °C (SM: PART 2540 D) )
TOTAL DISSOLVED SOLIDS® mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 242 <1000 ' 25
! ) ] °C (SM: PART 2540 C) 1
| SETTLEABLE SOLIDS ° mifL IMHOFF CONE (SM: PART 2540 F) <01 - 01
REéIDUAL C_HLORINE . mglL Ci, MODIFIED DPD COLOURIMETRIC METHOD ND - 01
| (AT SITE) 1
-[ SULPHIDE® mg/L IODOMETRIC METHOD (SM: PART 4600-S* <050 <10 0.50
. i) : i -
| TOTAL KJELDAHL NITROGEN® mglL IN-HOUSE METHOD: UAE.TP.WAS.001 53 <35 15
| (KJELDAHL METHOD); SM: PART 4500-Norg
C
I OIL AND GREASE ¢ mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC ND <20 3
| METHOD (SM: PART 5520 B) |

150 90012015 CERTIFED » PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
BY .

150 W0012015 CERTIRED
BS1 GROUP (THARAND) CO.LTD.

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

172 0O A
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% LABORATORY ACCREDITATION

- Py i . . I D
i United Analyst and Engineering Consultant Co,, Ltd. o J
S - 3 S0i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
S coumm s Tell0 2763 2828 Fax 0 2763 2600 wwwuaeconsultant.com E-mail: iae@uaeconsultantcom " oot opor e voeg
' | RESULT | peguiatory | pETECTION
PARAMETER UNIT METHOD OF ANALYSIS aaTIRAMAWI STANDARD LIMIT
|_ 3 | o _ | 1'34“077-0003 | |
' MICROBIOLOGY |
| COLIFORM BACTERA® | MPN10OmL |MULTIPLETUBEFERMENTATON | 92000 | - 18
L | TECHNIQUE (SM: PART 92218 AND C) B _ |
| FAECAL COLIFORM BACTERIA ® MPN/10OmL | MULTIPLE-TUBE FERMENTATION 17,000 ) 18
| TECHNIQUE (SM: PART 92218,CANDE) | |
SAMPLE CONDITION |'
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI;
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE  : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
sM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF

THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED N THE ROYAL GOVERNMENT GAZETTE,

VOL 141, PART 233 D, DATED AUGUST 27, 2024.
- : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 52108 5(e).
ND : NOT DETECTED.

............. foppl S.

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
2/2 2024-U096753

- End of Analysis Report -

IS0 14001:20% CERTRED

= ¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY_TH_E LABORATORY.
BY 85! GROUP (THAILAND) COATD.




LABIRATORY MCREDITATION
[j &g United Analyst and Engineering Consultant Co,, Ltd. s
= 3 Soi Udomsuk 41, Sukhumyit Road, Bangchak, Phrakhanong, Bangkok 10260 I .J
UMITIED AMOL.VST . ENGINEEAING

B st e Te1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC -TISI-TIS 17025 TESYING

- TESTING 0207 Py
ANALYSIS REPORT
PROJECT NAME : psanataqamwiawnday uazmssm'-;ﬂaumﬂlﬁﬁﬁmummmsﬂaaﬁuna:un‘tunanwmuﬂmms{au
1A5an5 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 st3hil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WASTEWATER RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE : NOVEMBER 6, 2024 ANALYTICAL DATE : NOVEMBER 7-19, 2024
SAMPLING TIME : 10:40 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-1108991
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24BA051-0001
| :
RESULT LUMITOF |
PARAMETER UNIT METHOD OF ANALYSIS } DETECTION |oANTITATION
[LOTTERR LIMIT (LoQ)
{sauninia)
| N B | T24BA051-0001 | )
pH® - ELECTROMETRIC METHOD (AT SITE) SM: 68 (29.7°C) - ' -
PART 4500-H* B AND 1060 B |
i — PA L) 1 1
BIOCHEMICAL OXYGEN DEMAND * mgl | MEMBRANE ELECTRODE METHOD (SM: 174 - 20
| PART 5210 B AND PART 4500-C G) !
TOTAL SUSPENDED SOLIDS 2 mgl | TOTAL SUSPENDED SOLIDS DRIED AT 103- 455 ) ‘ 5.0
| 105 °C (SM: PART 2540 D) |
TOTAL DISSOLVED SOLIDS ® mgl. | TOTAL DISSOLVED SOLIDS DRIED AT 180 695 . 25
= _ i |°C (SM: PART 2540 C)
SETTLEABLE SOLIDS © mUL | IMHOFF CONE (SM: PART 2540 F) 05 0.1 -
RESIDUAL CHLORINE © " mglLCl, |MODIFIED DPD COLOURIMETRIC METHOD ND 0.1 -
- (AT SITE) )
SULPHIDE® [ mgl |IODOMETRIC METHOD (SM: PART 4500-5* 057 - 050
| F) | Il
TOTAL KJEL DAHL NITROGEN b mgl | IN-HOUSE METHOD: UAETP.WAS.001 59.4 15 50
(KJELDAHL METHODY); SM: PART 4500-Norg |
| Ic — _ 1 N —
OlL AND GREASE * | mglL |LIQUIDAIQUID, PARTITION-GRAVIMETRIC | 9 - ' 3 |
R METHOD (SM: PART 5520 B) _ |

50 SCOIDE CERTRED o PROHIBITED TO PARTIALLY COPﬁNALYSIS REPORT PRIOR TO \hiRI'I'I'EN PERMISSION BY THE LABORATORY.
[ 150 M00Y20% CERTIRED © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY

45 crte e o, 112 O A0
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United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkek 10260

T

LABORATORY MXREMTATION

\ $1.4-DSS ’

8 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED 8Y DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

ST
mﬁr% wwres  Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025 TESTING
S R TESTING 0207 No. 0063
B ) ) [ o | ResuLt LMIToF |
DETECTION
PARAMETER UNIT METHOD OF ANALYSIS o — it Qun:grqn)uou
{(sruminia)
- ) ) T24BA051-0001
MICROBIOLOGY
COLIFORM BACTERIA® MPN/100 mL| MULTIPLE-TUBE FERMENTATION >160,000 BT ;
B | TECHNIQUE (SM: PART 92218 AND C) o | .
FAECAL COLIFORM BACTERIA®  IMPN/100 mL| MULTIPLE-TUBE FERMENTATION >160,000 18 -
. - TECHNIQUE (SM: PART 9221B,CANDE) |
SAMPLE CONDITION |
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

: BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

2024-U108991

IN-HOUSE
M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023,
ND - NOT DETECTED.
(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR
150 500%:2015 CERTIFED
IS0 4001205 CERVHED » THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY BS| GROUP (THALAND) COLLYD. 2/2

- End of Analysis Report -
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LABCRATURY MYREDITATION

F "!' :( A 'F United Analyst and Engineering Consuitant Co,, Ltd. N 4
;mumw SR 3 50i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
T tonty aeo  Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultant.com NSC-TISI-TIS 17025 TESTING
TESTING 9207 No. 0063
—— e ——— e ——————— e ——— e e e SR
ANALYSIS REPORT
PROJECT NAME : MeanaTaqaamsuiasan uasmmnqﬂannvsdﬁﬁﬁmun’msnwﬂaaﬁuua:un“luuanszmuﬁbmm’au
1msan1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dszdnll 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE : NOVEMBER 6, 2024 ANALYTICAL DATE : NOVEMBER 7-19, 2024
SAMPLING TIME : 10:45 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U108993
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24BA051-0002
i : — i i = ——
RESULT LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS —— DETECTION |0aANTITATION
dunhts LIMIT | (LOQ)
[ | (srumninia)
_ o | T24BA051-0002 -
pH?2 - | ELECTROMETRIC METHOD (AT SITE) SM: 6.1(29.5°C) - -
[ 3 | PART 4500-H* B AND 1060 B
| BIOCHEMICAL OXYGEN DEMAND" ¢ myg/L | MEMBRANE BL.ECTRODE METHOD (SM: 106 - 20
| PART 5210 B AND PART 4500-O G) I - |
TOTAL SUSPENDED SOLIDS mgl | TOTAL SUSPENDED SOLIDS DRIED AT 103- 106 - 50
L = | 105 °C (SM: PART 2540 D) I e S— ]
TOTAL DISSOLVED SOLIDS ? mg/L | TOTAL DISSOLVED SOLIDS DRIED AT 180 265 - 25
| : | °C (SM: PART 2540 C) |
SETTLEABLE SOLIDS © J misL | IMHOFE CONE (SM: PART 2540 F) <0.1 ] 0.1 -
RESIDUAL CHLORINE® | mgLCl, | MODIFIED DPD COLOURIMETRIC METHOD ND 01 o
| (AT SITE) | . L |
SULPHIDE® ‘ mgl | IODOMETRIC METHOD (SM: PART 4500-8% <050 ' - 050 |
) | ) | N — — === = - _
TOTAL KJELDAHL NITROGEN ? | mgl IN-HOUSE METHOD: UAE.TP.WAS.001 <LOQ 15 50 ‘
| {KJELDAHL METHOD); SM: PART 4500-Norg
C
OIL AND GREASE © mglL | LIQUID-LIQUID, PARTITION-GRAVIMETRIC <3 - 3 ‘

| | METHOD (SM: PART 5520 B)

e WOIE0E CTERD  PROHIBITED 70 PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABOR;\T_ORY.
[ (SO WOCL20% CERTIRED ¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
2
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LABGRATORY MICREDITATION

PARAMETER

MICROBIOLOGY
COLIFORM BACTERIA ®

FAECAL COLIFORM BACTERIA ®

SAMPLE CONDITION
WATER'S COLCUR/TURBID

|' ﬂ;’f}_\i& United Analyst and Engineering Consultant Co,, Ltd. @/
“;m;: WL- ~ 3501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuTavr courney waven T2L0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025 TESTING
seeiegtemel S TESTING 0207~ No- 0083
[  RESULT [ ummor |
UNIT METHOD OF ANALYSIS m}hui"! DE'{fﬁ{}f" QUANTITATION
(sruninda) (toQ)
- - T24BA051-0002 Nl | ) |
) o |
MPN/100 mL | MULTIPLE-TUBE FERMENTATION 3400 ' 18 ' -
_ TECHNIQUE (SM: PART 9221B AND C) 3
MPN/100 ml.| MULTIPLE-TUBE FERMENTATION 1500 18 -
R TECHNIQUE (SM: PART 9221B, C AND E) B
YELLOW/TURBID
BROWN

SEDIMENT

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

: BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 ®EDITION, 2023.

IN-HOUSE

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023.
* : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(e).

ND : NOT DETECTED.

<10Q : < UMIT OF QUANTITATION (TOTAL KJELDAHL NITROGEN 2 1.5 AND < 5.0 mgh.).

Re 5

vessseass LT R T L P T T T P PR P T YT TLY PYVRTY Y PYSNTLTIITS

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

L o ———— J

851 GROUP (THAILAND) €OLLYD.

® PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

* THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
2/2 2024-U108993

- End of Analysis Report -



United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

£ 5\

TABORATORY MICREINTATRON

BLA-DSS
%

LAITED ADIAL YST AND BHOINEENNG
e e ey Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsuitant.com NSC-TISI-TIS 17025 TESTING
TESTING 0207 No. 0063
ANALYSIS REPORT
PROJECT NAME : MAIRSRAGINWAILIARDY uasmmnaaaumsﬂﬁﬂﬁmums\smiﬂmﬁuuazun"‘lwansmuﬁou‘mﬁau
1A59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 iszdn9) 2567
CUSTOMER NAME . L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE  EFFLUENT RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE : NOVEMBER 6, 2024 ANALYTICAL DATE : NOVEMBER 7-19, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U108994
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. ;1 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24BA051-0003
il - T  RESULT [ | | usror
PARAMETER UNIT METHOD OF ANALYSIS —| REGULATORY | DETECTION
tosssammwh | sTanpaRD | LiMrr | QUANTITATION
- - | T24BA051-0003 | (LoqQ)
pH® - ELECTROMETRIC METHOD (AT SITE) SM: 6.1(206°C) 5590 - .
PART 4500-H* B AND 1060 B | | |
BIOCHEMICAL OXYGEN DEMAND* mg/L MEMBRANE ELECTRODE METHOD (SM: 100 ‘ <20 - 20
c PART 5210 B AND PART 4500-0 G)
TOTAL SUSPENDED SOLIDS mgh. | TOTAL SUSPENDED SOLIDS DRIED AT 109 <30 50
103-105 °C {SM: PART 2540 D)
TOTAL DISSOLVED SOLIDS® mgll | TOTAL DISSOLVED SOLIDS DRIED AT 271 <1000 i 25
| 180 *C (SM: PART 2540 C) - N
SETTLEABLE SOLIDS © miL | IMHOFF CONE (SM: PART 2540 F) <01 . 04 .
RESIDUAL CHLORINE ¢ | mgLc, |MODIFIED DPD COLOURIMETRIC WD . 0.1 -
| o - | METHOD (AT SITE) _ |
SULPHIDE ® mgl | IODOMETRIC METHOD (SM: PART 4500 <050 <10 R 050
- | |-8*F) I
TOTALKJELDAHLNITROGEN® |  mglL | IN-HOUSE METHOD: UAE.TPWAS.001 55 <35 15 50
| (KJELDAHL METHOD); SM: PART
[ _ | |4500-NorgC -
OIL AND GREASE © mg/L LiIQUID-LIQUID, <3 <20 - 3
PARTITION-GRAVIMETRIC METHOD (SM:
PART 5520 B) L ]

f

150 9002015 CERTIFED
ISO KOOt20%6 CERTIRED
851 GROUP (THAILAND) CO,LTO.

o PROHIBITED TO PARTIALLY copY Al_!ALYSIS REPORT PRIOR TO WRITTEN PERMISSI(_)N BY THE LABORATORY.

1 0

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/2
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\ LABORATORY ACCREDITATIN

u{j'_ (E =" United Analyst and Engineering Consultant Co., Ltd. N 4
memm SRR 3 50i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consu. 1wt cowrare o TELO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail; uae@uaeconsultantcom NSC-TISI-TIS 17025 TESTING

i TESTING 0207 Hio. 0083

PARAMETER onrr | METHOD OF ANALYSIS RESULT ] REGULATORY | DETE;TION LIMIT OF

vaassamatwh STANDARD | LIMIT |QUANTITATION
- | T24BA051-0003 | | (LoQ)
MICROBIOLOGY
COUFORMBACTERIA® | MPN/I0OmL | MULTIPLE-TUBE FERMENTATION 7900 - 18 I -
| TECHNIQUE (SM: PART 92218 AND C) ] ,
FAECAL COLIFORM BACTERIA® | MPN/00 mL | MULTIPLE-TUBE FERMENTATION 940 - 18 B
TECHNIQUE (SM: PART 92218, C AND E) | |

SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

8 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

® : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

IN-HOUSE ~ : BASED ON STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

‘ : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(e).

ND 1 NOT DETECTED.

.......................................................................

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

1SO 40012015 CERTIFED © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

%5 » PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
8Y $51 GROUP (THAILAND) COLTD.
2/2 2024-U108994

- End of Analysis Report -



United Analyst and Engineering Consultant Co., Ltd.

A 3 Soi Udomsuk 41, Sukhurvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025  TESTING

_ TESTING 0207 Na. 0063
ANALYSIS REPORT
PROJECT NAME : penaianuuiswnsan uasmmnaaaumsﬂﬁﬂ’ﬁmummmsﬂaaﬁuuazun“lﬂnanwnu&omaﬁan
1a3sms GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1sedntl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS © 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WASTEWATER RECEIVED DATE ; DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-19, 2024
SAMPLING TIME : 11:20 HOUR ISSUE DATE : DECEMBER 20, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U119995
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24BC692-0001
[ m—g— | . . s | ReswT | | uMIToF
PARAMETER UNIT METHOD OF ANALYSIS — | DETECTION |oANTITATION
| dfuamn LIMIT (LOQ)
{(snnnhila)
S — S | tasmcesze00r | |
pH? - ELECTROMETRIC METHOD (AT SITE) SM: 74 (30.8°C) - -
| | PART 4500-H* B AND W060B - ]
BIOCHEMICAL OXYGEN DEMAND # mgl | MEMBRANE ELECTRODE METHOD (SM: 942 - 20 '
o i PART 5210 B AND PART 4500-O G) I _ ) i |
TOTAL SUSPENDED SOLIDS ® mg/lL TOTAL SUSPENDED SOLIDS DRIED AT 103- 492 - 50
- e 105°C (SM.PART 2540D) | | B | |
TOTAL DISSOLVED SOLIDS ] mg/L. TOTAL DISSOLVED SOLIDS DRIED AT 180 318 - 25 |
| | |°C(SMPART2540C) P - I
SETTLEABLE SOLIDS © mLit IMHOFF CONE (SM: PART 2540 F) 07 01 - |
RESIDUAL CHLORINE © mglL. Cl, |MODIFED DPD COLOURIMETRIC METHOD ND 01 - i
[ (— 1K1 E S | [ S
SULPHIDE ® mgll | IODOMETRIC METHOD (SM: PART 4500-5* <050 - 050
e T, | N, S —— | S—
TOTAL KJELDAHL NITROGEN b mg/lL IN-HOUSE METHOD: UAETP.WAS.001 623 15 5.0 |
(KJELDAHL METHOD), SM: PART 4500-Norg
S — | |- SE—— | |
1 — T |
OIL AND GREASE 2 | mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC 4 - 3 |
| |METHOD(SM:PART 5520B) S SR === | S

= B _QPROHIBITEDE PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSI_ON BY THE LARORATORY.
TDJ

15¢C! 90012015 CERTIFED
150 001208 CERTIRED
EY¥ BSI GROUP (THALAND) CO.L1

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

12 R0 O O




£

LABORATORY ACGREDATATIC

\ BLA-DSS ’

NSC-TISI-TIS 17025  TESTING
TESTING 0207 No. 0063

¥ /% = United Analyst and Engineering Consultant Co,, Ltd.

| RESULT | LIMIT OF
PARAMETER ‘ UNIT ‘ METHOD OF ANALYSIS —| DETECTION | ayaANTITATION
. dnldusinw LIMIT (LOQ)
‘ (srumninia) |

| — | - - | T24BC692-0001 | .

MICROBIOLOGY

COLIFORM BACTERIA ® MPN/100 mL| MULTIPLE-TUBE FERMENTATION [ swom00 | 18 3

. | |TECHNIQUE (SM:PART9221BANDC) — .
FAECAL COLIFORM BACTERIA P MPN/100 mi| MULTIPLE-TUBE FERMENTATION ‘ >160,000 18 -
______ TECHNIQUE (SM: PART 92218, CANDE) | _

SAMPLE CONDITION | '

WATER'S COLOUR/TURBID YELLOW/TURBID
| SEDIMENT BROWN
2 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : JSO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

ND : NOT DETECTED.

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR
g o BIotan CHTFRD . PROHIBI.TED_ TO PARTIALLY COPY ANALYSIS REPOI;T PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
IS0 W00V20 CERTIHED © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
£ B9 cRow QD AT 2/2 2024-U119995

- End of Analysis Report -
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LABORATORY ACCREIVTATION

w

United Analyst and Engineering Consultant Co,, Ltd.

B |
-—m
: 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ;
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025  TESTING
TESTING 0207 No. 0063
ANALYSIS REPORT
PROJECT NAME : msanafmmmwﬁomma‘au ua:msa-naaa:un'm]ﬁﬂ’ﬁmnmnsmiﬂmﬁ“uuﬂsun“‘iuuanszwua'ouma“au
1as9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dsvdnil 2567
CUSTOMER NAME - L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE - GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . EFFLUENT RECEIVED DATE : DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-16, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE + DECEMBER 20, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U119996
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24BC692-0002
_ A= = —c : - . I =it _ -
RESULT LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS T RSO | DETECTION gyanTrvaTION
dorfrte LIMIT (L0Q)
‘ (sxuninvia) |
- - - ) | N | T24BC692-0002 | | .
pH? - | BLECTROMETRIC METHOD (AT STTE) SM: 6.8 (30.7°C) - N
[ S | | PART 4500-H* BAND 1060B - = - S
BIOCHEMICAL OXYGEN DEMAND*® | mgiL | MEMBRANE ELECTRODE METHOD (SM: "7 - 20
R | |PART520BANDPART4500-0G) | L 4' I
TOTAL SUSPENDED SCLIDS ® mg/L TOTAL SUSPENDED SOLIDS DRIED AT 103- 217 - 50
R e 05°C(SM:PART2540D) | . - |
| TOTAL DISSOLVED SOLIDS ® mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 328 - 25 |
| = S |°C(SM:PART2540C) | o
SETTLEABLE SOUDS © mL/L IMHOFF CONE (SM: PART 2540 F) <01 0.1 -
- P b S — = — I
| RESIDUAL CHLORINE °© mgl.Cl, |MODIFED DPD COLOURIMETRIC METHOD | ND 0.1 -
R S )11 5 — B
LSULPHDE b mg/L IODOMETRIC METHOD (SM: PART 4500-8* | <050 - 0.50
[ N Ly S — —_— - |
| ToTAL KJELDAHL NITROGEN £ mg/L IN-HOUSE METHOD:; UAE.TP.WAS.001 ‘ <LOQ 15 50
(KJELDAHL METHOD); SM: PART 4500-Narg
C
OIL AND GREASE 2 ' mg/L LIQUID-LIQUID, PARTITION-GRAVIMETRIC ‘> <3 - 3

_ |METHOD (SMPARTS55208) : | N S—

— + PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABGRATORY.
150 MIOL2O'S CERTIRED « THES ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY

= 112 00 A




P (._' . =" United Analyst and Engineering Consultant Co., Ltd.

T

LABORATORY ACCREDITATIO!

\  BLA-DSS '

E-mail: NSC -TISI-TIS 17025  TESTING
TESTING 0207 No. 0063
- I | reswt |, LUMITOF |
PARAMETER UNIT | METHOD OF ANALYSIS —— DETECTION | o;ANTITATION
danhias LIMIT (LOQ)
{(szuminla)
; _‘ | T24BC692-0002 -
MICROBIOLOGY :
;COUFORM BACTERIA® MPN/100 mL| MULTIPLE-TUBE FERMENTATION 7.900 ' 8 | .
, i _ TECHNIQUE (SM: PART 92218 AND C) i ) B
FAECAL COLIFORM BACTERIA [MPN/100 mL. | MULTIPLE-TUBE FERMENTATION 4,900 18 -
| TECHNIQUE (SM: PART 9221B, C AND E) B |
SAMPLE CONDITION ‘
| WATER'S COLOUR/TURBID YELLOW/TURBID |
| SEDIMENT BROWN

2 : 1SO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

*

ND
<10Q

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

i

S0 9001201 CERTIFED
iSO M001L20E CERTIHED
BS! GROUP {THARAND) CO,LTD.

2/2

- End of Analysis Report -

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "eprTION , 2023,

: ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(¢).
: NOT DETECTED.
:< LIMIT OF QUANTITATION (TOTAL KJELDAHL NITROGEN 2 1.5 AND < 50 mg/L).

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

2024-U119996



= United Analyst and Engineering Consultant Co., Ltd.

A\ [ 4 A
=\ 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuLTANT cowpay Limrep TELO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.co

m NSC-TISI-TIS 17025  TESTING
TESTING 0207 No. 0063

ANALYSIS REPORT
PROJECT NAME : penaTaqauwdswiagan uazmsnnaaaumsﬂaﬂﬁmumasmiﬂaoﬁuumuﬂ"h:ﬂanswmﬁ'au.'ma’au
{ns9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : EFFLUENT RECEIVED DATE : DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-16, 2024
SAMPLING TIME : 11:10 HOUR ISSUE DATE : DECEMBER 20, 2024
SAMPLING METHOD : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U119997
SAMPLING BY : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ARIYA THARAROM ANALYSIS NO. : T24BC692-0003
) — | T ] o l RESULT [ — 1 ] '-__qur o; |
PARAMETER UNIT METHOD OF ANALYSIS r === { REGULATORY | DETECTION |
dnasnpami STANDARD LIMIT  |QUANTIT. ATION
R | T24BC692-0003 R _\ (o
pH?® - ELECTROMETRIC METHOD (AT SITE) SM: 6.8 (305°C) 5590 - -
| - [ PART 4500-H* B AND 1060 B | | | .
BIOCHEMICAL OXYGEN DEMAND*|  mglL MEMBRANE ELECTRODE METHGD (SM: | 86 . <20 - ' 20
c PART 5210 B AND PART 4500-0 G} |
TOTAL SUSPENDED SOLIDS ® mg/l. TOTAL SUSPENDED SOUDS DRIED AT ' 1.6 <30 - 50
| 103-105 °C (SM: PART 2540 D)
TOTAL DISSOLVED SOUDS ® mg/L. TOTAL DISSOLVED SOLIDS DRIED AT | 294 <1000 - ‘ 25
-  [180°C(SM:PART2540C) - I D ) | -
| sETMEABLE SOLIDS © mUL IMHOFF CONE (SM: PART 2540 F) <0.1 - 0.4 | 5
| RESIDM JAL CHLORINE ° T u,— MODIFIED DPD COLOURMETRIC = I - e | -
L L |METHOD(AT SITE) 1 _ ]
| SULPHIDE ® mglL | JODOMETRIC METHOD (SM: PART 4500 <050 <10 - 0.50 |
I S L B . | | || ——
TOTAL KJELDAHL NITROGEN® mglL IN-HOUSE METHOD: UAETPWAS001 <L0Q <35 15 50
(KJELDAHL METHOD); SM: PART
S | |4s0ONogc L L = SR
OlL AND GREASE® mg/L UQUID-LIQUID, <3 <20 - | 3
PARTITION-GRAVIMETRIC METHOD (SM:
PART55208) i I I B |

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO RITTEN PERMISSION BY THE LﬂORATOR*.
m‘j

150 900125 CERTIFED
150 MOC12015 CERNAED
sy

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

112 0 0 O

85 GROUP {THALAND) €O, U




. . N . A N LABORATORY ADCREDITATION
Al United Analyst and Engineering Consultant Co,, Ltd. T \ =
2828 NSC -TISL-TIS 17025  TESTING
No. 0063
TESTING 0207
o ' l o - " resuT | [ o
PARAMETER UNIT METHOD OF ANALYSIS — — REGULATORY | DETECTION | LIMITOF
arsnquaai QUANTITATION
| STANDARD LIMIT
- | | - T24BC692-0003 | : (LoQ)
[ MICROBIOLOGY
[ - _ i - — . o _
COLIFORM BACTERIA ® MPN/00 mL | MULTIPLE-TUBE FERMENTATION 4900 R 18 -
_ S | |TECHNIQUE(SM:PART9221BANDC) | |
FAECAL COLIFORM BACTERIAD | MPN/100mL | MULTIPLE-TUBE FERMENTATION 1300 - 18 i
- B | TECHNIQUE (SM: PART 92218, C AND E)
| SAMPLE CONDITION
| WATER'S COLOUR/TURBID YELLOW/TURBID
| SEDIMENT BROWN

a : ISOfIEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
< : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,

VOL 141, PART 233 D, DATED AUGUST 27, 2024.

* : ADDITION OF NITRIFICATION INHIBITION (TCMP) FOLLOW TO THE SM: 5210B 5(e).
ND : NOT DETECTED.
<LOQ : < LUMIT OF QUANTITATION (TOTAL KJELDAHL NITROGEN 2 1.5 AND < 5.0 mg/L).

(MRS PIYAPAT SUTTAMANUTWONG)
LABORATORY SUPERVISOR

— [] PROHIBITEI_) TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

150 90012015 CERTIFED
IS0 WDO1:2015 CERVIRED o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY BSI GROUP (THAILAND) €O,LTD.
2/2 2024-U1199957

- End of Analysis Report -
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LABORATORY ACCREDITATIO
- r sa— . . . z A m——— BLA-DSS
\ t‘11 r LVE United Analyst and Engineering Consultant Co,, Ltd. z,,,//,\%\\\s \ ,
~ . | . . . Drafpa™
b VAR 3 50j Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkek 10260 i
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com :lgsgggg
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : COOLING TOWER OF GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : COOLING WATER RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-14, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD °© : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066503
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24A0968-0004
RESULT
PARAMETER UNIT METHOD OF ANALYSIS sebudanairnn DETECTION
- ] T24A0968-0004 LIMIT
pH® - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 79 (30°C) - i
. |-H* B AND 1060 B 3
RESIDUAL CHLORINE © | mgl. Cl, | MODIFIED DPD COLOURIMETRIC METHOD (AT SITE) 02 0.1
'l MICROBIOLOGY
COLIFORM BACTERIA P MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: <18 18
| PART 92218 AND C)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT WHITE
2 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

B5) GROUP (THAILAND) COLL

@ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/1

- End of Analysis Report -

o PROHIBITED TO PARTIALLY COPY ANALYSIS REFORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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United Analyst and Engineering Consultant Co,, Ltd.

. 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel 0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com
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ISO/IEC 17025

Accreditation No. 1349/65

ANALYSIS REPORT
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum,b@gcphotels.com
SAMPLING SOURCE - COOLING TOWER OF GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : COOLING WATER RECEIVED DATE : JULY 3, 2024
SAMPLING DATE 1 JULY 3, 2024 ANALYTICAL DATE 1 JULY 3-14, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 20240066644
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24A0968-0004
[ RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS ambudngrsiuy | STANDARD LIMIT
_ | | T24A0968-0004
MICROBICLOGY '
Legionella spp. J|_c:|=un_ ISO 117312017-05 (E) o TNOT DETECTED | NOT DETECTED 100
SAMPLE CONDITION '
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
| SEDIMENT ‘
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : ANNOUNCEMENT OF THE DEPARTMENT OF HEALTH (THAILAND), PRACTICE FOR THE CONTROL OF LEGIONELLA

BACTERIA IN COOLING TOWERS, JANUARY 2001,

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 90012015 CERTIFED

CISI GROUP (THAILAND) CO.LTD.

150 WO01:2015 CERTIRED

+ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY-.

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/1

- End of Analysis Report -
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(_ | ' 0N United Analyst and Engineering Consultant Co., Ltd. ',//477\\\“\\\\

RN 350j Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 il

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lisgg‘ég
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : COOLING TOWER OF GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : COOLING WATER RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-14, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD ° : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066505
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS SALISA KAMWANNA ANALYSIS NO. : T24A0968-0005
N ' ' }‘ RESULT
PARAMETER UNIT METHOD OF ANALYSIS shesaedu DETECTION
(COOLING TOWER) LIMIT
) | | B | T24A0968-0005
pH® - ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 84 (30°C) -
-H* B AND 1060 B
| RESIDUAL CHLORINE © 1 morLc, JW)DIHED DPD COLOURIMETRIC METHOD (AT SITE) 04 01
MICROBIOLOGY -
COLIFORM BACTERIA MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 3,300 18
PART 9221B AND C)

SAMPLE CONDITION N _
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
| SEDIMENT WHITE
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023,

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

- End of Analysis Report -

 PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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'_; s (, S{ { = United Analyst and Engineering Consultant Co., Ltd.
e 0N 3501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsuitant.com E-mail: uae@uaeconsultant.com ISO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS . 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE . COOLING TOWER OF GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : COOLING WATER RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-14, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066645
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24A0968-0005
| RESULT | REGULATORY | DETECTION |
PARAMETER [ uNIT ‘ METHOD OF ANALYSIS ghesasd STANDARD LmMIT
(COOLING
TOWER)
‘ | T24A0968-0005

| MICROBIOLOGY o |
' Legionella spp. | o | 1SO 117312017-05 (E) NOT DETECTED | NOT DETECTED 100

SAMPLE CONDITION

WATER'S COLOUR/TURBID YELLOW/CLEAR

SEDIMENT -

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025. -
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALTTY SYSTEM.

REGULATORY STANDARD : ANNOUNCEMENT OF THE DEPARTMENT OF HEALTH (THAILAND), PRACTICE FOR THE CONTROL OF LEGIONELLA
BACTERIA IN COOLING TOWERS, JANUARY 2001,

LABORATORY SUPERVISOR

P — « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
IS0 400120 CERTIRED J « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
ay T,

S n O

- End of Analysis Report -
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3 " LABORATORY ACCREDITATIO!
E Al United Analyst and Engineering Consultant Co,, Ltd. s\l ,
et AN 3 50) Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 hubb®
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lgsgg‘ég
- — — =
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : COOLING WATER RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-14, 2024
SAMPLING TIME : 11:10 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066506
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24A0968-0006
R o RESULT
PARAMETER UNIT METHOD OF ANALYSIS vimhvlsmnwadadu | DETECTION
(COOLING TOWER) LIMIT
T24A0968-0006
pH® . ELECTROMETRIC METHOD (AT SITE) SM: PART 4500 86 (30°C) -
-H* B AND 1060 8
RESIDUAL CHLORINE °© mglLCl, | MODIFIED DPD COLOURIMETRIC METHOD (AT SITE) | Y [ on
 MICROBIOLOGY ) T ‘ B
COLIFORM BACTERIA P MPN/100mL | MULTIPLE-TUBE FERMENTATION TECHNIQUE (SM: 79 18
PART 9221B AND C)
SAMPLE CONDITION T
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT WHITE

& : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023,

150 90012015 CERTIFED

Lv B5 GROUP (THALAND) m.LmJ

150 WO01:20% CERTIRED

e PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1/1

- End of Analysis Report -
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E. \ [,«r \‘ { United Analyst and Engineering Consultant Co,, Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com 1SO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS - 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE . COOLING TOWER OF GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : COOLING WATER RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-14, 2024
SAMPLING TIME : 11:10 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066646
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24A0968-0006
| | RESULT | pequiaory | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS vimhfsanun STANDARD LImMIT
‘ foulu (COOLING
TOWER)

‘ T24A0968-0006
| MICROBIOLOGY o i - 1
| Legionelia spp. ] _CFUIL_'Psﬁnmow-os ® NOT DETECTED | NOTDETECTED | 100 |
SAMPLE CONDITION '
WATER'S COLOUR/TURBID YELLOW/CLEAR
SEDIMENT YELLOW
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025, -
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : ANNOUNCEMENT OF THE DEPARTMENT OF HEALTH (THAILAND), PRACTICE FOR THE CONTROL OF LEGIONELLA
BACTERIA IN COOLING TOWERS, JANUARY 2001,

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

P p— « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
150 MOO1206 CERTIRED o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

= n 0 0O

- End of Analysis Report -
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TESTING
No.0063

Ve - XAy
EEE%E 3 Sol Udomsuk 41, Sukhumvit Read, Bangchak, Phrakhanong, Bangkok 10260 Pl
consw ANy coners s 1210 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-maik uae@uaeconsuitant.com
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-malil : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-11, 2024
SAMPLING TIME : 11:20 HOUR ISSUE DATE 1 JULY 24, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066510
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS SALISA KAMWANNA ANALYSIS NO. : T24A0968-0008
| RESULT | ReguiATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE)

_ T24A0968-0008
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 4060 . % |

|°C (SM: PART 2540 C) :
MICROBIOLOGY 1
COLIFORM BACTERIA P | MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 TR

| TECHNIQUE (SM: PART 92218 AND C)
E cof ® - /00mL | FLUOROGENIC SUBSTRATE TEST(SM: | NOT DETECTED | NOT DETECTED R
PART 9221D AND F) _
Pssudomonas aeruginosa © 1100 mL MEMBRANE FALTER TECHNIQUE (1ISO NOT DETECTED v | -
| 18266)

SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

2 1 ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

¢ STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

1

. DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1SO 90012015 CEXTIFRED

(==

« PROHIBITED TQ PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1/1
- End of Analysis Report -
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E ﬁ l'::%EI- United Analyst and Engineering Consultant Co,, Ltd. N

¢P

Q:
350i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 AN Opmse

SRTEDY MAAL BT AND ENGINEEANG

o T coum e TeLO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: vae@uaeconsuitant.com ISO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 3, 2024
SAMPLING DATE 2 JULY 3, 2024 ANALYTICAL DATE : JULY 3-9, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066509
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS SALISA KAMWANNA ANALYSIS NO. : T24A0968-0007
| _ RESULT | ReGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
{DEEP ZONE) i
T24A0968-0007
| MICROBIOLOGY o
Staphylococcus aureus [00mL | STANDARD METHODS FOR THE NOT DETECTED v -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th '
| EDITION, 2023. PART 9213 B. |

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE 1SO/IEC 17025.

* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 001205 CERTRED
BS] GROUP (THANLAND) COLLTD.

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

”n 0 A

- End of Analysis Report -

e « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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EEEW : 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuLTawt cowesry Lumes TeL0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING

E United Analyst and Engineering Consultant Co,, Ltd.

Nb.0063
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-9, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD ° : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066507
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS SALISA KAMWANNA ANALYSIS NO. : T24A0968-0007
| | | RESULT | peguratorY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LM
(DEEP ZONE)
| | T24n0968-0007 |
MICROBIOLOGY - - ]
COLIFORM BACTERIA ® MPN/100 mL. | MULTIPLE-TUBE FERMENTATION <11 < TR
TECHNIQUE (SM: PART 9221B AND C)
£ cof ® /00mL | FLUOROGENIC SUBSTRATE TEST (SM: | NOT DETECTED | NOT DETECTED -
PART 9221D AND F)
Pseudomonas aeruginosa® M00mL | MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v .
. 16266) .
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIS)
® : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, BE. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 W0C1205 CERTRED
851 GROUP (THALAND) CO,LI

¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

u O R A

- End of Analysis Report -

== © PROHIBITED TO PARTIALLY COPY ANALYSYS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Y T,




u Q = United Analyst and Engineering Consultant Co,, Ltd.
- 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

ﬁﬁm&m Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsuliant.com ISO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION ; TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 3, 2024
SAMPLING DATE : JULY 3, 2024 ANALYTICAL DATE : JULY 3-9, 2024
SAMPLING TIME 1 11:20 HOUR ISSUE DATE : JULY 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U066511
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS SALISA KAMWANNA ANALYSIS NO, : T24A0968-0008
RESULT | ReGULATORY ‘ DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LT 4
(SHALLOW ZONE)
' T24A0968-0008
| MICROBIOLOGY o - |
Staphylococcus aureus [00mL | STANDARD METHODS FOR THE NOTDETECTED | ¥ A
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th |
- EDITION, 2023. PART 9213 B. -
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT | -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025. N
* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

/oo B

(MISS CHAWEEWAN BOONLA
LABORATORY SUPERVISOR

L=z

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY,
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1n O 00 1

- End of Analysis Report -
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LABORATORY ACCREDITATION
. 5 g 0 T % BLADSS
AVa\= United Analyst and Engineering Consultant Co,, Ltd. 4,,,///’,3“\\3 \ ’
‘l" _ | - . . 'l,[ W
=ty 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkak 10260 il
Fax 0 2800 www.uaeconsultant.com E-mail; TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME ! PBATIRIARMANEIKINEDY wazmsenadaumalddannnasnmsilasdunsudlanansevudounsay
Tasen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednil 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR}) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE ¢+ JULY 10, 2024
SAMPLING DATE 2 JULY 10, 2024 ANALYTICAL DATE ¢ JULY 10-15, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : JULY 26, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U068013
SAMPLING BY °© : MR TEERAPONG SRIKAMHANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24AP587-0001
, | RESULT | REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LMy
(DEEP ZONE)
- - i B T24AP587-0001 | ,
MICROBIOLOGY
COLIFORM BACTERIA® | MPN/00mL |MULTIPLE-TUBE FERMENTATION <11 <10 1
| l B | TECHNIQUE (SM: PART_9221 B AND C)
E cof ® 7100 mL l FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
. PART 92210 AND F) ] ]
Pseudomonas aeruginosa © noomL | MEMBRANE FILTER TECHNIQUE {ISO NOT DETECTED 'l -
o | 16268) I |
SAMPLE CONDITION [ |
WATER'S COLOUR/TURBID CCLOURLESS/CLEAR
SEDIMENT
# ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIST)
b . I1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
€ : VERIFIED BY OWN { ABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlT.[ON, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

/N 2.

LABORATORY SUPERVISOR

150 9001206 CERTIRED
iSO HDOL20% CERTIRED
BY BST GROUP (THAILAND) COLLTD.

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY. -
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

/1
- End of Analysis Report -

0 0 0



‘ Fa °« United Analyst and Engineering Consultant Co,, Ltd. Y
3 =y — . 0 ”/p \\..
. b 3 50i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 A O MS¢
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail; vae@uaeconsultant.com ISO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT RAME : mmnﬂnammwﬁaumﬁau uasmsm'naann'\s:.lﬁﬁﬁmuu'\s\sn'ﬁﬂaaﬁuuazunﬂﬂnansmuﬁ'ouma’au
1m59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 lsydnfl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE - GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 10, 2024
SAMPLING DATE + JULY 10, 2024 ANALYTICAL DATE : JULY 10-17, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : JULY 26, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U068015
SAMPLING BY * : MR TEERAPONG SRIKAMHANG WORK NO. 1 2023006131
ANALYZED BY : MISS SALISA KAMWANNA ANALYSIS NO. : T24AP587-0001
] ‘ _ RESULT REGULATORY
PARAMETER , UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
' (DEEP ZONE)
[ AR N | ramessroom |
MICROBIOLCGY
Stphycoccusaureus | oomL | STANDARD METHODS FOR THE NOT DETECTED ¥
| | EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF, 24th ‘
| | EDITION, 2023, PART 9213 B. | |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* * TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

i1 0 0 O R

- End of Analysis Report -

150 001205 CERTIRED

= CERTFED » PRONIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

uwmmvﬁmmm
g

consutanT cowrt s TELO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com LESOT(')%(;
0.
ANALYSIS REPORT
PROJECT NAME ! pseTTYRRMAWaIWIAAaN uazmsasadaumRi§ifeanasnisiasfuasuilananstnudowiasau
Tasan1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dseanil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 JULY 10, 2024
SAMPLING DATE 1 JULY 10, 2024 ANALYTICAL DATE : JULY 10-16, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE ¢ JULY 26, 2024
SAMPLING METHOD ¢ : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U068017
SAMPLING BY © : MR TEERAPONG SRIKAMHANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. 1 T24AP587-0002
‘ | RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD LIMIT
[ (SHALLOW ZONE)

B - | T24AP587-0002 |

TOTAL DISSOLVED SOLIDS © mg/L | TOTAL DISSOLVED SOLIDS DRIED AT 180 | 4242 - 25
L | °C (SM: PART 2540 C) | N -
[mICROBIOLOGY

COLIFORM BACTERA® MPN/00mL | MULTIPLE-TUBE FERMENTATION <11 <10 11

| TECHNIQUE (SM: PART 9221BANDC) |
Ecof® M00mL | ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
| | PART 9221D AND F) ‘ o
Pseudomonas aeruginosa °© M00mL | MEMBRANE FILTER TECHNIQUE (ISO DETECTED 1 : - f
- | 16266) |

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT - ‘

8 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b . ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl'I'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

a3

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

L e

BS! GROUP (THAILAND) COLLTD.

* PROHIBITED TO PARTIALLY COPY ANALYSIS IiEPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1/1
- End of Analysis Report -
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-3 . 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 "’nlﬁ:\\\\‘\ OMS c
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME : msmnﬂaqmmwéouma’au uazmssmqaaumsﬂﬁﬂﬁmumasmsﬂaaﬁuuazun“lwanszwuéamma’au
1ason1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ast4nd 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED

ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110

CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphoteis.com

SAMPLING SOURCE - GRANDE CENTRE POINT HOTEL SUKHUMVIT 55

SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 10, 2024

SAMPLING DATE : JULY 10, 2024 ANALYTICAL DATE + JULY 10-14, 2024

SAMPLING TIME : 10:55 HOUR 1SSUE DATE 1 JULY 26, 2024

SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U068018

SAMPLING BY * : MR TEERAPONG SRIKAMHANG WORK NO. : 2023-006131

ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24AP587-0002

[ — — —— e | — — — ——— —— e —— — ™ — |
' | RESULT | REGULATORY

PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD

‘ (SHALLOW ZONE)

e S B | T24AP587-0002

MICROBIOLOGY

| Staphylococcus aureus [ 1oomL TE‘?TANDARD METHODS FORTHE | NOTDETECTED v
EXAMINATION OF WATER AND |
WASTEWATER. APHA, AWWA, WEF . 24th

| D EDITION, 2023. PART 9213 B. I )]

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

|SEDIMENT | -

— e _ il

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC

*

17025.

- TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, BE. 2530 (1987).

v

150 9002015 CERVIFED
150 MO020E CERTIRED
5! GROUP {THAILAND) CO,LTD.

f

- DISEASE-CAUSING BACTERIA 1S NOT DETECTED.

.............................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1/1

- End of Analysis Report -

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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l e f/ % = United Analyst and Engineering Consultant Co,, Ltd. ‘z@x‘ u
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TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : psanAlaqamndinday uazmmnadgaumslfiGannnasaisiasiunazuilanansenudowinsan
1asen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dstdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE + JULY 20, 2024
SAMPLING DATE : JULY 20, 2024 ANALYTICAL DATE ; JULY 20-25, 2024
SAMPLING TIME : 10:00 HOUR ISSUE DATE : AUGUST 1, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U070365
SAMPLING BY °© ! MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. 1 T24A0Q521-0001
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(DEEP ZONE)
- - T24AQ521-0001
MICROBIOLOGY
COLIFORM BACTERIA ® | MPN/100mL | MULTIPLE-TUBE FERMENTATION | 22 <o [ 11
| _ | TECHNIQUE (SM: PART 8221BANDC) | -
E cof ® | Mo0OmL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
! | PART 9221D AND F) B _ -
| Pseudomonas aeruginosa © 1100 mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v -
. 16266) |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLDURLESS/CLEAR
SEDIMENT -
a ; ISO/IEC 17025 ACCREDITED BY-THAI INDUSTRIAL STANDARDS INSTITUTE (TISI) )
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

A3

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1" D O 0

- End of Analysis Report -

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.,
mJ

ISD 50012015 CERVFED
SO W001205 CERTIRED
BY BSI GROUP {THAILAND) CO,U1




l L rr_‘ L\ " United Analyst and Engineering Consultant Co,, Ltd. N
ey 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 KA
2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: ISO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME | ASATIATAANLMNAILINSEN ua:m'scm'-zﬂaumsﬂﬁﬂﬁmummimsﬂaaﬁuuasun"lnNanwmuaamna’au
{a59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 slsvdntl 2567
CUSTOMER NAME - L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE + JULY 20, 2024
SAMPLING DATE : JULY 20, 2024 ANALYTICAL DATE + JULY 20-25, 2024
SAMPLING TIME : 10:00 HOUR ISSUE DATE . AUGUST 1, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U070366
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AQ521-0001
e e I
:  RESULT | REGULATORY
PARAMETER UNIT : METHOD OF ANALYSIS SWIMMING POOL STANDARD
(DEEP ZONE)
) E— . | T24aQ521-0001 _
MICROBIOLOGY
Stphyococcusaureus | foomL | STANDARD METHODS FOR THE { NOT DETECTED | v
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF . 24th
B - | EDITION, 2023. PART 9213 B. |
SAMPLE CONDITION '
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
| SEDIMENT | -
|
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025,
* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

{MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1 00 A

- End of Analysis Report -

iSO KDOL0E CERTIAED

b B0UIEes GRITED « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
BY 851 GROUP {THASLAND) (D,LTD.
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LABORATORY ACCREDITATION
. i . e -
| A% i;i_: = United Analyst and Engineering Consultant Co,, Ltd. ‘z,f/rlx—\‘\‘“s‘ u
! 1.5 |\ - . ) ‘el
sl — 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ' TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME | msasnateRanwdewindan watnenadaunmsiiideunnesnisiiasfusazuilueanssnudonadan
1as9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usy#nil 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED

ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110

CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com

SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55

SAMPLE TYPE . WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 JULY 20, 2024
SAMPLING DATE + JULY 20, 2024 ANALYTICAL DATE : JULY 20-26, 2024
SAMPLING TIME : 10:05 HOUR ISSUE DATE : AUGUST 1, 2024
SAMPLING METHOD ° : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U070367
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AQ521-0002

| RESULT | ReGULATORY | DETECTION
PARAMETER [ UNIT | METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
{SHALLOW ZONE)
. - | _ S T24AQ5210002 | 2~ <=0 0o @
TOTAL DISSOLVED SOLIDS ¢ | mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3811 - 25
~|°C (sM: PART 2540 ©) -
MICROBIOLOGY
COLIFORM BACTERIA ® T MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 .
| | TECHNIQUE (SM: PART9221BANDC) |
E cof ® /100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
|l IPART 92210 AND F) - _ | |
| Psetdomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED | 1 -
) | 16266) - -

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT h

a : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI'T'ION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

a3

{(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

] o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

* THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 0 10 00 1

- End of Analysis Report -

ISO MDOL20E CERTIRED

IS0 5001:20%5 CERTIFED
BY BSI GROUP (THAILAND) CO.LTD
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United Analyst and Engineering Consultant Co., Lid.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
7828 Fax 0 2763 2800 www.uaeconsultant.com uae@uaeconsultant.com

ISOAEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME 7 mmn'-ﬁs\ﬂmn'mﬁouma’au uazmmﬂaaaun-nﬂﬁﬁﬁmumﬂsn']sﬂaaﬁuua:un‘"lwanssmuﬁauma’au
1asn1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usudnT 2567
CUSTOMER NAME . L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS - 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE . GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 20, 2024
SAMPLING DATE 1 JULY 20, 2024 ANALYTICAL DATE + JULY 20-25, 2024
SAMPLING TIME : 10:05 HOUR ISSUE DATE : AUGUST 1, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U070368
SAMPLING BY * - MR SUKSAN BOONLEANG WORK NO. : 2023006131
ANALYZED BY ; MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AQ521-0002
——————— e SRS .
| | RESULT j REGULATORY
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD
‘ (SHALLOW ZONE)
| R S | T24aQ521-0002 | =
| MICROBIOLOGY
Sephylococcusaureus | foomL ‘STANDARD METHODS FORTHE | NOTDEWECTED | ¥
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
EDITION, 2023. PART 9213 B. |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT - '
|

*

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
- TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v

1 DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

» PROHIBITED TO PARTIALLY COPY ANAI.YS_IS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

SO 90012075 CERTIFED
ISO HOOL205 CERTIRED

L

BS! GRDUP {THALAND) CQLLTD.

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
100

i1

- End of Analysis Report -
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M LABORATORY ACCREDITATIO)
_ . . . NG BLADSS
! L$ {A . \L = United Analyst and Engineering Consultant Co,, Ltd. 4”"1/’.\\\\ S u
y ¥ AN fof
. . 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
MITED ARALYST AND ENGINEERWG TESTING
— No.0063
— — - = — =
ANALYSIS REPORT
PROJECT NAME : A Tanaawdneday ueenenasaumaifiennasmsiasfunaudlznanudanaday
1As9nns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sysnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 JULY 24, 2024
SAMPLING DATE D JULY 24, 2024 ANALYTICAL DATE : JULY 24-30, 2024
SAMPLING TIME : 10:10 HOUR ISSUE DATE : AUGUST 1, 2024
SAMPLING METHOD ° : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-1U070302
SAMPLING BY © : MR TEERAPONG SRIKAMHANG WORK NO. 1 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. 1 T24AQ725-0001
) . - — _ - R
, _ RESULT | REGULATORY | DETECTION |
PARAMETER [ UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LImMIT
(DEEP ZONE) |
- J | - T24AQ725-0001 |
MICROBIOLOGY
| COLIFORM BACTERIA ® ‘ MPNA0OmL | MULTIPLE-TUBE FERMENTATION <11 <10 11
| TECHNIQUE (SM: PART 92218 AND C)
E cof ® M100mL | FLUOROGENIC SUBSTRATE TEST (SM: | NOT DETECTED | NOT DETECTED - '
- ~ |PART9221DANDF)
Pseudomonas aefugjnasa ¢ 100 mL MEMBRANE FILTER TECHNIQUE (|SO NOT DETECTED ‘ v -
B [ 16268) ,
SAMPLE CONDITION T
WATER'S COLOUR/TURBID | COLOURLESS/CLEAR
SEDIMENT |
2 ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUT E (TISI)
b - ISOfIEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 lhEDl'l".[ON, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

Ay

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

851 GROUP (THAILAND) CO.LTD,

® PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1t 00 O 0

- End of Analysis Report -
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FSAC

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsulfant.com
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ISO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : MsesataRaamdswiasay uazmssmaaaun'm.lﬁﬁ’ﬁs\'mu'msn'\‘sﬂaaﬁhuasun‘iwansmuﬁomaa’au
1ns3ns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG'TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE . GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE © WATER SAMPLE FROM SWIMMING PCOL RECEIVED DATE : JULY 24, 2024
SAMPLING DATE + JULY 24, 2024 ANALYTICAL DATE : JULY 24-30, 2024
SAMPLING TIME : 10:10 HOUR ISSUE DATE + AUGUST 1, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U070303
SAMPLING BY * : MR TEERAPONG SRIKAMHANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AQ725-0001
- e — — _ s -
~ RESULT | REGULATORY
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
(DEEP ZONE)
I EE—— I | T24aQ725-0001 | 0
MICROBIOLOGY
Staphylococcus aureus /00mL | STANDARD METHODS FORTHE NOT DETECTED | " |
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
| | EDITION, 2023, PART 9213B. |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
SEDIMENT | -

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WlTH THE ISO/IEC 17025.

*

REGULATORY

v DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

: TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

150 S00LIYS CERTIFED
1SO MO0Ot205 CERTIRED

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
in

L

- End of Analysis Report -

» PROHIBITED TO PARTI.ALI.Y COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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) United Analyst and Engineering Consultant Co., Ltd. RN
Hinln
W 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 TESTING
2763 2800 www.uaeconsultant.com No.0063
ANALYSIS REPORT
PROJECT NAME ! maanaiaqaaWATIAFaN uazmsanasaumafidenasnamiosfuustudtunansmodwiadan
1as9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE L JULY 24, 2024
SAMPLING DATE 1 JULY 24, 2024 ANALYTICAL DATE 1 JULY 24-31, 2024
SAMPLING TIME : 10:15 HOUR ISSUE DATE 1 AUGUST 1, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U070304
SAMPLING BY ¢ : MR TEERAPONG SRIKAMHANG WORK NO. 1 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. 1 T24AQ725-0002
‘ | RESULT | pequiaTORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
‘ | (SHALLOW ZONE) :

‘_ | . - T24AQ725-0002 | |
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3,733 - 2%

°C (SM: PART 2540 C) R -
MICROBIOLOGY
COLIFORM BACTERIA MPN/100 mL | MULTIPLE-TUBE FERMENTATION [ 1 <10 11

TECHNIQUE (SM: PART 92218 AND C) - |
E caf® MOOmL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
_ B PART 9221D AND F) |
Pseudomonas aeruginosa © /100mL  |MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v -
(- 16266)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 thED]TION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
: DISEASE-CAUSING BACTERIA IS NOT DETECTED.

SM

)

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

L

S0 90012015 CERTIFED
150 HMOD:205 CERTIRED

BS1 GROUP (THAILAND) CO.LTD.

)

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

0 AL O

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/1
- End of Analysis Report ~
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A VA k United Analyst and Engineering Consultant Co,, Ltd. YN 5
g Y = . . A N [
& Ll 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanang, Bangkok 10260 (AN MS
-mail: ISONIEC 17025
Tel.0 2763 2828 Fax | 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME : nranRiananIndwada u.azmsm'naaumﬂlﬁﬁﬁmummmsﬂaaﬁﬁzua:un“lwansswué«u':s\a’a:u
1a59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 JULY 24, 2024
SAMPLING DATE L JULY 24, 2024 ANALYTICAL DATE T JULY 24-30, 2024
SAMPLING TIME : 10:15 HOUR ISSUE DATE : AUGUST 1, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U070306
SAMPLING BY * : MR TEERAPONG SRIKAMHANG WORK NO. 1 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AQ725-0002
B ‘ r_ RESULT | ReGULATORY |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
(SHALLOW ZONE)
L ) TAAG72 000 ~
MICROBIOLOGY
|Staphyiococcusaureus /00mL | STANDARD METHODS FORTHE | NOT DETECTED v
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
. - | EDITION, 2023. PART 9213 B. B
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT R

THE LABORATORY HAS BEEN ACCEPTED AS AN ACC_REDITED LABOR:ATORY COMPLYING WITH THE ISO/IEC 17025.

*

- TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

L

. DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

{50 SO0t201 CERTIFED
150 HO0120% CERTIRED

L

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/1

- End of Analysis Report -
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United Analyst and Engineering Consultant Co,, Ltd. % S
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

©,
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coweonran cowrsey umto Tel.0 2763 2828 Fax D 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com LESJIONG
0.0063
ANALYSIS REPORT
PROJECT NAME : mmnafapaumuBonaan uazmsanasaumaiiiSmunasnisiasiuuasuilunanssiudouindan
Ta79n17 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE $ JULY 31, 2024
SAMPLING DATE : JULY 31, 2024 ANALYTICAL DATE 1 JULY 31 - AUGUST 5, 2024
SAMPLING TIME : 12:30 HOUR ISSUE DATE ! AUGUST 13, 2024
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U073531
SAMPLING BY © : MR PRACHCHAPOL SOPHA WORK NO. : 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24AR145-0001
 RESULT | peguiatory i DETECTION
PARAMETER UNIT .METHOD OF ANALYSIS SWIMMING POOL |  STANDARD umIr
(DEEP ZONE)

- T24AR145-0001
MICROBIOLOGY
| COLIFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION <14 <10 1

- i TECHNIQUE (SM: PARTS221BANDC) |
E cof ® 1100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
| — N PART 9221D AND F) _
| Pseudomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (ISO [ NOT DETECTED v -
| 16266) !
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIST)

b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

{50 90012015 CERNFED
150 MOOL20E CERTRED
BY 85I GROUP (THALAND) CO.LTD.

s PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
A0 O

1/1
=~ End of Analysis Report -
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LINITED MOALYNT A0 SRt

oot 1t comeaart uees TELO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail uae@uaeconsultant.com ISO/EC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : panaiananwiaasan ua:mmnaaaumn]ﬁﬁﬁmummmsﬂaoﬁuuazun"lunamzvméouma’an
1assn1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isvdntl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 31, 2024
SAMPLING DATE + JULY 31, 2024 ANALYTICAL DATE : JULY 31- AUGUST 5, 2024
SAMPLING TIME : 12:30 HOUR ISSUE DATE : AUGUST 13, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U073532
SAMPLING BY * : MR PRACHCHAPOL SOPHA WORK NO. : 2023-006131
ANALYZED BY : MISS TTSARIYAPORN BUATIB ANALYSIS NO. : T24AR145-0001
| ‘ RESULT | pecuratony
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
(DEEP ZONE)
| - - B | 3 T24AR145-0001
MICROBIOLOGY
| Staphylococcus aureus /00mL | STANDARD METHODS FOR THE | noT pETECTED v
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th |
| . - EDITION, 2023. PART 9213 B. -
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 MO0L0S CERTIRED

SO0t CHORED » PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
BY 851 GROUP (THAILAND) CO,LTD.

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1 0 A G A

- End of Analysis Report -




PSAE United Analyst and Engineering Consultant Co,, Ltd. s o
oo 3501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ety
conauanT cowrairy cieren 1010 2763 2828 Fax 0 2763 2800 www.uagconsultant.com E-mail: uze@uaeconsultant.com ;555'07;%
ANALYSIS REPORT
PROJECT NAME : M feaamndiadan uasmsanasaumnififencnasnsiasfunatudlosansvufowingan
TAsons GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 0B 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 31, 2024
SAMPLING DATE : JULY 31, 2024 ANALYTICAL DATE : JULY 31 - AUGUST 7, 2024
SAMPLING TIME : 12:35 HOUR ISSUE DATE : AUGUST 13, 2024
SAMPLING METHOD ° : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U073533
SAMPLING BY ° : MR PRACHCHAPOL SOPHA WORK NO. : 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24AR145-0002
_ RESuULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
(SHALLOW ZONE)
T24AR145-0002
TOTAL DISSOLVED SOLIDS € mgl. | TOTAL DISSOLVED SOLIDS DRIED AT 180 3516 . 2
°C (SM: PART 2540 C) ) [
MICROBIOLOGY o
COLIFORM BACTERIA ® MPN/00 mL | MULTIPLE-TUBE FERMENTATION N EPTT <10 11
TECHNIQUE (SM: PART 92218 AND C)
Eca® B M00mL | FLUOROGENIC SUBSTRATE TEST (SM: | NOT DETECTED | NOT DETECTED -
) PART 9221D AND F} ;
| Pseudomonas aeruginosa © /00mL | MEMBRANE FILTER TECHNIQUE (ISO NOTDETECTED | ¢ | - ‘
16266) ]
SAMPLE CONDITION 1
WATER'S COLOUR/TURBID COLOURLESS/CLEAR :
SEDIMENT |
3 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI) _
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 90012015 CERTWED
SO 4001205 CERTIRED
BY 85! GROUP (THALAND) CO.LTD.

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 0 0 O A O B

- End of Analysis Report -
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3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
comuras cosenary caaren TBLO 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uaeg@uaeconsultant.com

1
Wy,
W,

ISO/IEC 17025
Accreditation No. 1349/65

PR

ANALYSIS REPORT
PROJECT NAME : puenatanaamfonaadan uﬂzm-mnaﬂaumsﬂaﬂﬁmummmsﬂaoﬁuuazun“lﬂﬂansmuéamaﬁau
Tasons GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 syl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 JULY 31, 2024
SAMPLING DATE 1 JULY 31, 2024 ANALYTICAL DATE : JULY 31 - AUGUST 5, 2024
SAMPLING TIME : 12:35 HOUR ISSUE DATE : AUGUST 13, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U073534
SAMPLING BY * : MR PRACHCHAPOL SOPHA WORK NO. 1 2023-006131
ANALYZED BY : MISS TTSARTYAPORN BUATIB ANALYSIS NO. : T24AR145-0002
— = .
RESULT REGULATORY
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
(SHALLOW ZONE)
B - - T24AR145-0002

MICROBIOLOGY

Staphylococcusaureus | /00mL | STANDARD METHODS FOR THE NOTDETECTED | ¥

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
) B ‘ EDITION, 2023. PART 9213 B.

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

..........

{MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 90012015 CEXTIAED

==

150 HOOL20E CERTIRED

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1/1

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : msanataquawdowiagay uasnsanadaumaifiidennnesmsiasuuasuilunansvufongay
1A359n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 tlsedn§l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS ¢ 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 AUGUST 7, 2024
SAMPLING DATE + AUGUST 7, 2024 ANALYTICAL DATE : AUGUST 7-15, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE 1 AUGUST 20, 2024
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U074903
SAMPLING BY ¢ : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AR705-0001
BESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LT
(DEEP ZONE) |
T24AR705-0001 . _l
MICROBIOLOGY
COLIFORM BACTERIA® | MPN/100mL | MULTIPLE-TUBE FERMENTATION <14 <10 1
| TECHNIQUE (SM: PART 9221B AND C) B
E cof® 1100 mL ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
_ PART 9221D AND F)
Pseudomonas aeruginosa © 100mL | MEMBRANE FILTER TECHNIQUE (ISO DETECTED v -
- 16266) - -
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

& : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 l"EDI'I'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
L) . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.............................

LABORATORY SUPERVISOR

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

1n 0 O A

- End of Analysis Report -

150 KO0t20E CERTIRED

o » PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
BY BS! GROUP (THALAND) COATD.
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Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME ; prsanaYaaaMAswInday uazmm‘naﬂaumsﬂﬁﬁ'ﬁmummmﬁ]aoﬁuuazud’luuanszmuéaumﬁau
1n59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednd 2567
CUSTOMER NAME 1 L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 7, 2024
SAMPLING DATE 1 AUGUST 7, 2024 ANALYTICAL DATE : AUGUST 7-14, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : AUGUST 20, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U074904
SAMPLING BY * + MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY + MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AR705-0001
|[ \ RESULT REGULATORY
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
(DEEP ZONE)

B T24AR705-0001 -
MICROBIOLOGY
-r Staphylococcus aureus 1100 mL | STANDARD METHODS FOR THE NOT DETECTED v

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

| _EDITION. 2023. PART 9213 B.
| SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v © DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

(==

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

DR C A 0 R

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
171

- End of Analysis Report -
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el 3 Sol Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 bt
cowmrian commry mea Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lisg'o';g
ANALYSIS REPORT
PROJECT NAME : msanRYaaamwauingay ueEmsaTRFauMsfidmmnasmisilasfunavuilunanssnufowasgay
TAsuM3s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usvdnfl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE ¢+ GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 7, 2024
SAMPLING DATE : AUGUST 7, 2024 ANALYTICAL DATE : AUGUST 7-15, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE : AUGUST 20, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO, : 2024-U074905
SAMPLING BY ¢ . MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AR705-0002
N § : _ B
RESULT REGULATORY | DETECTION
. PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE)
i | T24AR705-0002
TOTAL DISSOLVED SOLIDS ¢ mgL  |TOTAL DISSOLVED SOLIDS DRIED AT 180 2941 - 25
| °C (SM: PART 2540 C)
MICROBIOLOGY
COLIFORM BACTERIA b MPN/100mL | MULTIPLE-TUBE FERMENTATION 11 <10 1m |
TECHNIQUE (SM: PART 9221B AND C)
E cof® /00mL | FLUOROGENIC SUBSTRATE TEST (SM: | NOT DETECTED | NOT DETECTED .
PART 9221D AND F) B -
Pseudomonas aeruginosa © MOOML | MEMBRANE FILTER TECHNIQUE (iSO NOT DETECTED v .
| 16266)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

21 ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)

® : ISOfIEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, BE, 2530 (1987).

v

: DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

L=

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
0 0

/1.
- End of Analysis Report -
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ISO/IEC 17025
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-

ANALYSIS REPORT
PROJECT NAME : psndeaunmdadan uasmmn‘auaumsﬂaﬁﬁmummmsﬂaaﬁuua:uﬁ'lunanszwuﬁouma’au
1As59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dssdnil 2567

CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 {THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 101 10
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 7, 2024
SAMPLING DATE : AUGUST 7, 2024 ANALYTICAL DATE 1 AUGUST 7-14, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE : AUGUST 20, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U074906
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AR705-0002

—— | I

l RESULT REGULATORY
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD
(SHALLOW ZONE)
- T24AR705-0002 |
MICROBIOLOGY
Staphylococcus aureus /100 mL STANDARD METHODS FOR THE NOT DETECTED v
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

| - EDITION, 2023. PART 9213 B.

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT

THE LABORATORY HAS EEEN_ACCEPTED AS AN AC(_:REDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
> : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)

LABORATORY SUPERVISOR

L:m::]

851 GROUP {THALAND) CO,LTD.

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

00 A O A

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1

- End of Analysis Report -
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4 H - : = z b3 BADSS
ﬁ United Analyst and Engineering Consultant Co,, Ltd. ///&\\\ \ ’
AR
e 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Tl
consixta copany umren 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: vae@uaeconsultanit.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : pnRieanamduwiadny uasmemasaumiidananasnisiasAunazulunansonydoagay
1as9n17 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szdnl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE : AUGUST 14, 2024 ANALYTICAL DATE 1 AUGUST 14-21, 2024
SAMPLING TIME ; 11:05 HOUR ISSUE DATE : AUGUST 26, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U078171
SAMPLING BY °© : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AS365-0004
- & _ =« ____ _  as . I
| | RESULT REGULATORY | DETECTION
. PARAMETER | UNIT | METHOD OF ANALYSIS SWIMMING POOL| STANDARD LrerT
| (DEEP ZONE)
| | - T24AS365-0004 |
| MICROBIOLOGY
COLIFORM BACTERIA P MPN/100 mL | MULTIPLE-TUBE FERMENTATION >23 | <10 1
'7_ | TECHNIQUE (SM: PART 9221BAND C) ] -
E cob ® f00ml. | FLUOROGENIC SUBSTRATE TEST (SM: DETECTED NOT DETECTED | -
_ PART 9221D AND F) - _
Pseudomonas aerug[fnosa c 1100 mL MEMBRANE FILTER TECHNIQUE (|SO NOT DETECTED v . -
16266) | i L
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
SEDIMENT
& ': ISOfIEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

L' Py —

150 WOD1L20B CERTIAED
8SI GROUP (THARAND) COLTD.

i/1
- End of Analysis Report -

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

OO0 0 R



u AE United Analyst and Engineering Consultant Co., Ltd. o
. ' 350i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ""/,@\3‘
comoanr comemny Lamen Tl 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISO/IEC 17025

Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : prERTRTRaMATWRIWIANAY uazmsnnaﬂaumsﬂﬁﬂ’ﬁmumasmsﬂaoﬁuuasumuuamzwua'euma’au
9015 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isyi1%l 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE ; AUGUST 14, 2024 ANALYTICAL DATE 1 AUGUST 14-21, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : AUGUST 26, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U078172
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AS365-0004
' ! | RESULT | REGULATORY | DETECTION
PARAMETER [ UNIT METHOD OF ANALYSIS |SWIMMING POOL |  STANDARD LMIT
(DEEP ZONE)
| | | T24A5365-0004 )
MICROBIOLOGY
Staphylococcus aureus ‘ /00mL | STANDARD METHODS FOR THE NOT DETECTED v -
EXAMINATION OF WATER AND
WASTEWATER, APHA, AWWA, WEF. 24th
g[_)lTlON, 2023. PART 9213 B.
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
LSEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 1702S.
* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E, 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

{MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

15O 9001201 CENNFED
IS0 140012085 CERTIRED
TD.

8Y BS! GROUP (THARAND) CO.U

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITI'EN- PERMISSION BY THE LABORATORY,
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

n 1 O 0O 0

- End of Analysis Report -
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M AE United Analyst and Engineering Consultant Co,, Ltd, oy \ ’
L | € . "/,’ “\\‘
A— ' 3Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 hugd
cousuTART coweay useren  T€L0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : mMmrfaguawdsnnday warasanataumatitdaunnaisihtuuazudlunansvndaningan
TAson1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ussiv) 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mai! : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE : AUGUST 14, 2024 ANALYTICAL DATE : AUGUST 14-21, 2024
SAMPLING TIME : 11:10 HOUR ISSUE DATE : AUGUST 26, 2024
SAMPLING METHOD °© : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U078173
SAMPLING BY © ¢ MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AS365-0005
— —_— —
J7 RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LmIT
(SHALLOW ZONE)
I | T24AS365-0005
TOTAL DISSOLVED SOLIDS © mg/L | TOTAL DISSOLVED SOLIDS DRIED AT 180 3,112 - 25
~ |°C (SM: PART 2540 C) i -
MICROBIOLOGY
COLIFORM BACTERIA b MPN/100 mL. | MULTIPLE-TUBE FERMENTATION >23 <10 1|
TECHNIQUE (SM: PART 92218 AND C) .
E cof ® 1100 mt. RLUOROGENIC SUBSTRATE TEST (SM: DETECTED NOT DETECTED - '
_ - PART 9221D AND F) . B ,
| Pseudomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (iSO NOT DETECTED v -
| |16266) -
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

2 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
€ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

(50 50012015 CERTVED

===

ISO 001205 CERTIRED

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11
- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : psansYaaumwanau uasmmnaaaumn]ﬁﬂ’ﬁmmnﬂimsilaaﬁuua:un"luuans::vméamaa’au
1asems GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszd1l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKCK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE » WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 14, 2024
SAMPLING DATE + AUGUST 14, 2024 ANALYTICAL DATE + AUGUST 14-21, 2024
SAMPLING TIME < 11:10 HOUR ISSUE DATE + AUGUST 26, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-0078174
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AS365-0005
| RESULT REGULATORY | DETECTION w
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
(SHALLOW ZONE)
| - - T24AS365-0005 | - B |
MICROBIOLOGY |
Staphylococcus aureus /00mL | STANDARD METHODS FOR THE NOT DETECTED v | -
EXAMINATION OF WATER AND
| WASTEWATER. APHA, AWWA, WEF. 24th
1 f | EDITION, 2023. PART 92138. ,
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT l -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE 1SO/IEC 17025.
= . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

SO 9001201 CERTED
150 WO0120T CERTIRED
BY BS) GROUP (THALAND) CO,LTD.

11

- End of Analysis Report -

+ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION 8Y THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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LABORATORY ACCREDITATION

E ji Q E United Analyst and Engineering Consultant Co,, Ltd. . \ "™ ’

SeBE o 3S0i Udomsuk 41, Sukhumit Road, Bangchak, Phrakhanong, Bangkok 10260 Yl

consuLtant comensy umen 110 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: vae@uaeconsultant.com TESTING

—— — — No.0063

ANALYSIS REPORT
PROJECT NAME : Msanatanaunwdvadan razmsmsiRdaumsifitaunnasmsdasfuuasuilunanstnudowesan
Tason1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sed1] 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 22, 2024
SAMPLING DATE 1 AUGUST 22, 2024 ANALYTICAL DATE : AUGUST 22-29, 2024
SAMPLING TIME : 14:20 HOUR ISSUE DATE : AUGUST 30, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. + 2024-U080031
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY . MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AT208-0001
| ' ]
| RESULT | gequiatory | pETeCTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD |  LIMIT
(DEEP ZONE)
- T24AT208-0001 | ‘
MICROBIOLOGY
COLFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION ‘ <11 <0 11
_ N TECHNIQUE (SM: PART 92218 AND C) N
E cof 100 mL RUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
_ |PART9221D ANDF)

Pseudomonas aeruginosa © 100 mL MBEMBRANE FILTER TECHNIQUE (1ISO NOT DETECTED v -
| - 16266) -
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

¢ STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDITION, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E, 2530 (1987).

(== )

11
- End of Analysis Report -

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
* THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com
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ISO/IEC 17025

Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : MnaTaRuaHANREDY uasmssm'-maun'mlaﬂﬁn‘mnwsn’nﬂaoﬁuua:un“mnnnsmui‘iouma’au
1as9ms GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 avsdndl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 AUGUST 22, 2024
SAMPLING DATE : AUGUST 22, 2024 ANALYTICAL DATE + AUGUST 22-29, 2024
SAMPLING TIME : 14:20 HOUR ISSUE DATE : AUGUST 30, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U080032
SAMPLING BY * + MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY + MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24AT208-0001
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING PoOL | STANDARD LIMIT
| (DEEP ZONE)
- _| | - - | T24AT7208-0001
MICROBIOLOGY
Staphylococcusaureus | 100mL | STANDARD METHODS FOR THE ' NOT DETECTED 7
EXAMINATION OF WATER AND
‘ WASTEWATER. APHA, AWWA, WEF. 24th

- . EDITION, 2023. PART 9213 B. B | L

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

. |

lEDIMENT B i | 0l |
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

/e 2.

T T T T T T T P E NP P PP P R TR PR A tuves

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1SO 90012015 CERTIFED

==

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11

- End of Analysis Repoit -

0 O A



N

Y,
i

1

LABORATORY ACCREDITATION
F S ﬂE United Analyst and Engineering Consultant Co., Ltd. s T ’
o 3501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Ut
commw1ant comesy werer 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsulfantcom TESTING
= . - — — - No.0063
ANALYSIS REPORT
PROJECT NAME : n'lmﬂa‘!‘mqmmwa'aumﬂ'au uasnamadaumnififificuanesmsilasfunazuslunansenudouiadon
TA%59ns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dszdnfl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 22, 2024
SAMPLING DATE : AUGUST 22, 2024 ANALYTICAL DATE : AUGUST 22-29, 2024
SAMPLING TIME : 14:25 HOUR ISSUE DATE : AUGUST 30, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U080033
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AT208-0002
| |__RESULT | ReguLatoRY | DETECTION
| PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LMIY
| {SHALLOW ZONE)
| - - T24AT208-0002
| TOTAL DISSOLVED SOLIDS © mg/l. TOTAL DISSOLVED SOLIDS DRIED AT 180 3118 : 25
| - °C (SM: PART 2540 C)
MICROBIOLOGY
COLIFORM BACTERIA b MPN/100 mL | MULTIPLE-TUBE FERMENTATION T < <w T
TECHNIQUE (SM: PART 92218 AND C) _
|E cof® /100mL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART 9221D AND F} -
Pseudomonas aeruginosa L 00 mL MEMBRANE FILTER TECHNIQUE {Iso NOT DETECTED | 1 .
e 16266) L |'
SAMPLE CONDITION '
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

8 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDITION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 3001207 CERTIAED
150 UOD1205 CERNRED
85! GROUP (THALLAND) COLID.

f

i1
- End of Analysis Report -

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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[ g A& United Analyst and Engineering Consultant Co, Ltd.

e 150l Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ZImNS OMS <
s couemnr vt 2 Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail uae@uaeconsultant.com ISO/EC 17025

Accreditation No. 1349/65
e
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ANALYSIS REPORT
PROJECT NAME i msanai’nﬂmmwﬂ'ouma'au uasm‘mnaﬂaun'mlﬁﬁﬁmummn'wﬂaoﬁuuasun"’lwanswuéauma'au
1a59ms GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 wszdndl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mall : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE ; AUGUST 22, 2024
SAMPLING DATE + AUGUST 22, 2024 ANALYTICAL DATE : AUGUST 22-29, 2024
SAMPLING TIME 1 14:25 HOUR ISSUE DATE : AUGUST 30, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U080034
SAMPLING BY * + MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24AT208-0002
| | RESULT | REGULATORY | DETECTION
! PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
(SHALLOW ZONE) |
, S N ‘ | T24AT208-0002 B |
‘ MICROBIOLOGY
| Staphylococcus aureus "~ | roomL  [STANDARD METHODS FOR THE NOT DETECTED v - ]
| EXAMINATION OF WATER AND | |
WASTEWATER. APHA, AWWA, WEF. 24th
| ] EDITION, 2023. PART 6213B. |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
\SEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

..............................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1SO 90012015 CERTIFED * PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE I.ABOEATORY
[ 00120 CERNRED « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
L

= i 0 T

- End of Analysis Report -
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LABORATORY ACCKEDITATION

TESTING
No.0063

ANALYSIS REPORT
PROJECT NAME : meanfaquamiowiedny uasnmmadaumaliifensneinisiasfunazeflusanssevudauason
TR59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszdq11 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE 1 AUGUST 28, 2024
SAMPLING DATE : AUGUST 28, 2024 ANALYTICAL DATE : AUGUST 28 - SEPTEMBER 2, 2024
SAMPLING TIME 1 11:10 HOUR ISSUE DATE : SEPTEMBER 6, 2024
SAMPLING METHOD ° : GRAB AND STERILE TECHNIQUE REPORT NO, : 2024-U082535
SAMPLING BY °© : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AT687-0001
i B
RESULT REGULATORY | DEVECTION
| PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL [  STANDARD LIMIT
. (DEEP ZONE)
| T24AT687-0001
MICROBIOLOGY
COLIFORM BACTERIA ? [ MPN/00mL | MULTIPLE-TUBE FERMENTATION <11 <10 11
, o TECHNIQUE (SM: PART 92218 AND C) :
E cof ® /100 mL RUOROGENIC SUBSTRATE TEST (SM: NOTDETECTED | NOT DETECTED -
; PART 9221D AND F) |
Pseudomonas aeruginosa © | 1100 mL MEMBRANE FILTER TECHNIQUE (I1SO NOT DETECTED | 1 -
| 16266) J N
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

8 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl'l'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

........

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 9001:201 CERTIED
1SO MOO120T CERNAED
BY 351 GROUP (THALAND) CO,LTD.

+ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

i1
- End of Analysis Report -
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ISO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : puenainaandouradan na=mswnaaaun'mltjﬁﬁmuu'\mn'ﬁﬂaeﬁuuawmunans:wuﬂ'omna’au
1msanns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 asvd 1§l 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED

ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110

CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com

SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55

SAMPLE TYPE < WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 28, 2024

SAMPLING DATE : AUGUST 28, 2024 ANALYTICAL DATE : AUGUST 28 - SEPTEMBER 1, 2024
SAMPLING TIME : 11:10 HOUR ISSUE DATE : SEPTEMBER 6, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U082536
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AT687-0001

[ RESULT REGULATORY | DETECTION

PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMIT

| (DEEP ZONE)

| ) T24AT687-0001

| MICROBIOLOGY

| Staphylococcus aureus 100mL | STANDARD METHODS FOR THE NOT DETECTED v -
i EXAMINATION OF WATER AND |

WASTEWATER. APHA, AWWA, WEF. 24th

| ] | EDITION, 2023. PART 9213 B, B

| SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* -TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISOfIEC 17025, VERIFIED BY OWN LABORATCRY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA iS NOT DETECTED.

LABORATORY SUPERVISOR

1SO 90012015 CENTWED
IS0 WOOK205 CERTIRED

- End of Analysis Report -

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PR_IOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

—

——

§=
QG

TESTING
No.0063

ANALYSIS REPORT

PROJECT NAME : n1sanafnqmn1w3«uma’au uwazasasadaumaUfifieunanistasfunasudturanseviudonindan
1ns9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usedndl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 28, 2024
SAMPLING DATE : AUGUST 28, 2024 ANALYTICAL DATE : AUGUST 28 - SEPTEMBER 2, 2024
SAMPLING TIME : 11:15 HOUR XISSUE DATE : SEPTEMBER 6, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U082537
SAMPLING BY °© : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AT687-0002
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LM
[ {SHALLOW ZONE)
| T24AT687-0002
TOTAL DISSOLVED SOLIDS © mgL : TOTAL DISSOLVED SOLIDS DRIED AT 180 757 - 25
°C {SM: PART 2540 C)
MICROBIOLOGY
COLIFORM BACTERIA ® | MPN/GOmL |MULTIPLE-TUBE FERMENTATION <14 <10 CTH
TECHNIQUE (SM: PART_9221 B AND C) o
E cof ® M0OmL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
|PART 9221D AND F) ] |
Pseudomonas aeruginosa © 1o0mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v -
- 16266) L
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIST)

b ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlT[ON, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, 8.E. 2530 (1987).

SM

- End of Analysis Report -

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.
(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR
D Stot i GRTEED + PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 150 UOOT2015 CERTHED ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY 351 GROUP ) COLTD.
e 1 10 0 A0



Mg,
\‘\\“ 17,
S 7,

U AE United Analyst and Engineering Consultant Co,, Ltd. NN
e M ' 350l Udomsuk 41, Sukhunwit Road, Bangchak, Phrakhanong, Bangkok 10260 ARt
e oaimmary oo Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISO/IEC 17025

Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : aenaananniownsan uazm-:nn'-maumsﬂﬁﬂ'ﬁmﬂmnsmsﬂaaﬁuuasuﬁ‘lﬂuanswua’aumn'an
TAsIn15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isz#11 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE » AUGUST 28, 2024
SAMPLING DATE : AUGUST 28, 2024 ANALYTICAL DATE : AUGUST 28 - SEPTEMBER 1, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : SEPTEMBER 6, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U082538
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AT687-0002
] | _RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD |  LIMIT
‘ (SHALLOW ZONE)
| | T24AT687-0002 .
MICROBIOLOGY
Staphylococcus aureus | MOOmL | STANDARD METHODS FOR THE NOT DETECTED | v .
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th |
. 5 EDITION, 2023. PART 9213 B. L
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED 8Y OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD ; BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
17 A O

- End of Analysis Report -

s « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
150 MOOL2X0'5 CERTIRED
8Y 851 GROUP (THRALAND) CO,LTD.
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A ﬁg United Analyst and Engineering Consultant Co,, Ltd. N \J
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et o —— B 501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 e
consuLTanT comensy iives 11,0 2763 2828 Fax D 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultant.com Lisg(';‘ég
ANALYSIS REPORT
PROJECT NAME : mmaTeRanmaiwagay tarmenasaunaifiidenanaimsilasfuuacuilunanseudowangay
Ta59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1stdq1) 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED

ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110

CONTACT INFORMATION . : TEL : D 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com

SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55

SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 5, 2024

SAMPLING DATE : SEPTEMBER 4, 2024 ANALYTICAL DATE : SEPTEMBER 5-10, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : SEPTEMBER 13, 2024
SAMPLING METHOD ° : GRAB AND STERILE TECHNIQUE REPORT NO. 1 202411084518

SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131

ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AU275-0001

[ . —

| RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LM
(DEEP ZONE)

| | T24AU275-0001

| MICROBIOLOGY

| COLIFORM BACTERIA ® | MPN/0DML | MULTIPLE-TUBE FERMENTATION <11 <0 1

- | TECHNIQUE (SM: PART 92218 AND C)
Ecof® 00mL | ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
[ PART 9221D AND F) - _ |
Pseudomonas aeruginosa © 100 mL MEMBRANE FILTER TECHNIQUE {ISO DETECTED | v .
16266) R |

SAMPLE CONDITION '

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT .

3 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI) -
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

Sl 2.
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(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

{50 50012015 CEXTEED ¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Y

150 HODL20E CERTHED ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
0 O

51 GROUP (THALAND) CO,LTD. Y1

- End of Analysis Report -
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ISO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : MsnTraiaqaumndoniadaxn uazmsemaaaumsﬂﬁﬂ'ﬁmumasmsﬂaaﬁ‘uuazurﬂnuanszvmﬁ'emaa’au
1As9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alszdnil 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACYT INFORMATION : TEL : 0'2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 5, 2024
SAMPLING DATE : SEPTEMBER 4, 2024 ANALYTICAL DATE : SEPTEMBER 5-10, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : SEPTEMBER 13, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U084520
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. : T24AU275-0001
r — T — 1
| | RESULT REGULATORY | DETECTION |
PARAMETER UNIT | METHOD OF ANALYSIS SWIMMING POOL | STANDARD uMr i
{OEEP ZONE)
B . T24AU275-0001 |
MICROBIOLOGY
| Staphylococcus aureus /00mL | STANDARD METHODS FOR THE | perecTED v -
| EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th |
o - EDITION, 2023. PART 9213 B. I B
SAMPLE CONDITION '
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
SEDIMENT |
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025. R
* :TEST METHOD ARE NOT-COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)}
LABORATORY SUPERVISOR

1SO 90012015 LERVRED

A

SO MDOY205 CERTAIED

1/1

- End of Analysis Report -

# PROHIBITED TO PARTIALLY COPY ANALYSTS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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conacnay cowmnr cames Tel 0 2763 2828 Fax 0 2763 2800 wwwiuaeconsultant.com E-mail: use@uaeconsultant.com I:isg'orég
ANALYSIS REPORT
PROJECT NAME : Msanafenmawdstiadan wasmianINaumslfifennnasnsilasfunazuilssanssnudowinday
Tn59mMT GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isz411) 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE ¢ WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 5, 2024
SAMPLING DATE : SEPTEMBER 4, 2024 ANALYTICAL DATE : SEPTEMBER 5-10, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : SEPTEMBER 13, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U084522
SAMPLING BY © ¢ MR SUKSAN BOONLEANG WORK NO. : 2023006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AL275-0002
 RESULT | ReGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD LIMIT
(SHALLOW ZONE)

) o I L T24AU275-0002

TOTAL DISSOLVED SOLIDS © mg/L | TOTAL DISSOLVED SOLIDS DRIED AT 180 3635 - 25
| | °C (SM: PART 2540 C)
[microBIOLOGY
COLIFORM BACTERIA b MPN0OmL | MULTIPLE-TUBE FERMENTATION 11 <10 11
| - TECHNIQUE (SM: PART 9221B AND C) - B
E cof ® /1100 mL. FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
- - PART 9221D AND F)
Pseudomonas aeruginosa ° /100 mL MEMBRANE FILTER TECHNIQUE (ISO DETECTED v -
_ __|16268)

SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

8 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

[ 2.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

....... Yesrerasennasresane

==

1/1

- End of Analysis Report -

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

0 0 A
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Accreditation No. 1349/65
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ANALYSIS REPORT
PROJECT NAME : msasrdaaamwiniadan uazmmnaﬂaumsﬂﬁﬁ‘ﬁmﬂmnsmsﬂaaﬁuuazun“‘luuansawuéau‘ma’au
1597 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1syd1l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 5, 2024
SAMPLING DATE : SEPTEMBER 4, 2024 ANALYTICAL DATE : SEPTEMBER 5-10, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : SEPTEMBER 13, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U084523
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. : T24AU275-0002
[I RESULT REGULATORY | DETECTION
PARAMETER UNIT | METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMET

| (SHALLOW ZONE)

- ) | T24AU275-0002 |
MICROBIOLOGY i
Staphylococcus aureus [ HoOmL | STANDARD METHODS FOR THE } NOT DETECTED v -

| EXAMINATION OF WATER AND

WASTEWATER. APHA, AWWA, WEF. 24th

- EDITION, 2023. PART 9213 B, \

SAMPLE CONDITION ‘

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

| SEDIMENT |_
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE 1SO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

{MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
" O

- End of Analysis Report -

A « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
WD01I0T CERTIRED
BY 451 GROUP (THALAND) CO.ATD.
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ANALYSIS REPORT

PROJECT NAME : msssiaqumwdswingal wazmsaasaumaljifeunnasmsilasfuustuatunanssufonansau
Tasams GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usvdn1l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-15, 2024
SAMPLING TIME : 10:30 HOUR ISSUE DATE : SEPTEMBER 20, 2024
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U087140
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. ¢+ T24AU966-0004
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD LIMIT
(DEEP 20NE)
| T24AU966-0004 |

MICROBIOLOGY

COLIFORM BACTERIA ® | MPN10OmML [MULTIPLE-TUBE FERMENTATION <11 <10 T 1
' - TECHNIQUE (SM: PART 92218 AND C) B |

Ecof ® 1100 mL ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED | -

PART 9221D AND F) i |
Psoudomonas ae/ug/'nosa < 1100 mL MEMBRANE FILTER TECHNIQUE (|SO NOT DETECTED v B .
16266) - ! ] | B

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT -

@ ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI) -

b, ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

€ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 lhEDI'I'ION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

/e 2.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

IS0 9001:2015 CERTWFED
150 400120% CERTIRED
BY 851 GROUP (THAILAND) COLTD.

» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1 D 0 20 L0

~ End of Analysis Report -
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AN
S 3 Sof Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ROARES
e ooy earen  Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsuhtant.com E-mail: uae@uaeconsultant.com 1SO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME T sensinaaumndsniagan u.a::msa-naaiaumsﬂaﬁﬁmumnsmsﬂaoﬁuuasun“lﬂunmznuaou‘:aa’au
7a59n"s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS - 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMSER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-15, 2024
SAMPLING TIME : 10:30 HOUR ISSUE DATE : SEPTEMBER 20, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U087142
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS BUSSAKORN MAJAI ANALYSIS NO. : T24AU966-0004
' i RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMIY

| (DEEP ZONE)
| B T24AU966-0004

MICROBIOLOGY

Staphylococcus aureus " | /100mL | STANDARD METHODS FOR THE [ NOT DETECTED v e
| EXAMINATION OF WATER AND '

WASTEWATER. APHA, AWWA, WEF. 24th | I

; - EDITION, 2023. PART 9213 B. | |
SAMPLE CONDITION
| WATER'S COLOUR/TURBID COLOURLESS/CLEAR
EEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2630 (1987).
L) . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

{50 MOOL20E CERTIRED
3S! GROUP (THAILAND) CO,LY

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
1 A A

- End of Analysis Report -

o —— « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
24 YD,
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ANALYSIS REPORT
PROJECT NAME : MsanaTasum wAswiadan waznsenasaumsliidmunasnsilasfunsudlussnsenufowadan
1A59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sisy30fl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-17, 2024
SAMPLING TIME : 10:35 HOUR ISSUE DATE : SEFTEMBER 20, 2024
SAMPLING METHOD °© : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U087145
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AU966-0005
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS |SWIMMING POOL | STANDARD umMIv
(SHALLOW 2ONE)
| T24AU966-0005
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3450 - 25
— _ |"C(SMPART2540C)
MICROBIOLOGY
COLIFORM BACTERIA ® | MPN/10OmL | MULTIPLE-TUBE FERMENTATION <11 <10 11
L TECHNIQUE (SM: PART 9221B AND C) L
E cof ® 100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOTDETECTED | NOT DETECTED -
__ |PART9221DANDF) )
Pseudomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v -
|’.28)

SAMPLE CONDITION

WATER'S COLOUR/T URBID COLOURLESS/QLEAR

SEDIMENT

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl'l'ION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA iS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 9001:2015 CERTIFED
150 140012015 CERTIAED
AY 851 GROUP (THAILAND) COLTD.

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PEi!l_fl}SSION BY THE LABORATORY.

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
R0 0

751
- End of Analysis Report -



E j QE United Analyst and Engineering Consultant Co., Ltd.
' 350i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

UNITED AMALYET AND ESDIMEENSIG

contix T cowmmary ures 1610 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: use@uaeconsultant.com ISO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME  PAnIYRAMAWEILIASDY uazmm'naaaumsﬂaﬁﬁmumasmsﬂaar’i’uuazun“'luuansmuﬁouma'au
Ta59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 syl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 11, 2024
SAMPLING DATE : SEPTEMBER 11, 2024 ANALYTICAL DATE : SEPTEMBER 11-15, 2024
SAMPLING TIME ; 10:35 HOUR ISSUE DATE : SEPTEMBER 20, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U087147
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY + MISS BUSSAKORN MAJAI ANALYSIS NO. : T24AU966-0005
| }7 RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LT
(SHALLOW ZONE)

| ] B | T24AU966-0005 )
[MIGROBIOLOGY

e ———— I I 1
Staphylococcus aureus 100 mbL STANDARD METHODS FOR THE NOT DETECTED v - |

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
 |EDITION, 2023. PART 9213B. |

| SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

ISEDIMENT

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E 2530 (1987).

v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

IS0 90012015 CERTIFED
150 MD01205 CERTIRED
1Y BSi GROUP (THAILAND) CO.LTD.

< PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 AN

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : msasRtaguawaannsan uarnanRdaunslfidannamisilastunaudlanansudoedan
Ta7an1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ssrdnf] 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 19, 2024
SAMPLING DATE : SEPTEMBER 19, 2024 ANALYTICAL DATE : SEPTEMBER 19-27, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : OCTOBER 2, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U091444
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. : T24AV823-0001
- - - R r
-—RESU"T_! REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS |SWIMMING POOL|  STANDARD umMIr
(DEEP ZONE) '
| | T2enve2z 0001 | | |
MICROBIOLOGY
| COLIFORM BACTERIA b MPN/100 mL. | MULTIPLE-TUBE FERMENTATION T a2 <10 11
_ TECHNIQUE (SM: PART 92218 AND C) i ]
E cof® 1100 mL | FLUOROGENIC SUBSTRATE TEST (SM: DETECTED NOT DETECTED -
- |PART9221DANDF) |
Pseudomonas aeruginosa © /100mL | MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED [ v -
| 16266)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
|SEDIMENT - [

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 thEDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTER!A IS NOT DETECTED.

LABORATORY SUPERVISOR

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
A RO R O

1SO 90012015 CEANFED
1SO WOOL20'S CERTIRED
BSI GROUP (THALANID) CDTD, i1

- End of Analysis Report -
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o i 3 Sol Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 GRS
ez couessny uumer TE10 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com £-mail: uas@uaeconsultant.com ISO/IEC 17025
Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME ;. psanaiaRumuainInaau ua=n1snn‘-1ﬂaumsﬂﬁﬂ'ﬁmnmnsmsﬂaoﬁuuasun“’lﬂuanwwnﬁemaa‘au
TAsen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 19, 2024
SAMPLING DATE : SEPTEMBER 19, 2024 ANALYTICAL DATE : SEPTEMBER 19-22, 2024
SAMPLING TIME : 11:15 HOUR ISSUE DATE : OCTOBER 2, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U091445
SAMPLING BY * 1 MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AV823-0001
 RESULT | QEGULATORY | DETECTION
PARAMETER | UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD | LIMIT
- (DEEP ZONE)
[ | o _ | T24AV823-0001 | | .
;MICROBIOLOGY
Staphylococcusaureus | /00mL | STANDARD METHODS FOR THE [ NOT DETECTED v .
EXAMINATION OF WATER AND
‘ WASTEWATER. APHA, AWWA, WEF . 24th
| ) i |EDITION, 2023. PART 8213 B. - |
| SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

THE LI\-BOi'{ATORY HAS BEEN ACCEPTEb I;S AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

& - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

.

150 S001:2015 CERTIFED
150 H00120%5 CERTIAED
BY 8SI GROUP (THALAND) CO,LTD.

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY ‘I'HE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

2 O R

- End of Analysis Report -



ESAC

UNETED AL YET A0 ENOIMEBRING

United Analyst and Engineering Consultant Co,, Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consti 14T comemsry Lsren 1810 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

\‘\“l"”l
RN

’/l
A

§Z<<

M
D)

\\\

I’" nly |\\‘\

A
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ANALYSIS REPORT
PROJECT NAME : prsesataqmaninadan urtnRIRgarARlfiSmunasnislasfunasunlunsnitudnindoy
1A39n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dszdnil 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED

ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110

CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com

SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55

SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 19, 2024
SAMPLING DATE : SEPTEMBER 19, 2024 ANALYTICAL DATE : SEPTEMBER 19-27, 2024
SAMPLING TIME ¢ 11:20 HOUR ISSUE DATE : OCTOBER 2, 2024
SAMPLING METHOD ¢ : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U091447

SAMPLING BY ¢ : MR SUKSAN BOONLEANG WORK NO. : 2023-006131

ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. t T24AV823-0002

|__RESULT | RecuLaToRY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS [SWIMMING PoOL| STANDARD LMy
I(SHALLOW ZONE) |
L ) ) T24AV823-0002
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3473 ' - 25
°C (SM: PART 2540 C) . |
MICROBIOLOGY
' COLIFORM BACTERIA P | MPN/00 mL | MULTIPLE-TUBE FERMENTATION ' 22 <10 1
- TECHNIQUE (SM: PART 92218 AND C) _

| £ cob ® 1100 mL FLUOROGENIC SUBSTRATE TEST (SM: DETECTED NOT DETECTED -
| - | PART 9221D AND F) B

Pseudomonas aeruginosa ° 100 mL | MEMBRANE FILTER TECHNIQUE (iSO NOT DETECTED v -

_| 16266) - | =

SAMPLE CONDITION i

WATER'S COLOUR/TURBID COLOURLESS/CLEAR .
SEDIMENT -
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI‘l'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

Q e

¥ 851 GROUP (THALAND) CO,LTD.

in

 PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY,
& THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

O 0

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : Avanaiaqmmuiowiasan u.azmmnaaaumsﬂiiﬂﬁmummmsﬂaoﬁuuazuﬁ'lwansswuﬁouma’an
1as9ns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sedq1l 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 {THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 19, 2024
SAMPLING DATE : SEPTEMBER 19, 2024 ANALYTICAL DATE : SEPTEMBER 19-25, 2024
SAMPLING TIME : 11:20 HOUR ISSUE DATE : OCTOBER 2, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U091450
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24Av823-0002
= — : ) - - )
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIt

' (SHALLOW ZONE)
| - - T24AV823-0002 |

' MICROBIOLOGY
| Staphytococcus aureus ‘ /100mL | STANDARD METHODS FOR THE NOT DETECTED v [ -

EXAMINATION OF WATER AND
‘ ‘WASTEWATER. APHA, AWWA, WEF. 24th |
o [EDITION, 2023 PART9213B. B

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

EEDIMENT -

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

e : TEST METHOD ARE NOT COVERED COMPLYINé WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1887).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

e 2.

............. PeiEeTER sty araEEIeRISNSarsSISETIITOTTararuoeTorOoUrItY

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1 A AW

- End of Analysis Report -

50 90012015 CERTIFEQ
150 $400t205 CERTIRED
BY

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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F SAE United Analyst and Engineering Consultant Co, Ltd. A \J
mmmw SRR 3 50i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 b
cossuTanT cowey wrtes  1€1.0 2763 2828 Fax D 2763 2800 www.uaeconsultant.com E-mail: iae@uaeconsultant.com LEosgg‘ég
ANALYSIS REPORT
PROJECT NAME : et wdsuiasay ursnisanaraumsjidenanasmsilafuaruilusanssvudoningay
Ta59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isednfl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 25, 2024
SAMPLING DATE : SEPTEMBER 25, 2024 ANALYTICAL DATE : SEPTEMBER 25-29, 2024
SAMPLING TIME : 10:25 HOUR ISSUE DATE : OCTOBER 8, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U093563
SAMPLING BY ¢ : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AW423-0001
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
(DEEP ZONE)
' o | T24aW423-0001
MICROBIOLOGY
COLIFORM BACTERIA® ‘ MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11
_ TECHNIQUE (SM: PART 9221BANDC) | I
| E cob® i ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART 92210 AND F)
Pseudomonas aeruginosa © MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v .
L i | _| 16266) -
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -
® : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "'EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

150 90012015 CERTIRED
IS0 1400L206 CERTIAED
BY BSI GROUP {(THAILAND) CO.UTD,

[N 2

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

............................... SedesrintaaranantseratEan s anaunnena

1/1
- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : MIanAteqaawasuIngay uazmsmnaaaumiﬂﬁﬂﬁmummmsﬂaoﬁuua::un“"mNansswuﬁeu‘ma’an
1A79n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 25, 2024
SAMPLING DATE : SEPTEMBER 25, 2024 ANALYTICAL DATE : SEPTEMBER 25-29, 2024
SAMPLING TIME ; 10:25 HOUR ISSUE DATE : OCTOBER 8, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U093564
SAMPLING BY * + MR SITTHIPOL PROMPOCHENBOON WORK NO. 1 2023-006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. : T24AWA423-0001
' RESULT REGULATORY | DETECTION
PARAMETER UNIT \ METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
(DEEP ZONE)
B | T24AW423-0001 |
MICROBIOLOGY
| Staphylococcus aureus 100mL | STANDARD METHODS FOR THE NOT DETECTED | v .
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

i EDITION, 2023. PART 9213 B.

SAMPLE CONDITION ‘

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT _ i ‘

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025,

* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROFOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 500%2015 CERTIFED
150 MODL0S CERTIRED
BY BSI GROUP {THAILAND) CO,LTD.

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

« PROMIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

1 0 0 0 O

- End of Analysis Report -
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cossuran courany Lowrsn 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lisgtlmhég
ANALYSIS REPORT
PROJECT NAME : msanaiananmdiwadan uatmsanasanmalfiideunnesnisilasfunssuilunansevudoudandgay
1Asums GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sednl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE ! GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE . SEPTEMBER 25, 2024
SAMPLING DATE : SEPTEMBER 25, 2024 ANALYTICAL DATE : SEPTEMBER 25-29, 2024
SAMPLING TIME : 10:30 HOUR ISSUE DATE : OCTOBER 8, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-1J093565
SAMPLING BY © : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AW423-0002
. : —
RESULT REGULATORY | DETECTION
PARAMETER | UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LMIT
(SHALLOW ZONE)
— |. — T24AWA423-0002 _ |
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3,764 - ' 25 '
°C (SM: PART 2540 C)
MICROBIOLOGY
COLIFORMBACTERIA® | MPN/00mL | MULTIPLE-TUBE FERMENTATION <11 <10 Y
TECHNIQUE (SM: PART 9221B AND ﬂ |
Ecof ® /100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED | -
PART9221D ANDF) . ] ) ~ 1 ‘
Pseudomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (ISO DETECTED v - .
| 16286) — | _
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT l

# : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISD)

P : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
€ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDITION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

{50 90012015 CERTIRED
1SO UOCI20 CERTIRED
EY BSt GROUP (THAILAND) COATD.

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
OO W O R A

i1
- End of Analysis Report -



E s q == United Analyst and Engineering Consuitant Co, Ltd.
- W 3 50j Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

UNITED AMIRL.YET AR ENONOEMG

Sons Tt coumny iemes TE10 2763 2828 Fax 0 2763 2800 www.uaeconsuitant.com £-mail: vas@uaeconsultant.com ISOVIEC 17025
Accreditation No. 1349/65

==

ANALYSIS REPORT
PROJECT NAME 1 nsenIteqmnwiuInday u.a:mmnaaaun-nﬂﬁﬁﬁmumnsn'ﬁﬂaoﬁuumun“lnNanwwuﬂau‘ma’an
1859075 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1sydrT 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, OB 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 25, 2024
SAMPLING DATE : SEPTEMBER 25, 2024 ANALYTICAL DATE : SEPTEMBER 25-29, 2024
SAMPLING TIME : 10:30 HOUR ISSUE DATE : OCTOBER 8, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO, : 2024-U093566
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. : T24AW423-0002
] RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE) |
T24AW423-0002 ]
MICROBIOLOGY
Staphylococcus aureus 100mL | STANDARD METHODS FOR THE  NOT DETECTED v ‘ -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
EDITION, 2023. PART 9213 B. | ‘
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT |
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* + TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

ey « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 50 WOOL20% CHRTIED j « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY TD.

s n 0 O O

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : nsanatanaumudnnedal sarmmmnasarmalfiidaunesasilasfunasunlusanssvudowiason
TAson1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednd 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE : OCTOBER 2-8, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : OCTOBER 17, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U096754
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24AX077-0004
| | RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LiMIT
(DEEP ZONE) ,
- | T24ax077-0004 |
e _ 1 -
COLIFORM BACTERIA MPN/100mL | MULTIPLE-TUBE FERMENTATION <11 <10 T
TECHNIQUE (SM: PART 92218 AND C)
|E cof ® 1M0OmL | LUOROGENIC SUBSTRATE TEST(SM: | NOT DETECTED | NOT DETECTED .
PART 8221D AND F)
Pseudomonas aeruginosa © /00mL | MEMBRANE FILTER TECHNIQUE (ISO DETECTED R -
16266)
SAMPLE CONDITION | |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
SEDIMENT
2 ; [SO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; [SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA iS NOT DETECTED.

..............................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

Ev o]

BS) GROUP {THAILAND} CO.LTD.

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

s O O 0 O

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : mmnai’nqmmwa'ouma’au uazmsn-n'-zﬂaun‘nsﬂ:jﬁﬁmummn'\sﬂaaﬁuuasun"lnnanszwué‘oumﬁau
Thsens GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isvdndl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE : OCTOBER 2-8, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : OCTOBER 17, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U096755
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AX077-0004
RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD LIMIT
(DEEP ZONE)

- - | . T24AX077-0004 ] |

MICROBIOLOGY

| Staphytococcus aureus T 100mL | STANDARD METHODS FOR THE NOTDETECTED | ¥ .

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
__LEDITION. 2023, PART 9213 B. | - -

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

L] + TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

L::m;'":; )

BSI GROUP {THALAND) CO,LTD.

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : MsmsnTenummwdsuinday uatmmmagauninlfifienanasnaiasfusatuitunanssnuiowrndan.
1As9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszs1l 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMWVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE : OCTOBER 2-8, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : OCTOBER 17, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U096756
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY ¢ MR PITTAPAN LAEKOOD ANALYSIS NO. : T24AX077-0005

| RESULT | ReGULATORY | DETECTION

PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT

(SHALLOW ZONE)

T24AX077-0005 _ |
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 4,091 - ' 25

| °C (SM. PART 2540 C)
MICROBIOLOGY
COLIFORM BACTERIA® MPN/00 mL | MULTIPLE-TUBE FERMENTATION <11 <10 r
- - TECHNIQUE (SM: PART 9221B AND C)

E cof ® 100 mL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
|l - |PART 9221D AND F) B e L
Pseudomonas aeruginosa © 100 ml | MEMBRANE FILTER TECHNIQUE (ISO DETECTED v -
. | 16266) _ |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT l

& : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
® ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 l"EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 {1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

LABORATORY SUPERVISOR

ISO 900120 CERTIRED
ISO MOOt20%5 CERTIRED
Y BSI GROUP (THAILAND) CO.ATD.

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
00 0 0

i1
- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : MITRYRAMATHRIIREaN unsmmnaaaumsﬂﬂﬂﬁmumasmsﬂmﬁ’uuasuﬁ‘tﬂuanszmua‘su‘)ma’au
1Assn7s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 2, 2024
SAMPLING DATE : OCTOBER 2, 2024 ANALYTICAL DATE : OCTOBER 2-8, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : OCTOBER 17, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U096757
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24AX077-0005
[ RESULT REGULATORY | DETECTION
\ PARAMETER UNIT ‘ METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LmIr
| (SHALLOW ZONE)
_ ! | 129ax077-0005 |
[micrOBIOLOGY
Staphylococcus aureus 100mL | STANDARD METHODS FORTHE | NOT DETECTED v | -
. EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
EDITION, 2023, PART 9213 B. : -

SAMPLE CONDITION '

WATER'S COLOUR/TURBID ‘ COLOURLESS/CLEAR

|LSEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 50012015 CEATIFED
IS0 00120 CERTIRED
BY 351 GROUP (THALAND) CO.LTD.

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1" O 0

- End of Analysis Report -



\\“\:!;"'I/
N “,
ﬁ\\\;///ifa_ £ %=\
LABORATORY ACCREDITATION
pE . SEass s s . . NS BLADES
{f- ';ﬁ £, &__ United Analyst and Engineering Consultant Co,, Ltd, ‘v,,,,{l\/m\\‘\“@ u
; miw” = 350l Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 -
comain e coumsee vareo Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uze@uaeconsultant.com i
I e —— —— o s e =
ANALYSIS REPORT
PROJECT NAME : mamsRIaqmuaIwAlnIndan wRtAsARAdaMASTGannnainsasfunasuilunanTevudaniagay
Tasen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ilszshl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (T HONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 9, 2024
SAMPLING DATE : OCTOBER 9, 2024 ANALYTICAL DATE : OCTOBER 9-13, 2024
SAMPLING TIME : 10:40 HOUR ISSUE DATE : OCTOBER 24, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U098117
SAMPLING BY °© : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. * T24AX774-0001
I — - — = T T [ |
_ RESULT | peguraTORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(DEEP ZONE)
‘ | T24AX774-0001
MICROBIOLOGY
| COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <0 1
B - TECHNIQUE (SM: PART 9221B AND C) | - |
E cof ® HOO mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
| PART 9221D AND F) '
Pseudomonas aeruginosa € 100 mtL | MEMBRANE ALTER TECHNIQUE (1IsO NOT DETECTED v -
L = | 16266) o
SAMPLE CONDITION
' WATER'S COLOUR/TURBID COLOURLESS/CLEAR
| SEDIMENT - I
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

IS0 $001:2015 CERTIFED
IS0 MODL20% CERTIRED
BY 851 GROUP (THAILAND) CO,LTD.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

n 1 OO

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME | A1sETIRYRAMNINANLIREDY uasmmnaaaumiﬂﬁﬂ’ﬁmummmsﬂaaﬂ’uuazun‘imnan‘smuéuuma‘au
1A59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isusnd 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 9, 2024
SAMPLING DATE : OCTOBER 9, 2024 ANALYTICAL DATE : OCTOBER 9-13, 2024
SAMPLING TIME : 10:40 HOUR ISSUE DATE : OCTOBER 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U098118
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS JITSAMON NGAMKANA ANALYSIS NO. : T24AX774-0001
‘ . RESULT | REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LiMIT
(DEEP ZONE) |
| | | T24AX774-0001 J N
| MICROBIOLOGY
| Staphylococcus aureus [00mL | STANDARD METHODS FOR THE 'NOTDETECTED | V¥ C =
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF . 24th
) EDITION, 2023. PART 9213B. )
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR

|SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* .TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

150 90012015 CERTWED
150 10012075 CERTAED
AY §S! GROUP (THAILAND) CO.LYO.

(MISS CHAWEEWAN BOONLA}
LABORATORY SUPERVISOR

. PROH_IBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

/1

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : mIasTatequawdonsan wavnsamagaumalifdauanamislastuuasunlunansiudowiadgay
1aAsen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 yszdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 9, 2024
SAMPLING DATE : OCTOBER 9, 2024 ANALYTICAL DATE : OCTOBER 9-15, 2024
SAMPLING TIME : 10:45 HOUR ISSUE DATE : OCTOBER 24, 2024
SAMPLING METHOD °© : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U098119
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131 -
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AX774-0002
- i B =
v RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE)
} - ) | | T24AX774-0002 - )
TOTAL DISSOLVED SQUIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3888 - 25
| |°C (SM: PART 2540 C)
| MICROBIOLOGY
COLIFORM BACTERIA ® MPN/100 ml. | MULTIPLE-TUBE FERMENTATION <11 l <10 11
- | TECHNIQUE (SM: PART 92218 AND C) B
E coi® H0OmL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
- I PART 9221D AND F) - |
Pseuidomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED | v - [
| 16266) o
SAMPLE CONDITION [
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b+ ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “'EDITION, 2023,

REGULATORY STANDARD : BANGKOK METROPOUTAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

IS0 50012015 CERTIFED
IS0 0020 CERTIRED
B

Y BSI GROUP (THALAND) CO,LTD.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1/1
- End of Analysis Report -

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN _PERHISS!ON BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

0 OO 0O
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ANALYSIS REPORT
PROJECT NAME : avseatanmmmAsuwIadny uasmsanaﬂaun'\sﬂﬁﬁﬁmummn-ﬁﬂaoﬁuuazun“lﬂnanszmuaomaa'an
{A59n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT S5 lsednfl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail ;: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 9, 2024
SAMPLING DATE : OCTOBER 9, 2024 ANALYTICAL DATE : OCTOBER 9-13, 2024
SAMPLING TIME : 10:45 HOUR ISSUE DATE : OCTOBER 24, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U098120
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS JITSAMON NGAMKANA ANALYSIS NO. : T24AX774-0002
— i : | - o _
__ RESULT | RecuraToRY | DETECTION
PARAMETER UNIT | METHOD OF ANALYSIS SWIMMING POOL|  STANDARD | ERISEY ‘
| (SHALLOW ZONE) _
| . | T24AXEI-0002 | -
MICROBIOLOGY
iWybcaccus aureus 00mL | STANDARD METHODSFORTHE | NOT DETECTED v [ - .
| ' EXAMINATION OF WATER AND ‘
WASTEWATER. APHA, AWWA, WEF. 24th '
| | EDITION, 2023. PART 9213 B. | | |
SAMPLE CONDITION ' '
WATER'S COLOUR/TURBID | COLOURLESS/CLEAR
SEDIMENT !
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE 1SO/IEC 17025.
* .TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

15D 90012015 CERTWED
150 WO0L:2015 CERTIRED
BY 851 GROUP (THALAND) CO.LYD.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPDR_T PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

/1
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- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : muanafaaamindaray wasnsenagaumaliifiasnasmsilasfunssudtusansnudoningon
1A39n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alszdngl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 16, 2024
SAMPLING DATE : OCTOBER 16, 2024 ANALYTICAL DATE : OCTOBER 16-20, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE : OCTOBER 31, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U101350
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AY295-0001
__RESULT | grgutatorY | DETECTION ’
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LT
(DEEP ZONE)
T24AY295-0001
MICROBIOLOGY o R o
COLFORM BACTERIA ® | MPN/10OmL | MULTIPLE-TUBE FERMENTATION <11 <0 | 1
L B | TECHNIQUE (SM; PART 92218 AND C) ‘
E cof® | /oomL | FLUOROGENIC SUBSTRATETEST (SM: | NOT DETECTED | NOT DETECTED | -
PART 9221D AND F)
Pseudomonas aeruginosa® | 100mL | MEMBRANE FILTER TECHNIQUE (SO | NOT DETECTED v -
1_ 16266) - |

SAMPLE CONDITION ' B
WATER'S COLOUR/TURBID ‘ COLOURLESS/CLEAR
SEDIMENT
® : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI) .
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 {1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

IS0 90012015 CERTIRED
50 4001205 CERTIRED
BY B85 GROUP (THAILAND) COLLTD.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISCR

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
* THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

" 0O O

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : pmmsaianaawswasan ummssmaaaun'\-mﬁﬁﬁn'mn'msn'lsﬂaaﬁuuamn‘"l.ﬂuanszwnﬁauma’au
1asen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dszd8 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 16, 2024
SAMPLING DATE : OCTOBER 16, 2024 ANALYTICAL DATE : OCTOBER 16-20, 2024
SAMPLING TIME :+ 10:55 HOUR ISSUE DATE : OCTOBER 31, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U101351
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO, ; 2023-006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. 1 T24AY295-0001
| | | RESULT | QReGULATORY | DETECTION ]
PARAMETER [ UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIy

| (DEEP ZONE)
. | l { T24AY295-0001
[ _ s

MICROBIOLOGY
| Staphytococcus aureus [ /oomL | STANDARD METHODS FOR THE | ot pETECTED | v [ -

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

I. — EDITION, 2023. PART92138. I
| SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR
IEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

150 50012015 CERTIFED
1SO 00120 CERTIRED
Y ¥SI GROUP (THAXLAND) CO.LTD.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

. PROHiBlTED YO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 0 O 1 A TR LR

- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : MImnIinqamndedan uatmsanadaumalfifannasmsiafunasuilznanssnydowndan
Tas9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszd11l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUXHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 16, 2024
SAMPLING DATE : OCTOBER 16, 2024 ANALYTICAL DATE : OCTOBER 16-28, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE 1 OCTOBER 31, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U101352
SAMPLING BY ¢ : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24AY295-0002
= : == Sl
| RESULT REGULATORY | DETECTION
PARAMETER [ UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE)
- - B | - T24AY295-0002
| TOTAL DISSOLVED SOLIDS © | mglL |TOTALDISSOLVED SOLIDS DRIED AT 180 3830 . | 2
| | | °C (SM: PART 2540 C) - | |
MICROBIOLOGY
'COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <0 | 14
TECHNIQUE (SM: PART 9221B AND C) -
E cob® MOOmL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART 92210 AND F) o -
Pseudomonas aeruginosa © M00mL | MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED 1 | -
16266) - - | |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT .
a : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 “EDITION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

/Mo 2.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1SO 50012015 CERTIAED
SO U00120T CERTIHED
8Y BSI GROUP (THAILAND) €O, LTD.

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

17 O O 0 O

- End of Analysis Report -
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United Analyst and Engineering Consultant Co., Ltd.

3 Soj Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsuliant.com

ISO/IEC 17025
Accreditation No. 1349/65

T i =S e SIS PSS —— —————— — - e ——— __4“
ANALYSIS REPORT
PROJECT NAME : penAiRguamALIasaN u.a=n'\sanaaaumsﬂaﬁﬁmumaimsﬂaoﬁuua:un“mNnmznuﬁaman‘au
1A39n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION ; TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT S5
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 16, 2024
SAMPLING DATE : OCTOBER 16, 2024 ANALYTICAL DATE : OCTOBER 16-20, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : OCTOBER 31, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U101353
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MR NUTTACHOK LAKHAMMOON ANALYSIS NO. : T24AY295-0002
i : _ : —————
RESULT REGULATORY | DETECTION
PARAMETER | UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD | LIMIT
(SHALLOW ZONE) |
B i | T24AY295-0002 - |
MICROBIOLOGY
Staphylococcus aureus [ /100mL | STANDARD METHODS FOR THE ~ NOT DETECTED | v B "
| EXAMINATION OF WATER AND
' WASTEWATER. APHA, AWWA, WEF. 24th |
| EDITION, 2023. PART 9213 B. | - ) ‘
SAMPLE CONDITION
| WATER'S COLOUR/TURBID COLOURLESS/CLEAR
|SEDIMENT ] -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DIST! RIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 S001:2015 CERTIRED
150 W001:20%5 CERTIRED
BY

851 GROUP (THALAND) CO.LTD.

« PRONIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

n U 0 0 A

- End of Analysis Report -
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LABORATORY ACCREDITATION
r«— “;r ( %! = United Analyst and Engineering Consultant Co,, Ltd. = T ’
e o 3 Sai Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 “ntund
consuLTANs coueakemiren 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultant.com TESTING
e . = = N . ) No.0063
ANALYSIS REPORT
PROJECT NAME : AsmnARieRawEIadaY tazasanIdaumnljideunasasilasfunazudlunansmudoniagan
1as9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ysz4nl) 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 70834737 e-mall : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 23, 2024
SAMPLING DATE : OCTOBER 23, 2024 ANALYTICAL DATE : OCTOBER 23-27, 2024
SAMPLING TIME : 11;30 HOUR ISSUE DATE : NOVEMBER 4, 2024
SAMPLING METHOD ° : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U102576
SAMPLING BY ° : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AY842-0001
—_——— —— .
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LImIT
(DEEP ZONE)
: - [ T24AY842-0001 |
MICROBIOLOGY
| COLIFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION <11 <10 T
[ - | TECHNIQUE (SM: PART 9221BANDC) I ___
E cof® M0OmL  |FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED .
- PART 9221D AND F)
Pssudomonas aeruginosa © /1100 mL MEMBRANE FILTER TECHNIQUE (ISC DETECTED v -
16266) .
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
a : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI'HON, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

150 900T20Y5 CERTIFED
IS0 WOOLI0S CERMIFED
BY BS! GROUP (THAXAND) CO.LTD.

......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

* PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
# THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 1O 0 O

- End of Analysis Report ~
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ANALYSIS REPORT
PROJECT NAME : psAnTRqEAAILIRERY unsmscmaaaumsﬂﬁﬁﬁmummmsﬂaaﬁ’uuasun“'lwnnswmﬁ'amma'au
1a50n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dszdntl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 23, 2024
SAMPLING DATE : OCTOBER 23, 2024 ANALYTICAL DATE : OCTOBER 23-27, 2024
SAMPLING TIME : 11:30 HOUR ISSUE DATE : NOVEMBER 4, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U102577
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS JITSAMON NGAMKANA ANALYSIS NO. : T24AY842-0001
| ,ﬂ”_[_ REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMIT
(DEEP ZONE)

_ - - ) T24AY842-0001 |

MICROBIOLOGY

| Staphylococcus aureus 00mL | STANDARD METHODS FOR THE “[noroDETECTED | W -

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

i ] EDITION, 2023. PART 9213 B.

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

1

ISEDIMENT

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

b : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2630 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 0 0 0 A

- End of Analysis Report -

15O 14001:2015 CERTIRED

SO 90012015 CERTHED
BY 851 GROUP (THAILAND) CO.1

. PROHIBITI‘ED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
mJ
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P Y {Ir " \gt =" United Analyst and Engineering Consultant Co, Ltd. Ty \\'F J
'\ (] e - " . e, A
;}m;im.f’ k 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Uit
comsurant coursm caaren 1010 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : R fagamnAsniagay uazasanagaunsufiifienunamsiasfiunatumlunanssnufsnaan
1n59m35 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ilsvdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE ! GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 23, 2024
SAMPLING DATE : OCTOBER 23, 2024 ANALYTICAL DATE : OCTOBER 23-29, 2024
SAMPLING TIME : 11:35 HOUR ISSUE DATE : NOVEMBER 4, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U102579
SAMPLING BY °© : MR SUKSAN BOONLEANG WORK NO. 1 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AY842-0002
| RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE)
T24AY842-0002
TOTAL DISSOLVED SOUIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3240 - 25
°C (SM: PART 2540 C) B i
MICROBIOLOGY
COLIFORM BACTERIA ® MPN/100mL | MULTIPLE-TUBE FERMENTATION | <11 ' <10 [ 11
o | |TECHNIQUE(SM:PART9221BANDC) | L -
Ecof® 100mL RLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED | -
| B - _PAF\’T9221DANDF) ] __|____
Pseidomonas aeruginosa ° 100mL | MEMBRANE FILTER TECHNIQUE (ISO DETECTED v I -
L - B - | 16266) - |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

@ : ISO/IEC 17025 ACCREDITED BY THAT INDUSTRIAL STANDARDS INSTITUTE (TIST)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 r"EDITION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 00120 CERTRED ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

1= cnc o) coum 11 T 20 0500000 O

- End of Analysis Report -

= @ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITVEN PERMISSION BY THE LABORATORY.
By
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COMBULTANT COMPANY LINTED

——————

United Analyst and Engineering Consultant Co,, Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: uae@uaeconsultant.com

ISO/IEC 17025
___Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : psnATRRMAHAILIRREY ummsm‘naﬂaumiuﬁﬂﬁmummmsﬂaaﬁuuauun"luﬂans“mua\mmaau
1ason1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszdn 2567
CUSTOMER NAME : 1 8&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 23, 2024
SAMPLING DATE : OCTOBER 23, 2024 ANALYTICAL DATE : OCTOBER 23-27, 2024
SAMPLING TIME : 11:35 HOUR ISSUE DATE : NOVEMBER 4, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U102581
SAMPLING BY * + MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS JITSAMON NGAMKANA ANALYSIS NO. : T24AY842-0002
= = — |
‘ RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LmMIv
(SHALLOW ZONE)

i : T24AY842-0002 B
{MICROBEOLOGY

| Staphylococcus aureus /00mL__ | STANDARD METHODS FOR THE NOT DETECTED v | :

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

I B | EDITION, 2023. PART 9213 B. ,
SAMPLE CONDITION i
WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT | ‘
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025,

* .TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALTTY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

......................................................................

150 9002015 CERTIRED
1SO MOOL20% CERTIRED
Y E51 GROUP (THALAND) CO.ATD.

(MISS CHAWEEWAN BOONLA)

LABORATORY SUPERVISOR

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

/1

- End of Analysis Report -
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(ABORATORY ACCREDITATION
- A " . L R BLADSS
F YA United Analyst and Engineering Consultant Co,, Ltd. TN u
N\ ! . el
g 3 Soi Udomsuk 41, Sukhumvit Boad, Bangchak, Phrakhanong, Bangkok 10260 -
consuLrant coneany Lo 1610 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lisglogg
ANALYSIS REPORT
PROJECT NAME : msnnni’aqmmwa'auma'au uarmesadgaumalfidrunnamisilasdunaudlunanivuiouiaaas
1A50n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 slszhdl 2567
CUSTOMER NAME . L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 30, 2024
SAMPLING DATE : OCTOBER 30, 2024 ANALYTICAL DATE : OCTOBER 30 - NOVEMBER 4, 2024
SAMPLING TIME : 09:55 HOUR ISSUE DATE : NOVEMBER 13, 2024
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U104159
SAMPLING BY ¢ : MR SITTHIPOL PROMPOCHENBOON WORK NO. ; 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24A2447-0001
I | RESULT peGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
(DEEP ZONE)
N T24A2447-0001 |
MICROBIOLOGY
COLIFORM BACTERIA ® | MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11|
! | TECHNIQUE (SM: PART 9221B AND C)
E cof ® [ 1100 mL RLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED
L B PART9221D ANDF) - _ - L
Pseudomonas aeruginosa © 00mL | MEMBRANE FILTER TECHMIQUE (1SO NOT DETECTED v :
o ] B 16266) - .
SAMPLE CONDITION
| WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b » ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI‘I'ION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v DISEASE-CAUSING BACTERIA 1S NOT DETECTED.

150 9001:2015 CERNIRED
150 W0012015 CERTIKED
BY 851 GROUP (THARAND) CO.LTD.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
* THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

n G R A

- End of Analysis Report -
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TNIED AN )
mm"'m"“..;u" mmen Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mall: use@uaeconsultant.com ISO/EC 17025
Accreditation No. 1349/65
_ ANALYSIS REPORT
PROJECT NAME : MsasRTRquRAILIREaN uazmmﬂaaaumsﬂﬁﬁﬁmummmsﬂaar\’uuasun"‘lunansmuﬁ‘mnaa‘au
1as9n17 GRANDE CENTRE POINT HOTEL SUKHUMVIT S5 iszdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 30, 2024
SAMPLING DATE : OCTOBER 30, 2024 ANALYTICAL DATE + OCTOBER 30 - NOVEMBER 3, 2024
SAMPLING TIME : 09:55 HOUR ISSUE DATE : NOVEMBER 13, 2024
SAMPLING METHOD * :+ GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U104160
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY . MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AZ447-0001
RESULT REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
(DEEP ZONE)

- i A . o | T24A2447-0001 | _ _‘
MICROBIOLOGY
| Staphylococcus aureus /00mL | STANDARD METHODS FOR THE NOTDETECTED | ¥ N

EXAMINATION OF WATER AND |

WASTEWATER. APHA, AWWA, WEF. 24th
= _ ~ |EDITION,2023.PART9213B. SR _ 1
SAMPLE CONDITION I
WATER'S COLOUR/TURBID | COLOURLESS/CLEAR ‘
SEDIMENT l
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
& + TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD :

BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

ISD 90012015 CERTIFED
SO WO0L2015 CERTHED
BY BSI GROUP (THASLAND) CO.LTD.

.......................................................................

(M1SS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

n 00

- End of Analysis Repott -
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ASORATORY ACCREDFTATION
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y 3 ; ; (=2 United Analyst and Engineering Consultant Co,, Ltd. AN u
. ZI AT,
— o o3 S0i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 "
consuian coveay e 1810 2763 2828 Fax G 2763 2800 www.ugeconsultant.com £-mail: uas@uaeconsultant.com LEDS&';;%
ANALYSIS REPORT
PROJECT NAME : MmiasntaRunMAaniasa uarnsasaraunmfidamnasmsilasdunasuntunanssmudoniaday
1a%9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alszd1l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 30, 2024
SAMPLING DATE : OCTOBER 30, 2024 ANALYTICAL DATE : OCTOBER 30 - NOVEMBER 5, 2024
SAMPLING TIME ¢ 10:00 HOUR ~ ISSUE DATE : NOVEMBER 13, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U104161
SAMPLING BY °© ¢ MR SITTHIPOL PROMPOCHENBOON WORK NO. + 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AZ447-0002
,._ B —— ‘ . —_— : ==
__RESULT | ReGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LMIT
(SHALLOW ZONE)
1 T24AZ447-0002
TOTAL DISSOLVED SOLIDS © mg/l. TOTAL DISSOLVED SOLIDS DRIED AT 180 3,662 - 25
— j°C(SNtPART2540C)_ - ‘
MICROBIOLOGY
COLIFORM BACTERIA | MPN/OOmML |MULTIPLE-TUBE FERMENTATION <11 <10 T
o - TECHNIQUE (SM: PART 92_211 AND C)
E caf ® 100 mbL ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED | -
L PART 9221D AND F)
Pseudomonas aeruginosa ¢ {100 mL MEMBRANE FILTER TECHNIQUE (SO NOT DETECTED v N
|16266) |
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
| SEDIMENT -

23 ISO/IEC 17025 ACCREDITED BY THAT INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

e THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

i 0 0 L

- End of Analysis Report -

ISO 1400120 CERTRED

IS0 90012015 CERTFED
8Y BST GROUP (THAILAND) COATD.

] o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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E E!' QJF United Analyst and Engineering Consultant Co,, Ltd. N
mmmw W 3 501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 “loedyy N
conaans cousany oerso | TELD 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com F-mail: uae@uaeconsultant.com ISQ/IEC 17025
Accreditation No. 1349/65
- — — r———
ANALYSIS REPORT
PROJECT NAME : n-rmnafnammwﬁ‘emaa’au uazmmﬂaaaumiﬂﬁﬁﬁmummn'wﬂaoﬁuuazun“wuansmnﬁauma’au
1as9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dszdnil 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE 1 WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 30, 2024
SAMPLING DATE 1 OCTOBER 30, 2024 ANALYTICAL DATE : OCTOBER 30 - NOVEMBER 3, 2024
SAMPLING TIME : 10:00 HOUR ISSUE DATE : NOVEMBER 13, 2024
SAMPLING METHOD * 1 GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U104162
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY 1 MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24AZ2447-0002
| RESULT | REGULATORY ————
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
{SHALLOW ZONE)
3 | | T24A2447-0002 |
MICROBIOLOGY |
| Staphytococcus aureus [ }00mL | STANDARD METHODS FOR THE | NOT DETECTED v [ - |
| EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
- | EDITION, 2023. PART 9213B. o
| SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT l
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
= « TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA 1S NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

= o« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 150 WOOLZDE CERTFED o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
By

15 e kL) e 1 05 D 0 0

- End of Analysis Report -
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RABORATORY ACCREDITATION
[ S E‘f " United Analyst and Engineering Consultant Co,, Ltd. e \ ’
- PN
N e, 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 b
consa TANT cowrav uiamen  1€1.0 2763 2828 Fax 0 2763 2800 www.useconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : msnnai’nqmmwéomna’au uasnsanadaunnlfidamuunsnsilosfuazusilunanssvudagingon
Tas9ms GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1sz+11] 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE : NOVEMBER 6, 2024 ANALYTICAL DATE : NOVEMBER 7-11, 2024
SAMPLING TIME : 10:30 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U108995
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BA051-0004
__RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
(DEEP ZONE)
- T24BA051-0004
'MICROBIOLOGY
| COLIFORM BAGTERIA® | MPN/100mL |MULTIPLE-TUBE FERMENTATION <11 <10 T
_ B TECHNIQUE (SM: PART 9221B AND C) |
E cof® MOOmML  |FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PARTG21DANDF) -
 Peudomonas aeruginosa © M0OmL | MEMBRANE FILTER TECHNIQUE (iSO DETECTED v | .
'L__ - 16266) - | L
SAMPI.E CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

8 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl'I'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.........................

IS0 #400120% CERTWED

==

.........

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

* PROHIBITED TO PAR;I-ALLY COPY ANALYSIS REPOR:I' PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

i1
- End of Analysis Report -
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[:j S (v ll; United Analyst and Engineering Consultant Co,, Ltd. i;mﬂ;
M= 3 50l Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 NN
consuTant comemnr uatres  Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISOVIEC 17025

_ Accreditation No. 1349/65

——— —— e —— m—— = — — -

ANALYSIS REPORT
PROJECT NAME : pseniaqumwdaesou uasmmrnaanmsﬂﬁf!ﬁmumnsmsﬂaaﬁuuazun“lmannmuﬁouma’an
TAsen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ws¢411l 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail: boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE ; NOVEMBER &, 2024 ANALYTICAL DATE : NOVEMBER 7-10, 2024
SAMPLING TIME : 10:30 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U108996
SAMPLING BY * + MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BA051-0004

‘ ' RESULT | REGULATORY | DETECTION

PARAMETER ‘ UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT

‘ (DEEP ZONE)
! J ] - T248A051-0004 ]

MICROBIOLOGY

‘ryaphﬂo;c-us aureus " /100mL | STANDARD METHODS FOR THE NOT DETECTED v =

EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th | i
| . |EDTON, 2023 PART9213B.

SAMPLE CONDITION | '

LWATER'S COLOUR/TURBID | COLOURLESS/LEAR |

| SEDIMENT | :

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

{MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

IS0 w0020 CERTIHED

= =3 « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
BY 85! GROUP (THARAND) CO.LTD.

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
A 0

1 G

- End of Analysis Report -
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=" United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

P

comautent covennt e Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsiltant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : mMsernTagaumndaiagay uatmssnadaumnlfiifaunnamsilasdunatudluanansvudanason
Ta3an1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING PCOL RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE : NOVEMBER 6, 2024 ANALYTICAL DATE : NOVEMBER 7-11, 2024
SAMPLING TIME : 10:35 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U108997
SAMPLING BY ¢ : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BA051-0005
RESULT REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LmMIv
(SHALLOW ZONE)
- - | T248A051-0005 |
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3,738 ' - -
|°C (SM: PART 2540 C) o | |
MICROBIOLOGY
COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 < ' 11
_ B - | B TECHN_IQUE (SM: PART 9221B AND C)
E cof ® 1100 mL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
|PART 9221D AND F) )
Pseudomonss 3emg/hosa i 1100 mi. MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED L -
| 16266) - - R
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT

@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 u‘EDI'I'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

(==

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

& THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
0 O 00

1/1
- End of Analysis Report -
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u;m:: mm.;e 3 Sol Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

cons Tt cowenwy varee 1210 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail; uae@uaeconsultant.com ISONIEC 17025
Accredi'tation_N_o. 1349/65
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ANALYSIS REPORT
PROJECT NAME : MEanRiRsuAAIaEDY uazmsmnaﬁnumsﬂﬁﬁﬁmummmsﬂaoﬁuuazun"hluansznuﬁouma’au
1As9N1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 7, 2024
SAMPLING DATE : NOVEMBER 6, 2024 " ANALYTICAL DATE : NOVEMBER 7-10, 2024
SAMPLING TIME : 10:35 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U108998
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. ; 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BA051-0005
o i |
RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(SHALLOW ZONE)
S ) | T24BA051-0005 B
MICROBIOLOGY
Staphylococcus aureus /00mL | STANDARD METHODS FOR THE | NoT DETECTED | v .
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th |
- | EDITION, 2023. PART 9213 B.
SAMPLE CONDITION '
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISOfIEC 17025.
* .TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

SO HO00LXE CERTIRED
851 GROUP {THAILAND) €O.U

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1 AR R

- End of Analysis Report -

o S0tk G « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
sy 7D.
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FSAE United Analyst and Engineering Consultant Co., Ltd. e\ ’
) 8 | - e ’II,' aw
;m;‘;w SN 350 Udomsuk 41, Sukhumvit Raad, Bangchak, Phrakhanong, Bangkok 10260 fuat
consa T couean uuee  Te1.0 2763 2828 Fax 0 2763 2800 www.uaecansultanteom E-mall; uae@uaecensultant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : prsmsnTaqanwmfowiadax uwarmsendauamififammnasmsiasfunasunlunanssnudowingan
Tas9A75 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 tsy49 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT §5 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 13, 2024
SAMPLING DATE : NOVEMBER 13, 2024 - ANALYTICAL DATE : NOVEMBER 13-17, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U109300
SAMPLING BY °© : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS BUSSAKORN MAJAT ANALYSIS NO. : T24BA629-0001
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(DEEP ZONE)
B B T24BA629-0001
MICROBIOLOGY
COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11
| TECHNIQUE (SM: PART 9221B AND C) - - |
E cof ® M00mL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
- | PART 9221D ANDF) B
Pssudomonas aeruginosa © MOOmML  |MBEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v -
- 16266)
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR '
SEDIMENT -
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIST)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED,

/Noeron R

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1S0 90012015 CERTIFED
150 14001201 CERTIRED
BY B5| GROUP (THARAND) CO,LTD.

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.,

Y1
- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : nranafaaanwionindon ua::mmn'-xaaummﬁﬂamummmsﬂaaﬁuuasunﬂunanszmuﬁamaa’au
1As9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 Usedqll 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 13, 2024
SAMPLING DATE : NOVEMBER 13, 2024 ANALYTICAL DATE : NOVEMBER 13-17, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U109301
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BA629-0001
. _ - , :
| RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
| (DEEP ZONE)
) B | T24BA629-0001 | [
MICROBIOLOGY
| Staphylococcus aureus “/00mL | STANDARD METHODS FOR THE NOT DETECTED v -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
| | EDITION, 2023. PART 9213 B.
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT :
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025,
& : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E 2530 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

SO 50012015 CERTIFED
150 0012015 CERTIRED
BY 351 GROUP (THALAND) CO.LTD.

. PROHiBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION 8Y THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11 0 0

- End of Analysis Report -

Accreditation No. 1349/65
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im LAKORATORY ACCREDITATION
[ W \L United Analyst and Engineering Consultant Co,, Ltd. o\ ’
< ; . ’, (/" N
mmm:’— 3 Soi Udomsuk 41, Sukhumuvit Road, Bangchak, Phrakhanong, Bangkok 10260 Tt
cowsi Tt coweasy -uaren 10 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant com TESTING
Np.0063
ANALYSIS REPORT
PROJECT NAME : msnna‘)’maunwﬁ‘euma’an warmsenagaunmsufiifamnasnistasfunazsuslananstnufawindon
1A59n715 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uses1{] 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 13, 2024
SAMPLING DATE : NOVEMBER 13, 2024 ANALYTICAL DATE : NOVEMBER 13-19, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD ¢ : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U109302
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS BUSSAKORN MAJAI ANALYSIS NO. : T24BA629-0002
 RESULT | ReGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD LIMIT
(SHALLOW ZONE)

- - - T24BA629-0002

TOTAL DISSOLVED SOLIDS ¢ ' mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3813 - -
__|cemparTase)
MICROBIOLOGY
COLIFORM BACTERIA P | MPN/100 mL MUL‘I‘IPLE-‘fUBE FERMENTATION <11 <10 [ 14
_ TECHNIQUE (SM: PART 9221 B AND C) _ B
| E cof ® /100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
L _ PART 9221D AND F) -
Pseudomonas aeruginosa © M00 mL MEMBRANE FILTER TECHNIQUE (ISO TNOT DETECTED v -
I B | 16266)

SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISOfIEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v

LV B51 GROUP (THAILAND) CO.LTD]

150 MD0120% CERTINED

. DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1/1
- End of Analysis Report -

o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIES REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

0O 00 O O
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United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

£ N
AN
"’llh il "\\\\“

UMETIED ANALYET AMD ERGH
T e urren Tell0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISG/IEC 17025
A=, - == — Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME : peanataaamndsningay uazmsnnaaaun'nsﬂﬁﬂﬁmuu'\nsn'\sﬂaaﬁuuazunﬂnuansswuﬁuu'ma'au
1as9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 iszdnfl 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : O 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 13, 2024
SAMPLING DATE : NOVEMBER 13, 2024 ANALYTICAL DATE : NOVEMBER 13-17, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : NOVEMBER 21, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U109303
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BA629-0002
[ - T i |
RESULT | REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LMIr
(SHALLOW ZONE)
- | | T248A629-0002 | - |
MICROBIOLOGY |
Staphylococcus aureus " /00mL | STANDARD METHODS FOR THE NOT DETECTED | v -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
R - ) | EDITION, 2023. PART 9213B. S
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

150 90012015 CERTIRED
150 WOOL20% CERTIRED
8

VISIWUHAI.AND)COJ.‘ID]

.......................................................................

{(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1/1

- End of Analysis Report -

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY,
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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F ﬁ 0 \L United Analyst and Engineering Consultant Co., Ltd. AN \J
p g == . 'h{,l\\\‘
el 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 il
URITED ANALYST AND SHGINESIING
consuLTan cowemny orreo T8I0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lﬁsg‘o"‘e
ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 20, 2024
SAMPLING DATE : NOVEMBER 20, 2024 ANALYTICAL DATE : NOVEMBER 20-26, 2024
SAMPLING TIME : 11:50 HOUR ISSUE DATE : DECEMBER 4, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U113441
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY + MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T248B355-0001
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LMIT
(DEEP ZONE)
B T24B8B355-0001
MICROBIOLOGY
COLIFORM BACTERIA b MPN/100 mL | MULTIPLE-TUBE FERMENTATION >23 <10 11
_ . TECHNIQUE (SM: PART 8221B AND C)
E cof ® 100 mL FLUOROGENIC SUBSTRATE TEST (SM: DETECTED NOT DETECTED - |
PART 9221D AND F) -
Pseudomonas aeruginosa © /100 mL MEMBRANE FILTER TECHNIQUE (iSO NOT DETECTED v -
16266)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
bl ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

L =i

85 GROUP (THALAND) CO.LTD.

1/1
- End of Analysis Report -

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.



U &E United Analyst and Engineering Consultant Co,, Ltd.

3 S0i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
ANITED MALYET AND DIOMEXRING

SowsuL vt cowedary Lummen | TL0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail uae@uaeconsultant.com ISO/IEC 17025
Accreditaﬁoi\_No. 1349/65

ANALYSIS REPORT
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 20, 2024
SAMPLING DATE : NOVEMBER 20, 2024 ANALYTICAL DATE : NOVEMBER 20-25, 2024
SAMPLING TIME : 11:50 HOUR ISSUE DATE : DECEMBER 4, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U113442
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS TTSARIYAPORN BUATIB ANALYSIS NO. : T2488355-0001
| RESULT REGULATORY | DETECTION |
PARAMETER UNIT | METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMIT
(DEEP ZONE)
! T2488355-0001
MICROBIOLOGY "
Staphyfococcus aureus M00mL | STANDARD METHODS FOR THE NOT DETECTED v -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th

i EDITION, 2023. PART 9213 B.

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT .

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.............................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR
» PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 1SO MO01206 CERTIRED « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY B! D, Bl
sl n 000 0 0 O O

- End of Analysis Report -
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United Analyst and Engineering Consultant Co,, Ltd. % 3
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Gé%

consortaar cowmrs e Tel.0 2763 2828 Fax 0 2763 2800 wwwasaeconsultant.com E-mail; uae@uaeconsultant.com TES&';%
No.
ANALYSIS REPORT
CUSTOMER NAME » L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE - WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 20, 2024
SAMPLING DATE : NOVEMBER 20, 2024 ANALYTICAL DATE : NOVEMBER 20-29, 2024
SAMPLING TIME 1 11:55 HOUR ISSUE DATE : DECEMBER 4, 2024
SAMPLING METHOD ¢ . GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U113443
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY ;. MISS ITSARIYAPORN BUATIB ANAI.YSIS NO. : T24BB355-0002
RESULT | pecuiaToRrY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
(SHALLOW ZONE)

| - T24BB355-|?002

TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 3767 - .
1 _ °C (SM: PART 2540 C)
MICROBIOLOGY
COLIFORM BACTERIA MPN/100mL | MULTIPLE-TUBE FERMENTATION <11 <10 14
TECHNIQUE (SM: PART 9221B AND C)

E cof ® /100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -

- PART 9221D AND F)
Pssudomonas aeruginosa © /100 mL MBEMBRANE FILTER TECHNIQUE (SO NOT DETECTED v -

- 16266) - -

SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 u'EDI'I"IC)N, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

...................................

L e

2SI GROUP (THALAND) ao.un]

¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRlTl'EIG PERMISSION BY THE LABORATORY.
¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

/1
- End of Analysis Report -

0 O



E E {%E: United Analyst and Engineering Consultant Co., Ltd. N
S W 3501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 KA
ot e commy o TeL0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultantoom SO/IEC 17025
et T — - S Accreditation ND.. 1349/65
ANALYSIS REPORT
CUSTOMER NAME . L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS . 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE . GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE . WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 20, 2024
SAMPLING DATE : NOVEMBER 20, 2024 ANALYTICAL DATE : NOVEMBER 20-25, 2024
SAMPLING TIME : 11:55 HOUR ISSUE DATE : DECEMBER 4, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U113444
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BB355-0002
| | RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LmMIT
‘ (SHALLOW ZONE)
| T2488355-0002 |

| MICROBIOLOGY |
Staphylococcus aureus 100mL | STANDARD METHODS FOR THE NOT DETECTED v -
| EXAMINATION OF WATER AND
: WASTEWATER. APHA, AWWA, WEF. 24th

| EDITION, 2023. PART 9213 B. 1 | |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT B -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE 1SO/IEC 17025. R
* . TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

SO W00120%5 CERTIRED
BSI GROUP (THARAND) CO., L

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
] A A

- End of Analysis Report -

50 $00120 CERTFED « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
By 10.
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r j fM; United Analyst and Engineering Consultant Co,, Ltd. oy \ ’
i — N . . . "%y, A
S 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ity
consuLTant coueany Lsren  Te0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : msamataqanwdowiadan uazminnadaumniidanaesmsiiasAusasuilusanerudowiaday
TAsan1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sz4n1] 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 27, 2024
SAMPLING DATE : NOVEMBER 27, 2024 ANALYTICAL DATE : NOVEMBER 27 - DECEMBER 2, 2024
SAMPLING TIME : 09:25 HOUR ISSUE DATE : DECEMBER 13, 2024
SAMPLING METHOD ¢ : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U115729
SAMPLING BY °© : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24BB928-0001
| RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LmMIr
(DEEP ZONE)
o ) - T248B928-0001
MICROBIOLOGY
COLIFORM BACTERIA P MPN/100 mL | MULTIPLE-TUBE FERMENTATION <14 <1 11
) TECHNIQUE (SM: PART 9221B AND C) ]
E cof ® 1100 mL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART 9221D AND F)
Pseudomonas aeruginosa © 100mL | MEMBRANE FILTER TECHNIQUE (iSO DETECTED 1 -
- | 16266) i - ) |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT N

@ ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISQ/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

sM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 I"EDITION, 2023,

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

{(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

* THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

" O 0 O

- End of Analysis Report -

150 001208 CERTIRED

SO 20012015 CERTIRED
BY BS| GROUP {THAILAND) CO.LTD.

] . PROHImD TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
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ANALYSIS REPORT
PROJECT NAME : MIRTRiRammRAIWIRDN uasm‘mn‘-\aaumsﬂﬁﬁﬁmumnm‘lsﬂaoﬁuua:un"lﬂnanswuaouma"au
TAT9n7s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 sz 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 27, 2024
SAMPLING DATE : NOVEMBER 27, 2024 ANALYTICAL DATE. : NOVEMBER 27 - DECEMBER 2, 2024
SAMPLING TIME : 09:25 HOUR ISSUE DATE : DECEMBER 13, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U115733
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BB928-0001
‘ | RESULT | ReGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LImMET
(DEEP ZONE)
] j B T248B928-0001
MICROBIOLOGY
Staphylococous aureus - 100mL | STANDARD METHODS FOR THE NOT DETECTED v -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
- EDITION, 2023, PART 9213 B. - )

mpm CONDITION

iWATER'S COLOUR/TURBID COLOURLESS/LEAR

| SEDIMENT i

THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

LABORATORY SUPERVISOR

S0 M0 R » PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 1SD MOOt:206 CEATIRED } ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
L D,

b= ot ey o 1 0 0 0O

- End of Analysis Report -
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No.0063

ANALYSIS REPORT
PROJECT NAME : MsarRTaRAMUAILIASRY urrAMsETRRauMAI§idrnsnasnsasAuuandlusanssudowiaday
Ta39n17 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 dsy4n1 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 27, 2024
SAMPLING DATE : NOVEMBER 27, 2024 ANALYTICAL DATE : NOVEMBER 27 - DECEMBER 3, 2024
SAMPLING TIME : 09:30 HOUR ISSUE DATE : DECEMBER 13, 2024
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U115737
SAMPLING BY © : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MR PITTAPAN LAEKOOD ANALYSIS NO. : T24BB928-0002
= : == ]
RESULT | geGuiATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS |SWIMMING POOL|  STANDARD LIMIT
(SHALLOW ZONE) |
(. - - | - - T24BB928-0002 B I
TOTAL DISSOLVED SOLIDS ¢ mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 4,111 B |
| °£ (SM: PART 2540 C)
MICROBIOLOGY
COLIFORM BACTERIA® MPN/00 mL | MULTIPLE-TUBE FERMENTATION <11 <10 T 1
TECHNIQUE (SM: PART 9221B AND C) |
E cof ® MO0 mL ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART 9221D AND F) -
Pseudomonas aefyginosa g /100 mL MEMBRANE FILTER TECHNIQUE (ISO DETECTED v -
B 16266) o | [ . R
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT i

2 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 u.'EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

v

: DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

A

===

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

/1
- End of Analysis Report ~

. PROHI&D TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN _P-ERMISSION BY THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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ISO/IEC 17025
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ANALYSIS REPORT
PROJECT NAME : nesRinRa A WIRRaY uasmsanaaaumsﬂaﬂ’ﬁmummm-sﬂaeﬁuuazunﬂnuanwmnéou'ma'an
1As9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ustdnll 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 27, 2024
SAMPLING DATE : NOVEMBER 27, 2024 ANALYTICAL DATE : NOVEMBER 27 - DECEMBER 2, 2024
SAMPLING TIME : 09:30 HOUR ISSUE DATE : DECEMBER 13, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U115739
SAMPLING BY * " : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BB928-0002
|__RESULT | REeGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMIT
(SHALLOW ZONE)
| - i T248B928-0002 |
MICROBIOLOGY
Staphylococcus aureus " 100mL | STANDARD METHODS FORTHE NOT DETECTED v .

EXAMINATION OF WATER AND

WASTEWATER. APHA, AWWA, WEF. 24th

EDITION, 2023. PART 9213 B.
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
. - TEST METHOD ARE NOT COVERED COMPLYING WITH THE 1SO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

{MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 $0012015 CERTIFED

==

150 M001206 CERTIRED

¢ PROHIBITED TO PARTIKLLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

1/1

- End of Analysis Report -
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LABGRATORY ACCREDITATIOl
VA United Analyst and Engineering Consultant Co,, Ltd. NS mATSS
Y= AN
- 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Tl
TESTING
¥ No.00G3
e
ANALYSIS REPORT
PROJECT NAME : mMseateqanwdswinday uaznsanasaunsliifansnamslasfuuaruilunansvudonraton
1795 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 vsednl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-11, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : DECEMBER 20, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U119998
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. 1 T24BC692-0004
|[ " RESULT | REGULATORY | DETECTION ‘
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(DEEP ZONE)
- - | T24BC692:0004 | o
MICROBIOLOGY
| COLIFORM BACTERIA b MPN/100 mL | MULTIPLE-TUBE FERMENTATION ' <14 i <10 1
] | TECHNIQUE (SM: PART 92218 AND C) _ |
| & cob MoomL | ALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED - T
- PART 9221D AND F) L |
Pseudomonas aeruginosa °© /00mL | MEMBRANE FILTER TECHNIQUE (tSO NOT DETECTED 1 .
B 16266) - -
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -
a: 1SO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

Sy 2.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 S0012015 CERTIFED
150 14001205 CERTIAED
BSI GROUP (THALAND) CO.LTD.

1/1
- End of Analysis Report -

& PROHIBITED TO PARTIALLY CO_PY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

A
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S p— 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

CONSULTANT Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISO/IEC 17025

‘ _Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : mmﬂ'-ri’aammwéeuma’au uaxmss\naaaumsﬂﬁﬁﬁmummmiﬂaoﬁuuazun“'luNanwmuﬁou‘ma’au
Tmsomns GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 alssdndl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS 1 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-9, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : DECEMBER 20, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U119999
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. 1 T24BC692-0004
—— - - e —
' | RESULT | REGULATORY | DETECTION
PARAMETER UNIT ‘ METHOD OF ANALYSIS SWIMMING POOL|  STANDARD | LIMIT
‘ (DEEP ZONE) ‘

e S | —— |T29Bce92-0008 | |
MICROBIOLOGY

Staphylococcus aureus | /omL |STANDARD METHODS FOR THE | NOT DETECTED | v -

EXAMINATION OF WATER AND ‘
WASTEWATER. APHA, AWWA, WEF. 24th

| - EDITION, 2023. PART 9213B. -

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT [
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

. TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v . DISEASE-CAUSING BACTERIA 1S NOT DETECTED.

*

.............................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
0L GO

1/1

150 S00T2016 TERTFED

=)

ISO MOOt205 CERTIRED

- End of Analysis Report -
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LARORATORY AOCREDITATION
( § "\{1 United Analyst and Engineering Consultant Co., Ltd. oy O ’
AN 3 50 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 ool
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063
]
ANALYSIS REPORT
PROJECT NAME : raesIainqMMwaIwIANaY wazmsanagaunslfidenanamisiasfuuaruilunansenudowinsan
16159015 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 asednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-12, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : DECEMBER 20, 2024
SAMPLING METHOD ° : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U120000
SAMPLING BY © : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BC692-0005
| |L__RESULT REGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LiMIv
(SHALLOW ZONE)
| T24BC692-0005
— - -— — —— R + — S —
| TOTAL DISSOLVED SOUIDS © mg/t | TOTAL DISSOLVED SOLIDS DRIED AT 180 | 4233 - 1 -
|°C (SM: PART 2540 C) -
MICROBIOLOGY
COLIFORM BACTERIA ® [ MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 TS
- TECHNIQUE (SM: PART 9221B AND C) [
E cof ® /100mL  |FALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART 9221D AND F) _ |
Pseudomonas aeruginosa ° /100mL  |MEMBRANE FILTER TECHNIQUE (ISO DETECTED v -
‘ 16266) ] B
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT -
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISD)
b« 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
< : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl’I’ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1387).

v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

150 9002015 CERTIRED'
150 400108 CERTIRED
8Y BS! GROUP {THALAND) CO.LTD.

ATy

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1/1
- End of Analysis Report -

O RNl

|

e PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT I;'REIOR TO WRITTEN PERMISSION BY THE LABORATORY.
« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

L
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Alal United Analyst and Engineering Consultant Co,, Ltd. i%’f 3 Q :
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CONSLLTANT 2828 Fax 0 2763 2800 www.uaeconsultant.com (SO/IEC 17025

Accreditation No. 1349/65

ANALYSIS REPORT

PROJECT NAME : msanﬁaammwﬁuuma’au uazn'\smnaaaunvsﬂﬁﬁﬁmuu‘msmsﬂaoﬁuuazun‘luuanszwuﬁ‘ouma'au
Ta59n7 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ylsednil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL: 0 2G20 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE » GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 6, 2024
SAMPLING DATE : DECEMBER 5, 2024 ANALYTICAL DATE : DECEMBER 6-9, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : DECEMBER 20, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U120002
SAMPLING BY * : MR SUKSAN BOONLEANG WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BC692-0005
o e — S
T | RESULT | REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
{SHALLOW ZONE)
I = — _‘ S | 724BC692-0005 | I | B
MICROBIOLOGY
Staphylococcus aureus 100mL | STANDARD METHODS FOR THE [ NOT DETECTED v [ -
EXAMINATICN OF WATER AND
| WASTEWATER. APHA, AWWA, WEF. 24th
o - | EDITION, 2023. PART 9213 B. ‘ I S -
SAMPLE CONDITION |
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT \ : |

THE LABORATORY HAS BEEN ACCEPTED- AS AN ACCEITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

L4 - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

IS0 MOOL20E CERTIRED

150 9001201 CERTIFED
BY 8Si GROUP {THARAND) COLTD.

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
+ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

1 A O 0 RO

- End of Analysis Report -
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LABORATORY ACCREDITATION

P! t’. % ( United Analyst and Engineering Consultant Co., Ltd. s \U7 ’
T ==\ . . "o W
f =y 3 Soi Udomsuk 41, Sukhunwit Road, Bangchak, Phrakhanong, Bangkok 10260 (IR
TESTING
No.0063
e
ANALYSIS REPORT
PROJECT NAME : Aenainaannddnaay sazmsanagaunnifiidannesnsiasunasunlsuanssnudiadan
1a59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 a5+ 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 {THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : G 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 12, 2024
SAMPLING DATE : DECEMBER 11, 2024 ANALYTICAL DATE : DECEMBER 12-19, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : DECEMBER 26, 2024
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U121788
SAMPLING BY ° : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24BD171-0001

¢ e = . I .
' | RESULT | REGULATORY | DETECTION

PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LImMIT
| (DEEP ZONE)
| - | T248D171-0001
MICROBIOLOGY
COLIFORM BACTERIA® | MPN/00mL | MULTIPLE-TUBE FERMENTATION l 69 <0 T
[ ] - __'I'Eg-_ll\iQUE {SM: PART 9221B AND C) - ]
Ecof® 100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
| PART 9221D AND_F) | e
| Pseudomaonas aeruginosa © [ 1MoomL | MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED i -
16266
I 1 o) i |
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
.

SEDIMENT

3 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 I"EDITION, 2023

———— i —

SM

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2530 (1987).

) . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 90012015 CERTIFED
iSO MODL206 CERTIHED
BY BSI GROUP {THAILAND) CO.LTD.

© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
1/1
- End of Analysis Report -

. PROHIBI_TED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

A0
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AW 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 "4:4@\\\\\°
Tel0 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISGAEC 17025
= . Accreditation No. 1349/65
ANALYSIS REPORT
PROJECT NAME : nwasnfﬂﬂmmwéamﬂa’au uazmia‘n:aaumsﬂsjﬁ‘ﬁmummmsﬂaaﬂuuazun“'l'zmanszwnﬁou‘ma’an
Tns3n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 tsrdndl 2567
CUSTOMER NAME + L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS - 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE . GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 12, 2024
SAMPLING DATE : DECEMBER 11, 2024 ANALYTICAL DATE : DECEMBER 12-17, 2024
SAMPLING TIME : 10:50 HOUR ISSUE DATE : DECEMBER 26, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. . 2024-U121789
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS JITSAMON NGAMKANA ANALYSIS NO. : T248D171-0001
| | RESULT | RpGULATORY | DETECTION |
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING PooL | STANDARD LM
(DEEP ZONE)
_ I - ] | T248D171-0001 | }
MICROBIOLOGY
I - SESTE—— — — —_— —— — —_— e _
Siaphylococcus aureus | /100mL STANDARD METHODS FOR THE NOT DETECTED v -
! EXAMINATION OF WATER AND
| | WASTEWATER. APHA, AWWA, WEF. 24th |
| | EDITION, 2023. PART 9213 B.
L = = _JEOMI e e TR e o= =
SAMPLE CONDITION | [
WATER'S COLOUR/TURBID | COLOURLESS/CLEAR |
| SEDIMENT - ' |
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.
* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

) o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY,
BY

ISO WODE0E CERTIRED © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

13 croue i) 1 R 0 0 A

- End of Analysis Report -
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LABQRATORY ACCREIHTATION
¥ U %= United Analyst and Engineering Consultant Co,, Ltd. LIS =
alA { N

-y 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Tl
TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME ; Aenadagunndsaaan uatnsanasaumalifdamnainsilasfunasilanansmufouniasan
1asen1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 15411 2567

CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED

ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110

CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com

SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55

SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 12, 2024
SAMPLING DATE : DECEMBER 11, 2024 ANALYTICAL DATE : DECEMBER 12-18, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE : DECEMBER 26, 2024
SAMPLING METHOD ¢ : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2024-U121790

SAMPLING BY © : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131

ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T248D171-0002

' | RESULT | ReGuLATORY | DETECTION
PARAMETER |  UNIT METHOD OF ANALYSIS |SWIMMING POOL| STANDARD |  LIMIT
| (SHALLOW ZONE)
- N _ | T24BD171-0002 |
TOTAL DISSOLVED SOLIDS © mg/L | TOTAL DISSOLVED SOLIDS DRIED AT 180 4394 - -
R 1 | °C (SM: PART 2540 C) i i I

MICROBIOLOGY

= — = S—— . |
| COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION 5.1 <10 11

- - - | +TECHNIQUE (SM: PART 9221B AND C) o 7‘ -

Ecof® 7100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED - |
‘7 ) | R | PART 9221D AND F) |

Psetdomonas aeruginosa © MO0 mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED | v -

' 116266) s . ]
SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT -
a : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TIST)
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl'I'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B E. 2630 (1987).
v . DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

=5 Soios GRTTED o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
ay 0.

ISO 14001201 CERTIRED
B85 GROUP (THAILAND) CO, L1

o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

1 O

- End of Analysis Report -




United Analyst and Engineering Consultant Co., Ltd.

YAE
- a— 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel0 2763 Fax 0 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ISOAEC 17025
——-— Accreg_iit_ation No. 1349/65
ANALYSIS REPORT
PROJECT NAME : msmw’fmnmmﬁ'ouma’au u.a-.zmssﬁ’naaumsﬂﬁﬁa‘\muu'm'm'\'sﬂaoﬁuuazun*’lmnnsmuﬁ'amma“au
1a39n17 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 1lsydnil 2567
CUSTOMER NAME . | &H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS - 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE - GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE + WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 12, 2024
SAMPLING DATE : DECEMBER 11, 2024 ANALYTICAL DATE : DECEMBER 12-17, 2024
SAMPLING TIME : 10:55 HOUR ISSUE DATE . DECEMBER 26, 2024
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2024-U121791
SAMPLING BY * + MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY 1 MISS JITSAMON NGAMKANA ANALYSIS NO. : T248D171-0002
| . RESULT | QREGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL ~ STANDARD LIMIT
| (SHALLOW ZONE)
| B | _ - | T24BD171-0002 | B
[ MICROBIOLOGY
| Staphylococcus aureus T j0omL |STANDARD METHODSFORTHE | NOT DETECTED | ¥ [ -
EXAMINATION OF WATER AND

| WASTEWATER. APHA, AWWA, WEF. 24th ‘
 — _|EDITION, 2023. PART 9213B. R S |
| SAMPLE CONDITION —|—
WATER'S COLOUR/TURBID COLOURLESS/CLEAR ‘
|SEDIMENT ' :
[ e — S —— — = — P — S | == — — o o —
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025,
* +TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)

LABORATORY SUPERVISOR
— o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
[ 150 WOOR20E CERTIRED « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
BY BSI GROUP LAND; TD.
eSS 1 AU 1 O

- End of Analysis Report -
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m LABORATORY ACCREDITATIO!
A ( 5 { United Analyst and Engineering Consultant Co., Ltd. RS O\ ’
TN 3501 Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 b
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsuitani.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME ! psATIiaRaMNasIRRaY uagasanIdauNsLfidannasasilbsfiusatufananssnudouingan
1A59n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szdnil 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE » DECEMBER 18, 2024
SAMPLING DATE : DECEMBER 18, 2024 ANALYTICAL DATE : DECEMBER 18-24, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE t JANUARY 2, 2025
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U000152
SAMPLING BY °© : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24BD764-0001
| RESULT | ReGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(DEEP ZONE)
T24BD764-0001
MICROBIOLOGY - -
COLIFORMBACTERA® MPN/00mL | MULTIPLE-TUBE FERMENTATION T e <10 T
TECHNIQUE (SM: PART 82218 AND C)
Ecof® " /00m. | FLUOROGENIC SUBSTRATETEST (SM: | NOT DETECTED | NOT DETECTED -
| ] |PART9221DAND ) L ] o
' Pseudomonas aeruginosa © /100 mL | MEMBRANE FILTER TECHNIQUE (ISO DETECTED [ v -
| 16266) -

SAMPLE CONDITION ]
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
SEDIMENT - l
2 ; ISOfIEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI) '
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDIT[ON, 2023.
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

/e .

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

==

- End of Analysis Report -

. PROHIBITE;;‘O PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

OO0 0 Ok



F SAL

UNITED ANALYST AND ENGINEERING
LIMITED

United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uvae@uaeconsultant.com

ISO/IEC 17025

Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : MIasaieramwAsuInsan ua:mm‘naaaummﬁﬂ’ﬁmumasmsﬂaoﬁuuasu,n“‘lnﬂansmuﬁ‘ou‘ma‘au
1ason s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 szl 2567
CUSTOMER NAME . L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS . 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION  : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE + GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 18, 2024
SAMPLING DATE : DECEMBER 18, 2024 ANALYTICAL DATE : DECEMBER 18-22, 2024
SAMPLING TIME : 11:00 HOUR ISSUE DATE : JANUARY 2, 2025
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U000153
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24BD764-0001
_ RESULT ‘ REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
(DEEP ZONE)
N I S —— | 124076400020 | |
MICROBIOLOGY
Stwphylococcusaureus | /00mL STANDARD METHODS FOR THE [ NOT DETECTED | " ' -
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th ‘
- JEDITION, 2023. PART 9213 B. I
SAMPLE CONDITION il
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT ) ‘

THE LABORATORY HA-S BEEN ACCEPTED AS AN ACCREDITED LA?ORATORY COMPLYING WITH THE 1SO/IEC 17025.

*

: TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v

150 90012015 CERTIFED
150 UOOL2X0E CERTIRED

. DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED. '
| E G O AONE

1/1

- End of Analysis Report -
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LABORATORY ACCREDITATION
o . . . =05 BADSS
AVa\ United Analyst and Engineering Consultant Co,, Ltd. AN ’
| =" . . "4, N
& . 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Gl
Fax 0 TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : msmﬂﬂmqmmwa'a wANan ua.",mismaaaun')sﬂﬁﬁﬁmuinmn'lsﬂaoﬁuuazun“'lwanszmuéau‘ma"au
1ns9n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 ustda{l 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE . DECEMBER 18, 2024
SAMPLING DATE « DECEMBER 18, 2024 ANALYTICAL DATE : DECEMBER 18-26, 2024
SAMPLING TIME ; 11:05 HOUR ISSUE DATE : JANUARY 2, 2025
SAMPLING METHOD ° : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U000154
SAMPLING BY ¢ : MR SITTHIPOL PROMPOCHENBOON WORK NO. 1 2023-006131
ANALYZED BY + MISS CHATTRAPORN RATCHANET ANALYSIS NO. : T24BD764-0002
‘ | RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
‘ (SHALLOW ZONE)
| ! T248BD764-0002 | .
‘TOTAL DISSOLVED SOLIDS © mg/l. TOTAL DISSOLVED SOLIDS DRIED AT 180 4047 - -
[ B | °C (SM: PART 2540 C) - | - - e
| MICROBIOLOGY
| COLIFORM BACTERIA ® | MPN/100mML | MULTIPLE-TUBE FERMENTATION i 2 <10 11
- TECHNIQUE (SM: PART $221B AND C) | |
E cob® /100 mL FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED | -
PART 9221D AND F) . ] 1 |
Pseudomonas aeruginosa ° 71100 mL MEMBRANE ALTER TECHNIQUE (ISO NOT DETECTED v -
16266) 3 i il
SAMPLE CONDITION
WATER'S COLOUR/TURBID | COLOURLESS/CLEAR
SEDIMENT -
- —— —— p—— —— R . 1 |
a . 1SO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b . 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED
sM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 u'EDI'I'ION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

L ]

BS] GROUP (THALAND) CO.LTD.

[ Nuvie B

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

1/1
- End of Analysis Report -

. PROHIBI'IETO PARTI'IAI.I.Y COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

0 0 0Ol
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UNITED ANALYST AND ENGINEERING
GONSULTANT COMPANY LIMITED

United Analyst and Engineering Consultant Co,, Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsuitant.com E-mail: uae@uaeconsultant.com

"':I,,h‘\\\ o

ISO/IEC 17025
Accreditation No. 1349/65

ANALYSIS REPORT
PROJECT NAME : psenATRAMMKAILIANaN uazmsamaaumsﬂﬁﬁ'ﬁmummmsﬂaoﬁuuazun“'lmanismuﬁ'auma"au
Tas0n7s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 uszdndl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS + 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION ¢ TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 18, 2024
SAMPLING DATE : DECEMBER 18, 2024 ANALYTICAL DATE : DECEMBER 18-22, 2024
SAMPLING TIME : 11:05 HOUR ISSUE DATE : JANUARY 2, 2025
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U000155
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24BD764-0002
—,[ _ RESULT | REGULATORY | DETECTION
PARAMETER | UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LMy

‘ ; (SHALLOW ZONE)
. - e ||| | — | T248D764-0002 | 00| S
MICROBIOLOGY
| Staphylococcus aureus [100mL | STANDARD METHODS FOR THE | NOT DETECTED v -

‘ EXAMINATION OF WATER AND

WASTEWATER. APHA, AWWA, WEF. 24th

| | EDITION, 2023. PART 9213 B.
|SAMPLE CONDITION
WATER'S COLOUR/TURBID | COLOURLESS/CLEAR
SEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE I1SO/IEC 17025.

*

REGULATORY STANDARD : BANGKOK METROPOLITAN

- TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.
REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 {1987).

v - DISEASE-CAUSING BACTERIA IS NOT DETECTED.
(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR
7 150 900L2015 CERTHED « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
ISO MO0L205 CERTIRED o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

11

- End of Analysis Report -
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[ w United Analyst and Engineering Consultant Co., Ltd. o\ ’
; R X AMY
T 35S0l Udemsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 e
consutant coweany ures 1610 2763 2828 Fax 0 2763 2800 wwwuaeconsultant.com E-mail: uae@uaeconsultantcom TESTING
= S — i _ - No.0063
ANALYSIS REPORT
PROJECT NAME : Msanatanumudsninday uaznmsanaFaumalidmumnasnisilasfusarudluuanssnudundan
TAs3n13 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 use41fl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS ¢ 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE ! GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE 1 WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 25, 2024
SAMPLING DATE : DECEMBER 25, 2024 ANALYTICAL DATE : DECEMBER 25-28, 2024
SAMPLING TIME : 09:50 HOUR ISSUE DATE : JANUARY 8, 2025
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U002101
SAMPLING BY © : MR SITTHIPOL PROMPOCHENBOON WORK NO. ; 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHO ANALYSIS NO. : T24BE320-0001
RESULT | ReguLATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
(DEEP ZONE)
o - T24BE320-0001 ]
MICROBIOLOGY
| COLIFORM BACTERIA® MPN/0OmL | MULTIPLE-TUBE FERMENTATION <11 <10 11
R | TECHNIQUE (SM: PART 92218 AND C) )
E cof 100mL | FLUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
B |PART9221DANDF) o
| Pssudomonas asrnyginosa © /1100 mL MEMBRANE FILTER TECHNIQUE (ISO NOT DETECTED v -
| | 16266) -
| SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT “

@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISD)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

: STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 lﬂEDlTION, 2023,
REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

150 50012015 CERTIFED
BY 85 GROUP (THALAND) CO.LTD.

1/1
- End of Analysis Report -

. PROHI;IfEFTé PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,

A 00 00



ESAE United Analyst and Engineering Consultant Co,, Ltd.
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ANALYSIS REPORT
PROJECT NAME : presnenmnTMAILIREaN uazmsa-naaaumsﬂﬁifﬁmummn'lsﬂaoﬁuuawn"lunanszwna'ouma’au
1As59n1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 lszdnl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 25, 2024
SAMPLING DATE : DECEMBER 25, 2024 ANALYTICAL DATE : DECEMBER 25-28, 2024
SAMPLING TIME : 09:50 HOUR ISSUE DATE : JANUARY 8, 2025
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U002102
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED 8Y :+ MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BE320-0001
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LmMrT
(DEEP ZONE)
o , T24BE320-0001
MICROBIOLOGY
Staphylococcus auretls i /100 mL STANDARD METHODS FOR THE NOT DETECTED v =
EXAMINATION OF WATER AND
WASTEWATER. APHA, AWWA, WEF. 24th
l | EDITION, 2023. PART 9213B. -

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT -
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* - TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).
v © DISEASE-CAUSING BACTERIA IS NOT DETECTED.

.......................................................................

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

« THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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- End of Analysis Report -
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== “ « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
SY BS| GROUP (THAILAND) CO,LTD.
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[; i " United Analyst and Engineering Consultant Co,, Ltd. N \ ’
. : “, R
— 3 Sol Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 T
consuLTas cowesny hires 1610 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063
ANALYSIS REPORT
PROJECT NAME : msanafaqanwdoadan uatnisenaRaunidmumnesasilasfunasuilunanssvindoniasay
Tasan1s GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 usednfl 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 25, 2024
SAMPLING DATE : DECEMBER 25, 2024 ANALYTICAL DATE : DECEMBER 25, 2024 - JANUARY 6, 2025
SAMPLING TIME : 09:55 HOUR ISSUE DATE : JANUARY 8, 2025
SAMPLING METHOD © : GRAB, GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U002103
SAMPLING BY © ¢ MR SITTHIPOL PROMPOCHENBOON WORK NO. :+ 2023-006131
ANALYZED BY : MISS SUJIRA PRASERTSUKHQO ANALYSIS NO. : T24BE320-0002
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL STANDARD LIMIT
(SHALLOW ZONE)
| | T24BE320-0002
TOTAL DISSOLVED SOLIDS © mg/L TOTAL DISSOLVED SOLIDS DRIED AT 180 4,086 - N
- °C (SM: PART 2540 C)
MICROBIOLOGY
- - |
COLIFORM BACTERIA ® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11
TECHNIQUE (SM: PART 9221B AND C) |
E cof P /100 mL FALUOROGENIC SUBSTRATE TEST (SM: NOT DETECTED | NOT DETECTED -
PART9221DANDF) -
Pseudomonas aeruginosa © M00mL  |MEMBRANE FILTER TECHNIQUE (IsO NOT DETECTED v -
_ 16266)
SAMPLE CONDITION '
WATER'S COLOUR/TURBID COLOURLESS/CLEAR |
SEDIMENT

8 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : 1SO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
€ ; VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT STILL NOT ACCREDITED

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI']'ION, 2023.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E, 2530 (1987).
v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

e 2.

............................................................ *rsvesraves

(MISS CHAWEEWAN BOONLA)
LABORATORY SUPERVISOR

150 MODI0B CERTIRED

IS0 90012015 CERTIFED
8Y BS1 GROUP (THAILAND) COLTD.

] ¢ PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

¢ THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED,
000 O
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- End of Analysis Report -
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ANALYSIS REPORT
PROJECT NAME : psanRianuamdagan uar.mﬁmaaaun'\sﬂﬁﬂﬁn'mmmn'lsﬂaaﬁuuazun"huanwuﬁauma’au
1as9n15 GRANDE CENTRE POINT HOTEL SUKHUMVIT 55 isz411 2567
CUSTOMER NAME : L&H HOTEL MANAGEMENT COMPANY LIMITED
ADDRESS : 300 SUKHUMVIT 55 (THONGLOR) KHLONG TAN NUEA WATTHANA BANGKOK 10110
CONTACT INFORMATION : TEL : 0 2020 8080, 08 7083 4737 e-mail : boonkhum.b@gcphotels.com
SAMPLING SOURCE : GRANDE CENTRE POINT HOTEL SUKHUMVIT 55
SAMPLE TYPE 1 WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 25, 2024
SAMPLING DATE : DECEMBER 25, 2024 ANALYTICAL DATE + DECEMBER 25-28, 2024
SAMPLING TIME : 09:55 HOUR ISSUE DATE : JANUARY 8, 2025
SAMPLING METHOD * : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U002104
SAMPLING BY * : MR SITTHIPOL PROMPOCHENBOON WORK NO. : 2023-006131
ANALYZED BY : MISS ITSARIYAPORN BUATIB ANALYSIS NO. : T24BE320-0002
: RESULT REGULATORY ‘ DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMET
(SHALLOW ZONE)

I | T24BE320-0002 | ~ |
MICROBIOLOGY
| Staphylococcus aursus [ 1100mL | STANDARD METHODS FOR THE | noT DETECTED v | -

| | EXAMINATION OF WATER AND

‘ WASTEWATER. APHA, AWWA, WEF. 24th

\ | EDITION, 2023, PART 9213 B.

SAMPLE CONDITION

|

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

‘ SEDIMENT '
THE LABORATORY HAS BEEN ACCEPTED AS AN ACCREDITED LABORATORY COMPLYING WITH THE ISO/IEC 17025.

* : TEST METHOD ARE NOT COVERED COMPLYING WITH THE ISO/IEC 17025, VERIFIED BY OWN LABORATORY QUALITY SYSTEM.

REGULATORY STANDARD : BANGKOK METROPOLITAN REGULATIONS FOR THE BUSINESS DISTRIMENTAL TO HEALTH, B.E. 2530 (1987).

v : DISEASE-CAUSING BACTERIA IS NOT DETECTED.

(MISS CHAWEEWAN BOONLA)

LABORATORY SUPERVISOR

150 90012015 CRRTIFED
1SO MO0T201 CERTIFED

« PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PER;USSION BY THE LABORATORY. ]
» THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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- End of Analysis Report -





