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กิจกรรมการซ้อมแผนฉุกเฉิน ประจำปี 2568 
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ภาคผนวกภาคผนวก  ขข--3333  
เอกสารการประชุมคณะกรรมการด้านความปลอดภัย             

อาชีวอนามัย และสิ่งแวดล้อมในการทำงาน 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



1. ศุภฤกษ ตระการกุลชัย ประธานคณะกรรมการฯ ü

2. อาภรณ   อารีภาย กรรมการ ü

3. ดุษฎี บัณฑิตย กรรมการ ü

4. กานตวิวัฒน นุนภักดี กรรมการ ü

5. ธีระพล ถนอมจิตร กรรมการ ü

6. ตอศักดิ์ วงศสวาง กรรมการ ü

7. ปฏิญญา รังษีพลาสวัสดิ์ กรรมการ F

8. สกุลรัตน    สุดทอง กรรมการ ü

9. ศักดิ์ชัย  โอวาทนุพัฒน กรรมการและเลขาฯ ü

ü=Participated,  T=Training, L=leave, I = Internal Working/Meeting, O= External Working/Meeting  F = Day-off

1. อัศวิน ทองคําวงศ                                                      

2. ทินกร สารแกน                                                

3. ธนันตชัย เดชะผล                                          

4,202

2. เรื่องแจงเพื่อทราบ

4,383 As of last month

     รปภ. จะมีจํานวนลดลง 1 คน/กะ ซึ่งจะรับทํางานชุดเดิมไวทั้งหมด เนื่องจากทํางานไดดี ไมมีประวัติเสียหาย (ประจํา 8 สํารอง 2) เริ่ม 1 มีนาคม 2568 โดยจะใหดําเนินการปรับ

การทํางานใหสอดคลองกับจํานวนคนที่มี ไดแก

1. รปภ. ที่ตองประจําโรงสูบน้ํา กะเชา ใหอยูชวยประตูหนาโรงไฟฟา 2 ชวงเวลา คือ 7.00 - 9.00 และ 17.00 -19.00 น. สวนกะดึกอยูประจําเวลาเดิม

2. หัวหนาชุดที่ตองไปตรวจโรงสูบน้ํา ใหปรับเวลาไปในชวง 14.00 น. 

3. ปรับเวลาพักเที่ยงใหมี รปภ. อยูทํางานชวง 12.00 - 13.00 น. ซึ่งจะมีคนเขา-ออก

4. กะเชา ระหวางวันใหจัดคนนั่งประจําตรวจสอบจอ CCTV เพื่อตรวจสอบความผิดสังเกต พรอมถายรูปและรายงานประจําวัน ทั้งนี้ จะลดความถึ่การเดินตรวจเหลือเฉพาะเวลา 

10.00, 13.00 และ 16.00 น. สวนกะดึก เดินทุก 2 ชั่วโมงตั้งแต 19.00 - 7.00 น. ตามปกติ

 1. รับรองรายงานการประชุม

- ที่ประชุม รับรองบันทึกการประชุม 12/2567

Target (day)

     การตรวจรถผูบริหารกอนเขาโรงไฟฟา SHE Management ไดปรึกษาคุณพิทักษ ไดคําตอบวา " ใหตรวจรถทุกคันที่จะเขามาในโรงไฟฟา ยกเวนรถคุณสารัช ทานเดี่ยวเทานั้น " 

ทั้งนี้เปนนโยบายมาจากทางคุณสมิทธ อยางไรก็ตามสําหรับรถของซินแสและผูบริหารระดับสูงทานอื่นๆ ก็คงใหตรวจตามปกติ "แตขอใหผอนความเขมงวดลง ใหดูเหมาะสมครับ" 

ดังนั้นจึงขอใหทุกโรงไฟฟาโปรดทราบและดําเนินการตามนี้

- เปาหมาย โรงไฟฟา (1 ก.ค. 56 - 1 ก.ค. 68 )

 - Total Accumulate Hour (Employee) (as of last month)   

รายงานการประชุม

คณะกรรมการความปลอดภัย อาชีวอนามัย  และสภาพแวดลอมในการทํางาน (คปอ.)

โรงไฟฟาเชียงรากนอย บริษัท กัลฟ เจพี ซีอารเอ็น จํากัด

ครั้งที่ 1/2568

วันที่ 29 มกราคม 2568  เริ่มประชุมเวลา 9.30 น.

กรรมการเขารวมประชุม

ม.ค ก.พ มี.ค เม.ย พ.ค มิ.ย ก.ค ส.ค ก.ย ต.ค พ.ย

คณะทํางานปองกันและแกไขปญหายาเสพติดในสถานประกอบกิจการ (มยส.)

ธ.ค

ผูเขารวมประชุม

หัวขอ/วาระการประชุม

 

Accident (case)
Lost Time Injury (case)

Average BBS score (annual) Target = 90%

% คนที่ L & W (annual) Target = 60%

Incident (GCRN accumulate in 2024): 0  cases

            (new): 0 case

            (Others): 0 cases)

0

Man Hour ( Employee) in last month                      

เสร็จ

- BBS  (as of last month)

- Update กฎหมาย (ดูเอกสารแนบ)

100.0%

4,470
6,093

0

74.4%

Man Hour (Non Employee) in last month              

ผูรับผิดชอบ3.3 การฝกอบรม สถานะ

แบบ FP-HRA-03-03 แบบสอบสวนผลการตรวจสุขภาพที่พบความผิดปกติ กรอกขอมูลและใหผูมีสวน

เกี่ยวของลงชื่อ และสงกลับมาใหฝาย Admin ภายใน 15 มกราคม 2568

ทินกร

อัศวิน

อาภรณ

เสร็จ

ผูรับผิดชอบ

เริ่ม ผูรับผิดชอบ

3. เรื่องเพื่อพิจารณา และดําเนินการ

 3.2 โครงการ 5 ส.

พนักงานทําแบบ

สอบสวนครบถวน 

ใหสํารวจความ

ถูกตองในการ

กรอกแบบฟอรม

อีกครั้ง

- Follow up / Review Accident / Incident (ดูเอกสารแนบ)

3.1 ตรวจสุขภาพพนักงานประจําป 2567

- Safety Award

ประกอบดวย

     - สําหรับ BBS รวม 4 รางวัล ประกอบดวย 1,000x2  และ   500x2 รางวัล เกณฑคือพิจารณาจากผูที่ทําการ

แกไข corrective action จํานวนสูงสุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับ Safety Moment รวม 3 รางวัล ประกอบดวย 1,000x1  และ 500x2 รางวัล เกณฑคือผูที่มีจํานวน

แชร safety moment มากที่สุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับประกวดคําขวัญ safety 1 รางวัล 1,000 บาท เริ่มกิจกรรมชวง Safety Week

All

ผูรับผิดชอบ

ทินกร

อัศวิน

อาภรณ

NA

สถานะ

เริ่ม

เริ่ม เสร็จ

คปอ.

ผูรับผิดชอบเริ่มสถานะ

ก.พ. 2568

สถานะ

3.5  สัปดาหกิจกรรม 2568

Big Cleaning Day

เสร็จ

รอกําหนดวันเดือน

 ก.พ. 68

 - Safety Inspection (ดูเอกสารแนบ) ทุกเดือน

เสร็จ

ดูเอกสารแนบ

สถานะ

3.4  Safety Inspection / Corrective Action

 - SHE Training สามารถเขาไปดูขอมูลการอบรมรายบุคคลได ที่

T:\8.HR & Admin\6. Training & Certificates\12. Certificates\Training Record 2024

เริ่ม

ก.พ. 2568
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3.6 มาตรฐาน การปองกัน และแกปญหายาเสพติด ในสถานประกอบการ

3.7 การจัดการความเปลี่ยนแปลง (MOC)

3.8 การดําเนินการเพื่อติดตามแกไขขอที่ตรวจพบจาก ISO Audit

3.9 การฝกซอมและทบทวนแผนฉุกเฉินประจําป 2568

NA

MM

OPT 

MTN

ME

SHE

ดําเนินการได

พนักงาน

GA

จักรยานบางสวนที่ write-off แลว จอดคางทิ้งไว มีการเสนอบริจากใหผูสนใจรับไปซอมและใชตอ Pending

3.11 Permit to Work Inspection

ก.ย. 2566

เริ่ม3.10 โครงการ CSR 2568

ปรับพื้นที่วางถังเคมีที่ CT

ดูเอกสารแนบ + Morning Talk

สถานะ
Inspection 

Result

ขอเสนอแนะ/ปรับปรุงจาก ESMS Audit 21-22 ตุลาคม 2567

     เพิ่มเรื่องการปองกันการหกรั่วไหลน้ํามันใน WI

หารือกับ MM 

Expertise แลว

กําลังดําเนินการ

โรงเรียนวัดสองพี่นอง โทรศัพทขอคําปรึกษาขอมูลเกี่ยวกับการติดแผงโซลาร เพื่อจะพิจารณานําไปติดที่

โรงเรียน เพื่อตองการลดคาไฟ โดยอยากใหไปดูสภาพการใชไฟฟาที่โรงเรียนเพื่อเสนอรายละเอียดดานเท

คนิด สําหรับพิจารณาของบประมาณกับหนวยงา

4. ขอเสนอแนะอื่นๆ ดานสิ่งแวดลอม อาชีวอนามัย ความปลอดภัย CSR และ มยส.

     'เพิ่มการจัดทําบันทึก เปด/ปดประตูระบายน้ําหนาโรงไฟฟา

3.12 ISO and ESMS

ISO Plan 2025

ก.พ. 2568

ติดตั้งไฟสองสวางเพิ่มบริเวณริมรั้วทายโรงไฟฟา ก.พ. 2568ธ.ค. 2567
จัดหา Solar 

Lamp ติด

จาการตรวจวัดแสงสวางในเดือน พ.ย. 2567 พบระบบไฟฟาที่ตึก CCR ชั้น 3 เริ่มกระพริบ อาจจะตอง

เปลี่ยนดวงใหม

All in relation to 

PTW

ผูรับผิดชอบ

เสร็จ

สถานะ
Inspection 

Result

Corrective 

Action
ผูรับผิดชอบ

ดูเอกสารแนบ 

Done

OPTDone

ม.ค 2568

เสร็จ ผูรับผิดชอบ

เริ่มสถานะ

ตรวจสอบเปน

ประจํา

จัดทําและสงมอบ

เอกสารโครงการ 

ใหโรงเรียนแลว

Corrective 

Action

Done

ผูรับผิดชอบ

ME

ผูรับผิดชอบสถานะ เสร็จเริ่ม

ม.ค. 68

เสร็จ

SHE

ผูรับผิดชอบ

คณะทํางาน มยส.

SHE/GA

สถานะ

In process

เสร็จ

Update การจัดทํา MOC SHE

ทุก 3 เดือน

ผูรับผิดชอบเริ่ม

ตรวจปสสาวะ Helper

ไมพบสารเสพติดตรวจปสสาวะ รปภ. ทุกเดือน

ตรวจปสสาวะ แมบาน, คนสวน SHE/GAไมพบสารเสพติด

ทุก 3 เดือนไมพบสารเสพติด

สถานะ

ธ.ค. 68

ดําเนินการตรวจความเรียบรอยและถูกตองของ Permit to Work Procedure (ดูเอกสารแนบ)

สถานะ

เริ่ม

ใหทําแบบฟอรม PSSR ทุกครั้งที่ทําการปด MOC

All

เสนอสงพนักงานอบรมหลักสูตรภายนอก

1. จป. บริหาร : กานตวิวัฒน/ชัช/ปาณพล

2. จป. หัวหนางาน : อภิสิทธิ์/ชาญณรงค/นันทวัฒน/รัฐภูมิ/ภักดีรัฐ

สถานะ

NA

ผูรับผิดชอบเริ่ม เสร็จ

 

MM

ME

SHE   

GA

SHE   

GA

เลิกประชุม เวลา 10.26 น.

นายศักดิ์ชัย โอวาทนุพัฒน  ผูบันทึกการประชุม

 

 

 

Done

ธ.ค. 2567 ก.พ. 2568

 

วันที่ 26 กุมภาพันธ 2568  เริ่มประชุมเวลา 9.30 น. ที่ admin  building

5. กําหนดการประชุมครั้งตอไป

มีปายไวนิลเกาพรอมโครงไมคางทิ้งไว มีการเสนอบริจากใหผูสนใจรับไปใชงานตอ เชน รปภ. แมบาน คน

สวน
ประกาศใหคนรับ

ขนออกไป
พ.ย. 2567 ก.พ. 2568

โคมไฟที่โรงสูบน้ําไมติดหลายดวง บริเวณรอบอาคาร ขอใหตรวจสอบและแกไขใหใชงานไดครบ
จัดหาของใหม

เปลี่ยน

สะดืออางลางหนา หองน้ําโรงสูบน้ํารั่ว

PM เนนย้ําเรื่องงบประมาณกิจกรรมนักสืบสายลมสายน้ํา ปนี้ใหรวมสนับสนุนเทศบาลทาโขลงใน

กิจกรรมที่ Sealife ดวย ถามีการเปลียนแปลงจะแจงแกไขภายหลัง

สํารองจํานวนผู

รวมกิจกรรมให 

ทม.ทาโขลง

มิ.ย. 2568
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1. ศุภฤกษ ตระการกุลชัย ประธานคณะกรรมการฯ ü ü

2. อาภรณ   อารีภาย กรรมการ L I

3. ดุษฎี บัณฑิตย กรรมการ ü ü

4. กานตวิวัฒน นุนภักดี กรรมการ I ü

5. ธีระพล ถนอมจิตร กรรมการ I ü

6. ตอศักดิ์ วงศสวาง กรรมการ ü ü

7. ปฏิญญา รังษีพลาสวัสดิ์ กรรมการ ü ü

8. สกุลรัตน    สุดทอง กรรมการ ü ü

9. ศักดิ์ชัย  โอวาทนุพัฒน กรรมการและเลขาฯ ü ü

ü=Participated,  T=Training, L=leave, I = Internal Working/Meeting, O= External Working/Meeting  F = Day-off

ผูเขารวมประชุม

หัวขอ/วาระการประชุม

รายงานการประชุม

คณะกรรมการความปลอดภัย อาชีวอนามัย  และสภาพแวดลอมในการทํางาน (คปอ.)

โรงไฟฟาเชียงรากนอย บริษัท กัลฟ เจพี ซีอารเอ็น จํากัด

ครั้งที่ 2/2568

วันที่ 26 กุมภาพันธ 2568  เริ่มประชุมเวลา 9.30 น.

กรรมการเขารวมประชุม

ม.ค ก.พ มี.ค เม.ย พ.ค มิ.ย ก.ค ส.ค ก.ย ต.ค พ.ย

คณะทํางานปองกันและแกไขปญหายาเสพติดในสถานประกอบกิจการ (มยส.)

ธ.ค

     กรณีคนสวนกมลงศีรษะชนหวงเหล็กที่ขอบประตูรถกระบะขณะจะขึ้นรถ ขอมติไมบันทึกเปนอุบัติเหตุจากการทํางานของโรงไฟฟา ดวยเหตุผลดังนี้

- เปนเหตุเกิดนอกขอบเขตการทํางาน

- ไมเกี่ยวกับการทํางานโดยตรง เกิดขณะจะขึ้นรถโดยสารในสภาพแวดลอมปกติทั่วไป ไมใชสภาพแวดลอมจากการทํางาน

ที่ประชุมมีมติเห็นชอบตามที่เสนอ

- เปาหมาย โรงไฟฟา (1 ก.ค. 56 - 1 ก.ค. 68 )

 - Total Accumulate Hour (Employee) (as of last month)   

1. อัศวิน ทองคําวงศ                               5. ภักดีรัฐ รมโพธิ์                       

2. อนุรักษ ลักษณะวงศ                            6. ชัช บุญสิงห                    

3. ธนันตชัย เดชะผล                               7. สมยศ สัตบุษ

4. พรพิศ พุมน้ําเค็ม

4,233

2. เรื่องแจงเพื่อทราบ

4,383 As of last month

     แชรอุบัติเหตุที่เกิดขึ้น 2 กรณี

- ไฟฟาช็อตพนักงานผูรับเหมาที่ GTS3

- ฝาปด Manhole @ Oil Separator หลนหนีบนิ้วผูชวยชางที่ GNLL

 1. รับรองรายงานการประชุม

- ที่ประชุม รับรองบันทึกการประชุม 1/2568

Target (day)

จํานวนรอบเดิน รปภ ใหเดินตรวจทุก 2 ชั่วโมงเชนเดิม แตพิจารณาลดจํานวน check point โดยใหลดจุดตรวจตามตึก แตรอบโรงไฟฟาคงไวเหมือนเดิม

 

Accident (case)
Lost Time Injury (case)

Average BBS score (annual) Target = 90%

% คนที่ L & W (annual) Target = 60%

Incident (GCRN accumulate in 2024): 0  cases

            (new): 0 case

            (Others): 0 cases)

20 และ 25 ก.พ. 

2568

สถานะ

3.5  สัปดาหกิจกรรม 2568

Big Cleaning Day

เสร็จ

Done

 - Safety Inspection (ดูเอกสารแนบ) ทุกเดือน

เสร็จ

ดูเอกสารแนบ

สถานะ

3.4  Safety Inspection / Corrective Action

 - SHE Training สามารถเขาไปดูขอมูลการอบรมรายบุคคลได ที่

T:\8.HR & Admin\6. Training & Certificates\12. Certificates\Training Record 2024

เริ่ม

ก.พ. 2568

สถานะ

เริ่ม

เริ่ม เสร็จ

คปอ.

ผูรับผิดชอบเริ่มสถานะ

NA

- Safety Award

ประกอบดวย

     - สําหรับ BBS รวม 4 รางวัล ประกอบดวย 1,000x2  และ   500x2 รางวัล เกณฑคือพิจารณาจากผูที่ทําการ

แกไข corrective action จํานวนสูงสุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับ Safety Moment รวม 3 รางวัล ประกอบดวย 1,000x1  และ 500x2 รางวัล เกณฑคือผูที่มีจํานวน

แชร safety moment มากที่สุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับประกวดคําขวัญ safety 1 รางวัล 1,000 บาท เริ่มกิจกรรมชวง Safety Week

All

ผูรับผิดชอบ

ทินกร

อัศวิน

อาภรณ

Man Hour (Non Employee) in last month              

ผูรับผิดชอบ3.3 การฝกอบรม สถานะ

แบบ FP-HRA-03-03 แบบสอบสวนผลการตรวจสุขภาพที่พบความผิดปกติ กรอกขอมูลและใหผูมีสวน

เกี่ยวของลงชื่อ และสงกลับมาใหฝาย Admin

ทินกร

อัศวิน

อาภรณ

เสร็จ

ผูรับผิดชอบ

เริ่ม ผูรับผิดชอบ

3. เรื่องเพื่อพิจารณา และดําเนินการ

 3.2 โครงการ 5 ส.

ครบถวน สงให PM

 พิจารณาลงนาม

- Follow up / Review Accident / Incident (ดูเอกสารแนบ)

3.1 ตรวจสุขภาพพนักงานประจําป 2567

0

Man Hour ( Employee) in last month                      

เสร็จ

- BBS  (as of last month)

- Update กฎหมาย (ดูเอกสารแนบ)

100.0%

5,337
7,335

0

90.9%
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3.6 มาตรฐาน การปองกัน และแกปญหายาเสพติด ในสถานประกอบการ

3.7 การจัดการความเปลี่ยนแปลง (MOC)

3.8 การดําเนินการเพื่อติดตามแกไขขอที่ตรวจพบจาก ISO Audit

3.9 การฝกซอมและทบทวนแผนฉุกเฉินประจําป 2568

NA

MM

OPT 

MTN

SHE

NA

ผูรับผิดชอบเริ่ม เสร็จ

ดําเนินการตรวจความเรียบรอยและถูกตองของ Permit to Work Procedure (ดูเอกสารแนบ)

สถานะ

เริ่ม

ใหทําแบบฟอรม PSSR ทุกครั้งที่ทําการปด MOC

สถานะ

สถานะ

In process

เสร็จ

Update การจัดทํา MOC SHE

ทุก 3 เดือน

ผูรับผิดชอบเริ่ม

ตรวจปสสาวะ Helper

ไมพบสารเสพติดตรวจปสสาวะ รปภ. ทุกเดือน

ตรวจปสสาวะ แมบาน, คนสวน SHE/GAไมพบสารเสพติด

ทุก 3 เดือนไมพบสารเสพติด

สถานะ

ธ.ค. 68

ผูรับผิดชอบสถานะ เสร็จเริ่ม

ม.ค. 68

เสร็จ

SHE

ผูรับผิดชอบ

คณะทํางาน มยส.

SHE/GA

OPT

เสร็จ ผูรับผิดชอบ

เริ่มสถานะ

ตรวจสอบเปน

ประจํา

Corrective 

Action

ผูรับผิดชอบ

All in relation to 

PTW

ผูรับผิดชอบ

All

การปองกันปญหาแมวเขามาจากรั่วขางโรงไฟฟา เสนอใหมีการติดลวดหนามหีบเพลงยาวตลอดแนวรั้ว

ดาน ปณคุณ ความยาว 450 เมตร ใชลวดหนามสูงสุด 45 มวน (มวนละ 10 เมตร) ราคามวนละ 670 บาท

ติดตั้งไฟสองสวางเพิ่มบริเวณริมรั้วทายโรงไฟฟา

เสนอสงพนักงานอบรมหลักสูตรภายนอก

1. จป. บริหาร : กานตวิวัฒน/ชัช/ปาณพล

2. จป. หัวหนางาน : อภิสิทธิ์/ชาญณรงค/นันทวัฒน/รัฐภูมิ/ภักดีรัฐ

3.11 Permit to Work Inspection

กําหนดวันอบรม

แลว กําลังทําเรื่อง

ขออนุมัติอบรม

พนักงาน

GA

ทดลองซื้อมาติด 7

 มวน
ม.ค. 68 เม.ย. 2568

จักรยานบางสวนที่ write-off แลว จอดคางทิ้งไว มีการเสนอบริจากใหผูสนใจรับไปซอมและใชตอ 

รวมถึงการกําจัดเศษเหล็ก สายไฟ ทองแดง อุปกรณอิเลคทรอนิกสให Vendor ที่รับซื้อ

หา Vendor และ

ใหเขามาประเมิน

แลว กําลังขออนุมัติ

ม.ค. 68 เม.ย. 2568

เสร็จ

สถานะ
Inspection 

Result

Corrective 

Action
ผูรับผิดชอบ

ดูเอกสารแนบ 

4. ขอเสนอแนะอื่นๆ ดานสิ่งแวดลอม อาชีวอนามัย ความปลอดภัย CSR และ มยส.

     'เพิ่มการจัดทําบันทึก เปด/ปดประตูระบายน้ําหนาโรงไฟฟา

3.12 ISO and ESMS

ISO Plan 2025

ก.พ. 2568ธ.ค. 2567
จัดหา Solar 

Lamp ติด

Done

ศีกษาแนวทางจัดหา Backhoe ปรับพื้นที่หนาโรงไฟฟา ลดการเกิดวัชพืชถาวร โดยหาจากงานที่ตอง

จัดหา Backhoe ในอนาคตใหพวงงานนี้ดวย หรือจัดทําเปนโครงการเฉพาะ
พิจารณารวมกับ 

MTN

ม.ค. 68 มิ.ย. 2568

SHE

GA

All

SHE

GA

All

ม.ค. 68 เม.ย. 2568

MTN

GA

เริ่ม3.10 โครงการ CSR 2568

แยกพื้นที่วางถังเคมีที่ CT

ดูเอกสารแนบ + Morning Talk

สถานะ
Inspection 

Result

ขอเสนอแนะ/ปรับปรุงจาก ESMS Audit 21-22 ตุลาคม 2567

     เพิ่มเรื่องการปองกันการหกรั่วไหลน้ํามันใน WI
Done

Done

NA

 

ME

SHE   

GA

SHE   

GA

เลิกประชุม เวลา 10.40 น.

นายศักดิ์ชัย โอวาทนุพัฒน  ผูบันทึกการประชุม

 

 

 

 

วันที่ 26 มีนาคม 2568  เริ่มประชุมเวลา 9.30 น. ที่ admin  building

5. กําหนดการประชุมครั้งตอไป

มีปายไวนิลเกาพรอมโครงไมคางทิ้งไว มีการเสนอบริจากใหผูสนใจรับไปใชงานตอ เชน รปภ. แมบาน คน

สวน
นํามาใชภายใน

โรงไฟฟา
พ.ย. 2567 ก.พ. 2568

โคมไฟที่โรงสูบน้ําไมติดหลายดวง บริเวณรอบอาคาร ขอใหตรวจสอบและแกไขใหใชงานไดครบ
จัดหาของใหม

เปลี่ยน

PM เนนย้ําเรื่องงบประมาณกิจกรรมนักสืบสายลมสายน้ํา ปนี้ใหรวมสนับสนุนเทศบาลทาโขลงใน

กิจกรรมที่ Sealife ดวย ถามีการเปลียนแปลงจะแจงแกไขภายหลัง

สํารองจํานวนผู

รวมกิจกรรมให 

ทม.ทาโขลง

มิ.ย. 2568

ธ.ค. 2567 ก.พ. 2568
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1. ศุภฤกษ ตระการกุลชัย ประธานคณะกรรมการฯ ü ü ü

2. อาภรณ   อารีภาย กรรมการ L I ü

3. ดุษฎี บัณฑิตย กรรมการ ü ü ü

4. กานตวิวัฒน นุนภักดี กรรมการ I ü ü

5. ธีรพล ถนอมจิตร กรรมการ I ü I

6. ตอศักดิ์ วงศสวาง กรรมการ ü ü F

7. ปฏิญญา รังษีพลาสวัสดิ์ กรรมการ ü ü F

8. สกุลรัตน    สุดทอง กรรมการ ü ü ü

9. ศักดิ์ชัย  โอวาทนุพัฒน กรรมการและเลขาฯ ü ü ü

ü=Participated,  T=Training, L=leave, I = Internal Working/Meeting, O= External Working/Meeting  F = Day-off

     ฝาย Sustainability ขอความอนุเคราหกรอกรายละเอียดขอมูล CFO พรอมแนบหลักฐานตามกําหนดการดังนี้

     มีประเด็นจากโรงอื่น ที่ IA ตรวจพบการดําเนินงาน PM Lube oil sampling และตั้งประเด็นวาเขาขายงานอันตรายที่เกี่ยวของกับสารเคมี (Hazardous Work with Chemical)

 ที่จะตองจัดทําเอกสาร Hazardous Work และ Safety Checklist A หรือไม โดย SHE Management ไดตรวจสอบ ESMS Procedure: Permit to Work System และ NFPA30

 แลว สรุปวา หาก Lube Oil ที่ใชอยูเขาขาย Flammable Liquid ถึงเขาขายงานสารเคมีอันตราย

1. ภักดีรัฐ รมโพธิ์                                                          

2. สมยศ สัตบุษ                                                

3. ทินกร สารแกน                               

2. เรื่องแจงเพื่อทราบ

     GCRN เขารวมโครงการ แคมเปญ “Safety Culture Together in the Workplace” จัดทําโดย กองความปลอดภัยแรงงาน กรมสวัสดิการและคุมครองแรงงาน ที่ GCRN อกํา

ลังเขารวมครับ โดยแคมเปญนี้เปน 1 ในกิจกรรม “สรางวัฒนธรรมความปลอดภัย” ของกระทรวงแรงงาน ตามที่ทางบริษัทไดไปรวมลงนามในปฏิญญาความปลอดภัยวาดวยการสราง

วัฒนธรรมความปลอดภัย ระหวางกระทรวงแรงงาน กับผูบริหารสถานประกอบกิจการ 18 แหง เมื่อเดือนกุมภาพันธ 2568 ที่ผานมา

 1. รับรองรายงานการประชุม

- ที่ประชุม รับรองบันทึกการประชุม 2/2568

รายงานการประชุม

คณะกรรมการความปลอดภัย อาชีวอนามัย  และสภาพแวดลอมในการทํางาน (คปอ.)

โรงไฟฟาเชียงรากนอย บริษัท กัลฟ เจพี ซีอารเอ็น จํากัด

ครั้งที่ 3/2568

วันที่ 20 มีนาคม 2568  เริ่มประชุมเวลา 9.30 น.

กรรมการเขารวมประชุม

ม.ค ก.พ มี.ค เม.ย พ.ค มิ.ย ก.ค ส.ค ก.ย ต.ค พ.ย

คณะทํางานปองกันและแกไขปญหายาเสพติดในสถานประกอบกิจการ (มยส.)

ธ.ค

     SHE managementจึงกําหนดแผนอบรมเชิงปฏิบัติการ การวิเคราะหอันตรายจากการทํางาน (JSA workshop) ที่ GUT วันที่20-21พ.ค. 2568 ขอให OPT/MM/ME/MI เตรียม

สงขื่อเขารวม (ประมาณ 10 คน) - PM assignment ดังนี้  Leader 3 / MM / OM / SL 3 / kim / ice / cake

ผูเขารวมประชุม

หัวขอ/วาระการประชุม

 

Accident (case)
Lost Time Injury (case)

Average BBS score (annual) Target = 90%

% คนที่ L & W (annual) Target = 60%

Incident (GCRN accumulate in 2024): 0  cases

            (new): 0 case

            (Others): 0 cases)

0

4,261

Man Hour ( Employee) in last month                      

เสร็จ

- BBS  (as of last month)

- Update กฎหมาย (ดูเอกสารแนบ)

100.0%

4,642

4,383 As of last month

5,482

Target (day)

0

86.4%

แบบ FP-HRA-03-03 แบบสอบสวนผลการตรวจสุขภาพที่พบความผิดปกติ กรอกขอมูลและใหผูมีสวน

เกี่ยวของลงชื่อ และสงกลับมาใหฝาย Admin

ทินกร

อัศวิน

อาภรณ

เสร็จ

ผูรับผิดชอบ

เริ่ม ผูรับผิดชอบ

3. เรื่องเพื่อพิจารณา และดําเนินการ

 3.2 โครงการ 5 ส.

Done

- Follow up / Review Accident / Incident (ดูเอกสารแนบ)

3.1 ตรวจสุขภาพพนักงานประจําป 2567

- เปาหมาย โรงไฟฟา (1 ก.ค. 56 - 1 ก.ค. 68 )

 - Total Accumulate Hour (Employee) (as of last month)   

- Safety Award

ประกอบดวย

     - สําหรับ BBS รวม 4 รางวัล ประกอบดวย 1,000x2  และ   500x2 รางวัล เกณฑคือพิจารณาจากผูที่ทําการ

แกไข corrective action จํานวนสูงสุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับ Safety Moment รวม 3 รางวัล ประกอบดวย 1,000x1  และ 500x2 รางวัล เกณฑคือผูที่มีจํานวน

แชร safety moment มากที่สุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับประกวดคําขวัญ safety 1 รางวัล 1,000 บาท เริ่มกิจกรรมชวง Safety Week

ผูรับผิดชอบ

ทินกร

อัศวิน

อาภรณ

Man Hour (Non Employee) in last month              

ผูรับผิดชอบ3.3 การฝกอบรม สถานะ

คปอ.

สถานะ

Big Cleaning Day

เสร็จ

กําหนดครั้งตอไป 3

 เมษายน 2568

 - Safety Inspection (ดูเอกสารแนบ) ทุกเดือน

ดูเอกสารแนบ

สถานะ

3.4  Safety Inspection / Corrective Action

 - SHE Training สามารถเขาไปดูขอมูลการอบรมรายบุคคลได ที่

T:\8.HR & Admin\6. Training & Certificates\12. Certificates\GCRN Training Record

ฝากประสานงานกับ TT ใหใสประวัติการฝกอบรมมากับหลักสูตร Refreshment ดวยทุกครั้ง

เริ่ม

สถานะ

เริ่ม

เริ่ม เสร็จ
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3.6 มาตรฐาน การปองกัน และแกปญหายาเสพติด ในสถานประกอบการ

3.7 การจัดการความเปลี่ยนแปลง (MOC)

3.8 การดําเนินการเพื่อติดตามแกไขขอที่ตรวจพบจาก ISO Audit

3.9 การฝกซอมและทบทวนแผนฉุกเฉินประจําป 2568

NA

SHE

ม.ค. 68 มิ.ย. 2568

SHE

GA

All

เริ่ม3.10 โครงการ CSR 2568

ดูเอกสารแนบ + Morning Talk

สถานะ
Inspection 

Result

NA

3.12 ISO and ESMS

ISO Plan 2025

เม.ย. 2568ธ.ค. 2567
จัดหา Solar 

Lamp ติด

เสนอสงพนักงานอบรมหลักสูตรภายนอก

1. จป. บริหาร : กานตวิวัฒน/ชัช/ปาณพล

2. จป. หัวหนางาน : อภิสิทธิ์/ชาญณรงค/นันทวัฒน/รัฐภูมิ/ภักดีรัฐ

3.11 Permit to Work Inspection

กําหนดวันอบรม

แลว กําลังทําเรื่อง

ขออนุมัติอบรม

พนักงาน

GA

การกําจัดเศษเหล็ก สายไฟ ทองแดง อุปกรณอิเลคทรอนิกส แบตเตอรี่ ให Vendor ที่รับซื้อ

นัด 5 ส ชั่งน้ําหนัก

อุปกรณ

อิเล็คทรอนิกส เพื่อ

ทํา Memo

ม.ค. 68 3 เม.ย. 2568

เสร็จ

สถานะ
Inspection 

Result

Corrective 

Action
ผูรับผิดชอบ

ดูเอกสารแนบ 

4. ขอเสนอแนะอื่นๆ ดานสิ่งแวดลอม อาชีวอนามัย ความปลอดภัย CSR และ มยส.

ติดตั้งไฟสองสวางเพิ่มบริเวณริมรั้วทายโรงไฟฟา

ดําเนินการตรวจความเรียบรอยและถูกตองของ Permit to Work Procedure (ดูเอกสารแนบ)

เริ่มสถานะ

ตรวจสอบเปน

ประจํา

Corrective 

Action

ผูรับผิดชอบ

All in relation to 

PTW

ผูรับผิดชอบ

All

สถานะ เสร็จ ผูรับผิดชอบ

Update การจัดทํา MOC

ผูรับผิดชอบสถานะ เสร็จเริ่ม

 - ประกวดคําขวัญความปลอดภัย จํานวน 1 รางวัล เปดรับ 21 เมษายน -10 พฤษภาคม 2568 

- อบรมเรื่องสารเคมี ฝกซอมเหตุสารเคมีรั่วไหล 14 พฤษภาคม 2568

- ปลูกตนไม (เนนไมยืนตนใหญ ปลูกภายในโรงไฟฟา) 14 พฤษภาคม 2568

- ฝกซอมเหตุฉุกเฉินอื่นๆ 15 พฤษภาคม 2568  

- ปลอยปลา อนุรักษแมน้ําเจาพระยา 15 พฤษภาคม 2568

- พานักเรียนในชุมชนทัศนศึกษาเกี่ยวกับยาเสพติด 22 พฤษภาคม 2568 (Optional: ศูนยฟนฟู

สมรรถภาพแรงงาน)

- ฝกซอมดับเพลิงและอพยพหนีไฟ 27 พฤษภาคม 2568   

- กิจกรรมอบรมปฐมพยาบาล 28 พฤษภาคม 2568

- นักสืบสายลม นักสืบสายน้ํา 29 พฤษภาคม 2568

ตรวจปสสาวะ รปภ. แมบาน, คนสวน, Helper ทุกเดือน เริ่ม มีนาคม 2568

สถานะ

ธ.ค. 68ม.ค. 68

เสร็จ

SHE

ผูรับผิดชอบ

คณะทํางาน มยส.

ผูรับผิดชอบเริ่มสถานะ

สถานะ

สถานะ

In process

เสร็จ

SHE

ผูรับผิดชอบเริ่ม

3.5  สัปดาหกิจกรรม 2568 เสร็จ

เริ่ม

ใหทําแบบฟอรม PSSR ทุกครั้งที่ทําการปด MOC

NA

ผูรับผิดชอบเริ่ม เสร็จ

 

SHE   

GA

เลิกประชุม เวลา 10.40 น.

นายศักดิ์ชัย โอวาทนุพัฒน  ผูบันทึกการประชุม

 

 

 

ศีกษาแนวทางจัดหา Backhoe ปรับพื้นที่หนาโรงไฟฟา ลดการเกิดวัชพืชถาวร โดยหาจากงานที่ตอง

จัดหา Backhoe ในอนาคตใหพวงงานนี้ดวย หรือจัดทําเปนโครงการเฉพาะ
 (ลองถามแผนงาน

 อบต. ชวงกอน

หนาฝน)

SHE

GA

All

ม.ค. 68 เม.ย. 2568

MTN

GA

ซื้อลวดหนาม

มาแลว 7 มวน รอ

รวมกันติดตั้ง

ม.ค. 68  3 เม.ย. 2568
การปองกันปญหาแมวเขามาจากรั่วขางโรงไฟฟา เสนอใหมีการติดลวดหนามหีบเพลงยาวตลอดแนวรั้ว

ดาน ปณคุณ ความยาว 450 เมตร ใชลวดหนามสูงสุด 45 มวน (มวนละ 10 เมตร) ราคามวนละ 670 บาท

 

วันที่ 26 เมษายน 2568  เริ่มประชุมเวลา 9.30 น. ที่ admin  building

5. กําหนดการประชุมครั้งตอไป

PM เนนย้ําเรื่องงบประมาณกิจกรรมนักสืบสายลมสายน้ํา ปนี้ใหรวมสนับสนุนศูนยเด็กเลกฯ เทศบาลทา

โขลงในกิจกรรมที่ Sealife

ตรวจสอบวาศูนย

เด็กเล็กฯ เขา

เงื่อนไขราคาคา

เขาชมแบบกลุม

โรงเรียนหรือไม

มิ.ย. 2568

 

charuwan.pimapikriti
Rectangle

charuwan.pimapikriti
Rectangle



1. ศุภฤกษ ตระการกุลชัย ประธานคณะกรรมการฯ ü ü ü ü

2. อาภรณ   อารีภาย กรรมการ L I ü ü

3. ดุษฎี บัณฑิตย กรรมการ ü ü ü ü

4. กานตวิวัฒน นุนภักดี กรรมการ I ü ü ü

5. ธีรพล ถนอมจิตร กรรมการ I ü I ü

6. ตอศักดิ์ วงศสวาง กรรมการ ü ü F F

7. ปฏิญญา รังษีพลาสวัสดิ์ กรรมการ ü ü F F

8. สกุลรัตน    สุดทอง กรรมการ ü ü ü ü

9. ศักดิ์ชัย  โอวาทนุพัฒน กรรมการและเลขาฯ ü ü ü ü

ü=Participated,  T=Training, L=leave, I = Internal Working/Meeting, O= External Working/Meeting  F = Day-off

Accident (case)
Lost Time Injury (case)

เนนย้ํา รปภ. เรื่องการตรวจรถเขา-ออก โรงไฟฟา ใหเปดตรวจสอบใหครบถวน (กรณี GPD) และ scan เขาออกทุกครั้งที่ผานหนาประตูโรงไฟฟา

เนนย้ําให Work supervisor สื่อสารผูรับเหมาที่จะเขาโรงไฟฟา เตรียมบัตรประชาชน หรือทํา smart access ลวงหนาเพื่อขออนุมัติเขาโรงไฟฟา

มอบหมายใหแตละแผนก ทํา checklist เกี่ยวกับ unsave act / unsave condition และขอกําหนดที่เกี่ยวกับขอบเขตความรับผิดชอบของแผนกตนเอง สําหรับการทํา Site 

Walkdown

- เปาหมาย โรงไฟฟา (1 ก.ค. 56 - 1 ก.ค. 68 )

 - Total Accumulate Hour (Employee) (as of last month)   

1. อัศวิน ทองคําวงศ                                                          

2. ทินกร สารแกน  

3. ปาณพล ณรงคอินทร                                              

                               

0

4,292

Man Hour ( Employee) in last month                      

2. เรื่องแจงเพื่อทราบ

5,239

4,383 As of last month

5,318

 1. รับรองรายงานการประชุม

- ที่ประชุม รับรองบันทึกการประชุม 3/2568

Target (day)

0

     SHE managementจึงกําหนดแผนอบรมเชิงปฏิบัติการ การวิเคราะหอันตรายจากการทํางาน (JSA workshop) ที่ GUT วันที่20-21พ.ค. 2568 ขอให OPT/MM/ME/MI เตรียม

สงขื่อเขารวม (ประมาณ 10 คน) - PM assignment ดังนี้  OE 2 / MM / SHE / SL 3 / kim / ice / cake

รายงานการประชุม

คณะกรรมการความปลอดภัย อาชีวอนามัย  และสภาพแวดลอมในการทํางาน (คปอ.)

โรงไฟฟาเชียงรากนอย บริษัท กัลฟ เจพี ซีอารเอ็น จํากัด

ครั้งที่ 4/2568

วันที่ 22 เมษายน 2568  เริ่มประชุมเวลา 15.00 น.

กรรมการเขารวมประชุม

ม.ค ก.พ มี.ค เม.ย พ.ค มิ.ย ก.ค ส.ค ก.ย ต.ค พ.ย

คณะทํางานปองกันและแกไขปญหายาเสพติดในสถานประกอบกิจการ (มยส.)

ธ.ค

ผูเขารวมประชุม

หัวขอ/วาระการประชุม

Man Hour (Non Employee) in last month              

 

Average BBS score (annual) Target = 90%

% คนที่ L & W (annual) Target = 60%

Incident (GCRN accumulate in 2024): 0  cases

            (new): 0 case

            (Others): 0 cases)

NA

ทินกร

อัศวิน

อาภรณ

เสร็จ

เสร็จ

- BBS  (as of last month)

- Update กฎหมาย (ดูเอกสารแนบ)

100.0%

85.8%

ผูรับผิดชอบ

เริ่ม ผูรับผิดชอบ

3. เรื่องเพื่อพิจารณา และดําเนินการ

 3.2 โครงการ 5 ส.

- Follow up / Review Accident / Incident (ดูเอกสารแนบ)

3.1 ตรวจสุขภาพพนักงานประจําป 2567 สถานะ

สถานะ

เริ่ม

- Safety Award

ประกอบดวย

     - สําหรับ BBS รวม 4 รางวัล ประกอบดวย 1,000x2  และ   500x2 รางวัล เกณฑคือพิจารณาจากผูที่ทําการ

แกไข corrective action จํานวนสูงสุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับ Safety Moment รวม 3 รางวัล ประกอบดวย 1,000x1  และ 500x2 รางวัล เกณฑคือผูที่มีจํานวน

แชร safety moment มากที่สุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับประกวดคําขวัญ safety 1 รางวัล 1,000 บาท เริ่มกิจกรรมชวง Safety Week

ผูรับผิดชอบ

ทินกร

อัศวิน

อาภรณ

ผูรับผิดชอบ3.3 การฝกอบรม สถานะ

คปอ.

ผูรับผิดชอบเริ่มสถานะ3.5  สัปดาหกิจกรรม 2568

Big Cleaning Day

เสร็จ

ดําเนินการเมื่อ 3 

เมษายน 2568

 - Safety Inspection (ดูเอกสารแนบ) ทุกเดือน

เสร็จ

ดูเอกสารแนบ

3.4  Safety Inspection / Corrective Action

 - SHE Training สามารถเขาไปดูขอมูลการอบรมรายบุคคลได ที่

T:\8.HR & Admin\6. Training & Certificates\12. Certificates\GCRN Training Record

ฝากประสานงานกับ TT ใหใสประวัติการฝกอบรมมากับหลักสูตร Refreshment ดวยทุกครั้ง

สถานะ

เริ่ม

เริ่ม เสร็จ

 - ประกวดคําขวัญความปลอดภัย จํานวน 1 รางวัล เปดรับ 1-30 กรกฎาคม 2568 

- ฝกซอมดับเพลิงและอพยพหนีไฟ 5 สิงหาคม 2568   

- กิจกรรมอบรมปฐมพยาบาล 6 สิงหาคม 2568

- อบรมเรื่องสารเคมี ฝกซอมเหตุสารเคมีรั่วไหล 7 สิงหาคม 2568

- ปลูกตนไม (เนนไมยืนตนใหญ ปลูกภายในโรงไฟฟา) 7 สิงหาคม 2568

- ฝกซอมเหตุฉุกเฉินอื่นๆ 8 สิงหาคม 2568  

- ปลอยปลา อนุรักษแมน้ําเจาพระยา 8 สิงหาคม 2568

- นักสืบสายลม นักสืบสายน้ํา 14 สิงหาคม 2568

- ดูงานเกี่ยวกับการปองกันยาเสพติด รวมกับนักเรียนในชุมชน 19 สิงหาคม 2568 (option)
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3.6 มาตรฐาน การปองกัน และแกปญหายาเสพติด ในสถานประกอบการ

3.7 การจัดการความเปลี่ยนแปลง (MOC)

3.8 การดําเนินการเพื่อติดตามแกไขขอที่ตรวจพบจาก ISO Audit

3.9 การฝกซอมและทบทวนแผนฉุกเฉินประจําป 2568

อยูในแผนงงานสัปดาหกิจกรรม 2568

SHE

พิสุทธิ์

SHE   

GA

เริ่ม3.10 โครงการ CSR 2568

ดูเอกสารแนบ + Morning Talk

สถานะ
Inspection 

Result

NA

ดําเนินการตรวจความเรียบรอยและถูกตองของ Permit to Work Procedure (ดูเอกสารแนบ) ตรวจสอบเปน

ประจํา

Corrective 

Action

3.12 ISO and ESMS

ISO Plan 2025

ดําเนินการแลว

เสนอสงพนักงานอบรมหลักสูตรภายนอก

1. จป. บริหาร : กานตวิวัฒน/ชัช/ปาณพล

2. จป. หัวหนางาน : อภิสิทธิ์/ชาญณรงค/นันทวัฒน/รัฐภูมิ/ภักดีรัฐ

3. เสนอชื่ออบรมหลักสูตรคณะกรรมการความปลอดภัย : อัศวิน นววิธ ธนันตชัย รัฐภูมิ อภิสิทธิ์

ศีกษาแนวทางจัดหา Backhoe ปรับพื้นที่หนาโรงไฟฟา ลดการเกิดวัชพืชถาวร โดยหาจากงานที่ตอง

จัดหา Backhoe ในอนาคตใหพวงงานนี้ดวย หรือจัดทําเปนโครงการเฉพาะ

 (ลองถามแผนงาน

 อบต. ชวงกอน

หนาฝน)

ม.ค. 68

จป. หัวหนางาน

24-25 เม.ย. 2568

จป.บริหาร 22-23 

พ.ค. 68

การปองกันปญหาแมวเขามาจากรั่วขางโรงไฟฟา เสนอใหมีการติดลวดหนามหีบเพลงยาวตลอดแนวรั้ว

ดาน ปณคุณ ความยาว 450 เมตร ใชลวดหนามสูงสุด 45 มวน (มวนละ 10 เมตร) ราคามวนละ 670 บาท

ติดตั้งไฟสองสวางเพิ่มบริเวณริมรั้วทายโรงไฟฟา

เริ่มสถานะ

SHE

GA

All

SHE

MM

OPT

ม.ค. 68 เม.ย. 2568
MTN

GA

3.11 Permit to Work Inspection

กําหนดวันอบรม

แลว กําลังทําเรื่อง

ขออนุมัติอบรม

พนักงาน

GA

ดําเนินการแลว ม.ค. 68  3 เม.ย. 2568

การกําจัดเศษเหล็ก สายไฟ ทองแดง อุปกรณอิเลคทรอนิกส แบตเตอรี่ ให Vendor ที่รับซื้อ
กําลังทํา Memo ขอ

อนุมัติขาย
ม.ค. 68 พ.ค. 2568

เสร็จ

สถานะ
Inspection 

Result

Corrective 

Action
ผูรับผิดชอบ

ดูเอกสารแนบ 

4. ขอเสนอแนะอื่นๆ ดานสิ่งแวดลอม อาชีวอนามัย ความปลอดภัย CSR และ มยส.

PM เนนย้ําเรื่องงบประมาณกิจกรรมนักสืบสายลมสายน้ํา ปนี้ใหรวมสนับสนุนศูนยเด็กเลกฯ เทศบาลทา

โขลงในกิจกรรมที่ Sealife

ติดตอโรงเรียนใน

พื้นที่ตามปกติ

ผูรับผิดชอบ

All in relation to 

PTW

ผูรับผิดชอบ

All

สถานะ เสร็จ ผูรับผิดชอบ

ผูรับผิดชอบสถานะ เสร็จเริ่ม

ตรวจปสสาวะ รปภ. แมบาน, คนสวน, Helper ทุกเดือน เริ่ม มีนาคม 2568

สถานะ

ธ.ค. 68

SHE

สถานะ

สถานะ

In process

เสร็จ

SHE

ผูรับผิดชอบเริ่ม

Update การจัดทํา MOC

ใหทําแบบฟอรม PSSR ทุกครั้งที่ทําการปด MOC

ม.ค. 68

เสร็จ ผูรับผิดชอบ

คณะทํางาน มยส.

เริ่ม

NA

ผูรับผิดชอบเริ่ม เสร็จ

 

เลิกประชุม เวลา 15.45 น.

นายศักดิ์ชัย โอวาทนุพัฒน  ผูบันทึกการประชุม

 

 

 

 

วันที่ 29 พฤษภาคม 2568  เริ่มประชุมเวลา 9.30 น. ที่ admin  building

5. กําหนดการประชุมครั้งตอไป

 

charuwan.pimapikriti
Rectangle

charuwan.pimapikriti
Rectangle



1. ศุภฤกษ ตระการกุลชัย ประธานคณะกรรมการฯ ü ü ü ü ü

2. อาภรณ   อารีภาย กรรมการ L I ü ü L

3. ดุษฎี บัณฑิตย กรรมการ ü ü ü ü ü

4. กานตวิวัฒน นุนภักดี กรรมการ I ü ü ü ü

5. ธีรพล ถนอมจิตร กรรมการ I ü I ü ü

6. ตอศักดิ์ วงศสวาง กรรมการ ü ü F F F

7. ปฏิญญา รังษีพลาสวัสดิ์ กรรมการ ü ü F F F

8. สกุลรัตน    สุดทอง กรรมการ ü ü ü ü ü

9. ศักดิ์ชัย  โอวาทนุพัฒน กรรมการและเลขาฯ ü ü ü ü ü

ü=Participated,  T=Training, L=leave, I = Internal Working/Meeting, O= External Working/Meeting  F = Day-off

2. เรื่องแจงเพื่อทราบ

 1. รับรองรายงานการประชุม

- ที่ประชุม รับรองบันทึกการประชุม 4/2568

มอบหมายใหแตละแผนก ทํา checklist เกี่ยวกับ unsave act / unsave condition และขอกําหนดที่เกี่ยวกับขอบเขตความรับผิดชอบของแผนกตนเอง สําหรับการทํา Site 

Walkdown

เริ่มบันทึกขอมูลรถเขา-ออกโรงไฟฟา โดยมีแบบฟอรมใหรถผูรับเหมา ผูมาติดตอ และรถกระบะเชา 2 คัน ตองกรอกรายละเอียดการเขาออกและลงชือทุกครั้ง (ไมรวมรถพนักงาน 

และ Outsource)

รายงานการประชุม

คณะกรรมการความปลอดภัย อาชีวอนามัย  และสภาพแวดลอมในการทํางาน (คปอ.)

โรงไฟฟาเชียงรากนอย บริษัท กัลฟ เจพี ซีอารเอ็น จํากัด

ครั้งที่ 5/2568

วันที่ 29 พฤษภาคม 2568  เริ่มประชุมเวลา 15.00 น.

กรรมการเขารวมประชุม

ม.ค ก.พ มี.ค เม.ย พ.ค มิ.ย ก.ค ส.ค ก.ย ต.ค พ.ย

คณะทํางานปองกันและแกไขปญหายาเสพติดในสถานประกอบกิจการ (มยส.)

ธ.ค

ผูเขารวมประชุม

หัวขอ/วาระการประชุม

1. อัศวิน ทองคําวงศ                       6. ภักดีรัฐ รมโพธิ์                                   

2. ทินกร สารแกน                          7. เอกภพ แสนทวีสุข  

3. ปาณพล ณรงคอินทร                                              

4. วรเชษฐ เกลี้ยงพิบูลย                               

5. พรพิศ พุมน้ําเค็ม

 

Accident (case)
Lost Time Injury (case)

Average BBS score (annual) Target = 90%

% คนที่ L & W (annual) Target = 60%

Incident (GCRN accumulate in 2024): 0  cases

            (new): 0 case

            (Others): 0 cases)

3.1 รถที่ตองเขา Control Area เชน รถเก็บตัวอยางน้ํา สงน้ํา/spare part/สารเคมี ซอมแอร รถขยะ ให Work Supervisor นําเขาพื้นที่และเฝาดูดวยตัวเองทุกครั้ง

3.2 รถพนักงาน หามเขา Control Area เด็ดขาด และขอความรวมมือใหเคลียรของที่ไมจําเปนออกจากรถ เพื่อใหสะดวกตอ รปภ. ในการการสังเกตสิ่งของผิดปกติ

3.3 ขอความรวมมือพนักงานงดถือของที่ไมจําเปนเขา-ออก นําของเขามาที่จําเปนเทานั้น เชน อาหาร เปลี่ยนมาใชถุงผาแทนเป เพื่อสะดวกและรวดเร็วตอการระบุสิ่งของภายใน 

รวมถึงในเสื้อ กางเกง ถุง และการตรวจดวยเครื่องตรวจโลหะ สวนพนักงานที่นําผาสวนตัวมาซักที่โรงไฟฟา ขอใหใสในถุงผา พรอมใหตรวจสอบทุกชิ้น เพื่อความสะดวกของผูตรวจ

และผูถูกตรวจ

3.4 รถและสัมภาระของผูรับเหมาอื่นๆ ให  Work Supervisor เฝาสังเกตอยางใกลชิด ไมใหเขาไปในพื้นที่ที่ไมไดรับอนุญาต และปดประตูอาคารตลอดเวลา

3.5 การตรวจสอบทั้งหมด จะรวมปฏิบัติในชวงที่ฝนตก ? Yes (ตองมีเตนผาใบ และโตะวางของที่ประตูหา และประตู Control Area พรอมโตะ)

3.6 กําชับ รปภ ตองกลาที่จะสอบถามทุกคน ทุกครั้ง ถาตรวจพบของที่ตัวเองสงสัย

จากกรณีการทดสอบลักลอบนํา spare part ออกจาก GUT ของฝายตรวจสอบภายใน (IA) จึงขอนําเสนอขอปฏิบัติการเขาออกและการตรวจสอบสิ่งของของพนักงานและ

บุคคลภายนอกเพิ่มเติม เพื่อลดความเสี่ยงในการที่บุคคลจะนํา spare part หรือทรัพยสินออกจากโรงไฟฟา ดังนี้

1. รปภ. ประตูหนา ใหตรวจสอบรถเขา-ออก และสแกนบัตรเขา-ออก พนักงานและผูเขามาในโรงไฟฟาทุกคนตามขั้นตอนใน Plant Security

2. รปภ. จุด Control Area ตรวจสัมภาระ รางกายของทุกคนดวยเครื่องตรวจจับโลหะ กอนออกจากพื้นที่ทุกครั้ง หากมีสัญญาณดัง ใหนําของออกมาแสดงและระบุทุกชิ้น

3. จากขอ 2 เนื่องจากขอจํากัดของการตรวจสัมภาระ กระเปา เป ที่สามารถซุกซอนของหลายจุด และบรรจุของมากจนแยกแยะดวยตาไมได จึงขอความรวมมือ ดังนี้

- เปาหมาย โรงไฟฟา (1 ก.ค. 56 - 1 ก.ค. 68 )

 - Total Accumulate Hour (Employee) (as of last month)   

NA

เสร็จ ผูรับผิดชอบ

4,682

4,383 As of last month

4,865

Target (day)

0

85.6%

4,322

Man Hour ( Employee) in last month                      

- BBS  (as of last month)

Man Hour (Non Employee) in last month              

0

- Update กฎหมาย (ดูเอกสารแนบ)

100.0%

- Follow up / Review Accident / Incident (ดูเอกสารแนบ)

3.1 ตรวจสุขภาพพนักงานประจําป 2568

- Safety Award

ประกอบดวย

     - สําหรับ BBS รวม 4 รางวัล ประกอบดวย 1,000x2  และ   500x2 รางวัล เกณฑคือพิจารณาจากผูที่ทําการ

แกไข corrective action จํานวนสูงสุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับ Safety Moment รวม 3 รางวัล ประกอบดวย 1,000x1  และ 500x2 รางวัล เกณฑคือผูที่มีจํานวน

แชร safety moment มากที่สุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับประกวดคําขวัญ safety 1 รางวัล 1,000 บาท เริ่มกิจกรรมชวง Safety Week

สถานะ เริ่ม

3. เรื่องเพื่อพิจารณา และดําเนินการ
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3.6 มาตรฐาน การปองกัน และแกปญหายาเสพติด ในสถานประกอบการ

3.7 การจัดการความเปลี่ยนแปลง (MOC)

3.8 การดําเนินการเพื่อติดตามแกไขขอที่ตรวจพบจาก ISO Audit

3.9 การฝกซอมและทบทวนแผนฉุกเฉินประจําป 2568

อยูในแผนงงานสัปดาหกิจกรรม 2568

เริ่ม3.10 โครงการ CSR 2568

ดูเอกสารแนบ + Morning Talk

สถานะ
Inspection 

Result

NA

ดําเนินการตรวจความเรียบรอยและถูกตองของ Permit to Work Procedure (ดูเอกสารแนบ) ตรวจสอบเปน

ประจํา

Corrective 

Action

ทินกร

อัศวิน

อาภรณ

Update การจัดทํา MOC

ใหทําแบบฟอรม PSSR ทุกครั้งที่ทําการปด MOC

ม.ค. 68

เสร็จ ผูรับผิดชอบ

คณะทํางาน มยส.

ผูรับผิดชอบ3.3 การฝกอบรม สถานะ

คปอ.

ผูรับผิดชอบเริ่มสถานะ

เสร็จ

3.5  สัปดาหกิจกรรม 2568

 3.2 โครงการ 5 ส.

เสร็จ

4 มิถุนายน 2568

เริ่ม ผูรับผิดชอบ

ธ.ค. 68

3.11 Permit to Work Inspection

สถานะ
Inspection 

Result

Corrective 

Action
ผูรับผิดชอบ

ดูเอกสารแนบ 

All in relation to 

PTW

ผูรับผิดชอบ

All

3.12 ISO and ESMS

External Audit by TUV NORD 16-17 July 2025

SHE

สถานะ

สถานะ

In process

เสร็จ

SHE

ผูรับผิดชอบเริ่ม

 - SHE Training สามารถเขาไปดูขอมูลการอบรมรายบุคคลได ที่

T:\8.HR & Admin\6. Training & Certificates\12. Certificates\GCRN Training Record

สถานะ

เริ่ม

เริ่ม เสร็จ ผูรับผิดชอบ

ทินกร

อัศวิน

อาภรณ

สถานะ
Big Cleaning Day ทําความสะอาดพื้นลานจอดรถ

ดูเอกสารแนบ

3.4  Safety Inspection / Corrective Action

NA

ผูรับผิดชอบเริ่ม เสร็จ

 - ประกวดคําขวัญความปลอดภัย จํานวน 1 รางวัล เปดรับ 1-30 กรกฎาคม 2568 

- ฝกซอมดับเพลิงและอพยพหนีไฟ 5 สิงหาคม 2568   

- กิจกรรมอบรมปฐมพยาบาล 6 สิงหาคม 2568

- อบรมเรื่องสารเคมี ฝกซอมเหตุสารเคมีรั่วไหล 7 สิงหาคม 2568

- ฝกซอมเหตุฉุกเฉินอื่นๆ 7 สิงหาคม 2568

- นักสืบสายลม นักสืบสายน้ํา 15 สิงหาคม 2568

- ปลอยปลา อนุรักษแมน้ําเจาพระยา ปลูกตนไม (เนนไมยืนตนใหญ ปลูกภายในโรงไฟฟา) 18 สิงหาคม 

2568

ตรวจปสสาวะ รปภ. แมบาน, คนสวน, Helper ทุกเดือน เริ่ม มีนาคม 2568

สถานะ

 - Safety Inspection (ดูเอกสารแนบ) ทุกเดือน

เสร็จ

เริ่ม

สถานะ เสร็จ ผูรับผิดชอบ

ผูรับผิดชอบสถานะ เสร็จเริ่ม

 

เลิกประชุม เวลา 15.50 น.

นายศักดิ์ชัย โอวาทนุพัฒน  ผูบันทึกการประชุม

 

 

 

GA

Nominees 

ก.ค. 2568

เสนอสงพนักงานอบรมหลักสูตรภายนอก

1. จป. บริหาร : กานตวิวัฒน/ชัช/ปาณพล

2. จป. หัวหนางาน : อภิสิทธิ์/ชาญณรงค/นันทวัฒน/รัฐภูมิ/ภักดีรัฐ

3. เสนอชื่ออบรมหลักสูตรคณะกรรมการความปลอดภัย : อัศวิน นววิธ ธนันตชัย รัฐภูมิ อภิสิทธิ์

ศีกษาแนวทางจัดหา Backhoe ปรับพื้นที่หนาโรงไฟฟา ลดการเกิดวัชพืชถาวร โดยหาจากงานที่ตอง

จัดหา Backhoe ในอนาคตใหพวงงานนี้ดวย หรือจัดทําเปนโครงการเฉพาะ

สอบถาม อบต. ที่

จะมาขุดลอกคลอง

ตาขึยว

เริ่มสถานะ

ขอราคาและ

กําหนดการ
พ.ย. 2568

เสนอใหสุมเปาแอลกอฮอล สุมผูรับเหมามางานที่มีความเสี่ยง เชน ทํางานที่สูง

MTN

GA

อบรมครบแลว

การกําจัดเศษเหล็ก สายไฟ ทองแดง อุปกรณอิเลคทรอนิกส แบตเตอรี่ ให Vendor ที่รับซื้อ
ยกเลิกการขาย

ทองแดง และขอ

อนุมัติใหม

พ.ค. 2568 ก.ค. 2568

เสร็จ4. ขอเสนอแนะอื่นๆ ดานสิ่งแวดลอม อาชีวอนามัย ความปลอดภัย CSR และ มยส. ผูรับผิดชอบ

 

วันที่ 24 มิถุนายน 2568  เริ่มประชุมเวลา 9.30 น. ที่ admin  building

5. กําหนดการประชุมครั้งตอไป

ศาลาพักของคนสวน ชํารุดบอย จึงนาจะทําเปนโครงเหล็ก มุง metal sheet จัดทําศาลาเถียงนา พ.ค. 68 ก.ค. 2568

AllWork Supervisor 

เบิกเครื่องวัด

แอลกอฮอลจาก 

รปภ. สุมตรวจ

MM

SHE

GA

All

ม.ค. 68
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1. ศุภฤกษ ตระการกุลชัย ประธานคณะกรรมการฯ ü ü ü ü ü ü

2. อาภรณ   อารีภาย กรรมการ L I ü ü L ü

3. ดุษฎี บัณฑิตย กรรมการ ü ü ü ü ü ü

4. กานตวิวัฒน นุนภักดี กรรมการ I ü ü ü ü ü

5. ธีรพล ถนอมจิตร กรรมการ I ü I ü ü ü

6. ตอศักดิ์ วงศสวาง กรรมการ ü ü F F F F

7. ปฏิญญา รังษีพลาสวัสดิ์ กรรมการ ü ü F F F F

8. สกุลรัตน    สุดทอง กรรมการ ü ü ü ü ü ü

9. ศักดิ์ชัย  โอวาทนุพัฒน กรรมการและเลขาฯ ü ü ü ü ü ü

ü=Participated,  T=Training, L=leave, I = Internal Working/Meeting, O= External Working/Meeting  F = Day-off

ผูเขารวมประชุม

หัวขอ/วาระการประชุม

1. อัศวิน ทองคําวงศ                       6. ภักดีรัฐ รมโพธิ์                                   

2. ทินกร สารแกน                          7. เอกภพ แสนทวีสุข  

3. ปาณพล ณรงคอินทร                                              

4. วรเชษฐ เกลี้ยงพิบูลย                               

5. พรพิศ พุมน้ําเค็ม

รายงานการประชุม

คณะกรรมการความปลอดภัย อาชีวอนามัย  และสภาพแวดลอมในการทํางาน (คปอ.)

โรงไฟฟาเชียงรากนอย บริษัท กัลฟ เจพี ซีอารเอ็น จํากัด

ครั้งที่ 6/2568

วันที่ 24 มิถุนายน  2568  เริ่มประชุมเวลา 10.00 น.

กรรมการเขารวมประชุม

ม.ค ก.พ มี.ค เม.ย พ.ค มิ.ย ก.ค ส.ค ก.ย ต.ค พ.ย

คณะทํางานปองกันและแกไขปญหายาเสพติดในสถานประกอบกิจการ (มยส.)

ธ.ค

2. เรื่องแจงเพื่อทราบ

 1. รับรองรายงานการประชุม

- ที่ประชุม รับรองบันทึกการประชุม 5/2568

มอบหมายใหแตละแผนก ทํา checklist เกี่ยวกับ unsave act / unsave condition และขอกําหนดที่เกี่ยวกับขอบเขตความรับผิดชอบของแผนกตนเอง สําหรับการทํา Site 

Walkdown

 

Accident (case)
Lost Time Injury (case)

Average BBS score (annual) Target = 90%

% คนที่ L & W (annual) Target = 60%

Incident (GCRN accumulate in 2024): 0  cases

            (new): 0 case

            (Others): 0 cases)

3. เรื่องเพื่อพิจารณา และดําเนินการ

- Follow up / Review Accident / Incident (ดูเอกสารแนบ)

- Safety Award

ประกอบดวย

     - สําหรับ BBS รวม 4 รางวัล ประกอบดวย 1,000x2  และ   500x2 รางวัล เกณฑคือพิจารณาจากผูที่ทําการ

แกไข corrective action จํานวนสูงสุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับ Safety Moment รวม 3 รางวัล ประกอบดวย 1,000x1  และ 500x2 รางวัล เกณฑคือผูที่มีจํานวน

แชร safety moment มากที่สุด ชวง ก.พ. - พ.ย. 2568

     - สําหรับประกวดคําขวัญ safety 1 รางวัล 1,000 บาท เริ่มกิจกรรมชวง Safety Week

- Update กฎหมาย (ดูเอกสารแนบ)

100.0%

4,892

4,383 As of last month

5,104

Target (day)

0

86.6%

4,353

Man Hour ( Employee) in last month                      

- BBS  (as of last month)

Man Hour (Non Employee) in last month              

0

จากที่มีพนักงาน (พลวัชร) ไปอบรม Technical Working at Height Equipment วิทยากรแนะนําวา full body harness หรืออุปกรณที่เปนผาหรือทําจากเสนใยมีอายุการใชงาน

ไมควรเกิน 10 ป กลับมาตรวจสอบอุปกรณที่ รฟฟ. พบผลิตป 2009 เกินมา 16 ปแลวครับ แตในขอกฎหมายไมไดกําหนด จึงฝาก SHE Management ชวยพิจารณาวาควรจัดหา

ใหมหรือไม

3.1 รถที่ตองเขา Control Area เชน รถเก็บตัวอยางน้ํา สงน้ํา/spare part/สารเคมี ซอมแอร รถขยะ ให Work Supervisor นําเขาพื้นที่และเฝาดูดวยตัวเองทุกครั้ง ผาน

3.2 รถพนักงาน หามเขา Control Area เด็ดขาด และขอความรวมมือใหเคลียรของที่ไมจําเปนออกจากรถ เพื่อใหสะดวกตอ รปภ. ในการการสังเกตสิ่งของผิดปกติ ผาน

3.3 ขอความรวมมือพนักงานงดถือของที่ไมจําเปนเขา-ออก นําของเขามาที่จําเปนเทานั้น เชน อาหาร เปลี่ยนมาใชถุงผาแทนเป เพื่อสะดวกและรวดเร็วตอการระบุสิ่งของภายใน 

รวมถึงในเสื้อ กางเกง ถุง และการตรวจดวยเครื่องตรวจโลหะ สวนพนักงานที่นําผาสวนตัวมาซักที่โรงไฟฟา ขอใหใสในถุงผา พรอมใหตรวจสอบทุกชิ้น เพื่อความสะดวกของผูตรวจ

และผูถูกตรวจ ยังดําเนินการไมเต็มที่ ยังคงมีสัมภาระที่ตรวจสอบไมสะดวก

3.4 รถและสัมภาระของผูรับเหมาอื่นๆ ให  Work Supervisor เฝาสังเกตอยางใกลชิด ไมใหเขาไปในพื้นที่ที่ไมไดรับอนุญาต และปดประตูอาคารตลอดเวลา ผาน

3.5 การตรวจสอบทั้งหมด รวมปฏิบัติในชวงที่ฝนตก เสนอใหมีเตนผาใบ และโตะวางของที่ประตูหา และประตู Control Area พรอมโตะ ยังรอการจัดซื้ตเตนทผาใบ

3.6 กําชับ รปภ ตองกลาที่จะสอบถามทุกคน ทุกครั้ง ถาตรวจพบของที่ตัวเองสงสัย ยังไมไดสอบถามครบถวน

จากกรณีการทดสอบลักลอบนํา spare part ออกจาก GUT ของฝายตรวจสอบภายใน (IA) จึงขอนําเสนอขอปฏิบัติการเขาออกและการตรวจสอบสิ่งของของพนักงานและ

บุคคลภายนอกเพิ่มเติม เพื่อลดความเสี่ยงในการที่บุคคลจะนํา spare part หรือทรัพยสินออกจากโรงไฟฟา ดังนี้

1. รปภ. ประตูหนา ใหตรวจสอบรถเขา-ออก และสแกนบัตรเขา-ออก พนักงานและผูเขามาในโรงไฟฟาทุกคนตามขั้นตอนใน Plant Security ตรวจสอบเปนประจํา

2. รปภ. จุด Control Area ตรวจสัมภาระ รางกายของทุกคนดวยเครื่องตรวจจับโลหะ กอนออกจากพื้นที่ทุกครั้ง หากมีสัญญาณดัง ใหนําของออกมาแสดงและระบุทุกชิ้น ยังทําไม

สมบูรณ เชน ไมไดตรวจละเอียดการผานเขา-ออกระหวางวัน

3. จากขอ 2 เนื่องจากขอจํากัดของการตรวจสัมภาระ กระเปา เป ที่สามารถซุกซอนของหลายจุด และบรรจุของมากจนแยกแยะดวยตาไมได จึงขอความรวมมือ ดังนี้

- เปาหมาย โรงไฟฟา (1 ก.ค. 56 - 1 ก.ค. 68 )

 - Total Accumulate Hour (Employee) (as of last month)   
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3.1 ตรวจสุขภาพพนักงานประจําป 2568 สถานะ

สถานะ

เริ่ม

Big Cleaning Day ทําความสะอาดพื้นลานจอดรถ 4 มิถุนายน 2568

ผูรับผิดชอบ

เริ่ม ผูรับผิดชอบเสร็จ 3.2 โครงการ 5 ส.

ดําเนินการแลว

NA

ทินกร

อัศวิน

อาภรณ

เสร็จ

 

3.6 มาตรฐาน การปองกัน และแกปญหายาเสพติด ในสถานประกอบการ

3.7 การจัดการความเปลี่ยนแปลง (MOC)

3.8 การดําเนินการเพื่อติดตามแกไขขอที่ตรวจพบจาก ISO Audit

3.9 การฝกซอมและทบทวนแผนฉุกเฉินประจําป 2568

อยูในแผนงงานสัปดาหกิจกรรม 2568

ผูรับผิดชอบ

ผูรับผิดชอบสถานะ เสร็จเริ่ม

ดูเอกสารแนบ + Morning Talk

สถานะ
Inspection 

Result

 - Safety Inspection (ดูเอกสารแนบ) ทุกเดือน

เสร็จ

เริ่ม

สถานะ เสร็จเริ่ม3.10 โครงการ CSR 2568

ดูเอกสารแนบ

3.4  Safety Inspection / Corrective Action

NA

ผูรับผิดชอบเริ่ม เสร็จ

 - ประกวดคําขวัญความปลอดภัย จํานวน 1 รางวัล เปดรับ 1-30 กรกฎาคม 2568 

- ฝกซอมดับเพลิงและอพยพหนีไฟ 5 สิงหาคม 2568   

- กิจกรรมอบรมปฐมพยาบาล 6 สิงหาคม 2568

- อบรมเรื่องสารเคมี ฝกซอมเหตุสารเคมีรั่วไหล 15 สิงหาคม 2568

- ฝกซอมเหตุฉุกเฉินอื่นๆ 15 สิงหาคม 2568

- ปลอยปลา อนุรักษแมน้ําเจาพระยา ปลูกตนไม (เนนไมยืนตนใหญ ปลูกภายในโรงไฟฟา) 18 สิงหาคม 

2568

- นักสืบสายลม นักสืบสายน้ํา 19 สิงหาคม 2568

ตรวจปสสาวะ รปภ. แมบาน, คนสวน, Helper ทุกเดือน เริ่ม มีนาคม 2568

สถานะ

 - SHE Training สามารถเขาไปดูขอมูลการอบรมรายบุคคลได ที่

T:\8.HR & Admin\6. Training & Certificates\12. Certificates\GCRN Training Record

สถานะ

เริ่ม

เริ่ม เสร็จ ผูรับผิดชอบ

ทินกร

อัศวิน

อาภรณ

SHE

สถานะ

สถานะ

In process

เสร็จ

SHE

ผูรับผิดชอบเริ่ม

All

สถานะ
Inspection 

Result

Corrective 

Action
ผูรับผิดชอบ

ดูเอกสารแนบ 

4. ขอเสนอแนะอื่นๆ ดานสิ่งแวดลอม อาชีวอนามัย ความปลอดภัย CSR และ มยส. ผูรับผิดชอบ

All in relation to 

PTW

ผูรับผิดชอบ

All

3.12 ISO and ESMS

External Audit by TUV NORD 16-17 July 2025

ธ.ค. 68

เริ่มสถานะ

เสนอใหสุมเปาแอลกอฮอล สุมผูรับเหมามางานที่มีความเสี่ยง เชน ทํางานที่สูง

Work Supervisor 

เบิกเครื่องวัด

แอลกอฮอลจาก 

รปภ. สุมตรวจ

3.11 Permit to Work Inspection

เสร็จ

ผูรับผิดชอบเริ่มสถานะ

ออก email

จองแลว

จองแลว

ติดตอวิทยากร

หาตนไม จอง

ปลา

จองแลว

3.5  สัปดาหกิจกรรม 2568

เสร็จ

NA

ดําเนินการตรวจความเรียบรอยและถูกตองของ Permit to Work Procedure (ดูเอกสารแนบ) ตรวจสอบเปน

ประจํา

Corrective 

Action

Update การจัดทํา MOC

ใหทําแบบฟอรม PSSR ทุกครั้งที่ทําการปด MOC

ม.ค. 68

เสร็จ ผูรับผิดชอบ

คณะทํางาน มยส.

ผูรับผิดชอบ3.3 การฝกอบรม สถานะ

คปอ.

 



เลิกประชุม เวลา 10.55 น.

นายศักดิ์ชัย โอวาทนุพัฒน  ผูบันทึกการประชุม

 

 

 

SHE

GA

All

GA

Nominees 

 

วันที่ 24 กรกฎาคม 2568  เริ่มประชุมเวลา 9.30 น. ที่ admin  building

5. กําหนดการประชุมครั้งตอไป

ศาลาพักของคนสวน ชํารุดบอย จึงนาจะทําเปนโครงเหล็ก มุง metal sheet จัดทําเถียงนา พ.ค. 68 ก.ค. 2568
MM

ก.ค. 2568

3. เสนอชื่ออบรมหลักสูตรคณะกรรมการความปลอดภัย : อัศวิน นววิธ ธนันตชัย รัฐภูมิ อภิสิทธิ์

ศีกษาแนวทางจัดหา Backhoe ปรับพื้นที่หนาโรงไฟฟา ลดการเกิดวัชพืชถาวร สอบถาม อบต. ที่

จะมาขุดลอกคลอง

ตาขึยว

ขอราคาและ

กําหนดการ
พ.ย. 2568

ม.ค. 68

MTN

GA

การกําจัดเศษเหล็ก สายไฟ ทองแดง อุปกรณอิเลคทรอนิกส แบตเตอรี่ ให Vendor ที่รับซื้อ
ยกเลิกการขาย

ทองแดง และขอ

อนุมัติใหม

พ.ค. 2568 ก.ค. 2568
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ภาคผนวกภาคผนวก  ขข--3344  
ระเบียบการปฏิป้ติงานเรื่อง Safety Inspection  

(EHS-P-028) 
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ภาคผนวกภาคผนวก  ขข--3355  
แผนผังระบบดับเพลิงและอุปกรณ์ชำระล้างฉุกเฉิน 

 
 
 
 
 
 
 
 
 



, , I / SCBA / /CO2 Gas for Turbine

D

Laboratory

Fire Hose Reel x 1

 CO2. Fire Extinguisher x 1

Control Room Building

Fire Hose Reel x 5

 Dry Chem. Fire Extinguisher x 2

CO2 Fire Extinguisher x 12

SCBA x 2

Fire Protection Suit x 5

Maintenance Building

Fire Hose Reel x 3

 Dry Chem. Fire Extinguisher x 3

CO2 Fix System

for Gas Turbine

=20 cylinders

Multi-purpose Building

 Dry Chem. Fire Extinguisher x 3

CO2 Fix System

for Gas Turbine

=20 cylinders

Admin Building

Fire hose Reel x 2

 Dry Chem. Fire Extinguisher x 2

CO2 Fire Extinguisher x 1  and

FM 200 1 system for Server Room

Sub-station Building

 CO2 Fire Extinguisher x 2

Special Tool Building

 Dry Chem. Fire Extinguisher x 2
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ภาคผนวกภาคผนวก  ขข--3366  
โครงการ 5ส. ของโรงไฟฟ้า 

 
 
 
 
 
 
 
 
 
 
 
 
 
 



กจิกรรม Big Cleaning Day / 5ส / จดัพื !นที"โรงไฟฟ้า เมื"อวนัที" 20 กมุภาพนัธ ์2568
1

กจิกรรม Big Cleaning Day / 5ส / จดัพื !นที"โรงไฟฟ้า เมื"อวนัที" 25 กมุภาพนัธ ์2568
2
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กจิกรรม Big Cleaning Day / 5ส / เมื"อวนัที" 4 มถินุายน 2568
3
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ภาคผนวกภาคผนวก  ขข--3377  
เอกสารเผยแพร่รายละเอียดของโรงไฟฟ้า 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



1 2

3

117.5 15 /

COD 1 2556

41

2 x GTs , Model Siemens SGT 800 A+ , Capacity 47 MW (Rated)

1 x Steam Turbine , MES capacity 35 MW

4

3.5

. 90 < . 56 >

22.7

10 / .

< 1 . 56 >



Gas turbine
HRSG boiler

Air inlet

Fuel Combustion

HRSG boiler
Steam  turbine
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Treatment Tank  Aerobic

(Thermal
Evaporation)

•

Neutralization Tank

(Thermal Evaporation)
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(Oil / Water
Separator)

(Thermal Evaporation)
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ภาคผนวกภาคผนวก  ขข--3388  

เอกสารบันทึกการประชุมคณะกรรมการ                     
ตรวจสอบผลกระทบสิ่งแวดล้อม  

ของโรงไฟฟ้าเชียงรากน้อย   
 
 
 
 
 
 



1 2

3

117.5 15 /

COD 1 2556

41

2 x GTs , Model Siemens SGT 800 A+ , Capacity 47 MW (Rated)

1 x Steam Turbine , MES capacity 35 MW

4

3.5

. 90 < . 56 >

22.7

10 / .

< 1 . 56 >



Gas turbine
HRSG boiler

Air inlet

Fuel Combustion

HRSG boiler
Steam  turbine

8

1.
2.
3.



9

•

( )
60 <120

•

     ( )
7.14 <20

•

)
32.7 <60

Siemens SGT 800 A+

2 47

 (HRSG)

(CEMs)
10

1.
2. 3 1  (12 .)
• 1
• 2

11

•  35 

• 15 /

12

(Steam turbine)
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13

•

On-Site Package Sanitary
Treatment Tank  Aerobic

(Thermal
Evaporation)

•

Neutralization Tank

(Thermal Evaporation)

•

(Oil / Water
Separator)

(Thermal Evaporation)

14

15

 4,929

.

 16,500
 1 
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ภาคผนวกภาคผนวก  ขข--3399  

เอกสารการแต่งตั้งคณะกรรมการตรวจสอบผลกระทบ
สิ่งแวดล้อม ของโรงไฟฟ้าเชียงรากน้อย 
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ภาคผนวกภาคผนวก  ขข--4040  
แผนผังแสดงพื้นที่สีเขียวภายในโครงการ 



 

 
 

 

 

 

 
 

 

 

 

 

 

 

รวมพ้ืนที่สีเขียว = 9,870 ตารางเมตร หรือ 6.17 ไร่ คิดเป็น 15% ของพ้ืนที่ทั้งหมด 41 ไร่                 พ้ืนที่ว่าง (ปลูกหญ้า) 



  
  
  

  
  
  

ภาคผนวกภาคผนวก  คค--11  
ผลการตรวจสอบความถูกต้องของระบบ CEMs (RAA) 

ระหว่างเดือนมกราคม-มิถุนายน พ.ศ. 2568 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143885 

Jan 15, 2025  : Date Received 

Date Reported : Jan 31, 2025 

3201576-1 Report Number : 

Page 1 of 3 

Sample Number 24143885-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 11 

Parameter NOx 

Approved by 

Sarayuth Jittranont 

Assistant General Manager 
ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 

ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 13:30 13:50 11.84 10.03 25.38 23.34 -2.04 

2 14-Jan-25 13:51 14:11 11.69 9.55 25.10 22.17 -2.94 

3 14-Jan-25 14:12 14:32 11.77 9.42 25.33 21.78 -3.55 

  Average 25.27 22.43 -2.84 

  Relative Accuracy Audit (Compared with RM) (%)       -12.69 
 

Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

   Reference Method : US EPA Method 7E  

    Remark: 1/ Relative Accuracy Criteria of NOx is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 2  (PS-2) 

           RAA Result is within Criteria 

 

 

S:\Reports\Stack_CEMs1.rpt 

Relative Accuracy Audit Report 

 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143885 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201576-1 Report Number : 

Page 2 of 3 

Sample Number 24143885-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 11 

Parameter CO 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 
ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 13:30 13:50 0.07 0.75 0.14 1.74 1.60 

2 14-Jan-25 13:51 14:11 0.07 0.76 0.14 1.77 1.62 

3 14-Jan-25 14:12 14:32 0.10 0.73 0.22 1.68 1.47 

  Average 0.17 1.73 1.56 

  Relative Accuracy Audit (Compared with Emission Standard : 690 ppm) (%)      0.23 
 

Relative Accuracy Audit Criteria 1/ (Compared with Emission Standard)       + 7.5% 

 Reference Method : US EPA Method 10 

 Remark: 1/ Relative Accuracy Criteria of CO is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 4  (PS-4) compared with  

    Emission Standard 690 ppm at 7%O2 

    RAA Result is within Criteria 

 

 

 

S:\Reports\Stack_CEMs1.rpt 

Relative Accuracy Audit Report 



 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143885 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201576-1 Report Number : 

Page 3 of 3 

Sample Number 24143885-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 11 

Parameter O2 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual 

Difference 
Start Stop CEMs (%) RM (%) 

1 14-Jan-25 13:30 13:50 14.42 14.93 0.51 

2 14-Jan-25 13:51 14:11 14.43 14.91 0.49 

3 14-Jan-25 14:12 14:32 14.44 14.89 0.45 

  Average     14.43 14.91 0.48 

  Relative Accuracy Audit (Compared with RM) (%)       3.22 

  Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

     Reference Method : US EPA Method 3A     

               Remark: :  1/ Relative Accuracy Criteria of O2 is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 3  (PS-3) 

          RAA Result is within Criteria 

 

 

Sampled By :  

Wichan Choonharat 

Manager 

Anuvat Moungpair 

Relative Accuracy Audit Report 

ทะเบยีนเลขที. ว-204-ค-0006 
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Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143886 

Jan 15, 2025  : Date Received 

Date Reported : Jan 31, 2025 

3201614-1 Report Number : 

Page 1 of 3 

Sample Number 24143886-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 12 

Parameter NOx 

Approved by 

Sarayuth Jittranont 

Assistant General Manager 
ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 

ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 15:30 15:50 17.00 17.06 36.25 36.83 0.58 

2 14-Jan-25 15:51 16:11 17.09 17.99 36.49 37.72 1.23 

3 14-Jan-25 16:12 16:32 17.12 18.37 36.53 38.15 1.62 

  Average 36.42 37.57 1.14 

  Relative Accuracy Audit (Compared with RM) (%)       3.04 
 

Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

   Reference Method : US EPA Method 7E  

    Remark: 1/ Relative Accuracy Criteria of NOx is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 2  (PS-2) 

           RAA Result is within Criteria 
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Relative Accuracy Audit Report 



 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143886 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201614-1 Report Number : 

Page 2 of 3 

Sample Number 24143886-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 12 

Parameter CO 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 
ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 15:30 15:50 1.11 1.20 2.38 2.59 0.21 

2 14-Jan-25 15:51 16:11 1.10 1.24 2.36 2.60 0.24 

3 14-Jan-25 16:12 16:32 1.11 1.16 2.37 2.42 0.05 

  Average 2.37 2.54 0.17 

  Relative Accuracy Audit (Compared with Emission Standard : 690 ppm) (%)      0.02 
 

Relative Accuracy Audit Criteria 1/ (Compared with Emission Standard)       + 7.5% 

 Reference Method : US EPA Method 10 

 Remark: 1/ Relative Accuracy Criteria of CO is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 4  (PS-4) compared with  

    Emission Standard 690 ppm at 7%O2 

    RAA Result is within Criteria 

 

 

 

S:\Reports\Stack_CEMs1.rpt 
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Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143886 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201614-1 Report Number : 

Page 3 of 3 

Sample Number 24143886-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 12 

Parameter O2 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual 

Difference 
Start Stop CEMs (%) RM (%) 

1 14-Jan-25 15:30 15:50 14.38 14.46 0.08 

2 14-Jan-25 15:51 16:11 14.39 14.27 -0.12 

3 14-Jan-25 16:12 16:32 14.38 14.21 -0.18 

  Average     14.38 14.31 -0.07 

  Relative Accuracy Audit (Compared with RM) (%)       -0.49 

  Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

     Reference Method : US EPA Method 3A     

               Remark: :  1/ Relative Accuracy Criteria of O2 is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 3  (PS-3) 

          RAA Result is within Criteria 

 

 

Sampled By :  

Wichan Choonharat 

Manager 

Anuvat Moungpair 

Relative Accuracy Audit Report 

ทะเบยีนเลขที. ว-204-ค-0006 

S:\Reports\Stack_CEMs1.rpt 
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Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2513232
Feb 18, 2025 :Date Received

Date Reported : Feb 25, 2025

3232040-1Report Number:

Page 1 of 1

Sample Description Air Quality

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$

Feb 18, 2025Date Analysis Commenced

Condition of Sample Drawn into one glass filter paper (8x10 inch) placed in plastic bag and one quartz filter paper (8x10 inch) placed in plastic bag

Sample Number Sampled Date Total Suspended 

Particulate (mg/m3) 

Particulate Matter 

(PM-10) (mg/m3)

Barometric 

Pressure  (mm Hg)

Atmospheric 

Temperature  (°C)

2513232-1 Feb 10 0.211 0.083 760* 32.2*- Feb 11, 2025

2513232-2 Feb 11 0.356 0.126 760* 31.1*- Feb 12, 2025

2513232-3 Feb 12 0.309 0.115 760* 32.0*- Feb 13, 2025

2513232-4 Feb 13 0.279 0.104 760* 30.2*- Feb 14, 2025

2513232-5 Feb 14 0.293 0.102 760* 30.1*- Feb 15, 2025

2513232-6 Feb 15 0.254 0.063 760* 32.1*- Feb 16, 2025

2513232-7 Feb 16 0.197 0.079 760* 33.1*- Feb 17, 2025

0.33 0.12Guideline - -

Reference Method

Total Suspended Particulate : In - house method : STM 04-051 based on U.S. Environmental Protection Agency 40 CFR, method 50, Appendix B, 

revised as of July 1, 2008 (Include sampling)

Particulate Metter (PM-10) : In - house method : STM 04-052 based on U.S. Environmental Protection Agency 40 CFR, method 50, Appendix J, revised 

as of July 1, 2008 (Include sampling)

Guideline : Notification of the National Environmental Board. No.24, 2004 (B.E.2547) dated September 22, 2004

Prommee  SripatnetSampled By : 

Remark : Result (s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

-

Approved by 

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. The report shall not be reproduced except in full without the written approval 

of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Ambient7Days.rpt ( 4:44PM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140830
Jan 21, 2025 :Date Received

Date Reported : Jan 22, 2025

3193816-1Report Number:

Page 1 of 1

Air QualitySample Description

Location  !"#$%&'()*++,- (GPS 47P 0669792, 1559128)

Parameter Nitrogen dioxide (ppm)

Measurement Date Jan 13, 2025 - Jan 20, 2025

Measurement by Keerati Taweerat 

24140830-1 24140830-2 24140830-3 24140830-4 24140830-5 24140830-6 24140830-7

Jan 13, 2025 Jan 14, 2025 Jan 15, 2025 Jan 16, 2025 Jan 17, 2025 Jan 18, 2025 Jan 19, 2025

10:00 AM - 11:00 AM 0.0151 0.0070 0.0094 0.0077 0.0183 0.0097 0.0199

11:00 AM - 12:00 PM 0.0184 0.0086 0.0077 0.0057 0.0120 0.0065 0.0151

12:00 PM - 01:00 PM 0.0179 0.0082 0.0052 0.0052 0.0075 0.0067 0.0109

01:00 PM - 02:00 PM 0.0167 0.0079 0.0045 0.0048 0.0068 0.0054 0.0069

02:00 PM - 03:00 PM 0.0157 0.0088 0.0052 0.0054 0.0068 0.0055 0.0064

03:00 PM - 04:00 PM 0.0150 0.0112 0.0067 0.0073 0.0071 0.0074 0.0061

04:00 PM - 05:00 PM 0.0105 0.0141 0.0115 0.0104 0.0101 0.0213 0.0129

05:00 PM - 06:00 PM 0.0099 0.0120 0.0212 0.0237 0.0182 0.0307 0.0287

06:00 PM - 07:00 PM 0.0094 0.0403 0.0166 0.0396 0.0316 0.0321 0.0531

07:00 PM - 08:00 PM 0.0068 0.0478 0.0263 0.0331 0.0420 0.0424 0.0529

08:00 PM - 09:00 PM 0.0171 0.0333 0.0364 0.0193 0.0642 0.0468 0.0476

09:00 PM - 10:00 PM 0.0185 0.0179 0.0193 0.0209 0.0553 0.0384 0.0383

10:00 PM - 11:00 PM 0.0138 0.0159 0.0229 0.0178 0.0540 0.0364 0.0338

11:00 PM - 12:00 AM 0.0130 0.0161 0.0223 0.0183 0.0580 0.0310 0.0213

12:00 AM - 01:00 AM 0.0160 0.0169 0.0168 0.0211 0.0515 0.0337 0.0204

01:00 AM - 02:00 AM 0.0140 0.0171 0.0148 0.0160 0.0372 0.0322 0.0203

02:00 AM - 03:00 AM 0.0162 0.0187 0.0149 0.0156 0.0287 0.0311 0.0271

03:00 AM - 04:00 AM 0.0135 0.0181 0.0099 0.0154 0.0262 0.0296 0.0255

04:00 AM - 05:00 AM 0.0063 0.0200 0.0115 0.0175 0.0219 0.0299 0.0225

05:00 AM - 06:00 AM 0.0087 0.0260 0.0125 0.0202 0.0230 0.0282 0.0295

06:00 AM - 07:00 AM 0.0062 0.0345 0.0193 0.0249 0.0325 0.0292 0.0384

07:00 AM - 08:00 AM 0.0053 0.0310 0.0186 0.0230 0.0326 0.0348 0.0364

08:00 AM - 09:00 AM 0.0062 0.0208 0.0113 0.0222 0.0248 0.0317 0.0469

09:00 AM - 10:00 AM 0.0058 0.0150 0.0089 0.0157 0.0138 0.0245 0.0340

Time

0.0123 0.0195 0.0147 0.0171 0.0285 0.0260 0.0273Average 

0.0185 0.0478 0.0364 0.0396 0.0642 0.0468 0.05311hr - Maximum

0.170 0.170 0.170 0.170 0.170 0.170 0.170Standard 1hr - Average

Standard : Notification of the National Environment Board No. 33, 2009 (B.E. 2552).

: US EPAMethod Part 50 App. F  (Chemiluminescence)Reference Method

Approved by

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_Air SOxNOx.rpt ( 3:42PM)11726-21/ EMAIL



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140830
Jan 21, 2025 :Date Received

Date Reported : Jan 22, 2025

3219182-1Report Number:

Page 1 of 1

Air QualitySample Description

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670791, 1560756)

Parameter Nitrogen dioxide (ppm)

Measurement Date Jan 13, 2025 - Jan 20, 2025

Measurement by Keerati Taweerat 

24140830-8 24140830-9 24140830-10 24140830-11 24140830-12 24140830-13 24140830-14

Jan 13, 2025 Jan 14, 2025 Jan 15, 2025 Jan 16, 2025 Jan 17, 2025 Jan 18, 2025 Jan 19, 2025

12:00 PM - 01:00 PM 0.0039 0.0067 0.0041 0.0027 0.0030 0.0025 0.0081

01:00 PM - 02:00 PM 0.0039 0.0036 0.0026 0.0033 0.0026 0.0030 0.0093

02:00 PM - 03:00 PM 0.0037 0.0036 0.0026 0.0028 0.0021 0.0032 0.0036

03:00 PM - 04:00 PM 0.0046 0.0028 0.0035 0.0026 0.0024 0.0027 0.0023

04:00 PM - 05:00 PM 0.0039 0.0047 0.0039 0.0038 0.0026 0.0037 0.0035

05:00 PM - 06:00 PM 0.0059 0.0050 0.0058 0.0052 0.0046 0.0051 0.0050

06:00 PM - 07:00 PM 0.0051 0.0063 0.0060 0.0052 0.0062 0.0038 0.0039

07:00 PM - 08:00 PM 0.0051 0.0065 0.0065 0.0063 0.0061 0.0058 0.0049

08:00 PM - 09:00 PM 0.0052 0.0079 0.0071 0.0070 0.0074 0.0034 0.0078

09:00 PM - 10:00 PM 0.0049 0.0052 0.0045 0.0049 0.0081 0.0064 0.0058

10:00 PM - 11:00 PM 0.0057 0.0035 0.0034 0.0043 0.0085 0.0046 0.0052

11:00 PM - 12:00 AM 0.0066 0.0033 0.0035 0.0032 0.0081 0.0045 0.0042

12:00 AM - 01:00 AM 0.0086 0.0032 0.0033 0.0031 0.0083 0.0037 0.0028

01:00 AM - 02:00 AM 0.0096 0.0021 0.0023 0.0034 0.0078 0.0046 0.0028

02:00 AM - 03:00 AM 0.0075 0.0027 0.0024 0.0022 0.0047 0.0049 0.0025

03:00 AM - 04:00 AM 0.0074 0.0025 0.0023 0.0021 0.0029 0.0047 0.0026

04:00 AM - 05:00 AM 0.0071 0.0024 0.0019 0.0030 0.0029 0.0080 0.0036

05:00 AM - 06:00 AM 0.0068 0.0028 0.0022 0.0036 0.0042 0.0104 0.0077

06:00 AM - 07:00 AM 0.0077 0.0048 0.0038 0.0064 0.0059 0.0096 0.0133

07:00 AM - 08:00 AM 0.0081 0.0073 0.0062 0.0079 0.0089 0.0112 0.0167

08:00 AM - 09:00 AM 0.0097 0.0063 0.0049 0.0065 0.0077 0.0130 0.0160

09:00 AM - 10:00 AM 0.0086 0.0057 0.0042 0.0050 0.0057 0.0069 0.0114

10:00 AM - 11:00 AM 0.0072 0.0048 0.0038 0.0046 0.0046 0.0092 0.0067

11:00 AM - 12:00 PM 0.0062 0.0028 0.0045 0.0029 0.0030 0.0046 0.0037

Time

0.0064 0.0044 0.0040 0.0042 0.0053 0.0058 0.0064Average 

0.0097 0.0079 0.0071 0.0079 0.0089 0.0130 0.01671hr - Maximum

0.170 0.170 0.170 0.170 0.170 0.170 0.170Standard 1hr - Average

Standard : Notification of the National Environment Board No. 33, 2009 (B.E. 2552).

: US EPAMethod Part 50 App. F  (Chemiluminescence)Reference Method

Approved by

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_Air SOxNOx.rpt ( 3:42PM)11726-21/ EMAIL

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140830
Jan 21, 2025 :Date Received

Date Reported : Jan 22, 2025

3219183-1Report Number:

Page 1 of 1

Air QualitySample Description

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669758, 1557619)

Parameter Nitrogen dioxide (ppm)

Measurement Date Jan 13, 2025 - Jan 20, 2025

Measurement by Keerati Taweerat 

24140830-15 24140830-16 24140830-17 24140830-18 24140830-19 24140830-20 24140830-21

Jan 13, 2025 Jan 14, 2025 Jan 15, 2025 Jan 16, 2025 Jan 17, 2025 Jan 18, 2025 Jan 19, 2025

11:00 AM - 12:00 PM 0.0135 0.0321 0.0147 0.0117 0.0165 0.0125 0.0188

12:00 PM - 01:00 PM 0.0109 0.0196 0.0112 0.0097 0.0135 0.0118 0.0139

01:00 PM - 02:00 PM 0.0107 0.0170 0.0107 0.0094 0.0140 0.0123 0.0105

02:00 PM - 03:00 PM 0.0201 0.0270 0.0223 0.0096 0.0194 0.0119 0.0085

03:00 PM - 04:00 PM 0.0318 0.0383 0.0646 0.0095 0.0626 0.0116 0.0075

04:00 PM - 05:00 PM 0.0221 0.0260 0.0201 0.0138 0.0201 0.0217 0.0145

05:00 PM - 06:00 PM 0.0338 0.0449 0.0262 0.0263 0.0186 0.0360 0.0421

06:00 PM - 07:00 PM 0.0468 0.0494 0.0232 0.0426 0.0262 0.0311 0.0388

07:00 PM - 08:00 PM 0.0449 0.0444 0.0454 0.0378 0.0358 0.0254 0.0509

08:00 PM - 09:00 PM 0.0424 0.0436 0.0391 0.0226 0.0515 0.0474 0.0455

09:00 PM - 10:00 PM 0.0278 0.0292 0.0258 0.0265 0.0504 0.0427 0.0380

10:00 PM - 11:00 PM 0.0320 0.0196 0.0282 0.0265 0.0434 0.0357 0.0386

11:00 PM - 12:00 AM 0.0335 0.0187 0.0293 0.0236 0.0474 0.0267 0.0287

12:00 AM - 01:00 AM 0.0314 0.0205 0.0241 0.0240 0.0441 0.0347 0.0225

01:00 AM - 02:00 AM 0.0354 0.0205 0.0206 0.0227 0.0433 0.0322 0.0162

02:00 AM - 03:00 AM 0.0356 0.0240 0.0173 0.0203 0.0335 0.0292 0.0251

03:00 AM - 04:00 AM 0.0315 0.0246 0.0151 0.0178 0.0298 0.0264 0.0222

04:00 AM - 05:00 AM 0.0322 0.0271 0.0159 0.0200 0.0260 0.0235 0.0247

05:00 AM - 06:00 AM 0.0322 0.0297 0.0146 0.0231 0.0246 0.0255 0.0239

06:00 AM - 07:00 AM 0.0333 0.0385 0.0179 0.0293 0.0343 0.0268 0.0260

07:00 AM - 08:00 AM 0.0374 0.0396 0.0198 0.0242 0.0339 0.0380 0.0423

08:00 AM - 09:00 AM 0.0380 0.0251 0.0151 0.0243 0.0262 0.0429 0.0536

09:00 AM - 10:00 AM 0.0320 0.0205 0.0151 0.0152 0.0163 0.0297 0.0509

10:00 AM - 11:00 AM 0.0276 0.0143 0.0158 0.0232 0.0121 0.0265 0.0572

Time

0.0307 0.0289 0.0230 0.0214 0.0310 0.0276 0.0300Average 

0.0468 0.0494 0.0646 0.0426 0.0626 0.0474 0.05721hr - Maximum

0.170 0.170 0.170 0.170 0.170 0.170 0.170Standard 1hr - Average

Standard : Notification of the National Environment Board No. 33, 2009 (B.E. 2552).

: US EPAMethod Part 50 App. F  (Chemiluminescence)Reference Method

Approved by

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_Air SOxNOx.rpt ( 3:42PM)11726-21/ EMAIL



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140831
Jan 21, 2025 :Date Received

Date Reported : Jan 28, 2025

3193817-1Report Number:

Page 1 of 1

Sample Description Air Quality

Location  !"#$%&'()*++,- (GPS 47P 0669792, 1559128)

Jan 22, 2025Date Analysis Commenced

Condition of Sample Drawn into one glass filter paper (8x10 inch) placed in plastic bag and one quartz filter paper (8x10 inch) placed in plastic bag

Sample Number Sampled Date Total Suspended 

Particulate (mg/m3) 

Particulate Matter 

(PM-10) (mg/m3)

Barometric 

Pressure  (mm Hg)

Atmospheric 

Temperature  (°C)

24140831-1 Jan 13 0.157 0.081 756* 27*- Jan 14, 2025

24140831-2 Jan 14 0.158 0.083 756* 27*- Jan 15, 2025

24140831-3 Jan 15 0.114 0.045 756* 27*- Jan 16, 2025

24140831-4 Jan 16 0.109 0.043 756* 27*- Jan 17, 2025

24140831-5 Jan 17 0.152 0.076 756* 27*- Jan 18, 2025

24140831-6 Jan 18 0.144 0.075 756* 27*- Jan 19, 2025

24140831-7 Jan 19 0.167 0.088 756* 27*- Jan 20, 2025

0.33 0.12Guideline - -

Reference Method

Total Suspended Particulate : US EPA 40 CFR Part 50 Appendix B

Particulate Metter (PM-10) : US EPA 40 CFR Part 50 Appendix J

Guideline : Notification of the National Environmental Board. No.24, 2004 (B.E.2547) dated September 22, 2004

Keerati TaweeratSampled By : 

Remark :

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

- Result (s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

Approved by 

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Ambient7Days.rpt ( 8:44AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140831
Jan 21, 2025 :Date Received

Date Reported : Jan 28, 2025

3222866-1Report Number:

Page 1 of 1

Sample Description Air Quality

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670791, 1560756)

Jan 22, 2025Date Analysis Commenced

Condition of Sample Drawn into one glass filter paper (8x10 inch) placed in plastic bag and one quartz filter paper (8x10 inch) placed in plastic bag

Sample Number Sampled Date Total Suspended 

Particulate (mg/m3) 

Particulate Matter 

(PM-10) (mg/m3)

Barometric 

Pressure  (mm Hg)

Atmospheric 

Temperature  (°C)

24140831-8 Jan 13 0.312 0.097 756* 27*- Jan 14, 2025

24140831-9 Jan 14 0.300 0.157 756* 27*- Jan 15, 2025

24140831-10 Jan 15 0.284 0.128 756* 27*- Jan 16, 2025

24140831-11 Jan 16 0.288 0.126 756* 27*- Jan 17, 2025

24140831-12 Jan 17 0.323 0.160 756* 27*- Jan 18, 2025

24140831-13 Jan 18 0.302 0.152 756* 27*- Jan 19, 2025

24140831-14 Jan 19 0.341 0.178 756* 27*- Jan 20, 2025

0.33 0.12Guideline - -

Reference Method

Total Suspended Particulate : US EPA 40 CFR Part 50 Appendix B

Particulate Metter (PM-10) : US EPA 40 CFR Part 50 Appendix J

Guideline : Notification of the National Environmental Board. No.24, 2004 (B.E.2547) dated September 22, 2004

Keerati TaweeratSampled By : 

Remark :

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

- Result (s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

Approved by 

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Ambient7Days.rpt ( 8:44AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140831
Jan 21, 2025 :Date Received

Date Reported : Jan 28, 2025

3222867-1Report Number:

Page 1 of 1

Sample Description Air Quality

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669758, 1557619)

Jan 22, 2025Date Analysis Commenced

Condition of Sample Drawn into one glass filter paper (8x10 inch) placed in plastic bag and one quartz filter paper (8x10 inch) placed in plastic bag

Sample Number Sampled Date Total Suspended 

Particulate (mg/m3) 

Particulate Matter 

(PM-10) (mg/m3)

Barometric 

Pressure  (mm Hg)

Atmospheric 

Temperature  (°C)

24140831-15 Jan 13 0.202 0.088 756* 27*- Jan 14, 2025

24140831-16 Jan 14 0.188 0.094 756* 27*- Jan 15, 2025

24140831-17 Jan 15 0.126 0.059 756* 27*- Jan 16, 2025

24140831-18 Jan 16 0.104 0.049 756* 27*- Jan 17, 2025

24140831-19 Jan 17 0.156 0.078 756* 27*- Jan 18, 2025

24140831-20 Jan 18 0.142 0.080 756* 27*- Jan 19, 2025

24140831-21 Jan 19 0.149 0.088 756* 27*- Jan 20, 2025

0.33 0.12Guideline - -

Reference Method

Total Suspended Particulate : US EPA 40 CFR Part 50 Appendix B

Particulate Metter (PM-10) : US EPA 40 CFR Part 50 Appendix J

Guideline : Notification of the National Environmental Board. No.24, 2004 (B.E.2547) dated September 22, 2004

Keerati TaweeratSampled By : 

Remark :

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

- Result (s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

Approved by 

Orawan Rakyong

Scientist (3)

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Ambient7Days.rpt ( 8:44AM)

Client   : Gulf JP CRN Co., Ltd. Lot ID: 24140832

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 21, 2025

Date Reported :Jan 24, 2025

P/O : 4108004400 Report Number :3193821-1

Project Name : Monitoring EIA

Project Location : GCRN

Sample Number

Parameter Wind Speed / Wind Direction

Location

Sampling Date

Sampling by

WS WS WS WS WS WS WS

(m/s) (m/s) (m/s) (m/s) (m/s) (m/s) (m/s)

3.3 44.0 NE 1.9 359.0 N 0.0 - - 0.0 - - 1.5 156.0 SSE 3.4 151.0 SSE 0.6 4.0 N

1.5 359.0 N 2.3 344.0 NNW 0.3 248.0 WSW 0.0 - - 0.9 160.0 SSE 1.6 132.0 SE 0.0 - -

2.1 347.0 NNW 1.1 29.0 NNE 0.9 267.0 W 0.3 73.0 ENE 1.1 78.0 ENE 4.1 136.0 SE 0.2 - -

2.0 345.0 NNW 3.7 332.0 NNW 0.0 - - 0.0 - - 0.9 72.0 ENE 3.8 125.0 SE 0.0 - -

1.8 0.0 N 2.5 347.0 NNW 0.0 - - 0.0 - - 0.8 317.0 NW 3.4 170.0 S 0.6 237.0 WSW

1.0 342.0 NNW 1.6 350.0 N 0.5 318.0 NW 0.0 - - 1.3 84.0 E 5.7 79.0 E 0.0 - -

1.4 275.0 W 0.7 359.0 N 0.6 101.0 E 0.7 62.0 ENE 0.6 87.0 E 1.2 91.0 E 0.0 - -

2.2 105.0 ESE 1.4 305.0 NW 0.3 285.0 WNW 0.5 0.0 N 0.6 70.0 ENE 1.2 90.0 E 0.0 - -

0.9 359.0 N 1.0 345.0 NNW 0.6 264.0 W 0.3 63.0 ENE 0.7 25.0 NNE 1.3 123.0 ESE 0.5 229.0 SW

1.6 292.0 WNW 1.2 0.0 N 0.9 231.0 SW 0.8 59.0 ENE 0.9 69.0 ENE 1.4 139.0 SE 0.8 248.0 WSW

0.6 313.0 NW 2.0 13.0 NNE 5.3 208.0 SSW 0.6 101.0 E 1.9 86.0 E 0.9 68.0 ENE 1.0 290.0 WNW

1.7 336.0 NNW 3.5 2.0 N 0.3 227.0 SW 0.3 15.0 NNE 1.0 109.0 ESE 0.0 - - 0.2 - -

1.1 305.0 NW 1.2 12.0 NNE 1.5 231.0 SW 0.0 - - 0.9 105.0 ESE 0.3 349.0 N 0.4 66.0 ENE

0.5 342.0 NNW 1.6 1.0 N 0.4 230.0 SW 0.8 147.0 SSE 1.0 139.0 SE 0.0 - - 0.3 80.0 E

2.0 347.0 NNW 1.9 9.0 N 0.0 - - 0.4 208.0 SSW 2.8 96.0 E 0.0 - - 0.6 106.0 ESE

2.1 355.0 N 1.1 347.0 NNW 0.2 - - 3.5 176.0 S 0.4 101.0 E 0.0 - - 0.7 67.0 ENE

1.2 359.0 N 1.4 349.0 N 0.0 - - 2.5 129.0 SE 0.4 211.0 SSW 0.1 - - 0.7 38.0 NE

2.0 20.0 NNE 1.2 350.0 N 0.1 - - 2.6 167.0 SSE 2.4 65.0 ENE 0.6 98.0 E 1.9 105.0 ESE

2.2 0.0 N 1.5 7.0 N 0.4 2.0 N 2.0 183.0 S 0.2 - - 0.4 46.0 NE 2.4 278.0 W

6.2 58.0 ENE 1.3 341.0 NNW 1.5 89.0 E 3.8 100.0 E 0.2 - - 1.3 80.0 E 0.4 285.0 WNW

1.6 44.0 NE 2.2 38.0 NE 0.7 194.0 SSW 2.8 93.0 E 0.5 298.0 WNW 1.1 129.0 SE 0.0 - -

1.7 355.0 N 2.3 12.0 NNE 1.2 77.0 ENE 2.5 93.0 E 0.8 315.0 NW 1.5 138.0 SE 1.2 178.0 S

2.7 5.0 N 1.5 38.0 NE 0.7 215.0 SW 1.7 53.0 NE 0.4 303.0 WNW 1.8 147.0 SSE 0.6 173.0 S

2.3 352.0 N 0.0 - - 0.4 200.0 SSW 3.1 80.0 E 0.7 307.0 NW 1.3 49.0 NE 0.0 - -

Reference Method : Cup Anemometer & Anodized Aluminium Vane Method

Approved by

Keerati Taweerat

พื�นที โรงไฟฟ้า (GPS 47P 0669792, 1559128)

Jan 13 - Jan 20, 2025

Page 1 of 2

(deg) (deg) (deg) (deg) (deg) (deg)

Jan 19 - Jan 20, 2025

(deg)

WD

Sarayuth Jittranont

Assistant General Manager

WD

Jan 13 - Jan 14, 2025 Jan 14 - Jan 15, 2025 Jan 15 - Jan 16, 2025 Jan 16 - Jan 17, 2025 Jan 17 - Jan 18, 2025 Jan 18 - Jan 19, 2025

WD WD WD WD WD

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

Analysis / Test Report

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

10:00 AM - 11:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

07:00 AM - 08:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

24140832-1 to 7

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

03:00 PM - 04:00 PM

11:00 AM - 12:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

06:00 AM - 07:00 AM

12:00 PM - 01:00 PM

Time

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 
ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company 



Client   : Gulf JP CRN Co., Ltd. Lot ID: 24140832

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 21, 2025

Date Reported :Jan 24, 2025

P/O : 4108004400 Report Number :3193821-1

Project Name : Monitoring EIA

Project Location : GCRN

Analysis / Test Report

Approved by

Page 2 of 2

Sarayuth Jittranont

Assistant General Manager

Wind Rose

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company 

Client   : Gulf JP CRN Co., Ltd. Lot ID: 24140832

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 21, 2025

Date Reported :Jan 24, 2025

P/O : 4108004400 Report Number :3193821-1

Project Name : Monitoring EIA

Project Location : GCRN

Sample Number

Parameter Wind Speed / Wind Direction

Location

Sampling Date

Sampling by

WS WS WS WS WS WS WS

(m/s) (m/s) (m/s) (m/s) (m/s) (m/s) (m/s)

1.4 350.0 N 1.7 320.0 NW 0.0 - - 0.0 - - 0.0 - - 0.0 - - 0.0 - -

0.5 331.0 NNW 1.3 342.0 NNW 0.0 - - 0.0 - - 0.0 - - 0.0 - - 0.0 - -

0.9 50.0 NE 0.8 359.0 N 0.0 - - 0.0 - - 0.0 - - 0.0 - - 0.0 - -

3.9 340.0 NNW 0.0 - - 1.8 3.0 N 0.0 - - 0.0 - - 0.0 - - 0.0 - -

0.2 - - 0.0 - - 1.8 0.0 N 3.0 0.0 N 0.0 - - 0.0 - - 0.0 - -

0.2 - - 0.0 - - 1.9 12.0 NNE 0.0 - - 2.7 358.0 N 0.0 - - 0.0 - -

0.0 - - 0.0 - - 1.9 8.0 N 0.0 - - 1.0 4.0 N 0.0 - - 0.0 - -

0.7 275.0 W 0.0 - - 1.5 32.0 NNE 3.1 24.0 NNE 2.0 10.0 N 0.0 - - 0.0 - -

0.0 - - 0.0 - - 4.1 358.0 N 0.0 - - 0.0 - - 1.0 0.0 N 0.6 291.0 WNW

0.0 - - 0.8 301.0 WNW 1.6 23.0 NNE 0.4 71.0 ENE 0.0 - - 1.3 333.0 NNW 0.3 275.0 W

0.0 - - 0.7 309.0 NW 1.7 12.0 NNE 1.1 15.0 NNE 1.7 6.0 N 2.7 359.0 N 0.2 - -

0.0 - - 0.0 - - 3.0 15.0 NNE 1.8 0.0 N 2.4 359.0 N 2.2 257.0 WSW 0.1 - -

0.0 - - 0.0 - - 1.3 1.0 N 0.6 4.0 N 3.8 354.0 N 2.9 355.0 N 2.2 216.0 SW

0.0 - - 0.0 - - 1.3 341.0 NNW 0.9 271.0 W 0.9 359.0 N 2.4 19.0 NNE 2.6 218.0 SW

0.0 - - 0.0 - - 2.8 357.0 N 2.8 1.0 N 2.8 26.0 NNE 1.6 293.0 WNW 2.6 173.0 S

0.0 - - 0.0 - - 2.0 359.0 N 1.8 325.0 NW 1.7 6.0 N 2.3 34.0 NE 1.5 217.0 SW

0.0 - - 0.0 - - 3.5 341.0 NNW 2.4 359.0 N 0.3 326.0 NW 0.5 346.0 NNW 1.6 176.0 S

0.0 - - 0.3 356.0 N 0.9 3.0 N 1.3 45.0 NE 0.4 306.0 NW 0.0 - - 3.4 226.0 SW

0.3 296.0 WNW 0.8 352.0 N 0.0 - - 0.0 - - 0.0 - - 0.0 - - 1.9 254.0 WSW

0.9 2.0 N 1.8 359.0 N 0.4 349.0 N 0.0 - - 0.0 - - 0.0 - - 0.8 190.0 S

2.4 342.0 NNW 4.6 1.0 N 0.4 21.0 NNE 0.0 - - 0.0 - - 0.0 - - 2.8 218.0 SW

1.3 352.0 N 2.2 319.0 NW 1.4 346.0 NNW 0.0 - - 1.4 288.0 WNW 0.0 - - 2.2 202.0 SSW

2.2 278.0 W 0.2 - - 0.0 - - 0.0 - - 0.0 - - 0.0 - - 2.4 159.0 SSE

1.7 343.0 NNW 0.0 - - 0.0 - - 0.0 - - 0.0 - - 0.0 - - 0.6 197.0 SSW

Reference Method : Cup Anemometer & Anodized Aluminium Vane Method

Approved by

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

08:00 AM - 09:00 AM

02:00 PM - 03:00 PM

Time

09:00 AM - 10:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

24140832-8 to 14

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

05:00 PM - 06:00 PM

01:00 PM - 02:00 PM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

Analysis / Test Report

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

12:00 PM - 01:00 PM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

WD

Jan 13 - Jan 14, 2025 Jan 14 - Jan 15, 2025 Jan 15 - Jan 16, 2025 Jan 16 - Jan 17, 2025 Jan 17 - Jan 18, 2025 Jan 18 - Jan 19, 2025

WD WD WD WD WD

Sarayuth Jittranont

Assistant General Manager

Keerati Taweerat

โรงพยาบาลสง่เสรมิสขุภาพตําบลเชยีงรากนอ้ย (GPS 47P 0670791, 1560756)

Jan 13 - Jan 20, 2025

Page 1 of 2

(deg) (deg) (deg) (deg) (deg) (deg)

Jan 19 - Jan 20, 2025

(deg)

WD

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 
ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company 



Client   : Gulf JP CRN Co., Ltd. Lot ID: 24140832

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 21, 2025

Date Reported :Jan 24, 2025

P/O : 4108004400 Report Number :3193821-1

Project Name : Monitoring EIA

Project Location : GCRN

Analysis / Test Report

Approved by

Sarayuth Jittranont

Assistant General Manager

Wind Rose

Page 2 of 2

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company 

Client   : Gulf JP CRN Co., Ltd. Lot ID: 24140832

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 21, 2025

Date Reported :Jan 24, 2025

P/O : 4108004400 Report Number :3193821-1

Project Name : Monitoring EIA

Project Location : GCRN

Sample Number

Parameter Wind Speed / Wind Direction

Location

Sampling Date

Sampling by

WS WS WS WS WS WS WS

(m/s) (m/s) (m/s) (m/s) (m/s) (m/s) (m/s)

1.0 316.0 NW 0.7 346.0 NNW 3.6 347.0 NNW 1.4 0.0 N 0.9 52.0 NE 0.0 - - 0.0 - -

1.3 306.0 NW 2.7 328.0 NNW 3.3 9.0 N 0.7 0.0 N 0.0 - - 0.0 - - 0.0 - -

0.5 235.0 SW 2.5 5.0 N 2.9 332.0 NNW 1.5 0.0 N 1.1 0.0 N 0.0 - - 0.0 - -

0.6 13.0 NNE 1.5 359.0 N 1.1 48.0 NE 2.4 0.0 N 2.2 0.0 N 0.0 - - 0.0 - -

0.5 44.0 NE 1.6 228.0 SW 1.0 262.0 W 1.3 0.0 N 1.3 0.0 N 0.6 52.0 NE 0.0 - -

1.5 55.0 NE 2.3 358.0 N 1.8 58.0 ENE 1.4 0.0 N 1.5 0.0 N 0.1 - - 0.9 54.0 NE

2.9 354.0 N 2.7 335.0 NNW 3.8 335.0 NNW 0.8 51.0 NE 0.7 0.0 N 0.4 0.0 N 0.2 - -

1.8 325.0 NW 1.8 8.0 N 3.9 354.0 N 1.4 0.0 N 2.0 207.0 SSW 1.4 0.0 N 0.4 64.0 ENE

1.4 352.0 N 1.2 28.0 NNE 3.5 318.0 NW 2.0 0.0 N 1.5 0.0 N 1.9 0.0 N 2.9 23.0 NNE

0.7 299.0 WNW 0.9 80.0 E 2.0 65.0 ENE 1.3 0.0 N 4.6 0.0 N 0.4 69.0 ENE 2.1 12.0 NNE

1.4 196.0 SSW 2.3 37.0 NE 1.0 353.0 N 1.1 0.0 N 5.3 0.0 N 1.5 69.0 ENE 4.1 342.0 NNW

1.4 354.0 N 1.4 337.0 NNW 2.3 29.0 NNE 1.1 0.0 N 1.7 0.0 N 2.0 54.0 NE 1.9 336.0 NNW

1.9 357.0 N 1.0 343.0 NNW 1.8 2.0 N 1.9 231.0 SW 1.3 0.0 N 2.1 51.0 NE 2.2 0.0 N

2.2 312.0 NW 1.0 6.0 N 1.6 51.0 NE 1.0 0.0 N 0.7 0.0 N 0.9 0.0 N 2.0 0.0 N

1.4 345.0 NNW 3.0 4.0 N 1.8 0.0 N 1.8 0.0 N 1.6 96.0 E 0.6 200.0 SSW 2.0 0.0 N

2.2 88.0 E 2.1 359.0 N 1.8 0.0 N 1.5 0.0 N 0.3 59.0 ENE 1.0 0.0 N 4.5 0.0 N

2.3 331.0 NNW 2.4 309.0 NW 3.0 0.0 N 2.1 0.0 N 0.0 - - 0.0 - - 0.7 0.0 N

2.0 359.0 N 5.4 332.0 NNW 1.6 0.0 N 1.9 0.0 N 0.0 - - 0.0 - - 0.8 51.0 NE

1.7 354.0 N 3.8 341.0 NNW 0.8 0.0 N 2.7 0.0 N 0.0 - - 0.0 - - 0.3 168.0 SSE

1.8 25.0 NNE 3.5 359.0 N 0.6 230.0 SW 1.5 0.0 N 0.5 52.0 NE 0.0 - - 0.9 52.0 NE

4.1 356.0 N 3.6 357.0 N 2.5 0.0 N 0.6 0.0 N 0.0 - - 0.0 - - 0.5 56.0 NE

3.2 343.0 NNW 1.0 344.0 NNW 0.8 0.0 N 1.3 0.0 N 0.6 0.0 N 0.7 0.0 N 0.8 0.0 N

0.9 309.0 NW 1.6 349.0 N 3.3 0.0 N 0.4 57.0 ENE 0.1 - - 0.0 - - 1.1 53.0 NE

3.0 303.0 WNW 4.3 342.0 NNW 2.2 198.0 SSW 0.0 - - 0.0 - - 0.0 - - 0.9 0.0 N

Reference Method : Cup Anemometer & Anodized Aluminium Vane Method

Approved by

Keerati Taweerat

โรงเรยีนคลองบา้นพรา้ว (GPS 47P 0669758, 1557619)

Jan 13 - Jan 20, 2025

Page 1 of 2

(deg) (deg) (deg) (deg) (deg) (deg)

Jan 19 - Jan 20, 2025

(deg)

WD

Sarayuth Jittranont

Assistant General Manager

WD

Jan 13 - Jan 14, 2025 Jan 14 - Jan 15, 2025 Jan 15 - Jan 16, 2025 Jan 16 - Jan 17, 2025 Jan 17 - Jan 18, 2025 Jan 18 - Jan 19, 2025

WD WD WD WD WD

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

Analysis / Test Report

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

11:00 AM - 12:00 PM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

08:00 AM - 09:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

24140832-15 to 21

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

04:00 PM - 05:00 PM

12:00 PM - 01:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

07:00 AM - 08:00 AM

01:00 PM - 02:00 PM

Time

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 
ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company 



Client   : Gulf JP CRN Co., Ltd. Lot ID: 24140832

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 21, 2025

Date Reported :Jan 24, 2025

P/O : 4108004400 Report Number :3193821-1

Project Name : Monitoring EIA

Project Location : GCRN

Analysis / Test Report

Approved by

Page 2 of 2

Sarayuth Jittranont

Assistant General Manager

Wind Rose

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company 



 
 
 
 
 
 
 
 
 
 
 
 

ภาคผนวกภาคผนวก  งง--11//11  
รายงานการวิเคราะห์สาเหตุค่าฝุ่นละอองรวม 



1

รายงานการวิเคราะหสาเหตุคาฝุนละอองรวม (TSP) และ PM10 เกินคามาตรฐาน
บริษัท: Gulf JP CRN Co., Ltd.

สถานที่ตั้ง: ตำบลเชียงรากนอย อำเภอสามโคก จังหวัดปทุมธานี
ชวงเวลาตรวจวัด: 13-20 มกราคม 2568

        จากผลการตรวจวัดคุณภาพอากาศในพื้นที่โรงไฟฟาและบริเวณใกลเคียง พบวามีบางพื้นที่และบางชวงวันที่คา
ฝุนละอองรวม (Total Suspended Particulates: TSP) และฝุนละอองขนาดเล็กไมเกิน 10 ไมครอน (Particulate Matter: 

PM10) มีคาสูงเกินกวาคามาตรฐานที่กำหนดไว ซึ่งกำหนดไวที่ 0.33 มิลลิกรัมตอลูกบาศกเมตร (มก./ลบ.ม.) สำหรับ 
TSP และ 0.12 มก./ลบ.ม. สำหรับ PM10

         โดยพื้นที่ที่พบคาฝุนเกินมาตรฐาน คือ โรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย ซึ่งผลการตรวจวัด
ในชวงวันที่ 13–20 มกราคม 2568 พบวาในวันที่ 14, 15, 16, 17 และ 18 มกราคม 2568 คา PM10 มีคาสูงเกินกวา
มาตรฐาน แมวาคา TSP จะยังคงอยูในเกณฑที่กำหนด สำหรับวันที่ 19-20 มกราคม 2568 พบวาทั้งคา TSP และ 
PM10 มีคาสูงเกินกวาคามาตรฐาน โดยมีคา TSP เทากับ 0.341 มก./ลบ.ม. และคา PM10 เทากับ 0.178 มก./ลบ.ม. 
ซึ่งสูงกวาคาที่กำหนดทั้งสองตัว

       จากการพิจารณาขอมูลในชวงเวลาดังกลาว พบวาสาเหตุที่คาฝุนละอองเกินคามาตรฐาน ไมไดเกิดจากกิจกรรม
ของโรงไฟฟาโดยตรง แตเปนผลกระทบจากสภาพแวดลอมโดยรวม ซึ่งมีปจจัยดังนี้

1. ปจจัยทางอุตุนิยมวิทยา

- ฤดหนาว: เดือนมกราคมเปนชวงฤดูหนาวในประเทศไทย มีอุณหภูมิต่ำ และสภาพอากาศนิ่ง

(Stable Atmosphere)

- ลมตะวันออกเฉียงเหนือ: ความเร็วลมไมเพียงพอที่จะชวยพัดพาฝุนออกจากพื้นที่ได สงผลทำใหมีปริมาณ

คาฝุนในอากาศโดยทั่วไปสูงกวาปกติ 
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        จากขอมูลการตรวจวัดที่โรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย พบวา ความเร็วลมสวนใหญ (Wind 

Speed) อยูในชวงประมาณ 0.5-2.0 เมตรตอวินาที โดยมีหลายชวงเวลาที่ตรวจพบ ความเร็วลมเทากับ 0 เมตรตอ
วินาที ซึ่งหมายถึงลมสงบ 
         ลักษณะของความเร็วลมที่ต่ำมากนี้ถือเปน ปจจัยสำคัญที่ทำใหฝุนละออง PM2.5 ไมสามารถกระจายตัวไดดี
จึงเกิดการสะสมในบรรยากาศชั้นลางอยางตอเนื่อง นอกจากนี้ ทิศทางลมสวนใหญพัดมาจากทิศเหนือ ซึ่งอาจนำ
มลพิษจากกิจกรรมในเขตเมืองตอนบนของพื้นที่ หรือแหลงกำเนิดฝุนที่อยูดานเหนือของจุดตรวจเขามาสมทบใน
บริเวณโดยรอบ สงผลใหคาฝุน PM2.5 ยังคงอยูในระดับสูงตลอดชวงเวลาที่ตรวจวัด

           - Inversion Layer: การเกิดชั้นอุณหภูมิผกกลับตามแนวดิ่ง สงผลใหฝุนละอองสะสมอยูใกลผิวดินมากขึ้น
          มวลอากาศไมสามารถลอยขึ้นสูงได

2. ปจจัยดานสิ่งแวดลอมและกิจกรรมในพื้นที่

- ปรากฏการณฝุน PM 2.5: รายงานสถานการณฝุนจากกรมควบคุมมลพิษในชวงเดือนมกราคม 2568 ระบุวา 

หลายพื้นที่ในภาคกลาง รวมถึงจังหวัดปทุมธานี มีคาฝุน 2.5 และ PM10 สูงเกินมาตรฐานบอยครั้ง
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 14 มกราคม 2568

   

                            (ภาพที่ 1)                                                                (ภาพที่ 2)

            

                            (ภาพที่ 3)                                                                (ภาพที่ 4)
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         จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 14 มกราคม 2568 เวลา 7:00 น. พบวา คาฝุนละออง 
PM2.5 เฉลี่ยในจังหวัดปทุมธานีอยูที่ 49.5 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่1) ซึ่งอยูในระดับ “เริ่มมีผลกระทบตอ
สุขภาพ” ตามเกณฑดัชนีคุณภาพอากาศ (AQI) โดยเปนระดับที่ประชาชนควรหลีกเลี่ยงการทำกิจกรรมกลางแจง              

          นอกจากนี้ จากแผนที่สถานการณ PM2.5 ทั่วประเทศ ณ วันเวลาเดียวกัน พบวา จังหวัดปทุมธานีเปนหนึ่งใน
หลายจังหวัดที่มีคาฝุนละอองเกินมาตรฐาน (ภาพที่ 2)

          ขณะเดียวกัน ขอมูลการตรวจวัดคุณภาพอากาศ ณ จุดตรวจวัดตำบลคลองหนึ่ง อำเภอคลองหลวง จังหวัด
ปทุมธานี พบวาคาฝุนละออง PM2.5 อยูที่ 50.8 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 3) ซึ่งมีคาที่ใกลเคียงกับคาเฉลี่ย
ทั้งจังหวัด และสามารถสะทอนสภาพอากาศในพื้นที่โดยรอบไดอยางมีนัยสำคัญ ตอมาไดมีการตรวจวัดอีกครั้งเวลา 
9:00 น. พบวา คาฝุนเพิ่มสูงขึ้นเปน 52.2 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 4)

         ทั้งนี้ โรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย ตั้งอยูหางจากจุดตรวจวัดดังกลาวประมาณ 10 กิโลเมตร 
จึงสามารถนำขอมูลนี้มาใชประเมินสถานการณคุณภาพอากาศในพื้นที่ใกลเคียงโรงพยาบาลไดอยางเหมาะสม

สถานการณฝุนละออง PM2.5 ประจำวันที่ 15 มกราคม 2568
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                            (ภาพที่ 1)                                                                (ภาพที่ 2)

        

                 (ภาพที่ 3)                                      (ภาพที่ 4)                                       (ภาพที่ 5)
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         จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 15 มกราคม 2568 เวลา 7:00 น. พบวา คาฝุนละออง 
PM2.5 จากการตรวจวัดคุณภาพอากาศ ณ จุดตรวจวัดตำบลคลองหนึ่ง อำเภอคลองหลวง จังหวัดปทุมธานี อยูที่ 
63.5 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ตอมาไดมีการตรวจวัดอีกครั้งเวลา 9:00 น. พบวา คาฝุนเพิ่มสูงขึ้นเปน 
63.7 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 2)

         ขณะเดียวกันจากแผนที่สถานการณ PM2.5 ทั่วประเทศ ณ วันเวลาเดียวกัน พบวา จังหวัดปทุมธานีเปนหนึ่ง
ในหลายจังหวัดที่มีคาฝุนละอองเกินมาตรฐาน (ภาพที่ 3)

         ทั้งนี้ โรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย ตั้งอยูหางจากจุดตรวจวัดดังกลาวประมาณ 10 กิโลเมตร 
จึงสามารถนำขอมูลนี้มาใชเปนตัวแทนประเมินสถานการณคุณภาพอากาศในพื้นที่ใกลเคียงโรงพยาบาลไดอยาง
เหมาะสม

         จากการจัดอันดับจังหวัดที่มีคาเฉลี่ย PM2.5 สูงที่สุด (ภาพที่ 4) จังหวัดปทุมธานีอยูในอันดับที่ 3 โดยมีคา 
PM2.5 เฉลี่ย 99.4 ไมโครกรัมตอลูกบาศกเมตร ซึ่งสูงเกินเกณฑมาตรฐาน และอยูในระดับที่เปนอันตรายตอสุขภาพ
นอกจากนี้ ในการจัดอันดับเมืองที่มีมลพิษมากที่สุดในประเทศไทยแบบเรียลไทม (ภาพที่ 5) เมืองปทุมธานี อยูใน
อันดับที่ 10 โดยมีคา US AQI เทากับ 178 ซึ่งจัดอยูในระดับ “มีผลกระทบรุนแรงตอสุขภาพ” (Unhealthy)
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 16 มกราคม 2568

(ภาพที่ 1)

       
         จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 16 มกราคม 2568 เวลา 7:00 น. พบวา สถานการณ
ฝุนละออง PM2.5 ในจังหวัดปทุมธานีโดยภาพรวมอยูที่ 40.8 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ 
“เริ่มมีผลกระทบตอสุขภาพ” ตามเกณฑของดัชนีคุณภาพอากาศ (AQI) 
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 17 มกราคม 2568

    

                            (ภาพที่ 1)                                                                (ภาพที่ 2)                                                                

        
         จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 17 มกราคม 2568 เวลา 7:00 น. พบวา คาฝุนละออง 
PM2.5 เฉลี่ยในจังหวัดปทุมธานีอยูที่ 24.4 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ “ดี” ตามเกณฑของ
ดัชนีคุณภาพอากาศ (AQI) 

          ขณะเดียวกัน ขอมูลการตรวจวัดคุณภาพอากาศ ณ จุดตรวจวัดตำบลคลองหนึ่ง อำเภอคลองหลวง จังหวัด
ปทุมธานี พบวาคาฝนละออง PM2.5 อยูที่ 25.8 ไมโครกรัมตอลูกบาศกเมตร อยูในระดับ “เริ่มมีผลกระทบตอ
สุขภาพ” (ภาพที่ 2)

       จุดตรวจวัดคุณภาพอากาศที่รายงานคา PM2.5 ดังกลาว ตั้งอยูใกลกับโรงพยาบาลสงเสริมสุขภาพตำบลเชียง
รากนอย โดยมีระยะหางประมาณ 10 กิโลเมตร คาฝุนที่วัดไดจากบริเวณนี้จึงสามารถสะทอนภาพรวมของคุณภาพ
อากาศในพื้นที่รอบโรงพยาบาลไดอยางมีนัยสำคัญ
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 18 มกราคม 2568

   

                            (ภาพที่ 1)                                                                  (ภาพที่ 2)                                                                

        
          จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 18 มกราคม 2568 เวลา 7:00 น. พบวา คาฝุน
ละออง PM2.5 เฉลี่ยในจังหวัดปทุมธานีอยูที่ 42 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ “เริ่มมี
ผลกระทบตอสุขภาพ” ตามเกณฑของดัชนีคุณภาพอากาศ (AQI) 

          ขณะเดียวกันจากแผนที่สถานการณ PM2.5 ทั่วประเทศ ณ วันเวลาเดียวกัน พบวา จังหวัดปทุมธานีเปนหนึ่ง
ในหลายจังหวัดที่มีคาฝุนละอองเกินมาตรฐาน (ภาพที่ 2)

        จุดตรวจวัดคุณภาพอากาศที่รายงานคา PM2.5 ดังกลาว ตั้งอยูใกลกับโรงพยาบาลสงเสริมสุขภาพตำบลเชียง
รากนอย โดยมีระยะหางประมาณ 10 กิโลเมตร คาฝุนที่วัดไดจากบริเวณนี้จึงสามารถสะทอนภาพรวมของคุณภาพ
อากาศในพื้นที่รอบโรงพยาบาลไดอยางมีนัยสำคัญ
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 19 มกราคม 2568

  

                            (ภาพที่ 1)                                                              (ภาพที่ 2)                                                                

       
         จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 19 มกราคม 2568 เวลา 7:00 น. พบวา คาฝุนละออง 
PM2.5 เฉลี่ยในจังหวัดปทุมธานีอยูที่ 54.8 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ “เริ่มมีผลกระทบ
ตอสุขภาพ” ตามเกณฑของดัชนีคุณภาพอากาศ (AQI) 

          ขณะเดียวกันจากแผนที่สถานการณ PM2.5 ทั่วประเทศ ณ วันเวลาเดียวกัน พบวา จังหวัดปทุมธานีเปนหนึ่ง
ในหลายจังหวัดที่มีคาฝุนละอองเกินมาตรฐาน (ภาพที่ 2)
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 20 มกราคม 2568

      

                               (ภาพที่ 1)                                                          (ภาพที่ 2)                                                                                                       

  

                            (ภาพที่ 3)

12

นอกจากนี้ The Bangkok Inside รายงานขาวเมื่อวันที่ 22 มกราคม 2568 อางอิงขอมูลจากเวปไซตตรวจวัดคุณภาพ
อากาศทั่วโลกแบบ Real time IQAir วา 2 จังหวัดในประเทศไทย คือที่อำเภอลำลูกกา และอำเภอเมืองปทุมธานี และ
อำเภอเมืองสมุทรสาคร จังหวัดสมุทรสาคร มีคา PM2.5 สูงระดับสีมวง
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        จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 20 มกราคม 2568 เวลา 7:00 น. พบวา คาฝุนละออง 
PM2.5 เฉลี่ยในจังหวัดปทุมธานีอยูที่ 64.5 ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ “เริ่มมีผลกระทบ
ตอสุขภาพ” ตามเกณฑของดัชนีคุณภาพอากาศ (AQI) 

       นอกจากนี้ จากแผนที่สถานการณ PM2.5 ทั่วประเทศ ณ วันเวลาเดียวกัน พบวา จังหวัดปทุมธานีเปนหนึ่งใน
หลายจังหวัดที่มีคาฝุนละอองเกินมาตรฐาน (ภาพที่ 3)

         ขณะเดียวกัน จากขอมูลการตรวจวัดคุณภาพอากาศ ณ พื้นที่ตำบลคลองหนึ่ง อำเภอคลองหลวง จังหวัด
ปทุมธานี พบวาคาฝุน PM2.5 อยูที่ 64.9 ไมโครกรัมตอลูกบาศกเมตร ซึ่งยังคงอยูในระดับเดียวกัน คือ “เริ่มมี
ผลกระทบตอสุขภาพ” (ภาพที่ 2)

        จุดตรวจวัดคุณภาพอากาศที่รายงานคา PM2.5 ดังกลาว ตั้งอยูใกลกับโรงพยาบาลสงเสริมสุขภาพตำบลเชียง
รากนอย โดยมีระยะหางประมาณ 10 กิโลเมตร คาฝุนที่วัดไดจากบริเวณนี้จึงสามารถสะทอนภาพรวมของคุณภาพ
อากาศในพื้นที่รอบโรงพยาบาลไดอยางมีนัยสำคัญ
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- การจราจร: โรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย ตั้งอยูในพื้นที่ชุมชนหนาแนน รายลอมดวยวัด 

บานพักอาศัย และอยูใกลกับนิคมอุตสาหกรรมนวนครทางทิศตะวันออก สงผลใหมีการจราจรหนาแนน

ตลอดทั้งวัน โดยเฉพาะบริเวณจุดตรวจวัดที่ตั้งอยูริมถนนสายหลัก ซึ่งเปนเสนทางสัญจรสำคัญของชุมชน ทั้ง

รถยนต รถจักรยานยนต และรถบรรทุกสัญจรผานอยางตอเนื่อง 

นอกจากนี้ โรงพยาบาลยังใหบริการตรวจสุขภาพแกประชาชนในพื้นที่ สงผลใหมีผูคนเดินทางเขาออก

ตลอดเวลา กอใหเกิดการสะสมของฝุนละอองจากการสัญจรอยางหลีกเลี่ยงไมได เมื่อประกอบกับสภาพ

อากาศที่ลมสงบและการระบายอากาศไมดีในบางชวงเวลา ยิ่งเอื้อใหฝุนละอองตกคางในบรรยากาศจนมีคา

เกินมาตรฐานตามที่ตรวจพบ

ทั้งนี้ ในบริเวณใกลเคียงยังมีบริษัท ทีพีไอ คอนกรีต จำกัด ซึ่งประกอบกิจการผลิตและจำหนายคอนกรีต

ผสมเสร็จ โดยมีการขนสงสินคาดวยรถบรรทุกขนาดใหญอยางตอเนื่อง มีเสนทางการขนสงที่ตัดผานพื้นที่

ชุมชน สงผลใหปริมาณการจราจรในบริเวณดังกลาวหนาแนนขึ้น และกอใหเกิดการฟุงกระจายของฝุน

ละอองเพิ่มเติมในชั้นบรรยากาศ ซึ่งเปนอีกปจจัยหนึ่งที่สงผลกระทบตอคุณภาพอากาศบริเวณรอบ

โรงพยาบาล
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- การเผาในที่โลง: การเผาเศษวัสดุทางการเกษตร และขยะในที่โลงยังคงเปนปญหาในหลายพื้นที่

- การกอสราง: โครงการกอสรางทางหลวงหมายเลข 347 สาย เชียงรากนอย - บ.เกาะเกิด   มีการปรับปรุง

ซอมแซมทางหลวง หมายเลข 347 ตั้งแตชวงตัดทางหลวงหมายเลข 9 เรื่อยลงมาจนปจจุบันถึงสามแยก

เชียงรากนอย อำเภอสามโคก จังหวัดปทุมธานี ซึ่งอยูทางตอนเหนือของ รพสต. ทำใหมีการฟุงกระจายของ

ฝุน และพัดมาตามกระแสลมจากดานทิศเหนือ

- การกอสราง: มีการปรับปรุงซอมแซมทางหลวง หมายเลข 347 ตอน เทคโนโลยีปทุมธานี – ตางระดับเชียง

รากนอย กม.2+180 - กม.5+420 ทางขนานดานขวาทางตำบลเชียงรากใหญ อำเภอสามโคก จังหวัดปทุมธานี 

ในระหวางวันที่ 8 ม.ค. – 5 ส.ค. 68 ซึ่งอยูทางตอนใตของ รพสต. ทำใหมีการฟุงกระจายของฝุน
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รายละเอียดโครงการกอสรางทางหลวงหมายเลข 347

ชื่อโครงการ: โครงการกอสรางทางหลวงหมายเลข 347 สาย เชียงรากนอย - บ.เกาะเกิด
สัญญาที่: สท.1/20/2566 ลว. 18 กรกฎาคม 2566

ที่ตั้งโครงการ:
ระหวาง กม. - กม. : กม. 11+500.000 ถึง กม. 24+000.000

ระยะทางยาวประมาณ: 12.500    กิโลเมตร
มาตรฐานทาง: ชั้นพิเศษ (4-6 ชองจราจร)
ว/ด/ป เริ่มตนสญัญา: 18/ ก.ค./2566

ว/ด/ป สิ้นสุดสญัญา: 03/ พ.ค./2569

รพสต.เชยีงรากนอ้ย

โรงไฟฟ้าเชยีงรากนอ้ย
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การติดตามผล:
มีนาคม – เมษายน 2568 สถานการณยังคงพบฝุน PM2.5 นอยและมากสลับกันตามลักษณะสภาพอากาศ โดยเฉพาะปลายเดือน
มีนาคมยังคงมีการประกาศเตือนจากภาครัฐใหเฝาระวังและสวมใสหนากากปองกันฝุน

เมษายน - พฤษภาคม 2568 สถานการณฝุน PM2.5 ดีขึ้นในชวงตนเดือนเมษายนเนื่องจากมีฝนตก จนชวงปลายเดือนฝุนเริ่มกลับมา
ระยะหนึ่งแตอยูในระดับที่ไมรุนแรงจนกระทั้งเดือนพฤษภาคม สถานการณโดยรวมเริ่มคลี่คลาย

18

พฤษภาคม - มิถุนายน  2568 สถานการณฝุน PM2.5 ดีขึ้น
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รายงานการวิเคราะหสาเหตุคาฝุนละอองรวม (TSP) และ PM10 เกินคามาตรฐาน

บริษัท: Gulf JP CRN Co., Ltd.

สถานที่ตั้ง: ตำบลเชียงรากนอย อำเภอสามโคก จังหวัดปทุมธานี
ชวงเวลาตรวจวัด: 10-17 กุมภาพันธ 2568

       จากรายงานการตรวจวดัคุณภาพอากาสบริเวณโรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย พบวาคาฝุน
ละอองรวม (TSP) และฝุนละอองขนาดไมเกิน 10 ไมครอน (PM10) มีบางวันที่เกินเกณฑมาตรฐานกำหนด โดยในวันที่ 
11 มีคาฝุนละอองรวมอยูที่ 0.356 มก./ลบ.ม. และคาฝุน PM10 อยูที่ 0.126 มก./ลบ.ม. ซึ่งเกินคามาตรฐานที่กำหนดไว
ที่ 0.33 มก./ลบ.ม. สำหรับ TSP และ 0.12 มก./ลบ.ม. สำหรับ PM10

        จากการพิจารณาขอมูลในชวงเวลาดังกลาว พบวาสาเหตุที่คาฝุนละอองเกินคามาตรฐาน ไมไดเกิดจาก
กิจกรรมของโรงไฟฟาโดยตรง แตเปนผลกระทบจากสภาพแวดลอมโดยรวม ซึ่งมีปจจัยดังนี้

1. ปจจัยทางอุตุนิยมวิทยา

- ฤดหนาว: เดือนกุมภาพันธเปนชวงฤดูหนาวในประเทศไทย มีอุณหภูมิต่ำ และสภาพอากาศนิ่ง 

(Stable Atmosphere) 

- ลมตะวันออกเฉียงเหนือ: ความเร็วลมไมเพียงพอที่จะชวยพัดพาฝุนออกจากพื้นที่ได ซึ่งสงผลทำใหมี

ปริมาณคาฝุนในอากาศโดยทั่วไปสูงกวาปกติ

- Inversion Layer: การเกิดชั้นอุณหภูมิผกกลับตามแนวดิ่ง สงผลใหฝุนละอองสะสมอยูใกลผิวดินมากขึ้น 

มวลอากาศไมสามารถลอยขึ้นสูงได

2. ปจจัยดานสิ่งแวดลอมและกิจกรรมในพื้นที่

- ปรากฏการณฝุน PM 2.5: รายงานสถานการณฝุนจากกรมควบคุมมลพิษในชวงเดือนมกราคม 2568 ระบุวา 

หลายพื้นที่ในภาคกลาง รวมถึงจังหวัดปทุมธานี มีคาฝุน 2.5 และ PM10 สูงเกินมาตรฐานบอยครั้ง

20

สถานการณฝุนละออง PM2.5 ประจำวันที่ 11 กุมภาพันธ 2568

(ภาพที่ 1)

        จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 11 กุมภาพันธ 2568 เวลา 8:00 น. คาฝุนละออง 
PM2.5 ที่ตรวจวัด ณ จุดตรวจตำบลคลองหนึ่ง อำเภอคลองหลวง จังหวัดปทุมธานี พบวาคาฝุนอยูที่ 37.6

ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ “เริ่มมีผลกระทบตอสุขภาพ” ตามเกณฑของดัชนีคุณภาพ
อากาศ (AQI) 
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สถานการณฝุนละออง PM2.5 ประจำวันที่ 12 กุมภาพันธ 2568

(ภาพที่ 1)

        จากรายงานของ Air4Thai กรมควบคุมมลพิษ เมื่อวันที่ 12 กุมภาพันธ 2568 เวลา 8:00 น. คาฝุนละออง 
PM2.5 ที่ตรวจวัด ณ จุดตรวจตำบลคลองหนึ่ง อำเภอคลองหลวง จังหวัดปทุมธานี พบวาคาฝุนอยูที่ 50.7

ไมโครกรัมตอลูกบาศกเมตร (ภาพที่ 1) ซึ่งอยูในระดับ “มีผลกระทบตอสุขภาพ” ตามเกณฑของดัชนีคุณภาพอากาศ 
(AQI) 
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3. - การจราจร: โรงพยาบาลสงเสริมสุขภาพตำบลเชียงรากนอย ตั้งอยูในพื้นที่ชุมชนหนาแนน รายลอมดวยวัด 

บานพักอาศัย และอยูใกลกับนิคมอุตสาหกรรมนวนครทางทิศตะวันออก สงผลใหมีการจราจรหนาแนน

ตลอดทั้งวัน โดยเฉพาะบริเวณจุดตรวจวัดที่ตั้งอยูริมถนนสายหลัก ซึ่งเปนเสนทางสัญจรสำคัญของชุมชน ทั้ง

รถยนต รถจักรยานยนต และรถบรรทุกสัญจรผานอยางตอเนื่อง 

4.

5.

6.

7.

นอกจากนี้ โรงพยาบาลยังใหบริการตรวจสุขภาพแกประชาชนในพื้นที่ สงผลใหมีผูคนเดินทางเขาออก

ตลอดเวลา กอใหเกิดการสะสมของฝุนละอองจากการสัญจรอยางหลีกเลี่ยงไมได เมื่อประกอบกับสภาพ

อากาศที่ลมสงบและการระบายอากาศไมดีในบางชวงเวลา ยิ่งเอื้อใหฝุนละอองตกคางในบรรยากาศจนมีคา

เกินมาตรฐานตามที่ตรวจพบ

ทั้งนี้ ในบริเวณใกลเคียงยังมีบริษัท ทีพีไอ คอนกรีต จำกัด ซึ่งประกอบกิจการผลิตและจำหนายคอนกรีต

ผสมเสร็จ โดยมีการขนสงสินคาดวยรถบรรทุกขนาดใหญอยางตอเนื่อง มีเสนทางการขนสงที่ตัดผานพื้นที่

ชุมชน สงผลใหปริมาณการจราจรในบริเวณดังกลาวหนาแนนขึ้น และกอใหเกิดการฟุงกระจายของฝุน

ละอองเพิ่มเติมในชั้นบรรยากาศ ซึ่งเปนอีกปจจัยหนึ่งที่สงผลกระทบตอคุณภาพอากาศบริเวณรอบ

โรงพยาบาล
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- การเผาในที่โลง: การเผาเศษวัสดุทางการเกษตร และขยะในที่โลงยังคงเปนปญหาในหลายพื้นที่

- การกอสราง: โครงการกอสรางทางหลวงหมายเลข 347 สาย เชียงรากนอย - บ.เกาะเกิด   มีการปรับปรุง

ซอมแซมทางหลวง หมายเลข 347 ตั้งแตชวงตัดทางหลวงหมายเลข 9 เรื่อยลงมาจนปจจุบันถึงสามแยก

เชียงรากนอย อำเภอสามโคก จังหวัดปทุมธานี ซึ่งอยูทางตอนเหนือของ รพสต. ทำใหมีการฟุงกระจายของ

ฝุน และพัดมาตามกระแสลมจากดานทิศเหนือ

- การกอสราง: มีการปรับปรุงซอมแซมทางหลวง หมายเลข 347 ตอน เทคโนโลยีปทุมธานี – ตางระดับเชียง

รากนอย กม.2+180 - กม.5+420 ทางขนานดานขวาทางตำบลเชียงรากใหญ อำเภอสามโคก จังหวัดปทุมธานี 

ในระหวางวันที่ 8 ม.ค. – 5 ส.ค. 68 ซึ่งอยูทางตอนใตของ รพสต. ทำใหมีการฟุงกระจายของฝุน

24

รายละเอียดโครงการกอสรางทางหลวงหมายเลข 347

ชื่อโครงการ: โครงการกอสรางทางหลวงหมายเลข 347 สาย เชียงรากนอย - บ.เกาะเกิด
สัญญาที่: สท.1/20/2566 ลว. 18 กรกฎาคม 2566

ที่ตั้งโครงการ:
ระหวาง กม. - กม. : กม. 11+500.000 ถึง กม. 24+000.000

ระยะทางยาวประมาณ: 12.500    กิโลเมตร
มาตรฐานทาง: ชั้นพิเศษ (4-6 ชองจราจร)
ว/ด/ป เริ่มตนสญัญา: 18/ ก.ค./2566

ว/ด/ป สิ้นสุดสญัญา: 03/ พ.ค./2569

รพสต.เชยีงรากนอ้ย

โรงไฟฟ้าเชยีงรากนอ้ย
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การติดตามผล:
มีนาคม – เมษายน 2568 สถานการณยังคงพบฝุน PM2.5 นอยและมากสลับกันตามลักษณะสภาพอากาศ โดยเฉพาะปลายเดือน
มีนาคมยังคงมีการประกาศเตือนจากภาครัฐใหเฝาระวังและสวมใสหนากากปองกันฝุน

เมษายน - พฤษภาคม 2568 สถานการณฝุน PM2.5 ดีขึ้นในชวงตนเดือนเมษายนเนื่องจากมีฝนตก จนชวงปลายเดือนฝุนเริ่มกลับมา
ระยะหนึ่งแตอยูในระดับที่ไมรุนแรงจนกระทั้งเดือนพฤษภาคม สถานการณโดยรวมเริ่มคลี่คลาย

26

พฤษภาคม - มิถุนายน  2568 สถานการณฝุน PM2.5 ดีขึ้น



  
  

  
  
  

ภาคผนวกภาคผนวก  งง--22  
คุณภาพอากาศจากปล่องระบาย 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24143894
Jan 15, 2025 :Date Received

Date Reported : Jan 21, 2025

3201633-1Report Number:

Page 1 of 2

Sample Number 24143894-1

Sampled Date Jan 14, 2025 

Sample Description Emission from Stationary Source

Location  !"#$ HRSG 1

Jan 16, 2025Date Analysis Commenced

Condition of Sample Extracted into one filter paper placed in plastic petri dish

Stack Description

Ambient Pressure 760 mmHg

Ambient Temperature 26.4 °C

Type of Process Combustion

Type of Fuel Natural Gas

Diameter 2.96 m

Shape Circle

Stack Temperature 91.6 °C

Moisture 6.70 %

Oxygen 14.9 %

Carbon Dioxide 3.2 %

Gas Velocity 17.6 m/s

Flow Rate (Actual O2) 332828 Nm3/hr

Analyte Sampled Time
at 7 %O 

Result Guideline
(1)

Unit MethodGuideline
(2)

LOD Testing 
Location

 LOQ 

(LOR) at 14.9 % O 

Air Testing

01:40 PM - 02:16 PM 1.5mg/m3 U.S. Environmental 

Protection Agency 40 

CFR method 5, 

Appendix A, 2020 

(Include sampling)

60- 0.5 32.7 BangkokTotal Suspended Particulate  0.65

Guideline :

Guideline (1) Environmental Impact Assessment Report of Gulf JP CRN Co., Ltd.

Guideline (2) Notification of the Ministry of Natural Resources and Environment, 2023 (B.E. 2566) on Emission Standard from Power Plants.

Approved by

Kanokkorn  Anek

Assistant General Manager

%&'()*+'!,%)- .-204-/-0004

Technical Management 

Orawan Rakyong

Scientist (3)

%&'()*+'!,%)- .-204-0-0027

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.

ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Stack_O2_2GL.rpt ( 3:35PM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24143894
Jan 15, 2025 :Date Received

Date Reported : Jan 21, 2025

3201633-1Report Number:

Page 2 of 2

Sample Number 24143894-1

Sampled Date Jan 14, 2025 

Sample Description Emission from Stationary Source

Location  !"#$ HRSG 1

Jan 16, 2025Date Analysis Commenced

Condition of Sample Extracted into one filter paper placed in plastic petri dish

Stack Description

Ambient Pressure 760 mmHg

Ambient Temperature 26.4 °C

Type of Process Combustion

Type of Fuel Natural Gas

Diameter 2.96 m

Shape Circle

Stack Temperature 91.6 °C

Moisture 6.70 %

Oxygen 14.9 %

Carbon Dioxide 3.2 %

Gas Velocity 17.6 m/s

Flow Rate (Actual O2) 332828 Nm3/hr

Analyte Sampled Time Guideline
(1)

Unit MethodResult

Emission Rate

Guideline
(2)

LOD Testing 
Location

 LOQ 

(LOR)

Air Testing

01:40 PM - 02:16 PM g/s Calculated-- - 1.72 BangkokTotal Suspended Particulate 

*

0.06

Guideline :

Guideline (1) Environmental Impact Assessment Report of Gulf JP CRN Co., Ltd.

Guideline (2) Notification of the Ministry of Natural Resources and Environment, 2023 (B.E. 2566) on Emission Standard from Power Plants.

AnechaTansamai %&'()*+'!,%)" .-204-0-0112Sampling By : 

- LOD : Limit of Detection

Remark :

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

Approved by

Kanokkorn  Anek

Assistant General Manager

%&'()*+'!,%)- .-204-/-0004

Technical Management 

Orawan Rakyong

Scientist (3)

%&'()*+'!,%)- .-204-0-0027

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.

ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Stack_O2_2GL.rpt ( 3:35PM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24143895
Jan 15, 2025 :Date Received

Date Reported : Jan 21, 2025

3201630-1Report Number:

Page 1 of 2

Sample Number 24143895-1

Sampled Date Jan 14, 2025 

Sample Description Emission from Stationary Source

Location  !"#$ HRSG 2

Jan 16, 2025Date Analysis Commenced

Condition of Sample Extracted into one filter paper placed in plastic petri dish

Stack Description

Ambient Pressure 760 mmHg

Ambient Temperature 26.4 °C

Type of Process Combustion

Type of Fuel Natural Gas

Diameter 2.96 m

Shape Circle

Stack Temperature 94.4 °C

Moisture 7.04 %

Oxygen 14.3 %

Carbon Dioxide 3.7 %

Gas Velocity 21.7 m/s

Flow Rate (Actual O2) 405732 Nm3/hr

Analyte Sampled Time
at 7 %O 

Result Guideline
(1)

Unit MethodGuideline
(2)

LOD Testing 
Location

 LOQ 

(LOR) at 14.3 % O 

Air Testing

03:30 PM - 04:18 PM <0.5mg/m3 U.S. Environmental 

Protection Agency 40 

CFR method 5, 

Appendix A, 2020 

(Include sampling)

60- 0.5 32.7 BangkokTotal Suspended Particulate <0.5

Guideline :

Guideline (1) Environmental Impact Assessment Report of Gulf JP CRN Co., Ltd.

Guideline (2) Notification of the Ministry of Natural Resources and Environment, 2023 (B.E. 2566) on Emission Standard from Power Plants.

Approved by

Kanokkorn  Anek

Assistant General Manager

%&'()*+'!,%)- .-204-/-0004

Technical Management 

Orawan Rakyong

Scientist (3)

%&'()*+'!,%)- .-204-0-0027

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.

ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Stack_O2_2GL.rpt ( 3:37PM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24143895
Jan 15, 2025 :Date Received

Date Reported : Jan 21, 2025

3201630-1Report Number:

Page 2 of 2

Sample Number 24143895-1

Sampled Date Jan 14, 2025 

Sample Description Emission from Stationary Source

Location  !"#$ HRSG 2

Jan 16, 2025Date Analysis Commenced

Condition of Sample Extracted into one filter paper placed in plastic petri dish

Stack Description

Ambient Pressure 760 mmHg

Ambient Temperature 26.4 °C

Type of Process Combustion

Type of Fuel Natural Gas

Diameter 2.96 m

Shape Circle

Stack Temperature 94.4 °C

Moisture 7.04 %

Oxygen 14.3 %

Carbon Dioxide 3.7 %

Gas Velocity 21.7 m/s

Flow Rate (Actual O2) 405732 Nm3/hr

Analyte Sampled Time Guideline
(1)

Unit MethodResult

Emission Rate

Guideline
(2)

LOD Testing 
Location

 LOQ 

(LOR)

Air Testing

03:30 PM - 04:18 PM g/s Calculated-- - 1.72 BangkokTotal Suspended Particulate 

*

<0.06

Guideline :

Guideline (1) Environmental Impact Assessment Report of Gulf JP CRN Co., Ltd.

Guideline (2) Notification of the Ministry of Natural Resources and Environment, 2023 (B.E. 2566) on Emission Standard from Power Plants.

AnechaTansamai %&'()*+'!,%)" .-204-0-0112Sampling By : 

- LOD : Limit of Detection

Remark :

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

Approved by

Kanokkorn  Anek

Assistant General Manager

%&'()*+'!,%)- .-204-/-0004

Technical Management 

Orawan Rakyong

Scientist (3)

%&'()*+'!,%)- .-204-0-0027

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.

ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Stack_O2_2GL.rpt ( 3:37PM)



Client :  Gulf JP CRN Co., Ltd. Lot ID: 24143887

   59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 15, 2025

P/O : 4108004400 Date Reported :Jan 17, 2025

Project Name : Monitoring EIA Report Number :3201625-1

Project Location : GCRN

Sample Number 24143887-1

Sample Description Emission from Stationary Source

Location ปลอ่ง HRSG 11

Measurement Date Jan 14, 2025

Ambient Temperature 26.4        °C Diameter 2.96 m Oxygen 14.91 %

Ambient Pressure 760.4      mmHg Shape Circle Carbon dioxide 3.23 %

Type of Process Combustion Stack Temperature 92 °C Gas Velocity 17.62 m/s

Type of Fuel Natural Gas Moisture 6.65 % Flow Rate 333351 Nm3/hr

Oxygen Carbon Dioxide

(%) (%) at Actual O2 at 7% O2 at Actual O2 at 7% O2

- 01:50 PM 14.93 3.23 10.03 23.34 0.26 0.60

- 02:11 PM 14.91 3.24 9.55 22.17 0.29 0.68

- 02:32 PM 14.89 3.21 9.42 21.78 0.29 0.67

14.91 3.23 9.66 22.43 0.28 0.65

Guideline
1/
(ppm) - 60 - 7.14

Guideline
2/
(ppm) - 120 - 20

Result (mg/Nm
3
) 18.18 42.19 0.73 1.70

Emission Rate at Actual O2 (g/s)

Guideline
1/
(g/s)

Method

Anuvat Moungpair

1/
Environmental Impact Assessment Report of Gulf JP CRN Co., Ltd.

   2/
Notification of the Ministry of Natural Resources and Environment, 2023 (B.E. 2566) on Emission Standard from Power Plants. 

Approved by

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakarn, Khet Suan Luang, Bangkok 10250, THAILAND ç PHONE +66 0 2760 3000  ç FAX +66 0 2760 3197

Manager Assistant General Manager

ทะเบยีนเลขที- ว-204-ค-0006 ทะเบยีนเลขที- ว-204-ค-0003

ALS LABORATORY GROUP (THAILAND) CO., LTD.  An ALS Limited Company

US EPA Method 7E  US EPA Method 6C

Technical Management

  Wichan Choonharat Sarayuth Jittranont

Sampled By :

Guideline :

Average (ppm)

1.6837 0.0678

5.92 0.98

1 01:30 PM

2 01:51 PM

3 02:12 PM

Run No. Sampling Time
Oxides of Nitrogen (ppm) Sulfur Dioxide (ppm)

Analysis / Test Report

Page 1 of 1

Stack Description

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any from 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

Client :  Gulf JP CRN Co., Ltd. Lot ID: 24143887

   59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 15, 2025

P/O : 4108004400 Date Reported :Jan 17, 2025

Project Name : Monitoring EIA Report Number :3201625-1

Project Location : GCRN

Sample Number 24143887-1

Sample Description Emission from Stationary Source

Location ปลอ่ง HRSG 11

Measurement Date Jan 14, 2025

Ambient Temperature 26.4        °C Diameter 2.96 m Oxygen 14.91 %

Ambient Pressure 760.4      mmHg Shape Circle Carbon dioxide 3.23 %

Type of Process Combustion Stack Temperature 92 °C Gas Velocity 17.62 m/s

Type of Fuel Natural Gas Moisture 6.65 % Flow Rate 333351 Nm3/hr

Oxygen

(%) at Actual O2 At 7% O2

1 - 01:50 PM 14.93 0.75 1.74

2 - 02:11 PM 14.91 0.76 1.77

3 - 02:32 PM 14.89 0.73 1.68

14.91 0.75 1.73

Guideline (ppm) - 690

Result (mg/Nm
3
) 0.85 1.98

Emission Rate at Actual O2 (g/s)

Method

Anuvat Moungpair

Notification of the Ministry of Industry 2006 (B.E. 2549) Published in the Royal Government Gazette, Vol.123 Special Part 125 D, 

   dated December 4, 2006 (B.E. 2549)

Approved by

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakarn, Khet Suan Luang, Bangkok 10250, THAILAND ç PHONE +66 0 2760 3000  ç FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD.  An ALS Limited Company

Manager Assistant General Manager

ทะเบยีนเลขที, ว-204-ค-0006 ทะเบยีนเลขที, ว-204-ค-0003

3.23

0.0791

US EPA Method 10

Technical Management

  Wichan Choonharat Sarayuth Jittranont

Sampled By :

Guideline :

Average (ppm)

01:30 PM 3.23

01:51 PM 3.24

02:12 PM 3.21

Stack Description

Analysis / Test Report

Page 1 of 1

Run No. Sampling Time
Carbon Dioxide Carbon Monoxide (ppm)

(%)

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any from 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.



Client :  Gulf JP CRN Co., Ltd. Lot ID: 24143889

   59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 15, 2025

P/O : 4108004400 Date Reported :Jan 17, 2025

Project Name : Monitoring EIA Report Number :3201620-1

Project Location : GCRN

Sample Number 24143889-1

Sample Description Emission from Stationary Source

Location ปลอ่ง HRSG 12

Measurement Date Jan 14, 2025

Ambient Temperature 26.4        °C Diameter 2.96 m Oxygen 14.31 %

Ambient Pressure 760.4      mmHg Shape Circle Carbon dioxide 3.69 %

Type of Process Combustion Stack Temperature 94 °C Gas Velocity 21.73 m/s

Type of Fuel Natural Gas Moisture 6.99 % Flow Rate 406291 Nm3/hr

Oxygen Carbon Dioxide

(%) (%) at Actual O2 at 7% O2 at Actual O2 at 7% O2

- 03:50 PM 14.46 3.47 17.06 36.83 0.35 0.77

- 04:11 PM 14.27 3.73 17.99 37.72 0.31 0.64

- 04:32 PM 14.21 3.86 18.37 38.15 0.34 0.72

14.31 3.69 17.80 37.57 0.34 0.71

Guideline
1/
(ppm) - 60 - 7.14

Guideline
2/
(ppm) - 120 - 20

Result (mg/Nm
3
) 33.50 70.68 0.88 1.86

Emission Rate at Actual O2 (g/s)

Guideline
1/
(g/s)

Method

Anuvat Moungpair

1/
Environmental Impact Assessment Report of Gulf JP CRN Co., Ltd.

   2/
Notification of the Ministry of Natural Resources and Environment, 2023 (B.E. 2566) on Emission Standard from Power Plants. 

Approved by

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakarn, Khet Suan Luang, Bangkok 10250, THAILAND ç PHONE +66 0 2760 3000  ç FAX +66 0 2760 3197

Manager Assistant General Manager

ทะเบยีนเลขที, ว-204-ค-0006 ทะเบยีนเลขที, ว-204-ค-0003

ALS LABORATORY GROUP (THAILAND) CO., LTD.  An ALS Limited Company

US EPA Method 7E  US EPA Method 6C

Technical Management

  Wichan Choonharat Sarayuth Jittranont

Sampled By :

Guideline :

Average (ppm)

3.7803 0.0992

5.92 0.98

1 03:30 PM

2 03:51 PM

3 04:12 PM

Run No. Sampling Time
Oxides of Nitrogen (ppm) Sulfur Dioxide (ppm)

Analysis / Test Report

Page 1 of 1

Stack Description

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any from 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

Client :  Gulf JP CRN Co., Ltd. Lot ID: 24143889

   59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 Date Received :Jan 15, 2025

P/O : 4108004400 Date Reported :Jan 17, 2025

Project Name : Monitoring EIA Report Number :3201620-1

Project Location : GCRN

Sample Number 24143889-1

Sample Description Emission from Stationary Source

Location ปลอ่ง HRSG 12

Measurement Date Jan 14, 2025

Ambient Temperature 26.4        °C Diameter 2.96 m Oxygen 14.31 %

Ambient Pressure 760.4      mmHg Shape Circle Carbon dioxide 3.69 %

Type of Process Combustion Stack Temperature 94 °C Gas Velocity 21.73 m/s

Type of Fuel Natural Gas Moisture 6.99 % Flow Rate 406291 Nm3/hr

Oxygen

(%) at Actual O2 At 7% O2

1 - 03:50 PM 14.46 1.20 2.59

2 - 04:11 PM 14.27 1.24 2.60

3 - 04:32 PM 14.21 1.16 2.42

14.31 1.20 2.54

Guideline (ppm) - 690

Result (mg/Nm
3
) 1.38 2.90

Emission Rate at Actual O2 (g/s)

Method

Anuvat Moungpair

Notification of the Ministry of Industry 2006 (B.E. 2549) Published in the Royal Government Gazette, Vol.123 Special Part 125 D, 

   dated December 4, 2006 (B.E. 2549)

Approved by

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakarn, Khet Suan Luang, Bangkok 10250, THAILAND ç PHONE +66 0 2760 3000  ç FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD.  An ALS Limited Company

Manager Assistant General Manager

ทะเบยีนเลขที, ว-204-ค-0006 ทะเบยีนเลขที, ว-204-ค-0003

3.69

0.1552

US EPA Method 10

Technical Management

  Wichan Choonharat Sarayuth Jittranont

Sampled By :

Guideline :

Average (ppm)

03:30 PM 3.47

03:51 PM 3.73

04:12 PM 3.86

Stack Description

Analysis / Test Report

Page 1 of 1

Run No. Sampling Time
Carbon Dioxide Carbon Monoxide (ppm)

(%)

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any from 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

ภาคผนวกภาคผนวก  งง--33  
การตรวจสอบความถูกต้องของ CEMs (Audit/RAA/RATA) 



 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143885 

Jan 15, 2025  : Date Received 

Date Reported : Jan 31, 2025 

3201576-1 Report Number : 

Page 1 of 3 

Sample Number 24143885-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 11 

Parameter NOx 

Approved by 

Sarayuth Jittranont 

Assistant General Manager 
ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 

ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 13:30 13:50 11.84 10.03 25.38 23.34 -2.04 

2 14-Jan-25 13:51 14:11 11.69 9.55 25.10 22.17 -2.94 

3 14-Jan-25 14:12 14:32 11.77 9.42 25.33 21.78 -3.55 

  Average 25.27 22.43 -2.84 

  Relative Accuracy Audit (Compared with RM) (%)       -12.69 
 

Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

   Reference Method : US EPA Method 7E  

    Remark: 1/ Relative Accuracy Criteria of NOx is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 2  (PS-2) 

           RAA Result is within Criteria 

 

 

S:\Reports\Stack_CEMs1.rpt 

Relative Accuracy Audit Report 

 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143885 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201576-1 Report Number : 

Page 2 of 3 

Sample Number 24143885-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 11 

Parameter CO 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 
ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 13:30 13:50 0.07 0.75 0.14 1.74 1.60 

2 14-Jan-25 13:51 14:11 0.07 0.76 0.14 1.77 1.62 

3 14-Jan-25 14:12 14:32 0.10 0.73 0.22 1.68 1.47 

  Average 0.17 1.73 1.56 

  Relative Accuracy Audit (Compared with Emission Standard : 690 ppm) (%)      0.23 
 

Relative Accuracy Audit Criteria 1/ (Compared with Emission Standard)       + 7.5% 

 Reference Method : US EPA Method 10 

 Remark: 1/ Relative Accuracy Criteria of CO is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 4  (PS-4) compared with  

    Emission Standard 690 ppm at 7%O2 

    RAA Result is within Criteria 

 

 

 

S:\Reports\Stack_CEMs1.rpt 

Relative Accuracy Audit Report 



 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143885 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201576-1 Report Number : 

Page 3 of 3 

Sample Number 24143885-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 11 

Parameter O2 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual 

Difference 
Start Stop CEMs (%) RM (%) 

1 14-Jan-25 13:30 13:50 14.42 14.93 0.51 

2 14-Jan-25 13:51 14:11 14.43 14.91 0.49 

3 14-Jan-25 14:12 14:32 14.44 14.89 0.45 

  Average     14.43 14.91 0.48 

  Relative Accuracy Audit (Compared with RM) (%)       3.22 

  Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

     Reference Method : US EPA Method 3A     

               Remark: :  1/ Relative Accuracy Criteria of O2 is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 3  (PS-3) 

          RAA Result is within Criteria 

 

 

Sampled By :  

Wichan Choonharat 

Manager 

Anuvat Moungpair 

Relative Accuracy Audit Report 

ทะเบยีนเลขที. ว-204-ค-0006 

S:\Reports\Stack_CEMs1.rpt 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143886 

Jan 15, 2025  : Date Received 

Date Reported : Jan 31, 2025 

3201614-1 Report Number : 

Page 1 of 3 

Sample Number 24143886-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 12 

Parameter NOx 

Approved by 

Sarayuth Jittranont 

Assistant General Manager 
ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 

ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 15:30 15:50 17.00 17.06 36.25 36.83 0.58 

2 14-Jan-25 15:51 16:11 17.09 17.99 36.49 37.72 1.23 

3 14-Jan-25 16:12 16:32 17.12 18.37 36.53 38.15 1.62 

  Average 36.42 37.57 1.14 

  Relative Accuracy Audit (Compared with RM) (%)       3.04 
 

Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

   Reference Method : US EPA Method 7E  

    Remark: 1/ Relative Accuracy Criteria of NOx is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 2  (PS-2) 

           RAA Result is within Criteria 

 

 

S:\Reports\Stack_CEMs1.rpt 

Relative Accuracy Audit Report 



 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143886 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201614-1 Report Number : 

Page 2 of 3 

Sample Number 24143886-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 12 

Parameter CO 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

Wichan Choonharat 

Manager 
ทะเบยีนเลขที. ว-204-ค-0006 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual O2 Corrected Value at 7% O2 

Difference 
Start Stop CEMs (ppm) RM (ppm) CEMs (ppm) RM (ppm) 

1 14-Jan-25 15:30 15:50 1.11 1.20 2.38 2.59 0.21 

2 14-Jan-25 15:51 16:11 1.10 1.24 2.36 2.60 0.24 

3 14-Jan-25 16:12 16:32 1.11 1.16 2.37 2.42 0.05 

  Average 2.37 2.54 0.17 

  Relative Accuracy Audit (Compared with Emission Standard : 690 ppm) (%)      0.02 
 

Relative Accuracy Audit Criteria 1/ (Compared with Emission Standard)       + 7.5% 

 Reference Method : US EPA Method 10 

 Remark: 1/ Relative Accuracy Criteria of CO is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 4  (PS-4) compared with  

    Emission Standard 690 ppm at 7%O2 

    RAA Result is within Criteria 

 

 

 

S:\Reports\Stack_CEMs1.rpt 

Relative Accuracy Audit Report 

 

 

Analysis / Test Report 

Gulf JP CRN Co., Ltd. : Client  
 59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160 
P/O  : 
 

4108004400 

Monitoring EIA Project Name 
 

: 

GCRN Project Location 
 

: 

Lot ID: 24143886 

Jan 15, 2025 : Date Received 

Date Reported : Jan 31, 2025 

3201614-1 Report Number : 

Page 3 of 3 

Sample Number 24143886-1 

Sampled Date Jan 14, 2025  

Sample Description Emission from Stationary Source 

Location ปลอ่ง HRSG 12 

Parameter O2 

Approved by 

ทะเบยีนเลขที. ว-204-ค-0003 

Technical Management 
 

The above results are valid only for the analyzed/tested sample(s) as indicated in this report. No part of this report or certificate may be reproduced in any form without written consent from the Laboratory. ALS Laboratory Group 
(Thailand) strongly recommends that this report is not reproduced except in full. 

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197 

ALS LABORATORY GROUP (THAILAND) CO., LTD. Part of the ALS Group 
 
 11726-21/ EMAIL 

Sarayuth Jittranont 

Assistant General Manager 

Run No. Date 
Time Raw Data at Actual 

Difference 
Start Stop CEMs (%) RM (%) 

1 14-Jan-25 15:30 15:50 14.38 14.46 0.08 

2 14-Jan-25 15:51 16:11 14.39 14.27 -0.12 

3 14-Jan-25 16:12 16:32 14.38 14.21 -0.18 

  Average     14.38 14.31 -0.07 

  Relative Accuracy Audit (Compared with RM) (%)       -0.49 

  Relative Accuracy Audit Criteria 1/ (Compared with RM)       + 15% 

     Reference Method : US EPA Method 3A     

               Remark: :  1/ Relative Accuracy Criteria of O2 is refer to 40 CFR Part 60 Appendix B : Performance Specification Test 3  (PS-3) 

          RAA Result is within Criteria 

 

 

Sampled By :  

Wichan Choonharat 

Manager 

Anuvat Moungpair 

Relative Accuracy Audit Report 

ทะเบยีนเลขที. ว-204-ค-0006 

S:\Reports\Stack_CEMs1.rpt 



  
  

  
  
  

ภาคผนวกภาคผนวก  งง--44  
ระดับเสียงในบรรยากาศ 

 

 

 

 

 

 



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219485-1Report Number:

Page 1 of 1

Sample Number 24140833-1

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&'()*++,- (GPS 47P 0669782, 1559176)

Measurement Date Jan 15 - Jan 16, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658242

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

64.9 77.7 64.3

64.9 80.3 64.2

64.6 84.2 63.9

64.5 81.4 63.9

64.4 70.4 63.9

64.6 74.1 64.0

65.4 79.6 64.4

65.6 77.9 65.0

65.3 83.7 64.7

65.1 71.5 64.6

64.8 74.1 64.5

64.8 68.4 64.4

64.3 68.6 63.9

64.2 74.9 63.8

64.2 68.4 63.9

64.2 66.4 63.8

64.2 74.2 63.8

64.1 76.0 63.7

64.3 71.4 63.8

64.7 74.9 64.1

65.4 85.6 64.1

64.3 79.7 63.6

63.9 66.7 63.4

64.1 74.8 63.4

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

Time

Leq Average 24 hrs. (dB(A))  64.6

Lmax (dB(A))  85.6

L90 (dB(A))  63.9

Ldn (dB(A))  70.8

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. .(/0-123/0((40-(56&)789: ,;47<=)>-?6 @ABA$%& 15 ( .1. 2540) C(!&;)0D-<#94-?(E-#(/9BAC5%F)'9F$B&8*. 

2. .(/0-10(/$(8);G?5-<0((4 C(!&;)0D-<#92=-(/9BAC5%F)0-((A08# 7:/(/9BAC5%F)$%&C0 69H-00-(.(/0;A06H0-(
    '())-#  .1. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:34AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219486-1Report Number:

Page 1 of 1

Sample Number 24140833-2

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&'()*++,- (GPS 47P 0669782, 1559176)

Measurement Date Jan 16 - Jan 17, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658242

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

64.8 78.9 63.9

64.6 74.6 63.9

64.5 76.1 63.9

64.4 75.8 63.8

65.4 86.0 63.9

64.9 77.4 64.2

65.4 78.5 64.8

65.3 85.7 64.6

65.2 78.2 64.5

64.7 76.6 64.3

64.7 71.6 64.3

65.0 69.8 64.7

65.1 74.6 64.7

65.1 67.3 64.8

65.1 69.3 64.8

65.2 68.4 64.9

65.3 71.5 64.9

65.3 71.5 65.0

65.5 71.8 65.1

65.9 75.0 65.3

65.5 78.1 64.8

65.3 75.0 64.8

65.2 76.6 64.6

65.3 70.0 64.6

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

Time

Leq Average 24 hrs. (dB(A))  65.1

Lmax (dB(A))  86.0

L90 (dB(A))  64.6

Ldn (dB(A))  71.7

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. .(/0-123/0((40-(56&)789: ,;47<=)>-?6 @ABA$%& 15 ( .1. 2540) C(!&;)0D-<#94-?(E-#(/9BAC5%F)'9F$B&8*. 

2. .(/0-10(/$(8);G?5-<0((4 C(!&;)0D-<#92=-(/9BAC5%F)0-((A08# 7:/(/9BAC5%F)$%&C0 69H-00-(.(/0;A06H0-(
    '())-#  .1. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:34AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219487-1Report Number:

Page 1 of 1

Sample Number 24140833-3

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&'()*++,- (GPS 47P 0669782, 1559176)

Measurement Date Jan 17 - Jan 18, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658242

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

65.0 75.8 64.4

64.8 81.3 64.1

64.4 76.0 63.9

64.3 69.1 63.8

66.2 92.0 63.9

65.1 79.4 64.3

66.1 86.1 65.1

65.4 74.7 65.0

65.3 70.0 64.9

65.2 83.9 64.8

65.4 81.9 64.9

65.0 74.2 64.6

64.6 70.9 64.3

64.7 82.5 64.2

64.5 65.9 64.2

64.6 75.0 64.3

64.7 68.3 64.4

64.8 72.5 64.4

65.1 74.4 64.5

65.6 85.0 64.6

64.6 70.8 64.0

64.2 74.0 63.8

64.3 74.8 63.7

63.8 67.2 63.3

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

Time

Leq Average 24 hrs. (dB(A))  64.9

Lmax (dB(A))  92.0

L90 (dB(A))  64.3

Ldn (dB(A))  71.3

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. .(/0-123/0((40-(56&)789: ,;47<=)>-?6 @ABA$%& 15 ( .1. 2540) C(!&;)0D-<#94-?(E-#(/9BAC5%F)'9F$B&8*. 

2. .(/0-10(/$(8);G?5-<0((4 C(!&;)0D-<#92=-(/9BAC5%F)0-((A08# 7:/(/9BAC5%F)$%&C0 69H-00-(.(/0;A06H0-(
    '())-#  .1. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:34AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219488-1Report Number:

Page 1 of 1

Sample Number 24140833-4

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&'()*++,- (GPS 47P 0669782, 1559176)

Measurement Date Jan 18 - Jan 19, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658242

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

63.9 79.6 63.2

64.6 77.1 63.8

64.5 70.9 63.9

64.5 85.0 63.9

64.6 83.6 63.8

64.6 76.2 63.9

64.9 83.6 64.3

65.5 73.2 64.8

65.2 75.0 64.7

65.4 73.4 64.8

65.2 70.9 64.8

65.2 76.4 64.6

64.2 81.6 63.5

64.2 70.1 63.8

64.7 77.0 63.9

64.0 68.1 63.6

64.2 71.1 63.7

64.0 70.3 63.7

64.2 71.1 63.8

64.4 71.7 63.8

64.2 74.0 63.7

63.7 80.1 63.0

63.3 78.7 62.6

63.5 82.3 62.6

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

Time

Leq Average 24 hrs. (dB(A))  64.5

Lmax (dB(A))  85.0

L90 (dB(A))  63.8

Ldn (dB(A))  70.8

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. .(/0-123/0((40-(56&)789: ,;47<=)>-?6 @ABA$%& 15 ( .1. 2540) C(!&;)0D-<#94-?(E-#(/9BAC5%F)'9F$B&8*. 

2. .(/0-10(/$(8);G?5-<0((4 C(!&;)0D-<#92=-(/9BAC5%F)0-((A08# 7:/(/9BAC5%F)$%&C0 69H-00-(.(/0;A06H0-(
    '())-#  .1. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:35AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219489-1Report Number:

Page 1 of 1

Sample Number 24140833-5

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&'()*++,- (GPS 47P 0669782, 1559176)

Measurement Date Jan 19 - Jan 20, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658242

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

63.3 77.2 62.8

63.4 78.3 62.7

63.2 72.1 62.6

63.0 75.5 62.3

63.3 79.6 62.6

65.7 87.4 63.0

66.6 79.1 65.8

66.0 84.4 65.0

65.1 69.8 64.8

65.1 71.6 64.7

65.1 75.6 64.7

64.9 75.0 64.5

64.7 69.1 64.3

64.6 68.8 64.2

64.6 66.6 64.3

64.9 66.4 64.6

64.9 66.9 64.6

65.1 69.8 64.7

65.2 77.1 64.8

65.3 72.5 64.9

65.9 86.9 64.8

65.1 84.8 64.2

64.3 78.1 63.8

64.3 75.2 63.8

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

Time

Leq Average 24 hrs. (dB(A))  64.8

Lmax (dB(A))  87.4

L90 (dB(A))  64.3

Ldn (dB(A))  71.3

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. .(/0-123/0((40-(56&)789: ,;47<=)>-?6 @ABA$%& 15 ( .1. 2540) C(!&;)0D-<#94-?(E-#(/9BAC5%F)'9F$B&8*. 

2. .(/0-10(/$(8);G?5-<0((4 C(!&;)0D-<#92=-(/9BAC5%F)0-((A08# 7:/(/9BAC5%F)$%&C0 69H-00-(.(/0;A06H0-(
    '())-#  .1. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:35AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219490-1Report Number:

Page 1 of 1

Sample Number 24140833-6

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670745, 1560740)

Measurement Date Jan 15 - Jan 16, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 597155

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

51.0 74.0 42.6

50.0 65.4 43.5

51.6 76.0 42.0

51.7 73.4 43.3

54.6 76.1 46.5

52.8 75.7 45.0

50.9 76.9 43.5

49.5 69.5 43.7

50.9 81.9 45.8

49.3 78.3 41.9

50.1 82.1 41.6

47.5 74.1 41.0

50.3 83.1 40.3

44.9 68.7 40.7

45.6 67.3 41.3

46.6 72.1 40.4

51.4 70.6 42.4

55.9 74.6 49.7

56.4 81.6 47.7

56.0 85.3 45.9

55.5 79.7 45.1

57.1 80.1 44.1

52.5 74.3 43.6

52.7 71.5 42.4

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

Time

Leq Average 24 hrs. (dB(A))  52.6

Lmax (dB(A))  85.3

L90 (dB(A))  43.3

Ldn (dB(A))  57.4

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. 8!94%:;<94!!,4%!(+=">?@' 67,>A)"2%0+ B&C&D3= 15 (#.:. 2540) *!E=7"41%A5@,%0!F%5!9@C&*(3$" @$DC=?G8 

2. 8!94%:4!9D!?"7-0(%A4!!, *!E=7"41%A5@;)%!9@C&*(3$"4%!!&4?5 >'9!9@C&*(3$"D3=*4 +@H%44%!8!947&4+H4%!
     !""%5 #.:. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:35AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219491-1Report Number:

Page 1 of 1

Sample Number 24140833-7

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670745, 1560740)

Measurement Date Jan 16 - Jan 17, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 597155

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

52.2 72.6 42.1

61.4 93.6 42.2

52.5 75.4 42.2

50.8 75.1 41.7

52.0 73.5 43.3

52.1 77.2 44.6

53.3 83.2 45.7

51.2 75.6 47.3

51.5 82.7 46.6

49.7 77.6 45.9

47.8 66.7 45.2

48.2 76.7 41.3

45.1 73.0 40.9

42.4 58.3 40.3

45.7 65.2 40.5

48.6 65.8 40.6

50.9 67.4 41.2

55.6 74.0 43.4

57.5 84.9 47.0

55.7 80.7 45.7

53.7 75.2 41.9

54.9 79.8 41.1

53.3 89.4 38.7

51.1 73.5 40.0

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

Time

Leq Average 24 hrs. (dB(A))  53.5

Lmax (dB(A))  93.6

L90 (dB(A))  42.1

Ldn (dB(A))  57.4

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. 8!94%:;<94!!,4%!(+=">?@' 67,>A)"2%0+ B&C&D3= 15 (#.:. 2540) *!E=7"41%A5@,%0!F%5!9@C&*(3$" @$DC=?G8 

2. 8!94%:4!9D!?"7-0(%A4!!, *!E=7"41%A5@;)%!9@C&*(3$"4%!!&4?5 >'9!9@C&*(3$"D3=*4 +@H%44%!8!947&4+H4%!
     !""%5 #.:. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:35AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219492-1Report Number:

Page 1 of 1

Sample Number 24140833-8

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670745, 1560740)

Measurement Date Jan 17 - Jan 18, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 597155

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

56.2 82.7 39.7

55.3 81.6 40.0

53.1 79.1 40.4

51.3 75.3 42.9

52.4 72.1 44.7

52.8 82.7 44.4

51.6 81.4 44.3

50.1 72.4 46.1

50.9 69.5 47.1

53.3 82.9 47.7

49.1 63.7 43.7

47.7 69.0 42.7

44.8 68.5 41.1

43.1 67.2 40.5

46.2 69.2 41.2

46.7 68.5 41.2

50.4 71.7 41.9

56.8 75.7 43.5

55.7 80.7 46.9

57.5 78.8 45.9

55.1 78.4 43.9

52.5 67.1 45.8

51.1 75.2 43.3

52.3 82.6 42.1

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

Time

Leq Average 24 hrs. (dB(A))  52.9

Lmax (dB(A))  82.9

L90 (dB(A))  43.3

Ldn (dB(A))  57.8

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. 8!94%:;<94!!,4%!(+=">?@' 67,>A)"2%0+ B&C&D3= 15 (#.:. 2540) *!E=7"41%A5@,%0!F%5!9@C&*(3$" @$DC=?G8 

2. 8!94%:4!9D!?"7-0(%A4!!, *!E=7"41%A5@;)%!9@C&*(3$"4%!!&4?5 >'9!9@C&*(3$"D3=*4 +@H%44%!8!947&4+H4%!
     !""%5 #.:. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:35AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219493-1Report Number:

Page 1 of 1

Sample Number 24140833-9

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670745, 1560740)

Measurement Date Jan 18 - Jan 19, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 597155

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

51.5 72.2 40.7

51.8 70.7 44.8

53.6 72.5 43.8

50.7 72.8 43.2

54.1 77.8 46.8

52.4 73.4 47.0

51.5 69.5 46.9

50.1 74.7 43.6

51.1 78.7 44.4

48.5 69.6 43.9

49.8 81.0 41.8

46.3 64.5 41.3

44.5 65.8 40.7

46.2 70.0 40.4

45.1 65.5 39.7

47.7 66.9 40.7

51.9 66.6 40.9

62.7 96.5 47.2

59.5 76.7 48.5

58.2 80.0 48.2

55.2 76.6 47.6

54.2 74.5 45.0

54.8 78.7 44.2

52.7 71.8 44.2

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

Time

Leq Average 24 hrs. (dB(A))  54.3

Lmax (dB(A))  96.5

L90 (dB(A))  43.9

Ldn (dB(A))  60.7

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. 8!94%:;<94!!,4%!(+=">?@' 67,>A)"2%0+ B&C&D3= 15 (#.:. 2540) *!E=7"41%A5@,%0!F%5!9@C&*(3$" @$DC=?G8 

2. 8!94%:4!9D!?"7-0(%A4!!, *!E=7"41%A5@;)%!9@C&*(3$"4%!!&4?5 >'9!9@C&*(3$"D3=*4 +@H%44%!8!947&4+H4%!
     !""%5 #.:. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:36AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219494-1Report Number:

Page 1 of 1

Sample Number 24140833-10

Parameter Noise (Leq 24 hrs.)

Location  !"#$%&%'()"*(!+,(-./%#01%&'*23$"!%45 67$ (GPS 47P 0670745, 1560740)

Measurement Date Jan 19 - Jan 20, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 597155

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

52.7 71.9 44.0

55.0 70.6 47.2

51.0 68.0 40.9

53.4 80.0 42.5

53.6 71.8 46.4

54.4 71.1 47.6

52.0 73.9 48.2

51.8 71.3 48.1

51.6 73.0 48.5

51.2 67.3 46.2

47.5 72.6 42.5

44.6 63.0 41.3

46.1 65.6 40.8

47.1 66.2 44.6

47.6 65.7 44.7

50.7 67.6 41.9

52.0 66.8 42.2

55.7 74.5 45.4

57.1 78.5 48.5

57.8 79.1 45.9

56.3 79.5 42.5

53.1 71.9 41.6

49.9 75.1 38.7

53.3 73.8 38.8

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

12:00 PM - 01:00 PM

Time

Leq Average 24 hrs. (dB(A))  53.1

Lmax (dB(A))  80.0

L90 (dB(A))  44.0

Ldn (dB(A))  57.7

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. 8!94%:;<94!!,4%!(+=">?@' 67,>A)"2%0+ B&C&D3= 15 (#.:. 2540) *!E=7"41%A5@,%0!F%5!9@C&*(3$" @$DC=?G8 

2. 8!94%:4!9D!?"7-0(%A4!!, *!E=7"41%A5@;)%!9@C&*(3$"4%!!&4?5 >'9!9@C&*(3$"D3=*4 +@H%44%!8!947&4+H4%!
     !""%5 #.:. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:36AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219495-1Report Number:

Page 1 of 1

Sample Number 24140833-11

Parameter Noise (Leq 24 hrs.)

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669730, 1557618)

Measurement Date Jan 15 - Jan 16, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658243

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

67.4 86.7 63.3

67.4 86.1 63.0

67.5 83.4 63.3

69.2 91.5 65.6

67.6 86.3 63.7

67.0 81.8 62.9

67.6 83.9 63.4

65.9 84.1 62.0

64.9 86.7 60.9

63.8 81.3 60.2

63.7 82.0 59.6

62.0 76.4 58.8

61.9 81.5 58.2

61.2 80.4 57.2

61.0 81.7 56.7

60.6 79.2 57.0

63.7 83.2 58.7

65.6 81.9 60.5

66.2 84.0 61.7

66.9 85.5 63.2

67.7 84.1 63.8

67.8 86.7 63.7

67.6 83.8 64.1

68.2 83.2 64.9

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

Time

Leq Average 24 hrs. (dB(A))  66.2

Lmax (dB(A))  91.5

L90 (dB(A))  62.0

Ldn (dB(A))  70.6

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. /!01,2'301!!41,!567"8.9( +)48:;"<,=6 >*?*@$7 15 (-.2. 2540) #!A7)"1B,:&94,=!C,&!09?*#5$%" 9%@?7.D/ 

2. /!01,21!0@!.")E=5,:1!!4 #!A7)"1B,:&9';,!09?*#5$%"1,!!*1.& 8(0!09?*#5$%"@$7#1 69F,11,!/!01)*16F1,!
     !"",& -.2. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:36AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219496-1Report Number:

Page 1 of 1

Sample Number 24140833-12

Parameter Noise (Leq 24 hrs.)

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669730, 1557618)

Measurement Date Jan 16 - Jan 17, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658243

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

51.7 75.4 44.6

50.3 71.3 44.4

50.9 68.1 44.3

49.6 67.3 44.3

52.0 75.2 44.7

54.7 77.1 46.0

53.2 77.5 47.8

50.6 63.3 47.7

50.4 70.7 45.9

50.2 69.6 46.9

47.5 62.6 45.0

49.2 77.4 44.8

47.2 75.2 41.0

45.5 71.7 41.6

45.5 62.6 43.5

45.8 66.1 43.4

50.1 79.7 44.2

48.9 66.9 46.0

55.3 80.0 44.0

54.3 69.2 48.4

56.4 83.3 47.7

53.3 71.9 46.2

51.7 71.9 45.4

50.4 65.8 45.6

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

Time

Leq Average 24 hrs. (dB(A))  51.6

Lmax (dB(A))  83.3

L90 (dB(A))  44.8

Ldn (dB(A))  56.5

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. /!01,2'301!!41,!567"8.9( +)48:;"<,=6 >*?*@$7 15 (-.2. 2540) #!A7)"1B,:&94,=!C,&!09?*#5$%" 9%@?7.D/ 

2. /!01,21!0@!.")E=5,:1!!4 #!A7)"1B,:&9';,!09?*#5$%"1,!!*1.& 8(0!09?*#5$%"@$7#1 69F,11,!/!01)*16F1,!
     !"",& -.2. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:37AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219497-1Report Number:

Page 1 of 1

Sample Number 24140833-13

Parameter Noise (Leq 24 hrs.)

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669730, 1557618)

Measurement Date Jan 17 - Jan 18, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658243

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

52.9 68.3 47.6

50.0 66.6 45.2

48.6 75.5 44.5

50.5 64.7 46.2

67.0 98.1 48.1

54.2 73.4 47.8

54.4 72.5 49.1

55.2 72.3 52.0

55.1 78.3 52.1

54.2 70.7 51.1

54.3 79.2 48.4

53.7 78.3 46.1

49.7 75.0 44.3

46.7 67.5 43.1

53.5 78.4 42.9

50.3 78.3 43.7

47.8 70.3 41.3

50.2 63.4 43.8

50.6 73.2 44.5

55.3 78.2 48.6

55.3 76.1 47.1

53.6 78.6 45.5

50.9 73.0 44.2

51.8 77.7 44.2

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

Time

Leq Average 24 hrs. (dB(A))  55.9

Lmax (dB(A))  98.1

L90 (dB(A))  45.5

Ldn (dB(A))  59.4

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. /!01,2'301!!41,!567"8.9( +)48:;"<,=6 >*?*@$7 15 (-.2. 2540) #!A7)"1B,:&94,=!C,&!09?*#5$%" 9%@?7.D/ 

2. /!01,21!0@!.")E=5,:1!!4 #!A7)"1B,:&9';,!09?*#5$%"1,!!*1.& 8(0!09?*#5$%"@$7#1 69F,11,!/!01)*16F1,!
     !"",& -.2. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:37AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219498-1Report Number:

Page 1 of 1

Sample Number 24140833-14

Parameter Noise (Leq 24 hrs.)

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669730, 1557618)

Measurement Date Jan 18 - Jan 19, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658243

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

49.6 70.2 44.4

50.2 70.4 44.3

49.1 67.2 44.1

48.1 68.5 43.7

50.5 72.1 45.4

53.9 79.6 47.8

54.7 77.6 49.3

52.2 67.5 48.3

52.9 71.4 49.6

53.1 75.6 47.6

50.3 76.3 45.2

49.1 72.2 43.8

49.7 76.2 42.2

53.1 74.0 43.5

51.9 79.8 41.9

46.5 65.1 40.5

52.6 80.4 43.1

48.8 63.0 44.2

54.3 78.9 44.8

53.3 72.1 48.3

53.6 75.4 47.5

52.2 69.1 45.2

50.2 68.1 43.7

52.2 69.4 45.3

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

Time

Leq Average 24 hrs. (dB(A))  51.8

Lmax (dB(A))  80.4

L90 (dB(A))  44.4

Ldn (dB(A))  57.8

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. /!01,2'301!!41,!567"8.9( +)48:;"<,=6 >*?*@$7 15 (-.2. 2540) #!A7)"1B,:&94,=!C,&!09?*#5$%" 9%@?7.D/ 

2. /!01,21!0@!.")E=5,:1!!4 #!A7)"1B,:&9';,!09?*#5$%"1,!!*1.& 8(0!09?*#5$%"@$7#1 69F,11,!/!01)*16F1,!
     !"",& -.2. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:37AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 24140833
Jan 21, 2025 :Date Received

Date Reported : Jan 24, 2025

3219499-1Report Number:

Page 1 of 1

Sample Number 24140833-15

Parameter Noise (Leq 24 hrs.)

Location  !"#!$%&'()"* +,&-! +,. (GPS 47P 0669730, 1557618)

Measurement Date Jan 19 - Jan 20, 2025

Measurement by Keerati Taweerat 

Sound Level meter Serial No. 658243

Leq (dB(A)) Lmax (dB(A)) L90 (dB(A))

52.1 79.4 45.0

53.6 81.3 43.8

49.5 66.3 44.2

50.8 67.8 44.9

52.0 71.6 45.3

51.2 74.7 46.9

52.6 67.8 48.9

53.1 72.3 49.5

53.0 67.8 49.3

52.3 77.0 47.7

53.5 77.0 47.1

48.1 73.7 43.3

49.5 77.8 42.4

45.9 68.2 40.5

48.8 77.3 40.4

46.2 76.2 39.9

51.8 81.1 43.1

52.2 77.1 46.6

53.7 77.8 49.4

56.6 72.1 52.7

56.6 76.2 49.9

52.1 67.5 46.8

52.3 75.2 46.2

49.6 67.0 45.7

12:00 PM - 01:00 PM

01:00 PM - 02:00 PM

02:00 PM - 03:00 PM

03:00 PM - 04:00 PM

04:00 PM - 05:00 PM

05:00 PM - 06:00 PM

06:00 PM - 07:00 PM

07:00 PM - 08:00 PM

08:00 PM - 09:00 PM

09:00 PM - 10:00 PM

10:00 PM - 11:00 PM

11:00 PM - 12:00 AM

12:00 AM - 01:00 AM

01:00 AM - 02:00 AM

02:00 AM - 03:00 AM

03:00 AM - 04:00 AM

04:00 AM - 05:00 AM

05:00 AM - 06:00 AM

06:00 AM - 07:00 AM

07:00 AM - 08:00 AM

08:00 AM - 09:00 AM

09:00 AM - 10:00 AM

10:00 AM - 11:00 AM

11:00 AM - 12:00 PM

Time

Leq Average 24 hrs. (dB(A))  52.3

Lmax (dB(A))  81.3

L90 (dB(A))  45.7

Ldn (dB(A))  57.6

70 115Standard (dB(A))

Reference Method : ISO1996-1 and 1996-2

Standard : 1. /!01,2'301!!41,!567"8.9( +)48:;"<,=6 >*?*@$7 15 (-.2. 2540) #!A7)"1B,:&94,=!C,&!09?*#5$%" 9%@?7.D/ 

2. /!01,21!0@!.")E=5,:1!!4 #!A7)"1B,:&9';,!09?*#5$%"1,!!*1.& 8(0!09?*#5$%"@$7#1 69F,11,!/!01)*16F1,!
     !"",& -.2. 2548

Approved by

Supot Salamteh

Section Head

Technical Management 

Orawan Rakyong

Scientist (3)

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL S:\Reports\_Air Noise.rpt ( 9:37AM)
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Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location:

Lot ID: 2540961
May 13, 2025 :Date Received

Date Reported : May 20, 2025

3295347-1Report Number :

Page 1 of 2

Sample Number 2540961-1

Sampled Date May 13, 2025  9:15 AM

Sample Description Wastewater

Location  !"#$%&'()*+(,-./* 0)12",345,%)5

May 14, 2025Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and five plastic bottles, sample containers comply to pretreatment - preservation standards 

(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline /

Specification

Metals Testing

0.0003Copper Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 3125 B,3030 
F

mg/L Bangkok0.0005 62.00.02

0.0003Lead Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 3125 B,3030 
F

mg/L Bangkok0.0005 60.20.002

0.003Zinc Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 3125 B,3030 
F

mg/L Bangkok0.005 65.00.80

Water Testing

-BOD (5 days at 20 degree C) Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023,  part 5210 B, part 
4500 - O G

mg/L Bangkok2.0 620<2.0

-COD Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 5220 D

mg/L Bangkok25 612043

-Color (at Original pH) Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 2120 F

ADMI Bangkok5 630010

-Color (at pH 7.0) Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 2120 F

ADMI Bangkok5 630011

-Oil & Grease Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 5520 B

mg/L Bangkok3 65<3

Technical Management 

Siriluk Bunnak

Section Head

*78 91&8:2*9; <-204-=-0013

Approved by

Kanokkorn  Anek

Assistant General Manager

*78 91&8:2*9; <-204-4-0004

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\MixRef_All_GL.rpt ( 2:31PM)11726-21/ EMAIL

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location:

Lot ID: 2540961
May 13, 2025 :Date Received

Date Reported : May 20, 2025

3295347-1Report Number :

Page 2 of 2

Sample Number 2540961-1

Sampled Date May 13, 2025  9:15 AM

Sample Description Wastewater

Location  !"#$%&'()*+(,-./* 0)12",345,%)5

May 14, 2025Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and five plastic bottles, sample containers comply to pretreatment - preservation standards 

(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline /

Specification

Water Testing

-pH at 25 degree C Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023,  part 4500 - H (B)

Bangkok- 5.5-9.07.5

-Residual Free Chlorine  * Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 4500-Cl (F)

mg/L Bangkok0.1 61.00.5

-Temperature  * Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 2550 B

Degree C Bangkok- 64030.1

-Total Dissolved solids Dried at 180 

degree C

Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 2540 C

mg/L Bangkok5 630002236

-Total Suspended Solids Dried at 

103-105 degree C

Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 2540 D

mg/L Bangkok5 65011

Guideline : Effluent standard for factories, industrial estate and industrial park set by Notification of the Ministry of Natural Resource and Environment and 

effluent standard for factories and industrial park set by Notification of The Ministry of Industry dated June 07, B.E.2560 (2017).

Aittipon Yaso *78 91&8:2*9! <-204-=-0059Sampling By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

- Sampling is not included in scope of accreditation ISO/IEC 17025

Technical Management 

Siriluk Bunnak

Section Head

*78 91&8:2*9; <-204-=-0013

Approved by

Kanokkorn  Anek

Assistant General Manager

*78 91&8:2*9; <-204-4-0004

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\MixRef_All_GL.rpt ( 2:31PM)11726-21/ EMAIL



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location:

Lot ID: 2540961
May 13, 2025 :Date Received

Date Reported : May 20, 2025

3295347-2Report Number :

Page 1 of 1

Sample Number 2540961-1

Sampled Date May 13, 2025  9:15 AM

Sample Description Wastewater

Location  !"#$%&'()*+(,-./* 0)12",345,%)5

May 14, 2025Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and five plastic bottles, sample containers comply to pretreatment - preservation standards 

(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline /

Specification

Metals Testing

0.003Iron Standard Methods for the 
Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 3125 B,3030 
F

mg/L Bangkok0.005 No Standard0.23

Water Testing

-Total Chlorine  * Based on Standard Methods for 
the Examination of Water and 
Wastewater. APHA, AWWA & WEF, 
24th ed., 2023, part 4500-Cl (F)

mg/L Bangkok0.1 No Standard0.6

Guideline : Effluent standard for factories, industrial estate and industrial park set by Notification of the Ministry of Natural Resource and Environment and 

effluent standard for factories and industrial park set by Notification of The Ministry of Industry dated June 07, B.E.2560 (2017).

Aittipon Yaso Sampling By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

- Sampling is not included in scope of accreditation ISO/IEC 17025

Approved by 

Siriluk Bunnak

Section Head

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. The report shall not be reproduced except in full without the written approval 

of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\MixRef_All_GL.rpt ( 2:32PM)11726-21/ EMAIL
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สถานีวจิัยประมงศรีราชา 

101/12  หมู่ 9  ต. บางพระ 

อ. ศรีราชา จ. ชลบุรี 20110 

โทร./โทรสาร. (038) 311379 

Client : Gulf JP CRN Co., Ltd. 

Address : 59/4 Moo 4 Chiang Rak Noi, Sam Khok, Pathumthani, Thailand, 12160 

Project Name : Monitoring EIA 

Project Location : GCRN 

 

รายงานผลการวเิคราะห์แพลงก์ตอนพชื 

ตาราง  ผลการวเิคราะห์แพลงก์ตอนพชื  (เก็บตวัอยา่งวนัที   11  กุมภาพนัธ์  2568) 
 

ชนิดแพลงก์ตอนพชื 
ปริมาณแพลงก์ตอนพชื (หน่วยต่อลติร) 

2511172-1 2511172-2 2511172-3 

Division Cyanophyta    

  Class Cyanophyceae    

    Order Chroococcales    

 Family Chroococcaceae    

 1. Microcystis  aeruginosa 1,744 1,810 2,202 

    Order Nostocales    

 Family Oscillatoriaceae    

 2. Lyngbya  contorta 1,539 1,914 1,961 

 3. Oscillatoria  princeps 17 - - 

 4. Oscillatoria  sp. 26 209 17 

 5. Oscillatoria  tenuis 17 - - 

 Family Nostocaceae    

 6. Cylindrospermum  majus 445 139 172 

 7. Raphidiopsis  sp. 103 - - 

  

ตาราง  ผลการวเิคราะห์แพลงก์ตอนพชื  (เก็บตวัอยา่งวนัที   11  กุมภาพนัธ์  2568) 
(ต่อ) 

ชนิดแพลงก์ตอนพชื 
ปริมาณแพลงก์ตอนพชื (หน่วยต่อลติร) 

2511172-1 2511172-2 2511172-3 

Division Chlorophyta    

  Class Chlorophyceae    

    Order Volvocales    

 Family Volvocaceae    

 8. Eudorina  elegans 718 365 241 

 9. Pandorina  morum - 9 9 

 10. Volvox  tertius - - 9 

    Order Tetrasporales    

 Family Palmellaceae    

 11. Asterococcus  superbus 26 - 9 

 12. Sphaerocystis  shroeteri 26 131 34 

    Order Chlorococcales    

 Family Hydrodictyaceae    

 13. Pediastrum  duplex 17 26 17 

 14. Pediastrum  simplex 60 78 34 

 Family Coelastraceae    

 15. Coelastrum  microporum 9 17 - 

 16. Coelastrum  sphaericum - - 17 

 Family Oocystaceae    

 17. Dictyosphaerium  pulchellum 137 17 - 

 18. Tetraedron  gracile - - 9 

 Family Scenedesmaceae    

 19. Scenedesmus  opoliensis 9 - - 

    Order Zygematales    

 Family Desmidiaceae    

 20. Closterium  gracile - - 17 

 21. Staurastrum  gracile - - 9 



  

ตาราง  ผลการวเิคราะห์แพลงก์ตอนพชื  (เก็บตวัอยา่งวนัที   11  กุมภาพนัธ์  2568) 
(ต่อ) 

ชนิดแพลงก์ตอนพชื 
ปริมาณแพลงก์ตอนพชื (หน่วยต่อลติร) 

2511172-1 2511172-2 2511172-3 

 22. Staurastrum  sp. 9 - - 

  Class Euglenophyceae    

    Order Euglenales    

 Family Euglenaceae    

 23. Phacus  ranula - - 9 

 24. Strombomonas  sp. 26 - - 

 25. Trachelomonas  crebea - - 17 

 26. Trachelomonas  hispida 9 - 9 

 27. Trachelomonas  rugulosa 9 - 9 

Division Chromophyta    

  Class Bacillariophyceae    

    Order Biddulphiales    

      Suborder Coscinodiscineae    

 Family Thalassiosiraceae    

 28. Cyclotella  meneghiniana - 87 9 

 29. Cyclotella  stelligera 17 17 26 

 30. Skeletonema  costatum - 17 - 

 31. Thalassiosira  sp. 9 9 77 

 Family Aulacoseiraceae    

 32. Aulacoseira  granulata 684 313 353 

    Order Bacillariales    

       Suborder Fragilariineae    

 Family Fragilariaceae    

 33. Fragilaria  capucina - 87 - 

 34. Synedra  ulna 17 17 - 

 

 

  

ตาราง  ผลการวเิคราะห์แพลงก์ตอนพชื  (เก็บตวัอยา่งวนัที   11  กุมภาพนัธ์  2568) 
(ต่อ) 

ชนิดแพลงก์ตอนพชื 
ปริมาณแพลงก์ตอนพชื (หน่วยต่อลติร) 

2511172-1 2511172-2 2511172-3 

      Suborder Bacillariineae    

 Family Eunotiaceae    

 35. Eunotia  pectinalis - - 17 

 Family Naviculaceae    

 36. Amphora  sp. - 9 - 

 37. Pinnularia  gibba   9 - - 

 Family Rhopalodiaceae    

 38. Epithemia  argus - 35 9 

 Family Surirellaceae    

 39. Surirella  ovata - - 9 

  Class Dictyochophyceae    

    Order Dictyochales    

 Family Dictyochophyceae    

 40. Dictyocha  fibula 9 - - 

  Class Dinophyceae    

    Order Peridiniales    

 Family Peridiniaceae    

 41. Peridinium  sp. 308 383 172 

ชนิดแพลงก์ตอนพชื 26 21 27 

ปริมาณแพลงก์ตอนพชื 5,999 5,689 5,473 

ดัชนีความหลากหลายแพลงก์ตอนพชื 2.0129 1.9073 1.6380 

ดัชนีความสมํ!าเสมอแพลงก์ตอนพชื 0.6178 0.6265 0.4970 
 

Sample Location :  1. สถานี 2511172-1 : แม่นํ"าเจา้พระยาที  500 เมตรเหนือจุดสูบ-ระบายนํ"าของ 

             โครงการ 

         2. สถานี 2511172-2 : แม่นํ"าเจา้พระยาบริเวณจุดสูบ - ระบายนํ"าของโครงการ 

         3. สถานี 2511172-3 : แม่นํ"าเจา้พระยาที  500 เมตรทา้ยจุดสูบ-ระบายนํ"าของ 

             โครงการ 



Condition of Sample : contained in one plastic bottle, sample containers comply to pretreatment-

preservation standards (APHA, USEPA)

.............................…. ................................

(นางสาวกนกวรรณ ขาวด่อน) (นายอลงกต  อินทรชาติ)

ผูว้เิคราะห์ หวัหนา้สถานีวจิยัประมงศรีราชา

สถานีวจิัยประมงศรีราชา

101/12  หมู่ 9 ต. บางพระ

อ. ศรีราชา จ. ชลบุรี 20110

โทร./โทรสาร. (038) 311379

Client : Gulf JP CRN Co., Ltd.

Address : 59/4 Moo 4 Chiang Rak Noi, Sam Khok, Pathumthani, Thailand, 12160

Project Name : Monitoring EIA

Project Location : GCRN

รายงานผลการวเิคราะห์แพลงก์ตอนสัตว์

ตาราง  ผลการวเิคราะห์แพลงก์ตอนสัตว์   (เก็บตวัอยา่งวนัที 11  กุมภาพนัธ์ 2568)

ชนิดแพลงก์ตอนสัตว์
ปริมาณแพลงก์ตอนสัตว์ (หน่วยต่อลติร)

2511172-1 2511172-2 2511172-3

Phylum Protozoa

  Subphylum Plasmodroma

    Class Sarcodina

      Subclass Rhizopoda

        Order Testacida

Family Arcellidae

1. Arcella  vulgaris - - 9

Family Difflugiidae

2. Difflugia  acuminata  - 9 -

3. Difflugia  lobostoma - - 9

4. Difflugia  urceolata 26 17 9

Family Euglyphidae

5. Euglypha  rotunda - - 17



ตาราง  ผลการวเิคราะห์แพลงก์ตอนสัตว์   (เก็บตวัอยา่งวนัที 11  กุมภาพนัธ์ 2568)
(ต่อ)

ชนิดแพลงก์ตอนสัตว์
ปริมาณแพลงก์ตอนสัตว์ (หน่วยต่อลติร)

2511172-1 2511172-2 2511172-3

  Subphylum Ciliophora

    Class Ciliata

      Subclass Spirotricha

        Order Tintinnida

Family Codonellidae

6. Tintinnopsis  lacustris 17 9 -

7. Tintinnopsis  sp. - 9 17

Phylum Rotifera 

Class Monogononta

  Order Ploima

   Family Brachionidae

8. Keratella  cochlearis 17 26 26

Family Gastropodidae

9. Ascomorpha  sp. - - 9

Family Synchaetidae

10. Polyarthra  vulgaris 17 9 -

Phylum Arthropoda

  Class Crustacea 

    Subclass Branchiopoda

      Order Diplostraca

        Suborder Cladocera

Family Bosminidae

11. Bosminopsis  sp. - - 17

    Subclass Copepoda

12. Copepod  nuaplius 17 - 17

      Order Calanoida

13. Calanoid  copepod 9 - -

ตาราง  ผลการวเิคราะห์แพลงก์ตอนสัตว์   (เก็บตวัอยา่งวนัที 11  กุมภาพนัธ์ 2568)
(ต่อ)

ชนิดแพลงก์ตอนสัตว์
ปริมาณแพลงก์ตอนสัตว์ (หน่วยต่อลติร)

2511172-1 2511172-2 2511172-3

ชนิดแพลงก์ตอนสัตว์ 6 6 9

ปริมาณแพลงก์ตอนสัตว์ 103 79 130

ดัชนีความหลากหลายแพลงก์ตอนสัตว์ 1.7498 1.6862 2.1255

ดัชนีความสมํ!าเสมอแพลงก์ตอนสัตว์ 0.9766 0.9411 0.9674

Sample Location : 1. สถานี 2511172-1 : แม่นํ"าเจา้พระยาที 500 เมตรเหนือจุดสูบ-ระบายนํ"าของ
       โครงการ

      2. สถานี 2511172-2 : แม่นํ"าเจา้พระยาบริเวณจุดสูบ - ระบายนํ"าของโครงการ
      3. สถานี 2511172-3 : แม่นํ"าเจา้พระยาที 500 เมตรทา้ยจุดสูบ-ระบายนํ"าของ

       โครงการ

Condition of Sample : contained in one plastic bottle, sample containers comply to pretreatment-

preservation standards (APHA, USEPA)

.............................…. ................................

(นางสาวกนกวรรณ ขาวด่อน) (นายอลงกต  อินทรชาติ)

ผูว้เิคราะห์ หวัหนา้สถานีวจิยัประมงศรีราชา



สถานีวจิัยประมงศรีราชา

101/12  หมู่ 9 ต. บางพระ

อ. ศรีราชา จ. ชลบุรี 20110

โทร./โทรสาร. (038) 311379

Client : Gulf JP CRN Co., Ltd.

Address : 59/4 Moo 4 Chiang Rak Noi, Sam Khok, Pathumthani, Thailand, 12160

Project Name : Monitoring EIA

Project Location : GCRN

รายงานผลการวเิคราะห์ไข่ปลาและลูกปลา

ตาราง  ผลการวเิคราะห์ไข่ปลาและลูกปลา  (เกบ็ตัวอย่างวนัที!  11  กุมภาพนัธ์  2568)

ชนิดไข่ปลาและลูกปลา ปริมาณไข่ปลาและลูกปลา

(ตัว/ฟอง 1,000 ลูกบาศก์เมตร)

2511172-1 2511172-2 2511172-3

Phylum Chordata

  Subphylum Vertebrata

    Superclass  Osteichthyes

      Class Actinopterygii

        Order Clupeiformes

           Family Clupeidae

             Clupeichthys  aesarnensis (ลูกปลาซิวแกว้) - - 267

        Order Gobiiformes

          Family Gobiidae (กลุ่มลูกปลาบู่) - - 7

        Order Perciformes

          Family Toxotidae (กลุ่มลูกปลาเสือพน่นํ า) 126 68 48

ตาราง  ผลการวเิคราะห์ไข่ปลาและลูกปลา  (เกบ็ตัวอย่างวนัที!  11  กุมภาพนัธ์  2568)

(ต่อ)

ชนิดไข่ปลาและลูกปลา ปริมาณไข่ปลาและลูกปลา

(ตัว/ฟอง 1,000 ลูกบาศก์เมตร)

2511172-1 2511172-2 2511172-3

ชนิดลูกปลา 1 1 3

ปริมาณลูกปลาทั"งหมด 126 68 322

ค่าดัชนีความหลากหลายลูกปลา 0.0000 0.0000 0.5223

ปริมาณไข่ปลา - - 21

Sample Location :  1. สถานี 2511172-1 : แม่นํ าเจา้พระยาที" 500 เมตร เหนือจุดสูบ-ระบายนํ าของโครงการ
                    2. สถานี 2511172-2 : แม่นํ าเจา้พระยาบริเวณจุดสูบ-ระบายนํ าของโครงการ
                    3. สถานี 2511172-3 : แม่นํ าเจา้พระยาที" 500 เมตร ทา้ยจุดสูบ-ระบายนํ าของโครงการ

Condition of Sample : contained in one plastic bottle, add 10% formalin sample containers comply to 

                       pretreatment-preservation standards (APHA, USEPA)

.............................…. ................................

(นางสาวกนกวรรณ ขาวด่อน) (นายอลงกต  อินทรชาติ)

ผูว้เิคราะห์ หวัหนา้สถานีวจิยัประมงศรีราชา



สถานีวจิัยประมงศรีราชา

101/12 หมู่ 9 ต. บางพระ

อ. ศรีราชา จ. ชลบุรี 20110

โทร./โทรสาร. (038) 311379

Client : Gulf JP CRN Co., Ltd.

Address : 59/4 Moo 4 Chiang Rak Noi, Sam Khok, Pathumthani, Thailand, 12160

Project Name : Monitoring EIA

Project Location : GCRN

รายงานผลการวเิคราะห์สัตว์หน้าดิน

ตาราง  ผลการวเิคราะห์สัตว์หน้าดิน  (เก็บตวัอยา่งวนัที 11  กุมภาพนัธ์ 2568)

สกุลสัตว์หน้าดิน ปริมาณสัตว์หน้าดิน (ตัวต่อตารางเมตร)

2511173-1 2511173-2 2511173-3

Phylum Annelida

Class Clitellata

     Order Lumbriculida

        Family Lumbriculidae

           Lumbriculus sp. (ไส้เดือนนํ"า) 163 - -

Class Polychaeta

    Order Phyllodocida

        Family Nephtyidae

           Nephtys sp. (โพลีคีต) 149 75 45

        Family Nereididae

           Namalycastis sp. (โพลีคีต) - - 15

           Neanthes sp. (โพลีคีต) - - 15

ตาราง  ผลการวเิคราะห์สัตว์หน้าดิน  (เก็บตวัอยา่งวนัที 11  กุมภาพนัธ์ 2568) (ต่อ)

สกุลสัตว์หน้าดิน ปริมาณสัตว์หน้าดิน (ตัวต่อตารางเมตร)

2511173-1 2511173-2 2511173-3

Phylum Mollusca

Class Gastropoda

   Order Architaenioglossa

     Family Viviparidae

        Mekongia sp. (หอยทราย) - 15 -

สกุลสัตว์หน้าดิน 2 2 3

ปริมาณสัตว์หน้าดิน 312 90 75

ค่าดัชนีความหลากหลายสัตว์หน้าดิน 0.6921 0.4506 0.9503

Sample Location :  1. สถานี 2511173-1 : แม่นํ"าเจา้พระยาที 500 เมตร เหนือจุดสูบ-ระบายนํ"าของโครงการ
                 2. สถานี 2511173-2 : แม่นํ"าเจา้พระยาบริเวณจุดสูบ-ระบายนํ"าของโครงการ
                 3. สถานี 2511173-3 : แม่นํ"าเจา้พระยาที 500 เมตร ทา้ยจุดสูบ-ระบายนํ"าของโครงการ

       Condition of Sample : contained in one plastic zip bag

……………………… ……………………….
           (นายอรรถวุฒิ กนัทะวงศ)์                           (นายอลงกต  อินทรชาติ)

         ผูว้เิคราะห์        หวัหนา้สถานีวจิยัประมงศรีราชา
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Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253068
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210414-1Report Number :

Page 1 of 3

Sample Number 253068-1

Sampled Date Jan 14, 2025 

Sample Description Noise Dose

Location  !"#$%! Maintenance 1

Personal Sampling &'(!))*+ ,"$-#'.

Jan 16, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 <1 No 

Standard

MOL08:00 AM - 04:00 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 60.5 85 MOL08:00 AM - 04:00 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

Pongvisit CharoenslipSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253068
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210414-1Report Number :

Page 2 of 3

Sample Number 253068-2

Sampled Date Jan 14, 2025 

Sample Description Noise Dose

Location  !"#$%! Maintenance 2

Personal Sampling &'(+%/(0$&1 +*23!!31

Jan 16, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 7.4 No 

Standard

MOL08:00 AM - 04:00 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 73.7 85 MOL08:00 AM - 04:00 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

Pongvisit CharoenslipSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253068
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210414-1Report Number :

Page 3 of 3

Sample Number 253068-3

Sampled Date Jan 14, 2025 

Sample Description Noise Dose

Location  !"#$%! Maintenance 3

Personal Sampling &'(450 . 6!789*20

Jan 16, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 9.6 No 

Standard

MOL08:00 AM - 04:00 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 74.8 85 MOL08:00 AM - 04:00 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

Pongvisit CharoenslipSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253069
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210415-1Report Number :

Page 1 of 2

Sample Number 253069-1

Sampled Date Jan 14, 2025 

Sample Description Noise Dose

Location  !"#$%! Operation 1

Personal Sampling &'()*+,-.  +(/012,

Jan 16, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (12 hrs.)  

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok- 7.6 No 

Standard

MOL07:00 AM - 07:00 PM

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 7.1 No 

Standard

MOL07:00 AM - 07:00 PM

-TWA (12 hrs.)            

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 71.8 83* MOL07:00 AM - 07:00 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 73.5 85 MOL07:00 AM - 07:00 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

            * MOL: Recommended guideline limit for 12 working hours should not be over 83 dB(A)

Pongvisit CharoenslipSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253069
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210415-1Report Number :

Page 2 of 2

Sample Number 253069-2

Sampled Date Jan 14, 2025 

Sample Description Noise Dose

Location  !"#$%! Operation 2

Personal Sampling &'(3,.4, 5 #!#-.6

Jan 16, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (12 hrs.)  

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok- 2.6 No 

Standard

MOL07:00 AM - 07:00 PM

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 2.5 No 

Standard

MOL07:00 AM - 07:00 PM

-TWA (12 hrs.)            

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 67.2 83* MOL07:00 AM - 07:00 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 69.0 85 MOL07:00 AM - 07:00 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

            * MOL: Recommended guideline limit for 12 working hours should not be over 83 dB(A)

Pongvisit CharoenslipSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. No part of this report may be reproduced in any form without written consent 

from the laboratory. ALS Laboratory Group (Thailand) strongly recommends that 

this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL
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Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2527518
Apr 24, 2025 :Date Received

Date Reported : Apr 25, 2025

3264522-1Report Number :

Page 2 of 2

Sample Number 2527518-2

Sampled Date Apr 23, 2025 

Sample Description Noise Dose

Location  !"#$%! Operation 2

Personal Sampling &'(23.44% +"$5- ,%6)"67.8

Apr 24, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (12 hrs.)  

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok- 7.6 No 

Standard

MOL07:18 AM - 07:18 PM

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 7.1 No 

Standard

MOL07:18 AM - 07:18 PM

-TWA (12 hrs.)            

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 71.8 83* MOL07:18 AM - 07:18 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 73.5 85 MOL07:18 AM - 07:18 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

            * MOL: Recommended guideline limit for 12 working hours should not be over 83 dB(A)

Phongsiri SomkaewSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. The report shall not be reproduced except in full without the written approval 

of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2539926
May 02, 2025 :Date Received

Date Reported : May 07, 2025

3292892-1Report Number :

Page 1 of 1

Sample Number 2539926-1

Sampled Date Apr 30, 2025 

Sample Description Noise Dose

Personal Sampling  !"#$%&'( ()# *+&,-.

May 06, 2025Date Analysis Commenced

Analyte Unit LOD Result Method Testing 
Location

 LOQ 

(LOR)

Guideline 

Limit

GuidelineSampled 

Date/time

Air Testing

-Noise Dose (12 hrs.)  

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok- 37.2 No 

Standard

MOL07:02 AM - 07:02 PM

-Noise Dose (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

% Bangkok1 34.7 No 

Standard

MOL07:02 AM - 07:02 PM

-TWA (12 hrs.)            

(Calculated from Lavg)

MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 78.7 83* MOL07:02 AM - 07:02 PM

-TWA (8 hrs.) MOL, Department Labour 

Protection and Welfare 

(B.E.2561)

dB(A) Bangkok- 80.4 85 MOL07:02 AM - 07:02 PM

Guideline :

MOL : 1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

             Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)

          2. Notification of Department of Labour Protection and Welfare on the Standard of Time Weighted Average (TWA) Noise Level (B.E. 2561)

            * MOL: Recommended guideline limit for 12 working hours should not be over 83 dB(A)

Phongsiri SomkaewSampled By : 

Remark :

: Limit of DetectionLOD-

: Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"-

Approved by

Wichan Choonharat

Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by 

ALS. The report shall not be reproduced except in full without the written approval 

of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21/ EMAIL
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ระดับความร้อนในบริเวณการทำงาน 

 

 

 

 

 

 



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253072
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210420-1Report Number:

Page 1 of 7

Sample Number 253072-1

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Jan 14, 2025

Measurement by Pongvisit Charoenslip

Location  !"#$%"&'( 1 )*+(,-.  (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

20.3 29.4120#:";<= Condenser Exhaust Unit 23.0 28.9

23.0Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt (10:27AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253072
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210420-1Report Number:

Page 2 of 7

Sample Number 253072-2

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Jan 14, 2025

Measurement by Pongvisit Charoenslip

Location  !"#$%"&'( 1 )*+(,-.  (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

20.1 33.0120#:";<=,>05?';5-@&A0(?+' B4C,-. 1 23.9 32.6

23.9Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt (10:27AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253072
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210420-1Report Number:

Page 5 of 7

Sample Number 253072-5

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Jan 14, 2025

Measurement by Pongvisit Charoenslip

Location  !"#$%"&'( 1 )*+(,-.  (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

22.1 35.7120#:";<= Generator 26.2 35.5

26.2Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt (10:27AM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 253072
Jan 15, 2025 :Date Received

Date Reported : Jan 16, 2025

3210420-1Report Number:

Page 6 of 7

Sample Number 253072-6

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Jan 14, 2025

Measurement by Pongvisit Charoenslip

Location  !"#$%"&'( 1 )*+(,-.  (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

19.1 28.9120#:";<= Combustion Turbine 1 22.0 28.4

22.0Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt (10:27AM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2527521
Apr 24, 2025 :Date Received

Date Reported : Apr 25, 2025

3264525-1Report Number:

Page 1 of 7

Sample Number 2527521-1

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Apr 23, 2025

Measurement by Phongsiri Somkaew

Location  !"#$%"&'( 1 )*+(,-. (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

27.0 39.8120#:";<= Condenser Exhaust Unit 30.7 38.1

30.7Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt ( 2:27PM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2527521
Apr 24, 2025 :Date Received

Date Reported : Apr 25, 2025

3264525-1Report Number:

Page 2 of 7

Sample Number 2527521-2

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Apr 23, 2025

Measurement by Phongsiri Somkaew

Location  !"#$%"&'( 1 )*+(,-. (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

27.3 43.1120#:";<=,>05?';5-@&A0(?+' 1 31.7 39.2

31.7Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt ( 2:27PM)



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2527521
Apr 24, 2025 :Date Received

Date Reported : Apr 25, 2025

3264525-1Report Number:

Page 5 of 7

Sample Number 2527521-5

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Apr 23, 2025

Measurement by Phongsiri Somkaew

Location  !"#$%"&'( 1 )*+(,-. (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

28.8 43.8120#:";<= Generator 33.3 43.4

33.3Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt ( 2:27PM)

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  : 4108004400

Monitoring EIAProject Name :

GCRNProject Location :

Lot ID: 2527521
Apr 24, 2025 :Date Received

Date Reported : Apr 25, 2025

3264525-1Report Number:

Page 6 of 7

Sample Number 2527521-6

Parameter Heat Stress (Sampling Time : 10.00 AM - 12.00 PM)

Measurement Date Apr 23, 2025

Measurement by Phongsiri Somkaew

Location  !"#$%"&'( 1 )*+(,-. (/*.0-('12345 67 8 !"#$%"&'( : - 96(3 : -)

GT (°C)NWB (°C)WBGT (°C)Duration (min) DB (°C)      Location

26.7 45.8120#:";<= Combustion Turbine 1 31.7 38.3

31.7Average (WBGT)

34.0Guideline WBGT (°C)

Reference Method : Wet Bulb Globe Temperature

1. Notification of Department Labour Protection and Welfare on the Criteria and Procedures for Measurement and Analysis of Working 

    Conditions in relation to Heat, Light or Noise Levels, including Duration and Types of Business that must perform (B.E. 2561)   

2. Ministerial Regulation on Prescribing of Standard for Administration and Management of Occupational Safety, Health and Environmentin 

    relation to Heat,Light and Noise, B.E.2559

Guideline:

Technical Management 

Supot Salamteh

Section Head

Approved by

Wichan Choonharat

Assistant Manager

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

11726-21   / EMAIL S:\Reports\_Air Heat.rpt ( 2:27PM)



 

 

 

 

 

 

ภาคผนวกภาคผนวก  งง--1010  
ระดับความเข้มของแสงในบริเวณการทำงาน 

 



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (1)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (1)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Administration : Copy Room1 253074 (1)-1 Day time 1 252 150 300 Pass35014-Jan-25

253074 (1)-2 Day time 2 44914-Jan-25

Area : Administration : Corridor2 253074 (1)-3 Day time 1 585 50 100 Pass38314-Jan-25

253074 (1)-4 Day time 2 41514-Jan-25

253074 (1)-5 Day time 3 26914-Jan-25

253074 (1)-6 Day time 4 41214-Jan-25

253074 (1)-7 Day time 5 43514-Jan-25

253074 (1)-8 Day time 6 35214-Jan-25

253074 (1)-9 Day time 7 31514-Jan-25

253074 (1)-10 Day time 8 29114-Jan-25

253074 (1)-11 Day time 9 34514-Jan-25

253074 (1)-12 Day time 10 41514-Jan-25

Area : Administration : Document Room3 253074 (1)-13 Day time 1 1,503 150 300 Pass103214-Jan-25

253074 (1)-14 Day time 2 56014-Jan-25

Area : Administration : Electrical Room4 253074 (1)-15 Day time 1 375 100 200 Pass37414-Jan-25

253074 (1)-16 Day time 2 38514-Jan-25

253074 (1)-17 Day time 3 33914-Jan-25

253074 (1)-18 Day time 4 39814-Jan-25

Area : Administration : Meeting Room 15 253074 (1)-19 Day time 1 1,578 150 300 Pass85614-Jan-25

253074 (1)-20 Day time 2 78614-Jan-25

253074 (1)-21 Day time 3 52814-Jan-25

253074 (1)-22 Day time 4 44614-Jan-25

253074 (1)-23 Day time 5 56814-Jan-25

253074 (1)-24 Day time 6 61314-Jan-25

253074 (1)-25 Day time 7 82314-Jan-25

253074 (1)-26 Day time 8 1,51014-Jan-25

Area : Administration : Meeting Room 26 253074 (1)-27 Day time 1 370 150 300 Pass40214-Jan-25

253074 (1)-28 Day time 2 43514-Jan-25

Area : Administration : Meeting Room7 253074 (1)-29 Day time 1 561 150 300 Pass52814-Jan-25

253074 (1)-30 Day time 2 49514-Jan-25

Area : Administration : Server Room8 253074 (1)-31 Day time 1 603 100 200 Pass51614-Jan-25

253074 (1)-32 Day time 2 43014-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (1)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (1)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Administration : โตะ๊ทํางาน EHS 
Manager

9 253074 (1)-33 Day time 1 598 400-500 - Pass-14-Jan-25

Spot : Administration : โตะ๊ทํางาน HR 
Manager

10 253074 (1)-34 Day time 1 450 400-500 - Pass-14-Jan-25

Spot : Administration : โตะ๊ทํางาน Plant 
Manager

11 253074 (1)-35 Day time 1 513 400-500 - Pass-14-Jan-25

Spot : Administration : โตะ๊ทํางานเจา้
หนา้ที! CR.

12 253074 (1)-36 Day time 1 405 400-500 - Pass-14-Jan-25

Spot : Administration : โตะ๊ทํางานเจา้
หนา้ที!จัดซื"อ 1

13 253074 (1)-37 Day time 1 410 400-500 - Pass-14-Jan-25

Spot : Administration : โตะ๊ทํางานผูช้ว่ย 
HR/Admin

14 253074 (1)-38 Day time 1 407 400-500 - Pass-14-Jan-25

Area : Administration : หอ้งรับแขก15 253074 (1)-39 Day time 1 305 50 100 Pass30614-Jan-25

253074 (1)-40 Day time 2 30714-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (2)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (2)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : บรเิวณ Cooling System : ทางเดนิ1 253074 (2)-1 Night time 1 49 25 50 Pass5014-Jan-25

253074 (2)-2 Night time 2 5614-Jan-25

253074 (2)-3 Night time 3 4214-Jan-25

253074 (2)-4 Night time 4 4614-Jan-25

253074 (2)-5 Night time 5 4314-Jan-25

253074 (2)-6 Night time 6 5314-Jan-25

253074 (2)-7 Night time 7 4414-Jan-25

253074 (2)-8 Night time 8 4914-Jan-25

253074 (2)-9 Night time 9 6414-Jan-25

253074 (2)-10 Night time 10 6214-Jan-25

Area : บรเิวณ Switch yard ถงึป้อม รปภ : 
ทางเดนิ

2 253074 (2)-11 Night time 1 37 25 50 Pass5114-Jan-25

253074 (2)-12 Night time 2 4514-Jan-25

253074 (2)-13 Night time 3 4614-Jan-25

253074 (2)-14 Night time 4 4214-Jan-25

253074 (2)-15 Night time 5 6314-Jan-25

253074 (2)-16 Night time 6 6714-Jan-25

253074 (2)-17 Night time 7 5214-Jan-25

253074 (2)-18 Night time 8 6414-Jan-25

253074 (2)-19 Night time 9 4014-Jan-25

253074 (2)-20 Night time 10 4114-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (3)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025

253074 (3)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Chemical Skid : Cooling Tower1 253074 (3)-1 Day time 1 2,430 150 300 Pass618114-Jan-25

253074 (3)-2 Day time 2 6,75014-Jan-25

253074 (3)-3 Day time 3 9,71514-Jan-25

253074 (3)-4 Day time 4 5,83014-Jan-25

253074 (3)-5 Night time 1 842 150 300 Pass47314-Jan-25

253074 (3)-6 Night time 2 31514-Jan-25

253074 (3)-7 Night time 3 37814-Jan-25

253074 (3)-8 Night time 4 35614-Jan-25

Area : Chemical Skid : Demineralization 
Plant

2 253074 (3)-9 Day time 1 22,890 150 300 Pass2645614-Jan-25

253074 (3)-10 Day time 2 26,70014-Jan-25

253074 (3)-11 Day time 3 30,71514-Jan-25

253074 (3)-12 Day time 4 25,51814-Jan-25

Area : Chemical Skid : Pre-Treatment3 253074 (3)-13 Day time 1 4,750 150 300 Pass370414-Jan-25

253074 (3)-14 Day time 2 2,73114-Jan-25

253074 (3)-15 Day time 3 2,35014-Jan-25

253074 (3)-16 Day time 4 3,05014-Jan-25

253074 (3)-17 Day time 5 4,13014-Jan-25

253074 (3)-18 Day time 6 5,21014-Jan-25

253074 (3)-19 Night time 1 317 150 300 Pass35114-Jan-25

253074 (3)-20 Night time 2 32514-Jan-25

253074 (3)-21 Night time 3 40114-Jan-25

253074 (3)-22 Night time 4 43114-Jan-25

253074 (3)-23 Night time 5 31714-Jan-25

253074 (3)-24 Night time 6 31514-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.

ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (3)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025

253074 (3)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Chemical Skid : Thermal 
Evaporation

4 253074 (3)-25 Day time 1 3,870 150 300 Pass1748014-Jan-25

253074 (3)-26 Day time 2 3,57014-Jan-25

253074 (3)-27 Day time 3 4,17014-Jan-25

253074 (3)-28 Day time 4 5,02014-Jan-25

253074 (3)-29 Day time 5 36,70014-Jan-25

253074 (3)-30 Day time 6 36,20014-Jan-25

253074 (3)-31 Day time 7 34,90014-Jan-25

253074 (3)-32 Day time 8 15,41014-Jan-25

253074 (3)-33 Night time 1 315 150 300 Pass33414-Jan-25

253074 (3)-34 Night time 2 31714-Jan-25

253074 (3)-35 Night time 3 37814-Jan-25

253074 (3)-36 Night time 4 31614-Jan-25

253074 (3)-37 Night time 5 37814-Jan-25

253074 (3)-38 Night time 6 34214-Jan-25

253074 (3)-39 Night time 7 31114-Jan-25

253074 (3)-40 Night time 8 31714-Jan-25

Area : Chemical Skid : Water Treatment 
Plant

5 253074 (3)-41 Day time 1 1,125 150 300 Pass109414-Jan-25

253074 (3)-42 Day time 2 1,31414-Jan-25

253074 (3)-43 Day time 3 99814-Jan-25

253074 (3)-44 Day time 4 94114-Jan-25

253074 (3)-45 Night time 1 337 150 300 Pass32114-Jan-25

253074 (3)-46 Night time 2 32514-Jan-25

253074 (3)-47 Night time 3 31014-Jan-25

253074 (3)-48 Night time 4 31314-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.

ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (4)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (4)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.1 : 
Corridor

1 253074 (4)-1 Day time 1 321 50 100 Pass31814-Jan-25

253074 (4)-2 Day time 2 31514-Jan-25

253074 (4)-3 Day time 3 31714-Jan-25

253074 (4)-4 Day time 4 31814-Jan-25

Area : Control Room Building FL.1 : ทาง
เดนิ Cable Room

2 253074 (4)-5 Day time 1 159 50 100 Pass15414-Jan-25

253074 (4)-6 Day time 2 13214-Jan-25

253074 (4)-7 Day time 3 17814-Jan-25

253074 (4)-8 Day time 4 14914-Jan-25

Area : Control Room Building FL.1 : หนา้
ประตทูางเขา้อาคาร CCR

3 253074 (4)-9 Day time 1 7,380 50 100 Pass665514-Jan-25

253074 (4)-10 Day time 2 5,93014-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (5)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (5)-1Report Number:

Page 1 of 3

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.2 : 
Battery Room

1 253074 (5)-1 Day time 1 205 100 200 Pass20414-Jan-25

253074 (5)-2 Day time 2 20214-Jan-25

253074 (5)-3 Night time 1 205 100 200 Pass20314-Jan-25

253074 (5)-4 Night time 2 20114-Jan-25

Area : Control Room Building FL.2 : หอ้ง 
MCC

2 253074 (5)-5 Day time 1 415 100 200 Pass25914-Jan-25

253074 (5)-6 Day time 2 45614-Jan-25

253074 (5)-7 Day time 3 20014-Jan-25

253074 (5)-8 Day time 4 20514-Jan-25

253074 (5)-9 Day time 5 22114-Jan-25

253074 (5)-10 Day time 6 20514-Jan-25

253074 (5)-11 Day time 7 20114-Jan-25

253074 (5)-12 Day time 8 24414-Jan-25

253074 (5)-13 Day time 9 25814-Jan-25

253074 (5)-14 Day time 10 20014-Jan-25

253074 (5)-15 Day time 11 20514-Jan-25

253074 (5)-16 Day time 12 20114-Jan-25

253074 (5)-17 Day time 13 24814-Jan-25

253074 (5)-18 Day time 14 27614-Jan-25

253074 (5)-19 Day time 15 20514-Jan-25

253074 (5)-20 Day time 16 31014-Jan-25

253074 (5)-21 Day time 17 37814-Jan-25

253074 (5)-22 Day time 18 20414-Jan-25

253074 (5)-23 Day time 19 26514-Jan-25

253074 (5)-24 Day time 20 20714-Jan-25

253074 (5)-25 Day time 21 26514-Jan-25

253074 (5)-26 Day time 22 20414-Jan-25

253074 (5)-27 Day time 23 20514-Jan-25

253074 (5)-28 Day time 24 30914-Jan-25

253074 (5)-29 Day time 25 31814-Jan-25

253074 (5)-30 Day time 26 20014-Jan-25

253074 (5)-31 Day time 27 27614-Jan-25

253074 (5)-32 Day time 28 31514-Jan-25

253074 (5)-33 Day time 29 44214-Jan-25

253074 (5)-34 Day time 30 20514-Jan-25

253074 (5)-35 Day time 31 21114-Jan-25

253074 (5)-36 Day time 32 24214-Jan-25

253074 (5)-37 Night time 1 418 100 200 Pass25414-Jan-25

253074 (5)-38 Night time 2 44114-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (5)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (5)-1Report Number:

Page 2 of 3

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.2 : หอ้ง 
MCC

2 253074 (5)-39 Night time 3 20014-Jan-25

253074 (5)-40 Night time 4 20214-Jan-25

253074 (5)-41 Night time 5 21914-Jan-25

253074 (5)-42 Night time 6 20514-Jan-25

253074 (5)-43 Night time 7 20114-Jan-25

253074 (5)-44 Night time 8 24114-Jan-25

253074 (5)-45 Night time 9 24214-Jan-25

253074 (5)-46 Night time 10 20014-Jan-25

253074 (5)-47 Night time 11 20414-Jan-25

253074 (5)-48 Night time 12 20014-Jan-25

253074 (5)-49 Night time 13 23914-Jan-25

253074 (5)-50 Night time 14 26914-Jan-25

253074 (5)-51 Night time 15 20414-Jan-25

253074 (5)-52 Night time 16 30114-Jan-25

253074 (5)-53 Night time 17 36914-Jan-25

253074 (5)-54 Night time 18 20014-Jan-25

253074 (5)-55 Night time 19 24914-Jan-25

253074 (5)-56 Night time 20 20514-Jan-25

253074 (5)-57 Night time 21 26114-Jan-25

253074 (5)-58 Night time 22 20014-Jan-25

253074 (5)-59 Night time 23 20414-Jan-25

253074 (5)-60 Night time 24 30114-Jan-25

253074 (5)-61 Night time 25 31114-Jan-25

253074 (5)-62 Night time 26 19814-Jan-25

253074 (5)-63 Night time 27 27514-Jan-25

253074 (5)-64 Night time 28 31114-Jan-25

253074 (5)-65 Night time 29 43114-Jan-25

253074 (5)-66 Night time 30 20214-Jan-25

253074 (5)-67 Night time 31 21014-Jan-25

253074 (5)-68 Night time 32 23114-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (5)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (5)-1Report Number:

Page 3 of 3

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.2 : ทาง
เดนิบันไดหนา้หอ้ง MCC

3 253074 (5)-69 Day time 1 155 50 100 Pass34614-Jan-25

253074 (5)-70 Day time 2 17514-Jan-25

253074 (5)-71 Day time 3 40714-Jan-25

253074 (5)-72 Day time 4 64514-Jan-25

253074 (5)-73 Night time 1 150 50 100 Pass12414-Jan-25

253074 (5)-74 Night time 2 11014-Jan-25

253074 (5)-75 Night time 3 11514-Jan-25

253074 (5)-76 Night time 4 12014-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (6)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (6)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.3 : 
Canteen

1 253074 (6)-1 Day time 1 430 150 300 Pass45614-Jan-25

253074 (6)-2 Day time 2 54914-Jan-25

253074 (6)-3 Day time 3 43514-Jan-25

253074 (6)-4 Day time 4 41014-Jan-25

253074 (6)-5 Night time 1 414 150 300 Pass44214-Jan-25

253074 (6)-6 Night time 2 53114-Jan-25

253074 (6)-7 Night time 3 43014-Jan-25

253074 (6)-8 Night time 4 39114-Jan-25

Area : Control Room Building FL.3 : 
Corridor

2 253074 (6)-9 Day time 1 298 50 100 Pass24514-Jan-25

253074 (6)-10 Day time 2 24514-Jan-25

253074 (6)-11 Day time 3 29514-Jan-25

253074 (6)-12 Day time 4 20014-Jan-25

253074 (6)-13 Day time 5 17014-Jan-25

253074 (6)-14 Day time 6 26114-Jan-25

253074 (6)-15 Day time 7 24814-Jan-25

253074 (6)-16 Night time 1 245 50 100 Pass23414-Jan-25

253074 (6)-17 Night time 2 24414-Jan-25

253074 (6)-18 Night time 3 29114-Jan-25

253074 (6)-19 Night time 4 19914-Jan-25

253074 (6)-20 Night time 5 17114-Jan-25

253074 (6)-21 Night time 6 24814-Jan-25

253074 (6)-22 Night time 7 23914-Jan-25

Area : Control Room Building FL.3 : 
Document Room

3 253074 (6)-23 Day time 1 454 150 300 Pass43314-Jan-25

253074 (6)-24 Day time 2 41214-Jan-25

253074 (6)-25 Night time 1 336 150 300 Pass33614-Jan-25

253074 (6)-26 Night time 2 33714-Jan-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation 1

4 253074 (6)-27 Day time 1 468 400-500 - Pass-14-Jan-25

253074 (6)-28 Night time 1 463 400-500 - Pass-14-Jan-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation 2

5 253074 (6)-29 Day time 1 405 400-500 - Pass-14-Jan-25

253074 (6)-30 Night time 1 405 400-500 - Pass-14-Jan-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation 3

6 253074 (6)-31 Day time 1 478 400-500 - Pass-14-Jan-25

253074 (6)-32 Night time 1 457 400-500 - Pass-14-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (6)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (6)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation Manager

7 253074 (6)-33 Day time 1 605 400-500 - Pass-14-Jan-25

253074 (6)-34 Night time 1 505 400-500 - Pass-14-Jan-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน shift Leader 1

8 253074 (6)-35 Day time 1 410 400-500 - Pass-14-Jan-25

253074 (6)-36 Night time 1 405 400-500 - Pass-14-Jan-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน shift Leader 2

9 253074 (6)-37 Day time 1 415 400-500 - Pass-14-Jan-25

253074 (6)-38 Night time 1 410 400-500 - Pass-14-Jan-25

Area : Control Room Building FL.3 : ทาง
เดนิหอ้ง Control Cabinet (บรเิวณโซนกลาง
หอ้ง)

10 253074 (6)-39 Day time 1 459 50 100 Pass39014-Jan-25

253074 (6)-40 Day time 2 27314-Jan-25

253074 (6)-41 Day time 3 35414-Jan-25

253074 (6)-42 Day time 4 47514-Jan-25

253074 (6)-43 Night time 1 449 50 100 Pass36214-Jan-25

253074 (6)-44 Night time 2 27114-Jan-25

253074 (6)-45 Night time 3 32914-Jan-25

253074 (6)-46 Night time 4 40114-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (7)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (7)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Lab Chemical Building : โตะ๊ทํางาน 
Operation Demin

1 253074 (7)-1 Day time 1 415 400-500 - Pass-14-Jan-25

253074 (7)-2 Night time 1 407 400-500 - Pass-14-Jan-25

Spot : Lab Chemical Building : โตะ๊ทํางาน 
นักเคมี

2 253074 (7)-3 Day time 1 402 400-500 - Pass-14-Jan-25

253074 (7)-4 Night time 1 401 400-500 - Pass-14-Jan-25

Spot : Lab Chemical Building : โตะ๊
วเิคราะหค์ณุภาพนํ!า

3 253074 (7)-5 Day time 1 542 400-500 - Pass-14-Jan-25

253074 (7)-6 Night time 1 494 400-500 - Pass-14-Jan-25

Area : Lab Chemical Building : ทางเดนิ 
MCC Demin Plant

4 253074 (7)-7 Day time 1 291 50 100 Pass27714-Jan-25

253074 (7)-8 Day time 2 42114-Jan-25

253074 (7)-9 Day time 3 19514-Jan-25

253074 (7)-10 Day time 4 20014-Jan-25

253074 (7)-11 Night time 1 278 50 100 Pass26214-Jan-25

253074 (7)-12 Night time 2 39014-Jan-25

253074 (7)-13 Night time 3 18214-Jan-25

253074 (7)-14 Night time 4 19914-Jan-25

Area : Lab Chemical Building : ทางเดนิ
อาคาร Lab

5 253074 (7)-15 Day time 1 985 50 100 Pass60714-Jan-25

253074 (7)-16 Day time 2 78914-Jan-25

253074 (7)-17 Day time 3 39914-Jan-25

253074 (7)-18 Day time 4 25414-Jan-25

253074 (7)-19 Night time 1 714 50 100 Pass44414-Jan-25

253074 (7)-20 Night time 2 45514-Jan-25

253074 (7)-21 Night time 3 38214-Jan-25

253074 (7)-22 Night time 4 22714-Jan-25

Area : Lab Chemical Building : ทางเดนิ
ภายนอกอาคาร Lab

6 253074 (7)-23 Night time 1 138 25 50 Pass12714-Jan-25

253074 (7)-24 Night time 2 9814-Jan-25

253074 (7)-25 Night time 3 14514-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (8)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (8)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Maintenance Building FL.1 : 
Corridor

1 253074 (8)-1 Day time 1 586 50 100 Pass52414-Jan-25

253074 (8)-2 Day time 2 47214-Jan-25

253074 (8)-3 Day time 3 47714-Jan-25

253074 (8)-4 Day time 4 40914-Jan-25

253074 (8)-5 Day time 5 51814-Jan-25

253074 (8)-6 Day time 6 52614-Jan-25

253074 (8)-7 Day time 7 46714-Jan-25

253074 (8)-8 Day time 8 61714-Jan-25

253074 (8)-9 Day time 9 64514-Jan-25

Area : Maintenance Building FL.1 : LAN & 
SERVER ROOM

2 253074 (8)-10 Day time 1 160 100 200 Pass20614-Jan-25

253074 (8)-11 Day time 2 25314-Jan-25

Area : Maintenance Building FL.1 : Work 
Shop

3 253074 (8)-12 Day time 1 305 150 300 Pass32814-Jan-25

253074 (8)-13 Day time 2 38714-Jan-25

253074 (8)-14 Day time 3 35114-Jan-25

253074 (8)-15 Day time 4 32314-Jan-25

253074 (8)-16 Day time 5 30514-Jan-25

253074 (8)-17 Day time 6 31514-Jan-25

253074 (8)-18 Day time 7 32014-Jan-25

253074 (8)-19 Day time 8 31514-Jan-25

253074 (8)-20 Day time 9 33914-Jan-25

253074 (8)-21 Day time 10 31714-Jan-25

253074 (8)-22 Day time 11 30614-Jan-25

253074 (8)-23 Day time 12 34914-Jan-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 1

4 253074 (8)-24 Day time 1 405 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 2

5 253074 (8)-25 Day time 1 410 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 3

6 253074 (8)-26 Day time 1 417 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 4

7 253074 (8)-27 Day time 1 425 400-500 - Pass-14-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (8)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (8)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Maintenance Building FL.1 : บันได
ทางเดนิ

8 253074 (8)-28 Day time 1 348 50 100 Pass19914-Jan-25

253074 (8)-29 Day time 2 12214-Jan-25

253074 (8)-30 Day time 3 15114-Jan-25

253074 (8)-31 Day time 4 11514-Jan-25

253074 (8)-32 Day time 5 14914-Jan-25

253074 (8)-33 Day time 6 31114-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (9)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (9)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Maintenance Building FL.2 : 
Canteen

1 253074 (9)-1 Day time 1 361 150 300 Pass40914-Jan-25

253074 (9)-2 Day time 2 35914-Jan-25

253074 (9)-3 Day time 3 44714-Jan-25

253074 (9)-4 Day time 4 46814-Jan-25

Area : Maintenance Building FL.2 : Copy 
Room

2 253074 (9)-5 Day time 1 305 150 300 Pass37714-Jan-25

253074 (9)-6 Day time 2 44914-Jan-25

Area : Maintenance Building FL.2 : 
Corridor

3 253074 (9)-7 Day time 1 315 50 100 Pass39314-Jan-25

253074 (9)-8 Day time 2 42014-Jan-25

253074 (9)-9 Day time 3 71714-Jan-25

253074 (9)-10 Day time 4 52014-Jan-25

253074 (9)-11 Day time 5 48914-Jan-25

253074 (9)-12 Day time 6 48314-Jan-25

253074 (9)-13 Day time 7 19914-Jan-25

253074 (9)-14 Day time 8 19514-Jan-25

253074 (9)-15 Day time 9 19714-Jan-25

Area : Maintenance Building FL.2 : 
Document Room

4 253074 (9)-16 Day time 1 305 150 300 Pass45614-Jan-25

253074 (9)-17 Day time 2 37814-Jan-25

253074 (9)-18 Day time 3 41014-Jan-25

253074 (9)-19 Day time 4 72914-Jan-25

Area : Maintenance Building FL.2 : 
Meeting Room

5 253074 (9)-20 Day time 1 424 150 300 Pass56514-Jan-25

253074 (9)-21 Day time 2 61714-Jan-25

253074 (9)-22 Day time 3 48414-Jan-25

253074 (9)-23 Day time 4 61314-Jan-25

253074 (9)-24 Day time 5 71614-Jan-25

253074 (9)-25 Day time 6 53414-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Electrical 1

6 253074 (9)-26 Day time 1 411 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Electrical 2

7 253074 (9)-27 Day time 1 418 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Electrical 3

8 253074 (9)-28 Day time 1 543 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Machanical 1

9 253074 (9)-29 Day time 1 611 400-500 - Pass-14-Jan-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (9)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (9)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Machanical 2

10 253074 (9)-30 Day time 1 513 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Machanical 3

11 253074 (9)-31 Day time 1 405 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Maintanance Manager

12 253074 (9)-32 Day time 1 770 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งานผูช้ว่ยเครื!องกล

13 253074 (9)-33 Day time 1 411 400-500 - Pass-14-Jan-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งานผูช้ว่ยชา่งไฟฟ้า C&I

14 253074 (9)-34 Day time 1 459 400-500 - Pass-14-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (10)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025
253074 (10)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : หอ้ง Switchyard Control Room : 
หอ้ง 115 Kv Relay Protection

1 253074 (10)-1 Day time 1 1,095 100 200 Pass45014-Jan-25

253074 (10)-2 Day time 2 33114-Jan-25

253074 (10)-3 Day time 3 30514-Jan-25

253074 (10)-4 Day time 4 31014-Jan-25

253074 (10)-5 Day time 5 31714-Jan-25

253074 (10)-6 Day time 6 34514-Jan-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง 22 Kv Switch Gear (บรเิวณหนา้ตู ้
สวติซ)์

2 253074 (10)-7 Day time 1 205 100 200 Pass21214-Jan-25

253074 (10)-8 Day time 2 20214-Jan-25

253074 (10)-9 Day time 3 23014-Jan-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง Battery 115 Kv Relay Protection

3 253074 (10)-10 Day time 1 224 100 200 Pass23814-Jan-25

253074 (10)-11 Day time 2 25114-Jan-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง Battery Terminal Sub 115 Kv

4 253074 (10)-12 Day time 1 205 100 200 Pass21014-Jan-25

253074 (10)-13 Day time 2 21614-Jan-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง Terminal Sub 115 Kv

5 253074 (10)-14 Day time 1 205 100 200 Pass28014-Jan-25

253074 (10)-15 Day time 2 20714-Jan-25

253074 (10)-16 Day time 3 34514-Jan-25

253074 (10)-17 Day time 4 49914-Jan-25

253074 (10)-18 Day time 5 22114-Jan-25

253074 (10)-19 Day time 6 20514-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 253074 (11)

Jan 15, 2025:Date Received

Date Reported : Jan 17, 2025

253074 (11)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : อาคาร รปภ.1 253074 (11)-1 Night time 1 356 - 100 Pass33414-Jan-25

253074 (11)-2 Night time 2 31314-Jan-25

Measurement by : Pongvisit Charoenslip

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. No part of this report may be reproduced in any form without written consent from the laboratory.
ALS Laboratory Group (Thailand) strongly recommends that this report is not reproduced except in full.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (1)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (1)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Administration : Copy Room1 2527523 (1)-1 Day time 1 656 150 300 Pass60523-Apr-25

2527523 (1)-2 Day time 2 55423-Apr-25

Area : Administration : Corridor2 2527523 (1)-3 Day time 1 712 50 100 Pass43023-Apr-25

2527523 (1)-4 Day time 2 56923-Apr-25

2527523 (1)-5 Day time 3 29623-Apr-25

2527523 (1)-6 Day time 4 38923-Apr-25

2527523 (1)-7 Day time 5 48623-Apr-25

2527523 (1)-8 Day time 6 35623-Apr-25

2527523 (1)-9 Day time 7 29723-Apr-25

2527523 (1)-10 Day time 8 32223-Apr-25

2527523 (1)-11 Day time 9 39323-Apr-25

2527523 (1)-12 Day time 10 47823-Apr-25

Area : Administration : Document Room3 2527523 (1)-13 Day time 1 472 150 300 Pass53023-Apr-25

2527523 (1)-14 Day time 2 58723-Apr-25

Area : Administration : Electrical Room4 2527523 (1)-15 Day time 1 585 100 200 Pass53323-Apr-25

2527523 (1)-16 Day time 2 58423-Apr-25

2527523 (1)-17 Day time 3 34323-Apr-25

2527523 (1)-18 Day time 4 62023-Apr-25

Area : Administration : Meeting Room 15 2527523 (1)-19 Day time 1 1,258 150 300 Pass78423-Apr-25

2527523 (1)-20 Day time 2 41523-Apr-25

2527523 (1)-21 Day time 3 32323-Apr-25

2527523 (1)-22 Day time 4 31523-Apr-25

2527523 (1)-23 Day time 5 34123-Apr-25

2527523 (1)-24 Day time 6 1,32923-Apr-25

2527523 (1)-25 Day time 7 92723-Apr-25

2527523 (1)-26 Day time 8 1,36323-Apr-25

Area : Administration : Meeting Room 26 2527523 (1)-27 Day time 1 532 150 300 Pass65023-Apr-25

2527523 (1)-28 Day time 2 76823-Apr-25

Area : Administration : Meeting Room7 2527523 (1)-29 Day time 1 606 150 300 Pass71423-Apr-25

2527523 (1)-30 Day time 2 82123-Apr-25

Area : Administration : Server Room8 2527523 (1)-31 Day time 1 340 100 200 Pass34623-Apr-25

2527523 (1)-32 Day time 2 35123-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (1)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (1)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Administration : โตะ๊ทํางาน EHS 
Manager

9 2527523 (1)-33 Day time 1 706 400-500 - Pass-23-Apr-25

Spot : Administration : โตะ๊ทํางาน HR 
Manager

10 2527523 (1)-34 Day time 1 418 400-500 - Pass-23-Apr-25

Spot : Administration : โตะ๊ทํางาน Plant 
Manager

11 2527523 (1)-35 Day time 1 621 400-500 - Pass-23-Apr-25

Spot : Administration : โตะ๊ทํางานเจา้
หนา้ที� CR.

12 2527523 (1)-36 Day time 1 424 400-500 - Pass-23-Apr-25

Spot : Administration : โตะ๊ทํางานเจา้
หนา้ที�จัดซื!อ 1

13 2527523 (1)-37 Day time 1 457 400-500 - Pass-23-Apr-25

Spot : Administration : โตะ๊ทํางานผูช้ว่ย 
HR/Admin

14 2527523 (1)-38 Day time 1 415 400-500 - Pass-23-Apr-25

Area : Administration : หอ้งรับแขก15 2527523 (1)-39 Day time 1 333 50 100 Pass39123-Apr-25

2527523 (1)-40 Day time 2 44923-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (2)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (2)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : บรเิวณ Cooling System : ทางเดนิ1 2527523 (2)-1 Night time 1 85 25 50 Pass7123-Apr-25

2527523 (2)-2 Night time 2 7223-Apr-25

2527523 (2)-3 Night time 3 10223-Apr-25

2527523 (2)-4 Night time 4 6423-Apr-25

2527523 (2)-5 Night time 5 6623-Apr-25

2527523 (2)-6 Night time 6 7123-Apr-25

2527523 (2)-7 Night time 7 5323-Apr-25

2527523 (2)-8 Night time 8 5823-Apr-25

2527523 (2)-9 Night time 9 6023-Apr-25

2527523 (2)-10 Night time 10 8223-Apr-25

Area : บรเิวณ Switch yard ถงึป้อม รปภ : 
ทางเดนิ

2 2527523 (2)-11 Night time 1 59 25 50 Pass5923-Apr-25

2527523 (2)-12 Night time 2 7323-Apr-25

2527523 (2)-13 Night time 3 5023-Apr-25

2527523 (2)-14 Night time 4 6923-Apr-25

2527523 (2)-15 Night time 5 7323-Apr-25

2527523 (2)-16 Night time 6 5723-Apr-25

2527523 (2)-17 Night time 7 5023-Apr-25

2527523 (2)-18 Night time 8 4923-Apr-25

2527523 (2)-19 Night time 9 5423-Apr-25

2527523 (2)-20 Night time 10 5323-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (3)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025

2527523 (3)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Chemical Skid : Cooling Tower1 2527523 (3)-1 Day time 1 3,660 150 300 Pass400223-Apr-25

2527523 (3)-2 Day time 2 3,68023-Apr-25

2527523 (3)-3 Day time 3 3,98023-Apr-25

2527523 (3)-4 Day time 4 4,69023-Apr-25

2527523 (3)-5 Night time 1 316 150 300 Pass41223-Apr-25

2527523 (3)-6 Night time 2 30823-Apr-25

2527523 (3)-7 Night time 3 35423-Apr-25

2527523 (3)-8 Night time 4 67023-Apr-25

Area : Chemical Skid : Demineralization 
Plant

2 2527523 (3)-9 Day time 1 4,410 150 300 Pass460023-Apr-25

2527523 (3)-10 Day time 2 4,60023-Apr-25

2527523 (3)-11 Day time 3 4,70023-Apr-25

2527523 (3)-12 Day time 4 4,69023-Apr-25

Area : Chemical Skid : Pre-Treatment3 2527523 (3)-13 Day time 1 2,880 150 300 Pass410723-Apr-25

2527523 (3)-14 Day time 2 2,49023-Apr-25

2527523 (3)-15 Day time 3 1,87023-Apr-25

2527523 (3)-16 Day time 4 5,36023-Apr-25

2527523 (3)-17 Day time 5 5,57023-Apr-25

2527523 (3)-18 Day time 6 6,47023-Apr-25

2527523 (3)-19 Night time 1 306 150 300 Pass40223-Apr-25

2527523 (3)-20 Night time 2 38923-Apr-25

2527523 (3)-21 Night time 3 28423-Apr-25

2527523 (3)-22 Night time 4 41723-Apr-25

2527523 (3)-23 Night time 5 60223-Apr-25

2527523 (3)-24 Night time 6 41523-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (3)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025

2527523 (3)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Chemical Skid : Thermal 
Evaporation

4 2527523 (3)-25 Day time 1 3,720 150 300 Pass376423-Apr-25

2527523 (3)-26 Day time 2 3,44023-Apr-25

2527523 (3)-27 Day time 3 3,16023-Apr-25

2527523 (3)-28 Day time 4 4,98023-Apr-25

2527523 (3)-29 Day time 5 3,57023-Apr-25

2527523 (3)-30 Day time 6 3,68023-Apr-25

2527523 (3)-31 Day time 7 3,84023-Apr-25

2527523 (3)-32 Day time 8 3,72023-Apr-25

2527523 (3)-33 Night time 1 438 150 300 Pass38423-Apr-25

2527523 (3)-34 Night time 2 30723-Apr-25

2527523 (3)-35 Night time 3 34023-Apr-25

2527523 (3)-36 Night time 4 29623-Apr-25

2527523 (3)-37 Night time 5 29723-Apr-25

2527523 (3)-38 Night time 6 51023-Apr-25

2527523 (3)-39 Night time 7 47323-Apr-25

2527523 (3)-40 Night time 8 41223-Apr-25

Area : Chemical Skid : Water Treatment 
Plant

5 2527523 (3)-41 Day time 1 775 150 300 Pass107023-Apr-25

2527523 (3)-42 Day time 2 47923-Apr-25

2527523 (3)-43 Day time 3 1,14623-Apr-25

2527523 (3)-44 Day time 4 1,88023-Apr-25

2527523 (3)-45 Night time 1 309 150 300 Pass35423-Apr-25

2527523 (3)-46 Night time 2 45023-Apr-25

2527523 (3)-47 Night time 3 21023-Apr-25

2527523 (3)-48 Night time 4 44523-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (4)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (4)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.1 : 
Corridor

1 2527523 (4)-1 Day time 1 410 50 100 Pass43223-Apr-25

2527523 (4)-2 Day time 2 42723-Apr-25

2527523 (4)-3 Day time 3 48623-Apr-25

2527523 (4)-4 Day time 4 40523-Apr-25

Area : Control Room Building FL.1 : ทาง
เดนิ Cable Room

2 2527523 (4)-5 Day time 1 170 50 100 Pass17023-Apr-25

2527523 (4)-6 Day time 2 25323-Apr-25

2527523 (4)-7 Day time 3 14223-Apr-25

2527523 (4)-8 Day time 4 11523-Apr-25

Area : Control Room Building FL.1 : หนา้
ประตทูางเขา้อาคาร CCR

3 2527523 (4)-9 Day time 1 3,620 50 100 Pass324023-Apr-25

2527523 (4)-10 Day time 2 2,86023-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (5)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (5)-1Report Number:

Page 1 of 3

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.2 : 
Battery Room

1 2527523 (5)-1 Day time 1 527 100 200 Pass53523-Apr-25

2527523 (5)-2 Day time 2 54323-Apr-25

2527523 (5)-3 Night time 1 523 100 200 Pass51223-Apr-25

2527523 (5)-4 Night time 2 50023-Apr-25

Area : Control Room Building FL.2 : หอ้ง 
MCC

2 2527523 (5)-5 Day time 1 416 100 200 Pass29423-Apr-25

2527523 (5)-6 Day time 2 37223-Apr-25

2527523 (5)-7 Day time 3 21923-Apr-25

2527523 (5)-8 Day time 4 30323-Apr-25

2527523 (5)-9 Day time 5 22323-Apr-25

2527523 (5)-10 Day time 6 21423-Apr-25

2527523 (5)-11 Day time 7 20223-Apr-25

2527523 (5)-12 Day time 8 34223-Apr-25

2527523 (5)-13 Day time 9 35223-Apr-25

2527523 (5)-14 Day time 10 21323-Apr-25

2527523 (5)-15 Day time 11 23423-Apr-25

2527523 (5)-16 Day time 12 18523-Apr-25

2527523 (5)-17 Day time 13 36823-Apr-25

2527523 (5)-18 Day time 14 17223-Apr-25

2527523 (5)-19 Day time 15 34023-Apr-25

2527523 (5)-20 Day time 16 32923-Apr-25

2527523 (5)-21 Day time 17 32623-Apr-25

2527523 (5)-22 Day time 18 42623-Apr-25

2527523 (5)-23 Day time 19 23223-Apr-25

2527523 (5)-24 Day time 20 18823-Apr-25

2527523 (5)-25 Day time 21 31823-Apr-25

2527523 (5)-26 Day time 22 34623-Apr-25

2527523 (5)-27 Day time 23 20723-Apr-25

2527523 (5)-28 Day time 24 42023-Apr-25

2527523 (5)-29 Day time 25 23123-Apr-25

2527523 (5)-30 Day time 26 39823-Apr-25

2527523 (5)-31 Day time 27 29323-Apr-25

2527523 (5)-32 Day time 28 21123-Apr-25

2527523 (5)-33 Day time 29 40023-Apr-25

2527523 (5)-34 Day time 30 28023-Apr-25

2527523 (5)-35 Day time 31 30623-Apr-25

2527523 (5)-36 Day time 32 34623-Apr-25

2527523 (5)-37 Night time 1 259 100 200 Pass27723-Apr-25

2527523 (5)-38 Night time 2 31923-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (5)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (5)-1Report Number:

Page 2 of 3

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.2 : หอ้ง 
MCC

2 2527523 (5)-39 Night time 3 21823-Apr-25

2527523 (5)-40 Night time 4 30223-Apr-25

2527523 (5)-41 Night time 5 21823-Apr-25

2527523 (5)-42 Night time 6 20623-Apr-25

2527523 (5)-43 Night time 7 20223-Apr-25

2527523 (5)-44 Night time 8 34023-Apr-25

2527523 (5)-45 Night time 9 35723-Apr-25

2527523 (5)-46 Night time 10 21523-Apr-25

2527523 (5)-47 Night time 11 23023-Apr-25

2527523 (5)-48 Night time 12 19523-Apr-25

2527523 (5)-49 Night time 13 36023-Apr-25

2527523 (5)-50 Night time 14 18723-Apr-25

2527523 (5)-51 Night time 15 33223-Apr-25

2527523 (5)-52 Night time 16 31923-Apr-25

2527523 (5)-53 Night time 17 31623-Apr-25

2527523 (5)-54 Night time 18 38423-Apr-25

2527523 (5)-55 Night time 19 23723-Apr-25

2527523 (5)-56 Night time 20 18923-Apr-25

2527523 (5)-57 Night time 21 29923-Apr-25

2527523 (5)-58 Night time 22 32023-Apr-25

2527523 (5)-59 Night time 23 20523-Apr-25

2527523 (5)-60 Night time 24 40123-Apr-25

2527523 (5)-61 Night time 25 21823-Apr-25

2527523 (5)-62 Night time 26 35423-Apr-25

2527523 (5)-63 Night time 27 29123-Apr-25

2527523 (5)-64 Night time 28 21423-Apr-25

2527523 (5)-65 Night time 29 39423-Apr-25

2527523 (5)-66 Night time 30 28023-Apr-25

2527523 (5)-67 Night time 31 30523-Apr-25

2527523 (5)-68 Night time 32 20323-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (5)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (5)-1Report Number:

Page 3 of 3

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.2 : ทาง
เดนิบันไดหนา้หอ้ง MCC

3 2527523 (5)-69 Day time 1 198 50 100 Pass19023-Apr-25

2527523 (5)-70 Day time 2 10023-Apr-25

2527523 (5)-71 Day time 3 20223-Apr-25

2527523 (5)-72 Day time 4 25823-Apr-25

2527523 (5)-73 Night time 1 193 50 100 Pass15023-Apr-25

2527523 (5)-74 Night time 2 9823-Apr-25

2527523 (5)-75 Night time 3 16223-Apr-25

2527523 (5)-76 Night time 4 14723-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (6)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (6)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Control Room Building FL.3 : 
Canteen

1 2527523 (6)-1 Day time 1 663 150 300 Pass62223-Apr-25

2527523 (6)-2 Day time 2 55423-Apr-25

2527523 (6)-3 Day time 3 66923-Apr-25

2527523 (6)-4 Day time 4 60323-Apr-25

2527523 (6)-5 Night time 1 625 150 300 Pass59823-Apr-25

2527523 (6)-6 Night time 2 52823-Apr-25

2527523 (6)-7 Night time 3 63823-Apr-25

2527523 (6)-8 Night time 4 60123-Apr-25

Area : Control Room Building FL.3 : 
Corridor

2 2527523 (6)-9 Day time 1 426 50 100 Pass29723-Apr-25

2527523 (6)-10 Day time 2 32223-Apr-25

2527523 (6)-11 Day time 3 22523-Apr-25

2527523 (6)-12 Day time 4 36423-Apr-25

2527523 (6)-13 Day time 5 22123-Apr-25

2527523 (6)-14 Day time 6 24823-Apr-25

2527523 (6)-15 Day time 7 27623-Apr-25

2527523 (6)-16 Night time 1 421 50 100 Pass29323-Apr-25

2527523 (6)-17 Night time 2 32323-Apr-25

2527523 (6)-18 Night time 3 21323-Apr-25

2527523 (6)-19 Night time 4 34923-Apr-25

2527523 (6)-20 Night time 5 21523-Apr-25

2527523 (6)-21 Night time 6 24023-Apr-25

2527523 (6)-22 Night time 7 29323-Apr-25

Area : Control Room Building FL.3 : 
Document Room

3 2527523 (6)-23 Day time 1 298 150 300 Pass36823-Apr-25

2527523 (6)-24 Day time 2 43723-Apr-25

2527523 (6)-25 Night time 1 281 150 300 Pass35823-Apr-25

2527523 (6)-26 Night time 2 43523-Apr-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation 1

4 2527523 (6)-27 Day time 1 602 400-500 - Pass-23-Apr-25

2527523 (6)-28 Night time 1 547 400-500 - Pass-23-Apr-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation 2

5 2527523 (6)-29 Day time 1 428 400-500 - Pass-23-Apr-25

2527523 (6)-30 Night time 1 416 400-500 - Pass-23-Apr-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation 3

6 2527523 (6)-31 Day time 1 457 400-500 - Pass-23-Apr-25

2527523 (6)-32 Night time 1 408 400-500 - Pass-23-Apr-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน Operation Manager

7 2527523 (6)-33 Day time 1 588 400-500 - Pass-23-Apr-25

2527523 (6)-34 Night time 1 585 400-500 - Pass-23-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (6)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (6)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน shift Leader 1

8 2527523 (6)-35 Day time 1 427 400-500 - Pass-23-Apr-25

2527523 (6)-36 Night time 1 402 400-500 - Pass-23-Apr-25

Spot : Control Room Building FL.3 : โตะ๊
ทํางาน shift Leader 2

9 2527523 (6)-37 Day time 1 478 400-500 - Pass-23-Apr-25

2527523 (6)-38 Night time 1 409 400-500 - Pass-23-Apr-25

Area : Control Room Building FL.3 : ทาง
เดนิหอ้ง Control Cabinet (บรเิวณโซนกลาง
หอ้ง)

10 2527523 (6)-39 Day time 1 561 50 100 Pass46423-Apr-25

2527523 (6)-40 Day time 2 37123-Apr-25

2527523 (6)-41 Day time 3 41223-Apr-25

2527523 (6)-42 Day time 4 51323-Apr-25

2527523 (6)-43 Night time 1 390 50 100 Pass40723-Apr-25

2527523 (6)-44 Night time 2 34323-Apr-25

2527523 (6)-45 Night time 3 37623-Apr-25

2527523 (6)-46 Night time 4 51823-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (7)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (7)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Lab Chemical Building : โตะ๊ทํางาน 
Operation Demin

1 2527523 (7)-1 Day time 1 480 400-500 - Pass-23-Apr-25

2527523 (7)-2 Night time 1 411 400-500 - Pass-23-Apr-25

Spot : Lab Chemical Building : โตะ๊ทํางาน 
นักเคมี

2 2527523 (7)-3 Day time 1 496 400-500 - Pass-23-Apr-25

2527523 (7)-4 Night time 1 483 400-500 - Pass-23-Apr-25

Spot : Lab Chemical Building : โตะ๊
วเิคราะหค์ณุภาพนํ!า

3 2527523 (7)-5 Day time 1 552 400-500 - Pass-23-Apr-25

2527523 (7)-6 Night time 1 426 400-500 - Pass-23-Apr-25

Area : Lab Chemical Building : ทางเดนิ 
MCC Demin Plant

4 2527523 (7)-7 Day time 1 316 50 100 Pass35723-Apr-25

2527523 (7)-8 Day time 2 50323-Apr-25

2527523 (7)-9 Day time 3 21323-Apr-25

2527523 (7)-10 Day time 4 39723-Apr-25

2527523 (7)-11 Night time 1 310 50 100 Pass37123-Apr-25

2527523 (7)-12 Night time 2 52123-Apr-25

2527523 (7)-13 Night time 3 21023-Apr-25

2527523 (7)-14 Night time 4 44223-Apr-25

Area : Lab Chemical Building : ทางเดนิ
อาคาร Lab

5 2527523 (7)-15 Day time 1 1,061 50 100 Pass69023-Apr-25

2527523 (7)-16 Day time 2 65923-Apr-25

2527523 (7)-17 Day time 3 55123-Apr-25

2527523 (7)-18 Day time 4 49023-Apr-25

2527523 (7)-19 Night time 1 881 50 100 Pass52323-Apr-25

2527523 (7)-20 Night time 2 50223-Apr-25

2527523 (7)-21 Night time 3 39323-Apr-25

2527523 (7)-22 Night time 4 31623-Apr-25

Area : Lab Chemical Building : ทางเดนิ
ภายนอกอาคาร Lab

6 2527523 (7)-23 Night time 1 88 25 50 Pass7423-Apr-25

2527523 (7)-24 Night time 2 6623-Apr-25

2527523 (7)-25 Night time 3 6923-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (8)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (8)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Maintenance Building FL.1 : 
Corridor

1 2527523 (8)-1 Day time 1 697 50 100 Pass62323-Apr-25

2527523 (8)-2 Day time 2 56223-Apr-25

2527523 (8)-3 Day time 3 55123-Apr-25

2527523 (8)-4 Day time 4 63423-Apr-25

2527523 (8)-5 Day time 5 62823-Apr-25

2527523 (8)-6 Day time 6 69523-Apr-25

2527523 (8)-7 Day time 7 61623-Apr-25

2527523 (8)-8 Day time 8 50523-Apr-25

2527523 (8)-9 Day time 9 71523-Apr-25

Area : Maintenance Building FL.1 : LAN & 
SERVER ROOM

2 2527523 (8)-10 Day time 1 361 100 200 Pass33423-Apr-25

2527523 (8)-11 Day time 2 30823-Apr-25

Area : Maintenance Building FL.1 : Work 
Shop

3 2527523 (8)-12 Day time 1 291 150 300 Pass37823-Apr-25

2527523 (8)-13 Day time 2 47723-Apr-25

2527523 (8)-14 Day time 3 46823-Apr-25

2527523 (8)-15 Day time 4 40623-Apr-25

2527523 (8)-16 Day time 5 25223-Apr-25

2527523 (8)-17 Day time 6 43723-Apr-25

2527523 (8)-18 Day time 7 23623-Apr-25

2527523 (8)-19 Day time 8 24823-Apr-25

2527523 (8)-20 Day time 9 45523-Apr-25

2527523 (8)-21 Day time 10 44123-Apr-25

2527523 (8)-22 Day time 11 42723-Apr-25

2527523 (8)-23 Day time 12 40023-Apr-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 1

4 2527523 (8)-24 Day time 1 418 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 2

5 2527523 (8)-25 Day time 1 407 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 3

6 2527523 (8)-26 Day time 1 611 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.1 : โตะ๊ทํา
งาน C&I 4

7 2527523 (8)-27 Day time 1 424 400-500 - Pass-23-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (8)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (8)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Maintenance Building FL.1 : บันได
ทางเดนิ

8 2527523 (8)-28 Day time 1 323 50 100 Pass19423-Apr-25

2527523 (8)-29 Day time 2 13123-Apr-25

2527523 (8)-30 Day time 3 11023-Apr-25

2527523 (8)-31 Day time 4 11423-Apr-25

2527523 (8)-32 Day time 5 18023-Apr-25

2527523 (8)-33 Day time 6 30823-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (9)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (9)-1Report Number:

Page 1 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : Maintenance Building FL.2 : 
Canteen

1 2527523 (9)-1 Day time 1 465 150 300 Pass47823-Apr-25

2527523 (9)-2 Day time 2 64423-Apr-25

2527523 (9)-3 Day time 3 38623-Apr-25

2527523 (9)-4 Day time 4 41623-Apr-25

Area : Maintenance Building FL.2 : Copy 
Room

2 2527523 (9)-5 Day time 1 417 150 300 Pass42523-Apr-25

2527523 (9)-6 Day time 2 43323-Apr-25

Area : Maintenance Building FL.2 : 
Corridor

3 2527523 (9)-7 Day time 1 439 50 100 Pass50023-Apr-25

2527523 (9)-8 Day time 2 48423-Apr-25

2527523 (9)-9 Day time 3 90323-Apr-25

2527523 (9)-10 Day time 4 84523-Apr-25

2527523 (9)-11 Day time 5 91923-Apr-25

2527523 (9)-12 Day time 6 8523-Apr-25

2527523 (9)-13 Day time 7 68923-Apr-25

2527523 (9)-14 Day time 8 7123-Apr-25

2527523 (9)-15 Day time 9 6423-Apr-25

Area : Maintenance Building FL.2 : 
Document Room

4 2527523 (9)-16 Day time 1 592 150 300 Pass51123-Apr-25

2527523 (9)-17 Day time 2 57723-Apr-25

2527523 (9)-18 Day time 3 32123-Apr-25

2527523 (9)-19 Day time 4 55323-Apr-25

Area : Maintenance Building FL.2 : 
Meeting Room

5 2527523 (9)-20 Day time 1 619 150 300 Pass74523-Apr-25

2527523 (9)-21 Day time 2 76223-Apr-25

2527523 (9)-22 Day time 3 72523-Apr-25

2527523 (9)-23 Day time 4 74923-Apr-25

2527523 (9)-24 Day time 5 84123-Apr-25

2527523 (9)-25 Day time 6 77423-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Electrical 1

6 2527523 (9)-26 Day time 1 524 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Electrical 2

7 2527523 (9)-27 Day time 1 585 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Electrical 3

8 2527523 (9)-28 Day time 1 785 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Machanical 1

9 2527523 (9)-29 Day time 1 533 400-500 - Pass-23-Apr-25

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (9)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (9)-1Report Number:

Page 2 of 2

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Machanical 2

10 2527523 (9)-30 Day time 1 707 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Machanical 3

11 2527523 (9)-31 Day time 1 757 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งาน Maintanance Manager

12 2527523 (9)-32 Day time 1 908 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งานผูช้ว่ยเครื!องกล

13 2527523 (9)-33 Day time 1 443 400-500 - Pass-23-Apr-25

Spot : Maintenance Building FL.2 : โตะ๊ทํา
งานผูช้ว่ยชา่งไฟฟ้า C&I

14 2527523 (9)-34 Day time 1 460 400-500 - Pass-23-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company



Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160
P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (10)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025
2527523 (10)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : หอ้ง Switchyard Control Room : 
หอ้ง 115 Kv Relay Protection

1 2527523 (10)-1 Day time 1 483 100 200 Pass48323-Apr-25

2527523 (10)-2 Day time 2 45523-Apr-25

2527523 (10)-3 Day time 3 93723-Apr-25

2527523 (10)-4 Day time 4 40923-Apr-25

2527523 (10)-5 Day time 5 36623-Apr-25

2527523 (10)-6 Day time 6 24823-Apr-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง 22 Kv Switch Gear (บรเิวณหนา้ตู ้
สวติซ)์

2 2527523 (10)-7 Day time 1 277 100 200 Pass31823-Apr-25

2527523 (10)-8 Day time 2 19423-Apr-25

2527523 (10)-9 Day time 3 48423-Apr-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง Battery 115 Kv Relay Protection

3 2527523 (10)-10 Day time 1 294 100 200 Pass24823-Apr-25

2527523 (10)-11 Day time 2 20223-Apr-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง Battery Terminal Sub 115 Kv

4 2527523 (10)-12 Day time 1 207 100 200 Pass21323-Apr-25

2527523 (10)-13 Day time 2 21923-Apr-25

Area : หอ้ง Switchyard Control Room : 
หอ้ง Terminal Sub 115 Kv

5 2527523 (10)-14 Day time 1 455 100 200 Pass36623-Apr-25

2527523 (10)-15 Day time 2 32223-Apr-25

2527523 (10)-16 Day time 3 24223-Apr-25

2527523 (10)-17 Day time 4 62223-Apr-25

2527523 (10)-18 Day time 5 30623-Apr-25

2527523 (10)-19 Day time 6 25223-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

Analysis / Test Report

Gulf JP CRN Co., Ltd.:Client 

59/4 Moo 4, Chiang Rak Noi, Sam Khok, Pathumthani Thailand 12160

P/O  :

Project Name : Monitoring EIA

Project Location: GCRN

Lot ID: 2527523 (11)

Apr 25, 2025:Date Received

Date Reported :Apr 28, 2025

2527523 (11)-1Report Number:

Page 1 of 1

GCRN

Reference 
Number

Illuminance (Lux) Guideline Limit Comment

Spot Average Spot/Min Average

Lay out 
No.

TimeLocation No.Date

Area : อาคาร รปภ.1 2527523 (11)-1 Night time 1 712 - 100 Pass62823-Apr-25

2527523 (11)-2 Night time 2 54423-Apr-25

Measurement by : Phongsiri Somkaew

Notification of Department of Labour Protection and Welfare, B.E.2560 (2017) dated November 27, B.E.2560 (2017), and published in the Royal Government Gazette, 
Vol.135, Part 39D dated February 21 B.E.2561 (2018)

Guideline : 

Technical Management Approved by

Supot Salamteh
Section Head

Wichan Choonharat
Assistant Manager

Results apply to the sample(s) as submitted, unless the sampling was conducted by ALS. The report shall not be reproduced except in full without the written approval of the laboratory.

ADDRESS 104 Phatthanakan 40, Phatthanakan Rd., Khwaeng Phatthanakan, Khet Suan Luang, Bangkok 10250 Thailand I PHONE +66 0 2760 3000 I FAX +66 0 2760 3197

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company
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«—¥√–¥—∫‡ ’¬ßÕ¬à“ßμàÕ‡π◊ËÕßμ≈Õ¥‡«≈“ ÚÙ ™—Ë«‚¡ß„¥Ê

(Û) °“√μ—Èß‰¡‚§√‚øπ¢Õß¡“μ√√–¥—∫‡ ’¬ß∑’Ë∫√‘‡«≥¿“¬πÕ°Õ“§“√„Àâμ—Èß

 Ÿß®“°æ◊Èπ‰¡àπâÕ¬°«à“ Ò.Ú ‡¡μ√ ‚¥¬„π√—»¡’ Û.ı ‡¡μ√ μ“¡·π«√“∫√Õ∫‰¡‚§√‚øπ

μâÕß‰¡à¡’°”·æßÀ√◊Õ ‘ËßÕ◊Ëπ„¥∑’Ë¡’§ÿ≥ ¡∫—μ‘„π°“√ –∑âÕπ‡ ’¬ß°’¥¢«“ßÕ¬Ÿà

(Ù) °“√μ—Èß‰¡‚§√‚øπ¢Õß¡“μ√√–¥—∫‡ ’¬ß∑’Ë∫√‘‡«≥¿“¬„πÕ“§“√„Àâμ—Èß

 Ÿß®“°æ◊Èπ‰¡àπâÕ¬°«à“ Ò.Ú ‡¡μ√ ‚¥¬„π√—»¡’ Ò. ‡¡μ√ μ“¡·π«√“∫√Õ∫‰¡‚§√‚øπ

μâÕß‰¡à¡’°”·æß ‘ËßÕ◊Ëπ„¥∑’Ë¡’§ÿ≥ ¡∫—μ‘„π°“√ –∑âÕπ‡ ’¬ß°’¥¢«“ßÕ¬Ÿà·≈–μâÕßÀà“ß®“°™àÕß

Àπâ“μà“ßÀ√◊Õ™àÕß∑“ß∑’Ë‡ªî¥ÕÕ°πÕ°Õ“§“√Õ¬à“ßπâÕ¬ Ò.ı ‡¡μ√

¢âÕ Ù °“√§”π«≥§à“√–¥—∫‡ ’¬ß®–μâÕß‡ªìπ‰ªμ“¡«‘∏’°“√∑’ËÕß§å°“√√–À«à“ßª√–‡∑»

«à“¥â«¬¡“μ√∞“π (International Organization for Standardization, ISO) °”Àπ¥ ´÷Ëß°√¡

§«∫§ÿ¡¡≈æ‘…®–ª√–°“»„π√“™°‘®®“πÿ‡∫°…“

ª√–°“» ≥ «—π∑’Ë ÒÚ ¡’π“§¡ æ.». ÚıÙ

æ≈‡Õ° ™«≈‘μ ¬ß„®¬ÿ∑∏

π“¬°√—∞¡πμ√’

ª√–∏“π§≥–°√√¡°“√ ‘Ëß·«¥≈âÕ¡·Ààß™“μ‘

(ª√–°“»„π√“™°‘®®“πÿ‡∫°…“ ‡≈à¡ ÒÒÙ μÕπ∑’Ë Ú˜ ß «—π∑’Ë Û ‡¡…“¬π ÚıÙ)

     
                     

 

 

 

 
    

. .   
 

 
          ( . .  )   

  . .     
                  

   
  

   
“ ”      

      
 

“ ”     
    (Percentile Level 90 , L90) 

“     (L90)”         
 

“ ”    
 

“ ”    
 

“     ”    
        (24  hours  

A-weighted  Equivalent  Continuous  Sound  Level )   Leq  24  hr   
    dB(A) 



     
                     

 

 

 

“ ”      
      dB(A) 

“ ”      IEC  60804     
IEC  61672    (International  Electrotechnical 
Commission , IEC) 

           
              

 
          
            

   
   

 
          . .   

   
 

234

ª√–°“»§≥–°√√¡°“√ ‘Ëß·«¥≈âÕ¡·Ààß™“μ‘
©∫—∫∑’Ë ¯ (æ.». ÚıÛ˜)

ÕÕ°μ“¡§«“¡„πæ√–√“™∫—≠≠—μ‘ àß‡ √‘¡·≈–√—°…“§ÿ≥¿“æ ‘Ëß·«¥≈âÕ¡·Ààß™“μ‘
æ.». ÚıÛı

‡√◊ËÕß °”Àπ¥¡“μ√∞“π§ÿ≥¿“æπÈ”„π·À≈àßπÈ”º‘«¥‘π

Õ“»—¬Õ”π“®μ“¡§«“¡„π¡“μ√“ ÛÚ (Ò) ·Ààßæ√–√“™∫—≠≠—μ‘ àß‡ √‘¡·≈–√—°…“§ÿ≥¿“æ

 ‘Ëß·«¥≈âÕ¡·Ààß™“μ‘ æ.». ÚıÛı §≥–°√√¡°“√ ‘Ëß·«¥≈âÕ¡·Ààß™“μ‘ª√–°“»°”Àπ¥

¡“μ√∞“π§ÿ≥¿“æπÈ”„π·À≈àßπÈ”º‘«¥‘π ‰«â¥—ßμàÕ‰ªπ’È

À¡«¥ Ò
∫∑∑—Ë«‰ª

¢âÕ Ò „πª√–°“»π’È

ç·À≈àßπÈ”º‘«¥‘πé  À¡“¬∂÷ß ·¡àπÈ” ≈”§≈Õß ÀπÕß ∫÷ß ∑–‡≈ “∫ Õà“ß‡°Á∫

πÈ” ·≈–·À≈àßπÈ” “∏“√≥–Õ◊ËπÊ ∑’ËÕ¬Ÿà¿“¬„πº◊π·ºàπ¥‘π ÷́ËßÀ¡“¬§«“¡√«¡∂÷ß·À≈àßπÈ”

 “∏“√≥–∑’ËÕ¬Ÿà¿“¬„πº◊π·ºàπ¥‘π∫π‡°“–¥â«¬ ·μà‰¡à√«¡∂÷ßπÈ”∫“¥“≈ ·≈–„π°√≥’∑’Ë·À≈àßπÈ”

π—ÈπÕ¬Ÿàμ‘¥°—∫∑–‡≈„ÀâÀ¡“¬§«“¡∂÷ß·À≈àßπÈ”∑’ËÕ¬Ÿà¿“¬„πª“°·¡àπÈ”À√◊Õª“°∑–‡≈ “∫

ª“°·¡àπÈ”·≈–ª“°∑–‡≈ “∫„Àâ∂◊Õ·π«‡¢μμ“¡∑’Ë°√¡‡®â“∑à“°”Àπ¥
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À¡«¥ Ú
ª√–‡¿∑·≈–¡“μ√∞“π§ÿ≥¿“æπÈ”„π·À≈àßπÈ”º‘«¥‘π

¢âÕ Ú „Àâ·∫àß·À≈àßπÈ”º‘«¥‘πÕÕ°‡ªìπ ı ª√–‡¿∑§◊Õ ·À≈àßπÈ”ª√–‡¿∑∑’Ë Ò ·À≈àß

πÈ”ª√–‡¿∑∑’Ë Ú ·À≈àßπÈ”ª√–‡¿∑∑’Ë Û ·À≈àßπÈ”ª√–‡¿∑∑’Ë Ù ·≈–·À≈àßπÈ”ª√–‡¿∑∑’Ë ı

(Ò) ·À≈àßπÈ”ª√–‡¿∑∑’Ë Ò ‰¥â·°à ·À≈àßπÈ”∑’Ë§ÿ≥¿“æπÈ”¡’ ¿“æμ“¡

∏√√¡™“μ‘‚¥¬ª√“»®“°πÈ”∑‘Èß®“°°‘®°√√¡∑ÿ°ª√–‡¿∑·≈– “¡“√∂‡ªìπª√–‚¬™πå‡æ◊ËÕ

(°) °“√Õÿª‚¿§·≈–∫√‘‚¿§‚¥¬μâÕßºà“π°“√¶à“‡™◊ÈÕ‚√§μ“¡ª°μ‘°àÕπ

(¢) °“√¢¬“¬æ—π∏ÿåμ“¡∏√√¡™“μ‘¢Õß ‘Ëß¡’™’«‘μ√–¥—∫æ◊Èπ∞“π

(§) °“√Õπÿ√—°…å√–∫∫π‘‡«»πå¢Õß·À≈àßπÈ”

(Ú) ·À≈àßπÈ”ª√–‡¿∑∑’Ë Ú ‰¥â·°à ·À≈àßπÈ”∑’Ë‰¥â√—∫πÈ”∑‘Èß®“°°‘®°√√¡∫“ß

ª√–‡¿∑·≈– “¡“√∂‡ªìπª√–‚¬™πå‡æ◊ËÕ

(°) °“√Õÿª‚¿§·≈–∫√‘‚¿§‚¥¬μâÕßºà“π°“√¶à“‡™◊ÈÕ‚√§μ“¡ª°μ‘

·≈–ºà“π°√–∫«π°“√ª√—∫ª√ÿß§ÿ≥¿“æπÈ”∑—Ë«‰ª°àÕπ

(¢) °“√Õπÿ√—°…å —μ«åπÈ”

(§) °“√ª√–¡ß

(ß) °“√«à“¬πÈ”·≈–°’Ã“∑“ßπÈ”

(Û) ·À≈àßπÈ”ª√–‡¿∑∑’Ë Û ‰¥â·°à ·À≈àßπÈ”∑’Ë‰¥â√—∫πÈ”∑‘Èß®“°°‘®°√√¡∫“ß

ª√–‡¿∑·≈– “¡“√∂‡ªìπª√–‚¬™πå‡æ◊ËÕ

(°) °“√Õÿª‚¿§·≈–∫√‘‚¿§‚¥¬μâÕßºà“π°“√¶à“‡™◊ÈÕ‚√§μ“¡ª°μ‘

·≈–ºà“π°√–∫«π°“√ª√—∫ª√ÿß§ÿ≥¿“æπÈ”∑—Ë«‰ª°àÕπ

(¢) °“√‡°…μ√

(Ù) ·À≈àßπÈ”ª√–‡¿∑∑’Ë Ù ‰¥â·°à ·À≈àßπÈ”∑’Ë‰¥â√—∫πÈ”∑‘Èß®“°°‘®°√√¡∫“ß

ª√–‡¿∑·≈– “¡“√∂‡ªìπª√–‚¬™πå‡æ◊ËÕ

(°) °“√Õÿª‚¿§·≈–∫√‘‚¿§‚¥¬μâÕßºà“π°“√¶à“‡™◊ÈÕ‚√§μ“¡ª°μ‘

·≈–ºà“π°√–∫«π°“√ª√—∫ª√ÿß§ÿ≥¿“æπÈ”‡ªìπæ‘‡»…°àÕπ

(¢) °“√Õÿμ “À°√√¡
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(ı) ·À≈àßπÈ”ª√–‡¿∑∑’Ë ı ‰¥â·°à ·À≈àßπÈ”∑’Ë‰¥â√—∫πÈ”∑‘Èß®“°°‘®°√√¡∫“ß

ª√–‡¿∑ ·≈– “¡“√∂‡ªìπª√–‚¬™πå‡æ◊ËÕ°“√§¡π“§¡

¢âÕ Û §ÿ≥¿“æπÈ”„π·À≈àßπÈ”ª√–‡¿∑∑’Ë Ò μâÕß¡’ ¿“æμ“¡∏√√¡™“μ‘ ·≈– “¡“√∂

„™âª√–‚¬™πå‰¥âμ“¡¢âÕ Ú (Ò)

¢âÕ Ù §ÿ≥¿“æπÈ”„π·À≈àßπÈ”ª√–‡¿∑∑’Ë Ú μâÕß¡’¡“μ√∞“π¥—ßμàÕ‰ªπ’È

(Ò) ‰¡à¡’«—μ∂ÿÀ√◊Õ ‘Ëß¢Õß∑’Ë‡°‘¥®“°°“√°√–∑”¢Õß¡πÿ…¬ǻ ÷Ëß®–∑”„Àâ  ’ °≈‘Ëπ

·≈–√ ¢ÕßπÈ”‡ª≈’Ë¬π‰ªμ“¡∏√√¡™“μ‘

(Ú) Õÿ≥À¿Ÿ¡‘ (Temperature) ‰¡à Ÿß°«à“Õÿ≥À¿Ÿ¡‘μ“¡∏√√¡™“μ‘‡°‘π Û

Õß»“‡´≈‡´’¬ 

(Û) §«“¡‡ªìπ°√¥·≈–¥à“ß (pH) ¡’§à“√–À«à“ß ı.-˘.

(Ù) ÕÕ°´‘‡®π≈–≈“¬ (DO) ¡’§à“‰¡àπâÕ¬°«à“ ˆ. ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ı) ∫’‚Õ¥’ (BOD) ¡’§à“‰¡à‡°‘π°«à“ Ò.ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ˆ) ·∫§∑’‡√’¬°≈ÿà¡‚§≈‘øÕ√å¡∑—ÈßÀ¡¥ (Total Coliform Bacteria) ¡’§à“‰¡à

‡°‘π°«à“ ı, ‡ÕÁ¡.æ’.‡ÕÁπ. μàÕ Ò ¡‘≈≈‘≈‘μ√

(˜) ·∫§∑’‡√’¬°≈ÿà¡øï§Õ≈‚§≈‘øÕ√å¡ (Fecal Coliform Bacteria) ¡’§à“‰¡à

‡°‘π°«à“ Ò, ‡ÕÁ¡.æ’.‡ÕÁπ. μàÕ Ò ¡‘≈≈‘≈‘μ√

(¯) ‰π‡μ√μ (NO
3
) „πÀπà«¬‰π‚μ√‡®π ¡’§à“‰¡à‡°‘π°«à“ ı. ¡‘≈≈‘°√—¡

μàÕ≈‘μ√

(˘) ·Õ¡‚¡‡π’¬ (NH
3
) „πÀπà«¬‰π‚μ√‡®π ¡’§à“‰¡à‡°‘π°«à“ .ı ¡‘≈≈‘°√—¡

μàÕ≈‘μ√

(Ò) øïπÕ≈ (Phenols) ¡’§à“‰¡à‡°‘π°«à“ .ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ÒÒ) ∑Õß·¥ß (Cu) ¡’§à“‰¡à‡°‘π°«à“ .Ò ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ÒÚ) π‘§‡°‘≈ (Ni) ¡’§à“‰¡à‡°‘π°«à“ .Ò ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ÒÛ) ·¡ß°“π’  (Mn) ¡’§à“‰¡à‡°‘π°«à“ Ò. ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ÒÙ)  —ß°– ’ (Zn) ¡’§à“‰¡à‡°‘π°«à“ Ò. ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Òı) ·§¥‡¡’¬¡ (Cd) „ππÈ”∑’Ë¡’§«“¡°√–¥â“ß„π√Ÿª¢Õß CaCO
3
 ‰¡à‡°‘π°«à“

Ò ¡‘≈≈‘°√—¡μàÕ≈‘μ√ ¡’§à“‰¡à‡°‘π°«à“ .ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√ ·≈–„ππÈ”∑’Ë¡’§«“¡°√–¥â“ß

„π√Ÿª¢Õß CaCO
3
 ‡°‘π°«à“ Ò ¡‘≈≈‘°√—¡μàÕ≈‘μ√ ¡’§à“‰¡à‡°‘π°«à“ .ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√
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(Òˆ) ‚§√‡¡’¬¡™π‘¥‡ŒÁ°´“«“‡≈âπ∑å (Cr Hexavalent) ¡’§à“‰¡à‡°‘π°«à“ .ı

¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Ò˜) μ–°—Ë« (Pb) ¡’§à“‰¡à‡°‘π .ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Ò¯) ª√Õ∑∑—ÈßÀ¡¥ (Total Hg) ¡’§à“‰¡à‡°‘π°«à“ .Ú ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Ò˘)  “√ÀπŸ (As) ¡’§à“‰¡à‡°‘π°«à“ .Ò ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Ú) ‰´¬“‰π¥å (Cyanide) ¡’§à“‰¡à‡°‘π°«à“ .ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ÚÒ) °—¡¡—πμ¿“æ√—ß ’ (Radioactivity) ¡’§à“√—ß ’·Õ≈ø“ (Alpha) ‰¡à‡°‘π°«à“

.Ò ‡∫§‡§Õ‡√≈μàÕ≈‘μ√ ·≈–√—ß ’‡∫μ“ (Beta) ‰¡à‡°‘π°«à“ Ò. ‡∫§‡§Õ‡√≈μàÕ≈‘μ√

(ÚÚ)  “√¶à“»—μ√Ÿæ◊™·≈– —μ«å™π‘¥∑’Ë¡’§≈Õ√’π∑—ÈßÀ¡¥ (Total Organochlorine

Pesticides) ¡’§à“‰¡à‡°‘π°«à“ .ı ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(ÚÛ) ¥’¥’∑’ (DDT) ¡’§à“‰¡à‡°‘π°«à“ Ò. ‰¡‚§√°√—¡μàÕ≈‘μ√

(ÚÙ) ∫’ ‡Õ™ ’́™π‘¥·Õ≈ø“ (Alpha-BHC) ¡’§à“‰¡à ‡°‘π°«à“ .Ú

‰¡‚§√°√—¡μàÕ≈‘μ√

(Úı) ¥‘≈¥√‘π (Dieldrin) ¡’§à“‰¡à‡°‘π°«à“ .Ò ‰¡‚§√°√—¡μàÕ≈‘μ√

(Úˆ) Õ—≈¥√‘π (Aldrin) ¡’§à“‰¡à‡°‘π°«à“ .Ò ‰¡‚§√°√—¡μàÕ≈‘μ√

(Ú˜) ‡Œªμ“§≈Õ√å  (Heptachlor) ·≈–‡Œªμ“§≈Õ√åÕ’ªÕ°‰´¥å

(Heptachlorepoxide) ¡’§à“‰¡à‡°‘π°«à“ .Ú ‰¡‚§√°√—¡μàÕ≈‘μ√

(Ú¯) ‡Õπ¥√‘π (Endrin) ‰¡à “¡“√∂μ√«®æ∫‰¥âμ“¡«‘∏’°“√μ√«® Õ∫∑’Ë°”Àπ¥

¢âÕ ı §ÿ≥¿“æπÈ”„π·À≈àßπÈ”ª√–‡¿∑∑’Ë Û μâÕß¡’¡“μ√∞“πμ“¡ ¢âÕ Ù ‡«âπ·μà

(Ò) ÕÕ° ‘́‡®π≈–≈“¬ ¡’§à“‰¡àπâÕ¬°«à“ Ù. ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Ú) ∫’‚Õ¥’ ¡’§à“‰¡à‡°‘π°«à“ Ú. ¡‘≈≈‘°√—¡μàÕ≈‘μ√

(Û) ·∫§∑’‡√’¬°≈ÿà¡‚§≈‘øÕ√å¡∑—ÈßÀ¡¥ ¡’§à“‰¡à‡°‘π°«à“ Ú, ‡ÕÁ¡.æ’.‡ÕÁπ.

μàÕ Ò ¡‘≈≈‘≈‘μ√

(Ù) ·∫§∑’‡√’¬°≈ÿà¡øï§Õ≈‚§≈‘øÕ√å¡ ¡’§à“‰¡à‡°‘π°«à“ Ù, ‡ÕÁ¡.æ’.‡ÕÁπ.

μàÕ Ò ¡‘≈≈‘≈‘μ√

¢âÕ ˆ §ÿ≥¿“æπÈ”„π·À≈àßπÈ”ª√–‡¿∑∑’Ë Ù μâÕß¡’¡“μ√∞“πμ“¡¢âÕ Ù (Ò) ∂÷ß (ı)

·≈– (¯) ∂÷ß (Ú¯) ‡«âπ·μà

(Ò) ÕÕ°´‘‡®π≈–≈“¬ ¡’§à“‰¡àπâÕ¬°«à“ Ú. ¡‘≈≈‘°√—¡μàÕ≈‘μ√
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(Ú) ∫’‚Õ¥’ ¡’§à“‰¡à‡°‘π°«à“ Ù. ¡‘≈≈‘°√—¡μàÕ≈‘μ√

¢âÕ ˜ §ÿ≥¿“æπÈ”„π·À≈àßπÈ”ª√–‡¿∑∑’Ë ı μâÕß¡’¡“μ√∞“πμË”°«à“§ÿ≥¿“æπÈ” „π

·À≈àßπÈ”ª√–‡¿∑∑’Ë Ù

¢âÕ ¯ °“√°”Àπ¥„Àâ·À≈àßπÈ”º‘«¥‘π·À≈àß„¥·À≈àßÀπ÷Ëß‡ªìπª√–‡¿∑„¥μ“¡¢âÕ Ú

„Àâ‡ªìπ‰ªμ“¡∑’Ë°√¡§«∫§ÿ¡¡≈æ‘…ª√–°“»„π√“™°‘®®“πÿ‡∫°…“

À¡«¥ Û
«‘∏’°“√‡°Á∫μ—«Õ¬à“ß·≈–μ√«® Õ∫§ÿ≥¿“æπÈ”„π·À≈àßπÈ”º‘«¥‘π

¢âÕ ˘ °“√‡°Á∫μ—«Õ¬à“ßπÈ”‡æ◊ËÕμ√«® Õ∫§ÿ≥¿“æμ“¡¢âÕ Û ∂÷ß ¢âÕ ˜ „Àâ„™â«‘∏’°“√

¥—ßμàÕ‰ªπ’È

(Ò) ·À≈àßπÈ”‰À≈ ´÷Ëß‰¥â·°à ·¡àπÈ” ≈”§≈Õß ‡ªìπμâπ „Àâ‡°Á∫∑’Ë®ÿ¥°÷Ëß°≈“ß

§«“¡°«â“ß¢Õß·À≈àßπÈ”∑’Ë√–¥—∫°÷Ëß°≈“ß§«“¡≈÷° ≥ ®ÿ¥μ√«® Õ∫ ‡«âπ·μà·∫§∑’‡√’¬°≈ÿà¡

‚§≈‘øÕ√å¡∑—ÈßÀ¡¥·≈–·∫§∑’‡√’¬°≈ÿà¡øï§Õ≈‚§≈‘øÕ√å¡ „Àâ‡°Á∫∑’Ë√–¥—∫§«“¡≈÷° Û ‡´πμ‘‡¡μ√

≥ ®ÿ¥μ√«® Õ∫

(Ú) ·À≈àßπÈ”π‘Ëß ´÷Ëß‰¥â·°à ∑–‡≈ “∫ ÀπÕß ∫÷ß Õà“ß‡°Á∫πÈ” ‡ªìπμâπ „Àâ

‡°Á∫∑’Ë√–¥—∫§«“¡≈÷° Ò ‡¡μ√ ≥ ®ÿ¥μ√«® Õ∫ ”À√—∫·À≈àßπÈ”∑’Ë¡’§«“¡≈÷°‡°‘π°«à“ Ú ‡¡μ√

·≈–„Àâ‡°Á∫∑’Ë®ÿ¥°÷Ëß°≈“ß§«“¡≈÷° ≥ ®ÿ¥μ√«® Õ∫ ”À√—∫·À≈àßπÈ”∑’Ë¡’§«“¡≈÷°‰¡à‡°‘π Ú ‡¡μ√

‡«âπ·μà·∫§∑’‡√’¬°≈ÿà¡‚§≈‘øÕ√å¡∑—ÈßÀ¡¥·≈–·∫§∑’‡√’¬°≈ÿà¡øï§Õ≈‚§≈‘øÕ√å¡ „Àâ‡°Á∫∑’Ë√–¥—∫

§«“¡≈÷° Û ‡´πμ‘‡¡μ√ ≥ ®ÿ¥μ√«® Õ∫

®ÿ¥μ√«® Õ∫μ“¡ (Ò) ·≈– (Ú) ¢Õß·À≈àßπÈ”∑’Ë°”Àπ¥μ“¡¢âÕ ¯ „Àâ‡ªìπ‰ªμ“¡∑’Ë

°√¡§«∫§ÿ¡¡≈æ‘…°”Àπ¥

¢âÕ Ò °“√μ√«® Õ∫§ÿ≥¿“æπÈ”μ“¡¢âÕ Û ∂÷ß¢âÕ ˜ „Àâ„™â«‘∏’°“√¥—ßμàÕ‰ªπ’È

(Ò) °“√μ√«® Õ∫Õÿ≥À¿Ÿ¡‘ „Àâ„™â‡§√◊ËÕß«—¥Õÿ≥À¿Ÿ¡‘ (Thermometer) «—¥¢≥–

∑”°“√‡°Á∫μ—«Õ¬à“ßπÈ”

(Ú) °“√μ√«® Õ∫§à“§«“¡‡ªìπ°√¥·≈–¥à“ß „Àâ„™â‡§√◊ËÕß«—¥§«“¡‡ªìπ°√¥

·≈–¥à“ß¢ÕßπÈ” (pH meter) μ“¡«‘∏’°“√À“§à“·∫∫Õ’‡≈Á§‚μ√‡¡μ√‘° (Electrometric)

(Û) °“√μ√«® Õ∫§à“ÕÕ° ‘́‡®π≈–≈“¬ „Àâ„™â«‘∏’Õ–‰´¥å‚¡¥‘øî‡§™—Ëπ (Azide

Modification)
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(Ù) °“√μ√«® Õ∫§à“∫’‚Õ¥’ „Àâ„™â«‘∏’Õ–‰´¥å‚¡¥‘øî‡§™—Ëπ (Azide

Modification) ∑’ËÕÿ≥À¿Ÿ¡‘ Ú Õß»“‡´≈‡´’¬  ‡ªìπ‡«≈“ ı «—πμ‘¥μàÕ°—π

(ı) °“√μ√«® Õ∫§à“·∫§∑’‡√’¬°≈ÿà¡‚§≈‘øÕ√å¡∑—ÈßÀ¡¥ ·≈–§à“·∫§∑’‡√’¬°≈ÿà¡

øï§Õ≈‚§≈‘øÕ√å¡ „Àâ„™â«‘∏’¡—≈μ‘‡æ‘È≈ ∑‘È«∫å ‡øÕ√å‡¡π‡μ™—Ëπ ‡∑§π‘§ (Multiple Tube

Fermentation Technique)

(ˆ) °“√μ√«® Õ∫§à“‰π‡μ√μ„πÀπà«¬‰π‚μ√‡®π „Àâ„™â«‘∏’·§¥‡¡’¬¡

√’¥—§™—Ëπ (Cadmium Reduction)

(˜) °“√μ√«® Õ∫§à“·Õ¡‚¡‡π’¬„πÀπà«¬‰π‚μ√‡®π „Àâ„™â«‘∏’¥‘ ∑‘≈‡≈™—Ëπ

‡π  ‡≈Õ√å‰√‡´™—Ëπ (Distillation Nesslerization)

(¯) °“√μ√«® Õ∫§à“øïπÕ≈ „Àâ„™â«‘∏’¥‘ ∑‘≈‡≈™—Ëπ Ù - Õ–¡‘‚π·Õπμ‘‰æ√’π

(Distillation, 4-Amino antipyrene)

(˘) °“√μ√«® Õ∫§à“∑Õß·¥ß π‘§‡°‘≈ ·¡ß°“π’   —ß°– ’ ·§¥‡¡’¬¡

‚§√‡¡’¬¡™π‘¥‡ŒÁ°´“«“‡≈âπ∑å ·≈–μ–°—Ë« „Àâ„™â«‘∏’Õ–μÕ¡¡‘§ ·Õ∫´Õæ™—Ëπ ‰¥‡√Á§ ·Õ ‰æ‡√™—Ëπ

(Atomic Absorption - Direct Aspiration)

(Ò) °“√μ√«® Õ∫§à“ª√Õ∑∑—ÈßÀ¡¥ „Àâ„™â«‘∏’Õ–μÕ¡¡‘§ ·Õ∫´Õæ™—Ëπ ‚§≈¥å

‡«‡ªÕ√å ‡∑§π‘§ (Atomic Absorption-Cold Vapour Technique)

(ÒÒ) °“√μ√«® Õ∫§à“ “√ÀπŸ „Àâ„™â«‘∏’Õ–μÕ¡¡‘§ ·Õ∫´Õæ™—Ëπ ·°ä ´— 

‰Œ‰¥√¥å (Atomic Absorption - Gaseous Hydride)

(ÒÚ) °“√μ√«® Õ∫§à“‰´¬“‰π¥å‹ „Àâ„™â«‘∏’‰æ√‘¥’π ∫“√å∫‘∑Ÿ√‘§ ·Õ ‘́¥

(Pyridine - Barbituric Acid)

(ÒÛ) °“√μ√«® Õ∫§à“°—¡¡—πμ¿“æ√—ß ’ „Àâ„™â«‘∏’‚≈«å ·∫Á§°√“«¥å

æ√ÁÕææÕ√å™—ËππÕ≈ ‡§“πå‡μÕ√å (Low Background Proportional Counter)

(ÒÙ) °“√μ√«®§à“ “√¶à“»—μ√Ÿæ◊™·≈– —μ«å™π‘¥∑’Ë¡’§≈Õ√’π∑—ÈßÀ¡¥ ¥’¥’∑’

∫’‡Õ™´’™π‘¥·Õ≈ø“ ¥‘≈¥√‘π Õ—≈¥√‘π ‡Œªμ“§≈Õ√åÕ’ªÕ°‰´¥å ·≈–‡Õπ¥√‘π „Àâ„™â«‘∏’°ä“´ -

‚§√¡“‚μ°√“øïò (Gas - Chromatography)

¢âÕ ÒÒ °“√μ√«® Õ∫§à“ÕÕ° ‘́‡®π≈–≈“¬„Àâ„™â§à“‡ªÕ√å‡ Á́π‰∑≈å∑’Ë Ú (20
th
 Percentile

Value)  à«π°“√μ√«® Õ∫§à“∫’‚Õ¥’ ·∫§∑’‡√’¬°≈ÿà¡‚§≈‘øÕ√å¡∑—ÈßÀ¡¥ ·≈–·∫§∑’‡√’¬°≈ÿà¡

øï§Õ≈‚§≈‘øÕ√å¡ „Àâ„™â§à“‡ªÕ√å‡´Áπ‰∑≈å∑’Ë ¯ ‚¥¬®”π«π·≈–√–¬–‡«≈“ ”À√—∫°“√‡°Á∫

μ—«Õ¬à“ßπÈ”¥—ß°≈à“« „Àâ‡ªìπ‰ªμ“¡∑’Ë°√¡§«∫§ÿ¡¡≈æ‘…°”Àπ¥
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¢âÕ ÒÚ °“√‡°Á∫μ—«Õ¬à“ßπÈ”μ“¡¢âÕ ˘ ·≈–°“√μ√«® Õ∫§ÿ≥¿“æπÈ”μ“¡¢âÕ Ò ®–

μâÕß‡ªìπ‰ªμ“¡«‘∏’°“√¡“μ√∞“π ”À√—∫°“√«‘‡§√“–ÀåπÈ”·≈–πÈ”‡ ’¬ (Standard Methods for

Examination of Water and Wastewater) ´÷Ëß American Public Health Association ·≈–

American Water Works Association °—∫ Water Pollution Control Federation ¢Õß À√—∞Õ‡¡√‘°“

√à«¡°—π°”Àπ¥‰«â¥â«¬

ª√–°“» ≥ «—π∑’Ë Ú ¡°√“§¡ æ.». ÚıÛ˜

™«π À≈’°¿—¬

π“¬°√—∞¡πμ√’

ª√–∏“π§≥–°√√¡°“√ ‘Ëß·«¥≈âÕ¡·Ààß™“μ‘

(ª√–°“»„π√“™°‘®®“πÿ‡∫°…“ ‡≈à¡ ÒÒÒ μÕπ∑’Ë Òˆ ß «—π∑’Ë ÚÙ °ÿ¡¿“æ—π∏å ÚıÛ˜)
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รายการเคร่ืองมือท่ีใชในการวิเคราะห / ทดสอบ

Sample Name Parameter Equipment Name ID No. Calibrated Date Next Cal
Freq. Calibrate

(Months)
Ambient Particulate Matter (PM-10) High Volume BKK_FS0383 - - On site Calibration
Ambient Particulate Matter (PM-10) High Volume BKK_FS1061 - - On site Calibration
Ambient Particulate Matter (PM-10) High Volume BKK_FS0389 - - On site Calibration
Ambient Particulate Matter (PM-10) High Volume BKK_FS0389 - - On site Calibration
Ambient Particulate Matter (PM-10) Digital Balance BKK_EN0403 3-Jun-24 3-Jun-25 12
Ambient Total Suspended Particulate High Volume BKK_FS0370 - - On site Calibration
Ambient Total Suspended Particulate High Volume BKK_FS0358 - - On site Calibration
Ambient Total Suspended Particulate High Volume BKK_FS0369 - - On site Calibration
Ambient Total Suspended Particulate High Volume BKK_FS1056 - - On site Calibration
Ambient Total Suspended Particulate Digital Balance BKK_EN0403 3-Jun-24 3-Jun-25 12
Ambient Nitrogen Dioxide NO2 Analyzer BKK_FS0779 3-Jan-25 3-Jul-25 6
Ambient Nitrogen Dioxide NO2 Analyzer BKK_FS1086 3-Jan-25 3-Jul-25 6
Ambient Nitrogen Dioxide NO2 Analyzer BKK_FS1088 3-Jan-25 3-Jul-25 6
Ambient Wind Speed / Wind Direction Wind Speed / Wind Direction BKK_FS0975 17-Dec-24 17-Jun-26 18
Ambient Wind Speed / Wind Direction Wind Speed / Wind Direction BKK_FS0159 21-May-24 21-Nov-25 18
Ambient Wind Speed / Wind Direction Wind Speed / Wind Direction RYG_FS0436 19-Dec-24 19-Dec-25 12

Stack (CEMs) Oxides of Nitrogen Analyzer , System calibration, Stand - - - -
Stack (CEMs) Sulfur Dioxide Analyzer , System calibration, Stand - - - -
Stack (CEMs) Oxygen Analyzer , System calibration, Stand - - - -

Stack Total Suspended Particulate Console Control Unit BKK_FS0547 30-Nov-24 30-May-25 6
Stack Total Suspended Particulate Pitot Tube BKK_FS0552 30-Nov-24 1-Jun-25 6
Stack Total Suspended Particulate Probe BKK_FS0562 10-Jan-25 10-Jul-25 6
Stack Total Suspended Particulate Digital Balance BKK_EN0309 5-Nov-24 5-Nov-25 12
Noise Leq 24 hrs Sound Calibrator BKK_FS0617 22-Oct-24 22-Oct-25 12
Noise Leq 24 hrs Sound Level Meter BKK_FS0099 30-Aug-24 30-Aug-25 12
Noise Leq 24 hrs Sound Level Meter BKK_FS0100 30-Aug-24 30-Aug-25 12
Noise Leq 24 hrs Sound Level Meter BKK_FS0993 19-Sep-24 19-Sep-25 12
Noise Noise Dose, TWA Dose Badge Reader BKK_FS0622 7-May-24 7-May-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0080 3-Oct-24 3-Oct-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0081 27-Sep-24 27-Sep-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0083 27-Sep-24 27-Sep-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0085 27-Sep-24 27-Sep-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0087 19-Sep-24 19-Sep-25 12
Noise Noise Dose, TWA Dose Badge Reader BKK_FS0628 23-Jul-24 23-Jul-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS1054 11-Sep-24 11-Sep-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0080 3-Oct-24 3-Oct-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0087 19-Sep-24 19-Sep-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0090 11-Sep-24 11-Sep-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0091 11-Sep-24 11-Sep-25 12
Noise Noise Dose, TWA Dose Badge Reader BKK_FS1121 24-Jul-24 24-Jul-25 12
Noise Noise Dose, TWA Dosemeter BKK_FS0091 11-Sep-24 11-Sep-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0671 25-Nov-24 25-Nov-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0672 13-Feb-24 12-Feb-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0677 21-Jun-24 21-Jun-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0678 14-Feb-24 13-Feb-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0680 26-Apr-24 25-Apr-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0681 22-Nov-24 22-Nov-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0682 22-Nov-24 22-Nov-25 12
Heat Heat Stress Heat Stress Monitor CHM_FS0099 20-Jun-24 20-Jun-25 12
Heat Heat Stress Heat Stress Monitor CHM_FS0100 20-Jun-24 20-Jun-25 12
Heat Heat Stress Heat Stress Monitor CHM_FS0101 21-Jun-24 21-Jun-25 12
Heat Heat Stress Heat Stress Monitor CHM_FS0103 5-Jun-24 5-Jun-25 12
Heat Heat Stress Heat Stress Monitor CHM_FS0104 21-Jun-24 21-Jun-25 12
Heat Heat Stress Heat Stress Monitor CHM_FS0105 5-Jun-24 5-Jun-25 12
Heat Heat Stress Heat Stress Monitor BKK_FS0657 21-Jun-24 21-Jun-25 12

Illuminance Illuminance Lux Meter BKK_FS1146 27-Sep-24 27-Sep-25 12
Illuminance Illuminance Lux Meter BKK_FS1219 21-Nov-24 21-Nov-25 12

1 alsglobal.com

รายการเคร่ืองมือท่ีใชในการวิเคราะห / ทดสอบ

Sample Name Parameter Equipment Name ID No. Calibrated Date Next Cal
Freq. Calibrate

(Months)
Water Lab pH at 25 

o
C pH meter BKK_EN0342 17-Oct-24 17-Oct-25 12

Water Lab Total Suspended Solids Electronic Top-Loading Balance BKK_EN0003 2-Aug-24 2-Aug-25 12
Water Lab Total Suspended Solids Oven BKK_EN0425 29-Oct-24 29-Oct-25 12
Water Lab Total Dissolved Solids 180°C Electronic Top-Loading Balance BKK_EN0003 2-Aug-24 2-Aug-25 12
Water Lab Total Dissolved Solids 180°C Oven BKK_EN0425 29-Oct-24 29-Oct-25 12
Water Lab Lead ICP-MS BKK_EL0043 4-Oct-24 3-Apr-26 18
Water Lab Lead Hot Block BKK_EL0054 4-Mar-25 4-Sep-26 18
Water Lab Lead Chamber  (Cooling Room) BKK_EN0167 4-Jun-25 4-Dec-26 18
Water Lab Iron ICP-MS BKK_EL0043 4-Oct-24 3-Apr-26 18
Water Lab Iron Hot Block BKK_EL0054 4-Mar-25 4-Sep-26 18
Water Lab Iron Chamber  (Cooling Room) BKK_EN0167 4-Jun-25 4-Dec-26 18
Water Lab Copper ICP-MS BKK_EL0043 4-Oct-24 3-Apr-26 18
Water Lab Copper Hot Block BKK_EL0054 4-Mar-25 4-Sep-26 18
Water Lab Copper Chamber  (Cooling Room) BKK_EN0167 4-Jun-25 4-Dec-26 18
Water Lab Zinc ICP-MS BKK_EL0043 4-Oct-24 3-Apr-26 18
Water Lab Zinc Hot Block BKK_EL0054 4-Mar-25 4-Sep-26 18
Water Lab Zinc Chamber  (Cooling Room) BKK_EN0167 4-Jun-25 4-Dec-26 18
Water Lab Mercury Mercury Analyzer BKK_EL0128 6-Dec-24 6-Dec-25 12
Water Lab Dissolved Oxygen Burette BKK_EN0171 27-Feb-24 27-Aug-25 18
Water Lab Dissolved Oxygen Chamber  (Cooling Room) BKK_EN0167 4-Jun-25 4-Dec-26 18
Water Lab Oil & Grease Electronic Top-Loading Balance BKK_EN0003 2-Aug-24 2-Aug-25 12
Water Lab Oil & Grease Water Bath BKK_EN0439 29-Oct-24 29-Oct-25 12
Water Lab Temperature Digital Thermometer With Sensor BKK_LG0057 4-Sep-24 4-Sep-25 12
Water Lab Residual Free Chlorine Chlorine Meter BKK_LG0069 1-Apr-25 1-Apr-26 12
Water Lab Color (at Original pH) Spectrophotometer RYG_EN0037 18-Mar-25 18-Sep-26 18
Water Lab Color (at pH 7.0) Spectrophotometer RYG_EN0037 18-Mar-25 18-Sep-26 18

2 alsglobal.com

Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 29 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qa I : Chart

(inch) (m3/min) (CFM)
Test No. Linear Regression

C-130125-BKK_FS0383

High Volume Air Sampler Calibration Worksheet

พืѸนทีѷโรงไฟฟ้า

y = 34.756x - 0.1419

0.0

65.4

0.0 0.5 1.0 1.5

I (CFM)

Qa (m3/min)

Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 29 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qa I : Chart

(inch) (m3/min) (CFM)
Test No. Linear Regression

C-130125-BKK_FS1061

High Volume Air Sampler Calibration Worksheet

โรงพยาบาลสง่เสรมิสขุภาพตําบลเชยีง
รากนอ้ย

y = 34.158x - 0.7539

0.0

65.4

0.0 0.5 1.0 1.5 2.0

I (CFM)

Qa (m3/min)



Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 29 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qa I : Chart

(inch) (m3/min) (CFM)
Test No. Linear Regression

C-130125-BKK_FS0389

High Volume Air Sampler Calibration Worksheet

โรงเรยีนคลองบา้นพรา้ว

y = 27.132x + 7.6393

0.0

65.4

0.0 0.5 1.0 1.5 2.0

I (CFM)

Qa (m3/min)

Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 30 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qa I : Chart

(inch) (m3/min) (CFM)

2.2 0.909 32  Slope : 44.2891

2.7 1.006 36  Intercept : -8.2571

3.2 1.094 40  Correlation Coefficient : 0.9964

3.6 1.159 44

4.4 1.280 48

Calibrated by Approved by :  

High Volume Air Sampler Calibration Worksheet

Gulf JP CRN Co.,Ltd. 760
โรงพยาบาลสง่เสรมิสขุภาพตําบลเชยีง

รากนอ้ย 32.2

10-Feb-25 BKK_FS0389

C-100225-BKK_FS0389 TE-5009X

BKK_FS0625 5329

5

( Mr.Prommee Sripatnet )

TE-5028A 1.04803

2585 -0.01206

Test No. Linear Regression

(Mr. Noppong Juntarupan)
Field Scientist(2)                        Enviro Field Coordinator Scientist (3)

FORM NO.: F 06-074    REVISION NO.:2    ISSUE DATE: 20/11/23

1

2

3

4

y = 44.289x - 8.2571

0.0

65.4

0.0 0.5 1.0 1.5

I (CFM)

Qa (m3/min)



Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 29 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qstd I : Chart

(inch) (m3/min) (CFM)
Test No. Linear Regression

C-130125-BKK_FS0370

High Volume Air Sampler Calibration Worksheet

พืѸนทีѷโรงไฟฟ้า

y = 33.809x + 6.0116

0.0

65.4

0.0 0.5 1.0 1.5 2.0

I (CFM)

Qstd (m3/min)

Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 29 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qstd I : Chart

(inch) (m3/min) (CFM)
Test No. Linear Regression

C-130125-BKK_FS0358

High Volume Air Sampler Calibration Worksheet

โรงพยาบาลสง่เสรมิสขุภาพตําบลเชยีง
รากนอ้ย

y = 35.629x + 2.7616

0.0

65.4

0.0 0.5 1.0 1.5 2.0

I (CFM)

Qstd (m3/min)

Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 29 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qstd I : Chart

(inch) (m3/min) (CFM)

High Volume Air Sampler Calibration Worksheet

โรงเรยีนคลองบา้นพรา้ว

C-130125-BKK_FS0369

Test No. Linear Regression

y = 35.733x + 3.2242

0.0

65.4

0.0 0.5 1.0 1.5 2.0

I (CFM)

Qstd (m3/min)



Project Site : Barometric Pressure (mm Hg)  :

Calibrate Location : Temperature ( °C) :

Calibrate Date : High Volume ID :

CalibrationSheet No.: High Volume Model :

Calibrator ID: 30 High Volume S/N :

Calibrator Model : Calibrator Slope :

Calibrator S/N : Calibrator Intercept :

Delta H2O Qstd I : Chart

(inch) (m3/min) (CFM)

3.0 1.0421 40  Slope : 44.4287

3.6 1.1397 46  Intercept : -5.5380

4.4 1.2580 50  Correlation Coefficient : 0.9947

5.2 1.3659 56

6.2 1.4897 60

Calibrated by Approved by :  

High Volume Air Sampler Calibration Worksheet

Gulf JP CRN Co.,Ltd. 760
โรงพยาบาลสง่เสรมิสขุภาพตําบลเชยีง

รากนอ้ย 32.2

10-Feb-25 BKK_FS1056

C-100225-BKK_FS1056 TE-5009X

BKK_FS0625 5499

5

( Mr.Prommee Sripatnet )

TE-5028A 1.67329

2585 -0.01925

Test No. Linear Regression

(Mr. Noppong Juntarupan)
Field Scientist(2)                        Enviro Field Coordinator Scientist (3)

FORM NO.: F 06-073    REVISION NO.:2    ISSUE DATE: 20/11/23

1

2

3

4

y = 44.429x - 5.538

0.0

65.4

0.0 0.5 1.0 1.5 2.0

I (CFM)

Qstd (m3/min)

ALS Laboratory Group

ALS Laboratory Group ALS Laboratory Group



1 /06/26

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....









19 /12 /25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....







Lot No.

Client : :

Date : :

O2 ANALYZER

Model : :

Span (%) :

NOX ANALYZER

Model : :

Span (ppm) :

CO ANALYZER

Model : :

Span (ppm) :

Calibrated by

Page 1 of 1

FORM NO.: F 06-062    REVISION NO.: 4   ISSUE DATE: 18/01/24

ALS Laboratory Group

Environmental Field Scientist (2)

( Mr.Anuvat  Moungpair )

Span Gas 80.83 81.00 81.20 0.20

Zero Gas 0.00 0.00 0.00 0.00
Low-Level Gas 49.99 50.30 50.50 0.20

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

100

Cylinder Value Initial Analyzers Final Analyzers Difference

TELEDYNE API 300EM Serial No. 300

Span Gas 80.43 81.00 80.50 0.50

Zero Gas 0.00 0.00 0.10 0.10
Low-Level Gas 50.32 52.00 51.50 0.50

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

Low-Level Gas 8.19 8.00 8.00 0.00

100

Cylinder Value Initial Analyzers Final Analyzers Difference

Span Gas 16.01 16.00 16.10 0.40

TELEDYNE API 200EH Serial No. 549

Response (%) Response (%)

Zero Gas 0.00 0.00 0.00 0.00

25

Cylinder Value Initial Analyzers Final Analyzers Difference

(%) Calibration Calibration (Percent of Span)

24143885-1

ANALYZER CALIBRATION DATA

Gulf JP CRN Co., Ltd. Location ปลอ่ง HRSG 11

14 Jan 25 Test Operator Anuvat M.

TELEDYNE API 200EH Serial No. 549

Client : :

Date : Test Operator :

O2 ANALYZER

Cylinder Conc. (%) : :

Zero Gas
Upscale Gas

NOX ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas

CO ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas
Cylinder Conc. (ppm) : ## Span (ppm) : #

FORM NO.: F 06-063 REVISION NO.: 3 ISSUE DATE: 20/11/23

Page 1 of 1 ALS Laboratory Group

Calibrated by

( Mr.Anuvat  Moungpair )

Environmental Field Scientist (2)

Gulf JP CRN Co., Ltd.

14 Jan 25

Lot No. 24143885-1

SYSTEM CALIBRATION BIAS AND DRIFT DATA

Location

Calibration System System System System

ปลอ่ง HRSG 11

Anuvat M.

Drift

16.01 Span (%) 25.00

O2 Analyzer Initial Values Final Values

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Response (% of Span) Response (% of Span)

0.00 0.10 0.40 0.10 0.40 0.00
16.00 16.00 0.00 16.10 0.40 0.40

80.43 Span (ppm) 100

NOX Analyzer Initial Values Final Values

Calibration System System System System Drift

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Response (% of Span) Response (% of Span)

0.00 0.00 0.00 0.00 0.00 0.00
81.00 80.50 0.50 80.80 0.20 0.30

80.83 Span (ppm) 100

CO Analyzer Initial Values Final Values

Calibration System System System System Drift

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Response (% of Span) Response (% of Span)

0.00 0.00 0.00 0.00 0.00 0.00
81.00 80.00 1.00 80.50 0.50 0.50

Client Name
Plant Name

Run No: 1 Time Base : 21 min Run No: 2 Time Base : 21 min

Date Time SO2 NOx CO O2 Load Date Time SO2 NOx CO O2 Load

ppm ppm ppm Vol% MW ppm ppm ppm Vol% MW
14-Jan-25 13:30 - 11.70 0.10 14.43 36.20 14-Jan-25 13:51 - 11.90 0.10 14.41 36.20
14-Jan-25 13:31 - 11.80 0.00 14.41 36.20 14-Jan-25 13:52 - 11.60 0.00 14.41 36.00
14-Jan-25 13:32 - 11.60 0.00 14.42 35.90 14-Jan-25 13:53 - 11.80 0.10 14.42 35.90
14-Jan-25 13:33 - 11.80 0.10 14.42 36.40 14-Jan-25 13:54 - 11.60 0.00 14.44 36.20
14-Jan-25 13:34 - 11.80 0.10 14.42 35.80 14-Jan-25 13:55 - 11.60 0.00 14.43 36.40
14-Jan-25 13:35 - 12.00 0.00 14.40 36.10 14-Jan-25 13:56 - 11.50 0.10 14.42 36.30
14-Jan-25 13:36 - 11.80 0.10 14.41 36.20 14-Jan-25 13:57 - 11.70 0.00 14.42 36.40
14-Jan-25 13:37 - 12.00 0.10 14.42 36.10 14-Jan-25 13:58 - 12.00 0.10 14.42 36.50
14-Jan-25 13:38 - 11.80 0.10 14.42 36.10 14-Jan-25 13:59 - 11.70 0.10 14.42 36.70
14-Jan-25 13:39 - 11.80 0.00 14.42 36.00 14-Jan-25 14:00 - 11.30 0.00 14.43 36.80
14-Jan-25 13:40 - 11.80 0.10 14.42 36.00 14-Jan-25 14:01 - 11.40 0.10 14.44 36.90
14-Jan-25 13:41 - 12.20 0.20 14.41 36.10 14-Jan-25 14:02 - 11.60 0.10 14.44 37.00
14-Jan-25 13:42 - 11.80 0.00 14.42 36.10 14-Jan-25 14:03 - 11.50 0.20 14.44 36.70
14-Jan-25 13:43 - 11.50 0.00 14.43 36.20 14-Jan-25 14:04 - 11.70 0.00 14.43 36.80
14-Jan-25 13:44 - 12.00 0.10 14.42 36.20 14-Jan-25 14:05 - 11.80 0.10 14.43 36.90
14-Jan-25 13:45 - 11.90 0.10 14.40 36.20 14-Jan-25 14:06 - 11.80 0.20 14.43 36.80
14-Jan-25 13:46 - 11.70 0.00 14.42 36.10 14-Jan-25 14:07 - 11.40 0.00 14.45 36.90
14-Jan-25 13:47 - 12.00 0.10 14.42 35.80 14-Jan-25 14:08 - 11.90 0.00 14.42 36.80
14-Jan-25 13:48 - 11.80 0.10 14.42 36.40 14-Jan-25 14:09 - 11.80 0.10 14.42 36.80
14-Jan-25 13:49 - 11.70 0.00 14.41 36.00 14-Jan-25 14:10 - 11.90 0.10 14.42 36.90
14-Jan-25 13:50 - 12.10 0.10 14.41 36.10 14-Jan-25 14:11 - 12.00 0.00 14.43 36.90

Max - 12.20 0.20 14.43 36.40 Max - 12.00 0.20 14.45 37.00
Avg - 11.84 0.07 14.42 36.10 Avg - 11.69 0.07 14.43 36.61

Run No: 3 Time Base : 21 min

Date Time SO2 NOx CO O2 Load

ppm ppm ppm Vol% MW
14-Jan-25 14:12 - 11.90 0.10 14.45 36.90
14-Jan-25 14:13 - 11.90 0.00 14.43 36.90
14-Jan-25 14:14 - 12.10 0.20 14.43 37.00
14-Jan-25 14:15 - 11.90 0.00 14.44 37.10
14-Jan-25 14:16 - 11.70 0.10 14.44 37.10
14-Jan-25 14:17 - 11.90 0.10 14.44 37.30
14-Jan-25 14:18 - 11.70 0.10 14.45 37.10
14-Jan-25 14:19 - 11.60 0.00 14.45 37.30
14-Jan-25 14:20 - 11.50 0.10 14.45 37.50
14-Jan-25 14:21 - 11.30 0.00 14.44 37.50
14-Jan-25 14:22 - 11.70 0.10 14.45 37.30
14-Jan-25 14:23 - 11.90 0.20 14.43 37.30
14-Jan-25 14:24 - 12.00 0.10 14.43 37.30
14-Jan-25 14:25 - 11.60 0.10 14.45 37.40
14-Jan-25 14:26 - 11.60 0.10 14.46 37.30
14-Jan-25 14:27 - 12.00 0.10 14.44 37.20
14-Jan-25 14:28 - 11.50 0.00 14.46 37.50
14-Jan-25 14:29 - 11.90 0.40 14.44 37.70
14-Jan-25 14:30 - 11.70 0.10 14.44 37.50
14-Jan-25 14:31 - 11.70 0.10 14.44 37.20
14-Jan-25 14:32 - 12.00 0.10 14.44 37.00

Max - 12.10 0.40 14.46 37.70
Avg - 11.77 0.10 14.44 37.26

Location ปลอ่ง HRSG 11GCRN

CEMs Data

Date 14-Jan-25Gulf JP CRN Co., Ltd. Client Name
Plant Name

Run No: 1 Time Base : 21 min Run No: 2 Time Base : 21 min

Date Time SO2 NOx CO O2 CO2 Date Time SO2 NOx CO O2 CO2

ppm ppm ppm Vol% Vol% ppm ppm ppm Vol% Vol%
14-Jan-25 13:30 - 10.06 0.79 14.95 3.27 14-Jan-25 13:51 - 10.15 0.75 14.92 3.23
14-Jan-25 13:31 - 10.13 0.77 14.94 3.25 14-Jan-25 13:52 - 9.89 0.77 14.92 3.25
14-Jan-25 13:32 - 9.97 0.77 14.93 3.25 14-Jan-25 13:53 - 9.91 0.78 14.92 3.26
14-Jan-25 13:33 - 9.86 0.74 14.93 3.22 14-Jan-25 13:54 - 10.00 0.78 14.92 3.26
14-Jan-25 13:34 - 10.08 0.74 14.93 3.22 14-Jan-25 13:55 - 10.11 0.77 14.94 3.25
14-Jan-25 13:35 - 10.18 0.72 14.93 3.20 14-Jan-25 13:56 - 10.15 0.80 14.93 3.28
14-Jan-25 13:36 - 10.15 0.74 14.92 3.22 14-Jan-25 13:57 - 10.06 0.68 14.95 3.16
14-Jan-25 13:37 - 9.89 0.75 14.92 3.23 14-Jan-25 13:58 - 10.22 0.77 14.95 3.25
14-Jan-25 13:38 - 9.91 0.77 14.92 3.25 14-Jan-25 13:59 - 9.10 0.78 14.96 3.26
14-Jan-25 13:39 - 10.06 0.74 14.95 3.22 14-Jan-25 14:00 - 8.45 0.75 14.95 3.23
14-Jan-25 13:40 - 10.13 0.75 14.94 3.23 14-Jan-25 14:01 - 8.90 0.74 14.94 3.22
14-Jan-25 13:41 - 9.97 0.76 14.93 3.24 14-Jan-25 14:02 - 8.94 0.75 14.95 3.23
14-Jan-25 13:42 - 9.86 0.75 14.93 3.23 14-Jan-25 14:03 - 8.80 0.79 14.95 3.27
14-Jan-25 13:43 - 10.08 0.77 14.93 3.25 14-Jan-25 14:04 - 9.48 0.75 14.95 3.23
14-Jan-25 13:44 - 10.18 0.76 14.93 3.24 14-Jan-25 14:05 - 9.47 0.77 14.91 3.25
14-Jan-25 13:45 - 10.15 0.74 14.92 3.22 14-Jan-25 14:06 - 9.37 0.74 14.87 3.22
14-Jan-25 13:46 - 9.89 0.72 14.92 3.20 14-Jan-25 14:07 - 9.40 0.79 14.87 3.27
14-Jan-25 13:47 - 9.91 0.73 14.92 3.21 14-Jan-25 14:08 - 9.48 0.77 14.87 3.25
14-Jan-25 13:48 - 9.86 0.77 14.93 3.25 14-Jan-25 14:09 - 9.52 0.77 14.86 3.25
14-Jan-25 13:49 - 10.08 0.73 14.93 3.21 14-Jan-25 14:10 - 9.52 0.74 14.88 3.22
14-Jan-25 13:50 - 10.18 0.70 14.93 3.18 14-Jan-25 14:11 - 9.50 0.74 14.88 3.22

Max - 10.18 0.79 14.95 3.27 Max - 10.22 0.80 14.96 3.28
Avg - 10.03 0.75 14.93 3.23 Avg - 9.55 0.76 14.91 3.24

Run No: 3 Time Base : 21 min

Date Time SO2 NOx CO O2 CO2

ppm ppm ppm Vol% Vol%
14-Jan-25 14:12 - 9.44 0.72 14.86 3.20
14-Jan-25 14:13 - 9.53 0.74 14.85 3.22
14-Jan-25 14:14 - 9.51 0.75 14.86 3.23
14-Jan-25 14:15 - 9.58 0.77 14.86 3.25
14-Jan-25 14:16 - 9.62 0.74 14.86 3.22
14-Jan-25 14:17 - 9.62 0.75 14.86 3.23
14-Jan-25 14:18 - 9.58 0.76 14.88 3.24
14-Jan-25 14:19 - 9.49 0.75 14.88 3.23
14-Jan-25 14:20 - 9.46 0.77 14.87 3.25
14-Jan-25 14:21 - 9.49 0.76 14.87 3.24
14-Jan-25 14:22 - 9.43 0.74 14.88 3.22
14-Jan-25 14:23 - 9.39 0.68 14.92 3.16
14-Jan-25 14:24 - 9.35 0.69 14.92 3.17
14-Jan-25 14:25 - 9.28 0.66 14.93 3.14
14-Jan-25 14:26 - 9.25 0.73 14.92 3.21
14-Jan-25 14:27 - 9.30 0.76 14.91 3.24
14-Jan-25 14:28 - 9.31 0.68 14.91 3.16
14-Jan-25 14:29 - 9.28 0.68 14.93 3.16
14-Jan-25 14:30 - 9.25 0.69 14.92 3.17
14-Jan-25 14:31 - 9.30 0.75 14.93 3.23
14-Jan-25 14:32 - 9.23 0.70 14.92 3.18

Max - 9.62 0.77 14.93 3.25
Avg - 9.42 0.73 14.89 3.21

Reference Method Data

Date
Location

14-Jan-25
ปลอ่ง HRSG 11

Gulf JP CRN Co., Ltd.
GCRN



Lot No.

Client : :

Date : :

O2 ANALYZER

Model : :

Span (%) :

NOX ANALYZER

Model : :

Span (ppm) :

CO ANALYZER

Model : :

Span (ppm) :

Calibrated by

Page 1 of 1

FORM NO.: F 06-062    REVISION NO.: 4   ISSUE DATE: 18/01/24

ALS Laboratory Group

24143886-1

ANALYZER CALIBRATION DATA

Gulf JP CRN Co., Ltd. Location ปลอ่ง HRSG 12

14 Jan 25 Test Operator Anuvat M.

TELEDYNE API 200EH Serial No. 549

25

Cylinder Value Initial Analyzers Final Analyzers Difference

(%) Calibration Calibration (Percent of Span)

Response (%) Response (%)

Zero Gas 0.00 0.00 0.00 0.00
Low-Level Gas 8.19 8.00 8.00 0.00

100

Cylinder Value Initial Analyzers Final Analyzers Difference

Span Gas 16.01 16.00 16.10 0.40

TELEDYNE API 200EH Serial No. 549

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

Zero Gas 0.00 0.00 0.10 0.10
Low-Level Gas 50.32 52.00 51.50 0.50
Span Gas 80.43 81.00 80.50 0.50

100

Cylinder Value Initial Analyzers Final Analyzers Difference

TELEDYNE API 300EM Serial No. 300

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

Zero Gas 0.00 0.00 0.00 0.00
Low-Level Gas 49.99 50.30 50.50 0.20
Span Gas 80.83 81.00 81.20 0.20

( Mr.Anuvat  Moungpair )

Environmental Field Scientist (2)

Client : :

Date : Test Operator :

O2 ANALYZER

Cylinder Conc. (%) : :

Zero Gas
Upscale Gas

NOX ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas

CO ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas
Cylinder Conc. (ppm) : ## Span (ppm) : #

FORM NO.: F 06-063 REVISION NO.: 3 ISSUE DATE: 20/11/23

Page 1 of 1 ALS Laboratory Group

81.00 80.00 1.00 80.50 0.50 0.50

Response (% of Span) Response (% of Span)

0.00 0.00 0.00 0.00 0.00 0.00

Calibration System System System System Drift

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

80.83 Span (ppm) 100

CO Analyzer Initial Values Final Values

81.00 80.50 0.50 80.80 0.20 0.30

Response (% of Span) Response (% of Span)

0.00 0.00 0.00 0.00 0.00 0.00

Calibration System System System System Drift

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

80.43 Span (ppm) 100

NOX Analyzer Initial Values Final Values

0.00 0.10 0.40 0.10 0.40 0.00
16.00 16.00 0.00 16.10 0.40 0.40

Final Values

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Response (% of Span) Response (% of Span)

Calibrated by

( Mr.Anuvat  Moungpair )

Environmental Field Scientist (2)

Gulf JP CRN Co., Ltd.

14 Jan 25

Lot No. 24143886-1

SYSTEM CALIBRATION BIAS AND DRIFT DATA

Location

Calibration System System System System

ปลอ่ง HRSG 12

Anuvat M.

Drift

16.01 Span (%) 25.00

O2 Analyzer Initial Values

Client Name
Plant Name

Run No: 1 Time Base : 21 min Run No: 2 Time Base : 21 min

Date Time SO2 NOx CO O2 Load Date Time SO2 NOx CO O2 Load

ppm ppm ppm Vol% MW ppm ppm ppm Vol% MW
14-Jan-25 15:30 - 16.80 1.10 14.38 37.00 14-Jan-25 15:51 - 17.30 1.10 14.38 37.20
14-Jan-25 15:31 - 17.20 1.20 14.37 37.10 14-Jan-25 15:52 - 16.60 1.10 14.43 37.40
14-Jan-25 15:32 - 17.40 1.10 14.37 37.10 14-Jan-25 15:53 - 17.10 1.10 14.38 37.50
14-Jan-25 15:33 - 17.10 1.10 14.37 37.10 14-Jan-25 15:54 - 17.50 1.10 14.35 37.40
14-Jan-25 15:34 - 17.10 1.10 14.37 37.10 14-Jan-25 15:55 - 16.80 1.10 14.40 37.20
14-Jan-25 15:35 - 16.80 1.10 14.40 37.20 14-Jan-25 15:56 - 16.40 1.10 14.42 37.40
14-Jan-25 15:36 - 17.70 1.20 14.33 37.20 14-Jan-25 15:57 - 17.10 1.10 14.39 37.50
14-Jan-25 15:37 - 17.00 1.10 14.38 37.20 14-Jan-25 15:58 - 17.50 1.10 14.37 37.50
14-Jan-25 15:38 - 16.50 1.10 14.41 37.20 14-Jan-25 15:59 - 17.10 1.10 14.40 37.40
14-Jan-25 15:39 - 17.20 1.10 14.36 37.30 14-Jan-25 16:00 - 16.90 1.10 14.41 37.50
14-Jan-25 15:40 - 17.10 1.10 14.38 37.20 14-Jan-25 16:01 - 17.50 1.10 14.37 37.60
14-Jan-25 15:41 - 16.60 1.10 14.40 37.20 14-Jan-25 16:02 - 17.60 1.10 14.37 37.60
14-Jan-25 15:42 - 16.90 1.10 14.38 37.30 14-Jan-25 16:03 - 17.00 1.10 14.39 37.60
14-Jan-25 15:43 - 17.20 1.10 14.37 37.30 14-Jan-25 16:04 - 16.90 1.10 14.38 37.50
14-Jan-25 15:44 - 17.10 1.10 14.37 37.10 14-Jan-25 16:05 - 16.70 1.10 14.40 37.50
14-Jan-25 15:45 - 16.70 1.10 14.39 37.10 14-Jan-25 16:06 - 16.40 1.10 14.43 37.70
14-Jan-25 15:46 - 16.60 1.10 14.40 37.10 14-Jan-25 16:07 - 17.40 1.20 14.35 37.50
14-Jan-25 15:47 - 16.80 1.10 14.41 37.50 14-Jan-25 16:08 - 17.00 1.10 14.40 37.30
14-Jan-25 15:48 - 17.60 1.20 14.34 37.20 14-Jan-25 16:09 - 16.70 1.10 14.43 37.50
14-Jan-25 15:49 - 16.70 1.10 14.43 37.30 14-Jan-25 16:10 - 17.60 1.10 14.37 37.60
14-Jan-25 15:50 - 17.00 1.10 14.36 37.30 14-Jan-25 16:11 - 17.80 1.10 14.37 37.60

Max - 17.70 1.20 14.43 37.50 Max - 17.80 1.20 14.43 37.70
Avg - 17.00 1.11 14.38 37.20 Avg - 17.09 1.10 14.39 37.48

Run No: 3 Time Base : 21 min

Date Time SO2 NOx CO O2 Load

ppm ppm ppm Vol% MW
14-Jan-25 16:12 - 17.10 1.10 14.41 37.60
14-Jan-25 16:13 - 17.50 1.10 14.35 37.60
14-Jan-25 16:14 - 17.30 1.10 14.38 37.40
14-Jan-25 16:15 - 16.30 1.10 14.43 37.50
14-Jan-25 16:16 - 17.40 1.10 14.34 37.50
14-Jan-25 16:17 - 17.50 1.20 14.36 37.30
14-Jan-25 16:18 - 16.60 1.10 14.44 37.60
14-Jan-25 16:19 - 17.70 1.20 14.33 37.30
14-Jan-25 16:20 - 16.90 1.10 14.43 37.60
14-Jan-25 16:21 - 17.20 1.10 14.37 37.60
14-Jan-25 16:22 - 17.20 1.10 14.36 37.30
14-Jan-25 16:23 - 16.60 1.10 14.43 37.50
14-Jan-25 16:24 - 17.20 1.10 14.38 37.60
14-Jan-25 16:25 - 17.60 1.10 14.36 37.60
14-Jan-25 16:26 - 17.20 1.10 14.38 37.50
14-Jan-25 16:27 - 16.90 1.10 14.41 37.50
14-Jan-25 16:28 - 16.90 1.10 14.38 37.50
14-Jan-25 16:29 - 17.40 1.10 14.36 37.60
14-Jan-25 16:30 - 17.00 1.10 14.39 37.50
14-Jan-25 16:31 - 17.10 1.10 14.39 37.50
14-Jan-25 16:32 - 17.00 1.10 14.40 37.60

Max - 17.70 1.20 14.44 37.60
Avg - 17.12 1.11 14.38 37.51

Location ปลอ่ง HRSG 12GCRN

CEMs Data

Date 14-Jan-25Gulf JP CRN Co., Ltd. Client Name
Plant Name

Run No: 1 Time Base : 21 min Run No: 2 Time Base : 21 min

Date Time SO2 NOx CO O2 CO2 Date Time SO2 NOx CO O2 CO2

ppm ppm ppm Vol% Vol% ppm ppm ppm Vol% Vol%
14-Jan-25 15:30 - 17.18 1.05 14.44 3.51 14-Jan-25 15:51 - 17.14 1.35 14.38 3.53
14-Jan-25 15:31 - 17.29 0.98 14.47 3.44 14-Jan-25 15:52 - 17.42 1.46 14.33 3.57
14-Jan-25 15:32 - 17.18 1.09 14.47 3.45 14-Jan-25 15:53 - 17.57 1.29 14.31 3.61
14-Jan-25 15:33 - 17.03 1.19 14.47 3.44 14-Jan-25 15:54 - 17.70 1.30 14.23 3.65
14-Jan-25 15:34 - 16.92 1.23 14.47 3.47 14-Jan-25 15:55 - 17.90 1.24 14.22 3.64
14-Jan-25 15:35 - 17.01 1.11 14.46 3.48 14-Jan-25 15:56 - 17.96 1.31 14.17 3.67
14-Jan-25 15:36 - 17.03 1.23 14.47 3.39 14-Jan-25 15:57 - 18.34 1.13 14.25 3.70
14-Jan-25 15:37 - 17.13 1.18 14.46 3.47 14-Jan-25 15:58 - 18.64 1.22 14.22 3.72
14-Jan-25 15:38 - 16.98 1.13 14.48 3.52 14-Jan-25 15:59 - 18.52 1.41 14.22 3.75
14-Jan-25 15:39 - 17.01 1.19 14.47 3.44 14-Jan-25 16:00 - 18.38 1.17 14.20 3.77
14-Jan-25 15:40 - 17.14 0.98 14.45 3.46 14-Jan-25 16:01 - 18.56 1.20 14.17 3.82
14-Jan-25 15:41 - 17.07 1.16 14.48 3.46 14-Jan-25 16:02 - 17.88 1.14 14.28 3.82
14-Jan-25 15:42 - 16.84 1.26 14.47 3.45 14-Jan-25 16:03 - 17.89 1.10 14.33 3.81
14-Jan-25 15:43 - 16.92 1.22 14.45 3.48 14-Jan-25 16:04 - 17.92 1.11 14.30 3.76
14-Jan-25 15:44 - 17.00 1.30 14.48 3.49 14-Jan-25 16:05 - 18.09 1.29 14.27 3.84
14-Jan-25 15:45 - 16.97 1.29 14.46 3.45 14-Jan-25 16:06 - 18.16 1.34 14.32 3.86
14-Jan-25 15:46 - 17.04 1.26 14.44 3.47 14-Jan-25 16:07 - 18.03 1.14 14.28 3.83
14-Jan-25 15:47 - 17.10 1.34 14.44 3.46 14-Jan-25 16:08 - 17.93 1.19 14.30 3.86
14-Jan-25 15:48 - 17.10 1.32 14.44 3.49 14-Jan-25 16:09 - 17.83 1.39 14.30 3.79
14-Jan-25 15:49 - 17.11 1.43 14.43 3.46 14-Jan-25 16:10 - 17.81 1.10 14.27 3.49
14-Jan-25 15:50 - 17.08 1.24 14.42 3.52 14-Jan-25 16:11 - 18.01 1.15 14.31 3.79

Max - 17.29 1.43 14.48 3.52 Max - 18.64 1.46 14.38 3.86
Avg - 17.06 1.20 14.46 3.47 Avg - 17.99 1.24 14.27 3.73

Run No: 3 Time Base : 21 min

Date Time SO2 NOx CO O2 CO2

ppm ppm ppm Vol% Vol%
14-Jan-25 16:12 - 17.99 1.10 14.31 3.83
14-Jan-25 16:13 - 18.04 1.26 14.27 3.87
14-Jan-25 16:14 - 18.39 1.34 14.29 3.82
14-Jan-25 16:15 - 18.55 1.01 14.29 3.83
14-Jan-25 16:16 - 18.45 1.33 14.30 3.85
14-Jan-25 16:17 - 18.40 1.03 14.28 3.88
14-Jan-25 16:18 - 18.32 1.41 14.29 3.89
14-Jan-25 16:19 - 18.23 1.22 14.29 3.86
14-Jan-25 16:20 - 18.39 1.26 14.13 3.89
14-Jan-25 16:21 - 18.40 1.28 14.18 3.85
14-Jan-25 16:22 - 18.30 1.14 14.14 3.91
14-Jan-25 16:23 - 18.29 1.01 14.16 3.90
14-Jan-25 16:24 - 18.34 1.18 14.16 3.86
14-Jan-25 16:25 - 18.44 1.02 14.13 3.90
14-Jan-25 16:26 - 18.42 1.20 14.17 3.86
14-Jan-25 16:27 - 18.33 1.09 14.17 3.83
14-Jan-25 16:28 - 18.53 1.27 14.13 3.89
14-Jan-25 16:29 - 18.76 0.98 14.15 3.84
14-Jan-25 16:30 - 18.61 1.08 14.15 3.87
14-Jan-25 16:31 - 18.29 1.28 14.16 3.83
14-Jan-25 16:32 - 18.28 0.97 14.14 3.87

Max - 18.76 1.41 14.31 3.91
Avg - 18.37 1.16 14.21 3.86

Reference Method Data

Date
Location

14-Jan-25
ปลอ่ง HRSG 12

Gulf JP CRN Co., Ltd.
GCRN



Lot No.

Client : :

Date : :

O2 ANALYZER

Model : :

Span (%) :

NOX ANALYZER

Model : :

Span (ppm) :

SO2 ANALYZER

Model : :

Span (ppm) :

CO ANALYZER

Model : :

Span (ppm) :

Calibrated by

FORM NO.: F 06-062    REVISION NO.: 4   ISSUE DATE: 18/01/24

ALS Laboratory Group

TELEDYNE API 200EH Serial No. 549

25

ANALYZER CALIBRATION DATA

Gulf JP CRN Co., Ltd. Location

14 Jan 25 Test Operator

ปลอ่ง HRSG 11

Anuvat M.

Cylinder Value Initial Analyzers Final Analyzers Difference

(%) Calibration Calibration (Percent of Span)

Response (%) Response (%)

Zero Gas 0.00 0.00 0.00 0.00

Serial No. 549

100

Span Gas 16.01 16.00 16.10 0.40
Low-Level Gas 8.19 8.00 8.00 0.00

Cylinder Value Initial Analyzers Final Analyzers Difference

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

Zero Gas 0.00 0.00 0.10 0.10
Low-Level Gas 50.32 52.00 51.50 0.50
Span Gas 80.43 81.00 80.50 0.50

Cylinder Value Initial Analyzers Final Analyzers Difference

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

Zero Gas 0.00 0.10 0.10 0.00
Low-Level Gas 50.27 50.40 50.80 0.40
Span Gas 80.58 80.50 81.00 0.50

Cylinder Value Initial Analyzers Final Analyzers Difference

TELEDYNE API 300EM Serial No. 300

(ppm) Calibration Calibration (Percent of Span)

Response (ppm) Response (ppm)

Zero Gas 0.00 0.00 0.00 0.00
Low-Level Gas 49.99 50.30 50.50 0.20
Span Gas 80.83 81.00 81.20 0.20

24143887-1

100

TELEDYNE API 100EH Serial No. 282

100

TELEDYNE API 200EH

( Mr.Anuvat   Moungpair)

Environmental Field Scientist (2)

Page.1.of.5.

Lot No.

Client : :

Date : :

O2 ANALYZER

Cylinder Conc. (%) : :

Zero Gas
Upscale Gas

NOX ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas

SO2 ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas

CO ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas
Cylinder Conc. (ppm) : #### Span (ppm) : ##

FORM NO.: F 06-063 REVISION NO.: 4 ISSUE DATE: 18/01/24

ALS Laboratory Group

Environmental Field Scientist (2)

SYSTEM CALIBRATION BIAS AND DRIFT DATA

Gulf JP CRN Co., Ltd. Location ปลอ่ง HRSG 11

14 Jan 25 Test Operator Anuvat M.

Calibration System System System System Drift

16.01 Span (%) 25

O2 Analyzer Initial Values Final Values

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

16.00 16.00 0.00 16.10 0.40 0.40
0.00 0.10 0.40 0.10 0.40 0.00

Calibration System System System System Drift

80.43 Span (ppm) 100

NOX Analyzer Initial Values Final Values

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

81.00 80.50 0.50 80.80 0.20 0.30
0.00 0.00 0.00 0.00 0.00 0.00

Calibration System System System System Drift

80.58 Span (ppm) 100

SO2 Analyzer Initial Values Final Values

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

80.50 80.20 0.30 80.00 0.50 0.20
0.10 0.00 0.10 0.00 0.10 0.00

Calibration System System System System Drift

80.83 Span (ppm) 100

CO Analyzer Initial Values Final Values

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

81.00 80.00 1.00 80.50 0.50 0.50
0.00 0.00 0.00 0.00 0.00 0.00

24143887-1

Calibrated by

( Mr.Anuvat   Moungpair)

Page.2.of.5.

Run #

Location

Test Operator

Finish Time

Serial No.

Serial No.

Serial No.

Time (min) O2 (%) CO2 (%) NOx (ppm) SO2 (ppm) CO (ppm) Remark

13:30 14.95 3.27 10.06 0.30 0.79
13:31 14.94 3.25 10.13 0.25 0.77
13:32 14.93 3.25 9.97 0.23 0.77
13:33 14.93 3.22 9.86 0.25 0.74
13:34 14.93 3.22 10.08 0.25 0.74
13:35 14.93 3.20 10.18 0.25 0.72
13:36 14.92 3.22 10.15 0.26 0.74
13:37 14.92 3.23 9.89 0.27 0.75
13:38 14.92 3.25 9.91 0.28 0.77
13:39 14.95 3.22 10.06 0.27 0.74
13:40 14.94 3.23 10.13 0.23 0.75
13:41 14.93 3.24 9.97 0.24 0.76
13:42 14.93 3.23 9.86 0.24 0.75
13:43 14.93 3.25 10.08 0.26 0.77
13:44 14.93 3.24 10.18 0.25 0.76
13:45 14.92 3.22 10.15 0.24 0.74
13:46 14.92 3.20 9.89 0.26 0.72
13:47 14.92 3.21 9.91 0.27 0.73
13:48 14.93 3.25 9.86 0.25 0.77
13:49 14.93 3.21 10.08 0.29 0.73
13:50 14.93 3.18 10.18 0.26 0.70

Average 14.93 3.23 10.03 0.26 0.75

FORM NO.: F 06-060   REVISION NO.: 1  ISSUE DATE: 18/01/24

ALS Laboratory Group

300

ปลอ่ง HRSG 11

Anuvat M.

13:50

282

549

Environmental Field Scientist (2)

EMISSION TEST RESULT

( Mr.Anuvat   Moungpair)

Client

Date

Start Time

SO2 Analyzer       Model

NOx/O2 Analyzer  Model

CO/CO2 Analyzer Model

Gulf JP CRN Co., Ltd.

14 Jan 25

13:30

TELEDYNE API 100EH

TELEDYNE API 200EH

TELEDYNE API 300EM

1

Page.3.of.5.

Run #

Location

Test Operator

Finish Time

Serial No.

Serial No.

Serial No.

Time (min) O2 (%) CO2 (%) NOx (ppm) SO2 (ppm) CO (ppm) Remark

13:51 14.92 3.23 10.15 0.30 0.75
13:52 14.92 3.25 9.89 0.27 0.77
13:53 14.92 3.26 9.91 0.29 0.78
13:54 14.92 3.26 10.00 0.29 0.78
13:55 14.94 3.25 10.11 0.29 0.77
13:56 14.93 3.28 10.15 0.28 0.80
13:57 14.95 3.16 10.06 0.21 0.68
13:58 14.95 3.25 10.22 0.23 0.77
13:59 14.96 3.26 9.10 0.21 0.78
14:00 14.95 3.23 8.45 0.30 0.75
14:01 14.94 3.22 8.90 0.30 0.74
14:02 14.95 3.23 8.94 0.30 0.75
14:03 14.95 3.27 8.80 0.31 0.79
14:04 14.95 3.23 9.48 0.31 0.75
14:05 14.91 3.25 9.47 0.30 0.77
14:06 14.87 3.22 9.37 0.30 0.74
14:07 14.87 3.27 9.40 0.31 0.79
14:08 14.87 3.25 9.48 0.32 0.77
14:09 14.86 3.25 9.52 0.32 0.77
14:10 14.88 3.22 9.52 0.33 0.74
14:11 14.88 3.22 9.50 0.32 0.74

Average 14.91 3.24 9.55 0.29 0.76

FORM NO.: F 06-060   REVISION NO.: 1  ISSUE DATE: 18/01/24

ALS Laboratory Group

Date 14 Jan 25 Anuvat M.

EMISSION TEST RESULT

2

Client Gulf JP CRN Co., Ltd. ปลอ่ง HRSG 11

Environmental Field Scientist (2)

Start Time 13:51 14:11

SO2 Analyzer       Model TELEDYNE API 100EH 282

( Mr.Anuvat   Moungpair)

NOx/O2 Analyzer  Model TELEDYNE API 200EH 549

CO/CO2 Analyzer Model TELEDYNE API 300EM 300

Page.4.of.5.



Run #

Location

Test Operator

Finish Time

Serial No.

Serial No.

Serial No.

Time (min) O2 (%) CO2 (%) NOx (ppm) SO2 (ppm) CO (ppm) Remark

14:12 14.86 3.20 9.44 0.33 0.72
14:13 14.85 3.22 9.53 0.34 0.74
14:14 14.86 3.23 9.51 0.33 0.75
14:15 14.86 3.25 9.58 0.34 0.77
14:16 14.86 3.22 9.62 0.24 0.74
14:17 14.86 3.23 9.62 0.25 0.75
14:18 14.88 3.24 9.58 0.27 0.76
14:19 14.88 3.23 9.49 0.24 0.75
14:20 14.87 3.25 9.46 0.27 0.77
14:21 14.87 3.24 9.49 0.26 0.76
14:22 14.88 3.22 9.43 0.33 0.74
14:23 14.92 3.16 9.39 0.35 0.68
14:24 14.92 3.17 9.35 0.34 0.69
14:25 14.93 3.14 9.28 0.25 0.66
14:26 14.92 3.21 9.25 0.26 0.73
14:27 14.91 3.24 9.30 0.26 0.76
14:28 14.91 3.16 9.31 0.28 0.68
14:29 14.93 3.16 9.28 0.27 0.68
14:30 14.92 3.17 9.25 0.28 0.69
14:31 14.93 3.23 9.30 0.26 0.75
14:32 14.92 3.18 9.23 0.28 0.70

Average 14.89 3.21 9.42 0.29 0.73

FORM NO.: F 06-060   REVISION NO.: 1   ISSUE DATE: 18/01/24

ALS Laboratory Group

Date 14 Jan 25 Anuvat M.

EMISSION TEST RESULT

3

Client Gulf JP CRN Co., Ltd. ปลอ่ง HRSG 11

Environmental Field Scientist (2)

Start Time 14:12 14:32

SO2 Analyzer       Model TELEDYNE API 100EH 282

( Mr.Anuvat   Moungpair)

NOx/O2 Analyzer  Model TELEDYNE API 200EH 549

CO/CO2 Analyzer Model TELEDYNE API 300EM 300

Page.5.of.5.

Lot No.

Client : :

Date : :

O2 ANALYZER

Model : :

Span (%) :

NOX ANALYZER

Model : :

Span (ppm) :

SO2 ANALYZER

Model : :

Span (ppm) :

CO ANALYZER

Model : :

Span (ppm) :

Calibrated by

FORM NO.: F 06-062    REVISION NO.: 4   ISSUE DATE: 18/01/24

ALS Laboratory Group

( Mr.Anuvat  Moungpair)

Environmental Field Scientist (2)

24143889-1

100

TELEDYNE API 100EH Serial No. 282

100

TELEDYNE API 200EH

Low-Level Gas 49.99 50.30 50.50 0.20
Span Gas 80.83 81.00 81.20 0.20

Response (ppm) Response (ppm)

Zero Gas 0.00 0.00 0.00 0.00

Cylinder Value Initial Analyzers Final Analyzers Difference

TELEDYNE API 300EM Serial No. 300

(ppm) Calibration Calibration (Percent of Span)

Low-Level Gas 50.27 50.40 50.80 0.40
Span Gas 80.58 80.50 81.00 0.50

Response (ppm) Response (ppm)

Zero Gas 0.00 0.10 0.10 0.00

Cylinder Value Initial Analyzers Final Analyzers Difference

(ppm) Calibration Calibration (Percent of Span)

Low-Level Gas 50.32 52.00 51.50 0.50
Span Gas 80.43 81.00 80.50 0.50

Response (ppm) Response (ppm)

Zero Gas 0.00 0.00 0.10 0.10

Cylinder Value Initial Analyzers Final Analyzers Difference

(ppm) Calibration Calibration (Percent of Span)

Serial No. 549

100

Span Gas 16.01 16.00 16.10 0.40
Low-Level Gas 8.19 8.00 8.00 0.00

Response (%) Response (%)

Zero Gas 0.00 0.00 0.00 0.00

Cylinder Value Initial Analyzers Final Analyzers Difference

(%) Calibration Calibration (Percent of Span)

TELEDYNE API 200EH Serial No. 549

25

ANALYZER CALIBRATION DATA

Gulf JP CRN Co., Ltd. Location

14 Jan 25 Test Operator

ปลอ่ง HRSG 12

Anuvat M.

Page.1.of.5.

Lot No.

Client : :

Date : :

O2 ANALYZER

Cylinder Conc. (%) : :

Zero Gas
Upscale Gas

NOX ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas

SO2 ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas

CO ANALYZER

Cylinder Conc. (ppm) : :

Zero Gas
Upscale Gas
Cylinder Conc. (ppm) : #### Span (ppm) : ##

FORM NO.: F 06-063 REVISION NO.: 4 ISSUE DATE: 18/01/24

ALS Laboratory Group

24143889-1

Calibrated by

( Mr.Anuvat  Moungpair)

81.00 80.00 1.00 80.50 0.50 0.50
0.00 0.00 0.00 0.00 0.00 0.00

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Calibration System System System System Drift

80.83 Span (ppm) 100

CO Analyzer Initial Values Final Values

80.50 80.20 0.30 80.00 0.50 0.20
0.10 0.00 0.10 0.00 0.10 0.00

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Calibration System System System System Drift

80.58 Span (ppm) 100

SO2 Analyzer Initial Values Final Values

81.00 80.50 0.50 80.80 0.20 0.30
0.00 0.00 0.00 0.00 0.00 0.00

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Calibration System System System System Drift

80.43 Span (ppm) 100

NOX Analyzer Initial Values Final Values

16.00 16.00 0.00 16.10 0.40 0.40
0.00 0.10 0.40 0.10 0.40 0.00

Response (% of Span) Response (% of Span)

Response Calibration Cal Bias Calibration Cal Bias (% of Span)

Environmental Field Scientist (2)

SYSTEM CALIBRATION BIAS AND DRIFT DATA

Gulf JP CRN Co., Ltd. Location ปลอ่ง HRSG 12

14 Jan 25 Test Operator Anuvat M.

Calibration System System System System Drift

16.01 Span (%) 25

O2 Analyzer Initial Values Final Values

Page.2.of.5.

Run #

Location

Test Operator

Finish Time

Serial No.

Serial No.

Serial No.

Time (min) O2 (%) CO2 (%) NOx (ppm) SO2 (ppm) CO (ppm) Remark

15:30 14.44 3.51 17.18 0.37 1.05
15:31 14.47 3.44 17.29 0.36 0.98
15:32 14.47 3.45 17.18 0.34 1.09
15:33 14.47 3.44 17.03 0.36 1.19
15:34 14.47 3.47 16.92 0.34 1.23
15:35 14.46 3.48 17.01 0.33 1.11
15:36 14.47 3.39 17.03 0.33 1.23
15:37 14.46 3.47 17.13 0.36 1.18
15:38 14.48 3.52 16.98 0.37 1.13
15:39 14.47 3.44 17.01 0.35 1.19
15:40 14.45 3.46 17.14 0.38 0.98
15:41 14.48 3.46 17.07 0.36 1.16
15:42 14.47 3.45 16.84 0.37 1.26
15:43 14.45 3.48 16.92 0.38 1.22
15:44 14.48 3.49 17.00 0.37 1.30
15:45 14.46 3.45 16.97 0.33 1.29
15:46 14.44 3.47 17.04 0.37 1.26
15:47 14.44 3.46 17.10 0.38 1.34
15:48 14.44 3.49 17.10 0.29 1.32
15:49 14.43 3.46 17.11 0.38 1.43
15:50 14.42 3.52 17.08 0.29 1.24

Average 14.46 3.47 17.06 0.35 1.20

FORM NO.: F 06-060   REVISION NO.: 1  ISSUE DATE: 18/01/24

ALS Laboratory Group

Environmental Field Scientist (2)

EMISSION TEST RESULT

( Mr.Anuvat  Moungpair)

Client

Date

Start Time

SO2 Analyzer       Model

NOx/O2 Analyzer  Model

CO/CO2 Analyzer Model

Gulf JP CRN Co., Ltd.

14 Jan 25

15:30

TELEDYNE API 100EH

TELEDYNE API 200EH

TELEDYNE API 300EM

1

300

ปลอ่ง HRSG 12

Anuvat M.

15:50

282

549

Page.3.of.5.



Run #

Location

Test Operator

Finish Time

Serial No.

Serial No.

Serial No.

Time (min) O2 (%) CO2 (%) NOx (ppm) SO2 (ppm) CO (ppm) Remark

15:51 14.38 3.53 17.14 0.30 1.35
15:52 14.33 3.57 17.42 0.29 1.46
15:53 14.31 3.61 17.57 0.28 1.29
15:54 14.23 3.65 17.70 0.31 1.30
15:55 14.22 3.64 17.90 0.28 1.24
15:56 14.17 3.67 17.96 0.27 1.31
15:57 14.25 3.70 18.34 0.30 1.13
15:58 14.22 3.72 18.64 0.29 1.22
15:59 14.22 3.75 18.52 0.29 1.41
16:00 14.20 3.77 18.38 0.31 1.17
16:01 14.17 3.82 18.56 0.31 1.20
16:02 14.28 3.82 17.88 0.33 1.14
16:03 14.33 3.81 17.89 0.30 1.10
16:04 14.30 3.76 17.92 0.33 1.11
16:05 14.27 3.84 18.09 0.32 1.29
16:06 14.32 3.86 18.16 0.33 1.34
16:07 14.28 3.83 18.03 0.30 1.14
16:08 14.30 3.86 17.93 0.30 1.19
16:09 14.30 3.79 17.83 0.33 1.39
16:10 14.27 3.49 17.81 0.32 1.10
16:11 14.31 3.79 18.01 0.32 1.15

Average 14.27 3.73 17.99 0.31 1.24

FORM NO.: F 06-060   REVISION NO.: 1  ISSUE DATE: 18/01/24

ALS Laboratory Group

Environmental Field Scientist (2)

Start Time 15:51 16:11

SO2 Analyzer       Model TELEDYNE API 100EH 282

( Mr.Anuvat  Moungpair)

NOx/O2 Analyzer  Model TELEDYNE API 200EH 549

CO/CO2 Analyzer Model TELEDYNE API 300EM 300

Date 14 Jan 25 Anuvat M.

EMISSION TEST RESULT

2

Client Gulf JP CRN Co., Ltd. ปลอ่ง HRSG 12

Page.4.of.5.

Run #

Location

Test Operator

Finish Time

Serial No.

Serial No.

Serial No.

Time (min) O2 (%) CO2 (%) NOx (ppm) SO2 (ppm) CO (ppm) Remark

16:12 14.31 3.83 17.99 0.33 1.10
16:13 14.27 3.87 18.04 0.33 1.26
16:14 14.29 3.82 18.39 0.32 1.34
16:15 14.29 3.83 18.55 0.33 1.01
16:16 14.30 3.85 18.45 0.33 1.33
16:17 14.28 3.88 18.40 0.33 1.03
16:18 14.29 3.89 18.32 0.35 1.41
16:19 14.29 3.86 18.23 0.34 1.22
16:20 14.13 3.89 18.39 0.33 1.26
16:21 14.18 3.85 18.40 0.34 1.28
16:22 14.14 3.91 18.30 0.34 1.14
16:23 14.16 3.90 18.29 0.36 1.01
16:24 14.16 3.86 18.34 0.37 1.18
16:25 14.13 3.90 18.44 0.33 1.02
16:26 14.17 3.86 18.42 0.35 1.20
16:27 14.17 3.83 18.33 0.36 1.09
16:28 14.13 3.89 18.53 0.34 1.27
16:29 14.15 3.84 18.76 0.36 0.98
16:30 14.15 3.87 18.61 0.34 1.08
16:31 14.16 3.83 18.29 0.36 1.28
16:32 14.14 3.87 18.28 0.36 0.97

Average 14.21 3.86 18.37 0.34 1.16

FORM NO.: F 06-060   REVISION NO.: 1   ISSUE DATE: 18/01/24

ALS Laboratory Group

Environmental Field Scientist (2)

Start Time 16:12 16:32

SO2 Analyzer       Model TELEDYNE API 100EH 282

( Mr.Anuvat  Moungpair)

NOx/O2 Analyzer  Model TELEDYNE API 200EH 549

CO/CO2 Analyzer Model TELEDYNE API 300EM 300

Date 14 Jan 25 Anuvat M.

EMISSION TEST RESULT

3

Client Gulf JP CRN Co., Ltd. ปลอ่ง HRSG 12

Page.5.of.5.



Calibration of Date : 30 Nov 24 Barometric Pressure (mmHg) : 760.5

Next Cal. Date : 30 May 25 Relative   Humidity  (%)              : 60.0

Temperature      ( C° )                : 30.0

Console Control  Meter Data Reference Dry Gas Meter Data
Calibration No. : C-30112024-BKK_FS0547 Reference Dry Gas Meter ID     : BKK_FS069

Dry Gas Meter ID : BKK_FS0547 Serial No.                                      :  1607009

Serial No.  : 1606040 Correction Factor (Y)                  : 1.0000

Model No. : XC-572-V Next Calibration Date                 : 10 Jun 25

Dry Gas Meter Orifice

Correction Calibration
(mm.H2O) Minutes Tr Vm (Liters) Ti To Avg.Tm Factor Factor

Final Initial Total (°C) Final Initial Total (°C) (°C) (°C) (Y)   ∆H@
15 12.68 149.98 0.00 149.98 31.0 1265509.0 1265360.0 149.00 31.0 31.0 31.0 1.0051 49.3302
25 9.75 150.02 0.00 150.02 32.0 1265688.0 1265540.0 148.00 32.0 32.0 32.0 1.0112 48.7446
50 6.76 150.09 0.00 150.09 32.0 1265854.0 1265707.0 147.00 32.0 32.0 32.0 1.0161 46.8205
80 5.25 150.27 0.00 150.27 32.0 1266021.0 1265874.0 147.00 32.0 32.0 32.0 1.0144 45.0754
120 4.26 150.12 0.00 150.12 32.0 1266194.0 1266049.0 145.00 32.0 32.0 32.0 1.0234 44.6066

Avg. 1.0141 46.9155
       Y         =Ratio of reading of reference to dry gas meter : tolerance for individual values + 0.02 from average .

      ∆H@   =Orifice pressure differential  that equates  to 21.24 lm of air @  25 C and  760 mm of mercury , mmH2O ; tolerance for individual values +  5.08 from average .

Procedure; 40 CFR 60,APP A,METH ,SEC 5.3 & 7

Calibrated by: Approved by:

Field Specialist(1) 
FORM NO.: F 06-024    REVISION NO.:    ISSUE DATE: 1 Jun 24

( Mr.Chawalit Wongchan )

Field Scientist(3) 

Vr (Liters)

CONSOLE CONTROL UNIT  CALIBRATION TEST REPORT

Reference Dry Gas Meter Calibration Console Control ; Drygas Meter∆Η Θ

Mr.Samart  Roo-ngan

  Calibration Date :        30 Nov 24   Ambient Temperature (°C) 

  Calibration sheet No. :  C-301124-BKK_FS0548   Relative  Humidity  (%) : 

  Digital Temperature ID : BKK_FS0548   Reference Temperature ID 

  Serial No. :           1606040   Serial No. : 

  Model :                 XC-572-V   Model :     

  Next Calibrate :   

Reference Temperature Digital Temperature Error

°C °C °C
Stack 0 0 0 ±3 Pass

25 25 0 ±3 Pass
50 51 1 ±3 Pass
100 102 2 ±3 Pass
150 152 2 ±3 Pass
200 202 2 ±3 Pass
250 252 2 ±3 Pass
300 302 2 ±3 Pass
500 502 2 ±3 Pass

Probe 100 101 1 ±3 Pass
120 120 0 ±3 Pass
140 142 2 ±3 Pass

Oven 100 101 1 ±3 Pass
120 121 1 ±3 Pass
140 142 2 ±3 Pass

Filter 100 101 1 ±3 Pass
120 121 1 ±3 Pass
140 141 1 ±3 Pass

Exit 0 0 0 ±3 Pass
10 10 0 ±3 Pass
20 21 1 ±3 Pass

Meter 0 0 0 ±3 Pass
25 25 0 ±3 Pass
50 51 1 ±3 Pass

AUX 0 0 0 ±3 Pass
25 25 0 ±3 Pass
50 51 1 ±3 Pass

MPE : (Maximum permissible error of measurement) คา่ความผดิพลาดสงูสดุของการวดัทีѷยอมได ้

Calibrated by  : Approved by : 

FORM NO.: F 06-027    REVISION NO.: 2   ISSUE DATE: 9 Feb 23

Pass / Fail

30

60

BKK_FS1144

201090006013

Digicon-CC-VT-MS

16 Jan 25

Field Scientist (2)

MPE

DIGITAL TEMPERATURE CALIBRATION DATA SHEET

Location

( Mr.Boonyarith Iamted )
_________________________________

( Mr.Samart  Roo-ngan)
 Specialist (1)

________________________________________



  Calibration Date : 30 Nov 24 Nozzle Set ID. : BKK_FS0547

 Calibration Sheet No. : C-301124-BKK_FS0547 Vernier Caliper ID.: BKK_FS1123

Hi - Lo (D1 + D2 + D3) / 3

D1 D2 D3 ∆D Davg

1 0.315 0.315 0.315 0.000 0.315

2 0.475 0.475 0.475 0.000 0.475

3 0.635 0.635 0.635 0.000 0.635

4 0.790 0.790 0.790 0.000 0.790

5 0.950 0.950 0.950 0.000 0.950

6 1.110 1.110 1.110 0.000 1.110

7 1.270 1.270 1.270 0.000 1.270

8 1.600 1.600 1.600 0.000 1.600

        Where :

        D1, D2, D3 = There different nozzle diameters at 60 degrees to 

   each other, each measured the nearest 0.025 mm.

        ∆D = Maximum distance between any two diameters,

   must be < 0.100 mm.

        Davg = (D1 + D2 + D3) / 3

        Calibrated by :_______________________________________ Approved by :_________________________________________

FORM NO.: F 06-026    REVISION NO.: -   ISSUE DATE: 9/1/03

( Mr. Boonyarith Iamted )

Field Scientist (2)

PROBE NOZZLE DIAMETER

CALIBRATION DATA SHEET

Nozzle Diameter (cm.)
Nozzle ID #

( Mr.Samart  Roo-ngan )

Field Specialist (1)

D3
D2

D1

MEASUREMENT PLANE

Date Calibration Due Date 1-Jun-25
Pitot ID BKK_FS0552 Inclinometer ID BKK_FS1131
Pitot SN Vernier ID BKK_FS1405

Parameter Value Allowable Range Check
α1 2.2 -10° <  α1 < +10° OK
α2 3 -10° <  α2 < +10° OK
β1 -1.2 -5° <  β1 < +5° OK
β2 2.3 -5° <  β2 < +5° OK
γ 1.4 - -
θ 1.2 - -

Z = A tan γ 0.022 Z  ≤ 0.125" OK
W = A tan θ 0.018 W  ≤ 0.031" OK

Dt 0.375 0.188" to 0.375" OK
A/2Dt 1.173 1.05 ≤  PA/Dt ≤  1.5 OK

A 0.88 2.1Dt ≤  A ≤ 3Dt OK

Calibrated by :   _____________________              Approved By :  ________________________

FORM NO.: F 06-124    REVISION NO.: 0   ISSUE DATE: 25/12/23

               ( Mr.Prasert.Surakhan)                                            ( Mr.Samart  Roo-ngan )
                   Enviro Field Services Scientist (3)                                 Enviro Field Services Specialist (1)

30-Nov-24

Type S Pitot Tube Calibration

                        Certify that pitot tube/porbe meets or exceeds all specifications,
crieria and/or applicable design features and is hereby assigned a pitot tube 
certification fact of 0.84 . See 40 CFR Pt. 60, App. A,EPA Method 2.

-

  Calibration Date : 10 Jan 25 Nozzle Set ID. : BKK_FS0562

 Calibration Sheet No. : C-100125-BKK_FS0562 Vernier Caliper ID.: BKK_FS1123

Hi - Lo (D1 + D2 + D3) / 3

D1 D2 D3 ∆D Davg

1 0.300 0.300 0.305 0.005 0.302

2 0.485 0.475 0.485 0.010 0.482

3 0.530 0.535 0.530 0.005 0.532

4 0.625 0.630 0.630 0.005 0.628

5 0.760 0.760 0.765 0.005 0.762

6 0.975 0.980 0.980 0.005 0.978

7 1.085 1.085 1.081 0.004 1.084

8 1.275 1.275 1.275 0.000 1.275

9 1.605 1.610 1.615 0.010 1.610

        Where :

        D1, D2, D3 = There different nozzle diameters at 60 degrees to 

   each other, each measured the nearest 0.025 mm.

        ∆D = Maximum distance between any two diameters,

   must be < 0.100 mm.

        Davg = (D1 + D2 + D3) / 3

        Calibrated by :_______________________________________ Approved by :_________________________________________

FORM NO.: F 06-026    REVISION NO.: -   ISSUE DATE: 9/1/03

( Mr. Warawut  Pubpa )

  RYG Field Service Scientist (3)

PROBE NOZZLE DIAMETER

CALIBRATION DATA SHEET

Nozzle Diameter (cm.)
Nozzle ID #

( Mr.Natthapol   Jiengwareewong )

  RYG Field Service Specialist (1)

D3
D2

D1

MEASUREMENT PLANE

05/11/25



22/10/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....























25/11/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....







22/11/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....

22/11/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....











21/11/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....

17/10/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....



02/08/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....



BKK_EL0043











04/12/26

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....



BKK_EL0128

27/08/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....



29/10/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....

04/09/25

REVIEW BY ………………………………

APPROVED BY…………………………...

NEXT CAL DATE………………………....







 
 
 
 
 
 
 
 
 
 
 

ภาคผนวกภาคผนวก  ชช--11  
สำเนาหนังสืออนุญาตขึ้นทะเบียน 

ห้องปฏิบัติการวิเคราะห์เอกชน 
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