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Central Battery Emergency Light Monthly Checklist '
lussnunisasirgauusigdgnidusandssdsiau Sheet No. / WHUHA 1
Date / Tu#i.t... Month / {Aau unsIAN Year / 1l 2568 Building / 81A15 ATINY \WAUAR
Battery Record / tufinAuusned Operation of Condition of Discharge
DC. Voltage pC. Amperel Distilled Capacity Lastest Control System Light Bulbs Hours
- 11dabbévbrmn .

Fioor | Location |usatrRiaulvv a Water IR Change ANMNGAAILAN aqunuaam‘lﬂ AU
» , " - 3 (] (] - 1 ]
fu | @oud nsEuEAsY  |nssudmse| vnau (V/Ah) | ufildeu | Aads | wanis |geamas|  waes Faluan

(e Nolt) [ ... Amp AN ity | vesau | Tan [98m/2un| <eld
(1) (2) (3) (4) (5) (6) (7) | (8) (9) (10)
B1 | aivn DC12V DC 26 A |uumaasuia| 12v/26 Ah | 20/m5/2024 | 81 Jeldldfimie EMER  LED
1 | 2 nq DC12V DC 26 A |uummesusial 12v/26 Ah | 21/ms/2024 1 Un@ Und LED 2 4.y
2 | Al DC12V DC 26 A |uusmimatuka| 12v/26 An | 28512024 2 1n Un# LED 24.u
3 |aflindn DC12V DC 26 A |wuswmeiuial 12v/26 Ah | 20/m5/2024 3 n Uné LED 294
4 |mfllvin DC12V DC 26 A |wummeTuka| 12vi26 An | 2Tms/2024 4 n Un# LED 249.4
5 | avdllWn DC12V DC 26 A |uuswnasuka] 12v/26 An | 28512024 5 Und | uUnd LED 2 9.4
6 | 1AllWvin DC12v DC 26 A |uummssuia| 12v/26 An | 2ms/2024 6 Un Un# LED 244
7 | Al DC12V DC 26 A |wumimasuska| 12v/26 An | 28ms/2024 7 Uni Un# LED 21.u
8 |1l DC12V DC 26 A |uummsiua] 12v/26 An | 28ms/2024 8 1nG Un# LED 2.
9 | afllWn DC12V DC 26 A |wumimaswia| 12v/26 An | 28ms/2024 9 n@ Und LED 294
Remark / AU
Note : (1) Please Mark N/A if not applicable / n;tm'ld N/A ﬁ"\'l:iﬁi’ﬂg‘a
(2)ltem /718N (3),(7), (8 ) Please Mark, / Normal, X Abnormal / nguwinazamuny, / Und, X lidnd
(3)Item/ ?wm?ﬁ (1),(2),(4),(5),(6),(9),(10) Please Specify Detail Data / n;‘mwixqﬂaa:tﬁﬂmm%ga
Recorded By / amyiu#inlas Checked By / #§23d@aulag Verified By / nunaumsiagaulag

Signature / f1eLdy (Tech. / 119) Signature / 1818y (Tech. Sup. / Wamindna)

.................................. Date / qun .= 0 [ 077 ..

Time / 1381 /” b Time / @ ........ L% =
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Knight

Central Battery Emergency Light Monthly Checklist ‘ '
TussnumsasiagauuaIddiNgndusnlssasay Sheet No. / WHu# 1
Date / 5u#..L... Month / L5 nuAMWUS Year / Tl 2568 Building / 81A15 ASINY INAWAR
Battery Record / tiufinAuLuALA®S Operation of Condition of Discharge
DC. Voltage JC. Amperel Distilled Capacity Lastest Control System Light Bulbs Hours
- 117 bbbV b Iy .

Floor | Location | usaiaRaulun x Water TUIR Change | €NMMWIARIUAN aqumaan‘lﬂ UM
> * " [ . » . o » 1]
U | "#oun NITEUAATY  [NTsudmAsy] UnAu | (V/Ah) | Tufinlfeu | #ens | wamg [gamaa |  veen daluei

(oo, volt) [ ...... Amp 1R Adu | vesou | Tan |9iin / auia| <elv
(1) (2) (3) (4) (5) (6) (7) (8) (9) (10)
B1 |1dllWi DC12V DC 26 A |uumwmaTuial 12v/26 Ah | 2iim5/2024 | B1  |6dldléRese EMER  LED
1 |+Allwin|  Detav DC 26 A |uummesuda] 12v/26 An | 2Tms/2024 | 1 Und | 1né LED 29
2 | afIni DC12V DC 26 A |uummeiuka] 12v/26 An | 21ms/2024 2 Ang Un@ LED 24.u
3 | Indn DC12v DC 26 A |uummaTuia| 12v/26 Ah | 2ilin5/2024 3 And Un@ LED 294
4 | odtlnidn DC12V DC 26 A |uumwmeiuds| 12v/26 An | 2ilim5/2024 | 4 und | dUn@ LED 2 9.4
5 [ 1flIndn DC12V DC 26 A |uummeTuske| 12v/26 An | 28m5/2024 5 1n Un# LED 244
6 |1Indn DC12V DC 26 A |uummesudal 12v/26 An | 28ims/2024 6 Unf Un# LED 29.u
7 | I DC12V DC 26 A |uummaiuka| 12v/26 Ah | 28ms/2024 7 Un# tn# LED 2.4
8 | 1fInd DC12V DC 26 A |uummeTusiaf 12v/26 Ah | 20/m5/2024 8 Un Uni LED 293
9 [1flndn DC12V DC 26 A |uummesutal 12v/26 Ah | 28ms5/2024 9 Unf Un# LED 244
Remark / UNELUG
Note : (1) Please Mark N/A if not applicable / ngounld N/A thiliifidays
(2)Item/ﬂﬂm?ﬁ(a),(7),(8)P|ease Mark, / Normal, X Abnormal / njuvinAzasmuny, / dnd, X Tiung
(3)ltem/ 1EN19 (1).(2).(4),(5).(6).(9),(10) Please Specify Detail Data / n;mwxmwauﬁammi’ag‘a
Recorded By / asmiusiniag Checked By / msaagiaulan Verified By / nunaunsisgaulas

&

419) Signatu W) Signature

Date / Sudt .5 L0770 . Date /du# ... & (L (00 . .

Time /R ... 0
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Knight
Frank

Central Battery Emergency Light Monthly Checklist

»
Pl

lusreaunisasedauudsgdignidusnlssanhiau Sheet No. / Wl 1
Date / Suf.22... Month / tiiau fiunAn Year /1l 2568 Building / 21A15 ATINY INAUAR
Battery Record / tufinAuusmnas Operation of Condition of Discharge
DC. Voltage hC. Amperﬂ Distilled Capacity Lastest Control System Light Bulbs Hours
Floor | Location |usaafaulva 'm;:m Water AU Change | mwgaAcuAn | snmgavaaald | <uou
du | wowd nesuamse  [nszusmsy| dandu | (v/An) | Sufiwdeu | Aess | wams AR | UABA daluad
[ volt) | ...... Amp g #idu |wesau| Tau |28a/auia| snelv
(1) (2) (3) (4) (5) (6) (7) (8) (9) (10)
Bt [1dlvhin DC12v DC 26 A |uusmeTuia| 12v/26 A | 2ims2024 | B1  [eldlAResdaEMER  LED
1 |l DC12v DC 26 A |uummgsuta| 12v/26 Ah | 28/ms/2024 | 1 iUnd | U@ LED 294
2 [ 9AflWn DC12V DC 26 A |uusmmeiuifa] 12v/26 An | 2Tm5i2024 | 2 Und | dn@ LED 29.4
3 |l DC12V DC 26 A |uummgsutia 12v/26 An | 20/ms/2024 | 3 iUni | Un# LED 249.4
4 [alinda DC12v DC 26 A |uumagiuifa] 12v/26 Ah | 2Tmsi2024 | 4 und | dni LED 249.:
5 |[1dllWd]  Dciav DC 26 A |uummgsuka 12v/26 An | 20msi2024 | 5 iUnd | Uni LED 294
6 |2fllndn DC12V DC 26 A |uummesutha 12v/26 An | 28ms/2024 | 6 Undi | dn@ LED 249
7 [ 1dllddn DC12V DC 26 A |uummgiuia| 12v/26 Ah | 20msi2024 | 7 Und | Un LED 294
8 | 1fllndn DC12V DC 26 A |uuminesutie 12v/26 An | 2msi2024 | 8 Und | uUn@ LED 290
9 [2dllvdn DC12v DC 26 A |wumnesusie] 12v/26 An | 2Dm5/2024 9 und | Un# LED 294

Remark / udneive)

Note : (1) Please Mark N/A if not applicable / ngaunld N/A dinlsifidsa
(2)ltem/ M5 (3), (7). (8) Please Mark, / Normal, X Abnormal / nyosminAieavane, / Und, X ‘iund
(3)ltem/ #aned (1).(2).(4).(5),(6).(9),(10) Please Specify Detail Data / NjunszyTsaziBuateItoys

Recorded By / aptiu#inias Checked By / p5aadaulns Verified By / nunaumnsiagaulas

Signatu Vinna)
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Knight

Central Battery Emergency Light Monthly Checklist
lusreaunisasaaLuaIadiNRnIRUTINLsEAsaY Sheet No. / WHU# 1
Date / Ju#i. ... Month / \fiau wmeu Year /Tl 2568 Building / 8115 ATIWY IWAUARA
Battery Record / IufinALUALAAS Operation of Condition of Discharge
DC. Voltage )C. Amperel Distilled Capacity Lastest Control System Light Bulbs Hours
" 1Hdebbitb Iy .

Floor | Location | usaiafaulrvia & Water MR Change | anmgamcuAn | snmwmgavsanld | <iuoy
& : i A i ged - T Lo
du | €@oun NSSUAMSY  [NSEUERTI  UINAU | (V/Ah) | ufiul@eu | Aned | wans [geane|  vween daluei

(e, volt) | ...... Amp et A1u | vedeu | Tau |9iia/2uie| sqeld
(1) (2) (3) (4) (5) (6) (7) | (8) (9) (10)
B1 [l DC12v DC 26 A |uummasuds| 12v/26 Ah | 20/m5/2024 | B1  |dlillARmse EMER|  LED
1 | 2l DC12V DC 26 A |uwummeiuvial 12v/26 An | 21Vns/2024 1 Un# Un# LED 29
2 | 1fllWda DC12v DC 26 A |uummasusial 12vi26 An | 21Vms5/2024 2 Uné Unf LED 29.3
3 | mflinia DC12V DC 26 A |uwumimetushal 12v/26 An | 21Vn5/2024 3 Und | dUnd LED 293
4 |l DC12v DC 26 A [wummaiuka| 12vi26 An | 21Vms/2024 4 uUn# Un# LED 29.0
5 [ afdindn DC12v DC 26 A |uummeiusial 12v/26 An | 21Vm5/2024 5 Und | U@l LED 29,3
6 | ofAlnin DC12v DC 26 A |uumwmedusial 12vi26 An | 21Vm5/2024 6 und | dn@ LED 294
7 | Ul DC12V DC 26 A |uummedua| 12vi26 An | 21Vm5/2024 7 Und | dUnid LED 291
8 |a1flni DC12V DC 26 A |uumwmetusial 12vi26 An | 2Va5/2024 8 n Un# LED 29.0
9 [1UlnA DC12V DC 26 A |wummasusal 12v/26 An | 21Vms5/2024 9 1n@ ni LED 293
Remark / UANENR
Note : (1) Please Mark N/A if not applicable / n;‘mﬂd N/A t'f’fhl'ﬁ'l’fﬂ:;{ﬂ
(2)ltem /99015 (3) . (7), (8) Please Mark, / Normal, X Abnormal / njnsviieseavane, / Unfi, X ‘biind
(3)Item/ ?wmr?; (1).(2),(4),(5),(6),(9),(10) Please Specify Detail Data / n;ms:uﬂﬂa:tﬁﬂmmiﬂga
Recorded By / amtiuvinias Checked By / #s2adavlng Verified By / nunqaunsiagaulas
Wautgna) Signatur ARrN1921R19)
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Knight

Central Battery Emergency Light Monthly Checklist
lusreumsasasauudIdingniRusInlssdAauy Sheet No. / WHU#H 1
Date / Yu#.5.. Month / {Aau warnAx Year / 1l 2568 Building / 81A15 ANV (WAUAR
Battery Record / fufinAuumings Operation of Condition of Discharge
DC. Voltage pC. Amperel Distilled Capacity Lastest Control System Light Bulbs Hours
‘.' 11dasbbBIbIY °
Floor | Location | usataRaulnya & Water UIA Change | SN MIAAILAN | AmwganaaalW | <dusu
: ; " o - rey Lo s
du | fonun nszudmsy  [nssusmsal dndu | (V/AR) | ey | Aeas | wams [gamaa|  usan Faluaii
[ volt) | ...... Amp a4 Aty | vaseu | Tan |98la/aum| <nelv
(1) (2) (3) (4) (5) (6) (7) (8) (9) (10)
B1 |1fllnd DC12V DC 26 A |uusmimetua| 12v/26 An | 28ms/2024 | B1  |deldléResc EMER]  LED
1 [ tividn DC12v DC 26 A |uummesude] 12v/26 An | 2T/ms/2024 1 Un@ n# LED 29.
2 | DC12V DC 26 A |uusime3usia| 12v/26 Ah | 21ms5/2024 2 1ng Un@ LED 29
3 |afllnin DC12V DC 26 A |uusmmaiuska] 12v/26 An | 28/ms/2024 3 Un@ Unf LED 290
4 | 1f W DC12V DC 26 A |wummeiustal 12vi26 An | 281im5/2024 4 An@ Un@ LED 294
5 | aflndn DC12V DC 26 A |uummaTuks| 12v/26 Ah | 28ms/2024 5 Un@ Un# LED 244
6 [afinn DC12V DC 26 A |uumwmaiusia] 12v/26 An | 28/ms/2024 6 1n@ Un# LED 29.4
7 |afdina DC12V DC 26 A |uummeiustal 12vi26 An | 2ms/2024 7 Un@ Undt LED 29.4
8 | mlndn DC12V DC 26 A |uumwmaiuka) 12v/26 Ah | 2Tms/2024 8 Uni Un# LED 294
9 | mfllna DC12V DC 26 A |uummeiuskal 12vi26 An | 28ms/2024 9 Un# Un LED 2494
Remark / nueme
Note : (1) Please Mark N/A if not applicable / n;‘nﬂ'ld N/A ﬁ’ﬂliﬁ‘ﬁm;l‘a
(2)ltem /91837 (3),(7),(8) Please Mark, / Normal, X Abnormal / nyuwinegeaunne, / dni, X laini
(3)Item/ e (1).(2).(4).(5).(6).(9),(10) Please Specify Detail Data / n;’mni:mﬂﬂa&ﬁﬂmmﬂ?ﬂqa
Recorded By / aatiuyinlas Checked By / psaagaauing Verified By / nunaumsiagaulas
- wi1ga) HAAN1981A9)
.......... B -' (A' ...........;. ;............./....../.............-.
Date / 7UN S\/Y/ .................. Date / 2un é gb% ........
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Knight

Central Battery Emergency Light Monthly Checklist
lusrgumsasiasauuaddiegndusInlszdsiau Sheet No. / el 1
Date / 5’u17|..1... Month / \fiau Hguiau Year /1l 2568 Building / 8115 ATINY InAUAR
Battery Record / TufinAuusmes Operation of Condition of Discharge
DC. Voltage pPC. Ampere|Distilled Capacity Lastest Control System Light Bulbs Hours
-' HHdesbbBIL Y °
Floor | Location | usatARaulryh a Water UA Change | @nWtmAuAN | danmwgausaalW | <quou
: : ° v - == 3
T4 | qoun nszusnsy  |nszudmss| dnau (V/Ah) | univlfsu | Andd | uans | ganae|  uaen dalua
' Voit) | ...... Amp a9 #tu | vesau | Tan |98is/2uia] <relv
(1) (2) (3) (4) (5) (6) (7) (8) (9) (10)
B1 |mASlvn DC12V DC 26 A |uumimasuie| 12v/26 Ah | 20ims5/2024 | B1  [d9lildmmsia EMERL  LED
1 | 1d vt DC12v DC 26 A |wummasukal 12v/26 An | 23ms/2024 1 Unéi Un@ LED 294
2 | W DC12v DC 26 A |uusmetuia] 12v/26 Ah | 21)/n5/2024 2 Une Undi LED 2 9.
3 | adllndn DC12V DC 26 A |uumimaduial 12v/26 An | 2/m5/2024 3 Un Un@ LED 29.4
4 | ofllndn DC12v DC 26 A |uummesuks| 12v/26 An | 28512024 4 uUng Unsi LED 2 9.4
5 | odinin DC12V DC 26 A |uumwmatuskal 12v/26 An | 21ms/2024 5 Uné Un@ LED 294
6 |1Ind DC12V DC 26 A |uummasuia| 12v/26 An | 2ims/2024 6 n@ n7 LED 294
7 | I DC12V DC 26 A |wummedusha| 12vi26 An | 2ims/2024 7 Un# Uni LED 2.4
8 [1flnn DC12V DC 26 A |uummaustal 12v/26 An | 21/m5/2024 8 Un An# LED 244
9 | 1UindA DC12V DC 26 A |uumimeswia| 12v/26 An [ 28m5/2024 9 Un# Un LED 290
Remark / UHENG
Note : (1) Please Mark N/A if not applicable / ngounla N/A tlifldays
(2)ltem/39M (3),(7),(8) Please Mark, / Normal, X Abnormal / nuwinesaswne, / Uni, X laini
(3)tem/ #En1e (1).(2).(4).(5),(6).,(9),(10) Please Specify Detail Data / nunszysuaziduaradaya
Recorded By / aptiutiniag Checked By / asqagaulas Verified By / nunaunsisgaulasg

auindna) Signature /
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