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United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

PSAE

» NSC -TISI -TIS 1702 TESTING
consu i cowey Lareo Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com sﬁ'E;;IN;Ing . No. 0063
PARAMETER UNIT METHOD OF ANALYSIS e REGULATORY: | DETECTION | | LIMIT OF
7 5 STANDARD LIMIT  |QUANTITATION
(LoQ)
13:35HOUR 1/ 13:30 HOUR 1/
T25AQ390-0001 | T25AQ390-0002
OIL AND GREASE® mg/L LIQUID-LIQUID, 19 <3 <20 = 3
PARTITION-GRAVIMETRIC
METHOD (SM: PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID | YELLOW/TURBID
SEDIMENT BROWN BROWN
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
© : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,
RESULT 1 : aasausautinduuasanansye
RESULT 2 : 3mstunatinaanannstuuzadanas

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

bsi< 15072001 T « PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Pt Vi) fewdsé, | © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
ceRmFiED ceRMFIED CERTFIED 2/2 2025-U070659

- End of Analysis Report -

PSAE

UNITED ANALYST AND ENGINEERING
CONSULTANT COMPANY LIMITED

United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

(T, LABORKTORY ACCREDITATION

Y BLA-DSS
@ AR\, J

NSC-TISI-TIS 17025  TESTING
TESTING 0207 No. 0063

ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE =
SAMPLE TYPE : WASTEWATER RECEIVED DATE : JULY 25, 2025
SAMPLING DATE 1 JULY 25, 2025 ANALYTICAL DATE : JULY 25 - AUGUST 1, 2025
SAMPLING TIME ISSUE DATE : AUGUST 5, 2025
SAMPLING METHOD REPORT NO. 1 2025-U070659
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AQ390-0001 - T25AQ390-0002
PARAMETER UNIT METHOD OF ANALYSIS s REGULATORY. DETEETION|] . LIMLT OF
STANDARD LIMIT QUANTITATION
a 2 (L0Q)
13:35HOUR 1/ 13:30 HOUR 1/
T25AQ390-0001 | T25AQ390-0002
pH® - ELECTROMETRIC METHOD (AT | 72 (30.7°C) 6.9 (32.2°C) 5590 < =
SITE) SM: PART 4500-H* B AND
1060 B
BIOCHEMICAL OXYGEN mg/L MEMBRANE ELECTRODE 140 406 <20 - 20
DEMAND? METHOD (SM: PART 5210 B AND
PART 4500-O G)
TOTAL SUSPENDED SOLIDS? mg/L | TOTAL SUSPENDED SOLIDS 60.0 52:3 <30 - 50
DRIED FROM 103 TO 105 °C (SM:
PART 2540 D)
TOTAL DISSOLVED SOLIDS? mg/L TOTAL DISSOLVED SOLIDS 342 401 <1000 = 25
DRIED AT 180 °C (SM: PART 2540
C)
SETTLEABLE SOLIDS® mUL | IMHOFF CONE (SM: PART 2540 F) <01 <041 5 0.1 .
SULPHIDEY mg/L IODOMETRIC METHOD (SM: 065 <050 <10 - 050
PART 4500-S% F)
TOTAL KJELDAHL NITROGEN® mg/L IN-HOUSE METHOD: 676 264 <35 15 50
UAE.TP.WAS.001 (KJELDAHL
METHOD); SM: PART 4500-Norg C
bsi Soe00 oo = © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Banorert Vimm ) heshadsiey | e THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
Systems. Management.
cemED camren cormrE 1/2
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UNITED ANALYST AND ENGINEERING
CONSULTANT COMPANY LIMITED

United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

LABORATORY ACCREDITATION

\  BLADSS '

TESTING
No. 0063

E% <
V ome

NSC -TISI-TIS 17025
TESTING 0207

ANALYSIS REPORT

CUSTOMER NAME : SUPALAT CITY RESORT RATCHADA-HUAT KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAT KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE =
SAMPLE TYPE : WASTEWATER RECEIVED DATE : AUGUST 20, 2025
SAMPLING DATE i AUGUST 20, 2025 ANALYTICAL DATE : AUGUST 20-26, 2025
SAMPLING TIME T ISSUE DATE : AUGUST 28, 2025
SAMPLING METHOD : GRAB REPORT NO. : 2025-U077651
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25A5164-0001 - T25A5164-0002
RESULT
PARAMETER UNIT METHOD OF ANALYSIS Aoy | e ke i ramion
3 2 (10Q)
14:35HOUR 1/ 14:25 HOUR 1/
T25AS164-0001 | T25AS164-0002
pH? ELECTROMETRIC METHOD (AT | 658 (304°C) | 59(312°C) | 5590 - -
SITE) SM: PART 4500-H* B AND
10608
BIOCHEMICAL OXYGEN mgl  |MEMBRANE ELECTRODE 171 926 <20 20
DEMAND? METHOD (SM: PART 5210 B AND
PART 4500-O G)
TOTAL SUSPENDED SOLIDS® | mgL | TOTAL SUSPENDED SOLIDS 553 516 <30 - 50
DRIED FROM 103 TO 105 °C (SM:
PART 2540 D)
TOTAL DISSOLVED SOLIDS” mgl.  |TOTAL DISSOLVED SOLIDS 204 382 <1000 - 25
DRIED AT 180 °C (SM: PART 2540
©)
SETTLEABLE SOLIDS® mUL | IMHOFF CONE (SM: PART 2540 F) 01 <01 B 01
SULPHIDE® mgl  [IODOMETRIC METHOD (SM: 19 <050 <10 050
PART 4500-S2 F)
TOTAL KJELDAHL NITROGEN® | mglL | IN-HOUSE METHOD: 741 184 <36 15 50
UAE.TP.WAS 001 (KJELDAHL
METHOD); SM: PART 4500-Norg C
bsi oo e = © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
@ Vet iy Health and Safety © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
s iy
ek B i R0 0O A
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United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

LABORATORY ACCREDITATION
BLADSS

2 y 3 -TISI - 7! TESTIN
consoLar courny s Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NS(';I'EE:IIN ; I:2:"025 NQSOQSE
ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAT KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE =
SAMPLE TYPE : EFFLUENT RECEIVED DATE + JULY 25, 2025
SAMPLING DATE 1 JULY 25, 2025 ANALYTICAL DATE : JULY 25 - AUGUST 5, 2025
SAMPLING TIME : 13:25 HOUR ISSUE DATE : AUGUST 5, 2025
SAMPLING METHOD : GRAB REPORT NO. : 2025-U070660
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AQ390-0003
RESUEY LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS — REGULATORY | DETECTION
vanmirgavihunau STANDARD LIMIT  |QUANTITATION
FUNUDANVIAANSITOLY (LoQ)
Aavang
T25AQ390-0003
pH? ELECTROMETRIC METHOD (AT SITE) SM: 69 (30.3°C) 5590 - -
PART 4500-H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND?| mg/L MEMBRANE ELECTRODE METHOD (SM: 108 <20 - 20
PART 5210 B AND PART 4500-0 G)
TOTAL SUSPENDED SOLIDS? mg/L TOTAL SUSPENDED SOLIDS DRIED 245 <30 - 50
FROM 103 TO 105 °C (SM: PART 2540 D)
TOTAL DISSOLVED SOLIDS? mglL TOTAL DISSOLVED SOLIDS DRIED AT 569 <1,000 25
180 °C (SM: PART 2540 C)
SETTLEABLE SOLIDS® mUL IMHOFF CONE (SM: PART 2540 F) <01 0.1
SULPHIDE® mg/iL IODOMETRIC METHOD (SM: PART 4500 <050 <10 - 050
)
TOTAL KJELDAHL NITROGEN’ mg/L IN-HOUSE METHOD: UAE.TPWAS.001 409 <35 15 50
(KJELDAHL METHOD); SM: PART
4500-Norg C
OIL AND GREASE?® mg/L LIQUID-LIQUID, <3 <20 - 3
PARTITION-GRAVIMETRIC METHOD (SM:
PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
5 ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

bSl 1509001 15014001
Quaity Emvironmental
@ Management
Systems.
CeRTFIED CERTIFIED

15045001
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CERTIRED

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
© THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

O 0 00

11

- End of Analysis Report -
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L‘AE United Analyst and Engineering Consultant Co., Ltd. E\M 0\ \ J UAE United Analyst and Engineering Consultant Co,, Ltd. g\
e momoremy 3 S0i Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 RECAREIETIE e e e e SIOI Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, SéNQkUk 10260 NSC-TISI-TIS 17025  TESTING
consurar coueay uureo - Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ~ tpere o No. 0063 cousurmercourmer ureo - Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com ™ reeriye gogy No..0063
ANALYSIS REPORT PARAMETER UNIT METHOD OF ANALYSIS SR RECUCATORY:|DETECTION] LWL OF
E 1 2 STANDARD LIMIT QUANTITATION
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG - (toQ)
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310 fasistascodi | ToRAS1eE 005
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com OIL AND GREASE® mglL LIQUID-LIQUID, “ 3 <20 - 3
SAMPLING SOURCE g PARTITION-GRAVIMETRIC
SAMPLE TYPE : EFFLUENT RECEIVED DATE : AUGUST 20, 2025 METHOD (SM: PART 8520 B)
SAMPLING DATE : AUGUST 20, 2025 ANALYTICAL DATE 1 AUGUST 20-28, 2025 SAMPLE CONDITION
SAMPLING TIME : 14:45 HOUR ISSUE DATE : AUGUST 28, 2025 WATER'S COLOUR/TURBID YERW/TURBID. | YELLOW/TURBID
SAMPLING METHOD : GRAB REPORT NO. : 2025-U077652 SEDIMENT SROWN BReny
SAMPLING BY WORK NO. : 2024-009293 2 ; ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
ANALYZED BY ANALYSIS NO. : T25AS164-0003 ® : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
RESULT © : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
PARAMETER UNIT METHOD OF ANALYSIS ———— REGULATORY | DETECTION | LTMITOP i
uarimhamviuniau | sTANDARD vt |Q oo M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
AUNLDANVIAFISITALY v
2a921A15 RESULT 1 : jenusiuinduzavalinsne
T25AS164-0003 RESULT 2 : 3sszunathaanainssuuuadanans
pHe . ELECTROMETRIC METHOD (AT SITE) SM: 64 (314°C) 5590 - s
PART 4500-H- B AND 1060 B REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
BIOCHEMICAL OXYGEN DEMANDY  mg/L | MEMBRANE ELECTRODE METHOD (SM: 675 <20 z 20 THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
PART 5210 B AND PART 4500-0 G) VOL 141, PART 233 D, DATED AUGUST 27, 2024.
TOTAL SUSPENDED SOLIDS? mg/L TOTAL SUSPENDED SOLIDS DRIED 182 <30 - 50
FROM 103 TO 105 °C (SM: PART 2540 D)
TOTAL DISSOLVED SOLIDS? mg/L TOTAL DISSOLVED SOLIDS DRIED AT 375 < 1,000 - 25
180 °C (SM: PART 2540 C)
SETTLEABLE SOLIDS® muUL IMHOFF CONE (SM: PART 2540 F) <01 - 0.1
SULPHIDE? ma/L IODOMETRIC METHOD (SM: PART 4500 <050 <10 - 0.50
S F)
TOTAL KJELDAHL NITROGEN® mg/L IN-HOUSE METHOD: UAE.TP.WAS.001 159 <35 15 50
(KJELDAHL METHOD); SM: PART
4500-Norg C
OIL AND GREASE? mg/L LIQUID-LIQUID, <3 <20 - 8
PARTITION-GRAVIMETRIC METHOD (SM:
PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/CLEAR
SEDIMENT BROWN
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
® : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023,
REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.
LABORATORY SUPERVISOR
bsi 09001 15074001 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY. bsi 1509001 150100 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
@ fweec )W) B8 ) o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED, @ T eemen sy || ROHSANALSISKERORTARRROVES, ONLYIFORTHE SAMRLES ASIREGELVED -
pusilt — e camee o camren 2/2 2025-U077651
n | 000 0 O

- End of Analysis Report - - End of Analysis Report -
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LABORATORY ACCREDITATION
BLA-DSS

United Analyst and Engineering Consultant Co., Ltd.
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

ISAE

consuLTanT conmny Lres Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mai uae@uaeconsultant.com NS(?[;;I.[SIIN-;'I§ZL77025 LESE'O":S
PARAMETER UNIT METHOD OF ANALYSIS i REGULATORY | DEYECTION | LIMET OF
STANDARD LIMIT QUANTITATION
x 2 (LoQ)
10:20 HOUR 1/ 10:25 HOUR 1/
T25AV329-0001 | T25AV329-0002
OIL AND GREASE? mg/lL LIQUID-LIQUID, 9 <3 <20 - 3
PARTITION-GRAVIMETRIC
METHOD (SM: PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID | YELLOW/TURBID
SEDIMENT YELLOW GREY
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDl'I'[ON, 2023.
RESULT1 annunuﬁwtﬁuunommmn
RESULT 2 : 3@stineiiaanainsuuuatanas

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

bsi <o AT © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
oo SR Mowmmes | Femwasey ) ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
cemneo cemne cemeo

2/2 2025-U089021

- End of Analysis Report -

ISAE

UNITED ANALYST AND ENGINEERING

United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuLTaT comrany Lmen  1€.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

NSC -TISI -TIS 17025
TESTING 0207

NQ.‘ LABORATORY ACCREDITATION
BLA-DSS
. u
TESTING
No. 0063

ANALYSIS REPORT

CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE -
SAMPLE TYPE | WASTEWATER RECEIVED DATE : SEPTEMBER 23, 2025
SAMPLING DATE : SEPTEMBER 22, 2025 ANALYTICAL DATE : SEPTEMBER 23-30, 2025
SAMPLING TIME Ly ISSUE DATE : OCTOBER 1, 2025
SAMPLING METHOD | GRAB REPORT NO. : 2025-U089021
SAMPLING BY WORK NO.  2024-009293
ANALYZED BY ANALYSIS NO. : T25AV329-0001 - T25AV329-0002
RESULT
REGULATORY | DETECTION LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS - 2 il L e L
oo
10:20 HOUR 1/ 10:25 HOUR 1/
T25AV329-0001 | T25AV329-0002
pH? - |ELECTROMETRICMETHOD (AT | 69 (310°C) | 62(317°C) | 5590 = .
SITE) SM: PART 4500-H* B AND
1060 B
BIOCHEMICAL OXYGEN mgl  |MEMBRANE ELECTRODE 142 486 <20 - 20
DEMAND METHOD (SM: PART 5210 B AND
PART 4500-O G)
TOTAL SUSPENDED SOLIDS® | mglL |TOTAL SUSPENDED SOLIDS 514 624 <30 - 50
DRIED FROM 103 TO 105 °C (SM:
PART 2540 D)
TOTALDISSOLVED SOLIDS® | mglL  |TOTAL DISSOLVED SOLIDS 336 340 <1000 - 2%
DRIED AT 180 °C (SM: PART 2540
)
SETTLEABLE SOLIDS® mUL  |IMHOFF CONE (SM:PART 2540 F)| 0.1 04 : 01 :
SULPHIDE® mglL |IODOMETRIC METHOD (SM: 33 <050 <10 - 050
PART 4500-S* F)
TOTAL KJELDAHL NITROGEN® | mglL | IN-HOUSE METHOD: 764 13 <35 15 50
UAE.TPWAS 001 (KJELDAHL
METHOD); SM: PART 4500-Norg C
bsi 1509001 15014001 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.,
Management Management Health and Sty © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
S ok
CERTIFIED CERTIAED CERTIFIED

1/2
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L‘AE United Analyst and Engineering Consultant Co., Ltd.

UNITED ANALYST AND ENGINEERING

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuLTanT comeany Lnireo  1€1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

LABORATORY ACCREDITATION
BLADSS

NSC-TISI-TIS 17025  TESTING

TESTING 0207 No.. 0063

ANALYSIS REPORT

1/2

CUSTOMER NAME 1 SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE -
SAMPLE TYPE : WASTEWATER RECEIVED DATE : OCTOBER 20, 2025
SAMPLING DATE : OCTOBER 20, 2025 ANALYTICAL DATE : OCTOBER 20-29, 2025
SAMPLING TIME Y ISSUE DATE : OCTOBER 29, 2025
SAMPLING METHOD : GRAB REPORT NO. 1 2025-U098546
SAMPLING BY WORK NO. 1 2024-009293
ANALYZED BY ANALYSIS NO. 1 T25AX749-0001 - T25AX749-0002
PARAMETER UNIT METHOD OF ANALYSIS il REGULATORY: DETECTION | LIMITOF
STANDARD LIMIT QUANTITATION
1 2 (LoQ)
10:10 HOUR 1/ 10:15 HOUR 1/
T25AX749-0001 | T25AX749-0002
pH? - ELECTROMETRIC METHOD (AT | 7.4 (30.#C) 7.4 (30.1C) 5590 - s
SITE) SM: PART 4500-H* B AND
1060 B
BIOCHEMICAL OXYGEN mglL MEMBRANE ELECTRODE 41 186 <20 - 20
DEMAND? METHOD (SM: PART 5210 B AND
PART 4500-O G)
TOTAL SUSPENDED mg/L TOTAL SUSPENDED SOLIDS 722 434 <30 - 50
SOLIDS? DRIED FROM 103 TO 105 °C (SM:
PART 2540 D)
TOTAL DISSOLVED mglL TOTAL DISSOLVED SOLIDS 313 329 <1,000 - 25
SOLIDS? DRIED AT 180 °C (SM: PART 2540
C)
SETTLEABLE SOLIDS® mUL IMHOFF CONE (SM: PART 2540 F) 05 07 - 0.1 -
SULPHIDE® mglL IODOMETRIC METHOD (SM: 22 <050 <10 s 050
PART 4500-S F)
TOTAL KJELDAHL mglL IN-HOUSE METHOD: 859 85 <35 15 50
NITROGEN® UAE TP.WAS.001 (KJELDAHL
METHOD); SM: PART 4500-Norg C
bsi 505001 o0 00 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
@ MW Management Heaith and Safety © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
Systems Management:
cexnen e pmscain

LABORATORY ACCREDITATION

\  BLADSS '

NSC-TISI-TIS 17025  TESTING

o . 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
AND ENGINEERN
oweany Lo 1€1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com

UAE United Analyst and Engineering Consultant Co., Ltd.

TESTING 0207 No./0063
ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE :-
SAMPLE TYPE : EFFLUENT RECEIVED DATE : SEPTEMBER 23, 2025
SAMPLING DATE : SEPTEMBER 22, 2025 ANALYTICAL DATE : SEPTEMBER 23-30, 2025
SAMPLING TIME : 10:35 HOUR ISSUE DATE : OCTOBER 1, 2025
SAMPLING METHOD : GRAB REPORT NO. : 2025-U089022
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AV329-0003
PARAMETER uNIT o SIS SEiL REGULATORY EcTION | LIMITOF
M METHOD OF ANALYST. TR | | ATOR DETECTION | QUANTITATION
STutRANViadIsISME (LOQ)
uvAINg
T25AV329-0003
oH? = ELECTROMETRIC METHOD (AT SITE) SM: 67 (31+C) 5590 >
PART 4500-H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND? mg/L MEMBRANE ELECTRODE METHOD (SM: 279 <20 - 20
PART 5210 B AND PART 4500-O G)
TOTAL SUSPENDED SOLIDS® mgl | TOTAL SUSPENDED SOLIDS DRIED 358 <30 - 50
FROM 103 TO 105 °C (SM: PART 2540 D)
TOTAL DISSOLVED SOLIDS? mgl | TOTAL DISSOLVED SOLIDS DRIED AT 334 <1000 - 2
180 °C (SM: PART 2540 C)
SETTLEABLE SOLIDS® muL IMHOFF CONE (SM: PART 2540 F) 03 = 01
SULPHIDE? mg/L IODOMETRIC METHOD (SM: PART 4500 <050 <10 - 0.50
S F)
TOTAL KJELDAHL NITROGEN® mglL | IN-HOUSE METHOD: UAE TP WAS.001 168 <35 15 50
(KJELDAHL METHOD); SM: PART
4500-Norg C
OIL AND GREASE? mgl  |LQUID-LIQUID, <3 <20 R 3
PARTITION-GRAVIMETRIC METHOD (SM:
PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© 1 VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

LABORATORY SUPERVISOR

bSi< =~ sowem
599 oW, ™ Fo4sn
Maragement Heatth and Safety © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.

- _] . 0

15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
cemmrE e cormeD
- End of Analysis Report -




LABORATORY ACGREDITATION

UAE United Analyst and Engineering Consultant Co., Ltd. B S By e ,
3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
UNITED ANALYST AND ENGINEERING ? NSC-TISI-TIS 17025  TESTING
consuLtant cowpany Lmmen  T1€L.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING 0207 No. 0063
ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAT KHWANG HUAT KHWANG BANGKOK 10310
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE e
SAMPLE TYPE . EFFLUENT RECEIVED DATE : OCTOBER 20, 2025
SAMPLING DATE : OCTOBER 20, 2025 ANALYTICAL DATE : OCTOBER 20-29, 2025
SAMPLING TIME : 10:20 HOUR ISSUE DATE : OCTOBER 29, 2025
SAMPLING METHOD : GRAB REPORT NO. 1 2025-U098548
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AX749-0003
PARAM sis g REGULATORY crion | LIMITOF
METHOD OF ANALYSTI! DETE! N
ETER UNIT uiamhsaavirunau s?ANDARD LMIT  |QUANTITATION
sunuaanvadsIsa (LoQ)
A]IAT
T25AX749-0003
pH? - ELECTROMETRIC METHOD (AT SITE) SM; 7.1(310°C) 5590 -
PART 4500-H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND? mg/L MEMBRANE ELECTRODE METHOD (SM: <20 <20 - 20
PART 5210 B AND PART 4500-O G)
TOTAL SUSPENDED SOLIDS? mg/L TOTAL SUSPENDED SOLIDS DRIED 938 <30 - 50
FROM 103 TO 105 °C (SM: PART 2540 D)
TOTAL DISSOLVED SOLIDS® mg/L TOTAL DISSOLVED SOLIDS DRIED AT 317 <1000 - 25
180 °C (SM: PART 2540 C)
SETTLEABLE SOLIDS® mUL IMHOFF CONE (SM: PART 2540 F) 0.1 - 0.1 -
SULPHIDEY mg/L IODOMETRIC METHOD (SM: PART 4500 <050 <10 - 050
-$*F)
TOTAL KJELDAHL NITROGEN® mg/L IN-HOUSE METHOD: UAE.TP.WAS.001 150 <35 15 50
(KJELDAHL METHOD); SM: PART
4500-Norg C
OIL AND GREASE? mg/L LIQUID-LIQUID, 11 <20 - 3
PARTITION-GRAVIMETRIC METHOD (SM:
PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© 1 VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI'I'ION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

bSl 1509001 15014001 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Quaity Endronmentat Cecupationsl
oo Management Heatthand Safety © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
o i 1 OO

- End of Analysis Report -

LABORATORY ACCREDITATION
BLA-DSS

L‘AE United Analyst and Engineering Consultant Co., Ltd. "

e 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 NSC-TISI-TIS 17025  TESTING

consuLTant company uimeo 1€1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING 0207 No. 0063
RESULT
REGULATORY | DETECTION |  LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS 1 = e [ e
(LoQ)
10:10 HOUR 1/ 10:15 HOUR 1/
T25AX749-0001 | T25AX749-0002

OIL AND GREASE? mg/L LIQUID-LIQUID, 9 <3 <20 = 3

PARTITION-GRAVIMETRIC

METHOD (SM: PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID GREY/TURBID YELLOW/TURBID
SEDIMENT GREY BROWN
@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

RESULT 1 : yamunuindsuasarasye

RESULT2 : 3eszunetinaanainstuumasatms

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

15014001 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

bsi 1509001

s S M | fmwgsan | e THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
ceRmAED canrE ceRnipED 2/2 2025-U098546

- End of Analysis Report -
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LABORATORY ACCREDITATION
BLA-DSS

UAE United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

UNITED ANALYST AND ENGINEERING

consucTant comenny Lwires T€1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025 TESTING
TESTING 0207 Mo, £063
PARAMETER UNIT METHOD OF ANALYSIS i ] RESULATORY| DETECTION | _ LIMIT OF
STANDARD | LIMIT QUANTITATION
A 2 (10Q)
13:20 HOUR 1/ 13:15 HOUR 1/
T25AZ545-0001 | T25AZ545-0002
OIL AND GREASE® mglL LIQUID-LIQUID, 10 <3 <20 5 3
PARTITION-GRAVIMETRIC
METHOD (SM: PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID | YELLOW/TURBID
SEDIMENT BROWN BROWN
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlT[ON, 2023.
RESULTE 3 qanuﬂnﬁuéﬂummmmﬂ
RESULT2  : 3mszunmitaanainstuuzatalnns

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

bSl 1509001 15014001 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Enonmental

R Mussgenwt. | Hothowssey | ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
cexen cexnrED Pt 22

2025-U105754

- End of Analysis Report -

UAE United Analyst and Engineering Consultant Co., Ltd.

UNITED ANALYST AND ENGINEERING

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260
consuLTanr cowany Lmmeo Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025

£\

LABORATORY ACCREDITATION
BLADSS

TESTING

TESTING 0207 No=0C63

ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAT KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE B
SAMPLE TYPE : WASTEWATER RECEIVED DATE : NOVEMBER 12, 2025
SAMPLING DATE : NOVEMBER 12, 2025 ANALYTICAL DATE : NOVEMBER 12-19, 2025
SAMPLING TIME s 1 ISSUE DATE : NOVEMBER 20, 2025
SAMPLING METHOD : GRAB REPORT NO. 1 2025-U105754
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AZ545-0001 - T25A7545-0002
RESULT
REGULATORY | DETECTION LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS 7 > STANDARD LIMIT  |QUANTITATION
(L0Q)
13:20 HOUR 1/ 13:15 HOUR 1/
T25AZ545-0001 | T25AZ545-0002
pH? - ELECTROMETRIC METHOD (AT 7.3 (29.3°C) 6.7 (30.7C) 55-90 - -
SITE) SM: PART 4500-H* B AND
1060 B
BIOCHEMICAL OXYGEN mg/L MEMBRANE ELECTRODE 136 928 <20 - 20
DEMAND? METHOD (SM: PART 5210 B AND
PART 4500-O G)
TOTAL SUSPENDED mg/L TOTAL SUSPENDED SOLIDS 524 574 <30 - 50
SoLIDS? DRIED FROM 103 TO 105 °C (SM:
PART 2540 D)
TOTAL DISSOLVED mg/L TOTAL DISSOLVED SOLIDS 325 389 < 1,000 - 25
SOLIDS? DRIED AT 180 °C (SM: PART 2540
©)
SETTLEABLE SOLIDS® mUL IMHOFF CONE (SM: PART 2540 F) 01 03 - 0.1 -
SULPHIDE? mg/L IODOMETRIC METHOD (SM: 26 <050 <10 - 0.50
PART 4500-S% F)
TOTAL KJELDAHL mg/L IN-HOUSE METHOD: 738 171 <35 16 50
NITROGEN® UAE.TP.WAS.001 (KJELDAHL
METHOD); SM: PART 4500-Norg C
bSl S0m00T 15045001  PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Vet ) iesmwaswy | © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
e cexmpen cere

1/2
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AE United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

LABORSTORY ACCREDITATION
BLADSS

LABORATORY ACCREDITATION

\  BLADSS '

UAE United Analyst and Engineering Consultant Co., Ltd.

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

b NSC -TISI-TIS 17025  TESTING ) s
Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultantcom 2o o o0 No. 0063 consuiTant coumams e Tel0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC-TISI-TIS 17025 TESTING
TESTING 0207 No..0063
ANALYSIS REPORT ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG CUSTOMER NAME . SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310 ADDRESS . 300 PRACHA UTHIT ROAD HUAT KHWANG HUAL KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE §= SAMPLING SOURCE ‘-
SAMPLE TYPE : WASTEWATER RECEIVED DATE : DECEMBER 11, 2025 SAMPLE TYPE  EFFLUENT RECEIVED DATE - NOVEMBER 12, 2025
SAMPLING DATE : DECEMBER 11, 2025 ANALYTICAL DATE : DECEMBER 11-18, 2025 SAMPLING DATE . NOVEMBER 12, 2025 ANALYTICAL DATE - NOVEMBER 12-19, 2025
SAMPLING TIME Y ISSUE DATE + DECEMBER 19, 2025 SAMPLING TIME : 13:35 HOUR ISSUE DATE : NOVEMBER 20, 2025
SAMPLING METHOD : GRAB REPORT NO. : 2025-U114934 SAMPLING METHOD . GRAB REPORT NG § JOISII05755
SAMPLING BY WORK NO. : 2024-009293 SAMPLING BY WORKING: < SRG203
ANALYZED BY ANALYSIS NO. : T25BC009-0001 - T25BC009-0002 ANALYZED BY ANALYSIS NO. . T25A7545-0003
RESULT
REGULATORY | DETECTION LIMIT OF RESULT
PARAMETER UNIT METHOD OF ANALYSIS STANDARD | LIMIT  QUANTITATION PARAMETER UNIT METHOD OF ANALYSIS REGULATORY | DETECTION |  HIMIT OF
1 “ (oQ) raWnmhAavuRay | STANDARD LIMIT  |QUANTITATION
14:35 HOUR 1/ 14:40 HOUR 1/ srunuanAViaEIsITALY (LOQ)
T25BC009-0001 T25BC009-0002 AIDINT
pH? - ELECTROMETRIC METHOD (AT | 72 (28.7°C) 62(284°C) | 5590 - " Lt ]
SITE) SM: PART 4500-H: B AND pH? 2 Eﬁ?ﬂﬂi VETHOD (ATSTE)SM{ 70 @96°) 5590 = -
1060 B
L | MEMBRANE ELECTRODE METHOD (SM: 687 <20 = 20
BIOCHEMICAL OXYGEN malL MEMBRANE ELECTRODE 137 609 <20 20 BIOCHEMICALOXYGENDEMANDY  ma AT NG PR TS0 5 ¢
DEMAND? METHOD(SM PART 5210840 TOTAL SUSPENDED SOLIDS? mgl | TOTAL SUSPENDED SOLIDS DRIED 288 <30 E 50
PART 4500-O G) FROM 103 TO 105 °C (SM: PART 2540 D)
TOTAL SUSPENDED malL TOTAL SUSPENDED SOLIDS 453 114 <30 - 50 TOTAL DISSOLVED SOLIDS® mglL | TOTAL DISSOLVED SOLIDS DRIED AT 355 <1000 : 2
SOLIDS? DRIED FROM 103 TO 105 °C (SM: 180 °C (SM: PART 2540 C)
PART 2540 D) SETTLEABLE SOLIDS® mUL IMHOFF CONE (SM: PART 2540 F) 0.1 - 041
TOTAL DISSOLVED mg/L TOTAL DISSOLVED SOLIDS 360 348 <1000 = 25
IODOMETRIC MI O : ¥ 10 - .
SOLInE DRIED AT 180 °C (SM: PART 2540 SULPHIDE? mel.. |8 - ETHOD SV RART 4500 <00 < 0%
o TOTAL KJELDAHL NITROGEN? mgl | IN-HOUSE METHOD: UAE.TPWAS.001 166 <35 15 50
SETTLEABLE SOLIDS® mLL IMHOFF CONE (SM: PART 2540 F) 0.1 <01 . 01 (KJELDAHL METHODY); SM: PART
4500-Norg C
SULPHIDE? mg/L IODOMETRIC METHOD (SM: 20 <050 <10 - 050 Ol 2D GREACE oL LIQUID-LIQUID, <3 <20 7 3
PART 4500-S* F) PARTITION-GRAVIMETRIC METHOD (SM:
TOTAL KJELDAHL malL IN-HOUSE METHOD: 726 152 <35 15 50 PART 5520 B)
NITROGEN® UAE TP WAS 001 (KJELDAHL SAMPLE CONDITION
METHOD): Sk PART4500-Nori'© WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN
a : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024,
LABORATORY SUPERVISOR
bSi 10 9001 15014001 o PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY. bsi o o001 A © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
@ Ponagerert S « THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED., @ St Voromes | Fesmwshies ) o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
Systems. Systems. Management
el i 12 (00O 0 0 e ) wove ) 11
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- End of Analysis Report -



£

“ LABORATORY ACCREDITATION
L‘A United Analyst and Engineering Consultant Co., Ltd. &\, \""

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com NSC:TISI=TiS47020  TRSING

TESTING 0207 Na, 0063

ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAT KHWANG BANGKOK 10310
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE Ve
SAMPLE TYPE 1 EFFLUENT
SAMPLING DATE . DECEMBER 11, 2025

RECEIVED DATE
ANALYTICAL DATE

: DECEMBER 11, 2025
: DECEMBER 11-18, 2025

SAMPLING TIME : 14:48 HOUR ISSUE DATE : DECEMBER 19, 2025
SAMPLING METHOD : GRAB REPORT NO. : 2025-U114935
SAMPLING BY WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25BC009-0003
RESOLY LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS — REGULATORY | DETECTION
vawngevinunau STANDARD LMIT | QUANTITATION
STNUAANVAAISITIME (LoQ)
LEEERERE]
T25BC009-0003
pH? - ELECTROMETRIC METHOD (AT SITE) SM;| 6.9 (28.5°C) 5590 -
PART 4500-H* B AND 1060 B
BIOCHEMICAL OXYGEN DEMAND?| mg/L MEMBRANE ELECTRODE METHOD (SM: 10.3 <20 - 20
PART 5210 B AND PART 4500-O G)
TOTAL SUSPENDED SOLIDS? mg/L TOTAL SUSPENDED SOLIDS DRIED 96 <30 - 50
FROM 103 TO 105 °C (SM: PART 2540 D)
TOTAL DISSOLVED SOLIDS? mg/L TOTAL DISSOLVED SOLIDS DRIED AT 260 <1000 - 25
180 °C (SM: PART 2540 C)
SETTLEABLE SOLIDS® mUL IMHOFF CONE (SM: PART 2540 F) 03 - 0.1
SULPHIDE® mg/L IODOMETRIC METHOD (SM: PART 4500 <050 <10 - 050
R
TOTAL KJELDAHL NITROGEN® mg/L IN-HOUSE METHOD: UAE.TP.WAS 001 179 <35 15 50
(KJELDAHL METHOD); SM: PART
4500-Norg C
OIL AND GREASE® mg/L LQuID-LIQuID, <3 <20 - 3
PARTITION-GRAVIMETRIC METHOD (SM:
PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID
SEDIMENT BROWN

@ : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
¢ VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlTION, 2023.

REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF
THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

bSl 1509001 15014001 150 45001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
Quasty Emoomental Occupavonsl
@ Hanspumrt Maragement Hearth 30a Safery © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
S o S " 1 OO A

- End of Analysis Report -

L

LABORATORY ACCREDITATION

UAE United Analyst and Engineering Consultant Co., Ltd. !\a _‘ N S ’

N 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 NSC.-TiSI Tlé 7038 TESTING
comeany e Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com i

TESTING 0207 No. 0083
RESULT
REGULATORY | DETECTION LIMIT OF
PARAMETER UNIT METHOD OF ANALYSIS SraNDARD. | LIMIT | KUANTITATION
1 2 (LoQ)
14:35 HOUR 1/ 14:40 HOUR 1/
T25BC009-0001 | T25BC009-0002

OIL AND GREASE? mglL LIQUID-LIQUID, 13 <3 <20 - 3

PARTITION-GRAVIMETRIC

METHOD (SM: PART 5520 B)
SAMPLE CONDITION
WATER'S COLOUR/TURBID YELLOW/TURBID | YELLOW/TURBID
SEDIMENT BROWN BROWN
2 : ISO/IEC 17025 ACCREDITED BY THAI INDUSTRIAL STANDARDS INSTITUTE (TISI)
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© 1 VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.

RESULT 1 $ qaﬂusmﬁ'ﬂéuuaaa'\msun
RESULT 2 : amszunminaanannssuyuasanans
REGULATORY STANDARD : RANGE OR MAXIMUM PERMITTED VALUE FOR BUILDING EFFLUENT STANDARDS CLASS A, NOTIFICATION OF

THE MINISTRY OF RESOURCES AND ENVIRONMENT, PUBLISHED IN THE ROYAL GOVERNMENT GAZETTE,
VOL 141, PART 233 D, DATED AUGUST 27, 2024.

LABORATORY SUPERVISOR

bSl 1509001 15014001 150 45001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
?n:;.vm fraissicicg Heatth and Sofery ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
ystems. Mansgerent
cenmAen ceren cernren 2/2 2025-U114934

- End of Analysis Report -
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LABORATORY ACCREDITATION

UAE United Analyst and Engineering Consultant Co.,, Ltd. ”/,/@: \Zssl
11l

3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260

UNITED ANALYST AND ENGINEERING

consuLTanT coweany Liimen  1€1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com Lisg(l)%g
ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAL KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAT KHWANG BANGKOK 10310
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE : SWIMMING POOL
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : AUGUST 20, 2025
SAMPLING DATE : AUGUST 20, 2025 ANALYTICAL DATE : AUGUST 20-25, 2025
SAMPLING TIME : 14:20 HOUR ISSUE DATE 1 AUGUST 28, 2025
SAMPLING METHOD ° : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U077653
SAMPLING BY © WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AS164-0004
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL | STANDARD LIMIT
T25A5164-0004
MICROBIOLOGY
TOTAL COLIFORMS? MPN/100 mL | MULTIPLE-TUBE FERMENTATION =11 <10 14
TECHNIQUE (SM: PART 92218 AND C)
FAECAL COLIFORMSP MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 NOT DETECTED 11
TECHNIQUE (SM: PART 9221B, C AND E)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mED]TION, 2023.
REGULATORY STANDARD : RECOMMENDATIONS OF PUBLIC HEALTH COMMITTEE NO. 1/2550; CONTROL OF SWIMMING POOLS BUSINESSES OR
OTHER SIMILAR BUSINESSES.
<11 : LESS THAN 1.1 MPN/100 mL MEANS NOT DETECTED.
bsi< 5070001 ~~_ B045001~\ ® PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
@ ::”nm;m iy %m o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
e s d m | 0 0 0 000 A

- End of Analysis Report -
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No.0063
ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAT KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE : SWIMMING POOL
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : JULY 25, 2025
SAMPLING DATE : JULY 25, 2025 ANALYTICAL DATE 1 JULY 25-29, 2025
SAMPLING TIME : 13:20 HOUR ISSUE DATE 1 AUGUST 5, 2025
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2025-U070661
SAMPLING BY © WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AQ390-0004
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL|  STANDARD LIMIT
T25AQ390-0004
MICROBIOLOGY
TOTAL COLIFORMS? MPN/100 mL | MULTIPLE-TUBE FERMENTATION 247 <10 11
TECHNIQUE (SM: PART 9221B AND C)
FAECAL COLIFORMS? MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 NOT DETECTED 11
TECHNIQUE (SM: PART 9221B, C AND E)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
M : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDITION, 2023.
REGULATORY STANDARD : RECOMMENDATIONS OF PUBLIC HEALTH COMMITTEE NO. 1/2550; CONTROL OF SWIMMING POOLS BUSINESSES OR
OTHER SIMILAR BUSINESSES.
<11 : LESS THAN 1.1 MPN/100 mL MEANS NOT DETECTED.
LABORATORY SUPERVISOR
bsi<mem o100 5045001  PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
%ﬂ.‘ Wi ) Wmaiser ) o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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- End of Analysis Report -
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ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAT KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE : SWIMMING POOL
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : OCTOBER 20, 2025
SAMPLING DATE : OCTOBER 20, 2025 ANALYTICAL DATE : OCTOBER 20-23, 2025
SAMPLING TIME : 10:00 HOUR ISSUE DATE : OCTOBER 30, 2025
SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U098549
SAMPLING BY °© WORK NO. 1 2024-009293
ANALYZED BY _ ANALYSIS NO. : T25AX749-0004
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SwW POOL ST. LIMIT
T25AX749-0004
MICROBIOLOGY
TOTAL COLIFORMS® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <141 <10 11
TECHNIQUE (SM: PART 92218 AND C)
FAECAL COLIFORMS® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 NOT DETECTED 11
TECHNIQUE (SM: PART 9221B, C AND E)
SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT
b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
© i VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDI'T'ION, 2023,
REGULATORY STANDARD : RECOMMENDATIONS OF PUBLIC HEALTH COMMITTEE NO. 1/2550; CONTROL OF SWIMMING POOLS BUSINESSES OR
OTHER SIMILAR BUSINESSES.
<14 : LESS THAN 1.1 MPN/100 mL MEANS NOT DETECTED.

bsi<wn ot~ R0\ * PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
:‘:M.u,:_‘ sy ﬁnﬁm o THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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- End of Analysis Report -
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ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE : SWIMMING POOL
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : SEPTEMBER 23, 2025
SAMPLING DATE : SEPTEMBER 22, 2025 ANALYTICAL DATE : SEPTEMBER 23-26, 2025
SAMPLING TIME : 10:10 HOUR ISSUE DATE : OCTOBER 1, 2025
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. : 2025-U089023
SAMPLING BY © WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25AV329-0004
RESULT REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL| STANDARD LIMIT
T25AV329-0004
MICROBIOLOGY
TOTAL COLIFORMS? MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11
TECHNIQUE (SM: PART 9221B AND C)
FAECAL COLIFORMS? MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 NOT DETECTED 11
TECHNIQUE (SM: PART 9221B, C AND E)

SAMPLE CONDITION

WATER'S COLOUR/TURBID COLOURLESS/CLEAR

SEDIMENT ‘

b : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)

© : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION

SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 mEDlT[ON, 2023.

REGULATORY STANDARD : RECOMMENDATIONS OF PUBLIC HEALTH COMMITTEE NO. 1/2550; CONTROL OF SWIMMING POOLS BUSINESSES OR

OTHER SIMILAR BUSINESSES.

<11 : LESS THAN 1.1 MPN/100 mL MEANS NOT DETECTED.

bSi 150 9001 15014001
Quaity Envronmental
@W S

CERNED cemAED

© PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.

15045001
Healthand Safety © THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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- End of Analysis Report -
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UAE United Analyst and Engineering Consultant Co,, Ltd. B \ ’ UAE United Analyst and Engineering Consultant Co,, Ltd. LN\ ’
3 5ol Udomsuk 41, Sukumvit Roa, Banigchak, Phrakhanong, Bangkok 10260 AR St 3 Soi Udomsuk 41, Sukhumvit Road, Bangchak, Phrakhanong, Bangkok 10260 Wil
i " . UNITED ANALYST AND ENGINEERING
s Tel.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING consuLTant comeany Lien  1€1.0 2763 2828 Fax 0 2763 2800 www.uaeconsultant.com E-mail: uae@uaeconsultant.com TESTING
No.0063 No.0063
ANALYSIS REPORT ANALYSIS REPORT
CUSTOMER NAME : SUPALAI CITY RESORT RATCHADA-HUAI KHWANG CUSTOMER NAME i SUPALAI CITY RESORT RATCHADA-HUAT KHWANG
ADDRESS : 300 PRACHA UTHIT ROAD HUAI KHWANG HUAI KHWANG BANGKOK 10310 ADDRESS : 300 PRACHA UTHIT ROAD HUAT KHWANG HUAI KHWANG BANGKOK 10310
CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com CONTACT INFORMATION  : TEL : 06 5849 2333 e-mail : crh@th.knightfrank.com
SAMPLING SOURCE : SWIMMING POOL SAMPLING SOURCE 1 SWIMMING POOL
SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : DECEMBER 11, 2025 SAMPLE TYPE : WATER SAMPLE FROM SWIMMING POOL RECEIVED DATE : NOVEMBER 12, 2025
SAMPLING DATE : DECEMBER 11, 2025 ANALYTICAL DATE : DECEMBER 11-16, 2025 SAMPLING DATE : NOVEMBER 12, 2025 ANALYTICAL DATE : NOVEMBER 12-17, 2025
SAMPLING TIME : 14:30 HOUR ISSUE DATE : DECEMBER 19, 2025 SAMPLING TIME 1 13:25 HOUR ISSUE DATE : NOVEMBER 20, 2025
SAMPLING METHOD © : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2025-U114936 SAMPLING METHOD °© : GRAB AND STERILE TECHNIQUE REPORT NO. 1 2025-U105756
SAMPLING BY °© WORK NO. 1 2024009293 SAMPLING BY © WORK NO. : 2024-009293
ANALYZED BY ANALYSIS NO. : T25BC009-0004 ANALYZED BY ANALYSIS NO. : T25AZ545-0004
RESULT REGULATORY | DETECTION RESULY REGULATORY | DETECTION
PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD Lmrr PARAMETER UNIT METHOD OF ANALYSIS SWIMMING POOL |  STANDARD LIMIT
T25BC009-0004 T25AZ545-0004
MICROBIOLOGY MICROBIOLOGY
TOTAL COLIFORMS® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11 TOTAL COLIFORMS? MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 <10 11
TECHNIQUE (SM: PART 9221B AND C) TECHNIQUE (SM: PART 92218 AND C)
FAECAL COLIFORMS® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 NOT DETECTED 11 FAECAL COLIFORMS® MPN/100 mL | MULTIPLE-TUBE FERMENTATION <11 NOT DETECTED 11
TECHNIQUE (SM: PART 92218, C AND E) TECHNIQUE (SM: PART 92218, C AND E)
SAMPLE CONDITION SAMPLE CONDITION
WATER'S COLOUR/TURBID COLOURLESS/CLEAR WATER'S COLOUR/TURBID COLOURLESS/CLEAR
SEDIMENT : SEDIMENT
b ; ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS) © : ISO/IEC 17025 ACCREDITED BY DEPARTMENT OF SCIENCE SERVICE (DSS)
©: VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION © : VERIFIED BY OWN LABORATORY QUALITY SYSTEM, BUT NOT IN SCOPE OF ACCREDITATION
SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023. SM : STANDARD METHODS FOR THE EXAMINATION OF WATER AND WASTEWATER, APHA, AWWA, WEF, 24 "EDITION, 2023.
REGULATORY STANDARD : RECOMMENDATIONS OF PUBLIC HEALTH COMMITTEE NO. 1/2550; CONTROL OF SWIMMING POOLS BUSINESSES OR REGULATORY STANDARD : RECOMMENDATIONS OF PUBLIC HEALTH COMMITTEE NO. 1/2550; CONTROL OF SWIMMING POOLS BUSINESSES OR
OTHER SIMILAR BUSINESSES. OTHER SIMILAR BUSINESSES.
<11 : LESS THAN 1.1 MPN/100 mL MEANS NOT DETECTED. <11 : LESS THAN 1.1 MPN/100 mL MEANS NOT DETECTED.
LABORATORY SUPERVISOR
bsi 1509001 15014001 150 45001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY. bSi 1509001 15014001 15045001 © PROHIBITED TO PARTIALLY COPY ANALYSIS REPORT PRIOR TO WRITTEN PERMISSION BY THE LABORATORY.
%—« lllvnqlwvvld 3:3“.2‘;«« ® THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED. ::w-wmw- Management Heaith and Safety  THIS ANALYSIS REPORT APPROVES ONLY FOR THE SAMPLES AS RECEIVED.
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- End of Analysis Report - - End of Analysis Report -
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Swimming Pool Daily Checklist

lusrenunisnsagaudszineti

Month / ifau Rnan Year/ 3l 2568

Knight

u Frank

Sheet No. / wHufi....

Building / 21a15 35 s8adv Faa1-iea9ng

Status Record Adding / NaLdial Condition of Equipment / ﬂmwmma_ﬂnini Recorded Checked By
Date | Time 1iufinAn Chlorine | Soda Ash| Powder Pump Set Pressure Tank Filter Set By Tech. Sup.
Suit [van| oL PH nandu |lomr-uat| arsnsas 'qmi'fqu usanUIBIRY( ... PSI)| qm'line‘a«lvﬂ Tudin aadaulng
(7.2-76)| (kg) (kg.) (kg./Lt} [No. 1/No. 2{No.3| No. 1 No.2 | No.1 | No.2 Tan Waniirdng
v | = |- 12 /7T
23 AN N N Ve Vel B e
i~ I~ | = A A7 | T~ [
ol b | ~12 |A~~ | ~| |~
v - — |l |~ | —| ~
S I I U 0 I P e
g | ~|F |\ |
ST | - -~ | = 2NV ER W WAV
A I Bl P A A I VA RV 4
19 |vo | — = /7 N/ 171/
w |= | == /A7 7]y
T2 e | |\ = |7l 7 7|7 U/
R AN B B VAV R R VA I
T |~ - |- 1A 71~ | A~
VAR RSN i 4 ANNA | A A~
ha |~ - |- |7 A7V N 21 7
AN B e I A 7|~
qr | - — 4 Vi : 7
2|~ | I~ |07 | ||
;.,?\ - - [ Ve a arE
|l < |- 1774-1-1-1-
FAL < [~ [ A - W e
g || BL | vof ~ | - AN 2|~ ~
24M7»52ML 2 I = B I I e
2 [med O T4 — — jg ‘= |
B TN 2T R T S I PP R I e R
7 opw[r 0] 4.9 [ — | ~ — |\l |77 / /; ,7,.
G XA UES R I I S % ) P e
»peotyolfr | § | — |3 | A A7 | 7N
o o0 so |3y | - | — | - |/ //_/ || 7
sl |0 | — | |1 AAA |~ -] —
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Remark / nanews
Used within month / Remain (ﬁmmﬁﬁw‘ﬂ'lummﬁnu/:mnmwlﬁa)
(Chlorine (AR5 U) Kg. Powder (813n523) Kg. / Litre Hydrochloric Acid (nFaLn@a) Ka.
Soda Ash (Ton-ua) - Kg. Sodium Bicarbonate (IvAualuarduaium) Kg.
Note : Please Mark N/A if not applicable, / Normal, X Abnormal/ ngaunld N/A ki, / nfi, X Lind Verified By / viumaussasaauing
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Swimming Pool Daily Checklist
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Month / \#iau nengian Year/ T 2568
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n Frank

Sheet No. / wiud....

Building / 21A15 3 Saadv S1an-vanaang

Status Record Adding / MR Condition of Equipment / snwarasaungol Recorded Checked By
Date | Time ufinAn Chlorine | Soda Ash| Powder Pump Set Pressure Tank Filter Set By Tech. Sup.
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Remark / viaingiug
Used within month / Remain (ﬂ?mmﬁl‘ifﬁ?dmamﬁnulmmmmﬁ'a)
Chiorine (AABTY) Kg. Powder (§15n9a4) Kg. / Litre Hydrochloric Acid (nTALN@a) Kg.
Soda Ash (Y-nm-uﬁ;l) a Kg. Sodium Bicarbonate (Im@aluadfuaium) Kg.
Note : Please Mark N/Aif not applicable, / Normal, X Abnormal / ngnunld NiA dnbiftina, / Un@, X Taitlni Verified By / nuvaungasaauing
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Swimming Pool Daily Checklist
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Status Record Adding / NgLAN Condition of Equipment / anwuasginsal Recorded Checked By
Date | Time fiufinda Chiorine | Soda Ash| Powder Pump Set Pressure Tank Filter Set By Tech. Sup.
fuil [ e[ cL PH asadu [Tomi-uad| a1snseg qmﬁuﬁq ussdasda(.. | anldnsasi fiudin nsaasaulng
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Remark / naneiiie)
Used within month / Remain  (WFsnauildadelusauiiion / HanAIMAR)
Chlorine (raa3u) Kg. Powder (15n924) Kg. / Litre Hydrochloric Acid (nsainia) Kg.
Soda Ash (lman-uat) Kg. Sodium Bicarbonate (Tmiealuaifuaiun) Kg.
Note : Please Mark N/A f not applicable, / Normal, X Abnormal / njusla N/ dliidays, / Undi, X lind Verified By [ WUNURATIAGA!
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Swimming Pool Daily Checklist
lusrerunisnsragaudszdnatin

Month / thiau nueneu Year/3l 2568
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Sheet No. / weud.....

Building / @a17 @ 3dasn Sga-Waeuang

Status Record Adding / nsLia Condition of Equipment / ﬂmw'nm’zzdninf Recorded Checked By
Date | Time fufindr Chlorine | Soda Ash| Powder Pump Set Pressure Tank Filter Set By Tech. Sup.
fudt | e | oL PH anasy |Tdan-uat| a1snges goifurh  [useduvasdi....Ps) qm‘t«’nsa«fw tfudin asradaulng
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