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TCE

®  YINN IAINTIMAL TR
THAI CHEMICAL & ENGINEERING CO., LTD.
1048/2 %, YN 66/1 0.y N uvransz Tuuald tuansz Tvus nFamw 10260 Tns. 0-2744-9911 umne 0-2393-0165
1048/2 Soi Sukhumvit 66/1, Sukhumvit Rd., Prakanong Tai, Prakanong, Bangkok 10260 TEL. 0-2744-9911 FAX 0-2393-0165

No.  0282/69

WASTE WATER ANALYSIS REPORT

Date . 3/2/69 Analysis Date : 27/1/69-2/2/69
Customer + U3%% 18u3% Ustindia a1im Sampling Date : 26/1/69
Address L’si‘llﬁ 12/156 «n'awgﬁ"mwuml.m A.UUBIWN B.IHARU Sampling Time : 13.30
a.4lszaauAsdus 77110 Received Date : 27/1/69
Tel . 032-516-888
Reference Number WP/PK 0539/69
Method of Analysis
Parameter Unit Effluent Standard
Appearance mﬁm'zju
pH @236°C=71 5590 Electrometric (SM 2023:4500-H*B.)
Biochemical Oxygen Demand (mgll) 12 <30 5-Day BOD Test, Azide Modification (SM 2023:5210 B.)
Total Suspended Solids (mg/l) 31 <40 Dried at 103-105°C (SM 2023:2540 D.)
Total Dissolved Solids (mg/l) 197 <1000 Dried at 180°C (SM 2023:2540 C.)
Oil & Grease (mgll) <5.00 <20 Soxhlet Extraction (SM 2023:5520 D.)
Total Kjeldahl Nitrogen (mgll) 17.06 <35 Macro-Kjeldahl, Titrimetric (SM 2023:4500-N(org) B.)
Sulfide (mgll) Not detected <1.0 ZnS Precipitation, lodometric (SM 2023:4500-S? F.)
Settleable Solids (mi/t) <0.5 - Imhoff Cone, Volumetric (SM 2023:2540 F.)

SM : Standard Methods for the Examination of Water and Wastewater, APHA, AWWA, WEF, 24 - Edition, 2023.

*® The results relate only to the samples tested and apply to customer's self-drawn samples only.

** This analysis report may not be reproduced other than in full, except with the prior written approval of the technical manager.

é ;’ ' .
Approved by mn/ﬂo\}//‘ MM Wﬂﬂﬂfﬁ«/m\@

(Fyanind wasenszans)

Page 1 of 1 F-QC-04-07 Rev. 6



TCE ® 138N Inssuall $10A

THAI CHEMICAL & ENGINEERING CO., LTD.

1048/2 .Y 66/1 0.y uw2awsy Tuuald iumnaz Tuus ngamm 10260 Tns. 0-2744-9911 uvlnef 0-2393-0165
1048/2 Soi Sukhumvit 66/1, Sukhumvit Rd., Prakanong Tai, Prakanong, Bangkok 10260 TEL. 0-2744-9911 FAX 0-2393-0165

No. 0621/69

WASTE WATER ANALYSIS REPORT

Date . 4/3/69 Analysis Date : 24/2/69-2/3/69
a o @B a a a o o 5
Customer : U 1AWFT UsUuim Anm Sampling Date : 23/2/69
Address ta9l 12/156 FREUFTNUNUBIUN A.AUBILN B. WU Sampling Time : 15.00
a.lszaauRsdus 77110 Received Date : 24/2/69
Tel . 032-516-888
Reference Number WP/PK 1162/69
Method of Analysis
Parameter Unit Effluent Standard
Appearance Aaudnglad
[~
nENaULaNUat
pH @ 26.3 ‘c=75 5.5-9.0 Electrometric (SM 2023:4500-H+B.)
Biochemical Oxygen Demand (mg/l) 13 <30 5-Day BOD Test, Azide Modification (SM 2023:5210 B.)
Total Suspended Solids (mg/l) 26 <40 Dried at 103-105°C (SM 2023:2540 D.)
Total Dissolved Solids (mgll) 162 <1000 Dried at 180°C (SM 2023:2540 C.)
Oil & Grease (mg/l) <5.00 <20 Soxhlet Extraction (SM 2023:5520 D.)
Total Kjeldah! Nitrogen (mgll) 29.09 < 85 Macro-Kjeldahl, Titrimetric (SM 2023:4500-N(org) B.)
Sulfide (mgll) Not detected <1.0 ZnS Precipitation, lodometric (SM 2023:4500-S? F.)
Settleable Solids (mi/t) <05 - Imhoff Cone, Volumetric (SM 2023:2540 F.)

SM : Standard Methods for the Examination of Water and Wastewater, APHA, AWWA, WEF, 24 b Edition, 2023.

< The results relate only to the samples tested and apply to customer's self-drawn samples only.

% This analysis report may not be reproduced other than in full, except with the prior written approval of the technical manager.

g l
Approved by ;{Hﬁ/ﬂjﬂjﬂ% . Q/\]ﬂﬂ%‘m'{,ﬂ/]ﬂ

(Bryaunsmd wanensyans)

Page 1 of 1 F-QC-04-07 Rev. 6



T8 B

©  UF¥n IINTIIMAL S1nA
THAI CHEMICAL & ENGINEERING CO., LTD.
1048/2 %.qYNIN 66/1 0.9y IN U2NTE Tora 18 tunwsz Tvas nJamn 10260 Tns. 0-2744-9911 umned 0-2393-0165
1048/2 Soi Sukhumvit 66/1, Sukhumvit Rd., Prakanong Tai, Prakanong, Bangkok 10260 TEL. 0-2744-9911 FAX 0-2393-0165

No.  1031/69

WASTE WATER ANALYSIS REPORT

Date . 714169 Analysis Date : 31/3/69-6/4/69
Customer + U3%w 18u37 Ushindin a1in Sampling Date : 30/3/69
Address  © vaufi 121156 FRAUYTUNUBIUN A.AUBIWN B T Sampling Time : 14.00
a.4lszaauAsdus 77110 Received Date : 31/3/69
Tel . 032-516-888
Reference Number WP/PK 1865/69
Method of Analysis
Parameter Unit Effluent Standard
Appearance mﬁmqju
pH @261°C=75 5590 Electrometric (SM 2023:4500-H*B.)
Biochemical Oxygen Demand (mg/l) 89 <30 5-Day BOD Test, Azide Modification (SM 2023:5210 B.)
Total Suspended Solids (mgll) 40 <40 Dried at 103-105°C (SM 2023:2540 D.)
Total Dissolved Solids (mg/l) 198 <1000 Dried at 180°C (SM 2023:2540 C,)
Oil & Grease (magll) < 5.00 <20 Soxhlet Extraction (SM 2023:5520 D.)
Total Kjeldahl Nitrogen (mg/l) 21.26 <35 Macro-Kjeldahl, Titrimetric (SM 2023:4500-N(org) B.)
Sulfide (mg/l) <07 <1.0 ZnS Precipitation, lodometric (SM 2023:4500-S* F.)
Settleable Solids (mi/t) <0.5 - Imhoff Cone, Volumetric (SM 2023:2540 F.)

SM : Standard Methods for the Examination of Water and Wastewater, APHA, AWWA, WEF, 24 i Edition, 2023.

< The results relate only to the samples tested and apply to customer's self-drawn samples only.

% This analysis report may not be reproduced other than in full, except with the prior written approval of the technical manager.

;‘mmiﬁmd NRAHTTH vﬁ’/w

Approved by 7% R R

o o

(Brynyn5md wamenszans)

Page 1 of 1 F-QC-04-07 Rev. 6



TCE

®  Y3uN IANTTUAL 9109
THAI CHEMICAL & ENGINEERING CO., LTD.

1048/2 %.qyuN 66/1 0.y v 2anss Tvua R tuansz Tvua ngamn 10260 Tns. 0-2744-9911 urnef 0-2393-0165
1048/2 Soi Sukhumvit 66/1, Sukhumvit Rd., Prakanong Tai, Prakanong, Bangkok 10260 TEL. 0-2744-9911 FAX 0-2393-0165

No.  1306/69
WASTE WATER ANALYSIS REPORT
Date : 6/5/69 Analysis Date : 28/4/69-6/5/69
Customer 1T 18UsY Usiiafia 41im Sampling Date : 27/4/69
Address el 12/156 Teeugtiumuadn A uLaIwn 2. Wiy Sampling Time : 13.00
a.4lszaauAsdus 77110 Received Date : 28/4/69
Tel - 032-516-888
Reference Number WP/PK 2418/69
Method of Analysis
Parameter Unit Effluent Standard
Appearance IUADIAAY
a9ty
pH @240°C=70 5590 Electrometric (SM 2023:4500-H"B.)
Biochemical Oxygen Demand (mg/l) 26 <30 5-Day BOD Test, Azide Modification (SM 2023:5210 B.)
Total Suspended Solids (mg/l) 32 <40 Dried at 103-105°C (SM 2023:2540 D.)
Total Dissolved Solids (mg/1) 282 < 1000 Dried at 180°C (SM 2023:2540 C.)
Oil & Grease (mgll) < 5.00 <20 Soxhlet Extraction (SM 2023:5520 D.)
Total Kjeldahl Nitrogen (mgll) 1.40 < 35 Macro-Kjeldahl, Titrimetric (SM 2023:4500-N(org) B.)
Sulfide (mgll) Not detected <1.0 ZnS Precipitation, lodometric (SM 2023:4500-S7 F.)
Settleable Solids (ml/1) <05 - Imhoff Cone, Volumetric (SM 2023:2540 F.)

SM : Standard Methods for the Examination of Water and Wastewater, APHA, AWWA, WEF, 24 - Edition, 2023.

*$* The results relate only to the samples tested and apply to customer's self-drawn samples only.

% This analysis report may not be reproduced other than in full, except with the prior written approval of the technical manager.

Page 1 of 1

Approved by

4 r
éﬂﬂﬁm%wmw an

(Funnind nanensgyand)

F-QC-04-07 Rev. 6



TCE

®  YFHN IINTIMAY TR
THAI CHEMICAL & ENGINEERING CO., LTD.
1048/2 5.9YNAN 66/1 0.7YuIN UY2INTE Tuua 1R (uanss Turia Agamm 10260 Tns. 0-2744-9911 tnef 0-2393-0165
1048/2 Soi Sukhumvit 66/1, Sukhumvit Rd., Prakanong Tai, Prakanong, Bangkok 10260 TEL. 0-2744-9911 FAX 0-2393-0165

No.  1627/69

WASTE WATER ANALYSIS REPORT

Date . 4/6/69 Analysis Date : 26/5/69-2/6/69
Customer 138" 1@u37 dsfindin 41im Sampling Date : 25/5/69
Address  © b8 12/156 FeeytuWLEINN A UBILN B Fadiu Sampling Time : 13.10
a.1s¥aauAsdus 77110 Received Date : 26/5/69
Tel : 032-516-888
Reference  Number WP/PK 3010/69
Method of Analysis
Parameter Unit Effluent Standard
Appearance WARIARY
1197
pH @253°C=75 5590 Electrometric (SM 2023:4500-H*B.)
Biochemical Oxygen Demand (mgll) 14 <30 5-Day BOD Test, Azide Modification (SM 2023:5210 B.)
Total Suspended Solids (mgll) 17 <40 Dried at 103-105°C (SM 2023:2540 D.)
Total Dissolved Solids (mg/l) 166 < 1000 Dried at 180°C (SM 2023:2540 C.)
Oil & Grease (mg/l) <5.00 <20 Soxhlet Extraction (SM 2023:5520 D.)
Total Kjeldahl Nitrogen (mgfl) 30.07 <35 Macro-Kjeldahl, Titrimetric (SM 2023:4500-N(org) B.)
Sulfide (mgll) Not detected <1.0 ZnS Precipitation, lodometric (SM 2023:4500-S*"F.)
Settleable Solids (mi/t) <0.5 - Imhoff Cone, Volumetric (SM 2023:2540 F.)

SM : Standard Methods for the Examination of Water and Wastewater, APHA, AWWA, WEF, 24 " Edition, 2023.

D2 Dusit

% The results relate only to the samples tested and apply to customer's self-drawn samples only.

% This analysis report may not be reproduced other than in full, except with the prior written approval of the technical manager.

4 !
Approved by gﬂ’jﬂ:ﬂ?m“ ..... ’V\‘ﬂﬂ”ﬂ"%’/ﬁmﬂ
v
(Srueyn5ml waannszans)

Page 1 of 1 F-QC-04-07 Rev. 6



TCE

a e a -~ o W
©  UYTHN WINTTUIAY 91NA
THAI CHEMICAL & ENGINEERING CO., LTD.
1048/2 %.YUIN 66/1 0.5 uwransz Toua 1R ivawaz Tuua pgamn 10260 Tns. 0-2744-9911 uvne 0-2393-0165
1048/2 Soi Sukhumvit 66/1, Sukhumvit Rd., Prakanong Tai, Prakanong, Bangkok 10260 TEL. 0-2744-9911 FAX 0-2393-0165

No. 2023/69

WASTE WATER ANALYSIS REPORT

Date L 717169 Analysis Date : 30/6/69-6/7/69
Customer © US®W tBUS Ustiudim a1nm Sampling Date : 29/6/69
Address - vaad 12/156 FREUYTTURUBILN A.AUBIHN B.TH25Y Sampling Time : 13.30
a.4szaauAsdus 77110 Received Date : 30/6/69
Tel . 032-516-888
Reference Number WP/PK 3663/69
Method of Analysis
Parameter Unit Effluent Standard
Appearance ma’ﬂd’lju
pH @ 245 ‘c=71 5.5-9.0 Electrometric (SM 2023:4500—H+B.)
Biochemical Oxygen Demand (mg) 12 <30 5-Day BOD Test, Azide Modification (SM 2023:5210 B.)
Total Suspended Solids (mg/l) 23 <40 Dried at 103-105°C (SM 2023:2540 D.)
Total Dissolved Solids (mag/l) 247 <1000 Dried at 180°C (SM 2023:2540 C.)
Oil & Grease (mgll) <5.00 <20 Soxhlet Extraction (SM 2023:5520 D.)
Total Kjeldahl Nitrogen (mgll) 13.64 <35 Macro-Kjeldahl, Titrimetric (SM 2023:4500-N(org) B.)
Sulfide (mgll) Not detected <1.0 ZnS Precipitation, lodometric (SM 2023:4500-S% F.)
Settleable Solids (mi/) <0.5 - Imhoff Cone, Volumetric (SM 2023:2540 F.)

SM : Standard Methods for the Examination of Water and Wastewater, APHA, AWWA, WEF, 24 " Edition, 2023

** The results relate only to the samples tested and apply to customer's self-drawn samples only.

** This analysis report may not be reproduced other than in full, except with the prior written approval of the technical manager.

& |
Approved by §mﬂ44?m% e Mﬂﬂﬂm %//@/M

Y N .
(BEYRUNTAU NARENTZAN)

Page 1 of 1 F-QC-04-07 Rev. 6
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SAMPLING DATE
ANALYSIS RE

WP/PK 0540/69

i

January 30, 2026

oo o e o e o o a o 3 1 ,
U3 015y Ustiudia e (@ninaulua) (J5ausy D2 Dusit)

Swimming Pool (Main Pool)

January 26, 2026 Received Date : January 27, 2026

oy

%‘«-}f
[tems Unit Result Standard Analysis Method
Total Coliform MPN/100 ml 1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 mli 1.1 <22 Multiple tube technique

Remark :

TR/le
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Ehumvin 66:/1 Sukbumvit R, Prakan

REE NO WP/PK 0541/69 January 30, 2026
APPLICANT L 15En By Usiinda S @ninawlne) (ssusy D2 Dusit)
COMMODITY Swimming Pool (Kid's Pool)

SAMPLING DATE
ANALYSIS RESULT (8)

January 26, 2026 Received Date : January 27, 2026

Items Unit Result Standard Analysis Method
Total Coliform MPN/100 ml 1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml 1.1 <2.2 Multiple tube technique
Remark :
aanwieglunasinasgiu
TR/le
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1IN
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February 27, 2026

e oS oo ooy o 5w '
YIEN 10U5Y Usiiuia 1na (ﬁ'ﬂéﬂ\‘i’]uiﬁm{') (NH Huahin)

February 23, 2026 Received Date

Swimming Pool (Kid's Pool)

: February 24, 2026

Items Unit Result Standard Analysis Method
Total Coliform MPN/100 ml < 1.1 <10 Multiple tube technique
E.Coli MPN/100 ml Negative Negative  |Multiple tube technique
Remark :

TR/c

K ]
aamieglunmainasgu




REFE NG WP/PK 1163/69

ANALY

Swimming Pool (Main Pool)

SAMPLING DATE : February 23, 2026 Received Date

February 27, 2026

A P A R T 3 o ar &g = e e o o o o [N .
APPLICANT L USYn sy Ustinia S (d@ninamlve) (NH Huahin)
~

: February 24, 2026

TR/c

H i Id
ammwumgiummmmmgm

Items Unit Result Standard Analysis Method
Total Coliform MPN/100 ml <1.1 <10 Multiple tube technique
E.Coli | MPN/ iOO mi Negative Negative  |Multiple tube technique
Remark :




REF. NO.

APPLICANT

COMMODITY

WP/PK 1867/69

ey b
Prals

02, 2026

e <& oA o e o o 5w i .
Y3HN 10Uy Ystiulia 9190 (mumnﬂ‘mg) (NH Huahin)

Swimming Pool (Kid's Pool)

SAMPLING DATE March 30, 2026 Received Date : March 31, 2026
ANALYSIS RESULT (8)

Items Unit Result Standard Analysis Method
Total Coliform MPN/100 ml <1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml < 1.1 <2.2 Multiple tube technique

Remark :

TR/I¢

¥ ' o
ammwmagiummmmmgm
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REF. NO.

APPLICANT
COMMODITY

SAMPLING DATE

WP/PK 1866/69

o g = =Y o W o o '
138 1915y Ysiinda da (@ninaulnn) (NH Huabin)

March 30, 2026 Received Date

ANALYSIS RESULT (8)

Swimming Pool (Main Pool)

March 31, 2026

Items Unit Result Standard Analysis Method
Total Coliform MPN/100 ml <11 <10 Multiple tube technique
Fecal Coliform MPN/100 m! <1.1 <22 Multiple tube technique

Remark :

TR/Ic

H i o
%giumwmé)giummmmmjgm




cEE NG WR/PK 2420/69 April 30, 2026

APPLICANT C s DSy Usiiudia Side @ninaulng) (D2 Dusit
COMMODITY : Swimming Pool (Kid's Pool)
SAMPLING DATE : April 27, 2026  Received Date : April 28, 2026

Items Unit Result Standard Analysis Method
Total Coliform MPN/100 ml <1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml < 1.1 <2.2 Multiple tube technique
Remark :
aammiieglunasiinasgiu
TR/le




prm———————

¢

April 30, 2026

@ W o @ FSNPY o & g @ T,
UIHN IBUTY Jsiinun 91na (ﬁ?‘i«lﬂ\‘ﬂulﬁiy) (D2 Dusit)

Swimming Pool (Main Pool)

SAMPLING DATE April 27, 2026  Received Date : April 28, 2026

ANALYSIS R

ltems Unit Result Standard Analysis Method
"fotal Coliform MPN/100 ml < 1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml <11 <22 Multiple tube technique
Remark :

H i o
Aoy lunasinasgu

TR/Ic
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WP/PK 3012/69 May 28, 2026

o g e N o o o w ]
Y5HN 19Uy Usiluiia 9199 (mummiwm)

: Swimming Pool (Kid's Pool)

May 25, 2026 Received Date : May 26, 2026

[tems Unit Result Standard Analysis Method
Total Coliform MPN/100 ml < 1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml <1.] <2.2 Multiple tube technique

Remark :

¥ g ¢
ﬂmmwmaglwﬂmmmmgm

TR/lc




s

P . & s
WP/PK 3011/69 May 28, 2026
U3 18Uy Usiiudia e (dninaulna)

COMMODITY Swimming Pool (Main Pool)
SAMPLING DATE : May 25, 2026 Received Date : May 26, 2026
ANALYSIS RESULT (S)

[tems Unit Result Standard Analysis Method
Total Coliform MPN/100 ml < 1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml <11 <22 Multiple tube technique

Remark :

H ' o
aumineg hunueinasgiu

TR/l

B




o

REF NO.  WP/PK 3665/69 July 02, 2026
APPLICANT N 8uFe Usiindia e @ninoulng)
COMMODITY : Swimming Pool (Kid's Pool)

SAMPLING DATE : June 29, 2026 Received Date : June 30, 2026

ANALYSIS RESULT (S)

[tems Unit Result Standard Analysis Method
Total Coliform MPN/100 ml < 1.1 < 10 Multiple tube technique
Fecal Coliform MPN/100 ml <11 <22 Multiple tube technique

Remark :

S 19 2
ammwmaglummmmmjﬁm

TR/c




REE. NO. WP/PK 3664/69 July 02, 2026

APPLICANT Ui BuEy stiniia Sie (@ninaulvg)
COMMODITY : Swimming Pool (Main Pool)
SAMPLING DATE : June 29, 2026 Received Date : June 30, 2026

ANALYSIS RESULT (8)

[tems Unit Result Standard Analysis Method
Total Coliform MPN/100 ml < 1.1 <10 Multiple tube technique
Fecal Coliform MPN/100 ml < 1.1 <22 Multiple tube technique
Remark :

¥ T I3
N ’]‘Winagiutﬂﬂlmgl'\ﬁﬁgﬂlu

TR/le
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ISO/IEC 17025
Accreditation No,1007/43
Test Report 6525499 Date : 16-Apr-2026 Page 1 of 1

Client : NH Hua Hin
12/156 Soi Muban Nongkae Nong Kae, Hua Hin Prachuap Khiri Khan 77110 Thailand

The following sample(s) was/were submitted and identified by client as:

Sample Name 1 P.1866/69 = Swimming Pool (Main Pool)
Sample Description : Water
The following sample(s) was/were identified by SGS as:
SGS Sample No. 1 6879125
Sample Condition : Water appears transparent contained in a glass bottle sealed with a plastic lid and kept
at a cool temperature.
Qty.Submitted v1glassbottlex 1L
Date Received : 31-Mar-2026 Date Commenced : 1-Apr-2026
Test ltems Method Results Units
Legionella spp. 180 11731 : 2017 Not detected** Per Liter

Remark: ** Limit of detection = 100 CFU/Liter
Signed for and on behalf of

SGS (Thailand) Ltd.

Jirapan Vilaipol
Microbiology L.aboratory Manager

End of Report

"Any holder of this document is advised that should client or third party information be supplied with respect to the goods or sample, SGS may, at its discretion, attached or
indicate such information to the report but SGS makes no warranties or accepts no liable for the veracity or lack thereof of such Information.”
N This document is issued by the Company subject to its General Conditions of Service printed overleaf, available on request.
& Attentionis drawn to the limitation of liability, indemnification and jurisdiction issues defined therein. Any holder of this document is advised that information contained hereon reflects the
I~ Company's findings at the time of its intervention only and within the limits of Client's instructions, if any. The Company's sole responsibility is to its Client and this document does not
&I exonerate parties to a transaction from exercising all their rights and obligations under the transaction documents, This document cannot be reproduced except in full, without prior written
€O approval of the Company. Any unauthorized alteration, forgery or falsification of the content or appearance of this document is unlawful and offenders may be prosecuted to the fuilest
extent of the law.
Publish or advertisement of the result or this document is prohibited, unless prior written approval of the Company.
Unless otherwise stated the results shown in this test report refer only to the sample(s) received and such sample(s) are retained for 15 days only.
WARNING: The sample(s) to which the findings recorded herein (the "Findings") relate was(were) drawn and/ or provided by the Client or by a third party acting at the Client's direction.
The Findings constitute no warranty of the sample's representativeness of any goods and strictly relate to the sample(s). The Company accepts no liability with regard to the origin or
source from which the sample{s} is/are said to be extracted.

SGS {Thailand) Limited | Laboratory Services 10, 10/1-4 and 12 Soi Rama Hl S.53, Chong Nonsi, Yan Nawa, Bangkok 10120
t +66 (0)2 683 05 41 www.sgs.com

| Member of the SGS Group
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ISO/IEC 17025
Accreditation No.1007/43

Test Report 6578880 Date : 9-Jun-2026 Page 1 of 1

Client : Dusit D2 Hua Hin
12/156 Soi Muban Nong kae, Nongkae Subdistrict,
Hua Hin Prachuap Khiri Khan 77110 Thailand

The following sample(s) was/were submitted and identified by client as:

Sample Name : P.3014/69 = Water Storage Tank
Sample Description : Water
The following sample(s) was/were identified by SGS as:
SGS Sample No. : 6936129
Sample Condition : Water appears transparent contained in a glass bottle sealed with a plastic lid and kept
at a cool temperature. Sediment is showing at the bottom of the bottle.
Qty.Submitted : 1 glass bottle x 1L
Date Received : 26-May-2026 Date Commenced : 27-May-2026
Test Items Method Results Units
Legionella spp. ISO 11731 : 2017 Not detected** Per Liter

Remark: ** Limit of detection = 100 CFU/Liter
Signed for and on behalf of
SGS (Thailand) Ltd.

Y

Jirapan Vilaipol
Microbiology Laboratory Manager

End of Report

"Any holder of this document is advised that should client or third party information be supplied with respect to the goods or sample, SGS may, at its discretion, attached or
indicate such information to the report but SGS makes no warranties or accepts no liable for the veracity or lack thereof of such Information."
N This document is issued by the Company subject to its General Conditions of Service printed overleaf, available on request.
n Attention is drawn to the limitation of liability, indemnification and jurisdiction issues defined therein. Any holder of this document is advised that information contained hereon reflects the
© Company's findings at the time of its intervention only and within the limits of Client's instructions, if any. The Company's sole responsibility is to its Client and this document does not
o\ exonerate parties to a transaction from exercising all their rights and obligations under the transaction documents. This document cannot be reproduced except in full, without prior written
€O approval of the Company. Any unauthorized alteration, forgery or falsification of the content or appearance of this document is unlawful and offenders may be prosecuted to the fullest
extent of the law.
Publish or advertisement of the result or this document is prohibited, unless prior written approval of the Company.
Unless otherwise stated the results shown in this test report refer only to the sample(s) received and such sample(s) are retained for 15 days only.
WARNING: The sample(s) to which the findings recorded herein (the "Findings") relate was(were) drawn and / or provided by the Client or by a third party acting at the Client's direction.
The Findings constitute no warranty of the sample's representativeness of any goods and strictly relate to the sample(s). The Company accepts no liability with regard to the origin or
source from which the sample(s) is/are said to be extracted.

SGS (Thailand) Limited | Laboratory Services 10, 10/1-4 and 12 Soi Rama lll $.59, Chong Nonsi, Yan Nawa, Bangkok 10120
t +66 (0)2 683 05 41 www.sgs.com

I Member of the SGS Group





