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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368660-1Report Number :

Page 1 of 1

Sample Number 2276616-1

Sampled Date Jun 30, 2022  9:37 AM

Sample Description Wastewater

Location บมอตรวจคคณภาพนตนาอาคาร 1
47P 422609887481
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤4046

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤203

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.08.2

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.50.2

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤32.8

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)695

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤40318

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤5024

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ดทย นงหมดในนตนาใช ด = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:01PM)11485-21
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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368661-1Report Number :

Page 1 of 1

Sample Number 2276616-2

Sampled Date Jun 30, 2022  9:46 AM

Sample Description Wastewater

Location บมอตรวจคคณภาพนตนาอาคาร 2
47P 422616 887470
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤40<2

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤20<3

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.07.8

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.5<0.1

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤30.8

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)324

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤4024.1

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤509

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ดทย นงหมดในนตนาใช ด = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:01PM)11485-21
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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368662-1Report Number :

Page 1 of 1

Sample Number 2276616-3

Sampled Date Jun 30, 2022  9:53 AM

Sample Description Wastewater

Location บมอตรวจคคณภาพนตนาอาคาร 3
47P 422622 887432
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤4048

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤2010

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.07.8

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.5<0.1

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤31.6

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)428

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤40131

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤5042

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ดทย นงหมดในนตนาใช ด = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:02PM)11485-21
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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368664-1Report Number :

Page 1 of 1

Sample Number 2276616-5

Sampled Date Jun 30, 2022 10:02 AM

Sample Description Wastewater

Location บมอตรวจคคณภาพนตนาอาคาร 6
47P 422673 887453
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤4049

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤203

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.07.9

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.5<0.1

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤30.8

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)660

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤40270

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤5028

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ดทย นงหมดในนตนาใช ด = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:02PM)11485-21
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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368665-1Report Number :

Page 1 of 1

Sample Number 2276616-6

Sampled Date Jun 30, 2022 10:14 AM

Sample Description Wastewater

Location บมอตรวจคคณภาพนตนาอาคาร 7
47P 422703 887476
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤4049

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤204

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.07.8

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.51.3

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤31.4

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)560

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤40248

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤5036

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ดทย นงหมดในนตนาใช ด = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:02PM)11485-21
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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368666-1Report Number :

Page 1 of 1

Sample Number 2276616-7

Sampled Date Jun 30, 2022  9:25 AM

Sample Description Wastewater

Location บมอตรวจคคณภาพนตนาอาคาร 8
47P 422657 887510
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤4013

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤20<3

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.08.4

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.50.1

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤31.8

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)565

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤40302

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤5018

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ดทย นงหมดในนตนาใช ด = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:02PM)11485-21
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Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location:

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported : Jul 07, 2022

2368667-1Report Number :

Page 1 of 1

Sample Number 2276616-8

Sampled Date Jun 30, 2022  9:15 AM

Sample Description Wastewater

Location คลยบเฮ ฮาสส
47P 422653 887520
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one amber glass bottle and four plastic bottles, sample containers comply to pretreatment - preservation standards 
(APHA, USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Guideline /
Specification

Water Testing

-BOD  * Based on APHA (2017), 5210 (B), 
4500-O (C)

mg/L Songkhla2 ≤4012

-Oil & Grease Based on APHA (2017), 5520 Bmg/L Songkhla3 ≤20<3

-pH at 25 degree C Based on APHA (2017), 4500-H 
(B)

Songkhla- 5.0-9.07.5

-Settleable Solid  * Based on APHA (2017), 2540 FmL/L/hr Songkhla0.1 ≤0.50.5

-Sulfide  * Based on APHA (2017), 4500-S2 
(C), (F)

mg/L Songkhla0.5 ≤32.0

-Total Dissolved Solids Dried at 
103-105 degree C *

Based on APHA (2017), 2540 Cmg/L Songkhla5 (1)320

0.15Total Kjeldahl Nitrogen as N * Based on APHA (2017), 4500-Norg 
(C)

mg/L Bangkok1.0 ≤4059.9

-Total Suspended Solids APHA (2017), 2540 Dmg/L Songkhla5 ≤5020

Guideline : Notification of Ministry of Natural Resources and Environment November,7 ,B.E. 2548 on Effluent Control Standard from Types and Sized of 
Buildings, Type C.  
(1) : The values are in addition to the Total Dissolved Solids of the water used not more than 500 mg/L.

Note : สารทชชละลายได ฮทย ทงหมดในนตทาใช ฮ = 166 มชลลชกรยมตมอลชตร

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.

The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.-

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company

S:\Reports\_All_GL.rpt ( 3:02PM)11485-21

COM
Rectangle



Analysis / Test Report

Phuket Environmental Services Co., Ltd.:Client 

125/512 M.5, T.Rasada, A.Muang, Phuket Thailand 83000

P/O  :

โครงการโอเชชชยนบรชซProject Name :

ลายยนซอย 1 หมมม 6 ตตาบลเชชงทะเล อตาเภอถลาง จยงหวยดภมเกกตProject Location :

Lot ID: 2276616
Jul 01, 2022 :Date Received

Date Reported :Jul 07, 2022

2368668-1Report Number :

Page 1 of 1

Sample Number 2276616-9

Sampled Date Jun 30, 2022 10:22 AM

Sample Description นตนาใช ชในโครงการ

Location กกอกนตนาหลยงคลยบเฮาสส
47P 422653 887520
Jul 01, 2022Date Analysis Commenced

Condition of Sample Contained in one plastic bottle, sample containers comply to pretreatment - preservation standards (APHA,  USEPA)

Analyte Unit LOD Result Method Testing 
Location

 LOQ 
(LOR)

Water Testing

-Total Dissolved solids Dried at 180 
degree C

APHA (2017), 2540 Cmg/L Songkhla5 166

Yuttapong Rattana , Thaksin AintromSampled By : 

Remark :

: Limit of DetectionLOD-

- : Lower than  LOQ (Limit of Quantitation) / LOR (Limit of Reporting)"<"

- Analyte(s) marked * is/are not included in scope of Accreditation ISO/IEC 17025.
- The laboratory has been accepted as an accredited laboratory complying with the ISO/IEC 17025.

The above results are valid only for the analyzed/tested sample(s) as indicated in 
this report. No part of this report or certificate may be reproduced in any form 
without written consent from the Laboratory. ALS Laboratory Group (Thailand) 

strongly recommends that this report is not reproduced except in full.

Approved by 

Sutthirak Tiprat

Scientist (2)

ADDRESS 114/1 Moo 8  Karnchanawanich Road T. Ban Phru A. Hat Yai Songkhla 90250 Thailand I PHONE +66 0 7489 5060 I FAX +66 0 7489 5068

ALS LABORATORY GROUP (THAILAND) CO., LTD. An ALS Limited Company
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